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REPORT SECTION 1-1

I n t r o d u c t i o n

The purpose of this report is to summarize the results of the non-linear, P-∆ structural analysis
of the temporary antenna installation on the ballast lattice tower located in Redding, CT.

The host tower is a 80-ft, three legged, tapered lattice tower originally designed and
manufactured by ROHN.  The tower geometry and structure member sizes were taken from
ROHN SSV standard design documents.

The tower consists of three (3) tapered vertical sections consisting of solid round legs and one
(1) tapered section consisting of pipe legs conforming to ASTM A572-50.  Diagonal and
horizontal lateral support bracing consists of solid rounds and steel angle shapes conforming to
ASTM A7-33. The vertical tower sections are connected by bolted flange plates with the
diagonal bracing to pipe legs consisting of bolted connections.  The width of the tower face is
1.5-ft at the top and 4.52-ft at the base.

A n t e n n a  a n d  A p p u r t e n a n c e  S u m m a r y
The existing, proposed and future loads considered in this analysis consist of the following:

§ TOWN (Proposed):
Antennas:  Three (3) 20-ft whip antennas mounted to the top of the tower.
Coax Cables:  Three (3) 7/8” Æ coax cables running on a face of the tower.

P r i m a r y  A s s u m p t i o n s  U s e d  i n  t h e  A n a l y s i s

§ The tower structure’s theoretical capacity not including any assessment of the
condition of the tower.

§ The tower carries the horizontal and vertical loads due to the weight of antennas, ice
load and wind.

§ Tower is properly installed and maintained.

§ Tower is in plumb condition.

§ Tower loading for antennas and mounts as listed in this report.

§ All bolts are appropriately tightened providing the necessary connection continuity.

§ All welds are fabricated with ER-70S-6 electrodes.

§ All members are assumed to be as specified in the original tower design documents.

§ All members are “hot dipped” galvanized in accordance with ASTM A123 and ASTM
A153 Standards.

§ All member protective coatings are in good condition.

§ All tower members were properly designed, detailed, fabricated, installed and have
been properly maintained since erection.

§ Any deviation from the analyzed antenna loading will require a new analysis for
verification of structural adequacy.

§ All coax cables routed as specified in Section 3 of this report.
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REPORT SECTION 1-2

A n a l y s i s
The existing tower was analyzed using a comprehensive computer program entitled tnxTower.
The program analyzes the tower, considering the worst case loading condition.  The tower is
considered as loaded by concentric forces along the tower shaft, and the model assumes that
the shaft members are subjected to bending, axial, and shear forces.

The existing tower was analyzed for the controlling basic wind speed (fastest mile) with no ice
and a 75% reduction of wind force with ½ inch accumulative ice to determine stresses in
members as per guidelines of TIA/EIA-222-F-96 entitled “Structural Standards for Steel Antenna
Towers and Antenna Supporting Structures”, the American Institute of Steel Construction
(AISC) and the Manual of Steel Construction; Allowable Stress Design (ASD).

The controlling wind speed is determined by evaluating the local available wind speed data as
provided in Appendix K of the CSBC1 and the wind speed data available in the TIA/EIA-222-F-
96 Standard.  The higher of the two wind speeds is utilized in preparation on the tower analysis.

T o w e r  L o a d i n g

Tower loading was determined by the basic wind speed as applied to projected surface areas
with modification factors per TIA/EIA-222-F, gravity loads of the tower structure and its
components, and the application of ½” radial ice on the tower structure and its components.

Basic Wind
Speed:

Fairfield; v = 85 mph (fastest mile)

Redding; v = 100 mph (3 second gust)
equivalent to v = 80 mph (fastest mile)

TIA/EIA-222-F wind speed controls.

[Section 16 of TIA/EIA-222-F-96]

[Appendix K of the 2005 CT
Building Code Supplement]

Load Cases: Load Case 1; 68 mph wind speed w/
no ice plus gravity load – used in
calculation of tower stresses and
rotation.

[Section 2.3.16 of TIA/EIA-222-
F-96] Per TIA-1019 Construction
Standard a 20% reduction in wind
speed was considered for
temporary loads experienced
during construction durations of
six weeks to six months

Load Case 2; 59 mph wind speed w/
½” radial ice plus gravity load – used in
calculation of tower stresses. The 59
mph wind speed velocity represents
75% of the wind pressure generated by
the 68 mph wind speed.

[Section 2.3.16 of TIA/EIA-222-
F-96]

Load Case 3; Seismic – not checked [Section 1614.5 of State Bldg.
Code 2005]  does not control in
the design of this structure type

1 The 2005 Connecticut State Building Code as amended by the 2009 CT State Supplement. (CSBC)
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REPORT SECTION 1-3

T o w e r  C a p a c i t y

Tower stresses were calculated utilizing the structural analysis software tnxTower.  Allowable
stresses were determined based on Table 5 of the TIA/EIA code with a 1/3 increase per Section
3.1.1.1 of the same code.

§ Calculated stresses were found to be within allowable limits.  In Load Case 1, per tnxTower
“Section Capacity Table”, this tower was found to be at 78.0% of its total capacity.

A n c h o r s  a n d  B a l l a s t
The base of the tower is connected to the ballast frame by means of (4) 5/8”Æ, ASTM A325
bolts per leg.

§ The tower reactions developed from the governing Load Case 1 were used in the
verification of the foundation:

§ The anchor bolts were found to be within allowable limits.

Tower Section Elevation (AGL) Stress Ratio
(percentage of capacity) Result

Leg (T4) 0.00’-20.00’ 78.0% PASS

Reactions Vector Proposed Base Reactions

Base
Shear 2 kips

Compression 3 kips
Moment 89 kip-ft

Leg
Shear 2 kips

Compression 24 kips
Uplift 21 kips

Tower Component Component
Stress Ratio

(percentage of
capacity)

Result

Anchor Bolts Tension 29.6% PASS
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§ The ballast frame was found to be within allowable limits.

Foundation Design
Limit

IBC 2003/2005
CT State Building

Code Section
3108.4.2 (FS)(1)

Proposed
Loading

(FS)(1)
Result

Ballast frame w/
28,000 lbs of
conc. blocks

OTM(2) 2.0 3.02 PASS

Note 1:  FS denotes Factor of Safety.
Note 2:  OTM denotes Overturning Moment

C o n c l u s i o n

This analysis shows that the subject tower is adequate to support the proposed antenna
configuration.

The analysis is based, in part, on the information provided to this office by CSB. If the existing
conditions are different than the information in this report, Centek Engineering, Inc. must be
contacted for resolution of any potential issues.

Please feel free to call with any questions or comments.

Respectfully Submitted by:

Timothy J. Lynn, PE
Structural Engineer
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S t a n d a r d  C o n d i t i o n s  f o r  F u r n i s h i n g  o f
P r o f e s s i o n a l  E n g i n e e r i n g  S e r v i c e s  o n
E x i s t i n g  S t r u c t u r e s

All engineering services are performed on the basis that the information used is current and
correct.  This information may consist of, but is not necessarily limited to:

§ Information supplied by the client regarding the structure itself, its foundations, the soil
 conditions, the antenna and feed line loading on the structure and its components, or
 other relevant information.

§ Information from the field and/or drawings in the possession of CENTEK engineering,
 Inc. or generated by field inspections or measurements of the structure.

§ It is the responsibility of the client to ensure that the information provide to CENTEK
 engineering, Inc. and used in the performance of our engineering services is correct and
 complete.  In the absence of information to the contrary, we assume that all structures
 were constructed in accordance with the drawings and specifications and are in an un-
 corroded condition and have not deteriorated.  It is therefore assumed that its capacity
 has not significantly changed from the “as new” condition.

§ All services will be performed to the codes specified by the client, and we do not imply to
 meet any other codes or requirements unless explicitly agreed in writing.  If wind and ice
 loads or other relevant parameters are to be different from the minimum values
 recommended by the codes, the client shall specify the exact requirement.  In the
 absence of information to the contrary, all work will be performed in accordance with the
 latest revision of ANSI/ASCE10  & ANSI/EIA-222

§ All services performed, results obtained, and recommendations made are in accordance
 with generally accepted engineering principles and practices.  CENTEK engineering, Inc.
 is not responsible for the conclusions, opinions and recommendations made by others
 based on the information we supply.
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G e n e r a l  D e s c r i p t i o n  o f  S t r u c t u r a l
A n a l y s i s  P r o g r a m
tnxTower, is an integrated structural analysis and design software package for Designed
specifically for the telecommunications industry, tnxTower, formerly ERITower, automates much
of the tower analysis and design required by the TIA/EIA 222 Standard.

tnxTower Features:

§ tnxTower can analyze and design 3- and 4-sided guyed towers, 3- and 4-sided self-
 supporting towers and either round or tapered ground mounted poles with or without
 guys.

§ The program analyzes towers using the TIA-222-G (2005) standard or any of the
 previous TIA/EIA standards back to RS-222 (1959). Steel design is checked using the
 AISC ASD 9th Edition or the AISC LRFD specifications.

§ Linear and non-linear (P-delta) analyses can be used in determining displacements and
 forces in the structure. Wind pressures and forces are automatically calculated.

§ Extensive graphics plots include material take-off, shear-moment, leg compression,
 displacement, twist, feed line, guy anchor and stress plots.

§ tnxTower contains unique features such as True Cable behavior, hog rod take-up,
 foundation stiffness and much more.
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MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

A572-50 50 ksi 65 ksi A7-33 33 ksi 60 ksi

TOWER DESIGN NOTES
1. Tower designed for a 68 mph basic wind in accordance with the TIA/EIA-222-F Standard.
2. Tower is also designed for a 59 mph basic wind with 0.50 in ice.
3. Deflections are based upon a 50 mph wind.
4. Per TIA-1019 "Standard for Installation, Allteration and Maintenance of Antenna Supporting

Structures and Antennas" a 20% reduction in wind speed was used for temporary loads during
constuction duration of six weeks to six months

5. TOWER RATING: 78%
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Tower Input Data

The main tower is a 3x free standing tower with an overall height of 80.00 ft above the ground line.
The base of the tower is set at an elevation of 0.00 ft above the ground line.
The face width of the tower is 1.50 ft at the top and 4.52 ft at the base.
This tower is designed using the TIA/EIA-222-F standard.
The following design criteria apply:

Basic wind speed of 68 mph.
Nominal ice thickness of 0.5000 in.
Ice density of 56 pcf.
A wind speed of 59 mph  is used in combination with ice.
Temperature drop of 50 °F.
Deflections calculated using a wind speed of 50 mph.
Per TIA-1019 ''Standard for Installation, Allteration and Maintenance of Antenna Supporting Structures and
Antennas'' a 20% reduction in wind speed was used for temporary loads during constuction duration of six weeks to
six months.
A non-linear (P-delta) analysis was used.
Pressures are calculated at each section.
Stress ratio used in tower member design is 1.333.
Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not considered.

Options
  Consider Moments - Legs   Distribute Leg Loads As Uniform   Use ASCE 10 X-Brace Ly Rules
  Consider Moments - Horizontals   Assume Legs Pinned √ Calculate Redundant Bracing Forces
  Consider Moments - Diagonals √ Assume Rigid Index Plate   Ignore Redundant Members in FEA
  Use Moment Magnification √ Use Clear Spans For Wind Area √ SR Leg Bolts Resist Compression
√ Use Code Stress Ratios √ Use Clear Spans For KL/r √ All Leg Panels Have Same Allowable
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation
  Escalate Ice   Bypass Mast Stability Checks √ Consider Feed Line Torque
  Always Use Max Kz √ Use Azimuth Dish Coefficients   Include Angle Block Shear Check
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-G Bracing Resist. Exemption
√ Include Bolts In Member Capacity   Autocalc Torque Arm Areas   Use TIA-222-G Tension Splice Exemption
  Leg Bolts Are At Top Of Section   Add IBC .6D+W Combination Poles
√ Secondary Horizontal Braces Leg √ Sort Capacity Reports By Component   Include Shear-Torsion Interaction
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing   Always Use Sub-Critical Flow
√ SR Members Have Cut Ends   Treat Feed Line Bundles As Cylinder   Use Top Mounted Sockets
  SR Members Are Concentric
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Tower Section Geometry
Tower

 Section
Tower

 Elevation

ft

Assembly
Database

Description Section
Width

ft

Number
of

Sections

Section
Length

ft
T1 80.00-60.00 1.50 1 20.00
T2 60.00-40.00 1.83 1 20.00
T3 40.00-20.00 2.17 1 20.00
T4 20.00-0.00 2.50 1 20.00

Tower Section Geometry (cont’d)
Tower

 Section
Tower

 Elevation

ft

Diagonal
Spacing

ft

Bracing
Type

Has
K Brace

End
Panels

Has
Horizontals

Top Girt
Offset

in

Bottom Girt
Offset

in
T1 80.00-60.00 0.86 K Brace Left No No 1.0000 1.0000
T2 60.00-40.00 0.94 K Brace Right No No 1.0000 1.0000
T3 40.00-20.00 0.94 K Brace Left No No 1.0000 1.0000
T4 20.00-0.00 4.00 X Brace No No 0.0000 0.0000

Tower Section Geometry (cont’d)
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Tower
 Elevation

ft

Leg
Type

Leg
Size

Leg
Grade

Diagonal
Type

Diagonal
Size

Diagonal
Grade

T1 80.00-60.00 Solid Round 15/16 A572-50
(50 ksi)

Solid Round 7/16 A7-33
(33 ksi)

T2 60.00-40.00 Solid Round 1 1/4 A572-50
(50 ksi)

Solid Round 5/8 A7-33
(33 ksi)

T3 40.00-20.00 Solid Round 1 7/16 A572-50
(50 ksi)

Solid Round 5/8 A7-33
(33 ksi)

T4 20.00-0.00 Pipe ROHN 2 STD A572-50
(50 ksi)

Single Angle L1 1/2x1 1/2x1/8 A7-33
(33 ksi)

Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Top Girt
Type

Top Girt
Size

Top Girt
Grade

Bottom Girt
Type

Bottom Girt
Size

Bottom Girt
Grade

T1 80.00-60.00 Solid Round 7/16 A7-33
(33 ksi)

Solid Round 7/16 A7-33
(33 ksi)

T2 60.00-40.00 Solid Round 5/8 A7-33
(33 ksi)

Solid Round 5/8 A7-33
(33 ksi)

T3 40.00-20.00 Solid Round 5/8 A7-33
(33 ksi)

Solid Round 5/8 A7-33
(33 ksi)

Tower Section Geometry (cont’d)
Tower

 Elevation

ft

Gusset
Area

(per face)

ft2

Gusset
Thickness

in

Gusset Grade Adjust. Factor
Af

Adjust.
Factor

Ar

Weight Mult. Double Angle
Stitch Bolt
Spacing

Diagonals
in

Double Angle
Stitch Bolt
Spacing

Horizontals
in

Double Angle
Stitch Bolt
Spacing

Redundants
in

T1 80.00-60.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000 36.0000

T2 60.00-40.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000 36.0000

T3 40.00-20.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000 36.0000

T4 20.00-0.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000 36.0000

Tower Section Geometry (cont’d)
K Factors1

Tower
 Elevation

ft

Calc
K

Single
Angles

Calc
K

Solid
Rounds

Legs X
Brace
Diags

X
Y

K
Brace
Diags

X
Y

Single
Diags

X
Y

Girts

X
Y

Horiz.

X
Y

Sec.
Horiz.

X
Y

Inner
Brace

X
Y

T1
80.00-60.00

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T2 Yes Yes 1 1 1 1 1 1 1 1
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K Factors1

Tower
 Elevation

ft

Calc
K

Single
Angles

Calc
K

Solid
Rounds

Legs X
Brace
Diags

X
Y

K
Brace
Diags

X
Y

Single
Diags

X
Y

Girts

X
Y

Horiz.

X
Y

Sec.
Horiz.

X
Y

Inner
Brace

X
Y

60.00-40.00 1 1 1 1 1 1 1
T3

40.00-20.00
Yes Yes 1 1

1
1
1

1
1

1
1

1
1

1
1

1
1

T4 20.00-0.00 Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

1Note: K factors are applied to member segment lengths. K-braces without inner supporting members will have the K factor in the out-of-plane direction applied to
the overall length.

Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

Net Width
Deduct

in

U Net Width
Deduct

in

U Net Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U

T1 80.00-60.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T2 60.00-40.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T3 40.00-20.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T4 20.00-0.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1

Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Leg
Connection

Type

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No.

T1 80.00-60.00 Flange 0.3750
SAEGR-5

4 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0

T2 60.00-40.00 Flange 0.5000
A325N

4 0.5000
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0

T3 40.00-20.00 Flange 0.6250
A325N

4 0.3750
SAEGR-5

1 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0

T4 20.00-0.00 Flange 0.6250
A325N

4 0.3750
SAEGR-5

1 0.5000
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0 0.6250
A325N

0

Feed Line/Linear Appurtenances - Entered As Round Or Flat
Description Face

or
Leg

Allow
Shield

Component
Type

Placement

ft

Face
Offset

in

Lateral
Offset

(Frac FW)

# #
 Per
Row

Clear
Spacing

in

Width or
Diameter

in

Perimeter

in

Weight

plf
7/8 C Yes Ar (CfAe) 80.00 - 0.00 0.0000 -0.4 3 3 1.1100 1.1100 0.54
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Feed Line/Linear Appurtenances Section Areas
Tower
Section

Tower
 Elevation

ft

Face AR

 ft2

AF

ft2

CAAA
In Face

ft2

CAAA
Out Face

ft2

Weight

K
T1 80.00-60.00 A

B
C

0.000
0.000
5.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.03

T2 60.00-40.00 A
B
C

0.000
0.000
5.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.03

T3 40.00-20.00 A
B
C

0.000
0.000
5.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.03

T4 20.00-0.00 A
B
C

0.000
0.000
5.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.03

Feed Line/Linear Appurtenances Section Areas - With Ice
Tower
Section

Tower
 Elevation

ft

Face
or

Leg

Ice
Thickness

in

AR

 ft2

AF

ft2

CAAA
In Face

ft2

CAAA
Out Face

ft2

Weight

K
T1 80.00-60.00 A

B
C

0.500 0.000
0.000

10.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.09

T2 60.00-40.00 A
B
C

0.500 0.000
0.000

10.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.09

T3 40.00-20.00 A
B
C

0.500 0.000
0.000

10.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.09

T4 20.00-0.00 A
B
C

0.500 0.000
0.000

10.550

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.09

Feed Line Shielding
 Section Elevation

ft

Face AR

ft2

AR
Ice
ft2

AF

ft2

AF
Ice
ft2

T1 80.00-60.00 A
B
C

0.000
0.000
0.282

0.000
0.000
1.764

0.000
0.000
0.000

0.000
0.000
0.000

T2 60.00-40.00 A
B
C

0.000
0.000
0.365

0.000
0.000
1.803

0.000
0.000
0.000

0.000
0.000
0.000

T3 40.00-20.00 A
B
C

0.000
0.000
0.356

0.000
0.000
1.762

0.000
0.000
0.000

0.000
0.000
0.000

T4 20.00-0.00 A
B
C

0.000
0.000
0.000

0.000
0.000
0.679

0.000
0.000
0.536

0.000
0.000
1.018
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Feed Line Center of Pressure
 Section Elevation

ft

CPX

in

CPZ

in

CPX
Ice
in

CPZ
Ice
in

T1 80.00-60.00 2.1619 1.7102 1.5940 1.2610
T2 60.00-40.00 1.9786 1.5423 1.6570 1.2916
T3 40.00-20.00 2.0703 1.5967 1.7788 1.3719
T4 20.00-0.00 1.7699 1.3356 2.0099 1.5168

Discrete Tower Loads
Description Face

or
Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustment

°

Placement

ft

CAAA
Front

ft2

CAAA
Side

ft2

Weight

K

20' x 3'' Dia Omni A From Leg 1.00
0.00
10.00

0.0000 78.00 No Ice
1/2'' Ice

6.00
8.03

6.00
8.03

0.05
0.09

20' x 3'' Dia Omni B From Leg 1.00
0.00
10.00

0.0000 78.00 No Ice
1/2'' Ice

6.00
8.03

6.00
8.03

0.05
0.09

20' x 3'' Dia Omni C From Leg 1.00
0.00
10.00

0.0000 78.00 No Ice
1/2'' Ice

6.00
8.03

6.00
8.03

0.05
0.09

Tower Pressures - No Ice
GH = 1.179

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA
In

Face
ft2

CAAA
Out

Face
ft2

T1 80.00-60.00 70.00 1.24 15 34.893 A
B
C

0.000
0.000
0.000

4.741
4.741

10.008

3.125 65.92
65.92
31.22

0.000
0.000
0.000

0.000
0.000
0.000

T2 60.00-40.00 50.00 1.126 13 42.083 A
B
C

0.000
0.000
0.000

6.658
6.658

11.843

4.167 62.59
62.59
35.18

0.000
0.000
0.000

0.000
0.000
0.000

T3 40.00-20.00 30.00 1 12 49.066 A
B
C

0.000
0.000
0.000

7.635
7.635

12.828

4.792 62.76
62.76
37.35

0.000
0.000
0.000

0.000
0.000
0.000

T4 20.00-0.00 10.00 1 12 74.173 A
B

6.311
6.311

7.930
7.930

7.930 55.68
55.68

0.000
0.000

0.000
0.000



ttnnxxTToowweerr Job
16047.00 - Temp Tower

Page
7 of 23

Centek Engineering Inc.
63-2 North Branford Rd.

Project
80' ROHN Lattice Tower - Redding, CT

Date
13:53:49 04/04/16

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
CSB

Designed by
TJL

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

C 5.775 13.480 41.18 0.000 0.000

Tower Pressure - With Ice
GH = 1.179

Section
Elevation

ft

z

ft

KZ qz

psf

tZ

in

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA
In

Face
ft2

CAAA
Out

Face
ft2

T1 80.00-60.00 70.00 1.24 11 0.5000 36.559 A
B
C

0.000
0.000
0.000

11.768
11.768
20.553

6.459 54.88
54.88
31.42

0.000
0.000
0.000

0.000
0.000
0.000

T2 60.00-40.00 50.00 1.126 10 0.5000 43.750 A
B
C

0.000
0.000
0.000

13.977
13.977
22.724

7.500 53.66
53.66
33.01

0.000
0.000
0.000

0.000
0.000
0.000

T3 40.00-20.00 30.00 1 9 0.5000 50.733 A
B
C

0.000
0.000
0.000

15.517
15.517
24.305

8.125 52.36
52.36
33.43

0.000
0.000
0.000

0.000
0.000
0.000

T4 20.00-0.00 10.00 1 9 0.5000 75.842 A
B
C

6.311
6.311
5.293

15.477
15.477
25.348

11.269 51.72
51.72
36.78

0.000
0.000
0.000

0.000
0.000
0.000

Tower Pressure - Service
GH = 1.179

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA
In

Face
ft2

CAAA
Out

Face
ft2

T1 80.00-60.00 70.00 1.24 8 34.893 A
B
C

0.000
0.000
0.000

4.741
4.741

10.008

3.125 65.92
65.92
31.22

0.000
0.000
0.000

0.000
0.000
0.000

T2 60.00-40.00 50.00 1.126 7 42.083 A
B
C

0.000
0.000
0.000

6.658
6.658

11.843

4.167 62.59
62.59
35.18

0.000
0.000
0.000

0.000
0.000
0.000

T3 40.00-20.00 30.00 1 6 49.066 A
B
C

0.000
0.000
0.000

7.635
7.635

12.828

4.792 62.76
62.76
37.35

0.000
0.000
0.000

0.000
0.000
0.000

T4 20.00-0.00 10.00 1 6 74.173 A
B
C

6.311
6.311
5.775

7.930
7.930

13.480

7.930 55.68
55.68
41.18

0.000
0.000
0.000

0.000
0.000
0.000

Tower Forces - No Ice - Wind Normal To Face
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Client
CSB
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Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

1
1
1

1
1
1

2.747
2.747
6.125

0.25 12.35 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

1
1
1

1
1
1

3.880
3.880
7.229

0.27 13.33 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

1
1
1

1
1
1

4.446
4.446
7.759

0.26 13.01 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

1
1
1

1
1
1

10.980
10.980
13.922

0.47 23.40 C

Sum Weight: 0.13 1.55  OTM 43.10
kip-ft

1.24

Tower Forces - No Ice - Wind 45 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.825
0.825
0.825

1
1
1

2.747
2.747
6.125

0.25 12.35 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.825
0.825
0.825

1
1
1

3.880
3.880
7.229

0.27 13.33 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.825
0.825
0.825

1
1
1

4.446
4.446
7.759

0.26 13.01 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.825
0.825
0.825

1
1
1

9.876
9.876

12.912

0.43 21.70 C

Sum Weight: 0.13 1.55  OTM 42.76
kip-ft

1.21

Tower Forces - No Ice - Wind 60 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.8
0.8
0.8

1
1
1

2.747
2.747
6.125

0.25 12.35 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.8
0.8
0.8

1
1
1

3.880
3.880
7.229

0.27 13.33 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.8
0.8
0.8

1
1
1

4.446
4.446
7.759

0.26 13.01 C
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Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.8
0.8
0.8

1
1
1

9.718
9.718

12.767

0.43 21.46 C

Sum Weight: 0.13 1.55  OTM 42.72
kip-ft

1.20

Tower Forces - No Ice - Wind 90 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.85
0.85
0.85

1
1
1

2.747
2.747
6.125

0.25 12.35 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.85
0.85
0.85

1
1
1

3.880
3.880
7.229

0.27 13.33 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.85
0.85
0.85

1
1
1

4.446
4.446
7.759

0.26 13.01 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.85
0.85
0.85

1
1
1

10.034
10.034
13.056

0.44 21.94 C

Sum Weight: 0.13 1.55  OTM 42.81
kip-ft

1.21

Tower Forces - With Ice - Wind Normal To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.09 0.34 A
B
C

0.322
0.322
0.562

2.239
2.239
1.832

0.623
0.623
0.731

1
1
1

1
1
1

7.329
7.329

15.029

0.36 17.86 C

T2
60.00-40.00

0.09 0.58 A
B
C

0.319
0.319
0.519

2.245
2.245
1.876

0.622
0.622
0.708

1
1
1

1
1
1

8.694
8.694

16.079

0.36 17.77 C

T3
40.00-20.00

0.09 0.70 A
B
C

0.306
0.306
0.479

2.281
2.281
1.929

0.618
0.618
0.687

1
1
1

1
1
1

9.585
9.585

16.699

0.34 16.85 C

T4 20.00-0.00 0.09 0.77 A
B
C

0.287
0.287
0.404

2.33
2.33

2.056

0.612
0.612
0.653

1
1
1

1
1
1

15.784
15.784
21.851

0.47 23.51 C

Sum Weight: 0.37 2.39  OTM 57.59
kip-ft

1.52
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Tower Forces - With Ice - Wind 45 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.09 0.34 A
B
C

0.322
0.322
0.562

2.239
2.239
1.832

0.623
0.623
0.731

0.825
0.825
0.825

1
1
1

7.329
7.329

15.029

0.36 17.86 C

T2
60.00-40.00

0.09 0.58 A
B
C

0.319
0.319
0.519

2.245
2.245
1.876

0.622
0.622
0.708

0.825
0.825
0.825

1
1
1

8.694
8.694

16.079

0.36 17.77 C

T3
40.00-20.00

0.09 0.70 A
B
C

0.306
0.306
0.479

2.281
2.281
1.929

0.618
0.618
0.687

0.825
0.825
0.825

1
1
1

9.585
9.585

16.699

0.34 16.85 C

T4 20.00-0.00 0.09 0.77 A
B
C

0.287
0.287
0.404

2.33
2.33

2.056

0.612
0.612
0.653

0.825
0.825
0.825

1
1
1

14.680
14.680
20.925

0.45 22.51 C

Sum Weight: 0.37 2.39  OTM 57.39
kip-ft

1.50

Tower Forces - With Ice - Wind 60 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.09 0.34 A
B
C

0.322
0.322
0.562

2.239
2.239
1.832

0.623
0.623
0.731

0.8
0.8
0.8

1
1
1

7.329
7.329

15.029

0.36 17.86 C

T2
60.00-40.00

0.09 0.58 A
B
C

0.319
0.319
0.519

2.245
2.245
1.876

0.622
0.622
0.708

0.8
0.8
0.8

1
1
1

8.694
8.694

16.079

0.36 17.77 C

T3
40.00-20.00

0.09 0.70 A
B
C

0.306
0.306
0.479

2.281
2.281
1.929

0.618
0.618
0.687

0.8
0.8
0.8

1
1
1

9.585
9.585

16.699

0.34 16.85 C

T4 20.00-0.00 0.09 0.77 A
B
C

0.287
0.287
0.404

2.33
2.33

2.056

0.612
0.612
0.653

0.8
0.8
0.8

1
1
1

14.522
14.522
20.792

0.45 22.37 C

Sum Weight: 0.37 2.39  OTM 57.36
kip-ft

1.50

Tower Forces - With Ice - Wind 90 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.09 0.34 A
B
C

0.322
0.322
0.562

2.239
2.239
1.832

0.623
0.623
0.731

0.85
0.85
0.85

1
1
1

7.329
7.329

15.029

0.36 17.86 C

T2
60.00-40.00

0.09 0.58 A
B
C

0.319
0.319
0.519

2.245
2.245
1.876

0.622
0.622
0.708

0.85
0.85
0.85

1
1
1

8.694
8.694

16.079

0.36 17.77 C
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Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T3
40.00-20.00

0.09 0.70 A
B
C

0.306
0.306
0.479

2.281
2.281
1.929

0.618
0.618
0.687

0.85
0.85
0.85

1
1
1

9.585
9.585

16.699

0.34 16.85 C

T4 20.00-0.00 0.09 0.77 A
B
C

0.287
0.287
0.404

2.33
2.33

2.056

0.612
0.612
0.653

0.85
0.85
0.85

1
1
1

14.838
14.838
21.057

0.45 22.65 C

Sum Weight: 0.37 2.39  OTM 57.42
kip-ft

1.50

Tower Forces - Service - Wind Normal To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

1
1
1

1
1
1

2.747
2.747
6.125

0.13 6.68 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

1
1
1

1
1
1

3.880
3.880
7.229

0.14 7.20 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

1
1
1

1
1
1

4.446
4.446
7.759

0.14 7.03 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

1
1
1

1
1
1

10.980
10.980
13.922

0.25 12.65 C

Sum Weight: 0.13 1.55  OTM 23.30
kip-ft

0.67

Tower Forces - Service - Wind 45 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.825
0.825
0.825

1
1
1

2.747
2.747
6.125

0.13 6.68 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.825
0.825
0.825

1
1
1

3.880
3.880
7.229

0.14 7.20 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.825
0.825
0.825

1
1
1

4.446
4.446
7.759

0.14 7.03 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.825
0.825
0.825

1
1
1

9.876
9.876

12.912

0.23 11.73 C

Sum Weight: 0.13 1.55  OTM 23.12
kip-ft

0.65
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Tower Forces - Service - Wind 60 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.8
0.8
0.8

1
1
1

2.747
2.747
6.125

0.13 6.68 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.8
0.8
0.8

1
1
1

3.880
3.880
7.229

0.14 7.20 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.8
0.8
0.8

1
1
1

4.446
4.446
7.759

0.14 7.03 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.8
0.8
0.8

1
1
1

9.718
9.718

12.767

0.23 11.60 C

Sum Weight: 0.13 1.55  OTM 23.09
kip-ft

0.65

Tower Forces - Service - Wind 90 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
80.00-60.00

0.03 0.21 A
B
C

0.136
0.136
0.287

2.824
2.824
2.332

0.579
0.579
0.612

0.85
0.85
0.85

1
1
1

2.747
2.747
6.125

0.13 6.68 C

T2
60.00-40.00

0.03 0.41 A
B
C

0.158
0.158
0.281

2.742
2.742
2.347

0.583
0.583

0.61

0.85
0.85
0.85

1
1
1

3.880
3.880
7.229

0.14 7.20 C

T3
40.00-20.00

0.03 0.51 A
B
C

0.156
0.156
0.261

2.751
2.751
2.404

0.582
0.582
0.605

0.85
0.85
0.85

1
1
1

4.446
4.446
7.759

0.14 7.03 C

T4 20.00-0.00 0.03 0.42 A
B
C

0.192
0.192

0.26

2.623
2.623
2.409

0.589
0.589
0.604

0.85
0.85
0.85

1
1
1

10.034
10.034
13.056

0.24 11.86 C

Sum Weight: 0.13 1.55  OTM 23.15
kip-ft

0.66

Force Totals
Load
Case

Vertical
Forces

K

Sum of
Forces

X
K

Sum of
Forces

Z
K

 Sum of
Overturning
Moments, Mx

kip-ft

 Sum of
Overturning
Moments, Mz

kip-ft

Sum of Torques

kip-ft
Leg Weight 0.94
Bracing Weight 0.61
Total Member Self-Weight 1.55 0.09 -0.12
Total Weight 1.83 0.09 -0.12
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Load
Case

Vertical
Forces

K

Sum of
Forces

X
K

Sum of
Forces

Z
K

 Sum of
Overturning
Moments, Mx

kip-ft

 Sum of
Overturning
Moments, Mz

kip-ft

Sum of Torques

kip-ft
Wind 0 deg - No Ice 0.00 -1.57 -72.26 -0.12 0.20
Wind 30 deg - No Ice 0.77 -1.34 -62.31 -36.15 0.25
Wind 45 deg - No Ice 1.09 -1.09 -50.83 -51.04 0.25
Wind 60 deg - No Ice 1.33 -0.77 -35.89 -62.45 0.23
Wind 90 deg - No Ice 1.54 0.00 0.09 -72.19 0.15
Wind 120 deg - No Ice 1.36 0.79 36.27 -62.78 0.03
Wind 135 deg - No Ice 1.09 1.09 51.02 -51.04 -0.03
Wind 150 deg - No Ice 0.77 1.34 62.50 -36.15 -0.10
Wind 180 deg - No Ice 0.00 1.54 72.06 -0.12 -0.20
Wind 210 deg - No Ice -0.77 1.34 62.50 35.91 -0.25
Wind 225 deg - No Ice -1.09 1.09 51.02 50.80 -0.25
Wind 240 deg - No Ice -1.36 0.79 36.27 62.54 -0.24
Wind 270 deg - No Ice -1.54 0.00 0.09 71.94 -0.15
Wind 300 deg - No Ice -1.33 -0.77 -35.89 62.20 -0.03
Wind 315 deg - No Ice -1.09 -1.09 -50.83 50.80 0.03
Wind 330 deg - No Ice -0.77 -1.34 -62.31 35.91 0.10
Member Ice 0.84
Total Weight Ice 3.04 0.27 -0.35
Wind 0 deg - Ice 0.00 -1.85 -86.70 -0.35 0.23
Wind 30 deg - Ice 0.92 -1.59 -74.90 -43.74 0.28
Wind 45 deg - Ice 1.30 -1.30 -61.08 -61.70 0.28
Wind 60 deg - Ice 1.59 -0.92 -43.10 -75.46 0.26
Wind 90 deg - Ice 1.84 0.00 0.27 -87.14 0.17
Wind 120 deg - Ice 1.61 0.93 43.75 -75.66 0.04
Wind 135 deg - Ice 1.30 1.30 61.62 -61.70 -0.04
Wind 150 deg - Ice 0.92 1.59 75.43 -43.74 -0.11
Wind 180 deg - Ice 0.00 1.83 87.00 -0.35 -0.22
Wind 210 deg - Ice -0.92 1.59 75.43 43.05 -0.28
Wind 225 deg - Ice -1.30 1.30 61.62 61.00 -0.28
Wind 240 deg - Ice -1.61 0.93 43.75 74.96 -0.26
Wind 270 deg - Ice -1.84 0.00 0.27 86.44 -0.17
Wind 300 deg - Ice -1.59 -0.92 -43.10 74.77 -0.04
Wind 315 deg - Ice -1.30 -1.30 -61.08 61.00 0.04
Wind 330 deg - Ice -0.92 -1.59 -74.90 43.05 0.11
Total Weight 1.83 0.09 -0.12
Wind 0 deg - Service 0.00 -0.85 -39.12 0.00 0.11
Wind 30 deg - Service 0.42 -0.72 -33.74 -19.48 0.13
Wind 45 deg - Service 0.59 -0.59 -27.53 -27.53 0.13
Wind 60 deg - Service 0.72 -0.42 -19.45 -33.70 0.12
Wind 90 deg - Service 0.84 0.00 0.00 -38.96 0.08
Wind 120 deg - Service 0.74 0.43 19.56 -33.88 0.02
Wind 135 deg - Service 0.59 0.59 27.53 -27.53 -0.02
Wind 150 deg - Service 0.42 0.72 33.74 -19.48 -0.05
Wind 180 deg - Service 0.00 0.83 38.91 0.00 -0.11
Wind 210 deg - Service -0.42 0.72 33.74 19.48 -0.13
Wind 225 deg - Service -0.59 0.59 27.53 27.53 -0.13
Wind 240 deg - Service -0.74 0.43 19.56 33.88 -0.13
Wind 270 deg - Service -0.84 0.00 0.00 38.96 -0.08
Wind 300 deg - Service -0.72 -0.42 -19.45 33.70 -0.02
Wind 315 deg - Service -0.59 -0.59 -27.53 27.53 0.02
Wind 330 deg - Service -0.42 -0.72 -33.74 19.48 0.05

Load Combinations
Comb.

No.
Description
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Comb.
No.

Description

1 Dead Only
2 Dead+Wind 0 deg - No Ice
3 Dead+Wind 30 deg - No Ice
4 Dead+Wind 45 deg - No Ice
5 Dead+Wind 60 deg - No Ice
6 Dead+Wind 90 deg - No Ice
7 Dead+Wind 120 deg - No Ice
8 Dead+Wind 135 deg - No Ice
9 Dead+Wind 150 deg - No Ice
10 Dead+Wind 180 deg - No Ice
11 Dead+Wind 210 deg - No Ice
12 Dead+Wind 225 deg - No Ice
13 Dead+Wind 240 deg - No Ice
14 Dead+Wind 270 deg - No Ice
15 Dead+Wind 300 deg - No Ice
16 Dead+Wind 315 deg - No Ice
17 Dead+Wind 330 deg - No Ice
18 Dead+Ice+Temp
19 Dead+Wind 0 deg+Ice+Temp
20 Dead+Wind 30 deg+Ice+Temp
21 Dead+Wind 45 deg+Ice+Temp
22 Dead+Wind 60 deg+Ice+Temp
23 Dead+Wind 90 deg+Ice+Temp
24 Dead+Wind 120 deg+Ice+Temp
25 Dead+Wind 135 deg+Ice+Temp
26 Dead+Wind 150 deg+Ice+Temp
27 Dead+Wind 180 deg+Ice+Temp
28 Dead+Wind 210 deg+Ice+Temp
29 Dead+Wind 225 deg+Ice+Temp
30 Dead+Wind 240 deg+Ice+Temp
31 Dead+Wind 270 deg+Ice+Temp
32 Dead+Wind 300 deg+Ice+Temp
33 Dead+Wind 315 deg+Ice+Temp
34 Dead+Wind 330 deg+Ice+Temp
35 Dead+Wind 0 deg - Service
36 Dead+Wind 30 deg - Service
37 Dead+Wind 45 deg - Service
38 Dead+Wind 60 deg - Service
39 Dead+Wind 90 deg - Service
40 Dead+Wind 120 deg - Service
41 Dead+Wind 135 deg - Service
42 Dead+Wind 150 deg - Service
43 Dead+Wind 180 deg - Service
44 Dead+Wind 210 deg - Service
45 Dead+Wind 225 deg - Service
46 Dead+Wind 240 deg - Service
47 Dead+Wind 270 deg - Service
48 Dead+Wind 300 deg - Service
49 Dead+Wind 315 deg - Service
50 Dead+Wind 330 deg - Service

Maximum Member Forces
Section

No.
Elevation

ft
Component

Type
Condition Gov.

Load
Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
T1 80 - 60 Leg Max Tension 27 8.05 0.01 0.00

Max. Compression 24 -8.53 0.02 0.00
Max. Mx 26 -0.10 -0.03 -0.02
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Section
No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
Max. My 27 -0.04 -0.03 -0.03
Max. Vy 33 0.27 -0.02 -0.00
Max. Vx 27 -0.17 0.01 0.01

Diagonal Max Tension 23 0.46 0.00 0.00
Max. Compression 31 -0.47 0.00 0.00

Max. Mx 23 0.46 0.00 0.00
Max. My 22 -0.03 0.00 -0.00
Max. Vy 23 0.00 0.00 0.00
Max. Vx 22 0.00 0.00 0.00

Top Girt Max Tension 14 0.02 0.00 0.00
Max. Compression 21 -0.02 0.00 0.00

Max. Mx 18 0.00 0.00 0.00
Max. Vy 18 -0.00 0.00 0.00
Max. Vx 21 0.00 0.00 0.00

Bottom Girt Max Tension 30 0.14 0.00 0.00
Max. Compression 22 -0.13 0.00 0.00

Max. Mx 18 0.00 0.00 0.00
Max. Vy 18 -0.00 0.00 0.00
Max. Vx 21 0.00 0.00 0.00

T2 60 - 40 Leg Max Tension 27 16.03 0.01 -0.01
Max. Compression 24 -16.97 0.02 -0.00

Max. Mx 33 7.89 -0.04 -0.01
Max. My 19 3.83 -0.03 -0.02
Max. Vy 23 -0.41 0.02 -0.01
Max. Vx 22 0.25 0.02 -0.01

Diagonal Max Tension 31 0.67 0.00 0.00
Max. Compression 23 -0.68 0.00 0.00

Max. Mx 26 0.65 0.00 0.00
Max. My 22 -0.06 0.00 -0.00
Max. Vy 26 -0.00 0.00 0.00
Max. Vx 22 0.00 0.00 0.00

Top Girt Max Tension 22 0.14 0.00 0.00
Max. Compression 30 -0.16 0.00 0.00

Max. Mx 18 0.00 0.00 0.00
Max. My 20 -0.13 0.00 -0.00
Max. Vy 18 -0.00 0.00 0.00
Max. Vx 20 0.00 0.00 0.00

Bottom Girt Max Tension 19 0.16 0.00 0.00
Max. Compression 27 -0.14 0.00 0.00

Max. Mx 18 0.00 0.00 0.00
Max. Vy 18 -0.00 0.00 0.00
Max. Vx 20 0.00 0.00 0.00

T3 40 - 20 Leg Max Tension 27 24.94 -0.07 0.01
Max. Compression 24 -26.43 0.12 -0.02

Max. Mx 19 -26.22 0.12 -0.02
Max. My 21 -7.49 0.04 -0.03
Max. Vy 30 -0.47 0.11 -0.01
Max. Vx 28 -0.36 0.02 0.03

Diagonal Max Tension 31 0.78 0.00 0.00
Max. Compression 23 -0.80 0.00 0.00

Max. Mx 23 0.72 0.00 0.00
Max. My 27 -0.09 0.00 0.00
Max. Vy 23 -0.00 0.00 0.00
Max. Vx 27 -0.00 0.00 0.00

Top Girt Max Tension 27 0.14 0.00 0.00
Max. Compression 23 -0.15 0.00 0.00

Max. Mx 18 0.00 0.00 0.00
Max. Vy 18 -0.00 0.00 0.00
Max. Vx 20 0.00 0.00 0.00

Bottom Girt Max Tension 29 0.32 0.00 0.00
Max. Compression 21 -0.43 0.00 0.00
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Section
No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
Max. Mx 18 -0.05 0.00 0.00
Max. Vy 18 0.00 0.00 0.00

T4 20 - 0 Leg Max Tension 27 23.75 -0.05 -0.00
Max. Compression 24 -25.18 0.01 0.01

Max. Mx 19 -24.96 0.12 -0.02
Max. My 23 -0.82 -0.02 0.15
Max. Vy 19 0.03 0.12 -0.02
Max. Vx 28 0.04 -0.02 0.15

Diagonal Max Tension 23 1.07 0.00 0.00
Max. Compression 31 -0.94 0.01 -0.00

Max. Mx 25 0.08 0.03 0.00
Max. My 23 -0.41 0.02 -0.01
Max. Vy 25 -0.01 0.03 0.00
Max. Vx 23 0.00 0.02 -0.01

Maximum Reactions
Location Condition Gov.

Load
Comb.

Vertical
K

Horizontal, X
K

Horizontal, Z
K

Leg C Max. Vert 30 23.46 1.21 -0.66
Max. Hx 30 23.46 1.21 -0.66
Max. Hz 23 -18.47 -1.11 0.76

Min. Vert 22 -21.46 -1.34 0.74
Min. Hx 22 -21.46 -1.34 0.74
Min. Hz 31 20.41 0.97 -0.66

Leg B Max. Vert 24 23.62 -1.20 -0.69
Max. Hx 32 -21.31 1.33 0.76
Max. Hz 32 -21.31 1.33 0.76

Min. Vert 32 -21.31 1.33 0.76
Min. Hx 24 23.62 -1.20 -0.69
Min. Hz 24 23.62 -1.20 -0.69

Leg A Max. Vert 19 23.43 0.03 1.38
Max. Hx 23 0.95 0.25 -0.09
Max. Hz 19 23.43 0.03 1.38

Min. Vert 27 -21.49 -0.03 -1.54
Min. Hx 31 0.94 -0.25 -0.09
Min. Hz 27 -21.49 -0.03 -1.54

Tower Mast Reaction Summary
Load

Combination
Vertical

K

Shearx

K

Shearz

K

 Overturning
Moment, Mx

kip-ft

 Overturning
Moment, Mz

kip-ft

Torque

kip-ft
Dead Only 1.83 0.00 0.00 0.09 -0.12 0.00
Dead+Wind 0 deg - No Ice 1.83 0.00 -1.57 -72.82 -0.12 0.20
Dead+Wind 30 deg - No Ice 1.83 0.77 -1.34 -62.80 -36.43 0.25
Dead+Wind 45 deg - No Ice 1.83 1.09 -1.09 -51.23 -51.44 0.25
Dead+Wind 60 deg - No Ice 1.83 1.33 -0.77 -36.17 -62.93 0.23
Dead+Wind 90 deg - No Ice 1.83 1.54 0.00 0.09 -72.74 0.15
Dead+Wind 120 deg - No Ice 1.83 1.36 0.79 36.55 -63.27 0.03
Dead+Wind 135 deg - No Ice 1.83 1.09 1.09 51.41 -51.44 -0.03
Dead+Wind 150 deg - No Ice 1.83 0.77 1.34 62.99 -36.43 -0.10
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Load
Combination

Vertical

K

Shearx

K

Shearz

K

 Overturning
Moment, Mx

kip-ft

 Overturning
Moment, Mz

kip-ft

Torque

kip-ft
Dead+Wind 180 deg - No Ice 1.83 0.00 1.54 72.62 -0.12 -0.20
Dead+Wind 210 deg - No Ice 1.83 -0.77 1.34 62.98 36.19 -0.25
Dead+Wind 225 deg - No Ice 1.83 -1.09 1.09 51.41 51.19 -0.25
Dead+Wind 240 deg - No Ice 1.83 -1.36 0.79 36.55 63.02 -0.24
Dead+Wind 270 deg - No Ice 1.83 -1.54 -0.00 0.09 72.50 -0.15
Dead+Wind 300 deg - No Ice 1.83 -1.33 -0.77 -36.17 62.68 -0.03
Dead+Wind 315 deg - No Ice 1.83 -1.09 -1.09 -51.22 51.19 0.03
Dead+Wind 330 deg - No Ice 1.83 -0.77 -1.34 -62.79 36.19 0.09
Dead+Ice+Temp 3.04 0.00 0.00 0.27 -0.35 0.00
Dead+Wind 0 deg+Ice+Temp 3.04 0.00 -1.85 -87.79 -0.35 0.23
Dead+Wind 30 deg+Ice+Temp 3.04 0.92 -1.59 -75.85 -44.29 0.28
Dead+Wind 45 deg+Ice+Temp 3.04 1.30 -1.30 -61.86 -62.48 0.28
Dead+Wind 60 deg+Ice+Temp 3.04 1.59 -0.92 -43.65 -76.41 0.26
Dead+Wind 90 deg+Ice+Temp 3.04 1.84 0.00 0.26 -88.24 0.17
Dead+Wind 120 deg+Ice+Temp 3.04 1.61 0.93 44.30 -76.61 0.04
Dead+Wind 135 deg+Ice+Temp 3.04 1.30 1.30 62.40 -62.48 -0.04
Dead+Wind 150 deg+Ice+Temp 3.04 0.92 1.59 76.39 -44.29 -0.11
Dead+Wind 180 deg+Ice+Temp 3.04 0.00 1.83 88.10 -0.35 -0.23
Dead+Wind 210 deg+Ice+Temp 3.04 -0.92 1.59 76.38 43.59 -0.28
Dead+Wind 225 deg+Ice+Temp 3.04 -1.30 1.30 62.39 61.78 -0.28
Dead+Wind 240 deg+Ice+Temp 3.04 -1.61 0.93 44.30 75.91 -0.27
Dead+Wind 270 deg+Ice+Temp 3.04 -1.84 0.00 0.27 87.54 -0.17
Dead+Wind 300 deg+Ice+Temp 3.04 -1.59 -0.92 -43.64 75.71 -0.04
Dead+Wind 315 deg+Ice+Temp 3.04 -1.30 -1.30 -61.85 61.78 0.04
Dead+Wind 330 deg+Ice+Temp 3.04 -0.92 -1.59 -75.84 43.60 0.11
Dead+Wind 0 deg - Service 1.83 0.00 -0.85 -39.33 -0.12 0.11
Dead+Wind 30 deg - Service 1.83 0.42 -0.72 -33.91 -19.76 0.13
Dead+Wind 45 deg - Service 1.83 0.59 -0.59 -27.65 -27.87 0.13
Dead+Wind 60 deg - Service 1.83 0.72 -0.42 -19.51 -34.08 0.12
Dead+Wind 90 deg - Service 1.83 0.84 0.00 0.09 -39.39 0.08
Dead+Wind 120 deg - Service 1.83 0.74 0.43 19.81 -34.26 0.02
Dead+Wind 135 deg - Service 1.83 0.59 0.59 27.84 -27.87 -0.02
Dead+Wind 150 deg - Service 1.83 0.42 0.72 34.10 -19.76 -0.05
Dead+Wind 180 deg - Service 1.83 0.00 0.83 39.31 -0.12 -0.11
Dead+Wind 210 deg - Service 1.83 -0.42 0.72 34.10 19.51 -0.13
Dead+Wind 225 deg - Service 1.83 -0.59 0.59 27.84 27.62 -0.13
Dead+Wind 240 deg - Service 1.83 -0.74 0.43 19.81 34.02 -0.13
Dead+Wind 270 deg - Service 1.83 -0.84 0.00 0.09 39.14 -0.08
Dead+Wind 300 deg - Service 1.83 -0.72 -0.42 -19.51 33.84 -0.02
Dead+Wind 315 deg - Service 1.83 -0.59 -0.59 -27.65 27.62 0.02
Dead+Wind 330 deg - Service 1.83 -0.42 -0.72 -33.91 19.51 0.05

Solution Summary

Load
Comb.

Sum of Applied Forces Sum of Reactions
% ErrorPX

K
PY
K

PZ
K

PX
K

PY
K

PZ
K

1 0.00 -1.83 0.00 0.00 1.83 0.00 0.000%
2 0.00 -1.83 -1.57 0.00 1.83 1.57 0.000%
3 0.77 -1.83 -1.34 -0.77 1.83 1.34 0.000%
4 1.09 -1.83 -1.09 -1.09 1.83 1.09 0.001%
5 1.33 -1.83 -0.77 -1.33 1.83 0.77 0.000%
6 1.54 -1.83 0.00 -1.54 1.83 0.00 0.000%
7 1.36 -1.83 0.79 -1.36 1.83 -0.79 0.000%
8 1.09 -1.83 1.09 -1.09 1.83 -1.09 0.000%
9 0.77 -1.83 1.34 -0.77 1.83 -1.34 0.000%
10 0.00 -1.83 1.54 0.00 1.83 -1.54 0.000%
11 -0.77 -1.83 1.34 0.77 1.83 -1.34 0.000%
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Load
Comb.

Sum of Applied Forces Sum of Reactions
% ErrorPX

K
PY
K

PZ
K

PX
K

PY
K

PZ
K

12 -1.09 -1.83 1.09 1.09 1.83 -1.09 0.000%
13 -1.36 -1.83 0.79 1.36 1.83 -0.79 0.000%
14 -1.54 -1.83 0.00 1.54 1.83 0.00 0.000%
15 -1.33 -1.83 -0.77 1.33 1.83 0.77 0.000%
16 -1.09 -1.83 -1.09 1.09 1.83 1.09 0.000%
17 -0.77 -1.83 -1.34 0.77 1.83 1.34 0.000%
18 0.00 -3.04 0.00 0.00 3.04 0.00 0.000%
19 0.00 -3.04 -1.85 -0.00 3.04 1.85 0.000%
20 0.92 -3.04 -1.59 -0.92 3.04 1.59 0.000%
21 1.30 -3.04 -1.30 -1.30 3.04 1.30 0.000%
22 1.59 -3.04 -0.92 -1.59 3.04 0.92 0.000%
23 1.84 -3.04 0.00 -1.84 3.04 -0.00 0.000%
24 1.61 -3.04 0.93 -1.61 3.04 -0.93 0.000%
25 1.30 -3.04 1.30 -1.30 3.04 -1.30 0.000%
26 0.92 -3.04 1.59 -0.92 3.04 -1.59 0.000%
27 0.00 -3.04 1.83 0.00 3.04 -1.83 0.000%
28 -0.92 -3.04 1.59 0.92 3.04 -1.59 0.000%
29 -1.30 -3.04 1.30 1.30 3.04 -1.30 0.000%
30 -1.61 -3.04 0.93 1.61 3.04 -0.93 0.000%
31 -1.84 -3.04 0.00 1.84 3.04 0.00 0.000%
32 -1.59 -3.04 -0.92 1.59 3.04 0.92 0.000%
33 -1.30 -3.04 -1.30 1.30 3.04 1.30 0.000%
34 -0.92 -3.04 -1.59 0.92 3.04 1.59 0.000%
35 0.00 -1.83 -0.85 0.00 1.83 0.85 0.000%
36 0.42 -1.83 -0.72 -0.42 1.83 0.72 0.000%
37 0.59 -1.83 -0.59 -0.59 1.83 0.59 0.000%
38 0.72 -1.83 -0.42 -0.72 1.83 0.42 0.000%
39 0.84 -1.83 0.00 -0.84 1.83 0.00 0.000%
40 0.74 -1.83 0.43 -0.74 1.83 -0.43 0.000%
41 0.59 -1.83 0.59 -0.59 1.83 -0.59 0.000%
42 0.42 -1.83 0.72 -0.42 1.83 -0.72 0.000%
43 0.00 -1.83 0.83 0.00 1.83 -0.83 0.000%
44 -0.42 -1.83 0.72 0.42 1.83 -0.72 0.000%
45 -0.59 -1.83 0.59 0.59 1.83 -0.59 0.000%
46 -0.74 -1.83 0.43 0.74 1.83 -0.43 0.000%
47 -0.84 -1.83 0.00 0.84 1.83 0.00 0.000%
48 -0.72 -1.83 -0.42 0.72 1.83 0.42 0.000%
49 -0.59 -1.83 -0.59 0.59 1.83 0.59 0.000%
50 -0.42 -1.83 -0.72 0.42 1.83 0.72 0.000%

Non-Linear Convergence Results
Load

Combination
Converged? Number

 of Cycles
Displacement

Tolerance
Force

Tolerance
1 Yes 4 0.00000001 0.00000001
2 Yes 4 0.00000001 0.00000001
3 Yes 4 0.00000001 0.00000001
4 Yes 4 0.00000001 0.00000001
5 Yes 4 0.00000001 0.00000001
6 Yes 4 0.00000001 0.00000001
7 Yes 4 0.00000001 0.00000001
8 Yes 4 0.00000001 0.00000001
9 Yes 4 0.00000001 0.00000001
10 Yes 4 0.00000001 0.00000001
11 Yes 4 0.00000001 0.00000001
12 Yes 4 0.00000001 0.00000001
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13 Yes 4 0.00000001 0.00000001
14 Yes 4 0.00000001 0.00000001
15 Yes 4 0.00000001 0.00000001
16 Yes 4 0.00000001 0.00000001
17 Yes 4 0.00000001 0.00000001
18 Yes 4 0.00000001 0.00000001
19 Yes 4 0.00000001 0.00000524
20 Yes 4 0.00000001 0.00000574
21 Yes 4 0.00000001 0.00000568
22 Yes 4 0.00000001 0.00000554
23 Yes 4 0.00000001 0.00000550
24 Yes 4 0.00000001 0.00000512
25 Yes 4 0.00000001 0.00000541
26 Yes 4 0.00000001 0.00000571
27 Yes 4 0.00000001 0.00000559
28 Yes 4 0.00000001 0.00000528
29 Yes 4 0.00000001 0.00000498
30 Yes 4 0.00000001 0.00000497
31 Yes 4 0.00000001 0.00000572
32 Yes 4 0.00000001 0.00000556
33 Yes 4 0.00000001 0.00000551
34 Yes 4 0.00000001 0.00000545
35 Yes 4 0.00000001 0.00000001
36 Yes 4 0.00000001 0.00000001
37 Yes 4 0.00000001 0.00000001
38 Yes 4 0.00000001 0.00000001
39 Yes 4 0.00000001 0.00000001
40 Yes 4 0.00000001 0.00000001
41 Yes 4 0.00000001 0.00000001
42 Yes 4 0.00000001 0.00000001
43 Yes 4 0.00000001 0.00000001
44 Yes 4 0.00000001 0.00000001
45 Yes 4 0.00000001 0.00000001
46 Yes 4 0.00000001 0.00000001
47 Yes 4 0.00000001 0.00000001
48 Yes 4 0.00000001 0.00000001
49 Yes 4 0.00000001 0.00000001
50 Yes 4 0.00000001 0.00000001

Maximum Tower Deflections - Service Wind
Section

No.
Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°
T1 80 - 60 6.107 40 0.6680 0.0627
T2 60 - 40 3.513 40 0.5295 0.0472
T3 40 - 20 1.588 40 0.3697 0.0300
T4 20 - 0 0.359 40 0.1986 0.0068

Critical Deflections and Radius of Curvature - Service Wind
Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft
78.00 20' x 3'' Dia Omni 40 5.833 0.6547 0.0611 22046
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Maximum Tower Deflections - Design Wind
Section

No.
Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°
T1 80 - 60 13.424 26 1.4350 0.1283
T2 60 - 40 7.806 26 1.1620 0.0976
T3 40 - 20 3.552 26 0.8231 0.0625
T4 20 - 0 0.804 26 0.4452 0.0142

Critical Deflections and Radius of Curvature - Design Wind
Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft
78.00 20' x 3'' Dia Omni 26 12.834 1.4093 0.1252 10949

Bolt Design Data
Section

No.
Elevation

ft

Component
Type

Bolt
Grade

Bolt Size

in

Number
Of

Bolts

Maximum
Load per

Bolt
K

Allowable
Load

K

Ratio
Load

Allowable

Allowable
Ratio

Criteria

T1 80 Leg SAEGR-5 0.3750 4 2.01 4.37 0.460 1.333 Bolt Tension

T2 60 Leg A325N 0.5000 4 4.01 8.64 0.464 1.333 Bolt Tension

T3 40 Leg A325N 0.6250 4 6.23 13.50 0.462 1.333 Bolt Tension

Diagonal SAEGR-5 0.3750 1 0.80 2.92 0.274 1.333 Bolt Shear

T4 20 Leg A325N 0.6250 4 5.32 13.50 0.394 1.333 Bolt Tension

Diagonal SAEGR-5 0.3750 1 1.07 2.11 0.507 1.333 Member Bearing

Compression Checks

Leg Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 80 - 60 15/16 20.00 0.86 88.3
K=2.00

17.300 0.6903 -8.53 11.94 0.714
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Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T2 60 - 40 1 1/4 20.00 0.94 72.5
K=2.00

20.463 1.2272 -16.97 25.11 0.676

T3 40 - 20 1 7/16 20.00 0.94 63.1
K=2.00

22.186 1.6229 -26.43 36.01 0.734

T4 20 - 0 ROHN 2 STD 20.03 4.01 61.1
K=1.00

22.531 1.0745 -25.18 24.21 1.040

Diagonal Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 80 - 60 7/16 2.02 1.93 148.3
K=0.70

6.786 0.1503 -0.47 1.02 0.459

T2 60 - 40 5/8 2.36 2.24 120.5
K=0.70

10.024 0.3068 -0.68 3.08 0.221

T3 40 - 20 5/8 2.65 2.52 135.5
K=0.70

8.130 0.3068 -0.80 2.49 0.320

T4 20 - 0 L1 1/2x1 1/2x1/8 4.83 2.37 102.1
K=1.06

12.160 0.3594 -0.94 4.37 0.216

Top Girt Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 80 - 60 7/16 1.50 1.42 109.3
K=0.70

11.349 0.1503 -0.02 1.71 0.013

T2 60 - 40 5/8 1.83 1.73 93.0
K=0.70

13.123 0.3068 -0.16 4.03 0.039

T3 40 - 20 5/8 2.17 2.05 110.1
K=0.70

11.254 0.3068 -0.15 3.45 0.045

Bottom Girt Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 80 - 60 7/16 1.83 1.75 134.7
K=0.70

8.234 0.1503 -0.13 1.24 0.103

T2 60 - 40 5/8 2.17 2.06 110.8
K=0.70

11.174 0.3068 -0.14 3.43 0.042

T3 40 - 20 5/8 2.50 2.38 127.9
K=0.70

9.102 0.3068 -0.43 2.79 0.155
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Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

Tension Checks

Leg Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 80 - 60 15/16 20.00 0.86 44.2 30.000 0.6903 8.05 20.71 0.389

T2 60 - 40 1 1/4 20.00 0.94 36.3 30.000 1.2272 16.03 36.82 0.435

T3 40 - 20 1 7/16 20.00 0.94 31.5 30.000 1.6229 24.94 48.69 0.512

T4 20 - 0 ROHN 2 STD 20.03 4.01 61.1 30.000 1.0745 23.75 32.24 0.737

Diagonal Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 80 - 60 7/16 2.02 1.93 211.9 19.800 0.1503 0.46 2.98 0.156

T2 60 - 40 5/8 2.36 2.24 172.2 19.800 0.3068 0.67 6.07 0.111

T3 40 - 20 5/8 2.65 2.52 193.6 19.800 0.3068 0.78 6.07 0.129

T4 20 - 0 L1 1/2x1 1/2x1/8 4.83 2.37 63.5 19.800 0.3594 1.07 7.12 0.150

Top Girt Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 80 - 60 7/16 1.50 1.42 156.2 19.800 0.1503 0.02 2.98 0.006

T2 60 - 40 5/8 1.83 1.73 132.9 19.800 0.3068 0.14 6.07 0.023

T3 40 - 20 5/8 2.17 2.05 157.3 19.800 0.3068 0.14 6.07 0.023
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Bottom Girt Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 80 - 60 7/16 1.83 1.75 192.4 19.800 0.1503 0.14 2.98 0.046

T2 60 - 40 5/8 2.17 2.06 158.3 19.800 0.3068 0.16 6.07 0.026

T3 40 - 20 5/8 2.50 2.38 182.7 19.800 0.3068 0.32 6.07 0.053

Section Capacity Table
Section

No.
Elevation

ft
Component

Type
Size Critical

Element
P
K

SF*Pallow
K

%
Capacity

Pass
Fail

T1 80 - 60 Leg 15/16 2 -8.53 15.92 53.6 Pass
T2 60 - 40 Leg 1 1/4 80 -16.97 33.47 50.7 Pass
T3 40 - 20 Leg 1 7/16 152 -26.43 48.00 55.1 Pass
T4 20 - 0 Leg ROHN 2 STD 224 -25.18 32.27 78.0 Pass
T1 80 - 60 Diagonal 7/16 10 -0.47 1.36 34.4 Pass
T2 60 - 40 Diagonal 5/8 88 -0.68 4.10 16.6 Pass
T3 40 - 20 Diagonal 5/8 163 -0.80 3.32 24.0 Pass
T4 20 - 0 Diagonal L1 1/2x1 1/2x1/8 254 -0.94 5.83 16.2

38.0 (b)
Pass

T1 80 - 60 Top Girt 7/16 6 -0.02 2.27 1.0 Pass
T2 60 - 40 Top Girt 5/8 82 -0.16 5.37 2.9 Pass
T3 40 - 20 Top Girt 5/8 154 -0.15 4.60 3.4 Pass
T1 80 - 60 Bottom Girt 7/16 7 -0.13 1.65 7.7 Pass
T2 60 - 40 Bottom Girt 5/8 86 -0.14 4.57 3.2 Pass
T3 40 - 20 Bottom Girt 5/8 157 -0.43 3.72 11.7 Pass

Summary
Leg (T4) 78.0 Pass
Diagonal

(T4)
38.0 Pass

Top Girt
(T3)

3.4 Pass

Bottom Girt
(T3)

11.7 Pass

Bolt Checks 38.0 Pass
RATING = 78.0 Pass

 Program Version 7.0.5.1 - 2/1/2016 File:J:/Jobs/1604700.WI/Calcs/ERI Files/100-ft ROHN Lattice Tower.eri



Subject:

Location:

Rev. 0: 4/1/16

Ballast Calculation

80-ft Temporary Ballast Tower
Redding, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 16047.00

Ballast Calculation:

Input Data:

Tower Reactions:

Overturning Moment = OM 89 ft× kips×:= (Input From tnxTower)

Shear Force = Shear 2 kips×:= (Input From tnxTower)

Axial Force = Axial 3 kips×:= (Input From tnxTower)

Overturning Factor of Safety Required = FSreq 2.0:= (User Input)

Ballast Data:

Weight of Base Frame = WTframe 5kips:= (User Input)

Distance From Center of Tower to Extreme Edge of
Base Frame =

c 7.5 ft×:= (User Input)

Distance From Frame Toe to Front Ballast String = d1 2.5 ft×:= (User Input)

Distance From Frame Toe to Back Ballast String = d2 12.5 ft×:= (User Input)

Depth of Ballast Frame = df 1.50 ft×:= (User Input)

Weight of Concrete = γc 145 pcf×:= (User Input)

Block Width = wb 5 ft×:= (User Input)

Block Length = lb 5 ft×:= (User Input)

Block Thickness = tb 1 ft×:= (User Input)

Individual Block Weight = Wb wb lb× tb× γc× 3625 lb×=:=

Total Overturning Moment About Toe of Base Frame = Mtot OM Shear df×+ 92 ft kips××=:=

Total Dead Weight = Ptot Axial WTframe+ 8 kips×=:=

Net Resisting Moment Required = Mrnet FSreq Mtot×( ) Ptot c×( )- 124 kip ft××=:=

Ballast Required Per Side of Base Frame = Wreq
Mrnet

d1 d2+( ) 8.27 kips×=:=

Total Ballast Weight Required = Wtotreq Wreq 2× 16.53 kips×=:=

Ballast Weight Required Per Quadrant = Wreqquad
Wreq

2
4.13 kips×=:=

Number of Blocks Required per Quadrant = Nb
Wtotreq

Wb 4( )× 0.9( )×
1.27=:=

Nbuse 2:=

Ballast Calculation.xmcd.xmcd Page 3.3-1



Subject:

Location:

Rev. 0: 4/1/16

Ballast Calculation

80-ft Temporary Ballast Tower
Redding, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 16047.00

Resisting Moment = Mr Wb( ) Nbuse× 2.0× d1 d2+( )×éë ùû Ptot c×( )+ 277.5 kip ft××=:=

Actual Factor of Safety = FS
Mr

Mtot
3.02=:=

FOS_Check if FS FSreq³ "Okay", "No Good", ( ):=

FOS_Check "Okay"=
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