
      

 December 7, 2018 

 

Ms. Melanie Bachman 

Executive Director 

Connecticut Siting Council 

Ten Franklin Square 

New Britain, CT  06051 

 

Re: Docket No. CSC 461A - Greenwich Substation and Line Project, Development and 

Management Plan, Vol. 1, Part 1- Cos Cob Substation Modifications 

 

Dear Ms. Bachman: 

 

This letter provides the response to requests for the information listed below.   

 

Response to CSC-02 Interrogatories dated 11/14/2018 

CSC-001, 002 

 

Very truly yours, 

 

 

 

Kathleen Shanley 

Manager 

Transmission, Siting 

As Agent for CL&P 

dba EversourceEnergy 

 

 

cc: Service List 

 

      



 

CL&P dba Eversource Energy Data Request CSC-02 

Docket CSC 461A - Greenwich Substation and Line 

Project, Development and Management Plan, Vol. 1, 

Part 1- Cos Cob Substation Modifications 

Dated: 11/14/2018 

 Q-CSC-001 

 Page 1 of 2 

 

Witness: Witness Panel 

Request from: Connecticut Siting Council 

 

Question: 

Please address in detail the Town of Greenwich Department of Public Works comments of 

November 1, 2018.  

      

 

Response: 

Please see Eversource responses below to the November 1, 2018 comments from the Town 

of Greenwich Department of Public Works. 

 

 Eversource Response to Town of Greenwich Concern 1: 

As stated in Eversource’s previous November 5, 2018 response to the Town’s November 1, 

2018 comments, Eversource believes that the Council has retained oversight over blasting.  

Notwithstanding, as stated in the D&M Plan, Eversource will coordinate with the Town 

Department of Public Works (“DPW”) and Fire Marshall prior to submitting a blasting plan 

to the Council for its review and approval. 

With respect to CCTV inspections Eversource agrees to include “pre-blast” CCTV 

inspections, as well as post blast inspections.  

Eversource Response to Town of Greenwich Concern 2: 

Eversource will restore impacted pavement, curbs and sidewalks to the Town of Greenwich 

standards as defined in the Town’s Standard Construction Details.  As stated in 

Eversource’s November 5, 2018 response to the Town’s November 1, 2018 comments, 

Eversource believes that these finer details are not customarily included in a D&M Plan 

submitted for the Council’s review and approval.  Eversource has included the Town’s 

Standard Construction Details for pavement, curb and sidewalk restoration which include 

information as to pavement thickness, pavement sections, concrete pavement replacement, 

curb replacement, sidewalk replacements in Eversource’s contractor bid documents. 

Eversource Response to Town of Greenwich Concern 3: 

Please see the attached updated page 13 of the plan and profile drawing for the vicinity of 

Arch Street between Steamboat Road and Exit 3 which addresses the Town’s concern. 

Eversource Response to Town of Greenwich Concern 4: 

Eversource reviewed the Museum Drive working hours with the Town DPW.  The Town has 

expressed its desire to move the permissible starting working time from 8PM to 9PM in the 

summer months of June, July and August on Museum Drive to allow prompt fire responder 

response to Bruce Park Playground.  Since the Town’s comments were filed, Eversource and 



the Town have agreed to a solution that will  maintain alternating traffic flow between the 

times of 8PM and 9PM during the summer months of June, July and August.  Also, during 

these months the roadway will be closed from 9PM to 5AM.  During non-summer months 

the roadway will be closed from 8PM to 5AM.  Detour plans 9A and 9B (attached) have 

been updated to reflect these requirements. 

Eversource Response to Town of Greenwich Concern  5: 

Please see the attached Detour Plan #1 has been updated to adjust the graphical polygon 

that depicts the road closure area to reflect that access to the Cos Cob Park shall be 

maintained during construction. 



 

Eversource Response to Town of Greenwich Concern 6: 

Eversource has relayed to CTDOT the Town’s request that a Variable Message Sign be 

placed on northbound I-95 in advance of Exit 3 stating Indian Field Road Closed, Use Exit 

3.  Eversource does not object to this provision however permission and concurrence from 

CTDOT are required.  Eversource has submitted this request to CDOT. 

Eversource Response to Town of Greenwich Concern  7: 

Please see attached Detour Plan #9A and #9B for Museum Drive which has been updated to 

show the travel arrows. 

Eversource Response to Town of Greenwich Concern  8: 

Eversource will comply with any applicable requirements of the American With Disabilities 

Act and is coordinating the scope with the Town of Greenwich. 
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5. "ROAD CLOSED" AND "STOP" (31-0557)

SIGNS SHALL BE DISPLAYED IN

FRONT OF TYPE III BARRICADES.

PRE DETOUR

X

CHANGEABLE

MESSAGE SIGN

Alfred Benesch & Company      www.benesch.com

Fax: (860) 633-1068Phone: (860) 633-8341

Glastonbury, Connecticut 06033120 Hebron Avenue 

EVERSOURCE 115 KV Underground Transmissions Facility

From CosCob Substation To New Greenwich Substation

ROAD

CLOSURE

AREA

· DAILY CONSTRUCTION HOURS:

8 PM - 5 AM SUNDAY TO THURSDAY

· MAINTAIN EXISTING PEDESTRIAN WALKWAYS.

DETAIL
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0
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L

SEPTEMBER TO MAY - FULL ROAD CLOSURE
PERMITTED FROM 8PM TO 5AM
JUNE TO AUGUST - ONE WAY ALTERNATING
TRAFFIC SHALL BE PERMITTED 8PM TO 9PM
FULL ROAD CLOSURE 9PM TO 5AM
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Witness: Witness Panel 

Request from: Connecticut Siting Council 

 

Question: 

Has the CT DOT agreed to the locations of the proposed splice vaults? 

      

 

Response: 

Eversource has reviewed the Project with CT DOT, including the location of the splice 

vaults within the CT DOT right-of-way.  CT DOT has raised no objection to the location of 

the splice vaults. 
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