
boutsia
Sticky Note
Devon 15 -18 primary fuel is gas.  It can operate under backup conditions with oil.



boutsia
Sticky Note
New Haven Harbor 2-4 primary fuel is gas.It can operate under backup conditions with oil.



boutsia
Sticky Note
Waterbury generation's primary fuel is gas. It can also operate under backup conditions with oil. 

boutsia
Sticky Note
A.L. Pierce Pierce primary fuel is gas. It can operate under backup conditions with oil.



boutsia
Sticky Note
Why is Yale Sterling, Sikorsky and other UI distributed generators not in this list?













bilchec
Sticky Note
Naugatuck Valley and Pequonnock FDM Projects are not presently contemplated to include new transmission lines.



mcdermb
Sticky Note
Planned




