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East Windsor, Connecticut 
 

Late-Filed Exhibit Requests 
 

1. Revised Site Plan from response to Council interrogatory 20, Exhibit E with the expansion 
parcels labeled 1 through 15 using the same numbering scheme as the Abutter List and Notice, 
Exhibit D of the Motion to Reopen, with a corresponding table or text attachment summarizing 
the Council jurisdictional features related to Connecticut General Statutes §16-50p associated 
with each parcel, including, but not limited to, the megawatt AC of solar capacity to be located 
on each parcel.  

Refer to Exhibit 1 for mapping depicting the Council jurisdiction features related to Connecticut 
General Statutes. Connecticut General Statutes §16-50p associated with each parcel, including, 
but not limited to, the megawatt AC of solar capacity to be located on each parcel. 

2. Status of the 11 outstanding return/receipt certified mailings. 

Refer to Exhibit 2 for the status of outstanding return/receipt certified mailings. The remaining 11 
mailings were sent to the office of Gravel Pit Solar’s affiliate, DESRI Gravel Pit Land Holdings 
LLC, as the property owner listed in the land records for abutting parcels to the project. 

3. Aerial map depicting the proposed expanded facility with the general party/intervenor 
locations identified.  

See Exhibit 3 for mapping depicting the proposed expanded facility with party intervenor 
locations.  

4. Type of transformer oil for the medium voltage transformers, secondary containment 
measures, and any low oil alarms.  

The medium-voltage transformers utilize natural ester fluid (vegetable oil derived) as insulation 
and cooling oil. These types of oils are biodegradable, non-toxic, and fire-safe alternative to 
conventional mineral oils, offering enhanced environmental sustainability and operational safety. 

All O&M personnel vehicles on site are equipped with spill kits that will be used when adding or 
changing oil to prevent a potential spill. 

Medium voltage transformers have alarms systems indicating low oil and can been monitored 
remotely. O&M personnel also conduct periodical inspections and monitor the oil levels on a 
quarterly basis.  

5. Revised Response to Council Interrogatory 18, Exhibit D - Markowski Property Map with 
correct distance between the proposed fence and the 40 Graham Road property line.  

See revised Exhibit 5 – Markowksi Property Map with the correct distances between the proposed 
fence and 40 Graham Road property line.  

6. The low-side AC line voltage (from the inverters) that enters the medium voltage transformer 
before being converted to 34.5-kV.  



The AC lines from the inverters that enter the medium voltage transformer are 600 volts.  

 


