
 

  
 

SAI Group 
12 Industrial Way 

Salem, NH  03079 
603-421-0470 

 
May 12, 2022 
 
Melanie A. Bachman 
Executive Director 
Connecticut Siting Council 
10 Franklin Square 
New Britain, CT 06051 
 
Notice of Exempt Modification – New Cingular Wireless PCS, LLC (AT&T) – CT2034 
310 Orange Street, New Haven, CT  06510 
N  41.30913056 
W 72.92178056 
 
Dear Ms. Bachman: 

 AT&T currently maintains twelve (12) antennas at the rooftop level (221’ & 178’ AGL) of the Central 
Office building at 310 Orange Street, New Haven, CT. The property is owned by Southern New England Telephone. 
AT&T now intends to replace twelve (12) antennas.  This modification may include B2, B5, B17, B14, B29, B30, 
B66 & n77 hardware that is 4G (LTE) and/or 5GNR capable through remote software configuration and either or 
both services may be turned on or off at various times. 
 
AT&T Planned Modifications:  
 
Remove:   
(3) Ericsson RRUS-11 B12 
(6) Diplexers 
 
Remove and Replace: 
(3) CCI Antennas (REMOVE) - (3) Ericsson AIR 6419 B77G Antennas (REPLACE) 
(3) CCI Antennas (REMOVE) - (3) Ericsson AIR 6449 B77D Antennas (REPLACE) 
(2) Kathrein Antennas (REMOVE) - (2) Quintel QD8616-7 Antennas (REPLACE) 
(1) Kathrein Antennas (REMOVE) - (1) Quintel QD4616-7 Antennas (REPLACE) 
(2) CCI Antennas (REMOVE) - (2) CCI DMP65R-BU8DA Antennas (REPLACE) 
(1) CCI Antennas (REMOVE) - (1) CCI DMP65R-BU4DA Antennas (REPLACE) 
(3) Ericsson 4478 B5 RRU (REMOVE) - (3) Ericsson 4449 B5/B12 RRU (REPLACE) 
 
Install New:  None 
 
Existing to Remain: 
(12) Ericsson RRU 
 (6) Raycap Surge Units 



 (6) 1-5/8” Coax  
(12) DC Lines 
 (3) Fiber Lines 
 
AT&T’s use of this facility was first approved by the Connecticut Siting Council on April 19, 1988.   The approval 
included no conditions that could feasibly be violated by this proposed modification, including total facility height 
and mounting restrictions.  This modification therefore complies with the aforementioned approvals. 

Please accept this letter as notification pursuant to Regulations of Connecticut State Agencies § 16-50j-73, for 
construction that constitutes an exempt modification pursuant to R.C.S.A. § 16-50j-72(b)(2). In accordance with 
R.C.S.A. § 16-50j-73, a copy of this letter is being sent to the Honorable Justin Elicker, Mayor of the City of New 
Haven, and the New Haven City Plan Department as well as the property owner.  
 
The planned modifications to the facility fall squarely within those activities explicitly provided for in R.C.S.A. § 
16-50j-72(b)(2). 
 
1. The proposed modifications will not result in an increase in the height of the existing structure.  

2. The proposed modifications will not require the extension of the site boundary. 
 
3. The proposed modifications will not increase noise levels at the facility by six decibels or more, or to levels that 
exceed state and local criteria. 
 
4. The operation of the replacement antennas will not increase radio frequency emissions at the facility to a level at 
or above the Federal Communications Commission safety standard. 
 
5. The proposed modifications will not cause a change or alteration in the physical or environmental characteristics 
of the site. 
 
6. The existing structure and its foundation can support the proposed loading. 
 
For the foregoing reasons, AT&T respectfully submits that the proposed modifications to the above-referenced 
telecommunications facility constitute an exempt modification under 
R.C.S.A. § 16-50j-72(b)(2). 
 
Please feel free to call me at (860) 670-9068 with any questions regarding this matter.  Thank you for your 
consideration. 
 
Sincerely, 
 
 
 
Mark Roberts 
Consultant for SAI 
Mark.Roberts@QCDevelopment.net 
 
Attachments 
 
Cc: Mayor Justin Eliker - Elected Official  
 Laura Brown – Executive Director – City Plan Department 
 SNET - Property Owner  
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SCOPE OF WORK: 

 

Hudson Design Group LLC (HDG) has been authorized by AT&T to conduct a structural 

evaluation of the structure supporting the proposed equipment located in the areas 

depicted in the latest HDG construction drawings. 

 

This report represents this office’s findings, conclusions and recommendations pertaining 

to the support of AT&T’s proposed antennas listed below. 

 

This office conducted an on-site visual survey of the above areas on April 22, 2021. 

Attendees included Sergio Anastacio (HDG – Assistant Project Manager).    

 

The following documents were used for our reference: 

 

• Original Design Drawings prepared by HDG dated July 27, 2017.  

 

• Previous HDG Structural Analysis Report dated December 2, 2019.  

 

• Final Report of Special Inspections by HDG dated August 6, 2021. 

 
CONCLUSION SUMMARY:   

 
Based on our evaluation, we have determined that the existing structure IS CAPABLE of 

supporting the proposed equipment loading. 

 

 Member Stress Ratio Pass/Fail 

Roof (Worst Case) Concrete Slab 19% PASS 

 

Based on our evaluation, we have determined that the existing mounts ARE CAPABLE of 

supporting the proposed equipment loading. 

 

 Member Controlling Load Case Stress Ratio Pass/Fail 

Alpha Sector 

Antenna Mount 
19 LC3 57% PASS 

Beta Sector  

Antenna Mount 
42 LC3 82% PASS 

Gamma Sector  

Antenna Mount 
19 LC1 31% PASS 

 

Based on our evaluation, we have determined that the existing connections ARE CAPABLE 

of supporting the proposed equipment loading. 

 

 Member Stress Ratio Pass/Fail 

Alpha Sector 

Connection 
1/2” Epoxy Anchor 61% PASS 

Beta Sector 

Connection 
1/2” Epoxy Anchor 48% PASS 

Gamma Sector 

Connection 
1/2” Epoxy Anchor 39% PASS 

 

 

 



                                    

 

 

Reference the table below for the RRH minimum ballast requirements: 
 

 

HDG did not perform a condition assessment of the entire roof but did perform an 

inspection of the existing roof members and structural bearing walls below the area where 

the equipment is proposed to be located.  

MINIMUM RRH BALLAST MOUNT REQUIREMENTS  

 Existing Proposed Total 

Number of Blocks on Front Sled 5 1 6 

Number of Blocks on Back Sled 5 2 7 

Size of Blocks 4”x8”x16” Solid 4”x8”x16” Solid 4”x8”x16” Solid 

Weight of Blocks 33 lbs. /each 33 lbs. /each 33 lbs. /each 

Total Ballast Weight 330 lbs. 99 lbs. 429 lbs. 



                                                                                                     

 

 

APPURTENANCE CONFIGURATION:   
 

Appurtenances Dimensions Weight **Elevation Mount 

(3) B14 4478 RRH’s 18.1”x13.4”x8.3” 60 lbs - Pipe Mast 

(3) B2/B66A 8843 RRH’s 14.9”x13.2”x10.9” 72 lbs - Pipe Mast 

(3) RRUS-E2 B29 RRH’s 20.4”x18.5”x7.5” 53 lbs - Ballast Mount 

(3) RRUS-32 B30 RRH’s 27.2”x12.1”x7.0” 60 lbs - Ballast Mount 

(3) Squid Surge Arrestors 24.0”x9.7”Ø 33 lbs - Ballast Mount 

(3) DC6 Surge Arrestors 20.1”x18.2”x6.4” 44 lbs - Ballast Mount 

(3) AIR6419 Antennas 28.0”x15.7”x6.7” 66 lbs Varies Pipe Mast 

(3) AIR6449 Antennas 30.4”x15.9”x8.1” 82 lbs Varies Pipe Mast 

(2) QD8616-7 Antennas  96.0”x22.0”x9.6” 68 lbs Varies Ballast Mount 

(1) QD4616-7 Antenna 51.5”x22.0”x9.6” 50 lbs Varies Ballast Mount 

(2) DMP65R-BU8DA Antennas 96.0”x20.7”x7.7” 96 lbs Varies Ballast Mount 

(1) DMP65R-BU4DA Antenna 48.0”x20.7”x7.7” 68 lbs Varies Ballast Mount 

(3) B5/B12 4449 RRH’s 17.9”x13.2”x9.4” 73 lbs - Pipe Mast 

* Proposed equipment shown in bold. 

** Elevation to antenna centerline. Alpha/Gamma Sector Centerlines: 222’-9”, 221’, and 

219’-2”. Beta Sector Centerlines: 179’-9”, 178’, and 176’-9”. 

 

THIS PAGE CONTAINS CONFIDENTIAL, PROPRIETARY OR TRADE SECRET 

INFORMATION EXEMPT FROM DISCLOSURE UNDER APPLICABLE LAW. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



                                    

 

 

DESIGN CRITERIA:   

 

International Building Code 2015 with 2018 Connecticut State Building Code, and ASCE 

7-10 (Minimum Design Loads for Buildings and Other Structures). 

Wind   

Reference Wind Speed: 125 mph (2018 CTSBC Appendix N) 

Exposure Category: B (ASCE 7-10 Chapter 26) 

Risk Category: II (ASCE 7-10 Table 1.5-1) 

Snow   

Ground Snow, Pg: 30 (2018 CTSBC Appendix N) 

Importance Factor (Is): 1.0 (ASCE 7-10 Table 1.5-2) 

Exposure Factor (Ce): 0.9 (Fully Exposed, Table 7-2) 

Thermal Factor (Ct): 1.0 (ASCE 7-10 Table 7-3) 

Flat Roof Snow Load: 18.9 psf (ASCE 7-10 Equation 7.3-1) 

Min. Flat Roof Snow Load: 30 psf  

EIA/TIA-222-H Structural Standards for Steel Antenna Towers and Antenna Supporting 

Structures 

Wind   

City/Town: New Haven  

County: New Haven  

Wind Load: 125 mph (TIA-222-H Annex B) 

Ice   

Design Ice Thickness (ti): 1.00 in (TIA-222-H Annex B) 

Structure Class: II (TIA-222-H Table 2-1) 

Importance Factor (Ii): 1.0 (TIA-222-H Table 2-3) 

Factored Thickness of 

Radial Ice (tiz): 
1.21 in (TIA-222-H Sec. 2.6.10) 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



                                    

 

 

EXISTING ROOF CONSTRUCTION: 

 

The existing roof construction consists of a roofing membrane over rigid insulation over          

9” composite concrete slab supported with concrete beams and columns. 

 
ANTENNA SUPPORT RECOMMENDATIONS: 

 
The new antennas are proposed to be mounted on existing pipe masts secured to existing 

vertical mounting pipes secured to the roof structure with epoxy anchors. The pipes are 

braced back to the roof with angle kickers secured with epoxy anchors.  

 
RRH SUPPORT RECOMMENDATIONS: 

 
The new RRH’s are proposed to be installed on existing non-penetrating ballast sleds 

located on the roof. Reference the table on page 3 for the minimum ballast requirements. 

 

Limitations and Assumptions: 

 

1. Reference the latest HDG construction drawings for all the equipment locations. 
 

2. All detail requirements will be designed and furnished in the construction drawings. 
 

3. All structural members and their connections are assumed to be in good condition 

and are free from defects with no deterioration to its member capacities. 

Contractor to perform pre-inspection prior to construction.  
 

4. HDG is not responsible for any modifications completed prior to and hereafter 

which HDG was not directly involved. 
 

5. All antennas, coax cables and waveguide cables are assumed to be properly 

installed and supported as per the manufacturer requirements. 
 

6. If field conditions differ from what is assumed in this report, then the engineer of 

record is to be notified as soon as possible. 
 

 

 

 

  



                                    

 

 

FIELD PHOTOS: 
 

 
 

Photo 1: Sample photo illustrating the existing Alpha Sector mount.   
 

 
 

Photo 2: Sample photo illustrating the existing Beta Sector mount.   



                                    

 

 

FIELD PHOTOS (CONT.): 
 

 
 

Photo 3: Sample photo illustrating the existing Gamma Sector mount.   
 

 
 

Photo 4: Sample photo illustrating the existing RRH non-penetrating ballast mount. 

 



                                    

 

 

FIELD PHOTOS (CONT.): 
 

  
 

Photo 5: Sample photo illustrating the existing equipment room. 

 

  
 

Photo 6: Sample photo illustrating the existing roof construction. 

 



                                    

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Alpha Sector 

Wind and Ice Calculations 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

2.6.5.2 Velocity Pressure Coeff: 

Kz= 2.01 (z/zg)
 2/α

z= 221 (ft)

zg= 1200 (ft)

Kz= 1.240 α= 7.0

Kzmin ≤ Kz ≤ 2.01

Table 2-4

Exposure Zg α Kzmin Kc

B 1200 ft 7.0 0.70 0.9

C 900 ft 9.5 0.85 1.0

D 700 ft 11.5 1.03 1.1

2.6.6.2 Topographic Factor: 

Table 2-5

Topo. Category Kt f

2 0.43 1.25

3 0.53 2.0

4 0.72 1.5

Kzt= [1+(Kc Kt/Kh)]
2

Kh= e 
(f*z/H)

Kzt= 1 Kh= 1

Kc= 0.9 (from Table 2-4)

(If Category 1 then K zt =1.0) Kt= 0 (from Table 2-5)

f= 0 (from Table 2-5)

Category= 1 z= 221

zs= 30 (Mean elevation of base of structure above sea level)

H= 0 (Ht. of the crest above surrounding terrain)

Kzt= 1.00 (from 2.6.6.2.1)

Ke= 1.00 (from 2.6.8)

2.6.10 Design Ice Thickness

Max Ice Thickness = ti = 1.00 in

Importance Factor = I= 1.0 (from Table 2-3)

Kiz = 1.21 (from Sec. 2.6.10)

tiz= ti*I*Kiz*(Kzt)
0.35

tiz = 1.21 in

ALPHA SECTOR



Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

2.6.9 Gust Effect Factor

2.6.9.1 Self Supporting Lattice Structures

Gh = 1.0  Latticed Structures > 600 ft

Gh = 0.85 Latticed Structures 450 ft or less

Gh = 0.85 + 0.15 [h/150 - 3.0] h= ht. of structure

h= 166 Gh= 0.85

2.6.9.2 Guyed Masts Gh= 0.85

2.6.9.3 Pole Structures Gh= 1.1

2.6.9 Appurtenances Gh= 1.0

2.6.9.4 Structures Supported on Other Structures

(Cantilivered tubular or latticed spines, pole, structures on buildings (ht. : width ratio > 5)

Gh= 1.35 Gh= 1.00

2.6.11.2 Design Wind Force on Appurtenances

F= qz*Gh*(EPA)A

qz= 0.00256*Kz*Kzt*Ks*Ke*Kd*Vmax
2

Kz= 1.240 (from 2.6.5.2)

Kzt= 1.0 (from 2.6.6.2.1)

Ks= 1.0 (from 2.6.7)

qz= 47.05 Ke= 1.00 (from 2.6.8)

qz (ice)= 7.53 Kd= 0.95 (from Table 2-2)

qz (30)= 2.71 Vmax= 125 mph (Ultimate Wind Speed)

Vmax (ice)= 50 mph

V30= 30 mph

Table 2-2

Structure Type

Latticed structures with triangular, square or rectangular cross 

sections
0.85

Tubular pole structures supporting antennas enclosed within a 

cylindrical shroud
1.00

Tubular pole structures, latticed structures with other cross 

sections, appurtenances
0.95

Wind Direction Probability Factor, Kd
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Determine Ca:

Table 2-9

Round C < 39

(Subcritical)

39 ≤ C ≤ 78

(Transitional)

C > 78

(Supercritical)

Ice Thickness = 1.21 in Angle = 0 (deg) Equivalent Angle = 180 (deg)

Appurtenances Height Width Depth Flat Area
Aspect 

Ratio
Ca Force (lbs)

Force (lbs) (w/ 

Ice)

AIR6419 Antenna 28.0 15.7 6.7 3.05 1.78 1.20 172 35

AIR6419 Antenna (Side) 28.0 6.7 15.7 1.30 4.18 1.27 78 18

AIR6449 Antenna 30.4 15.9 8.1 3.36 1.91 1.20 190 38

AIR6449 Antenna (Side) 30.4 8.1 15.9 1.71 3.75 1.26 101 23

QD8616-7 Antenna 96.0 22.0 9.6 14.67 4.36 1.28 885 161

QD8616-7 Antenna (Side) 96.0 9.6 22.0 6.40 10.00 1.50 452 93

DMP65R-BU8DA Antenna 96.0 20.7 7.7 13.80 4.64 1.30 841 154

DMP65R-BU8DA Antenna (Side) 96.0 7.7 20.7 5.13 12.47 1.58 382 82

B14 4478 RRH 18.1 13.4 8.3 1.68 1.35 1.20 95 20

B2/B66A 8843 RRH 14.9 13.2 10.9 1.37 1.13 1.20 77 17

RRUS-E2 B29 RRH 20.4 18.5 7.5 2.62 1.10 1.20 148 30

RRUS-32 B30 RRH 27.2 12.1 7.0 2.29 2.25 1.20 129 27

B5/B12 4449 RRH 17.9 13.2 9.4 1.64 1.36 1.20 93 20

Surge Arrestor 24.0 9.7 9.7 1.62 2.47 0.70 53 12

2-1/2" Pipe 2.9 12.0 0.24 0.24 1.20 14

3" Pipe 3.5 12.0 0.29 0.29 1.20 16

3x3 Angle 3.0 12.0 0.25 0.25 2.00 24

Square/Rectangular HSS 1.2 - 2.8(rs) ≥ 0.85 1.4 - 4.0(rs) ≥ 0.90 2.0 - 6.0(rs) ≥ 1.25

Note:  Linear interpolation may be used for aspect ratios other than those shown.

Flat

Aspect Ratio is the overall length/width ratio in the plane normal to the wind direction.

(Aspect ratio is independent of the spacing  between support points of a linear appurtenance,

1.2

0.7

4.14/(C
0.485

)

0.5

3.66/(C
0.415

) 46.8/(C
.1.0

)

1.4

0.8

0.6 0.6

1.2

2.0

Aspect Ratio ≤ 2.5 Aspect Ratio = 7 Aspect Ratio ≥ 25

Force Coefficients (Ca) for Appurtenances

Member Type
Ca Ca Ca
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Thickness of ice: 1.21 in.

Density of ice: 56 pcf

AIR6419 Antenna AIR6449 Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 28.0 Height (in): 30.4

Width (in): 15.7 Width (in): 15.9

Depth (in): 6.7 Depth (in): 8.1

Total weight of ice on object: 63 lbs Total weight of ice on object: 71 lbs 

Weight of object: 66.0 lbs Weight of object: 82.0 lbs

Combined weight of ice and object: 129 lbs Combined weight of ice and object: 153 lbs

QD8616-7 Antenna DMP65R-BU8DA Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 96.0 Height (in): 96.0

Width (in): 22.0 Width (in): 20.7

Depth (in): 9.6 Depth (in): 7.7

Total weight of ice on object: 298 lbs Total weight of ice on object: 276 lbs 

Weight of object: 68.0 lbs Weight of object: 96.0 lbs

Combined weight of ice and object: 366 lbs Combined weight of ice and object: 372 lbs

2-1/2" pipe L 3x3 Angles

Per foot weight of ice: Weight of ice based on total radial SF area:

diameter (in): 2.88 Height (in): 3

Per foot weight of ice on object: 6 plf Width (in): 3

Per foot weight of ice on object: 8 plf

3" Pipe

Per foot weight of ice:

diameter (in): 3.5

Per foot weight of ice on object: 7 plf

ALPHA SECTOR ICE WEIGHT CALCULATIONS



                                    

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Alpha Sector  

Antenna Mount Calculations 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

Current Date: 1/4/2022 8:56 AM

Units system: English



 

Current Date: 1/4/2022 8:56 AM

Units system: English



 
Current Date: 1/4/2022 9:00 AM
Units system: English



 
Current Date: 1/4/2022 9:01 AM
Units system: English



 

Current Date: 1/4/2022 9:01 AM

Units system: English

Load data
______________________________________________________________________________________________________________________________

GLOSSARY

Comb : Indicates if load condition is a load combination

Load Conditions
______________________________________________________________________________________________________________________________

Condition Description Comb. Category

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No DL

Wf Wind Load (FRONT) No WIND

Ws Wind Load (SIDE) No WIND

Wfice Wind ICE (FRONT) No WIND

Wsice Wind ICE (SIDE) No WIND

Di Ice Load No LL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Distributed force on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Val1 Val2 Dist1 % Dist2 %

[Kip/ft] [Kip/ft] [ft] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Wf 1 z -0.014 0.00 0.00 No 0.00 No

2 z -0.024 0.00 0.00 No 0.00 No

3 z -0.024 0.00 0.00 No 0.00 No

4 z -0.014 0.00 0.00 No 0.00 No

5 z -0.024 0.00 0.00 No 0.00 No

6 z -0.024 0.00 0.00 No 0.00 No

7 z -0.014 0.00 0.00 No 0.00 No

8 z -0.024 0.00 0.00 No 0.00 No

9 z -0.024 0.00 0.00 No 0.00 No

18 z -0.016 0.00 0.00 No 0.00 No

19 z -0.016 0.00 0.00 No 0.00 No

21 z -0.014 0.00 0.00 No 0.00 No

Ws 1 x -0.014 0.00 0.00 No 0.00 No

2 x -0.024 0.00 0.00 No 0.00 No

3 x -0.024 0.00 0.00 No 0.00 No

4 x -0.014 0.00 0.00 No 0.00 No

5 x -0.024 0.00 0.00 No 0.00 No

6 x -0.024 0.00 0.00 No 0.00 No

7 x -0.014 0.00 0.00 No 0.00 No

8 x -0.024 0.00 0.00 No 0.00 No

9 x -0.024 0.00 0.00 No 0.00 No

20 x -0.014 0.00 0.00 No 0.00 No

21 x -0.014 0.00 0.00 No 0.00 No

22 x -0.014 0.00 0.00 No 0.00 No

23 x -0.014 0.00 0.00 No 0.00 No

Di 1 y -0.006 0.00 0.00 No 0.00 No

2 y -0.008 0.00 0.00 No 0.00 No

3 y -0.008 0.00 0.00 No 0.00 No

4 y -0.006 0.00 0.00 No 0.00 No

5 y -0.008 0.00 0.00 No 0.00 No

6 y -0.008 0.00 0.00 No 0.00 No
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7 y -0.006 0.00 0.00 No 0.00 No

8 y -0.008 0.00 0.00 No 0.00 No

9 y -0.008 0.00 0.00 No 0.00 No

18 y -0.007 0.00 0.00 No 0.00 No

19 y -0.007 0.00 0.00 No 0.00 No

20 y -0.006 0.00 0.00 No 0.00 No

21 y -0.006 0.00 0.00 No 0.00 No

22 y -0.006 0.00 0.00 No 0.00 No

23 y -0.006 0.00 0.00 No 0.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Concentrated forces on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Value1 Dist1 %

[Kip] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL 20 y -0.048 1.00 No

y -0.048 8.00 No

22 y -0.034 1.00 No

y -0.034 8.00 No

23 y -0.033 1.50 No

y -0.033 3.50 No

y -0.041 5.00 No

y -0.041 7.00 No

Wf 20 z -0.421 1.00 No

z -0.421 8.00 No

22 z -0.443 1.00 No

z -0.443 8.00 No

23 z -0.087 1.50 No

z -0.087 3.50 No

z -0.095 5.00 No

z -0.095 7.00 No

Ws 20 x -0.192 1.00 No

x -0.192 8.00 No

22 x -0.226 1.00 No

x -0.226 8.00 No

23 x -0.04 1.50 No

x -0.04 3.50 No

x -0.051 5.00 No

x -0.051 7.00 No

Wfice 20 z -0.078 1.00 No

z -0.078 8.00 No

22 z -0.081 1.00 No

z -0.081 8.00 No

23 z -0.018 1.50 No

z -0.018 3.50 No

z -0.019 5.00 No

z -0.019 7.00 No

Wsice 20 x -0.042 1.00 No

x -0.042 8.00 No

22 x -0.047 1.00 No

x -0.047 8.00 No

23 x -0.01 1.50 No

x -0.01 3.50 No

x -0.012 5.00 No

x -0.012 7.00 No

Di 20 y -0.138 1.00 No

y -0.138 8.00 No

22 y -0.149 1.00 No
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y -0.149 8.00 No

23 y -0.032 1.50 No

y -0.032 3.50 No

y -0.036 5.00 No

y -0.036 7.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Self weight multipliers for load conditions
______________________________________________________________________________________________________________________________

                                Self weight multiplier                        

Condition Description Comb. MultX MultY MultZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No 0.00 -1.00 0.00

Wf Wind Load (FRONT) No 0.00 0.00 0.00

Ws Wind Load (SIDE) No 0.00 0.00 0.00

Wfice Wind ICE (FRONT) No 0.00 0.00 0.00

Wsice Wind ICE (SIDE) No 0.00 0.00 0.00

Di Ice Load No 0.00 0.00 0.00

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Earthquake (Dynamic analysis only)
______________________________________________________________________________________________________________________________

Condition a/g Ang. Damp.

[Deg] [%]

--------------------------------------------------------------------------------------------------------------------------------------------------------

DL 0.00 0.00 0.00

Wf 0.00 0.00 0.00

Ws 0.00 0.00 0.00

Wfice 0.00 0.00 0.00

Wsice 0.00 0.00 0.00

Di 0.00 0.00 0.00

--------------------------------------------------------------------------------------------------------------------------------------------------------
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Current Date: 1/4/2022 9:01 AM

Units system: English

Steel Code Check
______________________________________________________________________________________________________________________________

Report:  Summary - Group by member

Load conditions to be included in design :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Description Section Member Ctrl Eq. Ratio Status Reference

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

L 3X3X1_4 2 LC2 at 50.00% 0.22 OK Eq. H2-1

3 LC3 at 50.00% 0.34 OK Eq. H2-1

5 LC2 at 50.00% 0.21 OK Eq. H2-1

6 LC4 at 50.00% 0.15 OK Eq. H2-1

8 LC3 at 50.00% 0.21 OK Eq. H2-1

9 LC3 at 50.00% 0.17 OK Eq. H2-1

-----------------------------------------------------------------------------------------------------------------

PIPE 2-1_2x0.203 1 LC3 at 50.00% 0.45 OK Eq. H1-1b

4 LC3 at 53.13% 0.36 OK Eq. H1-1b

7 LC3 at 50.00% 0.33 OK Eq. H1-1b

20 LC1 at 58.33% 0.48 OK Eq. H1-1b

21 LC1 at 56.25% 0.15 OK Eq. H1-1b

22 LC1 at 58.33% 0.51 OK Eq. H1-1b

23 LC1 at 56.25% 0.13 OK Eq. H1-1b

-----------------------------------------------------------------------------------------------------------------

PIPE 3x0.216 18 LC1 at 24.22% 0.31 OK Eq. H1-1b

19 LC3 at 75.00% 0.57 OK Eq. H1-1b

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Current Date: 1/4/2022 9:02 AM

Units system: English

Analysis result

Reactions
______________________________________________________________________________________________________________________________

Direction of positive forces and moments

                                                              Forces [Kip]                                                                                                            Moments [Kip*ft]                                              

Node FX FY FZ MX MY MZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Condition  LC1=1.2DL+Wf

1 -0.01118 -1.64938 -0.11722 0.00000 0.00000 0.00000

4 0.32990 0.57193 0.59217 0.00000 0.00000 0.00000

5 -1.02707 1.73519 1.86736 0.00000 0.00000 0.00000

6 0.01094 -0.36042 -0.13177 0.00000 0.00000 0.00000

9 0.14524 0.26422 0.29994 0.00000 0.00000 0.00000

10 -0.02018 0.05674 0.10529 0.00000 0.00000 0.00000

13 0.01035 -1.17163 -0.09355 0.00000 0.00000 0.00000

14 -0.20303 0.83361 0.91429 0.00000 0.00000 0.00000

15 0.76504 1.03948 0.48295 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.31974 3.91946 0.00000 0.00000 0.00000

Condition  LC2=1.2DL+Ws

1 0.01243 0.58132 0.01968 0.00000 0.00000 0.00000

4 0.50964 0.73371 0.67600 0.00000 0.00000 0.00000

5 0.42305 -0.53689 -0.58801 0.00000 0.00000 0.00000

6 0.01791 -0.05313 0.01851 0.00000 0.00000 0.00000

9 0.46774 0.66388 0.60965 0.00000 0.00000 0.00000

10 0.46972 -0.61466 -0.66965 0.00000 0.00000 0.00000

13 0.01918 -0.02223 0.02078 0.00000 0.00000 0.00000

14 0.20153 -0.43629 -0.48086 0.00000 0.00000 0.00000

15 0.80307 1.00403 0.39390 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 2.92428 1.31974 0.00000 0.00000 0.00000 0.00000

Condition  LC3=0.9DL+Wf

1 -0.01086 -1.79083 -0.12204 0.00000 0.00000 0.00000

4 0.33169 0.56936 0.59499 0.00000 0.00000 0.00000

5 -1.02703 1.72934 1.86727 0.00000 0.00000 0.00000

6 0.01098 -0.37510 -0.13624 0.00000 0.00000 0.00000

9 0.15033 0.26717 0.30800 0.00000 0.00000 0.00000

10 -0.02053 0.05155 0.10590 0.00000 0.00000 0.00000

13 0.00913 -1.32347 -0.09842 0.00000 0.00000 0.00000

14 -0.20426 0.83311 0.91945 0.00000 0.00000 0.00000

15 0.76055 1.02866 0.48055 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 0.98980 3.91946 0.00000 0.00000 0.00000

Condition  LC4=0.9DL+Ws

1 0.01278 0.43974 0.01468 0.00000 0.00000 0.00000

4 0.51141 0.73113 0.67880 0.00000 0.00000 0.00000

5 0.42303 -0.54264 -0.58797 0.00000 0.00000 0.00000

6 0.01796 -0.06820 0.01376 0.00000 0.00000 0.00000

9 0.47292 0.66699 0.61786 0.00000 0.00000 0.00000

10 0.46922 -0.61961 -0.66878 0.00000 0.00000 0.00000

13 0.01797 -0.17422 0.01575 0.00000 0.00000 0.00000
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14 0.20029 -0.43675 -0.47565 0.00000 0.00000 0.00000

15 0.79869 0.99336 0.39156 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 2.92428 0.98980 0.00000 0.00000 0.00000 0.00000

Condition  LC5=1.2DL+Wfice+Di

1 -0.00855 0.91376 0.02968 0.00000 0.00000 0.00000

4 0.02072 0.07914 0.03280 0.00000 0.00000 0.00000

5 -0.14608 0.29075 0.25564 0.00000 0.00000 0.00000

6 -0.00110 0.16928 0.02398 0.00000 0.00000 0.00000

9 -0.03280 -0.01005 -0.05193 0.00000 0.00000 0.00000

10 0.02996 -0.00264 -0.05242 0.00000 0.00000 0.00000

13 0.00613 0.73046 0.02752 0.00000 0.00000 0.00000

14 -0.01193 0.09097 0.05011 0.00000 0.00000 0.00000

15 0.14365 0.22786 0.07662 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 2.48955 0.39200 0.00000 0.00000 0.00000

Condition  LC6=1.2DL+Wsice+Di

1 -0.00849 1.20706 0.04419 0.00000 0.00000 0.00000

4 0.03325 0.10003 0.05265 0.00000 0.00000 0.00000

5 0.03818 -0.01634 -0.06682 0.00000 0.00000 0.00000

6 -0.00349 0.14834 0.04055 0.00000 0.00000 0.00000

9 0.00016 0.04488 0.00025 0.00000 0.00000 0.00000

10 0.04311 -0.02456 -0.07545 0.00000 0.00000 0.00000

13 0.00368 0.90503 0.03935 0.00000 0.00000 0.00000

14 0.02036 -0.03820 -0.08552 0.00000 0.00000 0.00000

15 0.09524 0.16331 0.05080 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.22200 2.48955 0.00000 0.00000 0.00000 0.00000

Condition  LC7=1.4DL

1 -0.00157 0.66042 0.02330 0.00000 0.00000 0.00000

4 -0.00827 0.01205 -0.01310 0.00000 0.00000 0.00000

5 0.00008 0.02682 -0.00014 0.00000 0.00000 0.00000

6 -0.00021 0.07038 0.02213 0.00000 0.00000 0.00000

9 -0.02423 -0.01455 -0.03837 0.00000 0.00000 0.00000

10 0.00223 0.02324 -0.00390 0.00000 0.00000 0.00000

13 0.00573 0.70938 0.02346 0.00000 0.00000 0.00000

14 0.00579 0.00213 -0.02430 0.00000 0.00000 0.00000

15 0.02046 0.04982 0.01091 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.53970 0.00000 0.00000 0.00000 0.00000

Condition  LC8=0.9DL

1 -0.00101 0.42456 0.01497 0.00000 0.00000 0.00000

4 -0.00532 0.00774 -0.00843 0.00000 0.00000 0.00000

5 0.00005 0.01725 -0.00008 0.00000 0.00000 0.00000

6 -0.00013 0.04519 0.01420 0.00000 0.00000 0.00000

9 -0.01557 -0.00934 -0.02465 0.00000 0.00000 0.00000

10 0.00141 0.01497 -0.00247 0.00000 0.00000 0.00000

13 0.00369 0.45602 0.01507 0.00000 0.00000 0.00000

14 0.00372 0.00136 -0.01563 0.00000 0.00000 0.00000

15 0.01317 0.03205 0.00702 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 0.98980 0.00000 0.00000 0.00000 0.00000
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Envelope for nodal reactions
______________________________________________________________________________________________________________________________

Note.- lc is the controlling load condition

Direction of positive forces and moments

Envelope of nodal reactions for       :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

                                                                                  Forces                                                                                                                                                    Moments                                                                          

Node Fx lc Fy lc Fz lc Mx lc My lc Mz lc

[Kip] [Kip] [Kip] [Kip*ft] [Kip*ft] [Kip*ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

1 Max 0.013 LC4 1.207 LC6 0.044 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.011 LC1 -1.791 LC3 -0.122 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

4 Max 0.511 LC4 0.734 LC2 0.679 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.008 LC7 0.008 LC8 -0.013 LC7 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

5 Max 0.423 LC2 1.735 LC1 1.867 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -1.027 LC1 -0.543 LC4 -0.588 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

6 Max 0.018 LC4 0.169 LC5 0.041 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.003 LC6 -0.375 LC3 -0.136 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

9 Max 0.473 LC4 0.667 LC4 0.618 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.033 LC5 -0.015 LC7 -0.052 LC5 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

10 Max 0.470 LC2 0.057 LC1 0.106 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.021 LC3 -0.620 LC4 -0.670 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

13 Max 0.019 LC2 0.905 LC6 0.039 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min 0.004 LC6 -1.323 LC3 -0.098 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

14 Max 0.202 LC2 0.834 LC1 0.919 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.204 LC3 -0.437 LC4 -0.481 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

15 Max 0.803 LC2 1.039 LC1 0.483 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min 0.013 LC8 0.032 LC8 0.007 LC8 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Date:                     1/4/2022

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

CHECK EPOXY ANCHOR CONNECTION CAPACITY → ALPHA SECTOR ANCHORS

Reference: Hilti North American Product Technical Guide, 19th Edition

Epoxy Type = HIT-HY 200

Anchor Diameter = 1/2 in. (HAS Threaded Rod)

Embedment Depth = 2 3/4 in.

f'c of Concrete = 3000 psi

Cracked Concrete 

Allowable Loads (lbs)

Tensile Load 2760

Shear Load 5945

Eccentricity Dimensions:

Tab Bolt Height: 4.875 in. = 0.4063 ft.

Distance to Edge of Plate: 7.5 in. = 0.625 ft.

TENSILE FORCES

Reaction F = 543 lbs. (See Bentley Output)

SHEAR FORCES

Reactions in X direction: 1027 lbs. (See Bentley Output)

Reactions in Z direction: 1867 lbs. (See Bentley Output)

Resultant: 2131 lbs.

Tension due to Eccentricity = 1385 lbs.

No. of Supports = 1

No. of Anchors / Support / Tension = 2

No. of Anchors / Support / Shear = 4

Tension Design Load / Anchor =

ft= 964.02 lbs. < 2373.6 lbs. Therefore, OK !

Shear Design Load / Anchor=

fv= 532.71 lbs. < 2659.2 lbs. Therefore, OK !

CHECK COMBINED TENSION AND SHEAR

ft / FT + fv / FV ≤ 1.0

0.406 + 0.200 = 0.606 < 1.0 Therefore, OK !

Conc. Thickness 

Reduct. Factor

1

0.71

Reduced Loads (lbs)

2374

2659.1985

Spacing Reduct. 

Factor

0.86

0.63

Edge Reduct. 

Factor

1

1
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Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

2.6.5.2 Velocity Pressure Coeff: 

Kz= 2.01 (z/zg)
 2/α

z= 178 (ft)

zg= 1200 (ft)

Kz= 1.165 α= 7.0

Kzmin ≤ Kz ≤ 2.01

Table 2-4

Exposure Zg α Kzmin Kc

B 1200 ft 7.0 0.70 0.9

C 900 ft 9.5 0.85 1.0

D 700 ft 11.5 1.03 1.1

2.6.6.2 Topographic Factor: 

Table 2-5

Topo. Category Kt f

2 0.43 1.25

3 0.53 2.0

4 0.72 1.5

Kzt= [1+(Kc Kt/Kh)]
2

Kh= e 
(f*z/H)

Kzt= 1 Kh= 1

Kc= 0.9 (from Table 2-4)

(If Category 1 then K zt =1.0) Kt= 0 (from Table 2-5)

f= 0 (from Table 2-5)

Category= 1 z= 178

zs= 30 (Mean elevation of base of structure above sea level)

H= 0 (Ht. of the crest above surrounding terrain)

Kzt= 1.00 (from 2.6.6.2.1)

Ke= 1.00 (from 2.6.8)

2.6.10 Design Ice Thickness

Max Ice Thickness = ti = 1.00 in

Importance Factor = I= 1.0 (from Table 2-3)

Kiz = 1.18 (from Sec. 2.6.10)

tiz= ti*I*Kiz*(Kzt)
0.35

tiz = 1.18 in

BETA SECTOR



Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

2.6.9 Gust Effect Factor

2.6.9.1 Self Supporting Lattice Structures

Gh = 1.0  Latticed Structures > 600 ft

Gh = 0.85 Latticed Structures 450 ft or less

Gh = 0.85 + 0.15 [h/150 - 3.0] h= ht. of structure

h= 166 Gh= 0.85

2.6.9.2 Guyed Masts Gh= 0.85

2.6.9.3 Pole Structures Gh= 1.1

2.6.9 Appurtenances Gh= 1.0

2.6.9.4 Structures Supported on Other Structures

(Cantilivered tubular or latticed spines, pole, structures on buildings (ht. : width ratio > 5)

Gh= 1.35 Gh= 1.00

2.6.11.2 Design Wind Force on Appurtenances

F= qz*Gh*(EPA)A

qz= 0.00256*Kz*Kzt*Ks*Ke*Kd*Vmax
2

Kz= 1.165 (from 2.6.5.2)

Kzt= 1.0 (from 2.6.6.2.1)

Ks= 1.0 (from 2.6.7)

qz= 44.23 Ke= 1.00 (from 2.6.8)

qz (ice)= 7.08 Kd= 0.95 (from Table 2-2)

qz (30)= 2.55 Vmax= 125 mph (Ultimate Wind Speed)

Vmax (ice)= 50 mph

V30= 30 mph

Table 2-2

Structure Type Wind Direction Probability Factor, Kd

Latticed structures with triangular, square or rectangular cross 

sections
0.85

Tubular pole structures supporting antennas enclosed within a 

cylindrical shroud
1.00

Tubular pole structures, latticed structures with other cross 

sections, appurtenances
0.95



Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

Determine Ca:

Table 2-9

Round C < 39

(Subcritical)

39 ≤ C ≤ 78

(Transitional)

C > 78

(Supercritical)

Ice Thickness = 1.18 in Angle = 0 (deg) Equivalent Angle = 180 (deg)

Appurtenances Height Width Depth Flat Area Aspect Ratio Ca Force (lbs)
Force (lbs) (w/ 

Ice)

AIR6419 Antenna 28.0 15.7 6.7 3.05 1.78 1.20 162 32

AIR6419 Antenna (Side) 28.0 6.7 15.7 1.30 4.18 1.27 73 17

AIR6449 Antenna 30.4 15.9 8.1 3.36 1.91 1.20 178 35

AIR6449 Antenna (Side) 30.4 8.1 15.9 1.71 3.75 1.26 95 21

QD8616-7 Antenna 96.0 22.0 9.6 14.67 4.36 1.28 832 151

QD8616-7 Antenna (Side) 96.0 9.6 22.0 6.40 10.00 1.50 425 87

DMP65R-BU8DA Antenna 96.0 20.7 7.7 13.80 4.64 1.30 790 144

DMP65R-BU8DA Antenna (Side) 96.0 7.7 20.7 5.13 12.47 1.58 359 77

B14 4478 RRH 18.1 13.4 8.3 1.68 1.35 1.20 89 19

B2/B66A 8843 RRH 14.9 13.2 10.9 1.37 1.13 1.20 72 16

RRUS-E2 B29 RRH 20.4 18.5 7.5 2.62 1.10 1.20 139 28

RRUS-32 B30 RRH 27.2 12.1 7.0 2.29 2.25 1.20 121 25

B5/B12 4449 RRH 17.9 13.2 9.4 1.64 1.36 1.20 87 19

Surge Arrestor 24.0 9.7 9.7 1.62 2.47 0.70 50 11

2-1/2" Pipe 2.9 12.0 0.24 0.24 1.20 13

3" Pipe 3.5 12.0 0.29 0.29 1.20 15

3x3 Angle 3.0 12.0 0.25 0.25 2.00 22

Aspect Ratio ≤ 2.5 Aspect Ratio = 7 Aspect Ratio ≥ 25

Force Coefficients (Ca) for Appurtenances

Member Type
Ca Ca Ca

Note:  Linear interpolation may be used for aspect ratios other than those shown.

Flat

Aspect Ratio is the overall length/width ratio in the plane normal to the wind direction.

(Aspect ratio is independent of the spacing  between support points of a linear appurtenance,

1.2

0.7

4.14/(C
0.485

)

0.5

3.66/(C
0.415

) 46.8/(C
.1.0

)

1.4

0.8

0.6 0.6

1.2

2.0

Square/Rectangular HSS 1.2 - 2.8(rs) ≥ 0.85 1.4 - 4.0(rs) ≥ 0.90 2.0 - 6.0(rs) ≥ 1.25
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Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

Thickness of ice: 1.18 in.

Density of ice: 56 pcf

AIR6419 Antenna AIR6449 Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 28.0 Height (in): 30.4

Width (in): 15.7 Width (in): 15.9

Depth (in): 6.7 Depth (in): 8.1

Total weight of ice on object: 61 lbs Total weight of ice on object: 69 lbs 

Weight of object: 66.0 lbs Weight of object: 82.0 lbs

Combined weight of ice and object: 127 lbs Combined weight of ice and object: 151 lbs

QD8616-7 Antenna DMP65R-BU8DA Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 96.0 Height (in): 96.0

Width (in): 22.0 Width (in): 20.7

Depth (in): 9.6 Depth (in): 7.7

Total weight of ice on object: 290 lbs Total weight of ice on object: 268 lbs 

Weight of object: 68.0 lbs Weight of object: 96.0 lbs

Combined weight of ice and object: 358 lbs Combined weight of ice and object: 364 lbs

2-1/2" pipe L 3x3 Angles

Per foot weight of ice: Weight of ice based on total radial SF area:

diameter (in): 2.88 Height (in): 3

Per foot weight of ice on object: 6 plf Width (in): 3

Per foot weight of ice on object: 8 plf

3" Pipe

Per foot weight of ice:

diameter (in): 3.5

Per foot weight of ice on object: 7 plf

BETA SECTOR ICE WEIGHT CALCULATIONS
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Units system: English

Load data
______________________________________________________________________________________________________________________________

GLOSSARY

Comb : Indicates if load condition is a load combination

Load Conditions
______________________________________________________________________________________________________________________________

Condition Description Comb. Category

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No DL

Wf Wind Load (FRONT) No WIND

Ws Wind Load (SIDE) No WIND

Wfice Wind ICE (FRONT) No WIND

Wsice Wind ICE (SIDE) No WIND

Di Ice Load No LL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Distributed force on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Val1 Val2 Dist1 % Dist2 %

[Kip/ft] [Kip/ft] [ft] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Wf 1 z -0.013 0.00 0.00 No 0.00 No

2 z -0.022 0.00 0.00 No 0.00 No

3 z -0.022 0.00 0.00 No 0.00 No

4 z -0.013 0.00 0.00 No 0.00 No

5 z -0.022 0.00 0.00 No 0.00 No

6 z -0.022 0.00 0.00 No 0.00 No

7 z -0.013 0.00 0.00 No 0.00 No

8 z -0.022 0.00 0.00 No 0.00 No

9 z -0.022 0.00 0.00 No 0.00 No

18 z -0.015 0.00 0.00 No 0.00 No

19 z -0.015 0.00 0.00 No 0.00 No

35 z -0.013 0.00 0.00 No 0.00 No

42 z -0.013 0.00 0.00 No 0.00 No

43 z -0.022 0.00 0.00 No 0.00 No

44 z -0.022 0.00 0.00 No 0.00 No

Ws 1 x -0.013 0.00 0.00 No 0.00 No

2 x -0.023 0.00 0.00 No 0.00 No

3 x -0.023 0.00 0.00 No 0.00 No

4 x -0.013 0.00 0.00 No 0.00 No

5 x -0.023 0.00 0.00 No 0.00 No

6 x -0.023 0.00 0.00 No 0.00 No

7 x -0.013 0.00 0.00 No 0.00 No

8 x -0.023 0.00 0.00 No 0.00 No

9 x -0.023 0.00 0.00 No 0.00 No

32 x -0.013 0.00 0.00 No 0.00 No

35 x -0.013 0.00 0.00 No 0.00 No

38 x -0.013 0.00 0.00 No 0.00 No

41 x -0.013 0.00 0.00 No 0.00 No

42 x -0.013 0.00 0.00 No 0.00 No

43 x -0.023 0.00 0.00 No 0.00 No

44 x -0.023 0.00 0.00 No 0.00 No
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Di 1 y -0.006 0.00 0.00 No 0.00 No

2 y -0.008 0.00 0.00 No 0.00 No

3 y -0.008 0.00 0.00 No 0.00 No

4 y -0.006 0.00 0.00 No 0.00 No

5 y -0.008 0.00 0.00 No 0.00 No

6 y -0.008 0.00 0.00 No 0.00 No

7 y -0.006 0.00 0.00 No 0.00 No

8 y -0.008 0.00 0.00 No 0.00 No

9 y -0.008 0.00 0.00 No 0.00 No

18 y -0.007 0.00 0.00 No 0.00 No

19 y -0.007 0.00 0.00 No 0.00 No

32 y -0.006 0.00 0.00 No 0.00 No

35 y -0.006 0.00 0.00 No 0.00 No

38 y -0.006 0.00 0.00 No 0.00 No

41 y -0.006 0.00 0.00 No 0.00 No

42 y -0.006 0.00 0.00 No 0.00 No

43 y -0.008 0.00 0.00 No 0.00 No

44 y -0.008 0.00 0.00 No 0.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Concentrated forces on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Value1 Dist1 %

[Kip] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL 32 y -0.048 1.00 No

y -0.048 8.00 No

38 y -0.034 1.00 No

y -0.034 8.00 No

41 y -0.033 1.50 No

y -0.033 3.50 No

y -0.041 5.00 No

y -0.041 7.00 No

Wf 32 z -0.396 1.00 No

z -0.396 8.00 No

38 z -0.417 1.00 No

z -0.417 8.00 No

41 z -0.082 1.50 No

z -0.082 3.50 No

z -0.09 5.00 No

z -0.09 7.00 No

Ws 32 x -0.18 1.00 No

x -0.18 8.00 No

38 x -0.213 1.00 No

x -0.213 8.00 No

41 x -0.037 1.50 No

x -0.037 3.50 No

x -0.048 5.00 No

x -0.048 7.00 No

Wfice 32 z -0.073 1.00 No

z -0.073 8.00 No

38 z -0.076 1.00 No

z -0.076 8.00 No

41 z -0.017 1.50 No

z -0.017 3.50 No

z -0.018 5.00 No

z -0.018 7.00 No

Wsice 32 x -0.039 1.00 No

x -0.039 8.00 No
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38 x -0.044 1.00 No

x -0.044 8.00 No

41 x -0.009 1.50 No

x -0.009 3.50 No

x -0.011 5.00 No

x -0.011 7.00 No

Di 32 y -0.134 1.00 No

y -0.134 8.00 No

38 y -0.145 1.00 No

y -0.145 8.00 No

41 y -0.031 1.50 No

y -0.031 3.50 No

y -0.035 5.00 No

y -0.035 7.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Self weight multipliers for load conditions
______________________________________________________________________________________________________________________________

                                Self weight multiplier                        

Condition Description Comb. MultX MultY MultZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No 0.00 -1.00 0.00

Wf Wind Load (FRONT) No 0.00 0.00 0.00

Ws Wind Load (SIDE) No 0.00 0.00 0.00

Wfice Wind ICE (FRONT) No 0.00 0.00 0.00

Wsice Wind ICE (SIDE) No 0.00 0.00 0.00

Di Ice Load No 0.00 0.00 0.00

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Earthquake (Dynamic analysis only)
______________________________________________________________________________________________________________________________

Condition a/g Ang. Damp.

[Deg] [%]

--------------------------------------------------------------------------------------------------------------------------------------------------------

DL 0.00 0.00 0.00

Wf 0.00 0.00 0.00

Ws 0.00 0.00 0.00

Wfice 0.00 0.00 0.00

Wsice 0.00 0.00 0.00

Di 0.00 0.00 0.00

--------------------------------------------------------------------------------------------------------------------------------------------------------
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Steel Code Check
______________________________________________________________________________________________________________________________

Report:  Summary - Group by member

Load conditions to be included in design :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Description Section Member Ctrl Eq. Ratio Status Reference

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

L 3X3X1_4 2 LC2 at 50.00% 0.56 OK Eq. H2-1

3 LC4 at 50.00% 0.36 OK Eq. H2-1

5 LC2 at 50.00% 0.56 OK Eq. H2-1

6 LC4 at 50.00% 0.36 OK Eq. H2-1

8 LC2 at 50.00% 0.57 OK Eq. H2-1

9 LC4 at 50.00% 0.37 OK Eq. H2-1

43 LC2 at 50.00% 0.57 OK Eq. H2-1

44 LC4 at 50.00% 0.36 OK Eq. H2-1

-----------------------------------------------------------------------------------------------------------------

PIPE 2-1_2x0.203 1 LC3 at 46.88% 0.68 OK Eq. H1-1b

4 LC3 at 46.88% 0.65 OK Eq. H1-1b

7 LC3 at 46.88% 0.65 OK Eq. H1-1b

32 LC1 at 58.33% 0.46 OK Eq. H1-1b

35 LC2 at 56.25% 0.11 OK Eq. H1-1b

38 LC1 at 58.33% 0.48 OK Eq. H1-1b

41 LC2 at 56.25% 0.12 OK Eq. H1-1b

42 LC3 at 46.88% 0.82 OK Eq. H1-1b

-----------------------------------------------------------------------------------------------------------------

PIPE 3x0.216 18 LC3 at 35.42% 0.17 OK Eq. H1-1b

19 LC3 at 85.42% 0.29 OK Eq. H1-1b

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Analysis result

Reactions
______________________________________________________________________________________________________________________________

Direction of positive forces and moments

                                                              Forces [Kip]                                                                                                            Moments [Kip*ft]                                              

Node FX FY FZ MX MY MZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Condition  LC1=1.2DL+Wf

1 0.00098 -0.64169 -0.16316 0.00000 0.00000 0.00000

4 0.17991 0.48257 0.54879 0.00000 0.00000 0.00000

5 -0.17411 0.46912 0.56300 0.00000 0.00000 0.00000

6 0.00170 -0.70191 -0.15392 0.00000 0.00000 0.00000

9 0.19661 0.52432 0.59149 0.00000 0.00000 0.00000

10 -0.18182 0.48839 0.58399 0.00000 0.00000 0.00000

13 -0.00204 -0.44890 -0.15200 0.00000 0.00000 0.00000

14 -0.14104 0.56209 0.66150 0.00000 0.00000 0.00000

15 0.18179 0.48727 0.55360 0.00000 0.00000 0.00000

92 0.00467 -1.07833 -0.20302 0.00000 0.00000 0.00000

93 0.27659 0.72426 0.79592 0.00000 0.00000 0.00000

94 -0.34322 0.89195 1.02354 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.75915 4.64974 0.00000 0.00000 0.00000

Condition  LC2=1.2DL+Ws

1 0.00963 0.04913 0.00995 0.00000 0.00000 0.00000

4 0.53472 1.06172 1.05224 0.00000 0.00000 0.00000

5 0.52637 -0.96272 -1.08558 0.00000 0.00000 0.00000

6 0.00966 0.25834 0.01089 0.00000 0.00000 0.00000

9 0.53400 1.05990 1.05040 0.00000 0.00000 0.00000

10 0.52164 -0.95091 -1.07272 0.00000 0.00000 0.00000

13 0.01467 0.25315 0.01308 0.00000 0.00000 0.00000

14 0.41017 -1.02566 -1.15347 0.00000 0.00000 0.00000

15 0.55251 1.10633 1.09790 0.00000 0.00000 0.00000

92 0.00968 0.71343 0.00567 0.00000 0.00000 0.00000

93 0.54178 1.07935 1.07031 0.00000 0.00000 0.00000

94 0.49442 -0.88290 -0.99865 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 4.15925 1.75915 0.00000 0.00000 0.00000 0.00000

Condition  LC3=0.9DL+Wf

1 0.00093 -0.71310 -0.16515 0.00000 0.00000 0.00000

4 0.18024 0.47520 0.54964 0.00000 0.00000 0.00000

5 -0.17462 0.46193 0.56438 0.00000 0.00000 0.00000

6 0.00166 -0.76588 -0.15595 0.00000 0.00000 0.00000

9 0.19796 0.51951 0.59495 0.00000 0.00000 0.00000

10 -0.18174 0.47973 0.58377 0.00000 0.00000 0.00000

13 -0.00214 -0.58187 -0.15412 0.00000 0.00000 0.00000

14 -0.14230 0.55855 0.66668 0.00000 0.00000 0.00000

15 0.18026 0.47524 0.54968 0.00000 0.00000 0.00000

92 0.00464 -1.19099 -0.20503 0.00000 0.00000 0.00000

93 0.27778 0.71903 0.79895 0.00000 0.00000 0.00000

94 -0.34264 0.88202 1.02193 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.31936 4.64974 0.00000 0.00000 0.00000
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Condition  LC4=0.9DL+Ws

1 0.00960 -0.02292 0.00746 0.00000 0.00000 0.00000

4 0.53513 1.05455 1.05330 0.00000 0.00000 0.00000

5 0.52567 -0.96943 -1.08368 0.00000 0.00000 0.00000

6 0.00963 0.19359 0.00837 0.00000 0.00000 0.00000

9 0.53550 1.05546 1.05423 0.00000 0.00000 0.00000

10 0.52156 -0.95915 -1.07249 0.00000 0.00000 0.00000

13 0.01460 0.12020 0.01054 0.00000 0.00000 0.00000

14 0.40889 -1.02919 -1.14826 0.00000 0.00000 0.00000

15 0.55102 1.09440 1.09407 0.00000 0.00000 0.00000

92 0.00966 0.60044 0.00323 0.00000 0.00000 0.00000

93 0.54300 1.07421 1.07342 0.00000 0.00000 0.00000

94 0.49500 -0.89279 -1.00021 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 4.15925 1.31936 0.00000 0.00000 0.00000 0.00000

Condition  LC5=1.2DL+Wfice+Di

1 0.00006 0.37682 -0.00290 0.00000 0.00000 0.00000

4 0.01203 0.09583 0.03077 0.00000 0.00000 0.00000

5 -0.00491 0.08092 0.01338 0.00000 0.00000 0.00000

6 0.00004 0.46953 -0.00269 0.00000 0.00000 0.00000

9 0.00834 0.08660 0.02133 0.00000 0.00000 0.00000

10 -0.01561 0.10768 0.04252 0.00000 0.00000 0.00000

13 -0.00013 0.70893 -0.00356 0.00000 0.00000 0.00000

14 -0.00399 0.08180 0.01631 0.00000 0.00000 0.00000

15 0.03018 0.14120 0.07717 0.00000 0.00000 0.00000

92 0.00052 0.72753 -0.00992 0.00000 0.00000 0.00000

93 0.02146 0.11939 0.05486 0.00000 0.00000 0.00000

94 -0.04800 0.18864 0.13072 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 3.18487 0.36800 0.00000 0.00000 0.00000

Condition  LC6=1.2DL+Wsice+Di

1 -0.00382 0.42463 0.02105 0.00000 0.00000 0.00000

4 0.02704 0.13335 0.06914 0.00000 0.00000 0.00000

5 0.03676 -0.02325 -0.10011 0.00000 0.00000 0.00000

6 -0.00392 0.56125 0.02051 0.00000 0.00000 0.00000

9 0.01950 0.11450 0.04986 0.00000 0.00000 0.00000

10 0.02803 -0.00143 -0.07634 0.00000 0.00000 0.00000

13 -0.00316 0.78228 0.02065 0.00000 0.00000 0.00000

14 0.02992 -0.04535 -0.12220 0.00000 0.00000 0.00000

15 0.03917 0.16368 0.10016 0.00000 0.00000 0.00000

92 -0.00403 0.94059 0.02039 0.00000 0.00000 0.00000

93 0.02031 0.11651 0.05192 0.00000 0.00000 0.00000

94 0.02021 0.01812 -0.05504 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.20600 3.18487 0.00000 0.00000 0.00000 0.00000

Condition  LC7=1.4DL

1 0.00024 0.33633 0.01151 0.00000 0.00000 0.00000

4 -0.00205 0.03315 -0.00523 0.00000 0.00000 0.00000

5 0.00304 0.03188 -0.00827 0.00000 0.00000 0.00000

6 0.00021 0.30221 0.01168 0.00000 0.00000 0.00000

9 -0.00722 0.02021 -0.01847 0.00000 0.00000 0.00000

10 0.00021 0.03894 -0.00057 0.00000 0.00000 0.00000

13 0.00047 0.62105 0.01183 0.00000 0.00000 0.00000

14 0.00602 0.01612 -0.02461 0.00000 0.00000 0.00000

15 0.00710 0.05603 0.01816 0.00000 0.00000 0.00000

92 0.00014 0.52627 0.01128 0.00000 0.00000 0.00000

93 -0.00559 0.02429 -0.01430 0.00000 0.00000 0.00000

94 -0.00256 0.04588 0.00698 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 2.05234 0.00000 0.00000 0.00000 0.00000
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Condition  LC8=0.9DL

1 0.00015 0.21617 0.00737 0.00000 0.00000 0.00000

4 -0.00131 0.02133 -0.00335 0.00000 0.00000 0.00000

5 0.00194 0.02051 -0.00529 0.00000 0.00000 0.00000

6 0.00013 0.19423 0.00748 0.00000 0.00000 0.00000

9 -0.00463 0.01302 -0.01184 0.00000 0.00000 0.00000

10 0.00013 0.02505 -0.00035 0.00000 0.00000 0.00000

13 0.00030 0.39924 0.00758 0.00000 0.00000 0.00000

14 0.00387 0.01037 -0.01581 0.00000 0.00000 0.00000

15 0.00457 0.03602 0.01168 0.00000 0.00000 0.00000

92 0.00009 0.33831 0.00723 0.00000 0.00000 0.00000

93 -0.00359 0.01562 -0.00919 0.00000 0.00000 0.00000

94 -0.00165 0.02950 0.00450 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.31936 0.00000 0.00000 0.00000 0.00000

Envelope for nodal reactions
______________________________________________________________________________________________________________________________

Note.- lc is the controlling load condition

Direction of positive forces and moments

Envelope of nodal reactions for       :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

                                                                                  Forces                                                                                                                                                    Moments                                                                          

Node Fx lc Fy lc Fz lc Mx lc My lc Mz lc

[Kip] [Kip] [Kip] [Kip*ft] [Kip*ft] [Kip*ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

1 Max 0.010 LC2 0.425 LC6 0.021 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.004 LC6 -0.713 LC3 -0.165 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

4 Max 0.535 LC4 1.062 LC2 1.053 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.002 LC7 0.021 LC8 -0.005 LC7 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

5 Max 0.526 LC2 0.469 LC1 0.564 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.175 LC3 -0.969 LC4 -1.086 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

6 Max 0.010 LC2 0.561 LC6 0.021 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.004 LC6 -0.766 LC3 -0.156 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

9 Max 0.535 LC4 1.060 LC2 1.054 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.007 LC7 0.013 LC8 -0.018 LC7 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

10 Max 0.522 LC2 0.488 LC1 0.584 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.182 LC1 -0.959 LC4 -1.073 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

13 Max 0.015 LC2 0.782 LC6 0.021 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.003 LC6 -0.582 LC3 -0.154 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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14 Max 0.410 LC2 0.562 LC1 0.667 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.142 LC3 -1.029 LC4 -1.153 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

15 Max 0.553 LC2 1.106 LC2 1.098 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min 0.005 LC8 0.036 LC8 0.012 LC8 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

92 Max 0.010 LC2 0.941 LC6 0.020 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.004 LC6 -1.191 LC3 -0.205 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

93 Max 0.543 LC4 1.079 LC2 1.073 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.006 LC7 0.016 LC8 -0.014 LC7 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

94 Max 0.495 LC4 0.892 LC1 1.024 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.343 LC1 -0.893 LC4 -1.000 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Page4



Date:                     1/4/2022

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

CHECK EPOXY ANCHOR CONNECTION CAPACITY → BETA SECTOR ANCHORS

Reference: Hilti North American Product Technical Guide, 19th Edition

Epoxy Type = HIT-HY 200

Anchor Diameter = 1/2 in. (HAS Threaded Rod)

Embedment Depth = 2 3/4 in.

f'c of Concrete = 3000 psi

Cracked Concrete 

Allowable Loads (lbs)

Tensile Load 2760

Shear Load 5945

Eccentricity Dimensions:

Tab Bolt Height: 4.875 in. = 0.4063 ft.

Distance to Edge of Plate: 7.5 in. = 0.625 ft.

TENSILE FORCES

Reaction F = 969 lbs. (See Bentley Output)

SHEAR FORCES

Reactions in X direction: 526 lbs. (See Bentley Output)

Reactions in Z direction: 1086 lbs. (See Bentley Output)

Resultant: 1207 lbs.

Tension due to Eccentricity = 784 lbs.

No. of Supports = 1

No. of Anchors / Support / Tension = 2

No. of Anchors / Support / Shear = 4

Tension Design Load / Anchor =

ft= 876.67 lbs. < 2373.6 lbs. Therefore, OK !

Shear Design Load / Anchor=

fv= 301.67 lbs. < 2659.2 lbs. Therefore, OK !

CHECK COMBINED TENSION AND SHEAR

ft / FT + fv / FV ≤ 1.0

0.369 + 0.113 = 0.483 < 1.0 Therefore, OK !

Conc. Thickness 

Reduct. Factor

1

0.71

Reduced Loads (lbs)

2374

2659.1985

Spacing Reduct. 

Factor

0.86

0.63

Edge Reduct. 

Factor

1

1
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Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

2.6.5.2 Velocity Pressure Coeff: 

Kz= 2.01 (z/zg)
 2/α

z= 221 (ft)

zg= 1200 (ft)

Kz= 1.240 α= 7.0

Kzmin ≤ Kz ≤ 2.01

Table 2-4

Exposure Zg α Kzmin Kc

B 1200 ft 7.0 0.70 0.9

C 900 ft 9.5 0.85 1.0

D 700 ft 11.5 1.03 1.1

2.6.6.2 Topographic Factor: 

Table 2-5

Topo. Category Kt f

2 0.43 1.25

3 0.53 2.0

4 0.72 1.5

Kzt= [1+(Kc Kt/Kh)]
2

Kh= e 
(f*z/H)

Kzt= 1 Kh= 1

Kc= 0.9 (from Table 2-4)

(If Category 1 then K zt =1.0) Kt= 0 (from Table 2-5)

f= 0 (from Table 2-5)

Category= 1 z= 221

zs= 30 (Mean elevation of base of structure above sea level)

H= 0 (Ht. of the crest above surrounding terrain)

Kzt= 1.00 (from 2.6.6.2.1)

Ke= 1.00 (from 2.6.8)

2.6.10 Design Ice Thickness

Max Ice Thickness = ti = 1.00 in

Importance Factor = I= 1.0 (from Table 2-3)

Kiz = 1.21 (from Sec. 2.6.10)

tiz= ti*I*Kiz*(Kzt)
0.35

tiz = 1.21 in

GAMMA SECTOR
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2.6.9 Gust Effect Factor

2.6.9.1 Self Supporting Lattice Structures

Gh = 1.0  Latticed Structures > 600 ft

Gh = 0.85 Latticed Structures 450 ft or less

Gh = 0.85 + 0.15 [h/150 - 3.0] h= ht. of structure

h= 166 Gh= 0.85

2.6.9.2 Guyed Masts Gh= 0.85

2.6.9.3 Pole Structures Gh= 1.1

2.6.9 Appurtenances Gh= 1.0

2.6.9.4 Structures Supported on Other Structures

(Cantilivered tubular or latticed spines, pole, structures on buildings (ht. : width ratio > 5)

Gh= 1.35 Gh= 1.00

2.6.11.2 Design Wind Force on Appurtenances

F= qz*Gh*(EPA)A

qz= 0.00256*Kz*Kzt*Ks*Ke*Kd*Vmax
2

Kz= 1.240 (from 2.6.5.2)

Kzt= 1.0 (from 2.6.6.2.1)

Ks= 1.0 (from 2.6.7)

qz= 47.05 Ke= 1.00 (from 2.6.8)

qz (ice)= 7.53 Kd= 0.95 (from Table 2-2)

qz (30)= 2.71 Vmax= 125 mph (Ultimate Wind Speed)

Vmax (ice)= 50 mph

V30= 30 mph

Table 2-2

Structure Type Wind Direction Probability Factor, Kd

Latticed structures with triangular, square or rectangular cross 

sections
0.85

Tubular pole structures supporting antennas enclosed within a 

cylindrical shroud
1.00

Tubular pole structures, latticed structures with other cross 

sections, appurtenances
0.95
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Determine Ca:

Table 2-9

Round C < 39

(Subcritical)

39 ≤ C ≤ 78

(Transitional)

C > 78

(Supercritical)

Ice Thickness = 1.21 in Angle = 0 (deg) Equivalent Angle = 180 (deg)

Appurtenances Height Width Depth Flat Area Aspect Ratio Ca Force (lbs)
Force (lbs) (w/ 

Ice)

AIR6419 Antenna 28.0 15.7 6.7 3.05 1.78 1.20 172 35

AIR6419 Antenna (Side) 28.0 6.7 15.7 1.30 4.18 1.27 78 18

AIR6449 Antenna 30.4 15.9 8.1 3.36 1.91 1.20 190 38

AIR6449 Antenna (Side) 30.4 8.1 15.9 1.71 3.75 1.26 101 23

QD4616-7 Antenna 51.5 22.0 9.6 7.87 2.34 1.20 444 83

QD4616-7 Antenna (Side) 51.5 9.6 22.0 3.43 5.36 1.33 214 45

DMP65R-BU4DA Antenna 48.0 20.7 7.7 6.90 2.32 1.20 390 73

DMP65R-BU4DA Antenna (Side) 48.0 7.7 20.7 2.57 6.23 1.37 165 36

B14 4478 RRH 18.1 13.4 8.3 1.68 1.35 1.20 95 20

B2/B66A 8843 RRH 14.9 13.2 10.9 1.37 1.13 1.20 77 17

RRUS-E2 B29 RRH 20.4 18.5 7.5 2.62 1.10 1.20 148 30

RRUS-32 B30 RRH 27.2 12.1 7.0 2.29 2.25 1.20 129 27

B5/B12 4449 RRH 17.9 13.2 9.4 1.64 1.36 1.20 93 20

Surge Arrestor 24.0 9.7 9.7 1.62 2.47 0.70 53 12

2-1/2" Pipe 2.9 12.0 0.24 0.24 1.20 14

3" Pipe 3.5 12.0 0.29 0.29 1.20 16

3x3 Angle 3.0 12.0 0.25 0.25 2.00 24

Aspect Ratio ≤ 2.5 Aspect Ratio = 7 Aspect Ratio ≥ 25

Force Coefficients (Ca) for Appurtenances

Member Type
Ca Ca Ca

Note:  Linear interpolation may be used for aspect ratios other than those shown.

Flat

Aspect Ratio is the overall length/width ratio in the plane normal to the wind direction.

(Aspect ratio is independent of the spacing  between support points of a linear appurtenance,

1.2

0.7

4.14/(C
0.485

)

0.5

3.66/(C
0.415

) 46.8/(C
.1.0

)

1.4

0.8

0.6 0.6

1.2

2.0

Square/Rectangular HSS 1.2 - 2.8(rs) ≥ 0.85 1.4 - 4.0(rs) ≥ 0.90 2.0 - 6.0(rs) ≥ 1.25
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Thickness of ice: 1.21 in.

Density of ice: 56 pcf

AIR6419 Antenna AIR6449 Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 28.0 Height (in): 30.4

Width (in): 15.7 Width (in): 15.9

Depth (in): 6.7 Depth (in): 8.1

Total weight of ice on object: 63 lbs Total weight of ice on object: 71 lbs 

Weight of object: 66.0 lbs Weight of object: 82.0 lbs

Combined weight of ice and object: 129 lbs Combined weight of ice and object: 153 lbs

QD4616-7 Antenna DMP65R-BU4DA Antenna

Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:

Height (in): 51.5 Height (in): 48.0

Width (in): 22.0 Width (in): 20.7

Depth (in): 9.6 Depth (in): 7.7

Total weight of ice on object: 160 lbs Total weight of ice on object: 138 lbs 

Weight of object: 50.0 lbs Weight of object: 68.0 lbs

Combined weight of ice and object: 210 lbs Combined weight of ice and object: 206 lbs

2-1/2" pipe L 3x3 Angles

Per foot weight of ice: Weight of ice based on total radial SF area:

diameter (in): 2.88 Height (in): 3

Per foot weight of ice on object: 6 plf Width (in): 3

Per foot weight of ice on object: 8 plf

3" Pipe

Per foot weight of ice:

diameter (in): 3.5

Per foot weight of ice on object: 7 plf

GAMMA SECTOR ICE WEIGHT CALCULATIONS
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Load data
______________________________________________________________________________________________________________________________

GLOSSARY

Comb : Indicates if load condition is a load combination

Load Conditions
______________________________________________________________________________________________________________________________

Condition Description Comb. Category

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No DL

Wf Wind Load (FRONT) No WIND

Ws Wind Load (SIDE) No WIND

Wfice Wind ICE (FRONT) No WIND

Wsice Wind ICE (SIDE) No WIND

Di Ice Load No LL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Distributed force on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Val1 Val2 Dist1 % Dist2 %

[Kip/ft] [Kip/ft] [ft] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Wf 1 z -0.014 0.00 0.00 No 0.00 No

2 z -0.024 0.00 0.00 No 0.00 No

3 z -0.024 0.00 0.00 No 0.00 No

4 z -0.014 0.00 0.00 No 0.00 No

5 z -0.024 0.00 0.00 No 0.00 No

6 z -0.024 0.00 0.00 No 0.00 No

7 z -0.014 0.00 0.00 No 0.00 No

8 z -0.024 0.00 0.00 No 0.00 No

9 z -0.024 0.00 0.00 No 0.00 No

18 z -0.016 0.00 0.00 No 0.00 No

19 z -0.016 0.00 0.00 No 0.00 No

21 z -0.014 0.00 0.00 No 0.00 No

Ws 1 x -0.014 0.00 0.00 No 0.00 No

2 x -0.024 0.00 0.00 No 0.00 No

3 x -0.024 0.00 0.00 No 0.00 No

4 x -0.014 0.00 0.00 No 0.00 No

5 x -0.024 0.00 0.00 No 0.00 No

6 x -0.024 0.00 0.00 No 0.00 No

7 x -0.014 0.00 0.00 No 0.00 No

8 x -0.024 0.00 0.00 No 0.00 No

9 x -0.024 0.00 0.00 No 0.00 No

20 x -0.014 0.00 0.00 No 0.00 No

21 x -0.014 0.00 0.00 No 0.00 No

22 x -0.014 0.00 0.00 No 0.00 No

23 x -0.014 0.00 0.00 No 0.00 No

Di 1 y -0.006 0.00 0.00 No 0.00 No

2 y -0.008 0.00 0.00 No 0.00 No

3 y -0.008 0.00 0.00 No 0.00 No

4 y -0.006 0.00 0.00 No 0.00 No

5 y -0.008 0.00 0.00 No 0.00 No

6 y -0.008 0.00 0.00 No 0.00 No
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7 y -0.006 0.00 0.00 No 0.00 No

8 y -0.008 0.00 0.00 No 0.00 No

9 y -0.008 0.00 0.00 No 0.00 No

18 y -0.007 0.00 0.00 No 0.00 No

19 y -0.007 0.00 0.00 No 0.00 No

20 y -0.006 0.00 0.00 No 0.00 No

21 y -0.006 0.00 0.00 No 0.00 No

22 y -0.006 0.00 0.00 No 0.00 No

23 y -0.006 0.00 0.00 No 0.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Concentrated forces on members
______________________________________________________________________________________________________________________________

Condition Member Dir1 Value1 Dist1 %

[Kip] [ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL 20 y -0.034 3.00 No

y -0.034 6.00 No

22 y -0.025 3.00 No

y -0.025 6.00 No

23 y -0.033 1.50 No

y -0.033 3.50 No

y -0.041 5.00 No

y -0.041 7.00 No

Wf 20 z -0.195 3.00 No

z -0.195 6.00 No

22 z -0.223 3.00 No

z -0.223 6.00 No

23 z -0.087 1.50 No

z -0.087 3.50 No

z -0.095 5.00 No

z -0.095 7.00 No

Ws 20 x -0.083 3.00 No

x -0.083 6.00 No

22 x -0.108 3.00 No

x -0.108 6.00 No

23 x -0.04 1.50 No

x -0.04 3.50 No

x -0.051 5.00 No

x -0.051 7.00 No

Wfice 20 z -0.037 3.00 No

z -0.037 6.00 No

22 z -0.042 3.00 No

z -0.042 6.00 No

23 z -0.018 1.50 No

z -0.018 3.50 No

z -0.019 5.00 No

z -0.019 7.00 No

Wsice 20 x -0.019 3.00 No

x -0.019 6.00 No

22 x -0.023 3.00 No

x -0.023 6.00 No

23 x -0.01 1.50 No

x -0.01 3.50 No

x -0.012 5.00 No

x -0.012 7.00 No

Di 20 y -0.069 3.00 No

y -0.069 6.00 No

22 y -0.08 3.00 No
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y -0.08 6.00 No

23 y -0.032 1.50 No

y -0.032 3.50 No

y -0.036 5.00 No

y -0.036 7.00 No

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Self weight multipliers for load conditions
______________________________________________________________________________________________________________________________

                                Self weight multiplier                        

Condition Description Comb. MultX MultY MultZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

DL Dead Load No 0.00 -1.00 0.00

Wf Wind Load (FRONT) No 0.00 0.00 0.00

Ws Wind Load (SIDE) No 0.00 0.00 0.00

Wfice Wind ICE (FRONT) No 0.00 0.00 0.00

Wsice Wind ICE (SIDE) No 0.00 0.00 0.00

Di Ice Load No 0.00 0.00 0.00

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Earthquake (Dynamic analysis only)
______________________________________________________________________________________________________________________________

Condition a/g Ang. Damp.

[Deg] [%]

--------------------------------------------------------------------------------------------------------------------------------------------------------

DL 0.00 0.00 0.00

Wf 0.00 0.00 0.00

Ws 0.00 0.00 0.00

Wfice 0.00 0.00 0.00

Wsice 0.00 0.00 0.00

Di 0.00 0.00 0.00

--------------------------------------------------------------------------------------------------------------------------------------------------------

Page3



 

Current Date: 1/4/2022 9:06 AM

Units system: English

Steel Code Check
______________________________________________________________________________________________________________________________

Report:  Summary - Group by member

Load conditions to be included in design :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Description Section Member Ctrl Eq. Ratio Status Reference

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

L 3X3X1_4 2 LC2 at 50.00% 0.20 OK Eq. H2-1

3 LC3 at 50.00% 0.23 OK Eq. H2-1

5 LC2 at 50.00% 0.19 OK Eq. H2-1

6 LC4 at 50.00% 0.15 OK Eq. H2-1

8 LC3 at 50.00% 0.20 OK Eq. H2-1

9 LC3 at 50.00% 0.17 OK Eq. H2-1

-----------------------------------------------------------------------------------------------------------------

PIPE 2-1_2x0.203 1 LC3 at 50.00% 0.28 OK Eq. H1-1b

4 LC3 at 53.13% 0.27 OK Eq. H1-1b

7 LC3 at 50.00% 0.30 OK Eq. H1-1b

20 LC1 at 56.25% 0.11 OK Eq. H1-1b

21 LC1 at 56.25% 0.08 OK Eq. H1-1b

22 LC3 at 56.25% 0.10 OK Eq. H1-1b

23 LC1 at 56.25% 0.14 OK Eq. H1-1b

-----------------------------------------------------------------------------------------------------------------

PIPE 3x0.216 18 LC1 at 75.00% 0.18 OK Eq. H1-1b

19 LC1 at 24.22% 0.31 OK Eq. H1-1b

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Analysis result

Reactions
______________________________________________________________________________________________________________________________

Direction of positive forces and moments

                                                              Forces [Kip]                                                                                                            Moments [Kip*ft]                                              

Node FX FY FZ MX MY MZ

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Condition  LC1=1.2DL+Wf

1 -0.00670 -0.84686 -0.08261 0.00000 0.00000 0.00000

4 0.21392 0.37866 0.40862 0.00000 0.00000 0.00000

5 -0.60898 1.03817 1.13569 0.00000 0.00000 0.00000

6 0.00313 -0.25552 -0.09480 0.00000 0.00000 0.00000

9 0.03481 0.08016 0.12509 0.00000 0.00000 0.00000

10 -0.09782 0.18613 0.24115 0.00000 0.00000 0.00000

13 0.00927 -1.08191 -0.07892 0.00000 0.00000 0.00000

14 -0.21030 0.86275 0.94488 0.00000 0.00000 0.00000

15 0.66267 0.90296 0.42836 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.26454 3.02746 0.00000 0.00000 0.00000

Condition  LC2=1.2DL+Ws

1 0.01779 0.54128 0.01772 0.00000 0.00000 0.00000

4 0.41901 0.58262 0.53246 0.00000 0.00000 0.00000

5 0.35934 -0.43073 -0.47653 0.00000 0.00000 0.00000

6 0.01993 -0.05549 0.01725 0.00000 0.00000 0.00000

9 0.39610 0.54445 0.49619 0.00000 0.00000 0.00000

10 0.39484 -0.48991 -0.53866 0.00000 0.00000 0.00000

13 0.02402 0.10437 0.01961 0.00000 0.00000 0.00000

14 0.17888 -0.34577 -0.38580 0.00000 0.00000 0.00000

15 0.66037 0.81371 0.31777 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 2.47028 1.26454 0.00000 0.00000 0.00000 0.00000

Condition  LC3=0.9DL+Wf

1 -0.00659 -0.97293 -0.08701 0.00000 0.00000 0.00000

4 0.21588 0.37640 0.41173 0.00000 0.00000 0.00000

5 -0.60859 1.03175 1.13501 0.00000 0.00000 0.00000

6 0.00306 -0.27078 -0.09901 0.00000 0.00000 0.00000

9 0.03970 0.08278 0.13283 0.00000 0.00000 0.00000

10 -0.09805 0.18075 0.24156 0.00000 0.00000 0.00000

13 0.00792 -1.23395 -0.08363 0.00000 0.00000 0.00000

14 -0.21153 0.86222 0.95001 0.00000 0.00000 0.00000

15 0.65820 0.89217 0.42597 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 0.94840 3.02746 0.00000 0.00000 0.00000

Condition  LC4=0.9DL+Ws

1 0.01791 0.41516 0.01323 0.00000 0.00000 0.00000

4 0.42095 0.58033 0.53554 0.00000 0.00000 0.00000

5 0.35968 -0.43708 -0.47714 0.00000 0.00000 0.00000

6 0.01987 -0.07098 0.01286 0.00000 0.00000 0.00000

9 0.40104 0.54714 0.50400 0.00000 0.00000 0.00000

10 0.39450 -0.49511 -0.53806 0.00000 0.00000 0.00000

13 0.02267 -0.04781 0.01482 0.00000 0.00000 0.00000
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14 0.17766 -0.34632 -0.38070 0.00000 0.00000 0.00000

15 0.65600 0.80306 0.31544 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 2.47028 0.94840 0.00000 0.00000 0.00000 0.00000

Condition  LC5=1.2DL+Wfice+Di

1 -0.00333 0.75005 0.02466 0.00000 0.00000 0.00000

4 -0.00271 0.04010 -0.00429 0.00000 0.00000 0.00000

5 -0.07769 0.17678 0.13597 0.00000 0.00000 0.00000

6 -0.00024 0.14855 0.02204 0.00000 0.00000 0.00000

9 -0.04762 -0.03475 -0.07540 0.00000 0.00000 0.00000

10 0.01218 0.02699 -0.02132 0.00000 0.00000 0.00000

13 0.00846 0.74781 0.02433 0.00000 0.00000 0.00000

14 -0.01412 0.09972 0.05930 0.00000 0.00000 0.00000

15 0.12508 0.20310 0.06671 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 2.15835 0.23200 0.00000 0.00000 0.00000

Condition  LC6=1.2DL+Wsice+Di

1 -0.00295 0.89151 0.03258 0.00000 0.00000 0.00000

4 0.01198 0.06458 0.01897 0.00000 0.00000 0.00000

5 0.01763 0.01790 -0.03086 0.00000 0.00000 0.00000

6 -0.00080 0.10920 0.03158 0.00000 0.00000 0.00000

9 -0.00989 0.02813 -0.01566 0.00000 0.00000 0.00000

10 0.02439 0.00665 -0.04268 0.00000 0.00000 0.00000

13 0.00719 0.93253 0.03327 0.00000 0.00000 0.00000

14 0.01481 -0.01599 -0.06221 0.00000 0.00000 0.00000

15 0.06564 0.12384 0.03501 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.12800 2.15835 0.00000 0.00000 0.00000 0.00000

Condition  LC7=1.4DL

1 -0.00051 0.58848 0.02093 0.00000 0.00000 0.00000

4 -0.00910 0.01067 -0.01441 0.00000 0.00000 0.00000

5 -0.00163 0.02966 0.00285 0.00000 0.00000 0.00000

6 0.00032 0.07234 0.02045 0.00000 0.00000 0.00000

9 -0.02305 -0.01258 -0.03649 0.00000 0.00000 0.00000

10 0.00154 0.02438 -0.00270 0.00000 0.00000 0.00000

13 0.00633 0.71001 0.02234 0.00000 0.00000 0.00000

14 0.00568 0.00256 -0.02385 0.00000 0.00000 0.00000

15 0.02042 0.04977 0.01089 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 1.47530 0.00000 0.00000 0.00000 0.00000

Condition  LC8=0.9DL

1 -0.00033 0.37831 0.01344 0.00000 0.00000 0.00000

4 -0.00585 0.00685 -0.00927 0.00000 0.00000 0.00000

5 -0.00105 0.01908 0.00184 0.00000 0.00000 0.00000

6 0.00020 0.04646 0.01312 0.00000 0.00000 0.00000

9 -0.01481 -0.00807 -0.02345 0.00000 0.00000 0.00000

10 0.00098 0.01570 -0.00171 0.00000 0.00000 0.00000

13 0.00407 0.45642 0.01435 0.00000 0.00000 0.00000

14 0.00365 0.00164 -0.01534 0.00000 0.00000 0.00000

15 0.01314 0.03201 0.00701 0.00000 0.00000 0.00000

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

SUM 0.00000 0.94840 0.00000 0.00000 0.00000 0.00000
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Envelope for nodal reactions
______________________________________________________________________________________________________________________________

Note.- lc is the controlling load condition

Direction of positive forces and moments

Envelope of nodal reactions for       :

LC1=1.2DL+Wf

LC2=1.2DL+Ws

LC3=0.9DL+Wf

LC4=0.9DL+Ws

LC5=1.2DL+Wfice+Di

LC6=1.2DL+Wsice+Di

LC7=1.4DL

LC8=0.9DL

                                                                                  Forces                                                                                                                                                    Moments                                                                          

Node Fx lc Fy lc Fz lc Mx lc My lc Mz lc

[Kip] [Kip] [Kip] [Kip*ft] [Kip*ft] [Kip*ft]

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

1 Max 0.018 LC4 0.892 LC6 0.033 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.007 LC1 -0.973 LC3 -0.087 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

4 Max 0.421 LC4 0.583 LC2 0.536 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.009 LC7 0.007 LC8 -0.014 LC7 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

5 Max 0.360 LC4 1.038 LC1 1.136 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.609 LC1 -0.437 LC4 -0.477 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

6 Max 0.020 LC2 0.149 LC5 0.032 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.001 LC6 -0.271 LC3 -0.099 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

9 Max 0.401 LC4 0.547 LC4 0.504 LC4 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.048 LC5 -0.035 LC5 -0.075 LC5 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

10 Max 0.395 LC2 0.186 LC1 0.242 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.098 LC3 -0.495 LC4 -0.539 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

13 Max 0.024 LC2 0.933 LC6 0.033 LC6 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min 0.004 LC8 -1.234 LC3 -0.084 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

14 Max 0.179 LC2 0.863 LC1 0.950 LC3 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min -0.212 LC3 -0.346 LC4 -0.386 LC2 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

15 Max 0.663 LC1 0.903 LC1 0.428 LC1 0.00000 LC1 0.00000 LC1 0.00000 LC1

Min 0.013 LC8 0.032 LC8 0.007 LC8 0.00000 LC1 0.00000 LC1 0.00000 LC1

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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CHECK EPOXY ANCHOR CONNECTION CAPACITY → GAMMA SECTOR ANCHORS

Reference: Hilti North American Product Technical Guide, 19th Edition

Epoxy Type = HIT-HY 200

Anchor Diameter = 1/2 in. (HAS Threaded Rod)

Embedment Depth = 2 3/4 in.

f'c of Concrete = 3000 psi

Cracked Concrete 

Allowable Loads (lbs)

Tensile Load 2760

Shear Load 5945

Eccentricity Dimensions:

Tab Bolt Height: 4.875 in. = 0.4063 ft.

Distance to Edge of Plate: 7.5 in. = 0.625 ft.

TENSILE FORCES

Reaction F = 437 lbs. (See Bentley Output)

SHEAR FORCES

Reactions in X direction: 609 lbs. (See Bentley Output)

Reactions in Z direction: 1136 lbs. (See Bentley Output)

Resultant: 1289 lbs.

Tension due to Eccentricity = 838 lbs.

No. of Supports = 1

No. of Anchors / Support / Tension = 2

No. of Anchors / Support / Shear = 4

Tension Design Load / Anchor =

ft= 637.41 lbs. < 2373.6 lbs. Therefore, OK !

Shear Design Load / Anchor=

fv= 322.24 lbs. < 2659.2 lbs. Therefore, OK !

CHECK COMBINED TENSION AND SHEAR

ft / FT + fv / FV ≤ 1.0

0.269 + 0.121 = 0.390 < 1.0 Therefore, OK !

Conc. Thickness 

Reduct. Factor

1

0.71

Reduced Loads (lbs)

2374

2659.1985

Spacing Reduct. 

Factor

0.86

0.63

Edge Reduct. 

Factor

1

1



                                    

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Roof Calculations 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Date:                     1/4/2022

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

ONE WAY CONCRETE SLAB CHECK → WORSE CASE SECTOR

Slab Thickness, h: 9 in

Cover: 1 in (Assumed)

Reinforcing Steel Bars: Unknown

f'c of Concrete = 3000 psi (Assumed)

fy of Steel Reinforcement = 40000 psi (Assumed)

Span of Beam = 10 ft

Minimum Slab Thickness:

hmin = l /20 = 0.5 ft = 6 in (hmin > h)

hs = 9 in

Minimum Allowable Reinforcing Steel:

Depth to Steel Reinforc., d: 7.5 in

"Web" Thickness, bw: 12 in

Min. Allowable Steel, As,min: 0.45 in
2
/ft (ACI 10.5.1)

Assume Steel: #5 Quantity: 2

Steel Area, As: 0.62 in
2
/ft (As > As,min)

Ratio of reinforc. in section, ρ : 0.0068889

Concrete Check:

ρ = Mu/(Φ * bw * d
2
) = 257.4 psi (Table A.8-13 from Design of Reinforc.Concrete 8th Ed)

Allowable Moment: Mu = ρ∗(Φ*bw*d
2
) = 156370.50 in-lbs = 13030.88 ft-lbs

Allowable Uniform Roof Loads: Mu = (w * l
2
) / 8 → w = 8 * Mu / l

2 
= 1042.47 psf per 12" of Slab

Capacity Check:

Slab Weight: 150 pcf * hs/12 = 112.5 psf

Dead Load: 2.5 psf

Snow Load: 30 psf

Total Roof Load: 145 psf

Available Roof Capacity, Pallow: 897.47 psf

Available Load Capacity, Pallow: 8974.70 lbs

Applied Punching Load, Ppr: 1735 lbs (See Bentley Results)

Ppr < Pallow O.K!

1735.00 kips < 8974.70 kips O.K! 0.19 %



                                    

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

RRH Non-Penetrating Ballast Mount  

Calculations 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Date:                     12/29/2021

Project Name:   N. HAVEN-310 ORANGE ST-SBC CO

Project No.:       CT2034      

Designed By:      LBW          Checked By:  MSC       

Calculate Total Ballast Required for Ballast Mount 

*Assume (2) RRH's as projected area* 

Force (F) = 277 lbs.

Height (H) = 2.5 ft

Weight of Appurtenances (W) = 146 lbs.

Frame Width/2 (X) = 1.3 ft

Length (L) = 2.2 ft

Length (L2) = 0.83 ft

Ballast (Wb2) = 7

Safety Factor (SF) = 1.5

Overturning at Ballast

ƩM = 0 = (F * H) - (W * X) - (Wb * L)  ---> Wb = [(F*H*SF-W*X-Wb2*L2)/L]= 192 lbs.

Determine Number of Blocks Required

(assume 4"x8"x16" solid blocks @ 38 lbs. each)

Number of Blocks Required =  6 BLOCKS PER SIDE

Number of Existing Blocks  =  6 BLOCKS PER SIDE

Number of Proposed Blocks =  0 BLOCKS PER SIDE

Load on Roof

Total Weight of Fully Loaded Frame = 722 lbs.

Footprint Area Under Ballast Frame = 10.5 ft
2

Distributed Load Under Ballast Frame = 69 psf
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1. Introduction 

The purpose of this report is to investigate compliance with applicable FCC regulations for the proposed modification of the 
AT&T antenna arrays on an existing building located at 310 Orange Street DUP 1, New Haven, CT.  The coordinates of the 
proposed building are 41° 18’ 32.872” N, 72° 55’ 18.296” W 

AT&T is proposing the following: 

1) Install twelve (12) multi-band antennas (four (4) per sector) to support its commercial wireless network and the 
FirstNet National Public Safety Broadband Network (“NPSBN”). 

 
This report considers the planned antenna configuration for AT&T1 to derive the resulting % Maximum Permissible Exposure 
of its proposed installation.  

 

2. FCC Guidelines for Evaluating RF Radiation Exposure Limits 

In 1985, the FCC established rules to regulate radio frequency (RF) exposure from FCC licensed antenna facilities. In 1996, 
the FCC updated these rules, which were further amended in August 1997 by OET Bulletin 65 Edition 97-01. These new 
rules include Maximum Permissible Exposure (MPE) limits for transmitters operating between 300 kHz and 100 GHz. The 
FCC MPE limits are based upon those recommended by the National Council on Radiation Protection and Measurements 
(NCRP), developed by the Institute of Electrical and Electronics Engineers, Inc., (IEEE) and adopted by the American 
National Standards Institute (ANSI). 

The FCC general population/uncontrolled limits set the maximum exposure to which most people may be subjected. 
General population/uncontrolled exposures apply in situations in which the general public may be exposed, or in which 
persons that are exposed as a consequence of their employment may not be fully aware of the potential for exposure or 
cannot exercise control over their exposure. 

Public exposure to radio frequencies is regulated and enforced in units of milliwatts per square centimeter (mW/cm2). The 
general population exposure limits for the various frequency ranges are defined in the attached “FCC Limits for Maximum 
Permissible Exposure (MPE)” in Attachment B of this report. 

Higher exposure limits are permitted under the occupational/controlled exposure category, but only for persons who are 
exposed as a consequence of their employment and who have been made fully aware of the potential for exposure, and they 
must be able to exercise control over their exposure. General population/uncontrolled limits are five times more stringent 
than the levels that are acceptable for occupational, or radio frequency trained individuals. Attachment B contains excerpts 
from OET Bulletin 65 and defines the Maximum Exposure Limit. 

Finally, it should be noted that the MPE limits adopted by the FCC for both general population/uncontrolled exposure and 
for occupational/controlled exposure incorporate a substantial margin of safety and have been established to be well below 
levels generally accepted as having the potential to cause adverse health effects. 

 
 
 
 
 
 
 
 

                                                 
1 As referenced to AT&T’s Radio Frequency Design Sheet dated 3/29/2022. 
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3. RF Exposure Calculation Methods 

The power density calculation results were generated using the following formula as outlined in FCC bulletin OET 65, and 
Connecticut Siting Council recommendations: 
 

 

Power Density
1.6   1.64 ERP

4𝜋  𝑅
 X Off Beam Loss 

 
 

 Where: 

  ERP = Effective Radiated Power 

  R = Radial Distance = 
 22 VH 

 

  H = Horizontal Distance from antenna 

  V = Vertical Distance from radiation center of antenna 

  Ground reflection factor of 1.6 

  Off Beam Loss is determined by the selected antenna pattern 

 

These calculations assume that the antennas are operating at 100 percent capacity and power, and that all antenna channels are 
transmitting simultaneously. Obstructions (trees, buildings, etc.) that would normally attenuate the signal are not taken into 
account. The calculations assume even terrain in the area of study and do not consider actual terrain elevations which could 
attenuate the signal. As a result, the predicted signal levels reported below are much higher than the actual signal levels will be 
from the final installations. 
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4. Calculation Results 

Table 1 below outlines the cumulative power density information for the AT&T modification on the existing building at the 
site.  The proposed antennas are directional in nature; therefore, the majority of the RF power is focused out towards the 
horizon.  As a result, there will be less RF power directed below the antennas relative to the horizon, and consequently 
lower power density levels around the base of the building.  Please refer to Attachment C for the vertical pattern of the 
proposed AT&T antennas.  The calculated results for AT&T in Table 1 include a nominal 10 dB off-beam pattern loss to 
account for the lower relative gain below the antennas. 

 
 

 
 

Table 1: Carrier Information2 

                                                 
2 The existing record in the CSC Power Density Table for AT&T should be removed and replaced with the updated AT&T technologies and 
values provided in Table 1.  The power density information for Marcus and Sirius XM was taken directly from the CSC database dated 
01/21/2022. Please note that % MPE values listed are rounded to two decimal points and the total % MPE listed is a summation of each 
unrounded contribution. Therefore, summing each rounded value may not identically match the total value reflected in the table. 

 

Carrier
Antenna 
Height   
(Feet)

Operating 
Frequency 

(MHz)

Number 
of 

Trans.

ERP Per 
Transmitter 

(Watts)

Power 
Density 

(mw/cm2)
Limit % MPE

Marcus 117.8 - - - - - 0.00%
Marcus 103 - - - - - 3.06%
Marcus 103 - - - - - 3.06%
Marcus 40 - - - - - 0.61%
Marcus 40 - - - - - 0.17%

Sirius XM 239 2345 2 2455 0.0325 1.0000 0.33%
AT&T 178 739 2 3156 0.0077 0.4927 1.56%
AT&T 178 763 2 3229 0.0079 0.5087 1.54%
AT&T 178 885 1 3883 0.0047 0.5900 0.80%
AT&T 178 1900 3 5118 0.0187 1.0000 1.87%
AT&T 178 2100 2 8226 0.0200 1.0000 2.00%
AT&T 178 2300 1 6297 0.0077 1.0000 0.77%
AT&T 176.17 3500 1 24286 0.0302 1.0000 3.02%
AT&T 179.75 3500 1 24286 0.0289 1.0000 2.89%

Total  21.67%
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5. Conclusion 

The above analysis concludes that RF exposure at ground level from the proposed site will be below the maximum power 
density levels as outlined by the FCC in the OET Bulletin 65 Ed. 97-01. Using conservative calculation methods, the 
highest expected percent of Maximum Permissible Exposure at ground level is 21.67% of the FCC General 
Population/Uncontrolled limit. 

As noted previously, the calculated % MPE levels are more conservative (higher) than the actual signal levels will be from 
the finished modifications. 

 
 
6. Statement of Certification 

I certify to the best of my knowledge that the statements in this report are true and accurate. The calculations follow 
guidelines set forth in FCC OET Bulletin 65 Edition 97-01, ANSI/IEEE Std. C95.1 and ANSI/IEEE Std. C95.3. 

 
 

   

 
 

  
____________________________ April 26, 2022 

            Date 
Reviewed/Approved By: Martin J. Lavin 

Senior RF Engineer 
C Squared Systems, LLC  
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Attachment A: References 

OET Bulletin 65 - Edition 97-01 - August 1997 Federal Communications Commission Office of Engineering & Technology 
 
IEEE C95.1-2005, IEEE Standard Safety Levels With Respect to Human Exposure to Radio Frequency Electromagnetic 
Fields, 3 kHz to 300 GHz IEEE-SA Standards Board 
 
IEEE C95.3-2002 (R2008), IEEE Recommended Practice for Measurements and Computations of Radio Frequency 
Electromagnetic Fields With Respect to Human Exposure to Such Fields, 100 kHz-300 GHz IEEE-SA Standards Board 
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Attachment B: FCC Limits for Maximum Permissible Exposure (MPE) 

(A) Limits for Occupational/Controlled ExposureF

3
F  

Frequency 
Range 
(MHz) 

Electric Field 
Strength (E) 

(V/m) 

Magnetic Field 
Strength (E) 

(A/m) 

Power Density (S) 
(mW/cm2) 

Averaging Time 
|E|2, |H|2 or S (minutes)

0.3-3.0 614 1.63 (100)* 6 
3.0-30 1842/f 4.89/f (900/f2)* 6 
30-300 61.4 0.163 1.0 6 

300-1500 - - f/300 6 
1500-100,000 - - 5 6 

 
 
(B) Limits for General Population/Uncontrolled ExposureF

4
F  

Frequency 
Range 
(MHz) 

Electric Field 
Strength (E) 

(V/m) 

Magnetic Field 
Strength (E) 

(A/m) 

Power Density (S) 
(mW/cm2) 

Averaging Time 
|E|2, |H|2 or S (minutes)

0.3-1.34 614 1.63 (100)* 30 
1.34-30 824/f 2.19/f (180/f2)* 30 
30-300 27.5 0.073 0.2 30 

300-1500 - - f/1500 30 
1500-100,000 - - 1.0 30 

 

f = frequency in MHz * Plane-wave equivalent power density 

Table 2: FCC Limits for Maximum Permissible Exposure (MPE) 
 

                                                 
3 Occupational/controlled limits apply in situations in which persons are exposed as a consequence of their employment provided those 
persons are fully aware of the potential for exposure and can exercise control over their exposure. Limits for occupational/controlled 
exposure also apply in situations when an individual is transient through a location where occupational/controlled limits apply provided he or 
she is made aware of the potential for exposure 

4 General population/uncontrolled exposures apply in situations in which the general public may be exposed, or in which persons that are 
exposed as a consequence of their employment may not be fully aware of the potential for exposure or cannot exercise control over their 
exposure 
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Plane-wave Equivalent Power Density 

 
 

Frequency (MHz) 
 

Figure 1: Graph of FCC Limits for Maximum Permissible Exposure (MPE) 

 

 

1.34 100,000 1,500 
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Attachment C: AT&T Antenna Data Sheets and Electrical Patterns 

700 MHz  

Manufacturer: Quintel 
Model #: QD8616-7 

Frequency Band: 698-798 MHz 
Gain: 15.2 dBi 

Vertical Beamwidth: 9.1° 
Horizontal Beamwidth: 67° 

Polarization: Dual Linear 45° 
Size L x W x D: 96.0” x 22.0” x 9.6” 

  

700 MHz  

Manufacturer: CCI 
Model #: DMP65R-BU8DA 

Frequency Band: 698 - 806MHz 
Gain: 15.1 dBi 

Vertical Beamwidth: 9.5° 
Horizontal Beamwidth: 75° 

Polarization: Dual Linear 45° 
Size L x W x D: 96.0” x 20.7” x 7.7” 

  

885 MHz  

Manufacturer: CCI 
Model #: DMP65R-BU8DA 

Frequency Band: 824 - 896 MHz 
Gain: 16.0 dBi 

Vertical Beamwidth: 8.0° 
Horizontal Beamwidth: 64° 

Polarization: Dual Linear 45° 

Size L x W x D: 96.0” x 20.7” x 7.7” 
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1900 MHz  

Manufacturer: Quintel 
Model #: QD8616-7 

Frequency Band: 1920-1990 MHz 
Gain: 17.2 dBi 

Vertical Beamwidth: 6.2° 
Horizontal Beamwidth: 62° 

Polarization: Dual Linear 45° 
Size L x W x D: 96.0” x 22.0” x 9.6” 

  

2100 MHz  

Manufacturer: Quintel 
Model #: QD8616-7 

Frequency Band: 1920-2180 MHz 
Gain: 17.5 dBi 

Vertical Beamwidth: 5.5° 
Horizontal Beamwidth: 62° 

Polarization: Dual Linear 45° 
Size L x W x D: 96.0” x 22.0” x 9.6” 

  

2300 MHz  

Manufacturer: CCI 
Model #: DMP65R-BU8DA 

Frequency Band: 2300-2400 MHz 
Gain: 18.1 dBi 

Vertical Beamwidth: 4.1° 
Horizontal Beamwidth: 54° 

Polarization: Dual Linear 45° 
Size L x W x D: 96.0” x 20.7” x 7.7” 
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