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Introduction 

The purpose of this report is to summarize results of a structural analysis performed on the 150 ft monopole 
to reflect the change in loading by AT&T Mobility.   
 
Supporting Documents 

Tower Drawings  ITT Meyer per AT&T Design Spec. AT‐8935, dated April 13, 1984 
Foundation Drawing  SNET Job #3C239, dated April 20, 1990
Geotechnical Report  JSEC Job #14974‐NM, dated January 28, 2002
Modifications   Scientel CMS Modification Drawings, dated March 7, 2002

ATC Project #41658239, dated December 22, 2008 
ATC Project #50496632, dated October 22, 2012

 

Analysis 

The tower was analyzed using tnxTower 7.0.7.0 analysis software. This program considers an elastic three‐
dimensional model and second‐order effects per ANSI/TIA‐222. 
 

Basic Wind Speed:  93 mph (3‐Second Gust VASD) / 120 mph (3‐Second Gust VULT)
Basic Wind Speed w/ Ice:  40 mph (3‐Second Gust) w/ 1" radial ice concurrent
Code:  ANSI/TIA‐222‐G / 2012 IBC / 2016 Connecticut State Building Code 
Structure Class:  II 
Exposure Category:  B 
Topographic Category:  1 
Crest Height:  0 ft 
Spectral Response:  Ss = 0.20, S1 = 0.07 
Site Class:  D ‐ Stiff Soil 
 
Conclusion 

Based on the analysis results, the structure meets the requirements per the applicable codes listed above.  
The tower and foundation can support the equipment as described in this report.  
 
If you have any questions or require additional information, please contact American Tower via email at 
Engineering@americantower.com.  Please include the American Tower site name, site number, and 
engineering number in the subject line for any questions. 
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Existing and Reserved Equipment 

Elevation¹ (ft) 
Qty  Antenna  Mount Type  Lines  Carrier 

Mount  RAD 

150.0  154.0 

1  Andrew ABT‐DFDM‐ADB

Low Profile Platform 

(12) 1 1/4" Coax 
(2) 0.78" 8 AWG 6 
(1) 0.39" Cable 
(1) 3" conduit 

AT&T Mobility 

6  Powerwave TT19‐08BP111‐001

3  Ericsson RRUS 11 (Band 12)

6  Powerwave 7770.00A

3  KMW AM‐X‐CD‐16‐65‐00T‐RET

143.0  143.0 

3 
Alcatel‐Lucent 800MHz 2X50W RRH w/ 

Filter 

Platform w/ Handrails  (4) 1 1/4" Hybriflex  Sprint Nextel 

3  Alcatel‐Lucent 1900MHz 4X45 RRH

3 
Alcatel‐Lucent TD‐RRH8x20‐25 w/ Solar 

Shield 

3  RFS RFS APXV9TM14‐ALU‐I20

3  RFS APXVSPP18‐C‐A20

132.0  132.0 

6  RFS FD9R6004/2C‐3L

Low Profile Platform 
(12) 1 5/8" Coax 
(1) 1.58" Hybrid 

Verizon 

2  Antel BXA‐171085‐8BF‐EDIN‐X

1  Antel BXA‐171063‐8BF‐EDIN‐X

3  Alcatel‐Lucent B66A RRH 4x45

1  RFS DB‐T1‐6Z‐8AB‐0Z

3  Commscope SBNHH‐1D65B

4  Antel LPA‐80080/6CF ___

2  Antel LPA‐80063/6CF

107.0  107.0 
8  48" x 8" Panel 

T‐Arm  (12) 1 1/4" Coax 
Sprint Nextel 4  48" x 18" Panel‐Grid

75.0  75.0  1  PCTEL GPS‐TMG‐HR‐26N Flush (1) 1/2" Coax 

 
Equipment to be Removed 

Elevation¹ (ft) 
Qty  Antenna  Mount Type  Lines  Carrier 

Mount  RAD 

150.0  154.0 
5  Andrew ABT‐DFDM‐ADB

‐  (2) 0.78" 8 AWG 6  AT&T Mobility 
3  Ericsson RRUS 11 (Band 12)

 

Proposed Equipment 

Elevation¹ (ft) 
Qty  Antenna  Mount Type  Lines  Carrier 

Mount  RAD 

150.0  154.0  3  Ericsson RRUS‐12 B2 Low Profile Platform ‐  AT&T Mobility
 1Mount elevation is defined as height above bottom of steel structure to the bottom of mount, RAD elevation is defined as center of 
antenna above ground level (AGL). 
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Structure Usages 

Structural Component  Controlling Usage  Pass/Fail 

Anchor Bolts  94%  Pass

Shaft  96%  Pass

Base Plate  47%  Pass

Flanges  97%  Pass

Reinforcement  94%  Pass

 
Foundations  
 

Reaction Component  Analysis Reactions  % of Usage 

Moment (Kips‐Ft)  2,603.6  81%

Axial (Kips)  41.2  19%

Shear (Kips)  26.7  15%

 
The structure base reactions resulting from this analysis were found to be acceptable through analysis based on 
geotechnical and foundation information, therefore no modification or reinforcement of the foundation will be 
required.  

 
Deflection and Sway* 

Antenna 
Elevation (ft) 

Antenna  Carrier 
Deflection 

(ft) 
Sway (Rotation) 

(°) 

150.0  Ericsson RRUS‐12 B2  AT&T Mobility  2.149  1.972 

*Deflection and Sway was evaluated considering a design wind speed of 60 mph (3‐Second Gust) per ANSI/TIA‐222‐G 
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Standard Conditions  
 

All engineering services are performed on the basis that the information used is current and correct. This 
information may consist of, but is not necessary limited, to: 
 
‐‐  Information supplied by the client regarding the structure itself, antenna, mounts and feed line 

loading on the structure and its components, or other relevant information. 
 
‐‐  Information from drawings in the possession of American Tower Corporation, or generated by 

field inspections or measurements of the structure. 
 
It is the responsibility of the client to ensure that the information provided to A.T. Engineering Service, 
PLLC and used in the performance of our engineering services is correct and complete.  In the absence of 
information to the contrary, we assume that all structures were constructed in accordance with the 
drawings and specifications and that their capacity has not significantly changed from the "as new" 
condition. 
 
Unless explicitly agreed by both the client and American Tower Corporation, all services will be performed 
in accordance with the current revision of ANSI/TIA ‐222. The design basic wind speed will be determined 
based on the minimum basic wind speed as prescribed in ANSI/TIA‐222. Although every effort is taken to 
ensure that the loading considered is adequate to meet the requirements of all applicable regulatory 
entities, we can provide no assurance to meet any other local and state codes or requirements. If wind 
and ice loads or other relevant parameters are to be different from the minimum values recommended by 
the codes, the client shall specify the exact requirement. 
 
All services are performed, results obtained, and recommendations made in accordance with generally 
accepted engineering principles and practices.  A.T. Engineering Service, PLLC is not responsible for the 
conclusions, opinions and recommendations made by others based on the information we supply. 
 
 



       Tower Analysis       

 American Tower Corporation 
 3500 Regency Parkway, Suite 100 

 Cary, NC 27511 
 Phone: (919) 466-5033 
 FAX: (919) 466-5415 

Job: 302523 - New Milford CT 2, CT
 Project: OAA692635
 Client:  AT&T Mobility  Drawn by: John Bigham  App'd: 

 Code:  TIA-222-G  Date: 01/25/17  Scale: NTS 
 Path: 

C:\Users\john.bigham\Desktop\TNX Files\302523 - New Milford CT 2, CT.eri
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 RRUS 11 (Band 12) (55 lb)  150

 RRUS-12 B2  150

 RRUS-12 B2  150

 RRUS-12 B2  150

 (2) 7770.00  150

 (2) 7770.00  150

 (2) 7770.00  150

 AM-X-CD-16-65-00T-RET  150

 AM-X-CD-16-65-00T-RET  150

 AM-X-CD-16-65-00T-RET  150

 Round Low Profile Platform  150

 800 MHz 2X50W RRH w/ Filter  143

 800 MHz 2X50W RRH w/ Filter  143

 800 MHz 2X50W RRH w/ Filter  143

 1900 MHz 4X45 RRH  143

 1900 MHz 4X45 RRH  143

 1900 MHz 4X45 RRH  143

 TD-RRH8x20-25 w/ Solar Shield  143

 TD-RRH8x20-25 w/ Solar Shield  143

 TD-RRH8x20-25 w/ Solar Shield  143

 APXV9TM14-ALU-I20  143

 APXV9TM14-ALU-I20  143

 APXV9TM14-ALU-I20  143

 APXVSPP18-C-A20  143

 APXVSPP18-C-A20  143
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 Round Platform w/ Handrails  143

 (2) FD9R6004/2C-3L  132

 (2) FD9R6004/2C-3L  132

 (2) FD9R6004/2C-3L  132

 BXA-171085-8BF-EDIN-X  132
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 B66A RRH 4x45  132
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 DB-T1-6Z-8AB-0Z  132

 SBNHH-1D65B  132

 SBNHH-1D65B  132

 SBNHH-1D65B  132

 (2) LPA-80080/6CF ___  132

 (2) LPA-80080/6CF ___  132

 (2) LPA-80063/6CF  132

 Round Low Profile Platform  132

 (4) 48" x 8" Panel  107

 (4) 48" x 8" Panel  107

 (4) 48" x 18" Panel-Grid  107

 Round T-Arm  107

 Round T-Arm  107

 Round T-Arm  107

 GPS-TMG-HR-26N  75

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A572-65  65 ksi  80 ksi  A615-75  75 ksi  100 ksi

TOWER DESIGN NOTES
1.   Tower is located in Litchfield County, Connecticut.
2.   Tower designed for Exposure B to the TIA-222-G Standard.
3.   Tower designed for a 90 mph basic wind in accordance with the TIA-222-G Standard.
4.   Tower is also designed for a 40 mph basic wind with 1.00 in ice. Ice is considered to increase

 in thickness with height.
5.   Deflections are based upon a 60 mph wind.
6.   Tower Structure Class II.
7.   Topographic Category 1 with Crest Height of 0.00 ft
8.   Tower wrap from 0' to 85'. This model considers an equivalent Moment of Inertia for tower 

 Sections 3 through 7.
9.   TOWER RATING: 96.1%
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  Tower Input Data    
 

 
There is a pole section. 
This tower is designed using the TIA-222-G standard. 
The following design criteria apply:  

 Tower is located in Litchfield County, Connecticut. 
 Basic wind speed of 90 mph. 
 Structure Class II. 
 Exposure Category B. 
 Topographic Category 1. 
 Crest Height 0.00 ft. 
 Nominal ice thickness of 1.0000 in. 
 Ice thickness is considered to increase with height. 
 Ice density of 56 pcf. 
 A wind speed of 40 mph  is used in combination with ice. 
 Temperature drop of 50 °F. 
 Deflections calculated using a wind speed of 60 mph. 
 Tower wrap from 0' to 85'. This model considers an equivalent Moment of Inertia for tower Sections 3 through 7.. 
 A non-linear (P-delta) analysis was used. 
 Pressures are calculated at each section. 
 Stress ratio used in pole design is 1. 
 Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not considered. 

 

  Options    
 

  Consider Moments - Legs   Distribute Leg Loads As Uniform   Use ASCE 10 X-Brace Ly Rules 
  Consider Moments - Horizontals   Assume Legs Pinned   Calculate Redundant Bracing Forces 
  Consider Moments - Diagonals √ Assume Rigid Index Plate   Ignore Redundant Members in FEA 
  Use Moment Magnification √ Use Clear Spans For Wind Area   SR Leg Bolts Resist Compression 
√ Use Code Stress Ratios   Use Clear Spans For KL/r   All Leg Panels Have Same Allowable 
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation 
  Escalate Ice √ Bypass Mast Stability Checks √ Consider Feed Line Torque 
  Always Use Max Kz √ Use Azimuth Dish Coefficients   Include Angle Block Shear Check 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-G Bracing Resist. Exemption
  Include Bolts In Member Capacity   Autocalc Torque Arm Areas   Use TIA-222-G Tension Splice Exemption 
  Leg Bolts Are At Top Of Section   Add IBC .6D+W Combination Poles 
  Secondary Horizontal Braces Leg   Sort Capacity Reports By Component √ Include Shear-Torsion Interaction 
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing    Always Use Sub-Critical Flow 
  SR Members Have Cut Ends   Treat Feed Line Bundles As Cylinder   Use Top Mounted Sockets 
  SR Members Are Concentric     

 
 
 

  Tapered Pole Section Geometry    
 
 Section Elevation  

 
ft 

Section 
Length 

ft 

Splice 
 Length 

ft 

Number
of 

Sides 

Top 
Diameter

in 

Bottom 
Diameter

in 

Wall 
Thickness

in 

Bend 
Radius 

in 

Pole Grade 

L1 150.00-110.00 40.00 0.00 12 15.0000 21.2500 0.1875 0.7500 A572-65 
(65 ksi) 

L2 110.00-85.00 25.00 0.00 12 21.2500 27.6100 0.2500 1.0000 A572-65 
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 Section Elevation  
 

ft 

Section 
Length 

ft 

Splice 
 Length 

ft 

Number
of 

Sides 

Top 
Diameter

in 

Bottom 
Diameter

in 

Wall 
Thickness

in 

Bend 
Radius 

in 

Pole Grade 

(65 ksi) 
L3 85.00-70.00 15.00 0.00 12 33.3250 35.6910 0.3722 1.4888 A572-65 

(65 ksi) 
L4 70.00-55.00 15.00 0.00 12 35.6910 38.0580 0.3918 1.5673 A572-65 

(65 ksi) 
L5 55.00-31.50 23.50 0.00 12 38.0580 41.5760 0.4720 1.8882 A572-65 

(65 ksi) 
L6 31.50-15.00 16.50 0.00 12 41.5760 44.0460 0.4977 1.9908 A572-65 

(65 ksi) 
L7 15.00-0.00 15.00   12 44.0460 52.0640 0.5362 2.1449 A572-65 

(65 ksi) 

 
 
 

 Tapered Pole Properties    
 
 Section Tip Dia. 

in 
Area 
in2 

I 
in4 

r 
in 

C  
in 

I/C 
in3 

J 
in4 

It/Q 
in2 

w 
in 

w/t 

L1 15.5291 8.9430 250.4541 5.3029 7.7700 32.2335 507.4880 4.4015 3.5175 18.76 
  21.9996 12.7165 720.0669 7.5404 11.0075 65.4160 1459.0508 6.2587 5.1925 27.693 

L2 21.9996 16.9050 951.5678 7.5180 11.0075 86.4472 1928.1342 8.3201 5.0250 20.1 
  28.5840 22.0248 2104.4088 9.7949 14.3020 147.1411 4264.1028 10.8399 6.7295 26.918 

L3 34.5006 39.4945 5474.0206 11.7971 17.2624 317.1075 11091.8499 19.4380 7.9336 21.315 
  36.9500 42.3301 6739.8046 12.6441 18.4879 364.5515 13656.6715 20.8336 8.5677 23.018 

L4 36.9500 44.5367 7083.2568 12.6371 18.4879 383.1285 14352.5987 21.9196 8.5151 21.732 
  39.4005 47.5231 8605.8524 13.4845 19.7140 436.5341 17437.7901 23.3894 9.1494 23.351 

L5 39.4005 57.1295 10301.4312 13.4558 19.7140 522.5428 20873.4924 28.1174 8.9345 18.927 
  43.0426 62.4767 13473.2267 14.7152 21.5364 625.6035 27300.4100 30.7491 9.8773 20.925 

L6 43.0426 65.8318 14179.0407 14.7060 21.5364 658.3766 28730.5806 32.4004 9.8085 19.708 
  45.5998 69.7902 16893.6340 15.5903 22.8158 740.4348 34231.0826 34.3486 10.4705 21.038 

L7 45.5998 75.1266 18153.2042 15.5765 22.8158 795.6408 36783.3132 36.9750 10.3672 19.334 
  53.9006 88.9710 30152.0589 18.4469 26.9692 1118.0203 61096.2459 43.7888 12.5161 23.341 

 
Tower 

 Elevation 
 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Redundants 
in 

L1 
150.00-110.00 

      1 1 1       

L2 
110.00-85.00 

      1 1 1       

L3 85.00-70.00       1 1 1       
L4 70.00-55.00       1 1 1       
L5 55.00-31.50       1 1 1       
L6 31.50-15.00       1 1 1       
L7 15.00-0.00       1 1 1       

 
 

 

 Pole Reinforcing Data     
 

Height  
Above Base 

ft 

Segment 
Length 

ft 

No. of 
Segments 

Offset 
in 

Grade 
 

Type 
 

Size 
 

Unbraced 
Length 

ft 

K 
 

Bolt 
Hole Dia. 

in 

Bolts 
per 
Row 

 

Shear 
Lag 

Factor U
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Height  
Above Base 

ft 

Segment 
Length 

ft 

No. of 
Segments 

Offset 
in 

Grade 
 

Type 
 

Size 
 

Unbraced 
Length 

ft 

K 
 

Bolt 
Hole Dia. 

in 

Bolts 
per 
Row 

 

Shear 
Lag 

Factor U

85.00 10.69 3 7.5625 A615-75 
(75 ksi) 

Solid 
Round 

2 1/2 2.50 0.80 0.7500 12 1.000 

 

 
 

 Feed Line/Linear Appurtenances - Entered As Round Or Flat 
 

Description Sector Component 
Type 

Placement 
 

ft 

Total 
Number 

Number 
Per Row 

Start/End
Position 

 

Width or 
Diameter 

in 

Perimeter
 

in 

Weight 
 

plf 
***                   

1 5/8'' Coax B Surface Ar 
(CaAa) 

132.00 - 5.00 12 6 -0.500 
0.500 

1.9800  0.82 

1.58'' (40.1mm) Hybrid B Surface Ar 
(CaAa) 

132.00 - 5.00 1 1 0.500 
0.500 

1.5800  1.61 

***                   
1 1/4'' Coax C Surface Ar 

(CaAa) 
107.00 - 5.00 12 6 -0.500 

0.500 
1.5500  0.63 

***                   

 
 

 Feed Line/Linear Appurtenances - Entered As Area 
 

Description Face 
or 

Leg  

Allow 
Shield 

Component 
Type 

Placement 
 

ft 

Total 
Number 

 CAAA 
 

ft2/ft 

Weight 
 

plf 
1 1/4'' Coax A No Inside Pole 150.00 - 5.00 12 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.63 
0.63 
0.63 

0.78'' (19.7 mm) 8 AWG 
6 

A No Inside Pole 150.00 - 5.00 2 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.59 
0.59 
0.59 

0.39'' (10 mm) Cable A No Inside Pole 150.00 - 5.00 1 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.07 
0.07 
0.07 

3'' Conduit A No Inside Pole 150.00 - 5.00 1 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

7.58 
7.58 
7.58 

***                 
1 1/4'' Hybriflex Cable A No Inside Pole 143.00 - 5.00 4 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

1.00 
1.00 
1.00 

***                 
1/2'' Coax C No Inside Pole 75.00 - 5.00 1 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.15 
0.15 
0.15 

***                 

 
 

 Feed Line/Linear Appurtenances Section Areas  
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
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Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
L1 150.00-110.00 A 

B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
29.612 
0.000 

0.000 
0.000 
0.000 

787.60 
251.90 

0.00 
L2 110.00-85.00 A 

B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
33.650 
20.460 

0.000 
0.000 
0.000 

509.75 
286.25 
166.32 

L3 85.00-70.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
20.190 
13.950 

0.000 
0.000 
0.000 

305.85 
171.75 
114.15 

L4 70.00-55.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
20.190 
13.950 

0.000 
0.000 
0.000 

305.85 
171.75 
115.65 

L5 55.00-31.50 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
31.631 
21.855 

0.000 
0.000 
0.000 

479.17 
269.07 
181.19 

L6 31.50-15.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
22.209 
15.345 

0.000 
0.000 
0.000 

336.44 
188.93 
127.22 

L7 15.00-0.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
13.460 
9.300 

0.000 
0.000 
0.000 

203.90 
114.50 
77.10 

 
 

 Feed Line/Linear Appurtenances Section Areas - With Ice 
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
L1 150.00-110.00 A 

B 
C 

2.292 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
58.839 
0.000 

0.000 
0.000 
0.000 

787.60 
1298.84 

0.00 
L2 110.00-85.00 A 

B 
C 

2.228 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
66.135 
37.827 

0.000 
0.000 
0.000 

509.75 
1436.14 
795.51 

L3 85.00-70.00 A 
B 
C 

2.178 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
39.347 
25.605 

0.000 
0.000 
0.000 

305.85 
843.57 
532.35 

L4 70.00-55.00 A 
B 
C 

2.132 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
39.033 
25.431 

0.000 
0.000 
0.000 

305.85 
826.79 
523.83 

L5 55.00-31.50 A 
B 
C 

2.054 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
60.332 
39.386 

0.000 
0.000 
0.000 

479.17 
1251.86 
794.70 

L6 31.50-15.00 A 
B 
C 

1.931 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
41.444 
27.145 

0.000 
0.000 
0.000 

336.44 
831.43 
529.46 

L7 15.00-0.00 A 
B 
C 

1.720 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
24.169 
15.924 

0.000 
0.000 
0.000 

203.90 
456.45 
292.25 

 
 
 

   Feed Line Center of Pressure     
 

 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 
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 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 

L1 150.00-110.00 0.8074 -0.3666 0.9445 -0.3140 
L2 110.00-85.00 0.9588 0.2351 0.9842 0.3255 
L3 85.00-70.00 1.0593 0.3564 1.1706 0.4874 
L4 70.00-55.00 1.0828 0.3655 1.2153 0.5059 
L5 55.00-31.50 1.1098 0.3760 1.2667 0.5264 
L6 31.50-15.00 1.1348 0.3858 1.3130 0.5428 
L7 15.00-0.00 0.8645 0.2949 1.0979 0.4487 

 
 
 
 

 Shielding Factor Ka 
 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev.

Ka 
No Ice 

Ka 
Ice 

L1 8 1 5/8" Coax 110.00 -
132.00

1.0000 1.0000

L1 9 1.58" (40.1mm) Hybrid 110.00 -
132.00

1.0000 1.0000

L2 8 1 5/8" Coax 85.00 - 110.00 1.0000 1.0000
L2 9 1.58" (40.1mm) Hybrid 85.00 - 110.00 1.0000 1.0000
L2 11 1 1/4" Coax 85.00 - 107.00 1.0000 1.0000
L3 8 1 5/8" Coax 70.00 - 85.00 1.0000 1.0000
L3 9 1.58" (40.1mm) Hybrid 70.00 - 85.00 1.0000 1.0000
L3 11 1 1/4" Coax 70.00 - 85.00 1.0000 1.0000
L4 8 1 5/8" Coax 55.00 - 70.00 1.0000 1.0000
L4 9 1.58" (40.1mm) Hybrid 55.00 - 70.00 1.0000 1.0000
L4 11 1 1/4" Coax 55.00 - 70.00 1.0000 1.0000
L5 8 1 5/8" Coax 31.50 - 55.00 1.0000 1.0000
L5 9 1.58" (40.1mm) Hybrid 31.50 - 55.00 1.0000 1.0000
L5 11 1 1/4" Coax 31.50 - 55.00 1.0000 1.0000
L6 8 1 5/8" Coax 15.00 - 31.50 1.0000 1.0000
L6 9 1.58" (40.1mm) Hybrid 15.00 - 31.50 1.0000 1.0000
L6 11 1 1/4" Coax 15.00 - 31.50 1.0000 1.0000
L7 8 1 5/8" Coax 5.00 - 15.00 1.0000 1.0000
L7 9 1.58" (40.1mm) Hybrid 5.00 - 15.00 1.0000 1.0000
L7 11 1 1/4" Coax 5.00 - 15.00 1.0000 1.0000

 
 
 
 
 

   Discrete Tower Loads    
 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

Andrew ABT-DFDM-ADB C From Leg 1.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

0.05 
0.11 
0.17 

0.05 
0.11 
0.17 

1.10 
1.80 
2.50 

(2) TT19-08BP111-001 A From Leg 3.00 0.0000 150.00 No Ice 0.55 0.45 16.00 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

0.00 
4.00 

1/2'' Ice
1'' Ice 

0.65 
0.75 

0.53 
0.63 

21.80 
29.22 

(2) TT19-08BP111-001 B From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

0.55 
0.65 
0.75 

0.45 
0.53 
0.63 

16.00 
21.80 
29.22 

(2) TT19-08BP111-001 C From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

0.55 
0.65 
0.75 

0.45 
0.53 
0.63 

16.00 
21.80 
29.22 

RRUS 11 (Band 12) (55 lb) A From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

2.52 
2.72 
2.92 

1.07 
1.21 
1.36 

55.00 
74.32 
96.56 

RRUS 11 (Band 12) (55 lb) B From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

2.52 
2.72 
2.92 

1.07 
1.21 
1.36 

55.00 
74.32 
96.56 

RRUS 11 (Band 12) (55 lb) C From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

2.52 
2.72 
2.92 

1.07 
1.21 
1.36 

55.00 
74.32 
96.56 

RRUS-12 B2 A From Leg 3.00 
0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

3.15 
3.36 
3.59 

1.29 
1.44 
1.60 

58.00 
81.22 

107.64 
RRUS-12 B2 B From Leg 3.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

3.15 
3.36 
3.59 

1.29 
1.44 
1.60 

58.00 
81.22 

107.64 
RRUS-12 B2 C From Leg 3.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

3.15 
3.36 
3.59 

1.29 
1.44 
1.60 

58.00 
81.22 

107.64 
(2) 7770.00 A From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

5.51 
5.87 
6.23 

2.93 
3.27 
3.63 

35.00 
67.63 

105.06 
(2) 7770.00 B From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

5.51 
5.87 
6.23 

2.93 
3.27 
3.63 

35.00 
67.63 

105.06 
(2) 7770.00 C From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

5.51 
5.87 
6.23 

2.93 
3.27 
3.63 

35.00 
67.63 

105.06 
AM-X-CD-16-65-00T-RET A From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

4.64 
5.09 
5.54 

48.50 
95.00 

147.50 
AM-X-CD-16-65-00T-RET B From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

4.64 
5.09 
5.54 

48.50 
95.00 

147.50 
AM-X-CD-16-65-00T-RET C From Leg 4.00 

0.00 
4.00 

0.0000 150.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

4.64 
5.09 
5.54 

48.50 
95.00 

147.50 
Round Low Profile Platform C None   0.0000 150.00 No Ice 

1/2'' Ice
1'' Ice 

21.70 
27.20 
32.70 

21.70 
27.20 
32.70 

1500.00 
1700.00 
1900.00 

***                   
800 MHz 2X50W RRH w/ 

Filter 
A From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.06 
2.24 
2.43 

1.93 
2.11 
2.29 

64.00 
86.12 

111.30 
800 MHz 2X50W RRH w/ 

Filter 
B From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.06 
2.24 
2.43 

1.93 
2.11 
2.29 

64.00 
86.12 

111.30 
800 MHz 2X50W RRH w/ 

Filter 
C From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.06 
2.24 
2.43 

1.93 
2.11 
2.29 

64.00 
86.12 

111.30 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

1900 MHz 4X45 RRH A From Leg 3.00 
0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.32 
2.53 
2.74 

2.24 
2.44 
2.65 

60.00 
83.13 

109.50 
1900 MHz 4X45 RRH B From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.32 
2.53 
2.74 

2.24 
2.44 
2.65 

60.00 
83.13 

109.50 
1900 MHz 4X45 RRH C From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

2.32 
2.53 
2.74 

2.24 
2.44 
2.65 

60.00 
83.13 

109.50 
TD-RRH8x20-25 w/ Solar 

Shield 
A From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.30 
4.56 

1.53 
1.71 
1.90 

70.00 
97.14 

127.80 
TD-RRH8x20-25 w/ Solar 

Shield 
B From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.30 
4.56 

1.53 
1.71 
1.90 

70.00 
97.14 

127.80 
TD-RRH8x20-25 w/ Solar 

Shield 
C From Leg 3.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.30 
4.56 

1.53 
1.71 
1.90 

70.00 
97.14 

127.80 
APXV9TM14-ALU-I20 A From Leg 4.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

6.34 
6.72 
7.10 

3.61 
3.97 
4.33 

55.10 
94.63 

139.22 
APXV9TM14-ALU-I20 B From Leg 4.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

6.34 
6.72 
7.10 

3.61 
3.97 
4.33 

55.10 
94.63 

139.22 
APXV9TM14-ALU-I20 C From Leg 4.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

6.34 
6.72 
7.10 

3.61 
3.97 
4.33 

55.10 
94.63 

139.22 
APXVSPP18-C-A20 A From Leg 4.00 

0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

5.28 
5.74 
6.20 

57.00 
106.52 
162.12 

APXVSPP18-C-A20 B From Leg 4.00 
0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

5.28 
5.74 
6.20 

57.00 
106.52 
162.12 

APXVSPP18-C-A20 C From Leg 4.00 
0.00 
0.00 

0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

8.02 
8.48 
8.94 

5.28 
5.74 
6.20 

57.00 
106.52 
162.12 

Round Platform w/ Handrails C None   0.0000 143.00 No Ice 
1/2'' Ice
1'' Ice 

27.20 
34.20 
41.20 

27.20 
34.20 
41.20 

2000.00 
2400.00 
2800.00 

***                   
(2) FD9R6004/2C-3L A From Leg 3.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

3.10 
5.40 
8.79 

(2) FD9R6004/2C-3L B From Leg 3.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

3.10 
5.40 
8.79 

(2) FD9R6004/2C-3L C From Leg 3.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

3.10 
5.40 
8.79 

BXA-171085-8BF-EDIN-X A From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

2.94 
3.26 
3.57 

2.16 
2.46 
2.77 

10.50 
29.28 
52.05 

BXA-171085-8BF-EDIN-X B From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

2.94 
3.26 
3.57 

2.16 
2.46 
2.77 

10.50 
29.28 
52.05 

BXA-171063-8BF-EDIN-X C From Leg 4.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice

2.94 
3.26 

2.16 
2.46 

10.50 
29.28 
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Project 

OAA692635 
Date 

09:33:30 01/25/17  
Cary, NC 27511 

Phone: (919) 466-5033 
FAX: (919) 466-5415 

Client 
AT&T Mobility 

Designed by 

John Bigham 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

0.00 1'' Ice 3.57 2.77 52.05 
B66A RRH 4x45 A From Leg 3.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

2.58 
2.79 
3.01 

1.63 
1.81 
2.00 

67.00 
87.47 

111.06 
B66A RRH 4x45 B From Leg 3.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

2.58 
2.79 
3.01 

1.63 
1.81 
2.00 

67.00 
87.47 

111.06 
B66A RRH 4x45 C From Leg 3.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

2.58 
2.79 
3.01 

1.63 
1.81 
2.00 

67.00 
87.47 

111.06 
DB-T1-6Z-8AB-0Z C From Leg 3.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

4.80 
5.07 
5.35 

2.00 
2.19 
2.39 

44.00 
80.13 

120.22 
SBNHH-1D65B A From Leg 4.00 

0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

8.17 
8.63 
9.10 

5.41 
5.86 
6.33 

50.70 
101.21 
157.85 

SBNHH-1D65B B From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

8.17 
8.63 
9.10 

5.41 
5.86 
6.33 

50.70 
101.21 
157.85 

SBNHH-1D65B C From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

8.17 
8.63 
9.10 

5.41 
5.86 
6.33 

50.70 
101.21 
157.85 

(2) LPA-80080/6CF ___ A From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

8.63 
9.93 
11.23 

5.42 
5.75 
6.09 

21.00 
57.00 
93.00 

(2) LPA-80080/6CF ___ B From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

8.63 
9.93 
11.23 

5.42 
5.75 
6.09 

21.00 
57.00 
93.00 

(2) LPA-80063/6CF C From Leg 4.00 
0.00 
0.00 

0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

9.59 
11.18 
12.77 

5.42 
5.75 
6.09 

27.00 
60.00 
93.00 

Round Low Profile Platform C None   0.0000 132.00 No Ice 
1/2'' Ice
1'' Ice 

21.70 
27.20 
32.70 

21.70 
27.20 
32.70 

1500.00 
1700.00 
1900.00 

***                   
(4) 48'' x 8'' Panel A From Leg 4.00 

0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

3.61 
4.29 
4.97 

2.87 
3.18 
3.49 

20.00 
45.30 
70.60 

(4) 48'' x 8'' Panel B From Leg 4.00 
0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

3.61 
4.29 
4.97 

2.87 
3.18 
3.49 

20.00 
45.30 
70.60 

(4) 48'' x 18'' Panel-Grid C From Leg 4.00 
0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

6.25 
9.05 
11.85 

2.87 
3.18 
3.49 

25.00 
74.70 

124.40 
Round T-Arm A From Leg 2.00 

0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

9.70 
12.10 
14.50 

3.30 
5.20 
7.10 

250.00 
314.00 
378.00 

Round T-Arm B From Leg 2.00 
0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

9.70 
12.10 
14.50 

3.30 
5.20 
7.10 

250.00 
314.00 
378.00 

Round T-Arm C From Leg 2.00 
0.00 
0.00 

0.0000 107.00 No Ice 
1/2'' Ice
1'' Ice 

9.70 
12.10 
14.50 

3.30 
5.20 
7.10 

250.00 
314.00 
378.00 

***                   
GPS-TMG-HR-26N C From Leg 0.50 

0.00 
0.00 

0.0000 75.00 No Ice 
1/2'' Ice
1'' Ice 

0.08 
0.12 
0.18 

0.08 
0.12 
0.18 

0.60 
1.99 
4.11 
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American Tower Corporation 
3500 Regency Parkway, Suite 100 

Project 

OAA692635 
Date 

09:33:30 01/25/17  
Cary, NC 27511 

Phone: (919) 466-5033 
FAX: (919) 466-5415 

Client 
AT&T Mobility 

Designed by 

John Bigham 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

***                   

 
 
 
 

 Force Totals      
 

Load 
Case 

Vertical 
Forces 

 
lb 

Sum of 
Forces 

X 
lb 

Sum of 
Forces 

Z 
lb 

 Sum of 
Overturning 
Moments, Mx 

lb-ft 

 Sum of 
Overturning 
Moments, Mz 

lb-ft 

Sum of Torques
 
 

lb-ft 
Leg Weight 20345.07  
Bracing Weight 535.71  
Total Member Self-Weight 20880.77 614.68 -1654.36 
Total Weight 34350.79 614.68 -1654.36 
Wind 0 deg - No Ice  109.34 -13960.24 -1360765.11 -14090.06 -78.58
Wind 30 deg - No Ice  8470.83 -14409.93 -1340295.43 -794039.20 1381.84
Wind 60 deg - No Ice  12200.53 -7018.98 -684283.19 -1194601.58 227.31
Wind 90 deg - No Ice  15329.53 -109.34 -11821.01 -1465824.78 376.45
Wind 120 deg - No Ice  13221.10 7481.95 710899.99 -1263445.29 225.39
Wind 150 deg - No Ice  7570.08 13068.45 1243300.62 -722969.94 13.93
Wind 180 deg - No Ice  -109.34 13960.24 1361994.47 10781.33 78.58
Wind 210 deg - No Ice  -8470.83 14409.93 1341524.79 790730.47 -1381.84
Wind 240 deg - No Ice  -12200.53 7018.98 685512.56 1191292.85 -227.31
Wind 270 deg - No Ice  -15329.53 109.34 13050.38 1462516.05 -376.45
Wind 300 deg - No Ice  -13221.10 -7481.95 -709670.62 1260136.56 -225.39
Wind 330 deg - No Ice  -7570.08 -13068.45 -1242071.25 719661.22 -13.93
Member Ice 13601.79  
Total Weight Ice 71412.42 4006.95 -6327.72 
Wind 0 deg - Ice  83.18 -4377.84 -438580.24 -15487.77 -25.32
Wind 30 deg - Ice  2576.05 -4286.71 -416895.48 -260694.43 375.36
Wind 60 deg - Ice  3920.85 -2258.63 -224990.79 -404316.97 70.45
Wind 90 deg - Ice  4720.98 -83.18 -5153.10 -472243.46 118.25
Wind 120 deg - Ice  4046.90 2235.36 222961.96 -405242.56 81.39
Wind 150 deg - Ice  2288.46 3954.93 392408.21 -231352.75 22.72
Wind 180 deg - Ice  -83.18 4377.84 446594.14 2832.34 25.32
Wind 210 deg - Ice  -2576.05 4286.71 424909.39 248039.00 -375.36
Wind 240 deg - Ice  -3920.85 2258.63 233004.70 391661.54 -70.45
Wind 270 deg - Ice  -4720.98 83.18 13167.01 459588.03 -118.25
Wind 300 deg - Ice  -4046.90 -2235.36 -214948.06 392587.12 -81.39
Wind 330 deg - Ice  -2288.46 -3954.93 -384394.31 218697.31 -22.72
Total Weight 34350.79 614.68 -1654.36 
Wind 0 deg - Service  43.48 -5551.44 -541205.97 -4665.58 -31.25
Wind 30 deg - Service  3368.52 -5730.26 -533065.98 -314820.79 34.15
Wind 60 deg - Service  4851.67 -2791.17 -272195.62 -474108.76 90.39
Wind 90 deg - Service  6095.95 -43.48 -4783.76 -581963.60 122.42
Wind 120 deg - Service  5257.51 2975.28 282614.07 -501485.20 121.64
Wind 150 deg - Service  3010.32 5196.81 494328.94 -286559.33 88.27
Wind 180 deg - Service  -43.48 5551.44 541528.84 5224.80 31.25
Wind 210 deg - Service  -3368.52 5730.26 533388.85 315380.01 -34.15
Wind 240 deg - Service  -4851.67 2791.17 272518.48 474667.98 -90.39
Wind 270 deg - Service  -6095.95 43.48 5106.62 582522.82 -122.42
Wind 300 deg - Service  -5257.51 -2975.28 -282291.20 502044.42 -121.64
Wind 330 deg - Service  -3010.32 -5196.81 -494006.07 287118.55 -88.27
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 Load Combinations    
 
Comb. 

No. 
Description 

1 Dead Only 
2 1.2 Dead+1.6 Wind 0 deg - No Ice 
3 0.9 Dead+1.6 Wind 0 deg - No Ice 
4 1.2 Dead+1.6 Wind 30 deg - No Ice 
5 0.9 Dead+1.6 Wind 30 deg - No Ice 
6 1.2 Dead+1.6 Wind 60 deg - No Ice 
7 0.9 Dead+1.6 Wind 60 deg - No Ice 
8 1.2 Dead+1.6 Wind 90 deg - No Ice 
9 0.9 Dead+1.6 Wind 90 deg - No Ice 
10 1.2 Dead+1.6 Wind 120 deg - No Ice 
11 0.9 Dead+1.6 Wind 120 deg - No Ice 
12 1.2 Dead+1.6 Wind 150 deg - No Ice 
13 0.9 Dead+1.6 Wind 150 deg - No Ice 
14 1.2 Dead+1.6 Wind 180 deg - No Ice 
15 0.9 Dead+1.6 Wind 180 deg - No Ice 
16 1.2 Dead+1.6 Wind 210 deg - No Ice 
17 0.9 Dead+1.6 Wind 210 deg - No Ice 
18 1.2 Dead+1.6 Wind 240 deg - No Ice 
19 0.9 Dead+1.6 Wind 240 deg - No Ice 
20 1.2 Dead+1.6 Wind 270 deg - No Ice 
21 0.9 Dead+1.6 Wind 270 deg - No Ice 
22 1.2 Dead+1.6 Wind 300 deg - No Ice 
23 0.9 Dead+1.6 Wind 300 deg - No Ice 
24 1.2 Dead+1.6 Wind 330 deg - No Ice 
25 0.9 Dead+1.6 Wind 330 deg - No Ice 
26 1.2 Dead+1.0 Ice+1.0 Temp 
27 1.2 Dead+1.0 Wind 0 deg+1.0 Ice+1.0 Temp 
28 1.2 Dead+1.0 Wind 30 deg+1.0 Ice+1.0 Temp 
29 1.2 Dead+1.0 Wind 60 deg+1.0 Ice+1.0 Temp 
30 1.2 Dead+1.0 Wind 90 deg+1.0 Ice+1.0 Temp 
31 1.2 Dead+1.0 Wind 120 deg+1.0 Ice+1.0 Temp 
32 1.2 Dead+1.0 Wind 150 deg+1.0 Ice+1.0 Temp 
33 1.2 Dead+1.0 Wind 180 deg+1.0 Ice+1.0 Temp 
34 1.2 Dead+1.0 Wind 210 deg+1.0 Ice+1.0 Temp 
35 1.2 Dead+1.0 Wind 240 deg+1.0 Ice+1.0 Temp 
36 1.2 Dead+1.0 Wind 270 deg+1.0 Ice+1.0 Temp 
37 1.2 Dead+1.0 Wind 300 deg+1.0 Ice+1.0 Temp 
38 1.2 Dead+1.0 Wind 330 deg+1.0 Ice+1.0 Temp 
39 Dead+Wind 0 deg - Service 
40 Dead+Wind 30 deg - Service 
41 Dead+Wind 60 deg - Service 
42 Dead+Wind 90 deg - Service 
43 Dead+Wind 120 deg - Service 
44 Dead+Wind 150 deg - Service 
45 Dead+Wind 180 deg - Service 
46 Dead+Wind 210 deg - Service 
47 Dead+Wind 240 deg - Service 
48 Dead+Wind 270 deg - Service 
49 Dead+Wind 300 deg - Service 
50 Dead+Wind 330 deg - Service 

 
 

  Maximum Member Forces   
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Section 

No. 
Elevation 

ft 
Component 

Type 
Condition Gov. 

Load 
Comb. 

Axial 
 

lb 

Major Axis 
Moment 

lb-ft 

Minor Axis 
Moment 

lb-ft 
L1 150 - 110 Pole Max Tension 1 0.00 0.00 0.00 

      Max. Compression 26 -27761.88 -396.58 -240.70 
      Max. Mx 8 -10813.83 -342123.78 1253.44 
      Max. My 14 -10865.19 1232.31 -336232.82 
      Max. Vy 20 -11543.08 342094.48 -1286.23 
      Max. Vx 14 11371.14 1232.31 -336232.82 
      Max. Torque 22     518.46 

L2 110 - 85 Pole Max Tension 34 60968.53 20845.07 -35044.94 
      Max. Compression 26 -35459.73 680.12 -1702.52 
      Max. Mx 8 -13864.43 -538056.33 3362.47 
      Max. My 14 -13946.56 3356.47 -525241.68 
      Max. Vy 8 14779.84 -538056.33 3362.47 
      Max. Vx 14 14059.36 3356.47 -525241.68 
      Max. Torque 5     -687.12 
  85 - 95.69 Reinforcing Max Tension 4 152179.89 186.53 -94.54 
      Max. Compression 16 -156599.62 -240.08 136.44 
      Max. Mx 22 -131288.44 265.32 -9.15 
      Max. My 4 -77995.05 -1.86 276.96 
      Max. Vy 16 -12.72 248.23 141.02 
      Max. Vx 20 -13.53 3.30 274.43 

L3 85 - 70 Pole Max Tension 1 0.00 0.00 0.00 
      Max. Compression 26 -45298.95 -1244.67 -2444.93 
      Max. Mx 8 -19244.93 -957326.84 7911.60 
      Max. My 14 -19337.47 7621.18 -917168.32 
      Max. Vy 8 17785.19 -957326.84 7911.60 
      Max. Vx 14 16500.25 7621.18 -917168.32 
      Max. Torque 5     -1105.76 

L4 70 - 55 Pole Max Tension 1 0.00 0.00 0.00 
      Max. Compression 26 -51455.18 -2559.45 -2951.98 
      Max. Mx 8 -22903.22 -1236414.8

6 
10532.96 

      Max. My 14 -22985.81 10038.15 -1174913.4
6 

      Max. Vy 8 19411.17 -1236414.8
6 

10532.96 

      Max. Vx 16 17972.77 650946.92 -1100239.4
2 

      Max. Torque 5     -1538.63 
L5 55 - 31.5 Pole Max Tension 1 0.00 0.00 0.00 

      Max. Compression 26 -62436.20 -4603.40 -3692.09 
      Max. Mx 8 -29988.89 -1720911.0

7 
14601.48 

      Max. My 14 -30045.59 13762.48 -1618025.2
0 

      Max. Vy 20 -21806.36 1718343.65 -15693.26 
      Max. Vx 16 20633.82 918015.44 -1553681.0

7 
      Max. Torque 5     -2193.84 

L6 31.5 - 15 Pole Max Tension 1 0.00 0.00 0.00 
      Max. Compression 26 -70617.52 -6047.71 -4206.27 
      Max. Mx 8 -35546.51 -2093087.3

0 
17416.25 

      Max. My 14 -35573.73 16319.62 -1955561.3
4 

      Max. Vy 20 -23284.44 2089784.98 -18764.00 
      Max. Vx 16 21931.49 1124362.25 -1904818.5

2 
      Max. Torque 5     -2193.78 

L7 15 - 0 Pole Max Tension 1 0.00 0.00 0.00 
      Max. Compression 26 -78282.58 -6908.90 -4503.92 
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Section 
No. 

Elevation 
ft 

Component 
Type 

Condition Gov. 
Load 

Comb. 

Axial 
 

lb 

Major Axis 
Moment 

lb-ft 

Minor Axis 
Moment 

lb-ft 
      Max. Mx 8 -41215.74 -2451457.1

9 
19973.29 

      Max. My 14 -41216.52 18708.11 -2280774.1
7 

      Max. Vy 20 -24533.97 2447684.31 -21486.95 
      Max. Vx 16 23063.47 1322346.81 -2241921.4

7 
      Max. Torque 5     -2193.12 
        

  
 

   Maximum Reactions    
 

Location Condition Gov. 
Load 

Comb. 

Vertical 
lb 

Horizontal, X 
lb 

Horizontal, Z 
lb 

Pole Max. Vert 26 78282.58 0.37 0.67 
  Max. Hx 20 41220.86 24525.56 -174.93 
  Max. Hz 5 30915.71 -13553.29 23055.81 
  Max. Mx 2 2279234.52 -174.91 22332.80 
  Max. Mz 8 2451457.18 -24523.52 174.91 
  Max. Torsion 17 2179.76 13553.29 -23055.81 
  Min. Vert 21 30915.59 24524.80 -174.92 
  Min. Hx 9 30915.59 -24524.81 174.92 
  Min. Hz 17 30915.71 13553.29 -23055.81 
  Min. Mx 14 -2280774.17 174.91 -22332.80 
  Min. Mz 20 -2447684.31 24525.56 -174.93 
  Min. Torsion 5 -2192.98 -13553.29 23055.81 
      

 
 

 Tower Mast Reaction Summary    
 

Load 
Combination 

Vertical  
 

lb 

Shearx 
 

lb 

Shearz 
 

lb 

 Overturning 
Moment, Mx  

lb-ft 

 Overturning 
Moment, Mz 

lb-ft 

Torque 
 

lb-ft 
Dead Only 34350.79 0.00 0.00 614.69 -1654.38 0.00
1.2 Dead+1.6 Wind 0 deg - No 
Ice 

41220.77 174.91 -22332.80 -2279234.52 -22754.87 -154.17

0.9 Dead+1.6 Wind 0 deg - No 
Ice 

30915.60 174.92 -22334.04 -2251917.30 -22007.22 -147.44

1.2 Dead+1.6 Wind 30 deg - No 
Ice 

41220.94 13553.26 -23055.76 -2240323.88 -1326467.29 2188.29

0.9 Dead+1.6 Wind 30 deg - No 
Ice 

30915.71 13553.29 -23055.81 -2214570.15 -1310590.90 2192.98

1.2 Dead+1.6 Wind 60 deg - No 
Ice 

41220.94 19520.73 -11230.30 -1146422.80 -2000356.71 367.09

0.9 Dead+1.6 Wind 60 deg - No 
Ice 

30915.71 19520.78 -11230.33 -1132720.00 -1975571.64 367.41

1.2 Dead+1.6 Wind 90 deg - No 
Ice 

41220.75 24523.52 -174.91 -19973.33 -2451457.18 611.01

0.9 Dead+1.6 Wind 90 deg - No 
Ice 

30915.59 24524.81 -174.92 -19945.24 -2422035.22 607.58

1.2 Dead+1.6 Wind 120 deg - 
No Ice 

41220.94 21153.63 11971.05 1189284.51 -2113426.02 370.72

0.9 Dead+1.6 Wind 120 deg - 
No Ice 

30915.71 21153.68 11971.08 1174987.15 -2087841.03 364.45
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Load 
Combination 

Vertical  
 

lb 

Shearx 
 

lb 

Shearz 
 

lb 

 Overturning 
Moment, Mx  

lb-ft 

 Overturning 
Moment, Mz 

lb-ft 

Torque 
 

lb-ft 
1.2 Dead+1.6 Wind 150 deg - 
No Ice 

41220.94 12112.06 20909.40 2080049.87 -1209123.47 34.05

0.9 Dead+1.6 Wind 150 deg - 
No Ice 

30915.71 12112.09 20909.45 2055207.88 -1194255.72 26.75

1.2 Dead+1.6 Wind 180 deg - 
No Ice 

41220.77 -174.91 22332.80 2280774.17 18708.10 141.79

0.9 Dead+1.6 Wind 180 deg - 
No Ice 

30915.60 -174.92 22334.04 2253059.55 19009.06 135.46

1.2 Dead+1.6 Wind 210 deg - 
No Ice 

41220.94 -13553.26 23055.76 2241921.40 1322346.92 -2175.03

0.9 Dead+1.6 Wind 210 deg - 
No Ice 

30915.71 -13553.29 23055.81 2215767.15 1307519.14 -2179.76

1.2 Dead+1.6 Wind 240 deg - 
No Ice 

41220.94 -19520.73 11230.30 1147893.90 1996235.85 -343.45

0.9 Dead+1.6 Wind 240 deg - 
No Ice 

30915.71 -19520.78 11230.33 1133801.79 1972502.11 -344.13

1.2 Dead+1.6 Wind 270 deg - 
No Ice 

41220.86 -24525.56 174.93 21486.92 2447684.31 -598.23

0.9 Dead+1.6 Wind 270 deg - 
No Ice 

30915.59 -24524.80 174.92 21067.16 2419058.18 -595.25

1.2 Dead+1.6 Wind 300 deg - 
No Ice 

41220.94 -21153.63 -11971.05 -1187703.96 2109287.52 -381.80

0.9 Dead+1.6 Wind 300 deg - 
No Ice 

30915.71 -21153.68 -11971.08 -1173803.57 2084758.81 -375.63

1.2 Dead+1.6 Wind 330 deg - 
No Ice 

41220.94 -12112.06 -20909.40 -2078579.52 1204979.49 -59.18

0.9 Dead+1.6 Wind 330 deg - 
No Ice 

30915.71 -12112.09 -20909.45 -2054126.98 1191169.24 -51.41

1.2 Dead+1.0 Ice+1.0 Temp 78282.58 -0.37 -0.67 4503.92 -6908.90 -0.02
1.2 Dead+1.0 Wind 0 deg+1.0 
Ice+1.0 Temp 

78282.57 83.16 -4377.15 -493392.52 -17197.38 -33.83

1.2 Dead+1.0 Wind 30 deg+1.0 
Ice+1.0 Temp 

78282.57 2575.86 -4286.39 -467792.97 -292476.36 370.21

1.2 Dead+1.0 Wind 60 deg+1.0 
Ice+1.0 Temp 

78282.57 3920.54 -2258.45 -252875.72 -454833.30 70.53

1.2 Dead+1.0 Wind 90 deg+1.0 
Ice+1.0 Temp 

78282.57 4720.62 -83.18 -5396.84 -530504.95 122.97

1.2 Dead+1.0 Wind 120 
deg+1.0 Ice+1.0 Temp 

78282.57 4046.59 2235.19 250909.18 -455333.27 89.16

1.2 Dead+1.0 Wind 150 
deg+1.0 Ice+1.0 Temp 

78282.57 2288.28 3954.63 441245.92 -260055.70 31.42

1.2 Dead+1.0 Wind 180 
deg+1.0 Ice+1.0 Temp 

78282.57 -83.17 4377.49 502870.26 3002.59 32.93

1.2 Dead+1.0 Wind 210 
deg+1.0 Ice+1.0 Temp 

78282.57 -2575.86 4286.38 477201.85 278283.22 -370.19

1.2 Dead+1.0 Wind 240 
deg+1.0 Ice+1.0 Temp 

78282.57 -3920.54 2258.45 262284.79 440639.03 -69.54

1.2 Dead+1.0 Wind 270 
deg+1.0 Ice+1.0 Temp 

78282.57 -4720.63 83.17 14804.52 516310.85 -121.86

1.2 Dead+1.0 Wind 300 
deg+1.0 Ice+1.0 Temp 

78282.57 -4046.60 -2235.19 -241501.26 441137.70 -88.94

1.2 Dead+1.0 Wind 330 
deg+1.0 Ice+1.0 Temp 

78282.57 -2288.29 -3954.64 -431837.33 245859.48 -32.21

Dead+Wind 0 deg - Service 34350.78 43.47 -5550.72 -562176.66 -6821.47 -36.68
Dead+Wind 30 deg - Service 34350.78 3368.12 -5729.59 -552739.85 -328721.45 31.54
Dead+Wind 60 deg - Service 34350.78 4851.04 -2790.81 -282494.49 -494897.06 91.08
Dead+Wind 90 deg - Service 34350.78 6095.20 -43.47 -4483.40 -606488.09 125.57
Dead+Wind 120 deg - Service 34350.78 5256.86 2974.91 294025.22 -522903.47 126.15
Dead+Wind 150 deg - Service 34350.78 3009.95 5196.17 513921.18 -299662.23 93.30
Dead+Wind 180 deg - Service 34350.78 -43.47 5550.72 563451.03 3418.70 36.01
Dead+Wind 210 deg - Service 34350.78 -3368.12 5729.59 554014.48 325318.95 -30.39
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Load 
Combination 

Vertical  
 

lb 

Shearx 
 

lb 

Shearz 
 

lb 

 Overturning 
Moment, Mx  

lb-ft 

 Overturning 
Moment, Mz 

lb-ft 

Torque 
 

lb-ft 
Dead+Wind 240 deg - Service 34350.78 -4851.04 2790.81 283768.16 491494.89 -89.37
Dead+Wind 270 deg - Service 34350.78 -6095.20 43.47 5756.70 603086.07 -124.85
Dead+Wind 300 deg - Service 34350.78 -5256.86 -2974.91 -292751.71 519500.45 -127.16
Dead+Wind 330 deg - Service 34350.78 -3009.95 -5196.17 -512647.58 296258.85 -95.02

  
 

 Solution Summary   
 
 

Load 
Comb. 

Sum of Applied Forces Sum of Reactions  
% Error PX 

lb 
PY 
lb 

PZ 
lb 

PX 
lb 

PY 
lb 

PZ 
lb 

1 0.00 -34350.79 0.00 -0.00 34350.79 -0.00 0.000% 
2 174.94 -41220.95 -22336.39 -174.91 41220.77 22332.80 0.008% 
3 174.94 -30915.71 -22336.39 -174.92 30915.60 22334.04 0.006% 
4 13553.33 -41220.95 -23055.89 -13553.26 41220.94 23055.76 0.000% 
5 13553.33 -30915.71 -23055.89 -13553.29 30915.71 23055.81 0.000% 
6 19520.85 -41220.95 -11230.37 -19520.73 41220.94 11230.30 0.000% 
7 19520.85 -30915.71 -11230.37 -19520.78 30915.71 11230.33 0.000% 
8 24527.25 -41220.95 -174.94 -24523.52 41220.75 174.91 0.008% 
9 24527.25 -30915.71 -174.94 -24524.81 30915.59 174.92 0.006% 
10 21153.75 -41220.95 11971.12 -21153.63 41220.94 -11971.05 0.000% 
11 21153.75 -30915.71 11971.12 -21153.68 30915.71 -11971.08 0.000% 
12 12112.13 -41220.95 20909.53 -12112.06 41220.94 -20909.40 0.000% 
13 12112.13 -30915.71 20909.53 -12112.09 30915.71 -20909.45 0.000% 
14 -174.94 -41220.95 22336.39 174.91 41220.77 -22332.80 0.008% 
15 -174.94 -30915.71 22336.39 174.92 30915.60 -22334.04 0.006% 
16 -13553.33 -41220.95 23055.89 13553.26 41220.94 -23055.76 0.000% 
17 -13553.33 -30915.71 23055.89 13553.29 30915.71 -23055.81 0.000% 
18 -19520.85 -41220.95 11230.37 19520.73 41220.94 -11230.30 0.000% 
19 -19520.85 -30915.71 11230.37 19520.78 30915.71 -11230.33 0.000% 
20 -24527.25 -41220.95 174.94 24525.56 41220.86 -174.93 0.004% 
21 -24527.25 -30915.71 174.94 24524.80 30915.59 -174.92 0.006% 
22 -21153.75 -41220.95 -11971.12 21153.63 41220.94 11971.05 0.000% 
23 -21153.75 -30915.71 -11971.12 21153.68 30915.71 11971.08 0.000% 
24 -12112.13 -41220.95 -20909.53 12112.06 41220.94 20909.40 0.000% 
25 -12112.13 -30915.71 -20909.53 12112.09 30915.71 20909.45 0.000% 
26 0.00 -78282.58 0.00 0.37 78282.58 0.67 0.001% 
27 83.18 -78282.58 -4377.84 -83.16 78282.57 4377.15 0.001% 
28 2576.05 -78282.58 -4286.71 -2575.86 78282.57 4286.39 0.000% 
29 3920.85 -78282.58 -2258.63 -3920.54 78282.57 2258.45 0.000% 
30 4720.98 -78282.58 -83.18 -4720.62 78282.57 83.18 0.000% 
31 4046.90 -78282.58 2235.36 -4046.59 78282.57 -2235.19 0.000% 
32 2288.46 -78282.58 3954.93 -2288.28 78282.57 -3954.63 0.000% 
33 -83.18 -78282.58 4377.84 83.17 78282.57 -4377.49 0.000% 
34 -2576.05 -78282.58 4286.71 2575.86 78282.57 -4286.38 0.000% 
35 -3920.85 -78282.58 2258.63 3920.54 78282.57 -2258.45 0.000% 
36 -4720.98 -78282.58 83.18 4720.63 78282.57 -83.17 0.000% 
37 -4046.90 -78282.58 -2235.36 4046.60 78282.57 2235.19 0.000% 
38 -2288.46 -78282.58 -3954.93 2288.29 78282.57 3954.64 0.000% 
39 43.48 -34350.79 -5551.44 -43.47 34350.78 5550.72 0.002% 
40 3368.52 -34350.79 -5730.26 -3368.12 34350.78 5729.59 0.002% 
41 4851.67 -34350.79 -2791.17 -4851.04 34350.78 2790.81 0.002% 
42 6095.95 -34350.79 -43.48 -6095.20 34350.78 43.47 0.002% 
43 5257.51 -34350.79 2975.28 -5256.86 34350.78 -2974.91 0.002% 
44 3010.32 -34350.79 5196.81 -3009.95 34350.78 -5196.17 0.002% 
45 -43.48 -34350.79 5551.44 43.47 34350.78 -5550.72 0.002% 
46 -3368.52 -34350.79 5730.26 3368.12 34350.78 -5729.59 0.002% 
47 -4851.67 -34350.79 2791.17 4851.04 34350.78 -2790.81 0.002% 
48 -6095.95 -34350.79 43.48 6095.20 34350.78 -43.47 0.002% 
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Load 

Comb. 

Sum of Applied Forces Sum of Reactions  
% Error PX 

lb 
PY 
lb 

PZ 
lb 

PX 
lb 

PY 
lb 

PZ 
lb 

49 -5257.51 -34350.79 -2975.28 5256.86 34350.78 2974.91 0.002% 
50 -3010.32 -34350.79 -5196.81 3009.95 34350.78 5196.17 0.002% 

 
 
 

 Non-Linear Convergence Results   
 

Load 
Combination 

Converged? Number 
 of Cycles 

Displacement 
Tolerance 

Force 
Tolerance 

1 Yes 6 0.00000001 0.00000001 
2 Yes 15 0.00010260 0.00012845 
3 Yes 15 0.00006658 0.00009981 
4 Yes 19 0.00000001 0.00012809 
5 Yes 19 0.00000001 0.00008664 
6 Yes 19 0.00000001 0.00010089 
7 Yes 19 0.00000001 0.00006891 
8 Yes 15 0.00010138 0.00012911 
9 Yes 15 0.00006577 0.00009990 
10 Yes 19 0.00000001 0.00010939 
11 Yes 19 0.00000001 0.00007443 
12 Yes 19 0.00000001 0.00010753 
13 Yes 19 0.00000001 0.00007321 
14 Yes 15 0.00010260 0.00013694 
15 Yes 15 0.00006658 0.00010641 
16 Yes 19 0.00000001 0.00011950 
17 Yes 19 0.00000001 0.00008057 
18 Yes 19 0.00000001 0.00010279 
19 Yes 19 0.00000001 0.00007029 
20 Yes 16 0.00004653 0.00008223 
21 Yes 15 0.00006590 0.00013231 
22 Yes 19 0.00000001 0.00010646 
23 Yes 19 0.00000001 0.00007245 
24 Yes 19 0.00000001 0.00010757 
25 Yes 19 0.00000001 0.00007331 
26 Yes 10 0.00000001 0.00003685 
27 Yes 17 0.00014334 0.00014932 
28 Yes 18 0.00000001 0.00009377 
29 Yes 18 0.00000001 0.00008866 
30 Yes 18 0.00000001 0.00008255 
31 Yes 18 0.00000001 0.00008793 
32 Yes 18 0.00000001 0.00008712 
33 Yes 18 0.00000001 0.00008047 
34 Yes 18 0.00000001 0.00009419 
35 Yes 18 0.00000001 0.00008900 
36 Yes 18 0.00000001 0.00008168 
37 Yes 18 0.00000001 0.00008561 
38 Yes 18 0.00000001 0.00008471 
39 Yes 15 0.00000001 0.00004101 
40 Yes 15 0.00000001 0.00005933 
41 Yes 15 0.00000001 0.00004867 
42 Yes 15 0.00000001 0.00004296 
43 Yes 15 0.00000001 0.00005516 
44 Yes 15 0.00000001 0.00005079 
45 Yes 15 0.00000001 0.00004114 
46 Yes 15 0.00000001 0.00005799 
47 Yes 15 0.00000001 0.00005143 
48 Yes 15 0.00000001 0.00004303 
49 Yes 15 0.00000001 0.00005031 
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50 Yes 15 0.00000001 0.00005335 

 
 
 

 Maximum Tower Deflections - Service Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

L1 150 - 110 25.782 40 1.9720 0.0050 
L2 110 - 85 11.450 40 1.2216 0.0012 
L3 85 - 70 6.500 40 0.7675 0.0004 
L4 70 - 55 4.313 40 0.6221 0.0003 
L5 55 - 31.5 2.594 40 0.4710 0.0002 
L6 31.5 - 15 0.793 40 0.2578 0.0001 
L7 15 - 0 0.160 40 0.1080 0.0000 

      

  
 

 Critical Deflections and Radius of Curvature - Service Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
150.00 Andrew ABT-DFDM-ADB 40 25.782 1.9720 0.0052 13417 
143.00 800 MHz 2X50W RRH w/ Filter 40 22.950 1.8457 0.0044 9584 
132.00 (2) FD9R6004/2C-3L 40 18.648 1.6449 0.0031 3726 
107.00 (4) 48'' x 8'' Panel 40 10.693 1.1605 0.0010 1866 
75.00 GPS-TMG-HR-26N 40 4.996 0.6661 0.0003 6130 

  
 
 

 Maximum Tower Deflections - Design Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

L1 150 - 110 104.560 4 8.0330 0.0195 
L2 110 - 85 46.441 4 4.9682 0.0069 
L3 85 - 70 26.354 4 3.1159 0.0044 
L4 70 - 55 17.485 4 2.5242 0.0036 
L5 55 - 31.5 10.511 4 1.9103 0.0027 
L6 31.5 - 15 3.214 4 1.0446 0.0014 
L7 15 - 0 0.648 4 0.4374 0.0005 

      

  
 

 Critical Deflections and Radius of Curvature - Design Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
150.00 Andrew ABT-DFDM-ADB 4 104.560 8.0330 0.0225 3402 
143.00 800 MHz 2X50W RRH w/ Filter 4 93.077 7.5169 0.0190 2429 
132.00 (2) FD9R6004/2C-3L 4 75.631 6.6968 0.0138 942 
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Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
107.00 (4) 48'' x 8'' Panel 4 43.368 4.7191 0.0065 465 
75.00 GPS-TMG-HR-26N 4 20.254 2.7033 0.0039 1514 

  
 
 

 Compression Checks   
 

 

 Pole Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

lb 

Pn 
 

lb 

Ratio 
Pu 

Pn 
L1 150 - 110 (1) TP21.25x15x0.1875 40.00 0.00 0.0 12.7165 -10760.30 852766.00 0.013  
L2 110 - 85 (2) TP27.61x21.25x0.25 25.00 0.00 0.0 19.8356 -13810.00 1402030.00 0.010  
L3 85 - 70 (3) TP35.691x33.325x0.3722 15.00 0.00 0.0 42.3301 -19169.40 3032900.00 0.006  
L4 70 - 55 (4) TP38.058x35.691x0.3918 15.00 0.00 0.0 47.5231 -22824.30 3389480.00 0.007  
L5 55 - 31.5 (5) TP41.576x38.058x0.472 23.50 0.00 0.0 62.4767 -29928.20 4605160.00 0.006  
L6 31.5 - 15 (6) TP44.046x41.576x0.4977 16.50 0.00 0.0 69.7902 -35519.10 5136070.00 0.007  
L7 15 - 0 (7) TP52.064x44.046x0.5362 15.00 0.00 0.0 75.1266 -35535.30 5537580.00 0.006  

                    

 
 

 Pole Bending Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Mux 

 
lb-ft 

Mnx 

 
lb-ft 

Ratio 
Mux 

Mnx 

Muy 

 
lb-ft 

Mny 

 
lb-ft 

Ratio 
Muy 

Mny 
L1 150 - 110 (1) TP21.25x15x0.1875 346480.00 365565.83 0.948 0.00 365565.83 0.000 
L2 110 - 85 (2) TP27.61x21.25x0.25 547180.83 702260.00 0.779 0.00 702260.00 0.000 
L3 85 - 70 (3) TP35.691x33.325x0.3722 981383.33 2176641.67 0.451 0.00 2176641.67 0.000 
L4 70 - 55 (4) TP38.058x35.691x0.3918 1278591.67 2594566.67 0.493 0.00 2594566.67 0.000 
L5 55 - 31.5 (5) TP41.576x38.058x0.472 1805066.67 3842766.67 0.470 0.00 3842766.67 0.000 
L6 31.5 - 15 (6) TP44.046x41.576x0.4977 2212516.67 4540900.00 0.487 0.00 4540900.00 0.000 
L7 15 - 0 (7) TP52.064x44.046x0.5362 2212516.67 4887225.00 0.453 0.00 4887225.00 0.000 

                  

 
 

 Pole Shear Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Actual 
Vu 

lb 

Vn 

 
lb 

Ratio 
Vu 

Vn 

Actual 
Tu 

lb-ft 

Tn 

 
lb-ft 

Ratio 
Tu 

Tn 
L1 150 - 110 (1) TP21.25x15x0.1875 11833.20 426383.00 0.028 109.19 741254.17 0.000 
L2 110 - 85 (2) TP27.61x21.25x0.25 15170.30 701016.00 0.022 404.64 1423966.67 0.000 
L3 85 - 70 (3) TP35.691x33.325x0.3722 18771.20 1516450.00 0.012 1101.21 4413550.00 0.000 
L4 70 - 55 (4) TP38.058x35.691x0.3918 20880.20 1694740.00 0.012 1534.02 5260975.00 0.000 
L5 55 - 31.5 (5) TP41.576x38.058x0.472 23950.90 2302580.00 0.010 2189.17 7791933.33 0.000 
L6 31.5 - 15 (6) TP44.046x41.576x0.4977 25447.70 2568040.00 0.010 2188.45 9207500.00 0.000 
L7 15 - 0 (7) TP52.064x44.046x0.5362 25524.80 2802810.00 0.009 2188.42 9909750.00 0.000 

                  

 



 
 
 

ttnnxxTToowweerr  
Job 

302523 - New Milford CT 2, CT  

Page  

18 of 20 

American Tower Corporation 
3500 Regency Parkway, Suite 100 

Project 

OAA692635 
Date 

09:33:30 01/25/17  
Cary, NC 27511 

Phone: (919) 466-5033 
FAX: (919) 466-5415 

Client 
AT&T Mobility 

Designed by 

John Bigham 

 
 

 Pole Interaction Design Data    
 
Section 

No. 
Elevation 

 
ft 

Ratio 
Pu 

Pn 

Ratio 
Mux 

Mnx 

Ratio 
Muy 

Mny 

Ratio 
Vu 

Vn 

Ratio 
Tu 

Tn 

Comb. 
Stress 
Ratio 

Allow. 
Stress 
Ratio 

Criteria 

L1 150 - 110 (1) 0.013 0.948 0.000 0.028 0.000 0.961  1.000 
4.8.2  

L2 110 - 85 (2) 0.010 0.779 0.000 0.022 0.000 0.790  1.000 
4.8.2  

L3 85 - 70 (3) 0.006 0.451 0.000 0.012 0.000 0.457  1.000 
4.8.2  

L4 70 - 55 (4) 0.007 0.493 0.000 0.012 0.000 0.500  1.000 
4.8.2  

L5 55 - 31.5 (5) 0.006 0.470 0.000 0.010 0.000 0.476  1.000 
4.8.2  

L6 31.5 - 15 (6) 0.007 0.487 0.000 0.010 0.000 0.494  1.000 
4.8.2  

L7 15 - 0 (7) 0.006 0.453 0.000 0.009 0.000 0.459  1.000 
4.8.2  

                    

 
 
 
 

 Reinforcing Design Data (Compression)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

lb 

Pn 
 

lb 

Ratio 
Pu 

Pn 
L2 95.69 - 85 2 1/2 10.69 2.50 38.4 

K=0.80 
4.9087 -156600.00 281863.00 0.556 1 

                    

 
1 P u  / Pn controls 
 
 

 Reinforcing Bending Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Mux 

 
lb-ft 

Mnx 

 
lb-ft 

Ratio 
Mux 

Mnx 

Muy 

 
lb-ft 

Mny 

 
lb-ft 

Ratio 
Muy 

Mny 
L2 95.69 - 85 2 1/2 276.14 14648.42 0.019 0.00 14648.42 0.000 

                  

 
 

 Reinforcing Interaction Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Ratio 
Pu 

Pn 

Ratio 
Mux 

Mnx 

Ratio 
Muy 

Mny 

Comb. 
Stress 
Ratio 

Allow. 
Stress 
Ratio 

Criteria 
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American Tower Corporation 
3500 Regency Parkway, Suite 100 

Project 

OAA692635 
Date 

09:33:30 01/25/17  
Cary, NC 27511 

Phone: (919) 466-5033 
FAX: (919) 466-5415 

Client 
AT&T Mobility 

Designed by 

John Bigham 

Section 
No. 

Elevation 
 

ft 

Size 
 

Ratio 
Pu 

Pn 

Ratio 
Mux 

Mnx 

Ratio 
Muy 

Mny 

Comb. 
Stress 
Ratio 

Allow. 
Stress 
Ratio 

Criteria 

L2 95.69 - 85 2 1/2 0.556 0.019 0.000 0.556 1 1.000 
4.8.1  

                  

 
1 P u  / Pn controls 
 
 

 Tension Checks   
 

 

 Reinforcing Design Data (Tension)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

lb 

Pn 
 

lb 

Ratio 
Pu 

Pn 
L2 95.69 - 85 2 1/2 10.69 2.50 48.0 4.9087 152180.00 331340.00 0.459 1 

                    

 
1 P u  / Pn controls 
 
 

 Reinforcing Bending Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Mux 

 
lb-ft 

Mnx 

 
lb-ft 

Ratio 
Mux 

Mnx 

Muy 

 
lb-ft 

Mny 

 
lb-ft 

Ratio 
Muy 

Mny 
L2 95.69 - 85 2 1/2 209.12 14648.42 0.014 0.00 14648.42 0.000 

                  

 
 

 Reinforcing Interaction Design Data    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

Ratio 
Pu 

Pn 

Ratio 
Mux 

Mnx 

Ratio 
Muy 

Mny 

Comb. 
Stress 
Ratio 

Allow. 
Stress 
Ratio 

Criteria 

L2 95.69 - 85 2 1/2 0.459 0.014 0.000 0.459 1 1.000 
4.8.1  

                  

 
1 P u  / Pn controls 
 
 

 Section Capacity Table 
 

Section 
No. 

Elevation 
ft 

Component 
Type 

Size Critical
Element 

P 
lb 

øPallow 

lb 
% 

Capacity 
Pass 
Fail 

L1 150 - 110 Pole TP21.25x15x0.1875 1 -10760.30 852766.00 96.1 Pass  
L2 110 - 85 Pole TP27.61x21.25x0.25 2 -13810.00 1402030.00 79.0 Pass  

  95.69 - 85 Reinforcing 2 1/2 10 -156600.00 281863.00 55.6 Pass  
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American Tower Corporation 
3500 Regency Parkway, Suite 100 

Project 

OAA692635 
Date 

09:33:30 01/25/17  
Cary, NC 27511 

Phone: (919) 466-5033 
FAX: (919) 466-5415 

Client 
AT&T Mobility 

Designed by 

John Bigham 

Section 
No. 

Elevation 
ft 

Component 
Type 

Size Critical
Element 

P 
lb 

øPallow 

lb 
% 

Capacity 
Pass 
Fail 

L3 85 - 70 Pole TP35.691x33.325x0.3722 3 -19169.40 3032900.00 45.7 Pass  
L4 70 - 55 Pole TP38.058x35.691x0.3918 4 -22824.30 3389480.00 50.0 Pass  
L5 55 - 31.5 Pole TP41.576x38.058x0.472 5 -29928.20 4605160.00 47.6 Pass  
L6 31.5 - 15 Pole TP44.046x41.576x0.4977 6 -35519.10 5136070.00 49.4 Pass  
L7 15 - 0 Pole TP52.064x44.046x0.5362 7 -35535.30 5537580.00 45.9 Pass  

              Summary   
            Pole (L1) 96.1 Pass  
            Reinforcing 

(L2) 
55.6 Pass  

      RATING = 96.1 Pass  
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Plate Type Baseplate @	120.0	ft Code Rev. G Date 

Pole Diameter 52.064 in A.S.I.	 1.00 Engineer 

Pole Thickness 0.375 in Site # 

Plate Diameter 63.084 in Moment 2603.6 k-ft Carrier 

Plate Thickness 2 in Axial 41.2 k   
Plate Fy 60 ksi
Weld Length 0.25 in Required	Flange	Thickness:
s Resistance 508.43 k-in 1.38	in OK

Applied 241.14 k-in
# 0 Show

Thickness 0.75 in
Length 4.375 in
Height 1.5 in
Chamfer 0.75 in
Offset	Angle 0 °
Fy 50 ksi

# 16
Bolt Circle 58 in
(R)adial / (S)quare R  

Bolt	Gap 6 in

 Diameter 1.5 in
Hole Diameter 1.625 in
Type A325
Fy 92 ksi
Fu 120 ksi
s Resistance 134.90 k
Applied 126.55 k

# 0

 DYW. Circle 25.75 in
Offset Angle 0 °
Type #20 Plate Stress Ratio:
Diameter 2.5 in 0.47 (Pass)
Fu 100 ksi
s Resistance k Bolt Stress Ratio:

Applied k 0.94 (Pass)
# 8

Bolt Circle 44 in Extra Bolt Stress Ratio:
(R)adial / (S)quare S 0.71 (Pass)

o Bolt Gap 6 in
Offset Angle 45 ° Reinforcement Stress Ratio:
Diameter 2.25 in
Type A615
Fy 75 ksi
Fu 100 ksi
s Resistance 259.82 k
Applied 184.43 k
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Plate Type Flange @ 15.0 ft Code Rev. G Date 

Pole Diameter 41.726 in A.S.I.	 1.00 Engineer 

Pole Thickness 0.3125 in Moment 2212.5 k-ft Site # 

Plate Diameter 54.652 in Act. Moment 1495.5 k-ft Carrier 

Plate Thickness 2 in Axial 35.5 k   
Plate Fy 60 ksi
Weld Length 0.25 in Required Flange Thickness:
s Resistance 589.89 k-in 1.52 in  OK

Applied 340.75 k-in
# 0 Show

Thickness 0.75 in
Length 4.375 in
Height 1.5 in
Chamfer 0.75 in
Offset	Angle 0 °
Fy 50 ksi

# 12
Bolt Circle 49.652 in

(R)adial / (S)quare R  

Bolt	Gap 6 in

 Diameter 1.5 in
Hole Diameter 1.625 in
Type A325
Fy 92 ksi
Fu 120 ksi
s Resistance 126.47 k
Applied 117.48 k

# 0

 DYW. Circle 25.75 in
Offset Angle 0 °
Type #20 Plate Stress Ratio:
Diameter 2.5 in 0.58 (Pass)
Fu 100 ksi
s Resistance k Bolt Stress Ratio:

Applied k 0.93 (Pass)
# 0

Bolt Circle 44 in Extra	Bolt	Stress	Ratio:
(R)adial / (S)quare S

o Bolt Gap 6 in
Offset Angle 45 ° Reinforcement Stress Ratio:
Diameter 2.25 in
Type A615
Fy 75 ksi
Fu 100 ksi
s Resistance k
Applied k
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Plate Type Flange @ 55.0 ft Code Rev. G Date 

Pole Diameter 35.742 in A.S.I.	 1.00 Engineer 

Pole Thickness 0.25 in Moment 1278.6 k-ft Site # 

Plate Diameter 48.456 in Act. Moment 864.3 k-ft Carrier 

Plate Thickness 2 in Axial 22.8 k   
Plate Fy 60 ksi
Weld Length 0.25 in Required Flange Thickness:
s Resistance 505.29 k-in 1.31 in  OK

Applied 216.89 k-in
# 0 Show

Thickness 0.75 in
Length 4.375 in
Height 1.5 in
Chamfer 0.75 in
Offset	Angle 0 °
Fy 50 ksi

# 12
Bolt Circle 43.456 in

(R)adial / (S)quare R  

Bolt	Gap 6 in

 Diameter 1.5 in
Hole Diameter 1.625 in
Type A325
Fy 92 ksi
Fu 120 ksi
s Resistance 126.47 k
Applied 77.61 k

# 0

 DYW. Circle 25.75 in
Offset Angle 0 °
Type #20 Plate Stress Ratio:
Diameter 2.5 in 0.43 (Pass)
Fu 100 ksi
s Resistance k Bolt Stress Ratio:

Applied k 0.61 (Pass)
# 0

Bolt Circle 44 in Extra	Bolt	Stress	Ratio:
(R)adial / (S)quare S

o Bolt Gap 6 in
Offset Angle 45 ° Reinforcement Stress Ratio:
Diameter 2.25 in
Type A615
Fy 75 ksi
Fu 100 ksi
s Resistance k
Applied k

JDB
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Plate Type Flange @ 110.0 ft Code Rev. G Date 

Pole Diameter 21.25 in A.S.I.	 1.00 Engineer 

Pole Thickness 0.1875 in Site # 

Plate Diameter 28.5 in Moment 346.5 k-ft Carrier 

Plate Thickness 1 in Axial 10.8 k   
Plate Fy 60 ksi
Weld Length 0.25 in Required	Flange	Thickness:
s Resistance 201.01 k-in 1.01	in 	OK

Applied 76.04 k-in
# 6 Show

Thickness 0.5 in
Length 3.5 in
Height 6 in
Chamfer 0.5 in
Offset Angle 0 °
Fy 50 ksi

# 12
Bolt Circle 25.75 in

(R)adial / (S)quare R  

Bolt	Gap 6 in

 Diameter 1 in
Hole Diameter 1.125 in
Type A325
Fy 92 ksi
Fu 120 ksi
s Resistance 54.52 k
Applied 52.89 k

# 0

 DYW. Circle 25.75 in
Offset Angle 0 °
Type #20 Plate Stress Ratio:
Diameter 2.5 in 0.38 (Pass)
Fu 100 ksi
s Resistance k Bolt Stress Ratio:

Applied k 0.97 (Pass)
# 0

Bolt Circle 44 in Extra	Bolt	Stress	Ratio:
(R)adial / (S)quare S

o Bolt Gap 6 in
Offset Angle 45 ° Reinforcement Stress Ratio:
Diameter 2.25 in
Type A615
Fy 75 ksi
Fu 100 ksi
s Resistance k
Applied k
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Site Name: Program Last Updated:  
Site Number:
Engineering Number:
Engineer:
Date:
Tower Type:

Design Loads (Factored) ‐ Analysis per TIA‐222‐G Standards

Design / Analysis / Mapping: Analysis

Compression/Leg: 41.2 k Concrete Strength (f'c): 3000 psi

Uplift/Leg: k Pad Tension Steel Depth: 32.00 in

Total Shear: 26.7 k Shear: 0.75

Moment: 2603.6 k‐ft Flexure / Tension: 0.90

Tower + Appurtenance Weight: 34.4 k Compression: 0.65

Depth to Base of Foundation (l + t ‐ h): 8.00 ft : 0.85
Diameter of Pier (d): 12.00 ft Bottom Pad Rebar Size #: 10
Height of Pier above Ground (h): 0.50 # of Bottom Pad Rebar: 36

Width of Pad (W): 18.00 ft Pad Bottom Steel Area: 45.72 in2

Length of Pad (L): 18.00 ft Pad Steel Fy: 60000 psi

Thickness of Pad (t): 3.00 ft Top Pad Rebar Size #: 5
Tower Leg Center to Center: 0.00 ft # of Top Pad Rebar: 36

Number of Tower Legs: 1.0 (1 if MP or GT) Pad Top Steel Area: 11.16 in2

Tower Center from Mat Center: 0.00 ft Pier Rebar Size #: 11

Depth Below Ground Surface to Water Table: 99.00 ft Pier Steel Area (Single Bar): 1.56 in2

Unit Weight of Concrete: 150.0 pcf # of Pier Rebar: 14

Unit Weight of Soil Above Water Table: 115.0 pcf Pier Steel Fy: 60000 psi

Unit Weight of Water: 62.4 pcf Pier Cage Diameter: 136.0 in
Unit Weight of Soil Below Water Table: 52.6 pcf Rebar Strain Limit: 0.008
Friction Angle of Uplift: 30.0 Degrees Steel Elastic Modulus: 29000 ksi
Ultimate Coefficient of Shear Friction: 0.50 Tie Rebar Size #: 4
Ultimate Compressive Bearing Pressure: 37700.0 psf Tie Steel Area (Single Bar): 0.20 in2

Ultimate Passive Pressure on Pad Face: 900.0 psf Tie Spacing: 12 in
Soil and Concrete Weight: 0.9 Tie Steel Fy: 60000 psi
Soil: 0.75

Overturning Moment Usage

Design OTM: 2830.9 k‐ft
OTM Resistance: 3508.9 k‐ft
Design OTM / OTM Resistance: 0.81

Soil Bearing Pressure Usage

Net Bearing Pressure: 5232 psf
Factored Nominal Bearing Pressure: 28275 psf
Net Bearing Pressure/Factored Nominal Bearing Pressure: 0.19
Load Direction Controling Design Bearing Pressure: Diagonal to Pad Edge

Sliding Factor of Safety

Total Factored Sliding Resistance: 178.7 k
Sliding Design / Sliding Resistance: 0.15 Result:  OK

OAA692635

Result:  OK

Result:  OK

New Milford CT 2, CT 5/13/2014
302523

JDB

MP
01/24/17





Location CANTERBURY RD Mblu 35/4 / 37/ /

Acct# 010997 Owner CANTERBURY SCHOOL INC

Assessment $9,900,940 Appraisal $14,144,200

PID 6769 Building Count 4

Owner CANTERBURY SCHOOL INC

Co-Owner

Address 101 ASPETUCK AVE

NEW MILFORD, CT 06776

Sale Price $0

Certificate

Book & Page /

Sale Date

Year Built: 1925

Living Area: 34,613

Replacement Cost: $3,981,874

Building Percent

Good:

60

Replacement Cost

Less Depreciation: $2,389,100

Building Attributes

Field Description

STYLE Gymnasium

MODEL Comm/Ind

Building Photo

CANTERBURY RD

Current Value

Appraisal

Valuation Year Improvements Land Total

2015 $12,174,300 $1,969,900 $14,144,200

Assessment

Valuation Year Improvements Land Total

2015 $8,522,010 $1,378,930 $9,900,940

Owner of Record

Ownership History

Ownership History

Owner Sale Price Certificate Book & Page Sale Date

CANTERBURY SCHOOL INC $0 /

Building Information

Building 1 : Section 1



Grade B

Stories: 2.5

Occupancy 1

Exterior Wall 1 Stone/Masonry

Exterior Wall 2 Brick/Masonry

Roof Structure Gable

Roof Cover Slate

Interior Wall 1 Drywall/Sheet

Interior Wall 2 Plastered

Interior Floor 1 Hardwood

Interior Floor 2 Vinyl/Asphalt

Heating Fuel Oil

Heating Type Hot Water

AC Type None

Bldg Use Pvt School Com

Total Rooms

Total Bedrms 00

Total Baths 0

1st Floor Use: 904I

Heat/AC NONE

Frame Type MASONRY

Baths/Plumbing AVERAGE

Ceiling/Wall CEIL & WALLS

Rooms/Prtns AVERAGE

Wall Height 22

% Comn Wall 0

Legend

(http://images.vgsi.com/photos/NewMilfordCTPhotos//\00\01

\68/77.jpg)

Building Layout

Building Sub-Areas (sq ft)

Code Description
Gross

Area

Living

Area

BAS First Floor 17,719 17,719

FLL Finished Lower Level 14,852 14,852

FUS Finished Upper Story 1,276 1,276

FHS Finished Half Story 1,276 766

FEP Enclosed Porch 320 0

FOP Open Porch 252 0

SLB Slab 2,867 0

38,562 34,613

Year Built: 1977

Living Area: 70,894

Replacement Cost: $9,095,796

Building Percent

Good:

78

Replacement Cost

Less Depreciation: $7,094,700

Building Attributes : Bldg 2 of 4

Field Description

STYLE Gymnasium

Building Photo

Building 2 : Section 1



MODEL Comm/Ind

Grade B+

Stories: 1

Occupancy 1

Exterior Wall 1 Pre-finsh Metl

Exterior Wall 2 Stone Veneer

Roof Structure Gable

Roof Cover Enamel Metal

Interior Wall 1 Minim/Masonry

Interior Wall 2

Interior Floor 1 Vinyl/Asphalt

Interior Floor 2

Heating Fuel Oil

Heating Type Forced Air-Duc

AC Type Partial

Bldg Use Pvt School Com

Total Rooms

Total Bedrms 00

Total Baths 0

1st Floor Use: 904I

Heat/AC HEAT/AC SPLIT

Frame Type STEEL

Baths/Plumbing AVERAGE

Ceiling/Wall CEIL & WALLS

Rooms/Prtns AVERAGE

Wall Height 20

% Comn Wall 0

Legend

(http://images.vgsi.com/photos/NewMilfordCTPhotos//\00\01

\68/76.jpg)

Building Layout

Building Sub-Areas (sq ft)

Code Description
Gross

Area

Living

Area

BAS First Floor 62,726 62,726

FUS Finished Upper Story 8,168 8,168

FEP Enclosed Porch 274 0

FGR Garage 640 0

FOP Open Porch 45 0

UST Unfinished Utility Storage 810 0

72,663 70,894

Year Built: 2008

Living Area: 17,020

Replacement Cost: $2,174,816

Building Percent

Good:

93

Replacement Cost

Less Depreciation: $2,022,600

Building Attributes : Bldg 3 of 4

Field Description

STYLE Auditorium

MODEL Comm/Ind

Building Photo

Building 3 : Section 1



Grade B+

Stories: 1

Occupancy 1

Exterior Wall 1 Concr/Cinder

Exterior Wall 2

Roof Structure Gable

Roof Cover Slate

Interior Wall 1 Minim/Masonry

Interior Wall 2

Interior Floor 1 Concr Abv Grad

Interior Floor 2 Concr Abv Grad

Heating Fuel Oil

Heating Type Forced Air-Duc

AC Type Partial

Bldg Use Pvt School Com

Total Rooms 1

Total Bedrms

Total Baths 11

1st Floor Use:

Heat/AC HEAT/AC PKGS

Frame Type STEEL

Baths/Plumbing AVERAGE

Ceiling/Wall CEIL & WALLS

Rooms/Prtns AVERAGE

Wall Height 12

% Comn Wall

Legend

(http://images.vgsi.com/photos/NewMilfordCTPhotos//default.jpg)

Building Layout

Building Sub-Areas (sq ft)

Code Description
Gross

Area

Living

Area

BAS First Floor 13,195 13,195

FLL Finished Lower Level 3,825 3,825

FOP Open Porch 284 0

PTS Patio - Stone 520 0

17,824 17,020

Year Built: 1900

Living Area: 2,092

Replacement Cost: $250,990

Building Percent

Good:

69

Replacement Cost

Less Depreciation: $173,200

Building Attributes : Bldg 4 of 4

Field Description

Style Colonial

Model Residential

Grade C

Stories 2

Building Photo

(http://images.vgsi.com/photos/NewMilfordCTPhotos//default.jpg)

Building 4 : Section 1



Occupancy 1

Exterior Wall 1 Clapboard

Exterior Wall 2

Roof Structure Gable

Roof Cover Asphalt Shngl

Interior Wall 1 Plastered

Interior Wall 2

Interior Flr 1 Pine/Soft Wood

Interior Flr 2

Heat Fuel Oil

Heat Type Hot Water

AC Type None

Total Bedrooms 3 Bedrooms

Full Bathrooms 2

Half Bathrooms 1

Total Xtra Fixtrs

Total Rooms 6

Bath Style Average

Kitchen Style Average

Whirlpool Tub

Fireplaces

Fin Bsmt Area

Bsmt Garages

Insp. Letter

Multi-House

Legend

Building Layout

Building Sub-Areas (sq ft)

Code Description
Gross

Area

Living

Area

BAS First Floor 1,046 1,046

FUS Finished Upper Story 1,046 1,046

BSM Basement 1,046 0

FOP Open Porch 84 0

WDK Wood Deck 405 0

3,627 2,092

Legend

Land Use

Use Code 947

Description Pvt School Com

Zone R40/B1

Neighborhood C110

Land Line Valuation

Size (Acres) 41.87

Frontage 0

Depth 0

Assessed Value $1,378,930

Extra Features

Extra Features

Code Description Size Value Bldg #

SPR Sprinklers 1875 S.F. $1,900 1

A/C Air Conditioning 7650 S.F. $28,500 3

SPR Sprinklers 7650 S.F. $12,100 3

ELV Elevator 2 Units $46,500 3

A/C Air Conditioning 49762 S.F. $155,300 2

ELV Elevator 2 Units $39,000 2

Land



Alt Land Appr N o

Category

Appraised Value $ 1 , 9 6 9 , 9 00

Legend

(c) 2016 Vision Government Solutions, Inc. All rights reserved.

Outbuildings

Outbuildings

Code Description Sub Code Sub Description Size Value Bldg #

L T 1 L i g h t ( 1 ) 7 U n i t s $ 6 , 600 3

S H D 1 S h e d FR Fr a m e 28 8 S . F. $ 1 , 7 00 4

T EN T e n n i s C o u r t 6 U n i t s $ 126, 000 2

P A V 1 P a v i n g A s p h . 108 00 S . F. $ 16 , 200 3

P A V 1 P a v i n g A s p h . 8 57 6 S . F. $ 10, 300 1

L T 1 L i g h t ( 1 ) 8 U n i t s $ 7 , 500 2

S H D1 S h e d B R B r i c k / Fr a m e 140 S . F. $ 1 , 500 1

GA R 1 Ga r a g e FR Fr a m e 624 S . F. $ 11 , 500 2

S H D1 S h e d B R B r i c k / Fr a m e 140 S . F. $ 1 , 500 1

S H D 1 S h e d B R B r i c k / Fr a m e 140 S . F. $ 1 , 500 1

S H D 1 S h e d B R B r i c k / Fr a m e 140 S . F. $ 1 , 500 1

P A T 1 P a t i o B R B r i c k 28 42 S . F. $ 25, 600 1

Valuation History

Appraisal

Valuation Year Improvements Land Total

2014 $ 12, 342, 100 $ 1 , 9 03 , 600 $ 14, 245, 7 00

2009 $ 9 , 33 7 , 7 00 $ 1 , 43 9 , 400 $ 10, 7 7 7 , 100

2009 $ 9 , 33 7 , 7 00 $ 1 , 43 9 , 400 $ 10, 7 7 7 , 100

Assessment

Valuation Year Improvements Land Total

2014 $ 8 , 63 9 , 47 0 $ 1 , 332, 520 $ 9 , 9 7 1 , 9 9 0

2009 $ 6 , 536 , 3 9 0 $ 1 , 007 , 58 0 $ 7 , 543 , 9 7 0

2009 $ 6 , 536 , 3 9 0 $ 1 , 007 , 58 0 $ 7 , 543 , 9 7 0
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