
 

Crown Castle 

3530 Toringdon Way Suite 300 
Charlotte NC 28277  

Jerry Feathers 
Tel  (704) 405-6549  
Fax (724) 416-6484  

Email: Jerry.feathers.contractor@crowncastle.com 

 

 
 
February 23, 2015 

 

 

Melanie A. Bachman 

Connecticut Siting Council 

10 Franklin Square 

New Britain, CT  06051 

 

RE: T-Mobile-Exempt Modification - Crown Site BU: 822765 

 T-Mobile Site ID: CT11025B  

 Located at: 201 Main Street, Newtown, CT 06470 

 
Dear Ms. Bachman: 

                                                                                                          

 
This letter is to confirm that all construction activity has been completed. Pursuant to the 
Connecticut Siting Council approval of EM-T-MOBILE-014-141020, this letter is to satisfy item 
number three of the approval letter that the CSC will be notified in writing within 45 days after 
completion of construction. 
 
Please contact me if you have any questions. 
 

Sincerely, 
 
 
 

Jerry Feathers 
Property Specialist 
704-405-6549 

 

 

mailto:Jerry.feathers.contractor@crowncastle.com
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June 30, 2014     

 
Brian Arriaga     Sinnott Gering and Schmitt Towers, INC 
Crown Castle  14301 First National Bank Pkwy STE 100 
1200 MacArthur Blvd, STE 200  Omaha, NE 68154 
Mahwah, NJ 07430     (402) 507-5170 
(201) 316-9172     SGS_PMI@sgstowers.com  
Brian.Arriaga.Contractor@crowncastle.com    
       
Subject: Modification Inspection Report  
       
Crown Castle Designation: Crown Castle BU Number: 826222 
 Crown Castle Site Name: Newtown/RT-25 
 Crown Castle JDE Job Number: 225018 
   
Engineering Firm Designation: SGS Project Number 130625 
   
Site Data: 201 Main St.  
 Newtown, CT 06470  
 N 41° 22' 41.32", W -73° 16' 26.94"  
 150 Foot Monopole  
   
Dear Mr. Arriaga,    
   
Sinnott Gering and Schmitt Towers, Inc. (SGS) is pleased to submit this “Modification Inspection Report” 
(MI Report) to Crown Castle for the modification/reinforcement to the subject structure.  This 
Modification Inspection (MI) was performed in accordance with Crown Castle ENG-SOW-10007 
Modification Inspection SOW, Contract Documents, and Crown Castle Purchase Order number 596145.  
The purpose of this MI is to confirm that the modification installation configuration and workmanship 
are in accordance with the contract document(s) listed in Table 2.  The MI is not a review of the 
adequacy or effectiveness of the modification/reinforcement solution. 
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Table 1 – General Information 

 

 
Company Contact Dates on Site 

MI Inspector  
SGS 

Nicholas J. Schmitt, 
P.E., S.E. 

N/A 

MI Inspector Field 
Representative (if applicable) SGS 

Daniel Sinnott June 4, 2014 

         Independent                          EOR          Turnkey  

Modification Design EOR Paul J. Ford Joseph Jacobs, P.E. N/A 

General Contractor LCC Keith Stackhouse Unknown 

Sub to the General 
Contractor 

N/A N/A N/A 

Field CWI for the General 
Contractor 

N/A N/A N/A 

Field NDE for the General 
Contractor 

N/A N/A N/A 

 

Table 2 – Documents 

 

Document(s) Remarks Source 

Modification Drawings 

      Date: 8/21/2013 

      EOR: Joseph Jacobs, P.E. 

      Job#: 37513-1642 

Creator of Drawings:                            

     Paul J. Ford 

     Job #: 37513-1642 

     Date of Drawings: 8/21/2013  

CCI Sites 

     Drawing File:  

     3963744 
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Based on our inspection, SGS determines this project:  

 X  PASSING MI   

The configuration, materials and/or workmanship of the modifications are installed in 
accordance with the Contract Documents and no deficiencies were found. 

EXECUTIVE SUMMARY 

MODIFICATION CONFIGURATION MATERIALS WORKMANSHIP 

Install New Micropiles In Existing Foundation. 
0’. Passing Passing Passing 

Note:  A Thicker Bearing Plate was Installed than Designed.  
 See Section 6.1.4 for EOR Approval E-Mail. 

 

 

All observations were performed after the construction was complete. SGS was not present during the 
construction phase.  The onsite PMI was performed by Daniel Sinnott, SGS. 

We at SGS appreciate the opportunity of providing our continuing professional services to you and 
Crown Castle.  If you have any questions or need further assistance on this or any other projects please 
give us a call. 

Respectfully submitted, 
 

 

 

 

 

 

 

 

 

 

 

Nick Schmitt, P.E., S.E. 
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6.1.1 MI CHECKLIST DRAWING 
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6.1.2 EOR APPROVED SHOP DRAWINGS 
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6.1.4 MATERIAL TEST REPORT (MTR) 
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6.1.5 PACKING SLIPS  
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6.2.1 CONSTRUCTION INSPECTIONS 
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6.2.2 FOUNDATION INSPECTIONS 
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6.2.3 CONCRETE COMP. STRENGTH AND SLUMP TESTS  
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6.2.5 GC AS-BUILT DOCUMENTS 
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6.3.1 MI INSPECTOR REDLINE OR RECORD DRAWING(S) 
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