






















tnxTower Report - version 7.0.5.1

Date: December 28, 2016

Kevin Morrow Paul J. Ford and Company
Crown Castle 250 E Broad St, Suite 600
3530 Toringdon Way Suite 300 Columbus, OH 43215
Charlotte, NC 28277 (614) 221-6679
704.405.6619 mherbert@pjfweb.com

Subject: Structural Analysis Report

Carrier Designation: AT&T Mobility Co-Locate
Carrier Site Number: CT1086
Carrier Site Name: Plymouth

Crown Castle Designation: Crown Castle BU Number: 826768
Crown Castle Site Name: PLYMOUTH/RT 6
Crown Castle JDE Job Number: 412884
Crown Castle Work Order Number: 1339320
Crown Castle Application Number: 371929 Rev. 0

Engineering Firm Designation: Paul J. Ford and Company Project Number: 37516-3909.001.7805

Site Data: 171 Town Hill Road, Plymouth, Litchfield County, CT
Latitude 41° 40' 6.197'', Longitude -73° 1' 11.842''
169 Foot - Monopole Tower

Dear Kevin Morrow,

Paul J. Ford and Company is pleased to submit this “Structural Analysis Report” to determine the structural
integrity of the above mentioned tower. This analysis has been performed in accordance with the Crown Castle
Structural ‘Statement of Work’ and the terms of Crown Castle Purchase Order Number 983119, in accordance
with application 371929, revision 0.

The purpose of the analysis is to determine acceptability of the tower stress level. Based on our analysis we
have determined the tower stress level for the structure and foundation, under the following load case, to be:

LC7: Existing + Reserved + Proposed Equipment Sufficient Capacity
Note: See Table I and Table II for the proposed and existing/reserved loading, respectively.

This analysis has been performed in accordance with the 2016 Connecticut State Building Code based upon an
ultimate 3-second gust wind speed of 120 mph converted to a nominal 3-second gust wind speed of 93 mph per
Section 1609.3 and Appendix N as required for use in the ANSI/TIA-222-G-2005 Standard, “Structural Standard
for Antenna Supporting Structures and Antennas”, with ANSI/TIA-222-G-1-2007 and ANSI/TIA-222-G-2-2009
Addenda per Exception #5 of Section 1609.1.1. Risk Category II, Exposure Category C and Topographic
Category 1 with a maximum Topographic Factor were used in this analysis.

We at Paul J. Ford and Company appreciate the opportunity of providing our continuing professional services to
you and Crown Castle. If you have any questions or need further assistance on this or any other projects
please give us a call.

Respectfully submitted by:

Michelle Herbert
Structural Designer
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1) INTRODUCTION

This tower is a 169 ft Monopole tower designed by PIROD MANUFACTURES INC. in September of 2000. The
tower was originally designed for a wind speed of 80 mph per TIA/EIA-222-F.

2) ANALYSIS CRITERIA

This analysis has been performed in accordance with the 2016 Connecticut State Building Code based upon an
ultimate 3-second gust wind speed of 120 mph converted to a nominal 3-second gust wind speed of 93 mph per
Section 1609.3 and Appendix N as required for use in the ANSI/TIA-222-G-2005 Standard, “Structural Standard
for Antenna Supporting Structures and Antennas”, with ANSI/TIA-222-G-1-2007 and ANSI/TIA-222-G-2-2009
Addenda per Exception #5 of Section 1609.1.1. Risk Category II, Exposure Category C and Topographic
Category 1 with a maximum Topographic Factor were used in this analysis.

Table 1 - Proposed Antenna and Cable Information

Mounting
Level (ft)

Center
Line

Elevation
(ft)

Number
of

Antennas

Antenna
Manufacturer

Antenna Model
Number
of Feed
Lines

Feed
Line

Size (in)
Note

115.0 115.0 3 ericsson RRUS 12 B2 -- -- --

Table 2 - Existing and Reserved Antenna and Cable Information

Mounting
Level (ft)

Center
Line

Elevation
(ft)

Number
of

Antennas

Antenna
Manufacturer

Antenna Model
Number
of Feed
Lines

Feed
Line

Size (in)
Note

164.0

186.0 1 rfi antennas COL45-70 -- -- 1

168.0 2 rfi antennas COL45-70 -- -- 1

166.0

3 commscope ATBT-BOTTOM-24V

-- -- 1
3 commscope

LNX-6515DS-VTM w/
Mount Pipe

164.0

3 ems wireless
RR90-17-02DP w/ Mount

Pipe 11
12

7/8
1-5/8

1
3 rfs celwave ATMAA1412D-1A20

1 tower mounts Platform Mount [LP 403-1]

155.0 155.0

3 alcatel lucent 1900MHz RRH

4 1-1/4 1

3 alcatel lucent 800MHZ RRH

3 alcatel lucent TD-RRH8x20-25

3 rfs celwave
APXVSPP18-C-A20 w/

Mount Pipe

3 rfs celwave
APXVTM14-C-120 w/

Mount Pipe

1 tower mounts Platform Mount [LP 405-1]

144.0 144.0

3 alcatel lucent RRH2X60-AWS

2 1-5/8 2

3 alcatel lucent RRH2X60-PCS

3 alcatel lucent RRH2x60-700

6 commscope
SBNHH-1D65B w/ Mount

Pipe

1 rfs celwave DB-T1-6Z-8AB-0Z
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Mounting
Level (ft)

Center
Line

Elevation
(ft)

Number
of

Antennas

Antenna
Manufacturer

Antenna Model
Number
of Feed
Lines

Feed
Line

Size (in)
Note

144.0 144.0
6 antel

LPA-80080/6CF w/ Mount
Pipe 12 1-5/8 1

1 tower mounts Platform Mount [LP 403-1]

121.0
125.0 1 rfs celwave 201-4

2 1/2 1
121.0 1 tower mounts Pipe Mount [PM 601-1]

115.0 115.0

3 cci antennas DTMABP7819VG12A

2
4
12

3/8
5/8

1-5/8
1

6 cci antennas TPX-070821

3 ericsson RRUS 11

3 ericsson WCS RRUS-32-B30

3
kmw

communications
AM-X-CD-16-65-00T-RET

w/ Mount Pipe

3
powerwave

technologies
7770.00 w/ Mount Pipe

3 quintel technology QS66512-3 w/ Mount Pipe

2 raycap DC6-48-60-18-8F

1 tower mounts Platform Mount [LP 303-1]

105.0 105.0
3 rfs celwave

APXV18-206517S-C w/
Mount Pipe 1 1-5/8 1

1 tower mounts Pipe Mount [PM 601-3]

74.0

83.0 1 decibel DB810T3E-XT

1 7/8 1
74.0 1 tower mounts

Side Arm Mount [SO 306-
1]

Notes:
1) Existing Equipment
2) Reserved Equipment
3) Equipment To Be Removed
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3) ANALYSIS PROCEDURE

Table 3 - Documents Provided

Document Remarks Reference Source

4-GEOTECHNICAL REPORTS
Clarence Welti Assoc., N/A,

8/14/2000
3491991 CCISITES

4-TOWER FOUNDATION
DRAWINGS/DESIGN/SPECS

Pirod, A-117464, 9/1/2000 3678682 CCISITES

4-TOWER MANUFACTURER
DRAWINGS

Pirod, A-117464, 9/1/2000 3491992 CCISITES

3.1) Analysis Method

tnxTower (version 7.0.5.1), a commercially available analysis software package, was used to create a
three-dimensional model of the tower and calculate member stresses for various loading cases.
Selected output from the analysis is included in Appendix A.

3.2) Assumptions

1) Tower and structures were built in accordance with the manufacturer’s specifications.
2) The tower and structures have been maintained in accordance with the manufacturer’s

specification.
3) The configuration of antennas, transmission cables, mounts and other appurtenances are as

specified in Tables 1 and 2 and the referenced drawings.
4) In accordance with discussions with CCI Corporate Engineering: Based on the assumption that

the monopole manufacturer (ROHN/PiRod) has designed the flange plates at splices to
adequately develop the full capacity of the unreinforced shaft section using unpublished and/or
proprietary methodologies, we are assuming that if our analysis shows that both the existing
shaft and the existing flange bolts are at a usage capacity of 100% or less, then the existing
flange plates are at a usage capacity of 100% or less and no additional analysis of the flange
plate is required.

This analysis may be affected if any assumptions are not valid or have been made in error. Paul J.
Ford and Company should be notified to determine the effect on the structural integrity of the tower.
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4) ANALYSIS RESULTS

Table 4 - Section Capacity (Summary)

Section
No.

Elevation (ft)
Component

Type
Size

Critical
Element

P (K)
SF*P_allow

(K)
%

Capacity
Pass / Fail

L1 169 - 164.25 Pole TP26x18x0.25 1 -0.24 1506.86 0.1 Pass

L2 164.25 -
129.125

Pole TP34.0625x21.5x0.3125 2 -12.63 2369.54 20.3 Pass

L3 129.125 -
95.455

Pole TP41.75x32.1545x0.375 3 -23.94 3489.98 34.5 Pass

L4 95.455 -
62.625

Pole TP49.0625x39.805x0.375 4 -33.78 3910.90 49.5 Pass

L5 62.625 -
30.625

Pole TP56.125x46.9547x0.375 5 -44.95 4259.41 60.7 Pass

L6 30.625 - 0 Pole TP62.9375x53.8466x0.375 6 -59.81 4606.06 71.1 Pass

Summary

Pole (L6) 71.1 Pass

RATING = 71.1 Pass

Table 5 - Tower Component Stresses vs. Capacity

Notes Component Elevation (ft) % Capacity Pass / Fail

1 Anchor Rods 0 70.1 Pass

1,2 Base Plate 0 71.1 Pass

1
Base Foundation
Structural Steel

0 63.2 Pass

1
Base Foundation
Soil Interaction

0 11.0 Pass

Structure Rating (max from all components) = 71.1%

Notes:
1) See additional documentation in “Appendix C – Additional Calculations” for calculations supporting the % capacity

consumed.
2) See Assumption #4

4.1) Recommendations

The monopole and its foundation have sufficient capacity to carry the proposed loading configuration.
No modifications are required at this time.
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APPENDIX A

TNXTOWER OUTPUT
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Tower Input Data

There is a pole section.
This tower is designed using the TIA-222-G standard.
The following design criteria apply:

1) Tower is located in Litchfield County, Connecticut.
2) ASCE 7-10 Wind Data is used (wind speeds converted to nominal values).
3) Basic wind speed of 93 mph.
4) Structure Class II.
5) Exposure Category C.
6) Topographic Category 1.
7) Crest Height 0.00 ft.
8) Nominal ice thickness of 1.0000 in.
9) Ice thickness is considered to increase with height.
10) Ice density of 56 pcf.
11) A wind speed of 40 mph is used in combination with ice.
12) Temperature drop of 50 °F.
13) Deflections calculated using a wind speed of 60 mph.
14) A non-linear (P-delta) analysis was used.
15) Pressures are calculated at each section.
16) Stress ratio used in pole design is 1.
17) Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are

not considered.

Options

Consider Moments - Legs Distribute Leg Loads As Uniform Use ASCE 10 X-Brace Ly Rules
Consider Moments - Horizontals Assume Legs Pinned Calculate Redundant Bracing Forces

  Consider Moments - Diagonals √ Assume Rigid Index Plate   Ignore Redundant Members in FEA 
  Use Moment Magnification √ Use Clear Spans For Wind Area   SR Leg Bolts Resist Compression 
√ Use Code Stress Ratios   Use Clear Spans For KL/r   All Leg Panels Have Same Allowable 
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation 
  Escalate Ice √ Bypass Mast Stability Checks √ Consider Feed Line Torque 
  Always Use Max Kz √ Use Azimuth Dish Coefficients   Include Angle Block Shear Check 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-G Bracing Resist. 

Exemption
Include Bolts In Member Capacity Autocalc Torque Arm Areas Use TIA-222-G Tension Splice

Exemption
Leg Bolts Are At Top Of Section Add IBC .6D+W Combination Poles
Secondary Horizontal Braces Leg Sort Capacity Reports By Component √ Include Shear-Torsion Interaction
Use Diamond Inner Bracing (4 Sided) Triangulate Diamond Inner Bracing Always Use Sub-Critical Flow
SR Members Have Cut Ends Treat Feed Line Bundles As Cylinder Use Top Mounted Sockets
SR Members Are Concentric

Tapered Pole Section Geometry

Section Elevation

ft

Section
Length

ft

Splice
Length

ft

Number
of

Sides

Top
Diameter

in

Bottom
Diameter

in

Wall
Thickness

in

Bend
Radius

in

Pole Grade

L1 169.00-164.25 4.75 2.38 18 18.0000 26.0000 0.2500 1.0000 A572-65
(65 ksi)

L2 164.25-129.13 37.50 3.83 18 21.5000 34.0625 0.3125 1.2500 A572-65
(65 ksi)

L3 129.13-95.46 37.50 4.67 18 32.1544 41.7500 0.3750 1.5000 A572-65
(65 ksi)

L4 95.46-62.63 37.50 5.50 18 39.8050 49.0625 0.3750 1.5000 A572-65
(65 ksi)

L5 62.63-30.63 37.50 6.25 18 46.9547 56.1250 0.3750 1.5000 A572-65
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Section Elevation

ft

Section
Length

ft

Splice
Length

ft

Number
of

Sides

Top
Diameter

in

Bottom
Diameter

in

Wall
Thickness

in

Bend
Radius

in

Pole Grade

(65 ksi)
L6 30.63-0.00 36.88 18 53.8466 62.9375 0.3750 1.5000 A572-65

(65 ksi)

Tapered Pole Properties

Section Tip Dia.
in

Area
in2

I
in4

r
in

C
in

I/C
in3

J
in4

It/Q
in2

w
in

w/t

L1 18.2777 14.0846 560.6340 6.3012 9.1440 61.3117 1122.0058 7.0437 2.7280 10.912
26.4011 20.4326 1711.6544 9.1412 13.2080 129.5922 3425.5610 10.2183 4.1360 16.544

L2 22.6396 21.0154 1191.8828 7.5216 10.9220 109.1268 2385.3338 10.5097 3.2340 10.349
34.5880 33.4758 4817.4335 11.9812 17.3038 278.4040 9641.2058 16.7411 5.4450 17.424

L3 33.6456 37.8255 4826.3051 11.2817 16.3345 295.4677 9658.9607 18.9163 4.9992 13.331
42.3941 49.2466 10650.982

2
14.6881 21.2090 502.1916 21315.979

3
24.6280 6.6880 17.835

L4 41.5897 46.9316 9218.4328 13.9977 20.2210 455.8851 18448.995
5

23.4703 6.3457 16.922

49.8194 57.9503 17355.137
8

17.2841 24.9238 696.3293 34733.111
9

28.9807 7.9750 21.267

L5 49.0448 55.4415 15197.311
5

16.5358 23.8530 637.1235 30414.620
0

27.7260 7.6040 20.277

56.9908 66.3564 26056.150
6

19.7913 28.5115 913.8821 52146.586
5

33.1845 9.2180 24.581

L6 56.2419 63.6446 22990.358
3

18.9824 27.3541 840.4726 46010.967
8

31.8283 8.8170 23.512

63.9084 74.4650 36822.894
6

22.2097 31.9722 1151.7142 73694.241
7

37.2396 10.4170 27.779

Tower
Elevation

ft

Gusset
Area

(per face)

ft2

Gusset
Thickness

in

Gusset GradeAdjust. Factor
Af

Adjust.
Factor

Ar

Weight Mult. Double Angle
Stitch Bolt
Spacing

Diagonals
in

Double Angle
Stitch Bolt
Spacing

Horizontals
in

Double Angle
Stitch Bolt
Spacing

Redundants
in

L1 169.00-
164.25

1 1 1

L2 164.25-
129.13

1 1 1

L3 129.13-
95.46

1 1 1

L4 95.46-
62.63

1 1 1

L5 62.63-
30.63

1 1 1

L6 30.63-0.00 1 1 1

Feed Line/Linear Appurtenances - Entered As Area

Description Face
or

Leg

Allow
Shield

Component
Type

Placement

ft

Total
Number

CAAA

ft2/ft

Weight

plf

***
AVA7-50(1-5/8) C No Inside Pole 164.00 - 0.00 6 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.70
0.70
0.70

LDF7-50A(1-5/8) C No Inside Pole 164.00 - 0.00 6 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.82
0.82
0.82

810921-701(7/8) C No Inside Pole 164.00 - 0.00 11 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.34
0.34
0.34



December 28, 2016
169 Ft Monopole Tower Structural Analysis CCI BU No 826768
Project Number 37516-3909.001.7805, Application 371929, Revision 0 Page 10

tnxTower Report - version 7.0.5.1

Description Face
or

Leg

Allow
Shield

Component
Type

Placement

ft

Total
Number

CAAA

ft2/ft

Weight

plf

***
HB114-1-08U4-M6F(1-

1/4)
C No Inside Pole 155.00 - 0.00 3 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

1.30
1.30
1.30

HB114-21U3M12-
XXXF(1-1/4)

C No Inside Pole 155.00 - 0.00 1 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

1.22
1.22
1.22

***
LDF7-50A(1-5/8) C No Inside Pole 144.00 - 0.00 12 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.82
0.82
0.82

HB158-1-08U8-
S8J18(1-5/8)

C No Inside Pole 144.00 - 0.00 2 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

1.30
1.30
1.30

***
LDF4-50A(1/2) C No CaAa (Out Of

Face)
121.00 - 0.00 1 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.15
0.84
2.14

LDF4-50A(1/2) C No CaAa (Out Of
Face)

115.00 - 0.00 1 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.15
0.84
2.14

LDF4-50A(1/2) C No CaAa (Out Of
Face)

121.00 - 115.00 1 No Ice
1/2'' Ice
1'' Ice

0.06
0.16
0.26

0.15
0.84
2.14

***
LDF7-50A(1-5/8) C No CaAa (Out Of

Face)
115.00 - 0.00 12 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.82
2.33
4.46

FB-L98B-034-XXX(3/8) C No CaAa (Out Of
Face)

115.00 - 0.00 2 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.06
0.60
1.76

WR-VG82ST-
BRDA(5/8)

C No CaAa (Out Of
Face)

115.00 - 0.00 4 No Ice
1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.31
1.01
2.32

2'' (Nominal) Conduit C No CaAa (Out Of
Face)

115.00 - 0.00 2 No Ice
1/2'' Ice
1'' Ice

0.24
0.34
0.44

0.72
2.48
4.84

***
LDF7-50A(1-5/8) C No CaAa (Out Of

Face)
105.00 - 0.00 6 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.82
2.33
4.46

***
LDF5-50A(7/8) C No CaAa (Out Of

Face)
74.00 - 0.00 1 No Ice

1/2'' Ice
1'' Ice

0.00
0.00
0.00

0.33
1.26
2.81

Feed Line/Linear Appurtenances Section Areas

Tower
Sectio

n

Tower
Elevation

ft

Face AR

ft2

AF

ft2

CAAA

In Face
ft2

CAAA

Out Face
ft2

Weight

K

L1 169.00-164.25 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.00

L2 164.25-129.13 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.77

L3 129.13-95.46 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
9.659

0.00
0.00
1.33

L4 95.46-62.63 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
15.595

0.00
0.00
1.59

L5 62.63-30.63 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
15.200

0.00
0.00
1.55
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Tower
Sectio

n

Tower
Elevation

ft

Face AR

ft2

AF

ft2

CAAA

In Face
ft2

CAAA

Out Face
ft2

Weight

K

L6 30.63-0.00 A
B
C

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
14.547

0.00
0.00
1.49

Feed Line/Linear Appurtenances Section Areas - With Ice

Tower
Sectio

n

Tower
Elevation

ft

Face
or

Leg

Ice
Thickness

in

AR

ft2

AF

ft2

CAAA

In Face
ft2

CAAA

Out Face
ft2

Weight

K

L1 169.00-164.25 A
B
C

2.351 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.00

L2 164.25-129.13 A
B
C

2.320 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.00
0.00
0.77

L3 129.13-95.46 A
B
C

2.260 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
30.581

0.00
0.00
7.11

L4 95.46-62.63 A
B
C

2.182 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
45.266

0.00
0.00
12.02

L5 62.63-30.63 A
B
C

2.070 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
43.125

0.00
0.00
11.25

L6 30.63-0.00 A
B
C

1.852 0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
39.903

0.00
0.00
9.85

Feed Line Center of Pressure

Section Elevation

ft

CPX

in

CPZ

in

CPX

Ice
in

CPZ

Ice
in

L1 169.00-164.25 0.0000 0.0000 0.0000 0.0000
L2 164.25-129.13 0.0000 0.0000 0.0000 0.0000
L3 129.13-95.46 -0.3516 0.2030 -0.8572 0.4949
L4 95.46-62.63 -0.5403 0.3119 -1.2074 0.6971
L5 62.63-30.63 -0.5487 0.3168 -1.2427 0.7175
L6 30.63-0.00 -0.5550 0.3204 -1.2541 0.7240

Shielding Factor Ka

Tower
Section

Feed Line
Record No.

Description Feed Line
Segment

Elev.

Ka

No Ice
Ka

Ice

Discrete Tower Loads

Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

***
LNX-6515DS-VTM w/

Mount Pipe
A From Leg 4.00

0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

11.68
12.40
13.14

9.84
11.37
12.91

0.08
0.17
0.27

LNX-6515DS-VTM w/
Mount Pipe

B From Leg 4.00
0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

11.68
12.40
13.14

9.84
11.37
12.91

0.08
0.17
0.27

LNX-6515DS-VTM w/
Mount Pipe

C From Leg 4.00
0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

11.68
12.40
13.14

9.84
11.37
12.91

0.08
0.17
0.27

(2) COL45-70 A From Leg 4.00
0.00
4.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

1.38
2.32
3.27

1.38
2.32
3.27

0.01
0.02
0.03

COL45-70 C From Leg 4.00
0.00
22.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

1.38
2.32
3.27

1.38
2.32
3.27

0.01
0.02
0.03

RR90-17-02DP w/ Mount
Pipe

A From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

4.59
5.02
5.44

3.32
4.09
4.78

0.03
0.07
0.12

RR90-17-02DP w/ Mount
Pipe

B From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

4.59
5.02
5.44

3.32
4.09
4.78

0.03
0.07
0.12

RR90-17-02DP w/ Mount
Pipe

B From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

4.59
5.02
5.44

3.32
4.09
4.78

0.03
0.07
0.12

ATBT-BOTTOM-24V A From Leg 4.00
0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

0.10
0.15
0.20

0.06
0.10
0.15

0.00
0.00
0.01

ATBT-BOTTOM-24V B From Leg 4.00
0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

0.10
0.15
0.20

0.06
0.10
0.15

0.00
0.00
0.01

ATBT-BOTTOM-24V C From Leg 4.00
0.00
2.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

0.10
0.15
0.20

0.06
0.10
0.15

0.00
0.00
0.01

ATMAA1412D-1A20 A From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

1.00
1.13
1.26

0.41
0.50
0.59

0.01
0.02
0.03

ATMAA1412D-1A20 B From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

1.00
1.13
1.26

0.41
0.50
0.59

0.01
0.02
0.03

ATMAA1412D-1A20 C From Leg 4.00
0.00
0.00

0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

1.00
1.13
1.26

0.41
0.50
0.59

0.01
0.02
0.03

Platform Mount [LP 403-1] C None 0.0000 164.00 No Ice
1/2''
Ice

1'' Ice

18.85
24.30
29.75

18.85
24.30
29.75

1.50
1.80
2.09

***
APXVTM14-C-120 w/

Mount Pipe
A From Leg 4.00

0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

6.58
7.03
7.47

4.96
5.75
6.47

0.08
0.13
0.19
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

1'' Ice
APXVTM14-C-120 w/

Mount Pipe
B From Leg 4.00

0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

6.58
7.03
7.47

4.96
5.75
6.47

0.08
0.13
0.19

APXVTM14-C-120 w/
Mount Pipe

C From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

6.58
7.03
7.47

4.96
5.75
6.47

0.08
0.13
0.19

APXVSPP18-C-A20 w/
Mount Pipe

A From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.95
8.13
9.02

0.08
0.15
0.23

APXVSPP18-C-A20 w/
Mount Pipe

B From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.95
8.13
9.02

0.08
0.15
0.23

APXVSPP18-C-A20 w/
Mount Pipe

C From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.95
8.13
9.02

0.08
0.15
0.23

TD-RRH8x20-25 A From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

4.05
4.30
4.56

1.53
1.71
1.90

0.07
0.10
0.13

TD-RRH8x20-25 B From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

4.05
4.30
4.56

1.53
1.71
1.90

0.07
0.10
0.13

TD-RRH8x20-25 C From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

4.05
4.30
4.56

1.53
1.71
1.90

0.07
0.10
0.13

800MHZ RRH A From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.13
2.32
2.51

1.77
1.95
2.13

0.05
0.07
0.10

800MHZ RRH B From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.13
2.32
2.51

1.77
1.95
2.13

0.05
0.07
0.10

800MHZ RRH C From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.13
2.32
2.51

1.77
1.95
2.13

0.05
0.07
0.10

1900MHz RRH A From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.49
2.70
2.91

3.26
3.48
3.72

0.04
0.08
0.11

1900MHz RRH B From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.49
2.70
2.91

3.26
3.48
3.72

0.04
0.08
0.11

1900MHz RRH C From Leg 4.00
0.00
0.00

0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

2.49
2.70
2.91

3.26
3.48
3.72

0.04
0.08
0.11

Platform Mount [LP 405-1] C None 0.0000 155.00 No Ice
1/2''
Ice

1'' Ice

20.80
28.10
35.40

20.80
28.10
35.40

1.80
2.07
2.33

***
(2) LPA-80080/6CF w/

Mount Pipe
A From Leg 4.00

0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

4.56
5.11
5.61

10.26
11.43
12.31

0.05
0.11
0.19
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

1'' Ice
(2) LPA-80080/6CF w/

Mount Pipe
B From Leg 4.00

0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

4.56
5.11
5.61

10.26
11.43
12.31

0.05
0.11
0.19

(2) LPA-80080/6CF w/
Mount Pipe

C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

4.56
5.11
5.61

10.26
11.43
12.31

0.05
0.11
0.19

(2) SBNHH-1D65B w/
Mount Pipe

A From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

8.40
8.96
9.49

7.07
8.26
9.18

0.07
0.14
0.21

(2) SBNHH-1D65B w/
Mount Pipe

B From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

8.40
8.96
9.49

7.07
8.26
9.18

0.07
0.14
0.21

(2) SBNHH-1D65B w/
Mount Pipe

C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

8.40
8.96
9.49

7.07
8.26
9.18

0.07
0.14
0.21

RRH2X60-PCS A From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

2.20
2.39
2.59

1.72
1.90
2.09

0.06
0.08
0.10

RRH2X60-PCS B From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

2.20
2.39
2.59

1.72
1.90
2.09

0.06
0.08
0.10

RRH2X60-PCS C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

2.20
2.39
2.59

1.72
1.90
2.09

0.06
0.08
0.10

RRH2x60-700 A From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

3.50
3.76
4.03

1.82
2.05
2.29

0.06
0.08
0.11

RRH2x60-700 B From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

3.50
3.76
4.03

1.82
2.05
2.29

0.06
0.08
0.11

RRH2x60-700 C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

3.50
3.76
4.03

1.82
2.05
2.29

0.06
0.08
0.11

RRH2X60-AWS A From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

1.88
2.06
2.24

1.24
1.39
1.54

0.04
0.06
0.08

RRH2X60-AWS B From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

1.88
2.06
2.24

1.24
1.39
1.54

0.04
0.06
0.08

RRH2X60-AWS C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

1.88
2.06
2.24

1.24
1.39
1.54

0.04
0.06
0.08

DB-T1-6Z-8AB-0Z C From Leg 4.00
0.00
0.00

0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

4.80
5.07
5.35

2.00
2.19
2.39

0.04
0.08
0.12

Platform Mount [LP 403-1] C None 0.0000 144.00 No Ice
1/2''
Ice

1'' Ice

18.85
24.30
29.75

18.85
24.30
29.75

1.50
1.80
2.09
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

***
201-4 A From Leg 1.00

0.00
4.00

0.0000 121.00 No Ice
1/2''
Ice

1'' Ice

1.13
2.00
2.90

1.13
2.00
2.90

0.00
0.01
0.03

Pipe Mount [PM 601-1] C None 0.0000 121.00 No Ice
1/2''
Ice

1'' Ice

3.00
3.74
4.48

0.90
1.12
1.34

0.07
0.08
0.09

***
7770.00 w/ Mount Pipe A From Leg 4.00

0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

5.82
6.27
6.70

4.68
5.51
6.21

0.09
0.14
0.21

7770.00 w/ Mount Pipe B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

5.82
6.27
6.70

4.68
5.51
6.21

0.09
0.14
0.21

7770.00 w/ Mount Pipe C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

5.82
6.27
6.70

4.68
5.51
6.21

0.09
0.14
0.21

AM-X-CD-16-65-00T-RET
w/ Mount Pipe

A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.30
7.48
8.37

0.07
0.14
0.21

AM-X-CD-16-65-00T-RET
w/ Mount Pipe

B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.30
7.48
8.37

0.07
0.14
0.21

AM-X-CD-16-65-00T-RET
w/ Mount Pipe

C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.26
8.82
9.35

6.30
7.48
8.37

0.07
0.14
0.21

QS66512-3 w/ Mount Pipe A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.37
8.93
9.46

8.46
9.66
10.55

0.13
0.21
0.29

QS66512-3 w/ Mount Pipe B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.37
8.93
9.46

8.46
9.66
10.55

0.13
0.21
0.29

QS66512-3 w/ Mount Pipe C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

8.37
8.93
9.46

8.46
9.66
10.55

0.13
0.21
0.29

DTMABP7819VG12A A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.98
1.10
1.23

0.34
0.42
0.51

0.02
0.03
0.04

DTMABP7819VG12A B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.98
1.10
1.23

0.34
0.42
0.51

0.02
0.03
0.04

DTMABP7819VG12A C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.98
1.10
1.23

0.34
0.42
0.51

0.02
0.03
0.04

DC6-48-60-18-8F A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.92
1.46
1.64

0.92
1.46
1.64

0.02
0.04
0.06

DC6-48-60-18-8F B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

0.92
1.46
1.64

0.92
1.46
1.64

0.02
0.04
0.06
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

1'' Ice
RRUS 11 A From Leg 4.00

0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

2.79
3.00
3.21

1.19
1.34
1.50

0.05
0.07
0.10

RRUS 11 B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

2.79
3.00
3.21

1.19
1.34
1.50

0.05
0.07
0.10

RRUS 11 C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

2.79
3.00
3.21

1.19
1.34
1.50

0.05
0.07
0.10

WCS RRUS-32-B30 A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.31
3.56
3.81

2.42
2.64
2.86

0.08
0.10
0.14

WCS RRUS-32-B30 B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.31
3.56
3.81

2.42
2.64
2.86

0.08
0.10
0.14

WCS RRUS-32-B30 C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.31
3.56
3.81

2.42
2.64
2.86

0.08
0.10
0.14

(2) TPX-070821 A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.47
0.56
0.66

0.10
0.15
0.20

0.01
0.01
0.02

(2) TPX-070821 B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.47
0.56
0.66

0.10
0.15
0.20

0.01
0.01
0.02

(2) TPX-070821 C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

0.47
0.56
0.66

0.10
0.15
0.20

0.01
0.01
0.02

RRUS 12 B2 A From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.14
3.36
3.59

1.28
1.43
1.60

0.05
0.07
0.10

RRUS 12 B2 B From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.14
3.36
3.59

1.28
1.43
1.60

0.05
0.07
0.10

RRUS 12 B2 C From Leg 4.00
0.00
0.00

0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

3.14
3.36
3.59

1.28
1.43
1.60

0.05
0.07
0.10

Platform Mount [LP 303-1] C None 0.0000 115.00 No Ice
1/2''
Ice

1'' Ice

14.66
18.87
23.08

14.66
18.87
23.08

1.25
1.48
1.71

***
APXV18-206517S-C w/

Mount Pipe
A From Leg 1.00

0.00
0.00

0.0000 105.00 No Ice
1/2''
Ice

1'' Ice

5.40
5.96
6.48

4.70
5.86
6.73

0.05
0.10
0.15

APXV18-206517S-C w/
Mount Pipe

B From Leg 1.00
0.00
0.00

0.0000 105.00 No Ice
1/2''
Ice

1'' Ice

5.40
5.96
6.48

4.70
5.86
6.73

0.05
0.10
0.15

APXV18-206517S-C w/
Mount Pipe

C From Leg 1.00
0.00
0.00

0.0000 105.00 No Ice
1/2''
Ice

5.40
5.96
6.48

4.70
5.86
6.73

0.05
0.10
0.15



December 28, 2016
169 Ft Monopole Tower Structural Analysis CCI BU No 826768
Project Number 37516-3909.001.7805, Application 371929, Revision 0 Page 17

tnxTower Report - version 7.0.5.1

Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustmen

t

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

1'' Ice
Pipe Mount [PM 601-3] C None 0.0000 105.00 No Ice

1/2''
Ice

1'' Ice

4.39
5.48
6.57

4.39
5.48
6.57

0.20
0.24
0.28

***
DB810T3E-XT A From Leg 4.00

0.00
9.00

0.0000 74.00 No Ice
1/2''
Ice

1'' Ice

4.53
6.07
7.63

4.53
6.07
7.63

0.05
0.08
0.12

Side Arm Mount [SO 306-
1]

C None 0.0000 74.00 No Ice
1/2''
Ice

1'' Ice

0.98
1.70
2.42

2.18
3.80
5.42

0.04
0.06
0.08

Tower Pressures - No Ice

GH = 1.100

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
%

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

L1 169.00-
164.25

166.48 1.409 29.64 8.843 A
B
C

0.000
0.000
0.000

8.843
8.843
8.843

8.843 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
0.000

L2 164.25-
129.13

145.57 1.37 28.80 83.755 A
B
C

0.000
0.000
0.000

83.755
83.755
83.755

83.755 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
0.000

L3 129.13-
95.46

111.78 1.296 27.23 106.67
7

A
B
C

0.000
0.000
0.000

106.677
106.677
106.677

106.677 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
9.659

L4 95.46-
62.63

78.73 1.203 25.28 125.04
0

A
B
C

0.000
0.000
0.000

125.040
125.040
125.040

125.040 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

15.595
L5 62.63-

30.63
46.52 1.077 22.57 141.38

1
A
B
C

0.000
0.000
0.000

141.381
141.381
141.381

141.381 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

15.200
L6 30.63-0.00 15.32 0.853 18.67 153.31

7
A
B
C

0.000
0.000
0.000

153.317
153.317
153.317

153.317 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

14.547

Tower Pressure - With Ice

GH = 1.100

Section
Elevation

ft

z

ft

KZ qz

psf

tZ

in

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
%

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

L1 169.00-
164.25

166.48 1.409 5.48 2.3513 10.704 A
B
C

0.000
0.000
0.000

10.704
10.704
10.704

10.704 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
0.000

L2 164.25-
129.13

145.57 1.37 5.33 2.3200 97.520 A
B

0.000
0.000

97.520
97.520

97.520 100.00
100.00

0.000
0.000

0.000
0.000
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Section
Elevation

ft

z

ft

KZ qz

psf

tZ

in

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
%

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

C 0.000 97.520 100.00 0.000 0.000
L3 129.13-

95.46
111.78 1.296 5.04 2.2595 119.696 A

B
C

0.000
0.000
0.000

119.696
119.696
119.696

119.696 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

30.581
L4 95.46-62.63 78.73 1.203 4.68 2.1817 137.403 A

B
C

0.000
0.000
0.000

137.403
137.403
137.403

137.403 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

45.266
L5 62.63-30.63 46.52 1.077 4.18 2.0699 153.016 A

B
C

0.000
0.000
0.000

153.016
153.016
153.016

153.016 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

43.125
L6 30.63-0.00 15.32 0.853 3.45 1.8523 163.882 A

B
C

0.000
0.000
0.000

163.882
163.882
163.882

163.882 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

39.903

Tower Pressure - Service

GH = 1.100

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
%

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

L1 169.00-
164.25

166.48 1.409 11.04 8.843 A
B
C

0.000
0.000
0.000

8.843
8.843
8.843

8.843 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
0.000

L2 164.25-
129.13

145.57 1.37 10.73 83.755 A
B
C

0.000
0.000
0.000

83.755
83.755
83.755

83.755 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
0.000

L3 129.13-
95.46

111.78 1.296 10.14 106.67
7

A
B
C

0.000
0.000
0.000

106.677
106.677
106.677

106.677 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000
9.659

L4 95.46-
62.63

78.73 1.203 9.41 125.04
0

A
B
C

0.000
0.000
0.000

125.040
125.040
125.040

125.040 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

15.595
L5 62.63-

30.63
46.52 1.077 8.41 141.38

1
A
B
C

0.000
0.000
0.000

141.381
141.381
141.381

141.381 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

15.200
L6 30.63-0.00 15.32 0.853 6.95 153.31

7
A
B
C

0.000
0.000
0.000

153.317
153.317
153.317

153.317 100.00
100.00
100.00

0.000
0.000
0.000

0.000
0.000

14.547

Load Combinations

Comb.
No.

Description

1 Dead Only
2 1.2 Dead+1.6 Wind 0 deg - No Ice
3 0.9 Dead+1.6 Wind 0 deg - No Ice
4 1.2 Dead+1.6 Wind 30 deg - No Ice
5 0.9 Dead+1.6 Wind 30 deg - No Ice
6 1.2 Dead+1.6 Wind 60 deg - No Ice
7 0.9 Dead+1.6 Wind 60 deg - No Ice
8 1.2 Dead+1.6 Wind 90 deg - No Ice
9 0.9 Dead+1.6 Wind 90 deg - No Ice
10 1.2 Dead+1.6 Wind 120 deg - No Ice
11 0.9 Dead+1.6 Wind 120 deg - No Ice
12 1.2 Dead+1.6 Wind 150 deg - No Ice
13 0.9 Dead+1.6 Wind 150 deg - No Ice
14 1.2 Dead+1.6 Wind 180 deg - No Ice
15 0.9 Dead+1.6 Wind 180 deg - No Ice
16 1.2 Dead+1.6 Wind 210 deg - No Ice
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Comb.
No.

Description

17 0.9 Dead+1.6 Wind 210 deg - No Ice
18 1.2 Dead+1.6 Wind 240 deg - No Ice
19 0.9 Dead+1.6 Wind 240 deg - No Ice
20 1.2 Dead+1.6 Wind 270 deg - No Ice
21 0.9 Dead+1.6 Wind 270 deg - No Ice
22 1.2 Dead+1.6 Wind 300 deg - No Ice
23 0.9 Dead+1.6 Wind 300 deg - No Ice
24 1.2 Dead+1.6 Wind 330 deg - No Ice
25 0.9 Dead+1.6 Wind 330 deg - No Ice
26 1.2 Dead+1.0 Ice+1.0 Temp
27 1.2 Dead+1.0 Wind 0 deg+1.0 Ice+1.0 Temp
28 1.2 Dead+1.0 Wind 30 deg+1.0 Ice+1.0 Temp
29 1.2 Dead+1.0 Wind 60 deg+1.0 Ice+1.0 Temp
30 1.2 Dead+1.0 Wind 90 deg+1.0 Ice+1.0 Temp
31 1.2 Dead+1.0 Wind 120 deg+1.0 Ice+1.0 Temp
32 1.2 Dead+1.0 Wind 150 deg+1.0 Ice+1.0 Temp
33 1.2 Dead+1.0 Wind 180 deg+1.0 Ice+1.0 Temp
34 1.2 Dead+1.0 Wind 210 deg+1.0 Ice+1.0 Temp
35 1.2 Dead+1.0 Wind 240 deg+1.0 Ice+1.0 Temp
36 1.2 Dead+1.0 Wind 270 deg+1.0 Ice+1.0 Temp
37 1.2 Dead+1.0 Wind 300 deg+1.0 Ice+1.0 Temp
38 1.2 Dead+1.0 Wind 330 deg+1.0 Ice+1.0 Temp
39 Dead+Wind 0 deg - Service
40 Dead+Wind 30 deg - Service
41 Dead+Wind 60 deg - Service
42 Dead+Wind 90 deg - Service
43 Dead+Wind 120 deg - Service
44 Dead+Wind 150 deg - Service
45 Dead+Wind 180 deg - Service
46 Dead+Wind 210 deg - Service
47 Dead+Wind 240 deg - Service
48 Dead+Wind 270 deg - Service
49 Dead+Wind 300 deg - Service
50 Dead+Wind 330 deg - Service

Maximum Member Forces

Sectio
n

No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Axial

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft

L1 169 - 164.25 Pole Max Tension 20 0.00 -0.00 -0.00
Max. Compression 26 -0.51 0.00 -0.00

Max. Mx 20 -0.24 0.40 0.00
Max. My 2 -0.24 -0.00 0.40
Max. Vy 20 -0.22 0.40 0.00
Max. Vx 2 -0.22 -0.00 0.40

Max. Torque 32 0.00
L2 164.25 -

129.125
Pole Max Tension 1 0.00 0.00 0.00

Max. Compression 26 -33.66 -0.24 -0.08
Max. Mx 8 -12.63 -311.22 -1.36
Max. My 14 -12.64 -1.26 -310.58
Max. Vy 20 -16.06 311.11 1.16
Max. Vx 2 -16.00 1.27 310.46

Max. Torque 24 -1.24
L3 129.125 -

95.455
Pole Max Tension 1 0.00 0.00 0.00

Max. Compression 26 -61.61 7.92 -4.50
Max. Mx 20 -23.94 972.66 1.29
Max. My 14 -23.95 -1.21 -970.03
Max. Vy 20 -25.21 972.66 1.29
Max. Vx 2 -25.15 1.93 969.62

Max. Torque 24 -0.82
L4 95.455 -

62.625
Pole Max Tension 1 0.00 0.00 0.00

Max. Compression 26 -85.58 25.82 -13.13
Max. Mx 20 -33.78 1849.07 1.32
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Sectio
n

No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Axial

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft

Max. My 14 -33.78 -0.47 -1843.73
Max. Vy 20 -29.58 1849.07 1.32
Max. Vx 2 -29.52 3.27 1842.92

Max. Torque 17 -0.79
L5 62.625 -

30.625
Pole Max Tension 1 0.00 0.00 0.00

Max. Compression 26 -110.92 46.03 -24.75
Max. Mx 20 -44.95 2835.91 0.88
Max. My 14 -44.95 0.51 -2828.17
Max. Vy 20 -33.39 2835.91 0.88
Max. Vx 2 -33.33 4.82 2826.02

Max. Torque 15 -1.72
L6 30.625 - 0 Pole Max Tension 1 0.00 0.00 0.00

Max. Compression 26 -141.40 69.83 -38.47
Max. Mx 20 -59.81 4140.74 0.22
Max. My 14 -59.81 1.88 -4130.15
Max. Vy 20 -37.10 4140.74 0.22
Max. Vx 2 -37.05 6.83 4126.18

Max. Torque 13 -2.99

Maximum Reactions

Location Condition Gov.
Load

Comb.

Vertical
K

Horizontal, X
K

Horizontal, Z
K

Pole Max. Vert 26 141.40 -0.00 0.00
Max. Hx 21 44.87 37.07 0.01
Max. Hz 2 59.83 0.01 37.02
Max. Mx 2 4126.18 0.01 37.02
Max. Mz 8 4132.04 -37.07 -0.01

Max. Torsion 25 2.99 18.55 32.07
Min. Vert 21 44.87 37.07 0.01
Min. Hx 9 44.87 -37.07 -0.01
Min. Hz 15 44.87 -0.01 -37.02
Min. Mx 14 -4130.15 -0.01 -37.02
Min. Mz 20 -4140.74 37.07 0.01

Min. Torsion 13 -2.99 -18.55 -32.07

Tower Mast Reaction Summary

Load
Combination

Vertical

K

Shearx

K

Shearz

K

Overturning
Moment, Mx

kip-ft

Overturning
Moment, Mz

kip-ft

Torque

kip-ft
Dead Only 49.86 -0.00 0.00 1.82 3.52 0.00
1.2 Dead+1.6 Wind 0 deg -
No Ice

59.83 -0.01 -37.02 -4126.18 6.83 -2.96

0.9 Dead+1.6 Wind 0 deg -
No Ice

44.87 -0.01 -37.02 -4086.34 5.68 -2.96

1.2 Dead+1.6 Wind 30 deg -
No Ice

59.83 18.53 -32.06 -3572.13 -2062.14 -2.14

0.9 Dead+1.6 Wind 30 deg -
No Ice

44.87 18.53 -32.06 -3537.94 -2043.16 -2.14

1.2 Dead+1.6 Wind 60 deg -
No Ice

59.83 32.11 -18.50 -2059.99 -3577.39 -0.75

0.9 Dead+1.6 Wind 60 deg -
No Ice

44.87 32.11 -18.50 -2040.51 -3543.66 -0.75

1.2 Dead+1.6 Wind 90 deg -
No Ice

59.83 37.07 0.01 4.73 -4132.04 0.84

0.9 Dead+1.6 Wind 90 deg -
No Ice

44.87 37.07 0.01 4.11 -4093.18 0.85

1.2 Dead+1.6 Wind 120 deg 59.83 32.11 18.52 2068.77 -3579.85 2.21
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Load
Combination

Vertical

K

Shearx

K

Shearz

K

Overturning
Moment, Mx

kip-ft

Overturning
Moment, Mz

kip-ft

Torque

kip-ft

- No Ice
0.9 Dead+1.6 Wind 120 deg
- No Ice

44.87 32.11 18.52 2048.08 -3546.08 2.21

1.2 Dead+1.6 Wind 150 deg
- No Ice

59.83 18.55 32.07 3579.09 -2066.42 2.99

0.9 Dead+1.6 Wind 150 deg
- No Ice

44.87 18.55 32.07 3543.72 -2047.37 2.99

1.2 Dead+1.6 Wind 180 deg
- No Ice

59.83 0.01 37.02 4130.15 1.88 2.96

0.9 Dead+1.6 Wind 180 deg
- No Ice

44.87 0.01 37.02 4089.69 0.80 2.96

1.2 Dead+1.6 Wind 210 deg
- No Ice

59.83 -18.53 32.06 3576.63 2070.84 2.14

0.9 Dead+1.6 Wind 210 deg
- No Ice

44.87 -18.53 32.06 3541.29 2049.63 2.14

1.2 Dead+1.6 Wind 240 deg
- No Ice

59.83 -32.11 18.50 2064.49 3586.09 0.75

0.9 Dead+1.6 Wind 240 deg
- No Ice

44.87 -32.11 18.50 2043.86 3550.13 0.75

1.2 Dead+1.6 Wind 270 deg
- No Ice

59.83 -37.07 -0.01 -0.22 4140.74 -0.85

0.9 Dead+1.6 Wind 270 deg
- No Ice

44.87 -37.07 -0.01 -0.76 4099.65 -0.85

1.2 Dead+1.6 Wind 300 deg
- No Ice

59.83 -32.11 -18.52 -2064.27 3588.56 -2.21

0.9 Dead+1.6 Wind 300 deg
- No Ice

44.87 -32.11 -18.52 -2044.73 3552.56 -2.22

1.2 Dead+1.6 Wind 330 deg
- No Ice

59.83 -18.55 -32.07 -3574.59 2075.13 -2.99

0.9 Dead+1.6 Wind 330 deg
- No Ice

44.87 -18.55 -32.07 -3540.37 2053.85 -2.99

1.2 Dead+1.0 Ice+1.0 Temp 141.40 0.00 -0.00 38.47 69.83 0.00
1.2 Dead+1.0 Wind 0
deg+1.0 Ice+1.0 Temp

141.40 0.01 -8.92 -1010.92 68.57 -1.11

1.2 Dead+1.0 Wind 30
deg+1.0 Ice+1.0 Temp

141.40 4.47 -7.73 -871.03 -456.73 -0.90

1.2 Dead+1.0 Wind 60
deg+1.0 Ice+1.0 Temp

141.40 7.73 -4.47 -487.41 -840.88 -0.46

1.2 Dead+1.0 Wind 90
deg+1.0 Ice+1.0 Temp

141.40 8.93 -0.01 37.14 -980.97 0.11

1.2 Dead+1.0 Wind 120
deg+1.0 Ice+1.0 Temp

141.40 7.73 4.45 562.06 -839.46 0.65

1.2 Dead+1.0 Wind 150
deg+1.0 Ice+1.0 Temp

141.40 4.46 7.72 946.72 -454.26 1.02

1.2 Dead+1.0 Wind 180
deg+1.0 Ice+1.0 Temp

141.40 -0.01 8.92 1088.03 71.41 1.11

1.2 Dead+1.0 Wind 210
deg+1.0 Ice+1.0 Temp

141.40 -4.47 7.73 948.23 596.76 0.90

1.2 Dead+1.0 Wind 240
deg+1.0 Ice+1.0 Temp

141.40 -7.73 4.47 564.58 980.95 0.46

1.2 Dead+1.0 Wind 270
deg+1.0 Ice+1.0 Temp

141.40 -8.93 0.01 39.98 1120.94 -0.11

1.2 Dead+1.0 Wind 300
deg+1.0 Ice+1.0 Temp

141.40 -7.73 -4.45 -484.95 979.43 -0.65

1.2 Dead+1.0 Wind 330
deg+1.0 Ice+1.0 Temp

141.40 -4.46 -7.72 -869.60 594.23 -1.01

Dead+Wind 0 deg - Service 49.86 -0.00 -8.62 -953.46 4.19 0.23
Dead+Wind 30 deg - Service 49.86 4.31 -7.46 -825.19 -474.54 0.03
Dead+Wind 60 deg - Service 49.86 7.47 -4.31 -475.30 -825.14 -0.17
Dead+Wind 90 deg - Service 49.86 8.63 0.00 2.44 -953.68 -0.33
Dead+Wind 120 deg -
Service

49.86 7.47 4.31 480.03 -825.72 -0.40

Dead+Wind 150 deg -
Service

49.86 4.32 7.46 829.49 -475.53 -0.36

Dead+Wind 180 deg -
Service

49.86 0.00 8.62 957.20 3.04 -0.23

Dead+Wind 210 deg -
Service

49.86 -4.31 7.46 828.92 481.77 -0.03

Dead+Wind 240 deg - 49.86 -7.47 4.31 479.04 832.37 0.17
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Load
Combination

Vertical

K

Shearx

K

Shearz

K

Overturning
Moment, Mx

kip-ft

Overturning
Moment, Mz

kip-ft

Torque

kip-ft

Service
Dead+Wind 270 deg -
Service

49.86 -8.63 -0.00 1.30 960.91 0.33

Dead+Wind 300 deg -
Service

49.86 -7.47 -4.31 -476.29 832.94 0.40

Dead+Wind 330 deg -
Service

49.86 -4.32 -7.46 -825.76 482.76 0.36

Solution Summary

Load
Comb.

Sum of Applied Forces Sum of Reactions
% ErrorPX

K
PY
K

PZ
K

PX
K

PY
K

PZ
K

1 0.00 -49.86 0.00 0.00 49.86 -0.00 0.000%
2 -0.01 -59.83 -37.02 0.01 59.83 37.02 0.004%
3 -0.01 -44.87 -37.02 0.01 44.87 37.02 0.007%
4 18.53 -59.83 -32.06 -18.53 59.83 32.06 0.000%
5 18.53 -44.87 -32.06 -18.53 44.87 32.06 0.000%
6 32.11 -59.83 -18.50 -32.11 59.83 18.50 0.000%
7 32.11 -44.87 -18.50 -32.11 44.87 18.50 0.000%
8 37.08 -59.83 0.01 -37.07 59.83 -0.01 0.009%
9 37.08 -44.87 0.01 -37.07 44.87 -0.01 0.007%
10 32.11 -59.83 18.52 -32.11 59.83 -18.52 0.000%
11 32.11 -44.87 18.52 -32.11 44.87 -18.52 0.000%
12 18.55 -59.83 32.07 -18.55 59.83 -32.07 0.000%
13 18.55 -44.87 32.07 -18.55 44.87 -32.07 0.000%
14 0.01 -59.83 37.02 -0.01 59.83 -37.02 0.009%
15 0.01 -44.87 37.02 -0.01 44.87 -37.02 0.007%
16 -18.53 -59.83 32.06 18.53 59.83 -32.06 0.000%
17 -18.53 -44.87 32.06 18.53 44.87 -32.06 0.000%
18 -32.11 -59.83 18.50 32.11 59.83 -18.50 0.000%
19 -32.11 -44.87 18.50 32.11 44.87 -18.50 0.000%
20 -37.08 -59.83 -0.01 37.07 59.83 0.01 0.009%
21 -37.08 -44.87 -0.01 37.07 44.87 0.01 0.007%
22 -32.11 -59.83 -18.52 32.11 59.83 18.52 0.000%
23 -32.11 -44.87 -18.52 32.11 44.87 18.52 0.000%
24 -18.55 -59.83 -32.07 18.55 59.83 32.07 0.000%
25 -18.55 -44.87 -32.07 18.55 44.87 32.07 0.000%
26 0.00 -141.40 0.00 -0.00 141.40 0.00 0.000%
27 0.01 -141.40 -8.92 -0.01 141.40 8.92 0.001%
28 4.47 -141.40 -7.73 -4.47 141.40 7.73 0.001%
29 7.73 -141.40 -4.47 -7.73 141.40 4.47 0.001%
30 8.93 -141.40 -0.01 -8.93 141.40 0.01 0.001%
31 7.73 -141.40 4.45 -7.73 141.40 -4.45 0.001%
32 4.46 -141.40 7.72 -4.46 141.40 -7.72 0.001%
33 -0.01 -141.40 8.92 0.01 141.40 -8.92 0.001%
34 -4.47 -141.40 7.73 4.47 141.40 -7.73 0.000%
35 -7.73 -141.40 4.47 7.73 141.40 -4.47 0.000%
36 -8.93 -141.40 0.01 8.93 141.40 -0.01 0.001%
37 -7.73 -141.40 -4.45 7.73 141.40 4.45 0.001%
38 -4.46 -141.40 -7.72 4.46 141.40 7.72 0.001%
39 -0.00 -49.86 -8.62 0.00 49.86 8.62 0.002%
40 4.31 -49.86 -7.46 -4.31 49.86 7.46 0.002%
41 7.47 -49.86 -4.31 -7.47 49.86 4.31 0.002%
42 8.63 -49.86 0.00 -8.63 49.86 -0.00 0.002%
43 7.48 -49.86 4.31 -7.47 49.86 -4.31 0.002%
44 4.32 -49.86 7.46 -4.32 49.86 -7.46 0.002%
45 0.00 -49.86 8.62 -0.00 49.86 -8.62 0.002%
46 -4.31 -49.86 7.46 4.31 49.86 -7.46 0.002%
47 -7.47 -49.86 4.31 7.47 49.86 -4.31 0.002%
48 -8.63 -49.86 -0.00 8.63 49.86 0.00 0.002%
49 -7.48 -49.86 -4.31 7.47 49.86 4.31 0.002%
50 -4.32 -49.86 -7.46 4.32 49.86 7.46 0.002%
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Non-Linear Convergence Results

Load
Combination

Converged? Number
of Cycles

Displacement
Tolerance

Force
Tolerance

1 Yes 6 0.00000001 0.00000001
2 Yes 14 0.00005598 0.00006731
3 Yes 13 0.00009295 0.00013616
4 Yes 17 0.00000001 0.00011862
5 Yes 17 0.00000001 0.00008981
6 Yes 17 0.00000001 0.00012058
7 Yes 17 0.00000001 0.00009132
8 Yes 13 0.00013532 0.00011026
9 Yes 13 0.00009293 0.00010331
10 Yes 17 0.00000001 0.00012149
11 Yes 17 0.00000001 0.00009196
12 Yes 17 0.00000001 0.00011951
13 Yes 17 0.00000001 0.00009043
14 Yes 13 0.00013533 0.00014758
15 Yes 13 0.00009294 0.00013156
16 Yes 17 0.00000001 0.00012162
17 Yes 17 0.00000001 0.00009202
18 Yes 17 0.00000001 0.00011983
19 Yes 17 0.00000001 0.00009061
20 Yes 13 0.00013531 0.00011022
21 Yes 13 0.00009293 0.00010334
22 Yes 17 0.00000001 0.00012028
23 Yes 17 0.00000001 0.00009098
24 Yes 17 0.00000001 0.00012209
25 Yes 17 0.00000001 0.00009241
26 Yes 12 0.00000001 0.00005710
27 Yes 15 0.00011017 0.00012419
28 Yes 15 0.00011017 0.00013389
29 Yes 15 0.00011020 0.00013398
30 Yes 15 0.00011024 0.00012061
31 Yes 15 0.00011010 0.00014059
32 Yes 15 0.00011003 0.00014164
33 Yes 15 0.00011002 0.00013202
34 Yes 16 0.00000001 0.00007378
35 Yes 16 0.00000001 0.00007361
36 Yes 15 0.00010997 0.00013489
37 Yes 15 0.00010995 0.00014842
38 Yes 15 0.00011000 0.00014747
39 Yes 13 0.00010967 0.00003295
40 Yes 13 0.00010959 0.00004258
41 Yes 13 0.00010960 0.00004273
42 Yes 13 0.00010968 0.00003304
43 Yes 13 0.00010960 0.00003674
44 Yes 13 0.00010959 0.00004768
45 Yes 13 0.00010967 0.00003309
46 Yes 13 0.00010957 0.00004038
47 Yes 13 0.00010957 0.00004044
48 Yes 13 0.00010966 0.00003326
49 Yes 13 0.00010958 0.00004808
50 Yes 13 0.00010959 0.00003691

Maximum Tower Deflections - Service Wind

Section
No.

Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°

L1 169 - 164.25 20.237 48 0.9590 0.0022
L2 166.625 -

129.125
19.760 48 0.9590 0.0022

L3 132.955 - 95.455 13.174 48 0.8808 0.0009
L4 100.125 - 62.625 7.647 48 0.7073 0.0006
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Section
No.

Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°

L5 68.125 - 30.625 3.584 48 0.4872 0.0004
L6 36.875 - 0 1.076 48 0.2615 0.0002

Critical Deflections and Radius of Curvature - Service Wind

Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft

164.00 LNX-6515DS-VTM w/ Mount
Pipe

48 19.233 0.9581 0.0022 120419

155.00 APXVTM14-C-120 w/ Mount
Pipe

48 17.434 0.9476 0.0019 36279

144.00 (2) LPA-80080/6CF w/ Mount
Pipe

48 15.271 0.9207 0.0014 19523

121.00 201-4 48 11.024 0.8262 0.0007 11323
115.00 7770.00 w/ Mount Pipe 48 10.001 0.7948 0.0006 10525
105.00 APXV18-206517S-C w/ Mount

Pipe
48 8.388 0.7374 0.0006 9413

74.00 DB810T3E-XT 48 4.224 0.5294 0.0004 8633

Maximum Tower Deflections - Design Wind

Section
No.

Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°

L1 169 - 164.25 87.364 20 4.1493 0.0052
L2 166.625 -

129.125
85.303 20 4.1493 0.0052

L3 132.955 - 95.455 56.858 20 3.8069 0.0010
L4 100.125 - 62.625 32.997 20 3.0548 0.0017
L5 68.125 - 30.625 15.459 20 2.1030 0.0016
L6 36.875 - 0 4.640 20 1.1281 0.0010

Critical Deflections and Radius of Curvature - Design Wind

Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft

164.00 LNX-6515DS-VTM w/ Mount
Pipe

20 83.026 4.1455 0.0051 29310

155.00 APXVTM14-C-120 w/ Mount
Pipe

20 75.253 4.0993 0.0040 8553

144.00 (2) LPA-80080/6CF w/ Mount
Pipe

20 65.915 3.9811 0.0020 4571

121.00 201-4 20 47.577 3.5692 0.0010 2638
115.00 7770.00 w/ Mount Pipe 20 43.159 3.4333 0.0009 2450
105.00 APXV18-206517S-C w/ Mount

Pipe
20 36.196 3.1849 0.0015 2188

74.00 DB810T3E-XT 20 18.222 2.2854 0.0018 2003

Compression Checks
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Pole Design Data

Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r A

in2

Pu

K

Pn

K

Ratio
Pu

Pn

L1 169 - 164.25
(1)

TP26x18x0.25 4.75 0.00 0.0 20.432
6

-0.24 1506.86 0.000

L2 164.25 -
129.125 (2)

TP34.0625x21.5x0.3125 37.50 0.00 0.0 32.203
2

-12.63 2369.54 0.005

L3 129.125 -
95.455 (3)

TP41.75x32.1545x0.375 37.50 0.00 0.0 47.824
3

-23.94 3489.98 0.007

L4 95.455 -
62.625 (4)

TP49.0625x39.805x0.375 37.50 0.00 0.0 56.334
2

-33.78 3910.90 0.009

L5 62.625 -
30.625 (5)

TP56.125x46.9547x0.375 37.50 0.00 0.0 64.537
3

-44.95 4259.41 0.011

L6 30.625 - 0 (6) TP62.9375x53.8466x0.37
5

36.88 0.00 0.0 74.465
0

-59.81 4606.06 0.013

Pole Bending Design Data

Section
No.

Elevation

ft

Size Mux

kip-ft

Mnx

kip-ft

Ratio
Mux

Mnx

Muy

kip-ft

Mny

kip-ft

Ratio
Muy

Mny

L1 169 - 164.25
(1)

TP26x18x0.25 0.40 796.43 0.001 0.00 796.43 0.000

L2 164.25 -
129.125 (2)

TP34.0625x21.5x0.3125 312.25 1579.20 0.198 0.00 1579.20 0.000

L3 129.125 -
95.455 (3)

TP41.75x32.1545x0.375 973.42 2879.33 0.338 0.00 2879.33 0.000

L4 95.455 -
62.625 (4)

TP49.0625x39.805x0.375 1849.53 3806.06 0.486 0.00 3806.06 0.000

L5 62.625 -
30.625 (5)

TP56.125x46.9547x0.375 2835.91 4753.58 0.597 0.00 4753.58 0.000

L6 30.625 - 0 (6) TP62.9375x53.8466x0.37
5

4140.74 5936.64 0.697 0.00 5936.64 0.000

Pole Shear Design Data

Section
No.

Elevation

ft

Size Actual
Vu

K

Vn

K

Ratio
Vu

Vn

Actual
Tu

kip-ft

Tn

kip-ft

Ratio
Tu

Tn

L1 169 - 164.25
(1)

TP26x18x0.25 0.22 753.43 0.000 0.00 1594.80 0.000

L2 164.25 -
129.125 (2)

TP34.0625x21.5x0.3125 16.06 1184.77 0.014 0.62 3162.27 0.000

L3 129.125 -
95.455 (3)

TP41.75x32.1545x0.375 25.21 1744.99 0.014 0.36 5765.70 0.000

L4 95.455 -
62.625 (4)

TP49.0625x39.805x0.375 29.58 1955.45 0.015 0.20 7621.42 0.000

L5 62.625 -
30.625 (5)

TP56.125x46.9547x0.375 33.39 2129.70 0.016 0.13 9518.75 0.000

L6 30.625 - 0 (6) TP62.9375x53.8466x0.37
5

37.10 2303.03 0.016 0.85 11887.83 0.000

Pole Interaction Design Data
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Section
No.

Elevation

ft

Ratio
Pu

Pn

Ratio
Mux

Mnx

Ratio
Muy

Mny

Ratio
Vu

Vn

Ratio
Tu

Tn

Comb.
Stress
Ratio

Allow.
Stress
Ratio

Criteria

L1 169 - 164.25
(1)

0.000 0.001 0.000 0.000 0.000 0.001 1.000
4.8.2

L2 164.25 -
129.125 (2)

0.005 0.198 0.000 0.014 0.000 0.203 1.000
4.8.2

L3 129.125 -
95.455 (3)

0.007 0.338 0.000 0.014 0.000 0.345 1.000
4.8.2

L4 95.455 -
62.625 (4)

0.009 0.486 0.000 0.015 0.000 0.495 1.000
4.8.2

L5 62.625 -
30.625 (5)

0.011 0.597 0.000 0.016 0.000 0.607 1.000
4.8.2

L6 30.625 - 0 (6) 0.013 0.697 0.000 0.016 0.000 0.711 1.000
4.8.2

Section Capacity Table

Section
No.

Elevation
ft

Component
Type

Size Critical
Element

P
K

øPallow

K
%

Capacity
Pass
Fail

L1 169 - 164.25 Pole TP26x18x0.25 1 -0.24 1506.86 0.1 Pass
L2 164.25 -

129.125
Pole TP34.0625x21.5x0.3125 2 -12.63 2369.54 20.3 Pass

L3 129.125 -
95.455

Pole TP41.75x32.1545x0.375 3 -23.94 3489.98 34.5 Pass

L4 95.455 - 62.625 Pole TP49.0625x39.805x0.375 4 -33.78 3910.90 49.5 Pass
L5 62.625 - 30.625 Pole TP56.125x46.9547x0.375 5 -44.95 4259.41 60.7 Pass
L6 30.625 - 0 Pole TP62.9375x53.8466x0.375 6 -59.81 4606.06 71.1 Pass

Summary
Pole (L6) 71.1 Pass

RATING = 71.1 Pass
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APPENDIX B

BASE LEVEL DRAWING
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APPENDIX C

ADDITIONAL CALCULATIONS



Paul J. Ford and Company
250 E Broad St, Suite 600

Columbus, OH 43215
Phone: (614) 221-6679
FAX: (555) 555-1235

Job:
169-Ft. Monopole / Plymouth/Rt.6

Project: 37516-3909.001 / BU# 826768
Client: Crown Castle Drawn by: mherbert App'd:

Code: TIA-222-G Date: 12/28/16 Scale: NTS
Path:

G:\TOWER\375_Crown_Castle\2016\37516-3909_826768_PLYMOUTH-RT 6\37516-3909.001.7805_SA_1339320\37516-3909.001.7805.eri
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LNX-6515DS-VTM w/ Mount Pipe 164LNX-6515DS-VTM w/ Mount Pipe 164LNX-6515DS-VTM w/ Mount Pipe 164(2) COL45-70 164COL45-70 164RR90-17-02DP w/ Mount Pipe 164RR90-17-02DP w/ Mount Pipe 164RR90-17-02DP w/ Mount Pipe 164ATBT-BOTTOM-24V 164ATBT-BOTTOM-24V 164ATBT-BOTTOM-24V 164ATMAA1412D-1A20 164ATMAA1412D-1A20 164ATMAA1412D-1A20 164Platform Mount [LP 403-1] 164APXVTM14-C-120 w/ Mount Pipe 155APXVTM14-C-120 w/ Mount Pipe 155APXVTM14-C-120 w/ Mount Pipe 155APXVSPP18-C-A20 w/ Mount Pipe 155APXVSPP18-C-A20 w/ Mount Pipe 155APXVSPP18-C-A20 w/ Mount Pipe 155TD-RRH8x20-25 155TD-RRH8x20-25 155TD-RRH8x20-25 155800MHZ RRH 155800MHZ RRH 155800MHZ RRH 1551900MHz RRH 1551900MHz RRH 1551900MHz RRH 155Platform Mount [LP 405-1] 155(2) LPA-80080/6CF w/ Mount Pipe 144(2) LPA-80080/6CF w/ Mount Pipe 144(2) LPA-80080/6CF w/ Mount Pipe 144(2) SBNHH-1D65B w/ Mount Pipe 144(2) SBNHH-1D65B w/ Mount Pipe 144(2) SBNHH-1D65B w/ Mount Pipe 144RRH2X60-PCS 144RRH2X60-PCS 144RRH2X60-PCS 144RRH2x60-700 144RRH2x60-700 144RRH2x60-700 144RRH2X60-AWS 144RRH2X60-AWS 144RRH2X60-AWS 144DB-T1-6Z-8AB-0Z 144Platform Mount [LP 403-1] 144201-4 121Pipe Mount [PM 601-1] 1217770.00 w/ Mount Pipe 1157770.00 w/ Mount Pipe 1157770.00 w/ Mount Pipe 115AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115QS66512-3 w/ Mount Pipe 115QS66512-3 w/ Mount Pipe 115QS66512-3 w/ Mount Pipe 115DTMABP7819VG12A 115DTMABP7819VG12A 115DTMABP7819VG12A 115DC6-48-60-18-8F 115DC6-48-60-18-8F 115RRUS 11 115RRUS 11 115RRUS 11 115WCS RRUS-32-B30 115WCS RRUS-32-B30 115WCS RRUS-32-B30 115(2) TPX-070821 115(2) TPX-070821 115(2) TPX-070821 115RRUS 12 B2 115RRUS 12 B2 115RRUS 12 B2 115Platform Mount [LP 303-1] 115APXV18-206517S-C w/ Mount Pipe 105APXV18-206517S-C w/ Mount Pipe 105APXV18-206517S-C w/ Mount Pipe 105Pipe Mount [PM 601-3] 105DB810T3E-XT 74Side Arm Mount [SO 306-1] 74DESIGNED APPURTENANCE LOADING

TYPE TYPEELEVATION ELEVATION
LNX-6515DS-VTM w/ Mount Pipe 164

LNX-6515DS-VTM w/ Mount Pipe 164

LNX-6515DS-VTM w/ Mount Pipe 164

(2) COL45-70 164

COL45-70 164

RR90-17-02DP w/ Mount Pipe 164

RR90-17-02DP w/ Mount Pipe 164

RR90-17-02DP w/ Mount Pipe 164

ATBT-BOTTOM-24V 164

ATBT-BOTTOM-24V 164

ATBT-BOTTOM-24V 164

ATMAA1412D-1A20 164

ATMAA1412D-1A20 164

ATMAA1412D-1A20 164

Platform Mount [LP 403-1] 164

APXVTM14-C-120 w/ Mount Pipe 155

APXVTM14-C-120 w/ Mount Pipe 155

APXVTM14-C-120 w/ Mount Pipe 155

APXVSPP18-C-A20 w/ Mount Pipe 155

APXVSPP18-C-A20 w/ Mount Pipe 155

APXVSPP18-C-A20 w/ Mount Pipe 155

TD-RRH8x20-25 155

TD-RRH8x20-25 155

TD-RRH8x20-25 155

800MHZ RRH 155

800MHZ RRH 155

800MHZ RRH 155

1900MHz RRH 155

1900MHz RRH 155

1900MHz RRH 155

Platform Mount [LP 405-1] 155

(2) LPA-80080/6CF w/ Mount Pipe 144

(2) LPA-80080/6CF w/ Mount Pipe 144

(2) LPA-80080/6CF w/ Mount Pipe 144

(2) SBNHH-1D65B w/ Mount Pipe 144

(2) SBNHH-1D65B w/ Mount Pipe 144

(2) SBNHH-1D65B w/ Mount Pipe 144

RRH2X60-PCS 144

RRH2X60-PCS 144

RRH2X60-PCS 144

RRH2x60-700 144

RRH2x60-700 144

RRH2x60-700 144

RRH2X60-AWS 144

RRH2X60-AWS 144

RRH2X60-AWS 144

DB-T1-6Z-8AB-0Z 144

Platform Mount [LP 403-1] 144

201-4 121

Pipe Mount [PM 601-1] 121

7770.00 w/ Mount Pipe 115

7770.00 w/ Mount Pipe 115

7770.00 w/ Mount Pipe 115

AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115

AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115

AM-X-CD-16-65-00T-RET w/ Mount
Pipe

115

QS66512-3 w/ Mount Pipe 115

QS66512-3 w/ Mount Pipe 115

QS66512-3 w/ Mount Pipe 115

DTMABP7819VG12A 115

DTMABP7819VG12A 115

DTMABP7819VG12A 115

DC6-48-60-18-8F 115

DC6-48-60-18-8F 115

RRUS 11 115

RRUS 11 115

RRUS 11 115

WCS RRUS-32-B30 115

WCS RRUS-32-B30 115

WCS RRUS-32-B30 115

(2) TPX-070821 115

(2) TPX-070821 115

(2) TPX-070821 115

RRUS 12 B2 115

RRUS 12 B2 115

RRUS 12 B2 115

Platform Mount [LP 303-1] 115

APXV18-206517S-C w/ Mount Pipe 105

APXV18-206517S-C w/ Mount Pipe 105

APXV18-206517S-C w/ Mount Pipe 105

Pipe Mount [PM 601-3] 105

DB810T3E-XT 74

Side Arm Mount [SO 306-1] 74

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

A572-65 65 ksi 80 ksi

TOWER DESIGN NOTES
1. Tower is located in Litchfield County, Connecticut.
2. Tower designed for Exposure C to the TIA-222-G Standard.
3. Tower designed for a 93 mph basic wind in accordance with the TIA-222-G Standard.
4. Tower is also designed for a 40 mph basic wind with 1.00 in ice. Ice is considered to

increase in thickness with height.
5. Deflections are based upon a 60 mph wind.
6. Tower Structure Class II.
7. Topographic Category 1 with Crest Height of 0.00 ft
8. TOWER RATING: 71.1%



TIA Rev G

Site Data

BU#: 4141 ft-kips
Site Name: 60 kips

App #: 37 kips
Pirod Eta Factor, η 0.5 TIA G (Fig. 4-4)

If No stiffeners, Criteria: AISC LRFD <-Only Applcable to Unstiffened Cases

Qty: 45
Diam: 1.25 in

Rod Material: Other Anchor Rod Results Rigid
Strength (Fu): 125 ksi Max Rod (Cu+ Vu/ή): 67.9 Kips AISC LRFD

Yield (Fy): 105 ksi Allowable Axial, Φ*Fu*Anet: 96.9 Kips φ*Tn

Bolt Circle: 68 in Anchor Rod Stress Ratio: 70.1% Pass

Diam: 73 in Base Plate Results Flexural Check Rigid
Thick: 1.75 in Base Plate Stress: Rohn/Pirod, OK AISC LRFD

Grade: 60 ksi Allowable Plate Stress: 54.0 ksi φ*Fy

Single-Rod B-eff: 4.44 in Base Plate Stress Ratio: Rohn/Pirod, OK Y.L. Length:

25.59

n/a

Config: 0 * Stiffener Results N/A for Rohn / Pirod
Weld Type: Horizontal Weld : N/A

Groove Depth: in ** Vertical Weld: N/A
Groove Angle: degrees Plate Flex+Shear, fb/Fb+(fv/Fv)^2: N/A
Fillet H. Weld: <-- Disregard Plate Tension+Shear, ft/Ft+(fv/Fv)^2:N/A
Fillet V. Weld: in Plate Comp. (AISC Bracket): N/A

Width: in

Height: in Pole Results
Thick: in Pole Punching Shear Check: N/A
Notch: in

Grade: ksi
Weld str.: ksi

Diam: 63 in

Thick: 0.375 in
Grade: 65 ksi

# of Sides: 18 "0" IF Round

Fu 80 ksi
Reinf. Fillet Weld 0 "0" if None

* 0 = none, 1 = every bolt, 2 = every 2 bolts, 3 = 2 per bolt

** Note: for complete joint penetration groove welds the groove depth must be exactly 1/2 the stiffener thickness for calculation purposes

Assumption: Clear space between bottom of leveling nut and top of concrete not exceeding (1)*(Rod Diameter)

Stiffened or Unstiffened, Ungrouted, Circular Base Plate - Any Rod Material

Pole Data

Anchor Rod Data

Plate Data

Reactions

Stiffener Data (Welding at both sides)

826768 Mu:
Axial, Pu:

Shear, Vu:

Plymouth/Rt.6

Pole Manufacturer:

CCIplate 1.5 - Circular Base G 1.3, Effective March 19, 2012 Analysis Date: 12/28/2016



PJF Job No. Project Name: Engineer: page 1

Factored Foundation Loads:
Factored Axial Load (+Comp, -Ten) = kips 7.5 ft Round
Factored Horiz. Load at Top of Pier = kips Concrete Vol =
Factored OTM at Top of Pier = kips 78.14 yd^3

LRFD Resistance and Load Factors:

Soil Bearing =
Soil Weight = (39) #9 Vert Bars
Concrete Weight = #4 Ties

Soil Properties:
Depth to Water Table = ft
Uplift Cone from of footing (36) #9 Rebar

Top and Bottom

(36) #9 Rebar
Top and Bottom

0.912 ksf
5.649 ft

Dimensions: 792.1 kips
Pier Shape =
Pier Width = ft Diameter
Pier Height above Grade = ft
Depth to Bottom of Footing = ft
Footing Thickness = ft
Footing Width, B = ft
Footing Length, L = ft

Concrete: Total Pad Reinf Stl = in^2 >= 17.5 in^2 = Min Stl, OK
Concrete Strength = ksi Total Pier Reinf Stl = in^2 >= 31.81 in^2 = Min Stl, OK
Rebar Strength = ksi Footing Thickness = ft >= 1.5 ft = Min Ftg Thk, OK

Summary Results:

Maximum Net Soil Bearing = ksf ksf Stress Ratio = in Soil Bearing
Uplift = kips kips Stress Ratio = in Uplift
Punching Shear Stress = ksi ksi Stress Ratio = in Punching Shear
Bending Shear Stress = kips kips Stress Ratio = in Bending Shear
Bending Moment = k-ft k-ft Stress Ratio = in Bending Moment
Conc Pier Reinforcing Steel = k-ft k-ft Stress Ratio = in Pier Rebar

ft degrees

Thk Angle

pcf ksf ft

Soil Cohesion

Density

Friction

MEH

4141

9
ft

4

7.5

27

72.00

Top

27

LC1 LC2
Plymouth/Rt.6

Round

14

0.75

Bearing

37516-3909.001

8.5
2.5

W
a

te
r

T
a

b
le

B
e

lo
w

F
tg

8.5 125 0 34 12 8.50

Layer

0.75
0.75

0.5

60
39.00

37
60

Depth

63.2%4381.5

0.0%

28.6%

0.992
0.0

222.1
0.062 32.7%

36.9%1456.2

6
ft

ksf

Ult

45

2
.5

ft

0
.5

ft
8

.5
ft

0.190
777.9

3941.1
6929.7

Required Available

1.2 0.9

Φ Dead Load Factors

15.703 ft

27 ft x 27 ft

11.0%9.000

4141
37

757.8

2.50

1.2 0.9

v4.2, Effective 09/28/2016



Plymouth,CT: Commercial Property Record Card
[Back to Search Results ] [Start a New Search ][Help with Printing ]

Search For Properties
Map-Block-Lot Name Street Name

TOWN HILLRD  Search Reset

Map-Block-Lot Card Account Location Zoning State Class Acres

00041600 1 048-073B-012 171 TOWN HILLRD RA1 903 - City/Town Property 20.460

Living Units

0

Owner Information
Terryville Country Fair Inc Terryville Lions Club

Po Box 72

Terryville CT 06786

Deed Information
Book/Page: 152/643

Deed Date: n/a

Building Information
Building No: 0

Year Built: 0

No of Units: 0

Structure Type:

Grade:

Identical Units: 0

Valuation
Land: $855,400

Building: $240,140

Total: $1,095,540

Net Assessment: $766,880

Property Picture

Sales History
Book/Page Date Price Type Validity

Out Building Information
Structure Code Width Lgth/SqFt Year RCNLD

Garage Frame 1908 $9,860

Canopy Only 0 $6,730

Utility Frame 0 $4,110

Garage Masonry 1903 $50,470

Garage Masonry 1920 $28,390

Utility Frame 0 $11,550

Exterior/Interior Information
Levels Size Use Type Ext.Walls Const.Type Partitions Heating A/C Plumbing Condition Func.Utility Unadj.RCNLD

Building Sketch

Page 1 of 2Plymouth, CT : Commercial Property Record Card

2/11/2016http://plymouth.univers-clt.com/view_property_C.php?account_no=00041600&series_car...



Notice

The information delivered through this on-line database is provided in the spirit of open access to government information and is

intended as an enhanced service and convenience for citizens of Plymouth, CT.

The providers of this database: CLT, Big Room Studios, and Plymouth, CT assume no liability for any error or omission in the

information provided here.

Currently All Values Have Not Been Finalized and Are Subject To Change.

Comments regarding this service should be directed to: rwalcott@plymouthct.us

Page 2 of 2Plymouth, CT : Commercial Property Record Card

2/11/2016http://plymouth.univers-clt.com/view_property_C.php?account_no=00041600&series_car...
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MOTION: Gaye Zukauskas made a motion to add Town Hill Road/Lions back on the agenda.
steve Panasuk seconded. vorE: s. panasuk - Ay", G. Zukarrskas * Aye, w. Radke -,{ye and
Chairman Herzing so voted.

MOTION: PatrickHerzingmadeamotionforaS-minuterecess at9:23p.m. VOTE: AIIin
favor.

clrairman Patrick Herzing calledthe meeting backto order at 9:2gp.m.

Town Hill Road/Lions - Special Permit - Telecommunication Tower - Omnipoint -MorIoN: Gaye Zukauskas made a nrotion to approve flre application forthe
telecommunication tower-Town Hill Road-Lions-Club and Onuripoint-State lD #,CT-I!4I7C
consisting of 5 sheets. cover dated 6/20/00, vicinity plan dated 3/8/O},sheet C-1, C-2 andC-3 all
dated 6/20/00 with the only stipulation that PlSanouth emergency seryices to have free access as
needed with no charggJojle Jown, Any additional canieri to come in for a special permit.
Bond to be set by Public Works in the event of abandonment. Steve Panasuk iecondea. VOTE:
S. Panasuk - Ay., G. Zukauskas - Aye, W. Radke - Aye and Chairman Herzing so voted.

11, Town HilLfllVashington Roads - Pines Subdivision - Bond Reduction - CT Water Co. -CT Water Co- has sold most ofthe lots in the subdivision to Mr. Zappone. Discussiol was had.
MOTION: Wayne Radke made a motion to reduce the bond as requested and get a new bond
from Mr. Zappone before reducLion of CTWater Co.'s bond. Gayezukauskasieconded. VoTE:
S. Panasuk - Aye, G. Zukauskas - Aye, w. Radke - Aye and chairm., H;rid;;"otra.
16. Plymouth Housin_g Authority - Section 8-24 Review - Yefko property - Mr. Kueln read
tlre nremo dated 6/21from Anthony A. Lorenzetti, PE into flre record. fL i. i" *ppott ofthis
proposal. It would be a solution to the parking situation at Gosinski Park. Half oiit would be for
gtrstree! parking and the other half for a minimurn 20,000 sq. ft. residential parcel for a
lodmoderate income housing. The resolution should be 39,i00 not 29,100. Mr. Kuehn readthe
resolution into the record' MOTION: Gaye Zukauskas made a motion to accept the resolution
for an 8-24 review. wayne Radke seconded. vorE: s. panasuk - Ay", G. Zukauskas - Aye,
W. Radke - Aye and Chainnan Herzing so voted.

18. Land Use Corner;-Gave strikes again. The final revision has been faxed to the plylrouth
News. Gaye suggestedthat Mr. Kuehn do one next montr on industrial property.

21. Correspondence from ZBA Chairman Mike Cole - Patrick Herzing will call Mike Cole
and get a time set up -protably in Septernber to get together to discuss tlie zoning regulations. It
was suggested to have Mike come up wiflr an agenda of issues to look at ahead oitit"".

22' Proposed ordinance for zoning violations - The Town Council tabled this item at their last
11..1-.9 so no public hearing has been scheduled. It recommends a $150 fine per violation.
Maybe we can not issue anypermits to people who have not finished and cleaned up their last
items.

qTAfF COMMENTS -Mr. Kuehn informedflre Comrnission that 36 sigrs will be going up in
the industrial park for the public hearing.
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