
   426 Kinds Park Dr. EXT Apt D 

   Liverpool, NY 13090 

   ahebel@clinellc.com 

   215.588.7035 

  

 

December 17, 2020 

 

Melanie A. Bachman 

Executive Director 

Connecticut Siting Council 

10 Franklin Square 

New Britain, CT 06051 

 

Re:  Notice of Exempt Modifications – AT&T Site CT2089 

  AT&T Telecommunications Facility @ 35 Lower County Road Roxbury, CT 06783  

 

Dear Ms. Bachman, 

 

New Cingular Wireless, PCS, LLC (“AT&T”) currently maintains a wireless telecommunications facility 

on an existing +/- 180’ self-support tower at the above referenced address, latitude 41.5596031, longitude 

-73.2922211. Said self-support tower is owned and managed by SBA Properties LLC.  

 

AT&T desires to modify its existing telecommunications facility by replacing six (6) antenna, replacing 

three (3) remote radio units, adding three (6) remote radio units, adding one (1) surge arrestor, adding 

two (2) DC cables and adding (1) fiber cable as more particularly detailed and described on the enclosed 

Construction Drawings prepared by Hudson Design Group Engineering, last revised on September 8, 

2020. The centerline height of the existing antennas is and will remain at 130 feet.  

 

Please accept this letter as notification pursuant to R.C.S.A §16-50j-73 for construction that constitutes 

an exempt modification pursuant to R.C.S.A §16-50j-72(b)(2). In accordance with R.C.S.A §16-50j-73, a 

copy of this letter is being sent to the following individuals: Barbara Henry First Selectman of the Town 

of Roxbury as ground owner as well: John Cody Zoning Enforcement Officer of the Town of Roxbury 

and SBA Properties LLC as tower owner.  

 

The planned modifications to the facility fall squarely within those activities explicitly provided for in 

R.C.S.A. §16-50j-72(b)(2). Specifically: 

 

1. The proposed modifications will not result in an increase in the height of the existing structure.  

2. The proposed modifications will not require an extension of the site boundary. 

3. The proposed modifications will not increase noise levels at the facility by six decibels or more, 

or to levels that exceed state and local criteria.  

4. The operation of the modified facility will not increase radio frequency emissions at the facility to 

a level at or above the Federal Communications Commissions safety standard. Please see the RF 

emissions calculation for AT&T’s modified facility enclosed herewith.  

5. The proposed modifications will not cause an ineligible change or alternation in the physical or 

environmental characteristics of the site. 
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6. The existing structure and its foundation can support the proposed loading. Please see the 

structural analysis dated November 18, 2020 and prepared by Tower Engineering Solutions 

enclosed herewith.  

 

For the foregoing reasons, AT&T respectfully submits that the proposed modifications to the above 

referenced telecommunications facility constitute an exempt modification under R.C.S.A §16-50j-

72(b)(2).  

 

Best Regards, 

 

Allison Hebel 

Site Acquisition Consultant – Agent for AT&T 

Centerline Communications LLC 

750 West Center St. Ste 301 

West Bridgewater, MA 02379 

215-588-7035 

ahebel@clinellc.com 
 
Enclosures:  Exhibit 1 – Construction Drawings 
   Exhibit 2 – Property Card and GIS 
   Exhibit 3 – Structural Analysis 
   Exhibit 4 – Mount Analysis 
   Exhibit 5 – RF Emissions Analysis Report Evaluation 
   Exhibit 6 – Available Town of Roxbury Original Tower Approval Records 
   Exhibit 7 – Notice Deliver Confirmations 
 
Cc:    Barbara Henry First Selectman, Town of Roxbury as elected official, ground owner 
   John Cody ZEO, Town of Roxbury 
   SBA Properties, Tower Owner 
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12/10/2020 Beacon - Town of Roxbury, CT - Report: 00059300

https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=338680507&KeyValue=00059300 1/1

Town of Roxbury, CT

ParcelId 00059300
Location Address 35 LOWER COUNTY RD
Map-Block-Lot 27/029
Use Class/Description Vacant
Assessing Neighborhood C070
Survey 15/30
Acreage 4.78

Current Owner
ROXBURY TOWN OF
29 NORTH ST
ROXBURY, CT 06783

    2019 2018 2017 2016

+ Building Value $0 $0 $0 $0

+ OB/Misc $16,842 $16,842 $16,842 $11,671

+ Land Value $289,001 $289,001 $289,001 $289,001

= Total Appraised Value $305,843 $305,843 $305,843 $300,672

    2019 2018 2017 2016

+ Building Value $0 $0 $0 $0

+ OB/Misc $11,790 $11,790 $11,790 $8,170

+ Land Value $202,300 $202,300 $157,630 $161,180

= Total Assessment $214,090 $214,090 $169,420 $169,350

Use Class Land Type Zoning Area Value

Vacant C Cell Site C 0.01 $204,000

Vacant C Pub Util Excess C 4.77 $85,001

Description Sub Description Area Year Built Value

1 Story Barn Barn 576 2002 $12,165

Frame Shed Shed 384 2002 $4,677

Sale Date Sale Price Deed Book/Page Reason Valid Sale Owner

4/14/1992 $0 0057/0607   No ROXBURY TOWN OF

Permit ID Issue Date Type Amount Inspection Date % Complete Date Complete Comments

BP14-60 12-05-2013   $25,000 1/1/1900 12:00:00 AM 100 01-01-1900 REPLACE ANTENNAS/CELL TOWER

BP13-51 01-03-2013   $25,001 1/1/1900 12:00:00 AM 100 01-01-1900 CELL TOWER MODIFICATION

EP09-35 10-24-2008 Electrical $890 1/1/1900 12:00:00 AM 100 10-01-2009 UNDER 100SF

BP09-36 10-17-2008 Outbuilding/Yard Item $10,500 1/1/1900 12:00:00 AM 100 10-01-2009 UNDER 100SF

7922 06-05-2001 Review $0 1/1/1900 12:00:00 AM 100 10-01-2002 shed

7280 12-16-1999 Review $140,000 1/1/1900 12:00:00 AM 100 10-01-2002 radio rooms/tower

No data available for the following modules: Buildings Data, Commercial Building, Sketch, Photos.

Summary

Owner

Current Appraised Value

Assessment History

Land

Out Buildings\Extra Features

Sales History

Permit Information

Version 2.3.97

The Town of Roxbury Assessor makes every effort to produce the most accurate information possible. No warranties, expressed or implied
are provided for the data herein, its use or interpretation. The assessment information is from the last certi�ed tax roll. All other data is
subject to change.
User Privacy Policy  
GDPR Privacy Notice

Last Data Upload: 12/10/2020, 1:25:03 AM

Developed by

https://beacon.schneidercorp.com/
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=259480698&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=798124343&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=798124343&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=1404552134&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=1404552134&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=1404552134&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=1404552134&KeyValue=00059300
https://beacon.schneidercorp.com/Application.aspx?AppID=1008&LayerID=20387&PageTypeID=4&PageID=8917&Q=1404552134&KeyValue=00059300
https://www.schneidergis.com/privacypolicy
https://www.schneidergis.com/gdprprivacynotice
https://beacon.schneidercorp.com/LastUpdated.aspx?BaseDoc=TownofRoxburyCT&AppID=1008
http://schneidergis.com/
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Phone (972) 483-0607, Fax (972) 975-9615 

1320 Greenway Drive, Suite 600, Irving, Texas 75038 
 

 

 
Post-Mod Structural Analysis Report 

 

Existing 180 ft Nudd Corporation Self Supporting Tower 
Customer Name: SBA Communications Corp 

Customer Site Number: CT46125-A 
Customer Site Name: Roxbury-lower County Rd 

Carrier Name: AT&T (App#: 137054, v1) 
Carrier Site ID / Name: CT2089 / Roxbury-Lower County Rd 

Site Location: Lower County Road 
 Roxbury, Connecticut 

Litchfield County 
Latitude: 41.559528 

Longitude: -73.292305 

   

   

   

Analysis Result: 
Max Structural Usage: 94% [Pass] 

Max Foundation Usage: 75.1% [Pass] 

Report Prepared By:   Ram Kodali 
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Introduction 

The purpose of this report is to summarize the analysis results on the 180 ft Nudd Corporation Self Supporting 
Tower to support the proposed antennas and transmission lines in addition to those currently installed.  Any 
existing modification listed under Sources of Information was assumed completed and was included in this 
analysis. 
 
The proposed modification by TES listed under Sources of Information was considered completed and was 
included in this analysis. 
 
 
Sources of Information 

Tower Drawings Fred A. Nudd Corporation, Dwg # 99-7018-1R, dated 10/12/99 
Foundation Drawing Fred A. Nudd Corporation, Dwg # 99-7018-2R, dated 10/12/99 
Geotechnical Report Tectonic Engineering Consultants P.C, Project # 1170.C056, 8/4/99 
Mount Analysis Hudson Design Group LLC, Project # CT2089, dated 5/11/2020 
Existing Modification URS, Job # VZ1-052/F04, dated 11/20/03 
Proposed Modification TES Job # 95831 

 

Analysis Criteria 
 

The rigorous analysis was performed in accordance with the requirements and stipulations of the TIA-
222-G-2.   In accordance with this standard, the structure was analyzed using TESTowers, a proprietary 
analysis software. The program considers the structure as an elastic 3-D model with second-order effects 
and temperature effects incorporated in the analysis.  The analysis was performed using multiple wind 
directions. 
 

Wind Speed Used in the Analysis: 
      

Ultimate Design Wind Speed Vult = 120 mph (3-Sec. Gust)/  
Nominal Design Wind Speed Vasd = 93 mph (3-Sec. Gust)  

Basic Wind Speed with Ice: 50 mph (3-Sec. Gust) with 3/4” radial ice concurrent 
Operational Wind Speed: 60 mph + 0” Radial ice 
Standard/Codes: TIA-222-G-2 / 2015 IBC / 2018 Connecticut State Building 

Code 
Exposure Category: C 
Structure Class: II 
Topographic Category: 1 
Crest Height: 0 ft 
Seismic Parameters: SS = 0.197, S1 = 0.065 

 

 
This structural analysis is based upon the tower being classified as a Structure Class II; however, if a 
different classification is required subsequent to the date hereof, the tower classification will be changed 
to meet such requirement and a new structural analysis will be run. 
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Existing Antennas, Mounts and Transmission Lines 
 

The table below summarizes the antennas, mounts and transmission lines that were considered in the 
analysis as existing on the tower. 
 

 

 
  

Items Elevation 
(ft) Qty. Antenna Descriptions Mount Type & Qty. Transmission 

Lines Owner 

1 179.3 1 10' Dipole Pipe  (1) 1/2"   Town of 
Roxbury 2 178.5 1 5' Omni - Whip Pipe  (1) 7/8"   

3 

177.0 

3 NNVV-65B-R4 - Panel 

(3) Sector Frame w/ 
(3) Tie Back Kit  (4) 1-1/4" Fiber  Sprint 

Nextel 

4 3 APXVTM14-C-120 - Panel 
5 3 1900 MHz RRU 
6 6 800 MHz RRU  
7 3 TD-RRH 8x20-25 RRU 
8 

163.0 

3 BXA-70063-6CF-2 - Panel 

(3) Sector Frame  (12) 1 5/8"  Verizon 
9 6 LPA-80080-6CF - Panel 

10 3 BXA-171085-8CF-2 - Panel 
11 6 FD9R6004/2C-3L 
12 

141.5 
1 18' Dipole 

(2) Side Arm (2) 1/2"   Town of 
Roxbury 13 1 10' Dipole 

- 

130.0 

2 KMW AM-X-CD-15-85-00T-RET - Panel 

(3) Sector Frame 

(12) 1 5/8"  
(1) 3" Conduit 
(Housing (1) 
7/16” fiber & 

(2) ¾” DC)   

AT&T 
 6 Powerwave 7770 - Panel 
- 3 CSS DUO4-8670 - Panel 
- 1 Powerwave P65-17-XLH-RR - Panel 
- 3 Raycap DC6-48-60-18-8F 

24 18.0 1 Yagi  Leg (1) 1/2"   Town of 
Roxbury 
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Proposed Carrier’s Final Configuration of Antennas, Mounts and Transmission Lines 
 

Information pertaining to the proposed carrier’s final configuration of antennas and transmission lines 
was provided by SBA Communications Corp. The proposed antennas and lines are listed below. 
 

 
See the attached coax layout for the line placement considered in the analysis. 
 
 
Analysis Results 
 
The results of the structural analysis, performed for the wind and ice loading and antenna equipment as 
defined above, are summarized as the following: 
 

Tower Component Legs Diagonals Horizontals Anchor 
bolts 

Max. Usage: 61.4% 57.5% 3.1% 94% 
Pass/Fail Pass Pass Pass Pass 

 
 

Foundations  

 Compression (Kips) Uplift (Kips) Shear (Kips) 

Analysis Reactions 221.1 203.6 23.5    
 
The foundation, with the proposed TES modifications referenced in this analysis included, was analyzed 
using the supplied documents and soils report and was found to be adequate.  
 

 

  

Items Elevation 
(ft) Qty. Antenna Descriptions Mount Type & Qty. Transmission 

Lines Owner 

14 

130.0 

3 Powerwave 7770 - Panel 

(3) Sector Frame w/ (2) 
New 2” std pipe brace 

per each sector frame & 
(2) L3x3x1/4 angles per 

each Stand-Off 
Reinforcement  

(6) 1 5/8"  
(1) 7/16" Fiber 

(2) 3/4" DC 
(1) 3" Conduit 
(Housing (1) 
7/16” fiber & 

(2) ¾” DC)   

AT&T 

15 2 CCI DMP65R-BU6DA - Panel 
16 2 CCI OPA65R-BU6DA - Panel 
17 1 CCI DMP65R-BU8DA - Panel 
18 1 CCI OPA65R-BU8DA - Panel 
19 3 Powerwave 7020.00 RET 
20 3 Ericsson RRUS 4478 B14 
21 3 Ericsson 4449 B5/B12  
22 3 Ericsson RRUS 8843 B2 B66A 
23 2 Raycap DC6-48-60-18-8F 
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Operational Condition (Rigidity) 
 

Operational characteristics of the tower are found to be within the limits prescribed by TIA-222 for the 
installed antennas. The maximum twist/sway at the elevation of the proposed equipment is 0.1232 
degrees under the operational wind speed as specified in the Analysis Criteria. 
 
 

Conclusions 
 
Based on the analysis results, the structure and its foundation will be adequate to safely support the 
existing and proposed equipment and meet the minimum requirements per the TIA-222-G-2 Standard 
after the following proposed modification is successfully completed. 
 

- Proposed modification design drawing by TES Job # 95831 
 
 
Pre-Mod Installation Determination 
 
We have also checked this tower to determine if the proposed AT&T equipment loading can be installed prior to 
the completion of the required modifications. We ran a reduced wind loading case as required by TIA-322 
considering a construction period of no more than 6 months. 
 
The tower and/or foundations failed, so the Carrier cannot install their proposed loading prior to the mods 
completion.  
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Standard Conditions 
 
 
1. This analysis was performed based on the information supplied to (TES) Tower Engineering Solutions, 

LLC. Verification of the information provided was not included in the Scope of Work for TES. The 
accuracy of the analysis is dependent on the accuracy of the information provided. 
 

2. The structural analysis was performance based upon the evidence available at the time of this report. 
All information provided by the client is considered to be accurate. 

 
3. The analyses will be performed based on the codes as specified by the client or based on the best 

knowledge of the engineering staff of TES. In the absence of information to the contrary, all work will 
be performed in accordance with the latest relevant revision of ANSI/TIA-222. If wind speed and/or ice 
loads are different from the minimum values recommended by the EIA/TIA-222 standard or other 
codes, TES should be notified in writing and the applicable minimum values provided by the client. 

 
4. The configuration of the existing mounts, antennas, coax and other appurtenances were supplied by 

the customer for the current structural analysis. TES has not visited the tower site to verify the adequacy 
of the information provided. If there is any discrepancy found in the report regarding the existing 
conditions, TES should be notified immediately to evaluate the effect of the discrepancy on the analysis 
results.     

 
5. The client will assume responsibility for rework associated with the differences in initially provided 

information, including tower and foundation information, existing and/or proposed equipment and 
transmission lines.  

 
6. If a feasibility analysis was performed, final acceptance of changed conditions shall be based upon a 

rigorous structural analysis. 
 
 



Type: Self Support

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 1

Base Shape: Square

Base Width: 20.00

Base Elev: 0.00 (ft)

Structure: CT46125-A-SBA

Top Width: 5.00

Basic WS: 93.00

Basic Ice WS: 50.00

Operational WS: 60.00

Code: EIA/TIA-222-G

Section Properties

Sect Leg Members Diagonal Members Horizontal Members

SAE 5X5X0.3125  1 PST 8" DIA PIPE

SAE 4X4X0.375  2 PST 8" DIA PIPE

SAE 4X4X0.25  3 PST 8" DIA PIPE

SAE 4X4X0.25  4 PST 6" DIA PIPE

SAE 3.5X3.5X0.25  5 PST 6" DIA PIPE

SAE 3.5X3.5X0.25  6 PST 5" DIA PIPE

SAE 3X3X0.1875  7 PST 3-1/2" DIA PIPE

SAE 2.5X2.5X0.1875  8 PST 3" DIA PIPE

SAE 1.75X1.75X0.1875 SAE 1.75X1.75X0.18759 PST 2-1/2" DIA PIPE

Discrete Appurtenances
Attach

Elev (ft)
Force

Elev (ft) Qty Description
179.25  1 10' Dipole184.25
178.50  1 5' Omni181.00
177.00  3 Sector Frame177.00
177.00  1 (3) Tie Back Kit177.00
177.00  3 NNVV-65B-R4177.00
177.00  3 APXVTM14-C-120177.00
177.00  3 1900 MHz RRU177.00
177.00  6 800 MHz RRU177.00
177.00  3 TD-RRH 8x20-25 RRU177.00
163.00  3 Sector Frame163.00
163.00  3 BXA-70063-6CF-2163.00
163.00  6 LPA-80080-6CF163.00
163.00  3 BXA-171085-8CF-2163.00
163.00  6 FD9R6004/2C-3L163.00
141.50  1 18' Dipole150.50
141.50  1 10' Dipole146.50
141.50  2 Side Arm141.50
130.00  3 Sector Frame130.00
130.00  1 Mount Reinforcement130.00
130.00  3 7770130.00
130.00  2 DMP65R-BU6DA130.00
130.00  2 OPA65R-BU6DA130.00
130.00  1 DMP65R-BU8DA130.00
130.00  1 OPA65R-BU8DA130.00
130.00  3 RRUS 8843 B2 B66A130.00
130.00  3 7020.00 RET130.00
130.00  3 4449 B5/B12130.00
130.00  3 RRUS 4478 B14130.00
130.00  2 DC6-48-60-18-8F130.00

18.00  1 Yagi18.00

Linear Appurtenances
Elev

From (ft)
Elev

To (ft) Qty Description
0.00 180.00  1 W/G Ladder
0.00 179.25  1 1/2"  Coax
0.00 178.50  1 7/8"  Coax
0.00 177.00  4 1-1/4" Fiber
0.00 163.00 12 1 5/8" Coax
0.00 163.00 12 1 5/8" Coax
0.00 163.00  1 W/G Ladder

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Type: Self Support

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 2

Base Shape: Square

Base Width: 20.00

Base Elev: 0.00 (ft)

Structure: CT46125-A-SBA

Top Width: 5.00

Basic WS: 93.00

Basic Ice WS: 50.00

Operational WS: 60.00

Code: EIA/TIA-222-G

0.00 163.00  1 W/G Ladder
0.00 141.50  1 1/2"  Coax
0.00 141.50  1 1/2"  Coax
0.00 130.00  6 1 5/8" Coax
0.00 130.00  1 3" Conduit
0.00 130.00  2 3/4" DC
0.00 130.00  1 7/16" Fiber
0.00 130.00  1 W/G Ladder
0.00 18.00  1 1/2"  Coax

Base Reactions

Max Uplift:

Max Down:

-203.57

Leg Overturning

221.07

Max Shear: 23.52

Moment: 5958.57

Total Down:

Total Shear:

55.50

60.33

(kips
)

(kips
)

(kips
)

(ft-kips)

(kips)

(kips)

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.
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Page: 3

Structure: CT46125-A-SBA

Type: Self Support

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

Base Shape: Square

Base Width: 20.00

Base Elev: 0.00 (ft) Top Width: 5.00

Basic WS: 93.00

Basic Ice WS: 50.00

Operational WS: 60.00

Code: EIA/TIA-222-G

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Type: Self Support

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 4

Structure: CT46125-A-SBA - Coax Line Placement

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Loading Summary

Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 5

Code: EIA/TIA-222-G

Exposure: C

Gh: 0.85

Base Elev: 0.000 (ft)

Crest Height: 0.00

Site Class:

IIStruct Class:

D - Stiff Soil

Topography: 1

Discrete Appurtenances Properties
IceNo Ice

Attach
Elev
(ft) Description Qty

Weight
(lb)

CaAa
(sf)

Weight
(lb)

CaAa
(sf)

Len
(in)

Width
(in)

Vert
Ecc
(ft)

Depth
(in) Ka

Orientation
Factor

10' Dipole  1 30.00 3.760 9.836142.99179.25 120.000 3.000 3.000 5.0001.00 1.00

5' Omni  1 10.00 1.000 2.39037.79178.50 60.000 2.000 2.000 2.5001.00 1.00

Sector Frame  3 350.00 12.000 18.107627.10177.00 0.000 0.000 0.000 0.0000.75 0.75

(3) Tie Back Kit  1 180.00 6.100 12.568409.03177.00 0.000 0.000 0.000 0.0000.75 1.00

NNVV-65B-R4  3 77.40 12.270 13.745366.56177.00 72.000 19.600 7.800 0.0000.80 0.74

APXVTM14-C-120  3 56.00 6.340 7.468218.85177.00 56.300 12.600 6.300 0.0000.80 0.79

1900 MHz RRU  3 44.00 3.800 5.207154.54177.00 23.000 13.000 17.000 0.0000.80 0.67

800 MHz RRU  6 53.00 2.490 3.648127.89177.00 19.700 13.000 10.800 0.0000.80 0.67

TD-RRH 8x20-25 RRU  3 70.00 4.050 4.874182.15177.00 26.100 18.600 6.700 0.0000.80 0.67

Sector Frame  3 500.00 17.500 31.6021206.88163.00 0.000 0.000 0.000 0.0000.75 0.75

BXA-70063-6CF-2  3 17.00 7.570 10.369167.16163.00 71.000 11.200 5.200 0.0000.80 0.73

LPA-80080-6CF  6 21.00 4.330 5.723191.55163.00 70.900 5.500 13.200 0.0000.80 1.70

BXA-171085-8CF-2  3 10.50 2.940 4.61976.87163.00 48.500 6.100 4.100 0.0000.80 0.84

FD9R6004/2C-3L  6 3.10 0.360 0.80911.23163.00 5.800 6.500 1.500 0.0000.80 0.67

18' Dipole  1 55.00 6.770 17.327251.89141.50 216.000 3.000 3.000 9.0001.00 1.00

10' Dipole  1 30.00 3.760 9.675140.00141.50 120.000 3.000 3.000 5.0001.00 1.00

Side Arm  2 120.00 3.000 6.448223.23141.50 0.000 0.000 0.000 0.0000.90 0.90

Sector Frame  3 500.00 17.500 31.2291188.17130.00 0.000 0.000 0.000 0.0000.75 0.75

Mount Reinforcement  1 650.00 15.500 31.5001455.16130.00 0.000 0.000 0.000 0.0000.75 1.00

7770  3 35.00 5.500 6.549167.82130.00 55.000 11.000 5.000 0.0000.80 0.73

DMP65R-BU6DA  2 79.40 12.710 14.153369.76130.00 71.200 20.700 7.700 0.0000.80 0.73

OPA65R-BU6DA  2 63.30 12.800 14.176346.09130.00 71.200 20.700 7.700 0.0000.80 0.73

DMP65R-BU8DA  1 96.00 17.870 19.899447.06130.00 96.000 20.700 7.700 0.0000.80 0.73

OPA65R-BU8DA  1 76.50 18.090 20.742367.05130.00 96.000 21.000 7.800 0.0000.80 0.73

RRUS 8843 B2 B66A  3 72.00 1.640 2.130118.18130.00 14.900 13.200 10.900 0.0000.80 0.67

7020.00 RET  3 2.20 0.400 0.87712.28130.00 4.900 8.300 2.400 0.0000.80 0.67

4449 B5/B12  3 71.00 1.970 2.510123.62130.00 17.900 13.200 9.400 0.0000.80 0.67

RRUS 4478 B14  3 59.40 1.650 2.161100.28130.00 15.000 13.200 7.300 0.0000.80 0.67

DC6-48-60-18-8F  2 31.80 0.920 1.35292.75130.00 24.000 11.000 11.000 0.0000.90 0.90

Yagi  1 5.00 1.310 3.24636.7318.00 24.000 24.000 2.000 0.0001.00 1.00

21,466.67 30Number of Appurtenances : Totals: 7,777.6077
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Loading Summary

Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 6

Code: EIA/TIA-222-G

Exposure: C

Gh: 0.85

Base Elev: 0.000 (ft)

Crest Height: 0.00

Site Class:

IIStruct Class:

D - Stiff Soil

Topography: 1

Linear Appurtenances Properties

Weight
(lb/ft)

Width
(in)

Pct
In

Block

Spread
On

Faces
Bundling

Arrangement

Elev.
From

(ft) Description

Elev.
To
(ft) Qty

Cluster
Dia
(in)

Out
of

Zone
Spacing

(in)
Orientation

Factor
Ka

Override

0.00 180.00 W/G Ladder 2.00 100.00 3 Individual NR 1 6.00 N 1.00 1.00
0.00 179.25 1/2"  Coax 0.65 100.00 3 Individual NR 1 0.16 N 1.00 1.00
0.00 178.50 7/8"  Coax 1.11 100.00 3 Individual NR 1 0.52 N 1.00 1.00
0.00 177.00 1-1/4" Fiber 1.25 100.00 3 Individual IR 4 0.95 N 1.00 1.00
0.00 163.00 1 5/8" Coax 1.98 50.00 2 Block12 1.04 N 0.50 1.00
0.00 163.00 1 5/8" Coax 1.98 100.00 4 Individual IR12 1.04 N 1.00 1.00
0.00 163.00 W/G Ladder 2.00 100.00 2 Individual NR 1 6.00 N 1.00 1.00
0.00 163.00 W/G Ladder 2.00 100.00 4 Individual NR 1 6.00 N 1.00 1.00
0.00 141.50 1/2"  Coax 0.65 100.00 3 Individual NR 1 0.16 N 1.00 1.00
0.00 141.50 1/2"  Coax 0.65 100.00 3 Individual NR 1 0.16 N 1.00 1.00
0.00 130.00 1 5/8" Coax 1.98 100.00 3 Individual IR 6 1.04 N 1.00 1.00
0.00 130.00 3" Conduit 3.00 100.00 3 Individual NR 1 1.78 N 1.00 1.00
0.00 130.00 3/4" DC 0.75 100.00 3 Individual IR 2 0.40 N 1.00 1.00
0.00 130.00 7/16" Fiber 0.44 100.00 3 Individual NR 1 0.10 N 1.00 1.00
0.00 130.00 W/G Ladder 2.00 100.00 3 Individual NR 1 6.00 N 1.00 1.00
0.00 18.00 1/2"  Coax 0.65 100.00 3 Individual NR 1 0.16 N 1.00 1.00

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Section Forces

Page: 7IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

1.2D + 1.6W 93 mph Wind at Normal To Face
Wind Load Factor: 1.60

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.20

Ice Importance Factor: 1.00

1.2D + 1.6W Normal WindLoad Case:

16.00 34.841 0.00 0.16 3.16 1.00 1 10.0 1.00 0.00 47.36 119.34 0.00 8,529.9 0.0 3254.04 2102.52 5,356.5628.80
18.49 25.923 0.00 0.15 3.20 1.00 2 30.0 1.00 0.00 37.98 118.37 0.00 8,043.7 0.0 3059.85 2412.00 5,471.8628.80
20.59 24.019 0.00 0.16 3.16 1.00 3 50.0 1.00 0.00 36.22 118.37 0.00 6,624.1 0.0 3204.65 2685.85 5,890.5128.80
22.10 22.338 0.00 0.15 3.20 1.00 4 70.0 1.00 0.00 32.47 118.37 0.00 5,527.2 0.0 3122.56 2883.01 6,005.5822.12
23.30 18.040 0.00 0.15 3.19 1.00 5 90.0 1.00 0.00 28.05 118.37 0.00 5,112.4 0.0 2831.94 3039.65 5,871.6022.12
24.30 16.644 0.00 0.16 3.18 1.00 6 110.0 1.00 0.00 25.75 118.37 0.00 4,553.4 0.0 2704.59 3170.82 5,875.4118.58
25.17 16.479 0.00 0.16 3.17 1.00 7 130.0 1.00 0.00 23.83 102.68 0.00 3,413.5 0.0 2588.31 2870.36 5,458.6813.36
25.94 12.181 0.00 0.15 3.19 1.00 8 150.0 1.00 0.00 18.82 85.00 0.00 2,756.4 0.0 2117.92 2480.63 4,598.5411.69
26.63 9.381 0.00 0.16 3.18 1.00 9 170.0 1.00 0.00 14.84 23.71 0.00 1,604.0 0.0 1706.59 717.04 2,423.639.60

46,164.8 0.0 46,952.36

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

1.2D + 1.6W 93 mph Wind at 45° From Face
Wind Load Factor: 1.60

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.20

Ice Importance Factor: 1.00

1.2D + 1.6W 45° WindLoad Case:

16.00 34.841 0.00 0.16 3.16 1.12 1 10.0 1.12 0.00 53.04 119.34 0.00 8,529.9 0.0 3644.58 2102.52 5,747.1028.80
18.49 25.923 0.00 0.15 3.20 1.11 2 30.0 1.11 0.00 42.26 118.37 0.00 8,043.7 0.0 3404.51 2412.00 5,816.5128.80
20.59 24.019 0.00 0.16 3.16 1.12 3 50.0 1.12 0.00 40.55 118.37 0.00 6,624.1 0.0 3588.13 2685.85 6,273.9928.80
22.10 22.338 0.00 0.15 3.20 1.11 4 70.0 1.11 0.00 36.15 118.37 0.00 5,527.2 0.0 3476.27 2883.01 6,359.2822.12
23.30 18.040 0.00 0.15 3.19 1.12 5 90.0 1.12 0.00 31.28 118.37 0.00 5,112.4 0.0 3158.72 3039.65 6,198.3822.12
24.30 16.644 0.00 0.16 3.18 1.12 6 110.0 1.12 0.00 28.76 118.37 0.00 4,553.4 0.0 3020.78 3170.82 6,191.6018.58
25.17 16.479 0.00 0.16 3.17 1.12 7 130.0 1.12 0.00 26.64 102.68 0.00 3,413.5 0.0 2893.15 2870.36 5,763.5113.36
25.94 12.181 0.00 0.15 3.19 1.11 8 150.0 1.11 0.00 20.98 85.00 0.00 2,756.4 0.0 2361.20 2480.63 4,841.8311.69
26.63 9.381 0.00 0.16 3.18 1.12 9 170.0 1.12 0.00 16.57 23.71 0.00 1,604.0 0.0 1906.61 717.04 2,623.659.60

46,164.8 0.0 49,815.83

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Section Forces

Page: 8IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

0.9D + 1.6W 93 mph Wind at Normal To Face
Wind Load Factor: 1.60

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 0.90

Ice Importance Factor: 1.00

0.9D + 1.6W Normal WindLoad Case:

16.00 34.841 0.00 0.16 3.16 1.00 1 10.0 1.00 0.00 47.36 119.34 0.00 6,397.4 0.0 3254.04 2102.52 5,356.5628.80
18.49 25.923 0.00 0.15 3.20 1.00 2 30.0 1.00 0.00 37.98 118.37 0.00 6,032.8 0.0 3059.85 2412.00 5,471.8628.80
20.59 24.019 0.00 0.16 3.16 1.00 3 50.0 1.00 0.00 36.22 118.37 0.00 4,968.1 0.0 3204.65 2685.85 5,890.5128.80
22.10 22.338 0.00 0.15 3.20 1.00 4 70.0 1.00 0.00 32.47 118.37 0.00 4,145.4 0.0 3122.56 2883.01 6,005.5822.12
23.30 18.040 0.00 0.15 3.19 1.00 5 90.0 1.00 0.00 28.05 118.37 0.00 3,834.3 0.0 2831.94 3039.65 5,871.6022.12
24.30 16.644 0.00 0.16 3.18 1.00 6 110.0 1.00 0.00 25.75 118.37 0.00 3,415.1 0.0 2704.59 3170.82 5,875.4118.58
25.17 16.479 0.00 0.16 3.17 1.00 7 130.0 1.00 0.00 23.83 102.68 0.00 2,560.1 0.0 2588.31 2870.36 5,458.6813.36
25.94 12.181 0.00 0.15 3.19 1.00 8 150.0 1.00 0.00 18.82 85.00 0.00 2,067.3 0.0 2117.92 2480.63 4,598.5411.69
26.63 9.381 0.00 0.16 3.18 1.00 9 170.0 1.00 0.00 14.84 23.71 0.00 1,203.0 0.0 1706.59 717.04 2,423.639.60

34,623.6 0.0 46,952.36

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

0.9D + 1.6W 93 mph Wind at 45° From Face
Wind Load Factor: 1.60

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 0.90

Ice Importance Factor: 1.00

0.9D + 1.6W 45° WindLoad Case:

16.00 34.841 0.00 0.16 3.16 1.12 1 10.0 1.12 0.00 53.04 119.34 0.00 6,397.4 0.0 3644.58 2102.52 5,747.1028.80
18.49 25.923 0.00 0.15 3.20 1.11 2 30.0 1.11 0.00 42.26 118.37 0.00 6,032.8 0.0 3404.51 2412.00 5,816.5128.80
20.59 24.019 0.00 0.16 3.16 1.12 3 50.0 1.12 0.00 40.55 118.37 0.00 4,968.1 0.0 3588.13 2685.85 6,273.9928.80
22.10 22.338 0.00 0.15 3.20 1.11 4 70.0 1.11 0.00 36.15 118.37 0.00 4,145.4 0.0 3476.27 2883.01 6,359.2822.12
23.30 18.040 0.00 0.15 3.19 1.12 5 90.0 1.12 0.00 31.28 118.37 0.00 3,834.3 0.0 3158.72 3039.65 6,198.3822.12
24.30 16.644 0.00 0.16 3.18 1.12 6 110.0 1.12 0.00 28.76 118.37 0.00 3,415.1 0.0 3020.78 3170.82 6,191.6018.58
25.17 16.479 0.00 0.16 3.17 1.12 7 130.0 1.12 0.00 26.64 102.68 0.00 2,560.1 0.0 2893.15 2870.36 5,763.5113.36
25.94 12.181 0.00 0.15 3.19 1.11 8 150.0 1.11 0.00 20.98 85.00 0.00 2,067.3 0.0 2361.20 2480.63 4,841.8311.69
26.63 9.381 0.00 0.16 3.18 1.12 9 170.0 1.12 0.00 16.57 23.71 0.00 1,203.0 0.0 1906.61 717.04 2,623.659.60

34,623.6 0.0 49,815.83
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Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Section Forces

Page: 9IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 1.00

1.2D + 1.0Di + 1.0Wi 50 mph Wind at Normal From Face
Wind Load Factor: 1.00

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.20

Ice Importance Factor: 1.00

1.2D + 1.0Di + 1.0Wi Normal WindLoad Case:

4.62 34.841 28.08 0.23 2.86 1.00 1 10.0 1.00 1.33 67.83 192.61 30.62 17,481.
8

8951.8 763.10 830.67 1,593.7856.88
5.34 25.923 29.89 0.23 2.86 1.00 2 30.0 1.00 1.49 59.97 196.27 29.72 17,024.

6
8980.8 778.59 973.56 1,752.1558.69

5.95 24.019 29.97 0.25 2.79 1.00 3 50.0 1.00 1.56 58.35 198.61 31.27 15,871.
3

9247.2 823.25 1099.22 1,922.4758.77
6.39 22.338 29.50 0.25 2.79 1.00 4 70.0 1.00 1.62 52.50 200.21 32.34 14,549.

8
9022.6 794.51 1194.02 1,988.5351.62

6.73 18.040 28.78 0.26 2.74 1.00 5 90.0 1.00 1.66 47.93 201.45 33.17 13,803.
0

8690.6 752.12 1266.87 2,018.9950.90
7.02 16.644 27.94 0.27 2.69 1.00 6 110.0 1.00 1.69 44.13 202.46 33.84 13,041.

2
8487.7 708.38 1326.81 2,035.1946.51

7.28 16.479 31.00 0.31 2.55 1.00 7 130.0 1.00 1.72 43.20 174.03 28.67 11,189.
7

7776.2 681.96 1170.60 1,852.5644.36
7.50 12.181 29.18 0.33 2.49 1.00 8 150.0 1.00 1.75 37.04 143.23 12.51 9,051.6 6295.2 588.87 936.55 1,525.4240.87
7.70 9.381 31.40 0.40 2.29 1.00 9 170.0 1.00 1.77 35.39 45.14 11.12 5,410.0 3806.0 530.77 339.00 869.7741.00

117,422.9 71258.1 15,558.87

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 1.00

1.2D + 1.0Di + 1.0Wi 50 mph Wind at 45° From Face
Wind Load Factor: 1.00

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.20

Ice Importance Factor: 1.00

1.2D + 1.0Di + 1.0Wi 45° WindLoad Case:

4.62 34.841 28.08 0.23 2.86 1.17 1 10.0 1.17 1.33 79.43 192.61 30.62 17,481.
8

8951.8 893.64 830.67 1,724.3156.88
5.34 25.923 29.89 0.23 2.86 1.17 2 30.0 1.17 1.49 70.28 196.27 29.72 17,024.

6
8980.8 912.37 973.56 1,885.9458.69

5.95 24.019 29.97 0.25 2.79 1.18 3 50.0 1.18 1.56 69.12 198.61 31.27 15,871.
3

9247.2 975.27 1099.22 2,074.4958.77
6.39 22.338 29.50 0.25 2.79 1.19 4 70.0 1.19 1.62 62.21 200.21 32.34 14,549.

8
9022.6 941.53 1194.02 2,135.5651.62

6.73 18.040 28.78 0.26 2.74 1.19 5 90.0 1.19 1.66 57.22 201.45 33.17 13,803.
0

8690.6 898.02 1266.87 2,164.8850.90
7.02 16.644 27.94 0.27 2.69 1.20 6 110.0 1.20 1.69 52.96 202.46 33.84 13,041.

2
8487.7 850.06 1326.81 2,176.8746.51

7.28 16.479 31.00 0.31 2.55 1.20 7 130.0 1.20 1.72 51.84 174.03 28.67 11,189.
7

7776.2 818.35 1170.60 1,988.9544.36
7.50 12.181 29.18 0.33 2.49 1.20 8 150.0 1.20 1.75 44.44 143.23 12.51 9,051.6 6295.2 706.65 936.55 1,643.1940.87
7.70 9.381 31.40 0.40 2.29 1.20 9 170.0 1.20 1.77 42.47 45.14 11.12 5,410.0 3806.0 636.92 339.00 975.9241.00

117,422.9 71258.1 16,770.11
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Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Section Forces

Page: 10IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

1.0D + 1.0W 60 mph Wind at Normal To Face
Wind Load Factor: 1.00

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.00

Ice Importance Factor: 1.00

1.0D + 1.0W Normal WindLoad Case:

6.66 34.841 0.00 0.16 3.16 1.00 1 10.0 1.00 0.00 50.21 119.34 0.00 7,108.3 0.0 897.46 546.96 1,444.4228.80
7.69 25.923 0.00 0.15 3.20 1.00 2 30.0 1.00 0.00 40.83 118.37 0.00 6,703.1 0.0 855.66 627.47 1,483.1328.80
8.57 24.019 0.00 0.16 3.16 1.00 3 50.0 1.00 0.00 38.68 118.37 0.00 5,520.1 0.0 890.43 698.71 1,589.1428.80
9.20 22.338 0.00 0.15 3.20 1.00 4 70.0 1.00 0.00 34.50 118.37 0.00 4,606.0 0.0 862.99 750.00 1,613.0022.12
9.70 18.040 0.00 0.15 3.19 1.00 5 90.0 1.00 0.00 30.11 118.37 0.00 4,260.4 0.0 790.93 790.75 1,581.6822.12

10.12 16.644 0.00 0.16 3.18 1.00 6 110.0 1.00 0.00 27.20 118.37 0.00 3,794.5 0.0 743.05 824.87 1,567.9318.58
10.48 16.479 0.00 0.16 3.17 1.00 7 130.0 1.00 0.00 24.07 102.68 0.00 2,844.6 0.0 679.97 746.71 1,426.6813.36
10.80 12.181 0.00 0.15 3.19 1.00 8 150.0 1.00 0.00 18.82 85.00 0.00 2,297.0 0.0 550.97 645.32 1,196.2911.69
11.09 9.381 0.00 0.16 3.18 1.00 9 170.0 1.00 0.00 14.84 23.71 0.00 1,336.7 0.0 443.96 186.53 630.509.60

38,470.7 0.0 12,532.76

Sect
Seq

qz
(psf)

Total
Flat
Area
(sqft)

Ice
Round
Area
(sqft)

Sol
Ratio Cf Df

Wind
Height

(ft) Dr

Ice
Thick
(in)

Eff
Area
(sqft)

Linear
Area
(sqft)

Ice
Linear
Area
(sqft)

Total
Weight

(lb)
Weight
Ice (lb)

Struct
Force

(lb)

Linear
Force

(lb)

Total
Force

(lb)

Ice Dead Load Factor: 0.00

1.0D + 1.0W 60 mph Wind at 45° From Face
Wind Load Factor: 1.00

Total
Round
Area
(sqft)

Wind Importance Factor: 1.00
Dead Load Factor: 1.00

Ice Importance Factor: 1.00

1.0D + 1.0W 45° WindLoad Case:

6.66 34.841 0.00 0.16 3.16 1.12 1 10.0 1.12 0.00 56.23 119.34 0.00 7,108.3 0.0 1005.17 546.96 1,552.1328.80
7.69 25.923 0.00 0.15 3.20 1.11 2 30.0 1.11 0.00 45.43 118.37 0.00 6,703.1 0.0 952.04 627.47 1,579.5128.80
8.57 24.019 0.00 0.16 3.16 1.12 3 50.0 1.12 0.00 43.31 118.37 0.00 5,520.1 0.0 996.98 698.71 1,695.6928.80
9.20 22.338 0.00 0.15 3.20 1.11 4 70.0 1.11 0.00 38.40 118.37 0.00 4,606.0 0.0 960.75 750.00 1,710.7522.12
9.70 18.040 0.00 0.15 3.19 1.12 5 90.0 1.12 0.00 33.58 118.37 0.00 4,260.4 0.0 882.19 790.75 1,672.9522.12

10.12 16.644 0.00 0.16 3.18 1.12 6 110.0 1.12 0.00 30.38 118.37 0.00 3,794.5 0.0 829.92 824.87 1,654.8018.58
10.48 16.479 0.00 0.16 3.17 1.12 7 130.0 1.12 0.00 26.90 102.68 0.00 2,844.6 0.0 760.05 746.71 1,506.7613.36
10.80 12.181 0.00 0.15 3.19 1.11 8 150.0 1.11 0.00 20.98 85.00 0.00 2,297.0 0.0 614.26 645.32 1,259.5811.69
11.09 9.381 0.00 0.16 3.18 1.12 9 170.0 1.12 0.00 16.57 23.71 0.00 1,336.7 0.0 496.00 186.53 682.539.60

38,470.7 0.0 13,314.70

Copyright © 2020 by Tower Engineering Solutions, LLC. All rights reserved.



Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Force/Stress Compression Summary

Page: 11IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

 Member
Force
(kips) Load Case

Len
(ft)

Bracing %

KL/R
 Fy

(ksi)

Mem
Cap

(kips)
Leg

Use % ControlsX      Y      ZSect
Top
Elev

LEG MEMBERS

PST - 8" DIA PIPE -213.60 1.2D + 1.6W 45° Wind 10.02 100 100 100 40.89 357.75 59.7 Member X54.001 20

PST - 8" DIA PIPE -188.25 1.2D + 1.6W 45° Wind 10.02 100 100 100 40.89 357.75 52.6 Member X54.002 40

PST - 8" DIA PIPE -160.67 1.2D + 1.6W 45° Wind 10.02 100 100 100 40.89 357.75 44.9 Member X54.003 60

PST - 6" DIA PIPE -132.95 1.2D + 1.6W 45° Wind 10.02 100 100 100 53.43 216.46 61.4 Member X54.004 80

PST - 6" DIA PIPE -105.25 1.2D + 1.6W 45° Wind 10.02 100 100 100 53.43 216.46 48.6 Member X54.005 100

PST - 5" DIA PIPE -77.40 1.2D + 1.6W 45° Wind 10.02 100 100 100 63.94 151.32 51.1 Member X54.006 120

PST - 3-1/2" DIA PIPE -51.72 1.2D + 1.6W 45° Wind 6.68 100 100 100 59.81 98.20 52.7 Member X54.007 140

PST - 3" DIA PIPE -28.49 1.2D + 1.6W 45° Wind 6.68 100 100 100 69.09 74.35 38.3 Member X54.008 160

PST - 2-1/2" DIA PIPE -10.16 1.2D + 1.6W 45° Wind 5.01 100 100 100 63.47 60.25 16.9 Member X54.009 180

Force
(kips) Load Case

Len
(ft)

Bracing %
KL/R

 Fy
(ksi)

Mem
Cap

(kips)
Num 
Bolts

 Num
Holes

Shear
Cap

(kips)

Bear
Cap

(kips)
Use
 % ControlsX      Y      Z

HORIZONTAL MEMBERS

 MemberSect
Top
Elev

1 20 0.00 0 0

2 40 0.00 0 0

3 60 0.00 0 0

4 80 0.00 0 0

5 100 0.00 0 0

6 120 0.00 0 0

7 140 0.00 0 0

8 160 0.00 0 0

9 180 SAE - 1.75X1.75X0.1875 0.9D + 1.6W 45° Wind 5.00 100 100 100 174.93 4.58 1 1 7.95 7.50  1 Member Z-0.05 36.00

Force
(kips) Load Case

Len
(ft)

Bracing %
KL/R

 Fy
(ksi)

Mem
Cap

(kips)
Num 
Bolts

 Num
Holes

Shear
Cap

(kips)

Bear
Cap

(kips)
Use
 % ControlsX      Y      Z

DIAGONAL MEMBERS

 MemberSect
Top
Elev

1 20 SAE - 5X5X0.3125 1.2D + 1.6W Normal Wind 21.99 50 50 50 129.76 40.45 2 1 24.86 41.8
7

37 Bolt Shear -9.23 36.00

2 40 SAE - 4X4X0.375 1.2D + 1.6W Normal Wind 20.52 50 50 50 147.67 29.63 2 1 24.86 50.2
4

37 Bolt Shear -9.24 36.00

3 60 SAE - 4X4X0.25 1.2D + 1.6W Normal Wind 19.09 50 50 50 138.36 22.89 2 1 24.86 33.4
9

38 Member Z-8.72 36.00

4 80 SAE - 4X4X0.25 1.2D + 1.6W Normal Wind 17.69 50 50 50 130.32 25.68 2 1 24.86 33.4
9

33 Bolt Shear -8.17 36.00

5 100 SAE - 3.5X3.5X0.25 1.2D + 1.6W Normal Wind 16.34 50 50 50 136.25 20.57 2 1 24.86 33.4
9

37 Member Z-7.61 36.00

6 120 SAE - 3.5X3.5X0.25 1.2D + 1.6W Normal Wind 15.06 50 50 50 127.80 23.17 2 1 24.86 33.4
9

31 Member Z-7.16 36.00

7 140 SAE - 3X3X0.1875 1.2D + 1.6W Normal Wind 11.79 50 50 50 119.03 16.75 1 1 12.43 9.79 57 Bolt Bear -5.63 36.00

8 160 SAE - 2.5X2.5X0.1875 1.2D + 1.6W Normal Wind 10.46 50 50 50 126.79 12.54 1 1 12.43 9.79 38 Bolt Bear -3.68 36.00

9 180 SAE - 1.75X1.75X0.1875 1.2D + 1.6W Normal Wind 8.17 50 50 50 142.92 6.86 2 1 15.90 18.6
0

36 Member Z-2.47 36.00
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Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Force/Stress Tension Summary

Page: 12IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Member
Force
(kips) Load Case

 Fy
(ksi)

Mem
Cap

(kips)
Leg 

Use % Controls
Top
ElevSect

LEG MEMBERS

1 20 PST - 8" DIA PIPE 197.09 0.9D + 1.6W 45° Wind 54 48.3 Member408.24

2 40 PST - 8" DIA PIPE 172.14 0.9D + 1.6W 45° Wind 54 42.2 Member408.24

3 60 PST - 8" DIA PIPE 146.28 0.9D + 1.6W 45° Wind 54 35.8 Member408.24

4 80 PST - 6" DIA PIPE 119.98 0.9D + 1.6W 45° Wind 54 44.2 Member271.19

5 100 PST - 6" DIA PIPE 93.53 0.9D + 1.6W 45° Wind 54 34.5 Member271.19

6 120 PST - 5" DIA PIPE 67.10 0.9D + 1.6W 45° Wind 54 32.1 Member208.98

7 140 PST - 3-1/2" DIA PIPE 42.82 0.9D + 1.6W 45° Wind 54 32.9 Member130.25

8 160 PST - 3" DIA PIPE 22.97 0.9D + 1.6W 45° Wind 54 21.2 Member108.38

9 180 PST - 2-1/2" DIA PIPE 6.36 0.9D + 1.6W 45° Wind 54 7.7 Member82.81

Member
Force
(kips) Load Case

 Fy
(ksi)

Mem
Cap

(kips)
Num 
Bolts

 Num
Holes

Shear
Cap

(kips)

Bear
Cap

(kips)
Use 
 % Controls

Top
ElevSect

HORIZONTAL MEMBERS

B.S.
Cap

(kips)

1 20  - 36  0  00.00

2 40  - 36  0  00.00

3 60  - 36  0  00.00

4 80  - 36  0  00.00

5 100  - 36  0  00.00

6 120  - 36  0  00.00

7 140  - 36  0  00.00

8 160  - 36  0  00.00

9 180 SAE - 1.75X1.75X0.1875 1.2D + 1.6W Normal Wind 36  1  1 7.95 7.50 3.1 Blck Shear20.090.23 7.25

Member
Force
(kips) Load Case

 Fy
(ksi)

Mem
Cap

(kips)
Num 
Bolts

 Num
Holes

 Shear
Cap

(kips)

 Bear
Cap

(kips)
Use
 % Controls

Top
ElevSect 

DIAGONAL MEMBERS

B.S.
Cap

(kips)

1 20 SAE - 5X5X0.3125 1.2D + 1.6W Normal Wind 36  2  1 24.86 41.87 37.2 Bolt Shear91.219.25 37.91

2 40 SAE - 4X4X0.375 0.9D + 1.6W Normal Wind 36  2  1 24.86 50.24 36.3 Bolt Shear84.139.03 37.34

3 60 SAE - 4X4X0.25 0.9D + 1.6W Normal Wind 36  2  1 24.86 33.49 34.4 Bolt Shear57.188.54 24.89

4 80 SAE - 4X4X0.25 0.9D + 1.6W Normal Wind 36  2  1 24.86 33.49 32.0 Bolt Shear57.187.97 24.89

5 100 SAE - 3.5X3.5X0.25 0.9D + 1.6W Normal Wind 36  2  1 24.86 33.49 29.7 Bolt Shear49.027.37 24.89

6 120 SAE - 3.5X3.5X0.25 1.2D + 1.6W Normal Wind 36  2  1 24.86 33.49 27.8 Bolt Shear49.026.91 24.89

7 140 SAE - 3X3X0.1875 0.9D + 1.6W Normal Wind 36  1  1 12.43 9.79 53.2 Bolt Bear30.975.21 10.55

8 160 SAE - 2.5X2.5X0.1875 1.2D + 1.6W Normal Wind 36  1  1 12.43 9.79 34.1 Blck Shear24.843.25 9.53

9 180 SAE - 1.75X1.75X0.1875 0.9D + 1.6W Normal Wind 36  2  1 15.90 18.60 22.7 Blck Shear16.402.41 10.60
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Seismic Section Forces

Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020Code: EIA/TIA-222-G

Exposure: C

Base Elev: 0.000 (ft)

Page: 13IIStruct Class:Topography: 1Gh: 0.85

Crest Height: 0.00

Site Class: D - Stiff Soil

Dead Load Factor 1.20

1.00

Load Case: 1.2D + 1.0E

Seismic Load Factor

R 3.0000Seismic Importance Factor

S1

SsSds

Sd1

SA

0.209
2

0.104
1

0.173
2

0.1960

0.0650

1.00

Fv

Fa 1.6000

2.4000

Vs 3.2033

Kg

Ke 0.0000

0.0000

f1 1.6642

Sect #
Elev
(ft) a

Lateral
Fsz
(lb)b c

Wz
(lb)

10.00  1 0.01 0.05 29.900.037113.2
830.00  2 0.05 0.07 58.790.046703.1
250.00  3 0.15 0.07 76.490.035520.0
870.00  4 0.29 0.05 93.840.014606.0
190.00  5 0.47 -0.01 113.430.014260.3
7110.00 6 0.71 -0.09 123.500.033794.5
3130.00 7 0.99 -0.11 271.720.126234.8
9150.00 8 1.31 0.14 186.690.352622.0
2170.00 9 1.69 1.07 688.110.795393.9
7

Dead Load Factor 0.90

1.00

Load Case: 0.9D + 1.0E

Seismic Load Factor

R 3.0000Seismic Importance Factor

S1

SsSds

Sd1

SA

0.209
2

0.104
1

0.173
2

0.1960

0.0650

1.00

Fv

Fa 1.6000

2.4000

Vs 3.2033

Kg

Ke 0.0000

0.0000

f1 1.6642

Sect #
Elev
(ft) a

Lateral
Fsz
(lb)b c

Wz
(lb)

10.00  1 0.01 0.05 29.900.037113.2
830.00  2 0.05 0.07 58.790.046703.1
250.00  3 0.15 0.07 76.490.035520.0
870.00  4 0.29 0.05 93.840.014606.0
190.00  5 0.47 -0.01 113.430.014260.3
7110.00 6 0.71 -0.09 123.500.033794.5
3130.00 7 0.99 -0.11 271.720.126234.8
9150.00 8 1.31 0.14 186.690.352622.0
2170.00 9 1.69 1.07 688.110.795393.9
7
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Support Forces Summary

Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 14

Code: EIA/TIA-222-G

Exposure: C

Gh: 0.85

Base Elev: 0.000 (ft)

Crest Height: 0.00

Site Class:

IIStruct Class:

D - Stiff Soil

Topography: 1

Load Case 
FX

(kips)
FY 

(kips)
FZ

(kips) (-) = Uplift   (+) = DownNode

1 -8.45 157.221.2D + 1.6W Normal Wind -15.10

1a 7.14 -129.45 -13.71

1b -7.12 -128.70 -13.64

1c 8.43 156.43 -15.02

1 -16.60 221.071.2D + 1.6W 45° Wind -16.65

1a -6.06 17.26 -3.84

1b -16.21 -200.27 -16.16

1c -3.78 17.43 -6.02

1 -8.26 153.650.9D + 1.6W Normal Wind -14.92

1a 7.32 -132.82 -13.89

1b -7.30 -132.07 -13.82

1c 8.25 152.87 -14.84

1 -16.42 217.460.9D + 1.6W 45° Wind -16.47

1a -5.88 13.77 -4.02

1b -16.39 -203.57 -16.34

1c -3.97 13.96 -5.83

1 -2.11 80.251.2D + 1.0Di + 1.0Wi Normal Wind -4.21

1a 2.94 -11.71 -5.03

1b -2.93 -11.39 -5.00

1c 2.10 79.83 -4.17

1 -4.87 102.451.2D + 1.0Di + 1.0Wi 45° Wind -4.90

1a -1.23 34.74 -1.95

1b -5.84 -34.88 -5.82

1c -1.93 34.67 -1.20

1 3.76 19.321.2D + 1.0E 3.67

1a 4.37 8.43 -4.47

1b -4.37 8.43 -4.47

1c -3.76 19.32 3.67

1 3.95 15.840.9D + 1.0E 3.86

1a 4.56 4.97 -4.66

1b -4.56 4.97 -4.66

1c -3.95 15.84 3.86

1 -2.66 49.281.0D + 1.0W Normal Wind -4.43

1a 1.45 -26.15 -3.22

1b -1.44 -25.96 -3.20

1c 2.65 49.07 -4.41

1 -4.91 66.641.0D + 1.0W 45° Wind -4.92

1a -1.97 11.87 -0.69

1b -3.78 -44.12 -3.76

1c -0.67 11.86 -1.96

Max Reactions
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Max Uplift:

Max Down:

-203.57

Leg Overturning

221.07

Max Shear: 23.52

Moment: 5958.57

Total Down:

Total Shear:

55.50

60.33

(kips)

(kips)

(kips)

(ft-kips)

(kips)

(kips)
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Analysis Summary

Structure: CT46125-A-SBA

Site Name: Roxbury-lower County Rd

Height: 180.00 (ft)

11/18/2020

Page: 16

Code: EIA/TIA-222-G

Exposure: C

Gh: 0.85

Base Elev: 0.000 (ft)

Crest Height: 0.00

Site Class:

IIStruct Class:

D - Stiff Soil

Topography: 1

Max Reactions

Max Uplift:

Max Down:

-203.57

Leg Overturning

221.07

Max Shear: 23.52

Moment: 5958.57

Total Down:

Total Shear:

55.50

60.33

(kips)

(kips)

(kips)

(ft-kips)

(kips)

(kips)

Anchor Bolts

Interaction Ratio: 0.94

Bolt Size (in.): Number Bolts:1.50  4

Tensile Strength (Ksi):Yield Strength (Ksi):

Detail Type:

58.0036.00

C

Max Usages

Max Leg: 61.4% (1.2D + 1.6W 45° Wind - Sect 4)

Max Diag: 57.5% (1.2D + 1.6W Normal Wind - Sect 7)

Max Horiz: 3.1% (1.2D + 1.6W Normal Wind - Sect 9)

Load Case 
Elevation

 (ft)
Deflection

(ft)
Twist
(deg)

Sway
(deg)

Max Deflection, Twist and Sway

0.9D + 1.0E - Normal To Face 20.00 0.0025 0.0001 0.0183

126.67 0.0235 -0.0008 0.0228

140.00 0.0290 0.0009 0.0263

165.00 0.0414 -0.0007 0.0325

175.00 0.0469 -0.0004 0.0327

180.00 0.0497 0.0002 0.0324

0.9D + 1.6W 93 mph Wind at 45° From Face 20.00 0.0174 -0.0004 0.0713

126.67 0.5253 0.0581 0.4738

140.00 0.6405 0.0882 0.5403

165.00 0.8829 0.0468 0.5948

175.00 0.9843 -0.0422 0.5987

180.00 1.0301 -0.0367 0.6224

0.9D + 1.6W 93 mph Wind at Normal To Face 20.00 0.0164 0.0030 0.0773

126.67 0.4982 -0.1042 0.4715

140.00 0.6101 -0.1662 0.6662

165.00 0.8476 -0.0947 0.5775

175.00 0.9477 -0.0472 0.5729

180.00 0.9973 -0.0232 0.7468

1.0D + 1.0W 60 mph Wind at 45° From Face 20.00 0.0048 -0.0001 0.0187

126.67 0.1359 0.0132 0.1232

140.00 0.1658 0.0200 0.1408

165.00 0.2290 0.0102 0.1535

175.00 0.2554 -0.0119 0.1539

180.00 0.2686 -0.0102 0.1614
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1.0D + 1.0W 60 mph Wind at Normal To Face 20.00 0.0044 0.0008 0.0200

126.67 0.1305 -0.0266 0.1232

140.00 0.1597 -0.0425 0.1737

165.00 0.2216 -0.0239 0.1507

175.00 0.2477 -0.0118 0.1499

180.00 0.2606 -0.0058 0.1950

1.2D + 1.0Di + 1.0Wi 50 mph Wind at 45° From Face 20.00 0.0047 -0.0002 0.0298

126.67 0.1697 0.0243 0.1528

140.00 0.2065 0.0369 0.1812

165.00 0.2837 0.0193 0.1880

175.00 0.3159 -0.0220 0.1891

180.00 0.3315 -0.0190 0.2096

1.2D + 1.0Di + 1.0Wi 50 mph Wind at Normal From Face 20.00 0.0045 0.0009 0.0292

126.67 0.1596 -0.0495 0.1518

140.00 0.1948 -0.0779 0.2342

165.00 0.2692 -0.0439 0.1823

175.00 0.3004 -0.0216 0.1815

180.00 0.3159 -0.0106 0.2640

1.2D + 1.0E - Normal To Face 20.00 0.0025 0.0001 0.0181

126.67 0.0235 0.0008 0.0228

140.00 0.0290 0.0009 0.0264

165.00 0.0415 0.0007 0.0326

175.00 0.0470 0.0004 0.0328

180.00 0.0497 0.0002 0.0325

1.2D + 1.6W 93 mph Wind at 45° From Face 20.00 0.0175 -0.0004 0.0711

126.67 0.5258 0.0581 0.4745

140.00 0.6412 0.0882 0.5409

165.00 0.8838 0.0468 0.5954

175.00 0.9854 -0.0422 0.5991

180.00 1.0312 -0.0367 0.6234

1.2D + 1.6W 93 mph Wind at Normal To Face 20.00 0.0165 0.0030 0.0772

126.67 0.4986 -0.1041 0.4720

140.00 0.6106 -0.1662 0.6667

165.00 0.8484 -0.0947 0.5782

175.00 0.9486 -0.0472 0.5738

180.00 0.9982 -0.0232 0.7476
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Recipient 
Page 7 of 10 

 
 

 
 
 
 
 

EXHIBIT 4 



 
 
 

 p: 978.557.5553   f: 978.336.5586   a: 45 Beechwood Drive, N. Andover, MA  01845 
p: 203.208.3919   f: 203.234.6398   a: 110 Washington Avenue, 4th Floor, North Haven CT 06473 

 
 
 

August 25, 2020 (Rev. 1) 
May 11, 2020 
 

  
 
Centerline Communications 
750 West Center Street, Suite #301 
West Bridgewater, MA 02379 
 
RE: Site Number:  CT2089 (LTE 2C/RETRO/5G NR) 
 FA Number:  10035277 
 PACE Number:  MRCTB047205 
 PT Number:  2051A0VCY8 

Site Name:    ROXBURY CENTRAL 
Site Address:  35 Lower County Road 
   Roxbury, CT 06783 
 

To Whom It May Concern: 
 
Hudson Design Group LLC (HDG) has been authorized by Centerline Communications to perform a mount 
analysis on the existing AT&T antenna/RRH mounts to determine their capability of supporting the following 
additional loading: 

 
 (3) 7770 Antennas (55.0”x11.0”x5.0” - Wt. = 35 lbs. /each) 

 
 (1) Squid Surge Arrestor (24.0”x9.7” Φ – Wt. = 33 lbs. /each) (Tower Mount) 

 
 (2) DMP65R-BU6DA Antennas (71.2”x20.7”x7.7” – Wt. = 80 lbs. /each) 

 
 (2) OPA65R-BU6DA Antennas (71.2”x21.0”x7.8” – Wt. = 64 lbs. /each) 

 
 (1) DMP65R-BU8DA Antennas (96.0”x20.7”x7.7” – Wt. = 96 lbs. /each) 

 
 (1) OPA65R-BU8DA Antennas (96.0”x21.0”x7.8” – Wt. = 77 lbs. /each) 

 
 (3) 4449 B5/B12 RRH’s (17.9”x13.2”x9.5” – Wt. = 71 lbs. /each) 

 
 (3) B2/B66A 8843 RRH’s (14.9”x13.2”x10.9” – Wt. = 72 lbs. /each) 

 
 (3) B14 4478 RRH’s (18.1”x13.4”x8.3” – Wt. = 60 lbs. /each) 

 
 (1) Squid Surge Arrestor (24.0”x9.7” Φ – Wt. = 33 lbs. /each)  

 
*Proposed equipment shown in bold 

 
No original structural design documents or fabrication drawings were available for the existing mounts. 
HDG’s subconsultant, ProVertic LLC, conducted a survey climb and mapping of the existing AT&T antenna 
mounts on March 24, 2020. 
 
 
 
 
 



 

Page 2 of 5 
Re: CT2089 

August 25, 2020 (Rev. 1) 
 

 p: 978.557.5553   f: 978.336.5586   a: 45 Beechwood Drive, N. Andover, MA  01845 
p: 203.208.3919   f: 203.234.6398   a: 110 Washington Avenue, 4th Floor, North Haven CT 06473 

 
   

 

Mount Analysis Methods: 
 

 This analysis was conducted in accordance with EIA/TIA-222-H, Structural Standards for Steel 
Antenna Towers and Antenna Supporting Structures, the International Building Code 2015 with 2018 
Connecticut State Building Code, and AT&T Mount Technical Directive – R13.   
 

 HDG considers this mount to be asymmetrical and has applied wind loads in 30 degree increments 
all around the mount. Per TIA-222-H and Appendix N of the Connecticut State Building Code, the 
max basic wind speed for this site is equal to 120 mph with a max basic wind speed with ice of 50 
mph and a max ice thickness of 1.0 in.  An escalated ice thickness of 1.15 in was used for this 
analysis. 
 

 HDG considers this site to be exposure category C; tower is located near large, flat, open, 
terrain/grasslands. 
 

 HDG considers this site to be topographic category 1; tower is located on flat terrain or the bottom 
of a hill or ridge 
 

 The mount has been analyzed with load combinations consisting of 250 lbs live load using a service 
wind speed of 30 mph wind on the worst case antenna. Analysis performed on each antenna pipe 
to determine worst case location; worst case location was antenna position 1. 
 

 The mount has been analyzed with load combinations consisting of a 250 lbs live load in a worst 
case location on the mount. 
 

 The existing mount is secured to the existing tower with clamps and threaded rods.  The connection 
is considered OK by visual inspection.   
 

Based on our evaluation, we have determined that the existing mounts ARE NOT CAPABLE of supporting the 
proposed installation. HDG recommends the following modifications: 
 

 Install new 2” std. (2.38” O.D.) pipe brace secured to the existing mount and tower (typ. of 1 per 
sector, total of 3). Reference the attached sketch.   
 

 Reinforce existing standoff horizontal steel angles with new L 3x3x1/4 angles (typ. of 2 per sector,   
total of 6). Reference the attached sketch.   

 
 Component Controlling Load Case Stress Ratio Pass/Fail 

Existing (LTE LTE 2C/RETRO/5G NR)  
Mount Rating  7 LC2 169% FAIL 

Modified (LTE LTE 2C/RETRO/5G NR) 
 Mount Rating 35 LC1 84% PASS 

 
Reference Documents: 
 

 Mount mapping report prepared by ProVertic LLC dated May 1, 2020. 
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2.6.5.2 Velocity Pressure Coeff:

Kz= 2.01 (z/zg)
2/ z= 130 (ft)

zg= 900 (ft)
Kz= 1.337 = 9.5

Kzmin Kz 2.01

Table 2 4
Exposure Zg Kzmin Kc

B 1200 ft 7.0 0.70 0.9
C 900 ft 9.5 0.85 1.0
D 700 ft 11.5 1.03 1.1

2.6.6.2 Topographic Factor:

Table 2 5
Topo. Category Kt f

2 0.43 1.25
3 0.53 2.0
4 0.72 1.5

Kzt= [1+(Kc Kt/Kh)]
2 Kh= e

(f*z/H)

Kzt= #DIV/0! Kh= #DIV/0!
Kc= 1.0 (from Table 2 4)

(If Category 1 then K zt =1.0) Kt= (from Table 2 5)
f= (from Table 2 5)

Category= 1 z= 130
zs= 870 (Mean elevation of base of structure above sea level)
H= (Ht. of the crest above surrounding terrain)
Kzt= 1.00 (from 2.6.6.2.1)
Ke= 0.97 (from 2.6.8)

2.6.10 Design Ice Thickness

Max Ice Thickness = ti = 1.00 in
Importance Factor = I= 1.00 (from Table 2 3)

Kiz = 1.15 (from Sec. 2.6.10)

tiz= ti*I*Kiz*(Kzt)
0.35 tiz = 1.15 in
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2.6.9 Gust Effect Factor

2.6.9.1 Self Supporting Lattice Structures

Gh = 1.0 Latticed Structures > 600 ft

Gh = 0.85 Latticed Structures 450 ft or less

Gh = 0.85 + 0.15 [h/150 3.0] h= ht. of structure

h= 180 Gh= 0.85

2.6.9.2 Guyed Masts Gh= 0.85

2.6.9.3 Pole Structures Gh= 1.1

2.6.9 Appurtenances Gh= 1.0

2.6.9.4 Structures Supported on Other Structures
(Cantilivered tubular or latticed spines, pole, structures on buildings (ht. : width ratio > 5)

Gh= 1.35 Gh= 1.00

2.6.11.2 Design Wind Force on Appurtenances

F= qz*Gh*(EPA)A

qz= 0.00256*Kz*Kzt*Ks*Ke*Kd*Vmax
2 Kz= 1.337 (from 2.6.5.2)

Kzt= 1.0 (from 2.6.6.2.1)
Ks= 1.0 (from 2.6.7)

qz= 40.61 Ke= 0.97 (from 2.6.8)
qz (ice)= 7.05 Kd= 0.85 (from Table 2 2)
qz (30)= 2.54 Vmax= 120 mph (Ultimate Wind Speed)

Vmax (ice)= 50 mph
V30= 30 mph

Table 2 2
Structure Type

Latticed structures with triangular, square or rectangular cross
sections 0.85

Tubular pole structures supporting antennas enclosed within a
cylindrical shroud

1.00

Tubular pole structures, latticed structures with other cross
sections, appurtenances 0.95

Wind Direction Probability Factor, Kd
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Determine Ca:

Table 2 9

Round C < 39
(Subcritical)
39 C 78
(Transitional)

C > 78
(Supercritical)

Ice Thickness = 1.15 in Angle = 0 (deg) Equivalent Angle = 180 (deg)

Appurtenances Height Width Depth Flat Area
Aspect
Ratio Ca Force (lbs)

Force (lbs)
(w/ Ice)

Force (lbs)
(30 mph)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.44 1.24 516 103 32

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.39 1.24 523 104 33

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 4.64 1.30 726 143 45

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 4.57 1.29 735 145 46

7770 Antenna 55.0 11.0 5.0 4.20 5.00 1.31 224 49 14

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.88 1.20 58 14 4
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 3.77 1.26 30 9 2

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.20 55 13 3
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 2.73 1.21 28 8 2

B14 4478 RRH 18.1 13.4 8.3 1.68 1.35 1.20 82 19 5
B14 4478 RRH (Shielded) 18.1 0.0 8.3 0.00 0.00 1.20 0 3 0

Surge Arrestor 24.0 9.7 9.7 1.62 2.47 0.70 46 11 3

3/4" Round Bar 0.8 12.0 0.06 0.06 1.20 3

2" Pipe 2.4 12.0 0.20 0.20 1.20 10

L 3x3 Angles 3.0 12.0 0.25 0.25 2.00 20

1.2

Aspect Ratio  2.5 Aspect Ratio = 7 Aspect Ratio  25
Force Coefficients (Ca) for Appurtenances

Member Type
Ca Ca Ca

2.0
Square/Rectangular HSS 1.2 2.8(rs) 0.85 1.4 4.0(rs) 0.90 2.0 6.0(rs) 1.25

Note:  Linear interpolation may be used for aspect ratios other than those shown.

Flat

Aspect Ratio is the overall length/width ratio in the plane normal to the wind direction.

(Aspect ratio is independent of the spacing  between support points of a linear appurtenance,

1.2

0.7

4.14/(C0.485)

0.5

3.66/(C0.415) 46.8/(C.1.0)

1.4

0.8

0.6 0.6
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Angle = 30 (deg) Ice Thickness = 1.15 in. Equivalent Angle = 210 (deg)

WIND LOADS WITH NO ICE:

Appurtenances Height Width Depth Flat Area
(normal)

Flat Area
(side)

Aspect
Ratio

Aspect
Ratio

Ca (normal) Ca
(side)

Force (lbs)
(normal)

Force (lbs)
(side)

Force (lbs)
(angle)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 516 228 444

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 523 230 450

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 726 330 627

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 735 333 634

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 224 119 198

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 58 80 63
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 30 80 43

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 55 67 58
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 28 67 37

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 82 51 74
B14 4478 RRH (Shielded) 18.1 6.7 8.3 0.84 1.04 2.70 2.18 1.21 1.20 41 51 44

WIND LOADS WITH ICE:

DMP65R BU6DA Antenna 73.5 23.0 10.0 11.74 5.10 3.20 7.35 1.23 1.41 102 51 89

OPA65R BU6DA Antenna 73.5 23.3 10.1 11.89 5.15 3.16 7.28 1.23 1.41 103 51 90

DMP65R BU8DA Antenna 98.3 23.0 10.0 15.70 6.82 4.27 9.84 1.28 1.49 142 72 124

OPA65R BU8DA Antenna 98.3 23.3 10.1 15.90 6.89 4.22 9.74 1.28 1.49 143 72 125

7770 Antenna 57.3 13.3 7.3 5.29 2.90 4.31 7.86 1.28 1.43 48 29 43

4449 B5/B12 RRH 20.2 11.8 15.5 1.65 2.17 1.71 1.30 1.20 1.20 14 18 15
4449 B5/B12 RRH (Shielded) 20.2 5.9 15.5 0.83 2.17 3.42 1.30 1.24 1.20 7 18 10

B2/B66A 8843 RRH 17.2 13.2 15.5 1.58 1.85 1.30 1.11 1.20 1.20 13 16 14
B2/B66A 8843 RRH (Shielded) 17.2 6.6 15.5 0.79 1.85 2.61 1.11 1.20 1.20 7 16 9

B14 4478 RRH 20.4 15.7 10.6 2.22 1.50 1.30 1.93 1.20 1.20 19 13 17
B14 4478 RRH (Shielded) 20.4 7.8 10.6 1.11 1.50 2.60 1.93 1.20 1.20 9 13 10

WIND LOADS AT 30 MPH:

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 32 14 28

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 33 14 28

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 45 21 39

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 46 21 40

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 14 7 12

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 4 5 4
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 2 5 3

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 3 4 4
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 2 4 2

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 5 3 5
B14 4478 RRH (Shielded) 18.1 6.7 8.3 0.84 1.04 2.70 2.18 1.21 1.20 3 3 3

WIND LOADS
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Angle = 60 (deg) Ice Thickness = 1.15 in. Equivalent Angle = 240 (deg)

WIND LOADS WITH NO ICE:

Appurtenances Height Width Depth Flat Area
(normal)

Flat Area
(side)

Ratio
(normal)

Ratio
(side)

Ca
(normal)

Ca
(side)

Force (lbs)
(normal)

Force (lbs)
(side)

Force (lbs)
(angle)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 516 228 300

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 523 230 303

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 726 330 429

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 735 333 433

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 224 119 145

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 58 80 74
4449 B5/B12 RRH (Shielded) 17.9 7.1 13.2 0.89 1.64 2.51 1.36 1.20 1.20 43 80 71

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 55 67 64
B2/B66A 8843 RRH (Shielded) 14.9 8.2 13.2 0.85 1.37 1.82 1.13 1.20 1.20 41 67 60

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 82 51 59
B14 4478 RRH (Shielded) 18.1 10.1 8.3 1.26 1.04 1.80 2.18 1.20 1.20 62 51 54

WIND LOADS WITH ICE:

DMP65R BU6DA Antenna 73.5 23.0 10.0 11.74 5.10 3.20 7.35 1.23 1.41 102 51 64

OPA65R BU6DA Antenna 73.5 23.3 10.1 11.89 5.15 3.16 7.28 1.23 1.41 103 51 64

DMP65R BU8DA Antenna 98.3 23.0 10.0 15.70 6.82 4.27 9.84 1.28 1.49 142 72 89

OPA65R BU8DA Antenna 98.3 23.3 10.1 15.90 6.89 4.22 9.74 1.28 1.49 143 72 90

7770 Antenna 57.3 13.3 7.3 5.29 2.90 4.31 7.86 1.28 1.43 48 29 34

4449 B5/B12 RRH 20.2 11.8 15.5 1.65 2.17 1.71 1.30 1.20 1.20 14 18 17
4449 B5/B12 RRH (Shielded) 20.2 8.8 15.5 1.24 2.17 2.28 1.30 1.20 1.20 10 18 16

B2/B66A 8843 RRH 17.2 13.2 15.5 1.58 1.85 1.30 1.11 1.20 1.20 13 16 15
B2/B66A 8843 RRH (Shielded) 17.2 9.9 15.5 1.18 1.85 1.74 1.11 1.20 1.20 10 16 14

B14 4478 RRH 20.4 15.7 10.6 2.22 1.50 1.30 1.93 1.20 1.20 19 13 14
B14 4478 RRH (Shielded) 20.4 11.8 10.6 1.67 1.50 1.73 1.93 1.20 1.20 14 13 13

WIND LOADS AT 30 MPH:

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 32 14 19

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 33 14 19

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 45 21 27

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 46 21 27

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 14 7 9

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 4 5 5
4449 B5/B12 RRH (Shielded) 17.9 7.1 13.2 0.89 1.64 2.51 1.36 1.20 1.20 3 5 4

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 3 4 4
B2/B66A 8843 RRH (Shielded) 14.9 8.2 13.2 0.85 1.37 1.82 1.13 1.20 1.20 3 4 4

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 5 3 4
B14 4478 RRH (Shielded) 18.1 10.1 8.3 1.26 1.04 1.80 2.18 1.20 1.20 4 3 3

WIND LOADS
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Angle = 90 (deg) Ice Thickness = 1.15 in. Equivalent Angle = 270 (deg)

WIND LOADS WITH NO ICE:

Appurtenances Height Width Depth Flat Area
(normal)

Flat Area
(side)

p
Ratio

(normal)

p
Ratio
(side)

Ca
(normal)

Ca
(side)

Force (lbs)
(normal)

Force (lbs)
(side)

Force (lbs)
(angle)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 516 228 228

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 523 230 230

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 726 330 330

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 735 333 333

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 224 119 119

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 58 80 80
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 30 80 80

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 55 67 67
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 28 67 67

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 82 51 51
B14 4478 RRH (Shielded) 18.1 0.0 8.3 0.00 1.04 0.00 2.18 1.20 1.20 0 51 51

WIND LOADS WITH ICE:

DMP65R BU6DA Antenna 73.5 23.0 10.0 11.74 5.10 3.20 7.35 1.23 1.41 102 51 51

OPA65R BU6DA Antenna 73.5 23.3 10.1 11.89 5.15 3.16 7.28 1.23 1.41 103 51 51

DMP65R BU8DA Antenna 98.3 23.0 10.0 15.70 6.82 4.27 9.84 1.28 1.49 142 72 72

OPA65R BU8DA Antenna 98.3 23.3 10.1 15.90 6.89 4.22 9.74 1.28 1.49 143 72 72

7770 Antenna 57.3 13.3 7.3 5.29 2.90 4.31 7.86 1.28 1.43 48 29 29

4449 B5/B12 RRH 20.2 11.8 15.5 1.65 2.17 1.71 1.30 1.20 1.20 14 18 18
4449 B5/B12 RRH (Shielded) 20.2 7.0 15.5 0.99 2.17 2.87 1.30 1.22 1.20 8 18 18

B2/B66A 8843 RRH 17.2 13.2 15.5 1.58 1.85 1.30 1.11 1.20 1.20 13 16 16
B2/B66A 8843 RRH (Shielded) 17.2 7.7 15.5 0.92 1.85 2.22 1.11 1.20 1.20 8 16 16

B14 4478 RRH 20.4 15.7 10.6 2.22 1.50 1.30 1.93 1.20 1.20 19 13 13
B14 4478 RRH (Shielded) 20.4 2.3 10.6 0.32 1.50 8.89 1.93 1.46 1.20 3 13 13

WIND LOADS AT 30 MPH:

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 32 14 14

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 33 14 14

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 45 21 21

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 46 21 21

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 14 7 7

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 4 5 5
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 2 5 5

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 3 4 4
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 2 4 4

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 5 3 3
B14 4478 RRH (Shielded) 18.1 0.0 8.3 0.00 1.04 0.00 2.18 1.20 1.20 0 3 3

WIND LOADS
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Angle = 120 (deg) Ice Thickness = 1.15 in. Equivalent Angle = 300 (deg)

WIND LOADS WITH NO ICE:

Appurtenances Height Width Depth Flat Area
(normal)

Flat Area
(side)

p
Ratio

(normal)

p
Ratio
(side)

Ca
(normal)

Ca
(side)

Force (lbs)
(normal)

Force (lbs)
(side)

Force (lbs)
(angle)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 516 228 300

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 523 230 303

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 726 330 429

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 735 333 433

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 224 119 145

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 58 80 74
4449 B5/B12 RRH (Shielded) 17.9 7.1 13.2 0.89 1.64 2.51 1.36 1.20 1.20 43 80 71

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 55 67 64
B2/B66A 8843 RRH (Shielded) 14.9 8.2 13.2 0.85 1.37 1.82 1.13 1.20 1.20 41 67 60

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 82 51 59
B14 4478 RRH (Shielded) 18.1 10.1 8.3 1.26 1.04 1.80 2.18 1.20 1.20 62 51 54

WIND LOADS WITH ICE:

DMP65R BU6DA Antenna 73.5 23.0 10.0 11.74 5.10 3.20 7.35 1.23 1.41 102 51 64

OPA65R BU6DA Antenna 73.5 23.3 10.1 11.89 5.15 3.16 7.28 1.23 1.41 103 51 64

DMP65R BU8DA Antenna 98.3 23.0 10.0 15.70 6.82 4.27 9.84 1.28 1.49 142 72 89

OPA65R BU8DA Antenna 98.3 23.3 10.1 15.90 6.89 4.22 9.74 1.28 1.49 143 72 90

7770 Antenna 57.3 13.3 7.3 5.29 2.90 4.31 7.86 1.28 1.43 48 29 34

4449 B5/B12 RRH 20.2 11.8 15.5 1.65 2.17 1.71 1.30 1.20 1.20 14 18 17
4449 B5/B12 RRH (Shielded) 20.2 8.8 15.5 1.24 2.17 2.28 1.30 1.20 1.20 10 18 16

B2/B66A 8843 RRH 17.2 13.2 15.5 1.58 1.85 1.30 1.11 1.20 1.20 13 16 15
B2/B66A 8843 RRH (Shielded) 17.2 9.9 15.5 1.18 1.85 1.74 1.11 1.20 1.20 10 16 14

B14 4478 RRH 20.4 15.7 10.6 2.22 1.50 1.30 1.93 1.20 1.20 19 13 14
B14 4478 RRH (Shielded) 20.4 11.8 10.6 1.67 1.50 1.73 1.93 1.20 1.20 14 13 13

WIND LOADS AT 30 MPH:

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 32 14 19

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 33 14 19

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 45 21 27

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 46 21 27

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 14 7 9

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 4 5 5
4449 B5/B12 RRH (Shielded) 17.9 7.1 13.2 0.89 1.64 2.51 1.36 1.20 1.20 3 5 4

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 3 4 4
B2/B66A 8843 RRH (Shielded) 14.9 8.2 13.2 0.85 1.37 1.82 1.13 1.20 1.20 3 4 4

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 5 3 4
B14 4478 RRH (Shielded) 18.1 10.1 8.3 1.26 1.04 1.80 2.18 1.20 1.20 4 3 3

WIND LOADS



Date:           8/25/2020
Project Name:   ROXBURY CENTRAL
Project No.:        CT2089       
Designed By:      RL          Checked By:  MSC       

Angle = 150 (deg) Ice Thickness = 1.15 in. Equivalent Angle = 330 (deg)

WIND LOADS WITH NO ICE:

Appurtenances Height Width Depth Flat Area
(normal)

Flat Area
(side)

p
Ratio

(normal)

p
Ratio
(side)

Ca
(normal)

Ca
(side)

Force (lbs)
(normal)

Force (lbs)
(side)

Force (lbs)
(angle)

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 516 228 444

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 523 230 450

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 726 330 627

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 735 333 634

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 224 119 198

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 58 80 63
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 30 80 43

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 55 67 58
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 28 67 37

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 82 51 74
B14 4478 RRH (Shielded) 18.1 6.7 8.3 0.84 1.04 2.70 2.18 1.21 1.20 41 51 44

WIND LOADS WITH ICE:

DMP65R BU6DA Antenna 73.5 23.0 10.0 11.74 5.10 3.20 7.35 1.23 1.41 102 51 89

OPA65R BU6DA Antenna 73.5 23.3 10.1 11.89 5.15 3.16 7.28 1.23 1.41 103 51 90

DMP65R BU8DA Antenna 98.3 23.0 10.0 15.70 6.82 4.27 9.84 1.28 1.49 142 72 124

OPA65R BU8DA Antenna 98.3 23.3 10.1 15.90 6.89 4.22 9.74 1.28 1.49 143 72 125

7770 Antenna 57.3 13.3 7.3 5.29 2.90 4.31 7.86 1.28 1.43 48 29 43

4449 B5/B12 RRH 20.2 11.8 15.5 1.65 2.17 1.71 1.30 1.20 1.20 14 18 15
4449 B5/B12 RRH (Shielded) 20.2 5.9 15.5 0.83 2.17 3.42 1.30 1.24 1.20 7 18 10

B2/B66A 8843 RRH 17.2 13.2 15.5 1.58 1.85 1.30 1.11 1.20 1.20 13 16 14
B2/B66A 8843 RRH (Shielded) 17.2 6.6 15.5 0.79 1.85 2.61 1.11 1.20 1.20 7 16 9

B14 4478 RRH 20.4 15.7 10.6 2.22 1.50 1.30 1.93 1.20 1.20 19 13 17
B14 4478 RRH (Shielded) 20.4 7.8 10.6 1.11 1.50 2.60 1.93 1.20 1.20 9 13 10

WIND LOADS AT 30 MPH:

DMP65R BU6DA Antenna 71.2 20.7 7.7 10.24 3.81 3.44 9.25 1.24 1.47 32 14 28

OPA65R BU6DA Antenna 71.2 21.0 7.8 10.38 3.86 3.39 9.13 1.24 1.47 33 14 28

DMP65R BU8DA Antenna 96.0 20.7 7.7 13.80 5.13 4.64 12.47 1.30 1.58 45 21 39

OPA65R BU8DA Antenna 96.0 21.0 7.8 14.00 5.20 4.57 12.31 1.29 1.58 46 21 40

7770 Antenna 55.0 11.0 5.0 4.20 1.91 5.00 11.00 1.31 1.53 14 7 12

4449 B5/B12 RRH 17.9 9.5 13.2 1.18 1.64 1.88 1.36 1.20 1.20 4 5 4
4449 B5/B12 RRH (Shielded) 17.9 4.8 13.2 0.59 1.64 3.77 1.36 1.26 1.20 2 5 3

B2/B66A 8843 RRH 14.9 10.9 13.2 1.13 1.37 1.37 1.13 1.20 1.20 3 4 4
B2/B66A 8843 RRH (Shielded) 14.9 5.5 13.2 0.56 1.37 2.73 1.13 1.21 1.20 2 4 2

B14 4478 RRH 18.1 13.4 8.3 1.68 1.04 1.35 2.18 1.20 1.20 5 3 5
B14 4478 RRH (Shielded) 18.1 6.7 8.3 0.84 1.04 2.70 2.18 1.21 1.20 3 3 3

WIND LOADS



Date:    8/25/2020
Project Name:   ROXBURY CENTRAL
Project No.:        CT2089       
Designed By:      RL          Checked By:  MSC       

Thickness of ice: 1.15 in.
Density of ice: 56 pcf

DMP65R BU6DA Antenna OPA65R BU6DA Antenna
Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:
Height (in): 71.2 Height (in): 71.2
Width (in): 20.7 Width (in): 21.0
Depth (in): 7.7 Depth (in): 7.8
Total weight of ice on object: 194 lbs Total weight of ice on object: 196 lbs
Weight of object: 80.0 lbs Weight of object: 64.0 lbs
Combined weight of ice and object: 274 lbs Combined weight of ice and object: 260 lbs

DMP65R BU8DA Antenna OPA65R BU8DA Antenna
Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:
Height (in): 96.0 Height (in): 96.0
Width (in): 20.7 Width (in): 21.0
Depth (in): 7.7 Depth (in): 7.8
Total weight of ice on object: 261 lbs Total weight of ice on object: 265 lbs
Weight of object: 96.0 lbs Weight of object: 77.0 lbs
Combined weight of ice and object: 357 lbs Combined weight of ice and object: 342 lbs

7770 Antenna 4449 B5/B12 RRH
Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:
Height (in): 55.0 Height (in): 14.9
Width (in): 11.0 Width (in): 13.2
Depth (in): 5.0 Depth (in): 10.4
Total weight of ice on object: 85 lbs Total weight of ice on object: 31 lbs
Weight of object: 35.0 lbs Weight of object: 73.0 lbs
Combined weight of ice and object: 120 lbs Combined weight of ice and object: 104 lbs

B2/B66A 8843 RRH B14 4478 RRH
Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:
Height (in): 14.9 Height (in): 18.1
Width (in): 13.2 Width (in): 13.4
Depth (in): 10.9 Depth (in): 8.3
Total weight of ice on object: 32 lbs Total weight of ice on object: 36 lbs
Weight of object: 72.0 lbs Weight of object: 60.0 lbs
Combined weight of ice and object: 104 lbs Combined weight of ice and object: 96 lbs

Squid Surge Arrestor L 3x3 Angles
Weight of ice based on total radial SF area: Weight of ice based on total radial SF area:
Depth (in): 24.0 Height (in): 3
Diameter(in): 9.7 Width (in): 3
Total weight of ice on object: 30 lbs Per foot weight of ice on object: 8 plf
Weight of object: 33 lbs
Combined weight of ice and object: 63 lbs

3/4" Round Bar 2" pipe
Per foot weight of ice: Per foot weight of ice:
diameter (in): 0.75 diameter (in): 2.38
Per foot weight of ice on object: 3 plf Per foot weight of ice on object: 5 plf

ICE WEIGHT CALCULATIONS
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Load data
__________________________________________________________________________________________________________________________
GLOSSARY

Comb : Indicates if load condition is a load combination

Load Conditions
__________________________________________________________________________________________________________________________

Condition Description Comb. Category

-------------------------------------------------------------------------------------------------------------------------------------------------------------------
D Dead Load No DL
Wo Wind Load (NO ICE) No WIND
W30 WL 30deg No WIND
W60 WL 60deg No WIND
W90 WL 90deg No WIND
W120 WL 120deg No WIND
W150 WL 150deg No WIND
Di Ice Load No LL
WI0 WL ICE 0deg No WIND
WI30 WL ICE 30deg No WIND
WI60 WL ICE 60deg No WIND
WI90 WL ICE 90deg No WIND
WI120 WL ICE 120deg No WIND
WI150 WL ICE 150deg No WIND
WL0 WL 30 mph 0deg No WIND
WL30 WL 30 mph 30deg No WIND
WL60 WL 30 mph 60deg No WIND
WL90 WL 30 mph 90deg No WIND
WL120 WL 30 mph 120deg No WIND
WL150 WL 30 mph 150deg No WIND
LL1 250 lb Live Load Center of Mount No LL
LL2 250 lb Live Load Right End of Mount No LL
LL3 250 lb Live Load Left End of Mount No LL
LLa1 250 lb Live Load Antenna 1 No LL
LLa2 250 lb Live Load Antenna 2 No LL
LLa3 250 lb Live Load Antenna 3 No LL
-------------------------------------------------------------------------------------------------------------------------------------------------------------------

Distributed force on members
__________________________________________________________________________________________________________________________
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Condition Member Dir1 Val1 Val2 Dist1 % Dist2 %
[Kip/ft] [Kip/ft] [ft] [ft]

-----------------------------------------------------------------------------------------------------------------------------------------------
Wo 3 z -0.01 -0.01 0.00 No 100.00 Yes

4 z -0.01 -0.01 0.00 No 100.00 Yes
6 z -0.01 -0.01 0.00 No 100.00 Yes
9 z -0.01 -0.01 0.00 No 100.00 Yes
10 z -0.01 -0.01 0.00 No 100.00 Yes
11 z -0.003 -0.003 0.00 No 100.00 Yes
29 z -0.01 -0.01 0.00 No 100.00 Yes
33 z -0.02 -0.02 0.00 No 100.00 Yes
35 z -0.02 -0.02 0.00 No 100.00 Yes
34 z -0.02 -0.02 0.00 No 100.00 Yes
36 z -0.02 -0.02 0.00 No 100.00 Yes
8 z -0.02 -0.02 0.00 No 100.00 Yes
7 z -0.02 -0.02 0.00 No 100.00 Yes

W30 3 z -0.01 -0.01 0.00 No 100.00 Yes
4 z -0.01 -0.01 0.00 No 100.00 Yes
5 z -0.01 -0.01 0.00 No 100.00 Yes
6 z -0.01 -0.01 0.00 No 100.00 Yes
9 z -0.01 -0.01 0.00 No 100.00 Yes
10 z -0.01 -0.01 0.00 No 100.00 Yes
11 z -0.003 -0.003 0.00 No 100.00 Yes
29 z -0.01 -0.01 0.00 No 100.00 Yes
33 z -0.02 -0.02 0.00 No 100.00 Yes
35 z -0.02 -0.02 0.00 No 100.00 Yes
34 z -0.02 -0.02 0.00 No 100.00 Yes
36 z -0.02 -0.02 0.00 No 100.00 Yes
8 z -0.02 -0.02 0.00 No 100.00 Yes
7 z -0.02 -0.02 0.00 No 100.00 Yes

W60 3 x -0.01 -0.01 0.00 No 100.00 Yes
4 x -0.01 -0.01 0.00 No 100.00 Yes
5 x -0.01 -0.01 0.00 No 100.00 Yes
6 x -0.01 -0.01 0.00 No 100.00 Yes
9 x -0.01 -0.01 0.00 No 100.00 Yes
10 x -0.01 -0.01 0.00 No 100.00 Yes
11 x -0.003 -0.003 0.00 No 100.00 Yes
37 x -0.01 -0.01 0.00 No 100.00 Yes
38 x -0.01 -0.01 0.00 No 100.00 Yes
39 x -0.01 -0.01 0.00 No 100.00 Yes
29 x -0.01 -0.01 0.00 No 100.00 Yes
33 x -0.02 -0.02 0.00 No 100.00 Yes
35 x -0.02 -0.02 0.00 No 100.00 Yes
34 x -0.02 -0.02 0.00 No 100.00 Yes
36 x -0.02 -0.02 0.00 No 100.00 Yes
8 x -0.02 -0.02 0.00 No 100.00 Yes
7 x -0.02 -0.02 0.00 No 100.00 Yes

W90 3 x -0.01 -0.01 0.00 No 100.00 Yes
4 x -0.01 -0.01 0.00 No 100.00 Yes
5 x -0.01 -0.01 0.00 No 100.00 Yes
6 x -0.01 -0.01 0.00 No 100.00 Yes
9 x -0.01 -0.01 0.00 No 100.00 Yes
10 x -0.01 -0.01 0.00 No 100.00 Yes
11 x -0.003 -0.003 0.00 No 100.00 Yes
37 x -0.01 -0.01 0.00 No 100.00 Yes
38 x -0.01 -0.01 0.00 No 100.00 Yes
39 x -0.01 -0.01 0.00 No 100.00 Yes
29 x -0.01 -0.01 0.00 No 100.00 Yes
8 x -0.02 -0.02 0.00 No 100.00 Yes
7 x -0.02 -0.02 0.00 No 100.00 Yes

W120 3 x -0.01 -0.01 0.00 No 100.00 Yes
4 x -0.01 -0.01 0.00 No 100.00 Yes
5 x -0.01 -0.01 0.00 No 100.00 Yes
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6 x -0.01 -0.01 0.00 No 100.00 Yes
9 x -0.01 -0.01 0.00 No 100.00 Yes
10 x -0.01 -0.01 0.00 No 100.00 Yes
11 x -0.003 -0.003 0.00 No 100.00 Yes
37 x -0.01 -0.01 0.00 No 100.00 Yes
38 x -0.01 -0.01 0.00 No 100.00 Yes
39 x -0.01 -0.01 0.00 No 100.00 Yes
29 x -0.01 -0.01 0.00 No 100.00 Yes
33 x -0.02 -0.02 0.00 No 100.00 Yes
35 x -0.02 -0.02 0.00 No 100.00 Yes
34 x -0.02 -0.02 0.00 No 100.00 Yes
36 x -0.02 -0.02 0.00 No 100.00 Yes
8 x -0.02 -0.02 0.00 No 100.00 Yes
7 x -0.02 -0.02 0.00 No 100.00 Yes

W150 3 z 0.01 0.01 0.00 No 100.00 Yes
4 z 0.01 0.01 0.00 No 100.00 Yes
5 z 0.01 0.01 0.00 No 100.00 Yes
6 z 0.01 0.01 0.00 No 100.00 Yes
9 z 0.01 0.01 0.00 No 100.00 Yes
10 z 0.01 0.01 0.00 No 100.00 Yes
11 z 0.003 0.003 0.00 No 100.00 Yes
29 z 0.01 0.01 0.00 No 100.00 Yes
33 z 0.02 0.02 0.00 No 100.00 Yes
35 z 0.02 0.02 0.00 No 100.00 Yes
34 z 0.02 0.02 0.00 No 100.00 Yes
36 z 0.02 0.02 0.00 No 100.00 Yes
8 z 0.02 0.02 0.00 No 100.00 Yes
7 z 0.02 0.02 0.00 No 100.00 Yes

Di 3 y -0.005 -0.005 0.00 No 100.00 Yes
4 y -0.005 -0.005 0.00 No 100.00 Yes
5 y -0.005 -0.005 0.00 No 100.00 Yes
6 y -0.005 -0.005 0.00 No 100.00 Yes
9 y -0.005 -0.005 0.00 No 100.00 Yes
10 y -0.005 -0.005 0.00 No 100.00 Yes
11 y -0.003 -0.003 0.00 No 100.00 Yes
37 y -0.005 -0.005 0.00 No 100.00 Yes
38 y -0.005 -0.005 0.00 No 100.00 Yes
39 y -0.005 -0.005 0.00 No 100.00 Yes
29 y -0.005 -0.005 0.00 No 100.00 Yes
33 y -0.008 -0.008 0.00 No 100.00 Yes
35 y -0.008 -0.008 0.00 No 100.00 Yes
34 y -0.008 -0.008 0.00 No 100.00 Yes
36 y -0.008 -0.008 0.00 No 100.00 Yes
8 y -0.008 -0.008 0.00 No 100.00 Yes
7 y -0.008 -0.008 0.00 No 100.00 Yes

-----------------------------------------------------------------------------------------------------------------------------------------------

Concentrated forces on members
__________________________________________________________________________________________________________________________
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Condition Member Dir1 Value1 Dist1 %
[Kip] [ft]

---------------------------------------------------------------------------------------------------------
D 37 y -0.048 0.50 No

y -0.048 7.50 No
y -0.073 2.00 No
y -0.072 2.00 No

38 y -0.039 0.50 No
y -0.039 7.50 No
y -0.06 2.00 No

39 y -0.018 1.00 No
y -0.018 5.00 No

Wo 37 z -0.363 0.50 No
z -0.363 7.50 No
z -0.03 2.00 No
z -0.028 2.00 No

38 z -0.368 0.50 No
z -0.368 7.50 No

39 z -0.112 1.00 No
z -0.112 5.00 No

W30 37 3 -0.314 0.50 No
3 -0.314 7.50 No
3 -0.043 2.00 No

38 3 -0.318 0.50 No
3 -0.318 7.50 No
3 -0.044 2.00 No

39 3 -0.099 1.00 No
3 -0.099 5.00 No

W60 37 3 -0.215 0.50 No
3 -0.215 7.50 No
3 -0.071 2.00 No

38 3 -0.217 0.50 No
3 -0.217 7.50 No
3 -0.054 2.00 No

39 3 -0.073 1.00 No
3 -0.073 5.00 No

W90 37 x -0.165 0.50 No
x -0.165 7.50 No
x -0.08 2.00 No

38 x -0.167 0.50 No
x -0.167 7.50 No
x -0.051 2.00 No

39 x -0.06 1.00 No
x -0.06 5.00 No

W120 37 2 -0.215 0.50 No
2 -0.215 7.50 No
2 -0.071 2.00 No

38 2 -0.217 0.50 No
2 -0.217 7.50 No
2 -0.054 2.00 No

39 2 -0.073 1.00 No
2 -0.073 5.00 No

W150 37 2 -0.314 0.50 No
2 -0.314 7.50 No
2 -0.043 2.00 No

38 2 -0.318 0.50 No
2 -0.318 7.50 No
2 -0.044 2.00 No

39 2 -0.099 1.00 No
2 -0.099 5.00 No

Di 37 y -0.131 0.50 No
y -0.131 7.50 No
y -0.031 2.00 No
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y -0.032 2.00 No
38 y -0.132 0.50 No

y -0.132 7.50 No
y -0.036 2.00 No

39 y -0.043 1.00 No
y -0.043 5.00 No

WI0 37 z -0.072 0.50 No
z -0.072 7.50 No
z -0.009 2.00 No
z -0.008 2.00 No

38 z -0.073 0.50 No
z -0.073 7.50 No

39 z -0.025 1.00 No
z -0.025 5.00 No

WI30 37 3 -0.063 0.50 No
3 -0.063 7.50 No
3 -0.01 2.00 No

38 3 -0.063 0.50 No
3 -0.063 7.50 No
3 -0.01 2.00 No

39 3 -0.022 1.00 No
3 -0.022 5.00 No

WI60 37 3 -0.045 0.50 No
3 -0.045 7.50 No
3 -0.016 2.00 No

38 3 -0.046 0.50 No
3 -0.046 7.50 No
3 -0.013 2.00 No

39 3 -0.017 1.00 No
3 -0.017 5.00 No

WI90 37 x -0.036 0.50 No
x -0.036 7.50 No
x -0.018 2.00 No

38 x -0.037 0.50 No
x -0.037 7.50 No
x -0.013 2.00 No

39 x -0.015 1.00 No
x -0.015 5.00 No

WI120 37 2 -0.045 0.50 No
2 -0.045 7.50 No
2 -0.016 2.00 No

38 2 -0.046 0.50 No
2 -0.046 7.50 No
2 -0.013 2.00 No

39 2 -0.017 1.00 No
2 -0.017 5.00 No

WI150 37 2 -0.063 0.50 No
2 -0.063 7.50 No
2 -0.01 2.00 No

38 2 -0.063 0.50 No
2 -0.063 7.50 No
2 -0.01 2.00 No

39 2 -0.022 1.00 No
2 -0.022 5.00 No

WL0 37 z -0.023 0.50 No
z -0.023 7.50 No
z -0.002 2.00 No
z -0.002 2.00 No

38 z -0.023 0.50 No
z -0.023 7.50 No
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39 z -0.007 1.00 No
z -0.007 5.00 No

WL30 37 3 -0.02 0.50 No
3 -0.02 7.50 No
3 -0.003 2.00 No

38 3 -0.02 0.50 No
3 -0.02 7.50 No
3 -0.003 2.00 No

39 3 -0.007 1.00 No
3 -0.007 5.00 No

WL60 37 3 -0.014 0.50 No
3 -0.014 7.50 No
3 -0.004 2.00 No

38 3 -0.014 0.50 No
3 -0.014 7.50 No
3 -0.003 2.00 No

39 3 -0.005 1.00 No
3 -0.005 5.00 No

WL90 37 x -0.011 0.50 No
x -0.011 7.50 No
x -0.005 2.00 No

38 x -0.011 0.50 No
x -0.011 7.50 No
x -0.003 2.00 No

39 x -0.004 1.00 No
x -0.004 5.00 No

WL120 37 2 -0.014 0.50 No
2 -0.014 7.50 No
2 -0.004 2.00 No

38 2 -0.014 0.50 No
2 -0.014 7.50 No
2 -0.003 2.00 No

39 2 -0.005 1.00 No
2 -0.005 5.00 No

WL150 37 2 -0.02 0.50 No
2 -0.02 7.50 No
2 -0.003 2.00 No

38 2 -0.02 0.50 No
2 -0.02 7.50 No
2 -0.003 2.00 No

39 2 -0.007 1.00 No
2 -0.007 5.00 No

LL1 34 y -0.25 0.00 Yes
LL2 34 y -0.25 100.00 Yes
LL3 33 y -0.25 0.00 Yes
LLa1 37 y -0.25 50.00 Yes
LLa2 38 y -0.25 50.00 Yes
LLa3 39 y -0.25 50.00 Yes
---------------------------------------------------------------------------------------------------------

Self weight multipliers for load conditions
__________________________________________________________________________________________________________________________

Page6



                Self weight multiplier            
Condition Description Comb. MultX MultY MultZ

--------------------------------------------------------------------------------------------------------------------------------------------------------------------------
D Dead Load No 0.00 -1.00 0.00
Wo Wind Load (NO ICE) No 0.00 0.00 0.00
W30 WL 30deg No 0.00 0.00 0.00
W60 WL 60deg No 0.00 0.00 0.00
W90 WL 90deg No 0.00 0.00 0.00
W120 WL 120deg No 0.00 0.00 0.00
W150 WL 150deg No 0.00 0.00 0.00
Di Ice Load No 0.00 0.00 0.00
WI0 WL ICE 0deg No 0.00 0.00 0.00
WI30 WL ICE 30deg No 0.00 0.00 0.00
WI60 WL ICE 60deg No 0.00 0.00 0.00
WI90 WL ICE 90deg No 0.00 0.00 0.00
WI120 WL ICE 120deg No 0.00 0.00 0.00
WI150 WL ICE 150deg No 0.00 0.00 0.00
WL0 WL 30 mph 0deg No 0.00 0.00 0.00
WL30 WL 30 mph 30deg No 0.00 0.00 0.00
WL60 WL 30 mph 60deg No 0.00 0.00 0.00
WL90 WL 30 mph 90deg No 0.00 0.00 0.00
WL120 WL 30 mph 120deg No 0.00 0.00 0.00
WL150 WL 30 mph 150deg No 0.00 0.00 0.00
LL1 250 lb Live Load Center of Mount No 0.00 0.00 0.00
LL2 250 lb Live Load Right End of Mount No 0.00 0.00 0.00
LL3 250 lb Live Load Left End of Mount No 0.00 0.00 0.00
LLa1 250 lb Live Load Antenna 1 No 0.00 0.00 0.00
LLa2 250 lb Live Load Antenna 2 No 0.00 0.00 0.00
LLa3 250 lb Live Load Antenna 3 No 0.00 0.00 0.00
--------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Earthquake (Dynamic analysis only)
__________________________________________________________________________________________________________________________

Condition a/g Ang. Damp.
[Deg] [%]

---------------------------------------------------------------------------
D 0.00 0.00 0.00
Wo 0.00 0.00 0.00
W30 0.00 0.00 0.00
W60 0.00 0.00 0.00
W90 0.00 0.00 0.00
W120 0.00 0.00 0.00
W150 0.00 0.00 0.00
Di 0.00 0.00 0.00
WI0 0.00 0.00 0.00
WI30 0.00 0.00 0.00
WI60 0.00 0.00 0.00
WI90 0.00 0.00 0.00
WI120 0.00 0.00 0.00
WI150 0.00 0.00 0.00
WL0 0.00 0.00 0.00
WL30 0.00 0.00 0.00
WL60 0.00 0.00 0.00
WL90 0.00 0.00 0.00
WL120 0.00 0.00 0.00
WL150 0.00 0.00 0.00
LL1 0.00 0.00 0.00
LL2 0.00 0.00 0.00
LL3 0.00 0.00 0.00
LLa1 0.00 0.00 0.00
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LLa2 0.00 0.00 0.00
LLa3 0.00 0.00 0.00
---------------------------------------------------------------------------
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Steel Code Check
__________________________________________________________________________________________________________________________
Report:  Summary - Group by member

Load conditions to be included in design :
LC1=1.2D+Wo
LC2=1.2D+W30
LC3=1.2D+W60
LC4=1.2D+W90
LC5=1.2D+W120
LC6=1.2D+W150
LC7=1.2D-Wo
LC8=1.2D-W30
LC9=1.2D-W60
LC10=1.2D-W90
LC11=1.2D-W120
LC12=1.2D-W150
LC13=0.9D+Wo
LC14=0.9D+W30
LC15=0.9D+W60
LC16=0.9D+W90
LC17=0.9D+W120
LC18=0.9D+W150
LC19=0.9D-Wo
LC20=0.9D-W30
LC21=0.9D-W60
LC22=0.9D-W90
LC23=0.9D-W120
LC24=0.9D-W150
LC25=1.2D+Di+WI0
LC26=1.2D+Di+WI30
LC27=1.2D+Di+WI60
LC28=1.2D+Di+WI90
LC29=1.2D+Di+WI120
LC30=1.2D+Di+WI150
LC31=1.2D+Di-WI0
LC32=1.2D+Di-WI30
LC33=1.2D+Di-WI60
LC34=1.2D+Di-WI90
LC35=1.2D+Di-WI120
LC36=1.2D+Di-WI150
LC38=1.2D+1.5LL1
LC39=1.2D+1.5LL2
LC40=1.2D+1.5LL3
LC41=1.2D+WL0+1.5LLa1
LC42=1.2D+WL30+1.5LLa1
LC43=1.2D+WL60+1.5LLa1
LC44=1.2D+WL90+1.5LLa1
LC45=1.2D+WL120+1.5LLa1
LC46=1.2D+WL150+1.5LLa1
LC47=1.2D-WL0+1.5LLa1
LC48=1.2D-WL30+1.5LLa1
LC49=1.2D-WL60+1.5LLa1
LC50=1.2D-WL90+1.5LLa1
LC51=1.2D-WL120+1.5LLa1
LC52=1.2D-WL150+1.5LLa1
LC53=1.2D+WL0+1.5LLa2

Page1



LC54=1.2D+WL30+1.5LLa2
LC55=1.2D+WL60+1.5LLa2
LC56=1.2D+WL90+1.5LLa2
LC57=1.2D+WL120+1.5LLa2
LC58=1.2D+WL150+1.5LLa2
LC59=1.2D-WL0+1.5LLa2
LC60=1.2D-WL30+1.5LLa2
LC61=1.2D-WL60+1.5LLa2
LC62=1.2D-WL90+1.5LLa2
LC63=1.2D-WL120+1.5LLa2
LC64=1.2D-WL150+1.5LLa2
LC65=1.2D+WL0+1.5LLa3
LC66=1.2D+WL30+1.5LLa3
LC67=1.2D+WL60+1.5LLa3
LC68=1.2D+WL90+1.5LLa3
LC69=1.2D+WL120+1.5LLa3
LC70=1.2D+WL150+1.5LLa3
LC71=1.2D-WL0+1.5LLa3
LC72=1.2D-WL30+1.5LLa3
LC73=1.2D-WL60+1.5LLa3
LC74=1.2D-WL90+1.5LLa3
LC75=1.2D-WL120+1.5LLa3
LC76=1.2D-WL150+1.5LLa3
LC77=1.2D+WL0+1.5LLa4
LC78=1.2D+WL30+1.5LLa4
LC79=1.2D+WL60+1.5LLa4
LC80=1.2D+WL90+1.5LLa4
LC81=1.2D+WL120+1.5LLa4
LC82=1.2D+WL150+1.5LLa4
LC83=1.2D-WL0+1.5LLa4
LC84=1.2D-WL30+1.5LLa4
LC85=1.2D-WL60+1.5LLa4
LC86=1.2D-WL90+1.5LLa4
LC87=1.2D-WL120+1.5LLa4
LC88=1.2D-WL150+1.5LLa4

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
Description Section Member Ctrl Eq. Ratio Status Reference
-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

L 3X3X1_4 7 LC2 at 100.00% 1.69 N.G. Sec. F1
8 LC8 at 100.00% 1.57 N.G. Sec. F1
33 LC8 at 100.00% 1.44 N.G. Sec. F1
34 LC1 at 0.00% 0.78 OK Sec. F1
35 LC1 at 100.00% 1.29 N.G. Eq. H2-1
36 LC7 at 0.00% 0.68 OK Sec. F1

-----------------------------------------------------------------------------------------------
PIPE 2x0.154 3 LC2 at 100.00% 0.66 OK Eq. H3-6

4 LC41 at 0.00% 0.33 OK Eq. H1-1b
5 LC2 at 100.00% 0.49 OK Eq. H1-1b
6 LC39 at 100.00% 0.23 OK Eq. H1-1b
9 LC26 at 0.00% 0.20 OK Eq. H1-1b
10 LC8 at 100.00% 0.18 OK Eq. H1-1b
29 LC2 at 0.00% 0.47 OK Eq. H1-1b
37 LC7 at 68.75% 0.55 OK Eq. H1-1b
38 LC7 at 33.33% 0.61 OK Eq. H1-1b
39 LC39 at 33.33% 0.14 OK Eq. H1-1b

-----------------------------------------------------------------------------------------------
RndBar 3_4 11 LC32 at 100.00% 0.20 OK Eq. Sec. D2

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Geometry data
__________________________________________________________________________________________________________________________
GLOSSARY

Cb22, Cb33 : Moment gradient coefficients
Cm22, Cm33 : Coefficients applied to bending term in interaction formula
d0 : Tapered member section depth at J end of member
DJX : Rigid end offset distance measured from J node in axis X
DJY : Rigid end offset distance measured from J node in axis Y
DJZ : Rigid end offset distance measured from J node in axis Z
DKX : Rigid end offset distance measured from K node in axis X
DKY : Rigid end offset distance measured from K node in axis Y
DKZ : Rigid end offset distance measured from K node in axis Z
dL : Tapered member section depth at K end of member
Ig factor : Inertia reduction factor (Effective Inertia/Gross Inertia) for reinforced concrete members
K22 : Effective length factor about axis 2
K33 : Effective length factor about axis 3
L22 : Member length for calculation of axial capacity
L33 : Member length for calculation of axial capacity
LB pos : Lateral unbraced length of the compression flange in the positive side of local axis 2
LB neg : Lateral unbraced length of the compression flange in the negative side of local axis 2
RX : Rotation about X
RY : Rotation about Y
RZ : Rotation about Z
TO : 1 = Tension only member     0 = Normal member
TX : Translation in X
TY : Translation in Y
TZ : Translation in Z

Nodes
__________________________________________________________________________________________________________________________

Node X Y Z Rigid Floor
[ft] [ft] [ft]

--------------------------------------------------------------------------------------------------------------------
20 3.0052 3.00 -3.0052 0
17 3.0052 0.00 -3.0052 0
22 11.3385 2.50 -4.0052 0
--------------------------------------------------------------------------------------------------------------------

Restraints
__________________________________________________________________________________________________________________________

Node TX TY TZ RX RY RZ

-----------------------------------------------------------------------------------------------
20 1 1 1 1 1 1
17 1 1 1 1 1 1
22 1 1 1 0 0 0
-----------------------------------------------------------------------------------------------

Members
__________________________________________________________________________________________________________________________
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Member NJ NK Description Section Material d0 dL Ig factor
[in] [in]

-----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
3 2 9 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
4 3 10 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
5 12 5 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
6 6 13 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
9 15 18 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
10 16 19 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
11 15 19 RndBar 3_4 A36 0.00 0.00 0.00
37 48 50 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
38 58 59 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
39 47 52 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
29 53 22 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
33 8 11 L 3X3X1_4 A36 0.00 0.00 0.00
35 1 4 L 3X3X1_4 A36 0.00 0.00 0.00
34 11 14 L 3X3X1_4 A36 0.00 0.00 0.00
36 4 7 L 3X3X1_4 A36 0.00 0.00 0.00
8 11 20 L 3X3X1_4 A36 0.00 0.00 0.00
7 4 17 L 3X3X1_4 A36 0.00 0.00 0.00
-----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Orientation of local axes
__________________________________________________________________________________________________________________________

Member Rotation Axes23 NX NY NZ
[Deg]

--------------------------------------------------------------------------------------------------------------------
3 0.00 2 1.00 0.00 0.00
4 0.00 2 1.00 0.00 0.00
5 0.00 2 -0.7071 0.00 -0.7071
6 0.00 2 1.00 0.00 0.00
9 0.00 2 0.7071 0.00 0.7071
10 0.00 2 0.7071 0.00 0.7071
37 315.00 0 0.00 0.00 0.00
38 315.00 0 0.00 0.00 0.00
39 315.00 0 0.00 0.00 0.00
33 90.00 0 0.00 0.00 0.00
35 90.00 0 0.00 0.00 0.00
34 90.00 0 0.00 0.00 0.00
36 90.00 0 0.00 0.00 0.00
8 90.00 0 0.00 0.00 0.00
7 90.00 0 0.00 0.00 0.00
--------------------------------------------------------------------------------------------------------------------
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Mount Calculations  
(Modified Conditions) 
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Reinforce existing standoff horizontal steel
angles with new L 3x3x1/4 angles (typ. of 2 
per sector, total of 6).

Install new 2” std. (2.38” O.D.) pipe brace 
secured to the existing mount and tower (typ.
of 1 per sector, total of 3).
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Steel Code Check
__________________________________________________________________________________________________________________________
Report:  Summary - Group by member

Load conditions to be included in design :
LC1=1.2D+Wo
LC2=1.2D+W30
LC3=1.2D+W60
LC4=1.2D+W90
LC5=1.2D+W120
LC6=1.2D+W150
LC7=1.2D-Wo
LC8=1.2D-W30
LC9=1.2D-W60
LC10=1.2D-W90
LC11=1.2D-W120
LC12=1.2D-W150
LC13=0.9D+Wo
LC14=0.9D+W30
LC15=0.9D+W60
LC16=0.9D+W90
LC17=0.9D+W120
LC18=0.9D+W150
LC19=0.9D-Wo
LC20=0.9D-W30
LC21=0.9D-W60
LC22=0.9D-W90
LC23=0.9D-W120
LC24=0.9D-W150
LC25=1.2D+Di+WI0
LC26=1.2D+Di+WI30
LC27=1.2D+Di+WI60
LC28=1.2D+Di+WI90
LC29=1.2D+Di+WI120
LC30=1.2D+Di+WI150
LC31=1.2D+Di-WI0
LC32=1.2D+Di-WI30
LC33=1.2D+Di-WI60
LC34=1.2D+Di-WI90
LC35=1.2D+Di-WI120
LC36=1.2D+Di-WI150
LC38=1.2D+1.5LL1
LC39=1.2D+1.5LL2
LC40=1.2D+1.5LL3
LC41=1.2D+WL0+1.5LLa1
LC42=1.2D+WL30+1.5LLa1
LC43=1.2D+WL60+1.5LLa1
LC44=1.2D+WL90+1.5LLa1
LC45=1.2D+WL120+1.5LLa1
LC46=1.2D+WL150+1.5LLa1
LC47=1.2D-WL0+1.5LLa1
LC48=1.2D-WL30+1.5LLa1
LC49=1.2D-WL60+1.5LLa1
LC50=1.2D-WL90+1.5LLa1
LC51=1.2D-WL120+1.5LLa1
LC52=1.2D-WL150+1.5LLa1
LC53=1.2D+WL0+1.5LLa2
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LC54=1.2D+WL30+1.5LLa2
LC55=1.2D+WL60+1.5LLa2
LC56=1.2D+WL90+1.5LLa2
LC57=1.2D+WL120+1.5LLa2
LC58=1.2D+WL150+1.5LLa2
LC59=1.2D-WL0+1.5LLa2
LC60=1.2D-WL30+1.5LLa2
LC61=1.2D-WL60+1.5LLa2
LC62=1.2D-WL90+1.5LLa2
LC63=1.2D-WL120+1.5LLa2
LC64=1.2D-WL150+1.5LLa2
LC65=1.2D+WL0+1.5LLa3
LC66=1.2D+WL30+1.5LLa3
LC67=1.2D+WL60+1.5LLa3
LC68=1.2D+WL90+1.5LLa3
LC69=1.2D+WL120+1.5LLa3
LC70=1.2D+WL150+1.5LLa3
LC71=1.2D-WL0+1.5LLa3
LC72=1.2D-WL30+1.5LLa3
LC73=1.2D-WL60+1.5LLa3
LC74=1.2D-WL90+1.5LLa3
LC75=1.2D-WL120+1.5LLa3
LC76=1.2D-WL150+1.5LLa3

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
Description Section Member Ctrl Eq. Ratio Status Reference
-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

L 3X3X1_4 33 LC8 at 100.00% 0.60 OK Eq. H2-1
34 LC8 at 20.31% 0.39 OK Eq. H2-1
35 LC1 at 100.00% 0.84 OK Eq. H2-1
36 LC8 at 18.75% 0.30 OK Eq. H2-1

-----------------------------------------------------------------------------------------------
PIPE 2x0.154 3 LC1 at 84.38% 0.46 OK Eq. H1-1b

4 LC48 at 0.00% 0.33 OK Eq. H1-1b
5 LC66 at 100.00% 0.36 OK Eq. H1-1b
6 LC2 at 81.25% 0.24 OK Eq. H1-1b
9 LC36 at 100.00% 0.16 OK Eq. H1-1b
10 LC30 at 100.00% 0.11 OK Eq. H1-1b
29 LC7 at 0.00% 0.27 OK Eq. H1-1b
37 LC7 at 68.75% 0.55 OK Eq. H1-1b
38 LC7 at 33.33% 0.61 OK Eq. H1-1b
39 LC39 at 33.33% 0.14 OK Eq. H1-1b
40 LC2 at 0.00% 0.18 OK Eq. H1-1b

-----------------------------------------------------------------------------------------------
RndBar 3_4 11 LC30 at 0.00% 0.26 OK Eq. H1-1a

-----------------------------------------------------------------------------------------------
T2L 3X3X1_4 7 LC2 at 100.00% 0.68 OK Eq. H2-1

8 LC8 at 100.00% 0.71 OK Eq. H2-1
-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
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Geometry data
__________________________________________________________________________________________________________________________
GLOSSARY

Cb22, Cb33 : Moment gradient coefficients
Cm22, Cm33 : Coefficients applied to bending term in interaction formula
d0 : Tapered member section depth at J end of member
DJX : Rigid end offset distance measured from J node in axis X
DJY : Rigid end offset distance measured from J node in axis Y
DJZ : Rigid end offset distance measured from J node in axis Z
DKX : Rigid end offset distance measured from K node in axis X
DKY : Rigid end offset distance measured from K node in axis Y
DKZ : Rigid end offset distance measured from K node in axis Z
dL : Tapered member section depth at K end of member
Ig factor : Inertia reduction factor (Effective Inertia/Gross Inertia) for reinforced concrete members
K22 : Effective length factor about axis 2
K33 : Effective length factor about axis 3
L22 : Member length for calculation of axial capacity
L33 : Member length for calculation of axial capacity
LB pos : Lateral unbraced length of the compression flange in the positive side of local axis 2
LB neg : Lateral unbraced length of the compression flange in the negative side of local axis 2
RX : Rotation about X
RY : Rotation about Y
RZ : Rotation about Z
TO : 1 = Tension only member     0 = Normal member
TX : Translation in X
TY : Translation in Y
TZ : Translation in Z

Nodes
__________________________________________________________________________________________________________________________

Node X Y Z Rigid Floor
[ft] [ft] [ft]

--------------------------------------------------------------------------------------------------------------------
17 3.0052 0.00 -3.0052 0
20 3.0052 3.00 -3.0052 0
22 11.3385 2.50 -4.0052 0
64 2.0052 2.50 -11.3385 0
--------------------------------------------------------------------------------------------------------------------

Restraints
__________________________________________________________________________________________________________________________

Node TX TY TZ RX RY RZ

-----------------------------------------------------------------------------------------------
17 1 1 1 1 1 1
20 1 1 1 1 1 1
22 1 1 1 0 0 0
64 1 1 1 0 0 0
-----------------------------------------------------------------------------------------------
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Members
__________________________________________________________________________________________________________________________

Member NJ NK Description Section Material d0 dL Ig factor
[in] [in]

-----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------
3 2 9 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
4 3 10 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
5 12 5 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
6 6 13 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
9 15 18 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
10 16 19 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
11 15 19 RndBar 3_4 A36 0.00 0.00 0.00
37 48 50 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
38 58 59 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
39 47 52 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
33 8 11 L 3X3X1_4 A36 0.00 0.00 0.00
35 1 4 L 3X3X1_4 A36 0.00 0.00 0.00
29 53 22 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
7 4 17 T2L 3X3X1_4 A36 0.00 0.00 0.00
8 11 20 T2L 3X3X1_4 A36 0.00 0.00 0.00
40 63 64 PIPE 2x0.154 A53 GrB 0.00 0.00 0.00
36 4 7 L 3X3X1_4 A36 0.00 0.00 0.00
34 11 14 L 3X3X1_4 A36 0.00 0.00 0.00
-----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------

Orientation of local axes
__________________________________________________________________________________________________________________________

Member Rotation Axes23 NX NY NZ
[Deg]

--------------------------------------------------------------------------------------------------------------------
3 0.00 2 1.00 0.00 0.00
4 0.00 2 1.00 0.00 0.00
5 0.00 2 -0.7071 0.00 -0.7071
6 0.00 2 1.00 0.00 0.00
9 0.00 2 0.7071 0.00 0.7071
10 0.00 2 0.7071 0.00 0.7071
37 315.00 0 0.00 0.00 0.00
38 315.00 0 0.00 0.00 0.00
39 315.00 0 0.00 0.00 0.00
33 90.00 0 0.00 0.00 0.00
35 90.00 0 0.00 0.00 0.00
36 90.00 0 0.00 0.00 0.00
34 90.00 0 0.00 0.00 0.00
--------------------------------------------------------------------------------------------------------------------
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Radio Frequency Emissions Analysis Report 

December 10, 2020 

 
Centerline Communications on behalf of AT&T 

Centerline Communications Project Number: 950010-264 

 

Site Name: Roxbury Central 

Site Address: 35 Lower County Road, Roxbury, CT 06783 

FA#: 10035277 

USID: 26047 

 

 

 

 

 

 

 

 

 

Site Compliance Summary 
Compliance Status: Compliant 

Carrier MPE% 

of FCC General Population Allowable Limit: 

0.14133900% 

Composite MPE% 

of FCC General Population Allowable Limit: 

0.32759900% 
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December 10, 2020 

 

AT&T New England 

Attn: John Benedetto, RF Manager 

5050 Cochituate Road Suite 550 - 13&14 

Framingham, MA 01701 

 

Emissions Analysis for Site: Roxbury Central 

 

Centerline Communications, LLC (“Centerline”) was directed to analyze the proposed AT&T facility to be located a 

tower near 35 Lower County Road, Roxbury CT 06783 for the purpose of determining whether the emissions from 

the proposed facility are within specified federal limits. 

All information used in this report was analyzed as a percentage of current Maximum Permissible Exposure (% 

MPE) as listed in the FCC OET Bulletin 65 Edition 97-01and ANSI/IEEE Std C95.1. The FCC regulates Maximum 

Permissible Exposure in units of microwatts per square centimeter (μW/cm2). The number of μW/cm2 calculated 

at each sample point is called the power density. The exposure limit for power density varies depending upon the 

frequencies being utilized. Wireless Carriers and Paging Services use different frequency bands each with different 

exposure limits, therefore it is necessary to report results and limits in terms of percent MPE rather than power 

density. 

All results were compared to the FCC (Federal Communications Commission) radio frequency exposure rules, 47 

CFR 1.1307(b)(1) – (b)(3), to determine compliance with the Maximum Permissible Exposure (MPE) limits for 

General Population/Uncontrolled environments as defined below. 

General population/uncontrolled exposure limits apply to situations in which the general population may be 

exposed or in which persons who are exposed as a consequence of their employment may not be made fully 

aware of the potential for exposure or cannot exercise control over their exposure. Therefore, members of the 

general population would always be considered under this category when exposure is not employment related, for 

example, in the case of a telecommunications tower that exposes persons in a nearby residential area. 

Population exposure to radio frequencies is regulated and enforced in units of microwatts per square centimeter 

(μW/cm2). The general population exposure limits for the 700 MHz band is 467 μW/cm2, for the 850 MHz band is 

567 μW/cm2, and for the 1900 MHz and 2100 bands is 1000 μW/cm2. 

 

Occupational/controlled exposure limits apply to situations in which persons are exposed as a consequence of 

their employment and in which those persons who are exposed have been made fully aware of the potential for 

exposure and can exercise control over their exposure. Occupational/controlled exposure limits also apply where 

exposure is of a transient nature as a result of incidental passage through a location where exposure levels may be 

above general population/uncontrolled limits, as long as the exposed person has been made fully aware of the 

potential for exposure and can exercise control over his or her exposure by leaving the area or by some other 

appropriate means. Additional details can be found in FCC OET 65.
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Calculations 

Calculations were performed for the proposed facility using the equipment information listed below. All 

calculations were performed per the specifications under FCC OET 65. Since AT&T is proposing focused 

omnidirectional antennas, which project most of the emitted energy out toward the horizon, all 

calculations were performed assuming a lobe representing the maximum gain of the antenna per the 

antenna manufactures supplied specifications, minus 10 dB, was focused at the base of the tower. This 

is a very conservative estimate since the gain reduction in actual applications is typically greater than 10 

dB in the direction of ground immediately surrounding the facility. Real world emissions values from this 

facility are expected to be lower than values listed in this report at ground level. For this report the 

sample point is the top of a 6-foot person standing at the base of the tower. 

Per FCC OET Bulletin No. 65 - Edition 97-01 recommendations to achieve the maximum anticipated value 

at each sample point, all power levels emitting from the proposed antenna installation are increased by 

a factor of 2.56 to account for possible in-phase reflections from the surrounding environment. All 

power values expressed and analyzed are maximum power levels expected to be used on all radios. 

 

For each sector the following channel counts, frequency bands and power levels were utilized as shown 

in Table 1: 

RRH # 
Frequency 
Band Technology Channel Count 

Transmit Power per  

Channel (W) 

1 700 L 1 40 

1 850 L 1 40 

1 850 5G 2 40 

2 1900 L 4 40 

2 2100 L 4 40 

3 700 L 4 40 

4 850 U 2 20 

5 700 L 1 40 

5 850 L 1 40 

5 850 5G 2 40 

6 1900 L 4 40 

6 2100 L 4 40 

7 700 L 4 40 

8 850 U 2 20 

9 700 L 1 40 

9 850 L 1 40 

9 850 5G 2 40 
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Table 1: Channel Data Table 

RRH # 
Frequency 

Band Technology Channel Count 
Transmit Power per  

Channel (W) 

10 1900 L 4 40 

11 700 L 4 40 

12 850 U 2 20 
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The following antennas listed in Table 2 were used in the modeling for transmission in the 700 MHz, 850 

MHz, 1900 MHz, 2100 MHz frequency bands. This is based on information from the carrier with regard 

to anticipated antenna selection. 

 

Sector Antenna Number Make / Model Centerline (ft) 

A 1 CCI DMP65R-BU6D  130 

A 1 CCI DMP65R-BU6D  130 

A 1 CCI DMP65R-BU6D  130 

A 1 CCI DMP65R-BU6D  130 

A 1 CCI DMP65R-BU6D  130 

A 2 CCI OPA65R-BU6D  130 

A 3 POWERWAVE 7770 00  130 

B 4 CCI DMP65R-BU6D  130 

B 4 CCI DMP65R-BU6D  130 

B 4 CCI DMP65R-BU6D  130 

B 4 CCI DMP65R-BU6D  130 

B 4 CCI DMP65R-BU6D  130 

B 5 CCI OPA65R-BU6D  130 

B 6 POWERWAVE 7770 00  130 

C 7 CCI DMP65R-BU8D  130 

C 7 CCI DMP65R-BU8D  130 

C 7 CCI DMP65R-BU8D  130 

C 7 CCI DMP65R-BU8D  130 

C 7 CCI DMP65R-BU8D  130 

C 8 CCI OPA65R-BU8D  130 

C 9 POWERWAVE 7770 00  130 
Table 2: Antenna Data  

All calculations were done with respect to uncontrolled / general population threshold limits. 
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Results 

Per the calculations completed for the proposed AT&T configurations Table 3 shows resulting 

emissions power levels and percentages of the FCC’s allowable general population limit. 

 

ID Make / Model 
Frequency 
Band 

Gain 
(dBd) 

Centerline 
(ft) 

Channel 
Count 

TX  
Power (W) ERP (W) MPE % 

AT&T 1 
CCI  
DMP65R-BU6D  700 11.55 130.0 1 40 571.56 0.004539000 

AT&T 1 
CCI  
DMP65R-BU6D  850 11.35 130.0 1 40 545.83 0.003659000 

AT&T 1 
CCI  
DMP65R-BU6D  850 11.35 130.0 2 40 1091.67 0.007318000 

AT&T 2 
CCI  
DMP65R-BU6D  1900 14.05 130.0 4 40 4065.56 0.008548000 

AT&T 2 
CCI 
DMP65R-BU6D  2100 14.75 130.0 4 40 4776.61 0.007878000 

AT&T 3 
CCI  
OPA65R-BU6D  700 11.15 130.0 4 40 2085.07 0.024101000 

AT&T 4 
POWERWAVE 
7770  850 11.35 130.0 2 20 545.83 0.000458000 

AT&T 5 
CCI  
DMP65R-BU6D  700 11.65 130.0 1 40 584.87 0.003510000 

AT&T 5 
CCI  
DMP65R-BU6D  850 11.45 130.0 1 40 558.55 0.002898000 

AT&T 5 
CCI  
DMP65R-BU6D  850 11.45 130.0 2 40 1117.09 0.005791000 

AT&T 6 
CCI  
DMP65R-BU6D  1900 14.05 130.0 4 40 4065.56 0.006110000 

AT&T 6 
CCI  
DMP65R-BU6D  2100 14.75 130.0 4 40 4776.61 0.006481000 

AT&T 7 
CCI  
OPA65R-BU6D  700 11.75 130.0 4 40 2393.98 0.024139000 

AT&T 8 
POWERWAVE 
7770  850 11.35 130.0 2 20 545.83 0.002813000 

AT&T 9 
CCI  
DMP65R-BU8D  700 12.25 130.0 1 40 671.52 0.003497000 

AT&T 9 
CCI  
DMP65R-BU8D  850 12.55 130.0 1 40 719.55 0.002410000 

AT&T 9 
CCI  
DMP65R-BU8D  850 12.55 130.0 2 40 1439.10 0.004817000 

AT&T 10 
CCI  
DMP65R-BU8D  1900 14.15 130.0 4 40 4160.26 0.007734000 

AT&T 10 
CCI  
DMP65R-BU8D  2100 15.15 130.0 4 40 5237.45 0.007611000 

AT&T 11 
CCI  
OPA65R-BU8D  700 13.15 130.0 4 40 3304.61 0.005964000 

AT&T 12 
POWERWAVE 
7770  850 11.35 130.0 2 20 545.83 0.001063000 

AT&T MPE% 0.14133900 %

Table 3: AT&T Antenna Inventory & Power Level 
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FCC OET 65 specifies that for carriers utilizing directional antennas that the highest recorded sector 

value be used for composite site MPE values due to their greatly reduced emissions contributions in the 

directions of the adjacent sectors. Table 4 below details a breakdown by frequency band and technology 

for the MPE power values for the maximum calculated AT&T sector(s).   

 

Frequency 
Band Technology 

Centerline 
(ft.) # of Channels 

ERP W  
(Per Channel) 

Total Power 
Density 
(µW/cm2) 

Allowable 
MPE 
(µW/cm2) MPE % 

700 L 130.0 1 571.56 0.0211810 467 0.00453900 

850 L 130.0 1 545.83 0.0207330 567 0.00365900 

850 5G 130.0 2 1091.67 0.0414670 567 0.00731800 

1900 L 130.0 4 4065.56 0.0854760 1000 0.00854800 

2100 L 130.0 4 4776.61 0.0787830 1000 0.00787800 

700 L 130.0 4 2085.07 0.1124730 467 0.02410100 

850 U 130.0 2 545.83 0.0025940 567 0.00045800 

700 L 130.0 1 584.87 0.0163790 467 0.00351000 

850 L 130.0 1 558.55 0.0164230 567 0.00289800 

850 5G 130.0 2 1117.09 0.0328170 567 0.00579100 

1900 L 130.0 4 4065.56 0.0611050 1000 0.00611000 

2100 L 130.0 4 4776.61 0.0648130 1000 0.00648100 

700 L 130.0 4 2393.98 0.1126470 467 0.02413900 

850 U 130.0 2 545.83 0.0159410 567 0.00281300 

700 L 130.0 1 671.52 0.0163200 467 0.00349700 

850 L 130.0 1 719.55 0.0136590 567 0.00241000 

850 5G 130.0 2 1439.10 0.0272940 567 0.00481700 

1900 L 130.0 4 4160.26 0.0773370 1000 0.00773400 

2100 L 130.0 4 5237.45 0.0761060 1000 0.00761100 

700 L 130.0 4 3304.61 0.0278330 467 0.00596400 

850 U 130.0 2 545.83 0.0060230 567 0.00106300 

AT&T MPE% 0.14133900 %

Table 4: AT&T Maximum Sector MPE Power Values  
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Summary 

All calculations performed for this analysis yielded results that were within the allowable limits 

for general population exposure to RF Emissions. 

The anticipated maximum composite contributions from the AT&T facility as well as the site composite 

emissions value with regards to compliance with FCC’s allowable limits for general population exposure 

to RF Emissions are shown here:  

 

Carrier Predicted MPE % 

AT&T 0.14133900% 

Unknown 0.18626000% 

Composite 0.32759900% 

Table 5: Total Predicted MPE(%) by Carrier 

Compliance Status:   

The anticipated composite MPE value for this site assuming all carriers present is 0.32759900% 

of the allowable FCC established general population limit sampled at the ground level. 

FCC guidelines state that if a site is found to be out of compliance (over allowable thresholds), 

that carriers over a 5% contribution to the composite value will require measures to bring the site 

into compliance. For this facility, the composite values calculated were well within the allowable 

100% threshold standard per the federal government. 

 

Erin Kavanaugh 
RF Compliance Consultant 

Centerline Communications, LLC 

750 West Center St. Suite 301   

West Bridgewater, MA 02379 
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EXHIBIT 6 
 



1

Allison Hebel

From: John Cody <jcody@roxburyct.com>

Sent: Thursday, July 2, 2020 8:22 AM

To: Allison Hebel

Subject: RE: CT2089 // 35 Lower County Rd Roxbury

Yes those were given to me by the building department. 

John 

From: Allison Hebel <ahebel@clinellc.com>  
Sent: Thursday, July 2, 2020 4:57 AM 
To: John Cody <jcody@roxburyct.com> 
Subject: CT2089 // 35 Lower County Rd Roxbury 

Hi John, 
Per our conversation (attached) can you confirm that the documents you provided were all you were able to find?  

Best Regards,  

Allison Hebel | Site Acquisition Consultant 
750 West Center St. Suite 301 | West Bridgewater, MA 02379
Phone: 215.588.7035 Fax: 508.819.3017 
ahebel@clinellc.com | www.centerlinecommunications.com



Received 8/23/2002

jrsalmon
AWS ID#: NYNYCT5656

vdarocha
BECHTEL ID #: 913-008-656
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