






















Date:   June 29, 2022                                     
                                                                                                                                             
 Tower Engineering Professionals 
 326 Tryon Road 
 Raleigh, NC 27603 
 (919) 661-6351 
 
Subject:         Structural Analysis Report 
 
Carrier Designation:     
 Site Number: CT11711A 
 Site Name: CT60XC935 
   
Crown Castle Designation: BU Number: 806377 
 Site Name: HRT 084 943242 
 JDE Job Number: 721887 
 Work Order Number: 2130321 
 Order Number: 621887 Rev. 0 
 
Engineering Firm Designation: TEP Project Number: 217456.715627 
 
Site Data: 197 South St., Vernon, Tolland County, CT 06066 
 Latitude 41° 51' 12.51'', Longitude -72° 27' 7.52'' 
 132 Foot - Self-Supporting Tower 
 
Tower Engineering Professionals is pleased to submit this “Structural Analysis Report” to determine the 
structural integrity of the above-mentioned tower.  
 
The purpose of the analysis is to determine acceptability of the tower stress level. Based on our analysis we have 
determined the tower stress level for the structure and foundation, under the following load case, to be: 
 
 LC7: Proposed Equipment Configuration                                                             Sufficient Capacity - 76.3% 
 
This analysis utilizes an ultimate 3-second gust wind speed of 118 mph as required by the 2018 Connecticut State 
Building Code. Applicable Standard references and design criteria are listed in Section 2 - Analysis Criteria. 
 
Structural analysis prepared by:  Alix D. Hyppolite / CLT 
 
Respectfully submitted by: 
 
 
 
Aaron T. Rucker, P.E. 
 

 

 

06/29/2022
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1) INTRODUCTION 
 
This tower is a 132-ft self-supporting tower designed by Rohn. The tower has been modified per reinforcement 
drawings prepared by SSOE, Inc. in May of 2015. 
 
 
2) ANALYSIS CRITERIA 
 
 TIA-222 Revision: TIA-222-H 
 Risk Category: II 
 Wind Speed: 118 mph 
 Exposure Category: B 
 Topographic Factor: 1.0 
 Ice Thickness: 1.5 in 
 Wind Speed with Ice: 50 mph 
 Service Wind Speed: 60 mph 
 

Table 1 - Proposed Equipment Configuration 

Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line 

Size (in) 

130.0 130.0 

3 RFS Celwave 
APXVAALL24_43-U-

NA20_TMO w/ Mount Pipe 

3 1-5/8 

3 Ericsson 
AIR 6419 B41_TMO  

w/ Mount Pipe 

3 Commscope VV-65B-R1_TMO w/ Mount Pipe 

3 Ericsson RADIO 4460 B2/B25 B66_TMO 

3 Ericsson Radio 4480_TMOV2 

3 Site Pro 1 VFA10-HD-S Sector Frame 

46.0 47.0 1 Lucent KS24019-L112A 1 1/2 
 

Table 2 - Other Considered Equipment 

Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line 

Size (in) 

130.0 

141.0 1 Decibel DB413-B 

4 7/8 136.0 1 Telewave ANT450D6-9 

130.0 1 Telewave ANT450D6-9 

117.0 

119.0 3 Samsung Telecom. MT6407-77A w/ Mount Pipe 

2 
6 

1-5/8 
7/8 

117.0 

2 Andrew 
LBX-6515DS-T0M  

w/ Mount Pipe 

1 Andrew 
LNX-6514DS-T4M  

w/ Mount Pipe 

6 Andrew SBNHH-1D65B w/ Mount Pipe 

1 Tower Mounts Sector Mount [SM 505-3] 

115.0 

3 Samsung Telecom. CBRS 

3 Samsung Telecom. RFV01U-D2A 

3 Samsung Telecom. RFV01U-D1A 

2 RFS Celwave DB-T1-6Z-8AB-0Z 
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Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line 

Size (in) 

104.0 

106.0 3 Ericsson 
AIR 6419 B77G_CCIV2  

w/ Mount Pipe 

15 
4 
3 

7/8 
13/16 
3/8 

104.0 

2 CCI Antennas 
TPA65R-BU6D_CCIV2  

w/ Mount Pipe 

1 CCI Antennas 
TPA65R-BU8D_CCIV2  

w/ Mount Pipe 

2 CCI Antennas DMP65R-BU6D w/ Mount Pipe 

1 CCI Antennas DMP65R-BU8D w/ Mount Pipe 

3 Ericsson RRUS 32 B30 

3 Ericsson RRUS 32 B2 

3 Ericsson RRUS 4478 B14 

3 Ericsson RRUS 4449 B5/B12 

3 Ericsson RRUS 8843 B2/B66A 

1 Raycap DC9-48-60-24-8C-EV_CCIV2 

2 Raycap DC6-48-60-18-8F 

1 Tower Mounts Sector Mount [SM 503-3] 

102.0 3 Ericsson AIR 6449 B77D 

94.0 94.0 

3 JMA Wireless MX08FRO665-21 w/ Mount Pipe 

1 1-1/2 

3 Fujitsu TA08025-B604 

3 Fujitsu TA08025-B605 

1 Raycap RDIDC-9181-PF-48 

1 Tower Mounts Commscope MTC3975083 (3) 

84.0 84.0 

3 Ericsson AIR 21 B2A B4P w/ Mount Pipe 

10 
2 
1 

7/8 
1-3/8 
1-5/8 

3 RFS Celwave 
APXVAARR24_43-U-NA20  

w/ Mount Pipe 

3 Ericsson 
AIR 32 B2A/B66AA  

w/ Mount Pipe 

3 Ericsson KRY 112 144/1 

3 Ericsson RADIO 4449 B12/B71 

3 Site Pro 1 VFA12-U Sector Frame 

63.0 63.0 

1 Lucent SB1-190BB 

1 1/2 
1 Redline Comm. RDL-3000 

1 
Siae 

Microelettronica 
ALFOPLUS2_CCIV3 

1 Tower Mounts Side Arm Mount [SO 311-1] 

56.0 
59.0 1 Maxrad GPS-TMG-20N 

1 1/2 
56.0 1 Tower Mounts Side Arm Mount [SO 305-1] 
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3) ANALYSIS PROCEDURE 
 

Table 3 - Documents Provided 

Document Reference Source 

Geotechnical Report 1014866 CCISites 

Tower Foundation Drawings 1014812 CCISites 

Tower Manufacturer Drawings 529704 CCISites 

Tower Reinforcement Drawings 5678760 CCISites 

Post-Modification Inspection 5849707 CCISites 
 
 3.1) Analysis Method 
 

tnxTower (version 8.1.1.0), a commercially available analysis software package, was used to create a 
three-dimensional model of the tower and calculate member stresses for various loading cases. 
Selected output from the analysis is included in Appendix A. When applicable, Crown Castle has 
calculated and provided the effective area for panel antennas using approved methods following the 
intent of the TIA-222 Standard.  
 

 3.2) Assumptions 
 

1) The tower and structures were maintained in accordance with the TIA-222 Standard. 
2) The configuration of antennas, transmission cables, mounts and other appurtenances are as 

specified in Tables 1 and 2, and the referenced drawings. 
 
This analysis may be affected if any assumptions are not valid or have been made in error. Tower 
Engineering Professionals should be notified to determine the effect on the structural integrity of the 
tower. 

 
 
4) ANALYSIS RESULTS 
 

Table 4 - Section Capacity (Summary) 

Section 
No. Elevation (ft) Component Type Size Critical 

Element P (k) ΦPallow (k) % 
Capacity Pass / Fail 

T1 132 - 120 Leg ROHN 2 STD 2 -6.24 38.68 16.1 Pass 

T2 120 - 100 Leg ROHN 2.5 STD 27 -25.03 59.99 41.7 Pass 

T3 100 - 93.3333 Leg ROHN 3 STD 57 -32.72 74.44 44.0 Pass 

T4 93.3333 - 
86.6667 

Leg ROHN 3 STD 66 -40.69 74.41 54.7 Pass 

T5 86.6667 - 80 Leg ROHN 3 STD 75 -50.14 96.10 52.2 Pass 

T6 80 - 60 Leg ROHN 3 X-STR 87 -75.60 99.05 76.3 Pass 

T7 60 - 40 Leg ROHN 4 X-STR 108 -99.87 167.91 59.5 Pass 

T8 40 - 20 Leg ROHN 5 X-STR 129 -120.82 211.31 57.2 Pass 

T9 20 - 10 Leg ROHN 5 X-STR 144 -132.14 211.31 62.5 Pass 

T10 10 - 0 Leg ROHN 5 X-STR 153 -142.41 265.94 53.5 Pass 

T1 132 - 120 Diagonal L1 3/4x1 3/4x3/16 16 -1.35 11.55 11.7 Pass 

T2 120 - 100 Diagonal L1 3/4x1 3/4x3/16 33 -3.17 6.66 47.6 Pass 

T3 100 - 93.3333 Diagonal L2 1/2x2 1/2x3/16 60 -3.88 15.16 25.6 Pass 

T4 93.3333 - 
86.6667 

Diagonal L2 1/2x2 1/2x3/16 69 -4.10 13.54 30.3 Pass 

T5 86.6667 - 80 Diagonal L2 1/2x2 1/2x3/16 78 -5.09 12.58 40.5 Pass 
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Section 
No. Elevation (ft) Component Type Size Critical 

Element P (k) ΦPallow (k) % 
Capacity Pass / Fail 

T6 80 - 60 Diagonal L2 1/2x2 1/2x3/16 91 -4.97 9.53 52.2 Pass 

T7 60 - 40 Diagonal L3x3x3/16 112 -5.33 13.25 40.2 Pass 

T8 40 - 20 Diagonal L3x3x1/4 133 -6.18 11.51 53.7 Pass 

T9 20 - 10 Diagonal L3 1/2x3 1/2x1/4 148 -6.27 17.40 36.0 Pass 

T10 10 - 0 Diagonal L3 1/2x3 1/2x1/4 157 -6.92 16.01 43.2 Pass 

T5 86.6667 - 80 Secondary 
Horizontal 

L1 1/2x1 1/2x3/16 83 -0.87 3.92 22.2 Pass 

T10 10 - 0 Secondary 
Horizontal 

L2 1/2x2 1/2x3/16 161 -2.47 6.01 41.1 Pass 

T1 132 - 120 Top Girt L2x2x3/16 6 -0.09 6.09 1.5 Pass 

T2 120 - 100 Top Girt L2x2x3/16 29 -0.43 6.09 7.1 Pass 

              Summary   

            Leg (T6) 76.3 Pass 

            Diagonal 
(T8) 

53.7 Pass 

            Secondary 
Horizontal 

(T10) 

41.1 Pass 

            Top Girt 
(T2) 

7.1 Pass 

            Bolt 
Checks 

65.0 Pass 

      RATING = 76.3 Pass 

 
Table 5 - Tower Component Stresses vs. Capacity - LC7 

Notes Component Elevation (ft) % Capacity Pass / Fail 

1,2 Anchor Rods - 51.9 Pass 

1,2 Base Foundation Structural - 7.3 Pass 

1,2 Base Foundation Soil Interaction - 58.2 Pass 
 

Structure Rating (max from all components) =  76.3% 

Notes: 
1) See additional documentation in "Appendix C - Additional Calculations" for calculations supporting the % capacity listed. 
2) Rating per TIA-222-H Section 15.5 

 
4.1) Recommendations 
 

1) The tower and its foundation have sufficient capacity to carry the proposed load configuration. No 
modifications are required at this time. 
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APPENDIX A 
 

TNXTOWER OUTPUT 
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Job: HRT 084 943242 (BU 806377)
 Project: TEP No. 217456.715627
 Client:  Crown Castle  Drawn by: jfisher  App'd: 

 Code:  TIA-222-H  Date: 06/29/22  Scale:  NTS 
 Path: 
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SYMBOL LIST
MARK MARKSIZE SIZE

A  L1 1/2x1 1/2x3/16 B  L2 1/2x2 1/2x3/16

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A572-50  50 ksi  65 ksi  A36  36 ksi  58 ksi

TOWER DESIGN NOTES
1.   Tower is located in Tolland County, Connecticut.
2.   Tower designed for Exposure B to the TIA-222-H Standard.
3.   Tower designed for a 118 mph basic wind in accordance with the TIA-222-H Standard.
4.   Tower is also designed for a 50 mph basic wind with 1.50 in ice. Ice is considered to increase

 in thickness with height.
5.   Deflections are based upon a 60 mph wind.
6.   Tower Risk Category II.
7.   Topographic Category 1 with Crest Height of 0'
8.   TOWER RATING: 76.3%
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  Tower Input Data    
 

 
The main tower is a 3x free standing tower with an overall height of 132' above the ground line. 
The base of the tower is set at an elevation of 0' above the ground line. 
The face width of the tower is 6'7-1/4'' at the top and 18'9-1/4'' at the base. 
This tower is designed using the TIA-222-H standard. 
The following design criteria apply:  

 Tower is located in Tolland County, Connecticut. 
 Tower base elevation above sea level: 655'. 
 Basic wind speed of 118 mph. 
 Risk Category II. 
 Exposure Category B. 
 Simplified Topographic Factor Procedure for wind speed-up calculations is used. 
 Topographic Category: 1. 
 Crest Height: 0'. 
 Nominal ice thickness of 1.5000 in. 
 Ice thickness is considered to increase with height. 
 Ice density of 56 pcf. 
 A wind speed of 50 mph  is used in combination with ice. 
 Temperature drop of 50 °F. 
 Deflections calculated using a wind speed of 60 mph. 
 Pressures are calculated at each section. 
 Stress ratio used in tower member design is 1. 
 Tower analysis based on target reliabilities in accordance with Annex S. 
 Load Modification Factors used: Kes(Fw) = 0.95, Kes(ti) = 0.85. 
 Maximum demand-capacity ratio is: 1.05. 
 Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not considered. 

 

  Options    
 

  Consider Moments - Legs   Distribute Leg Loads As Uniform   Use ASCE 10 X-Brace Ly Rules 
  Consider Moments - Horizontals   Assume Legs Pinned √ Calculate Redundant Bracing Forces 
  Consider Moments - Diagonals √ Assume Rigid Index Plate   Ignore Redundant Members in FEA 
  Use Moment Magnification √ Use Clear Spans For Wind Area   SR Leg Bolts Resist Compression 
√ Use Code Stress Ratios √ Use Clear Spans For KL/r   All Leg Panels Have Same Allowable 
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation 
  Escalate Ice √ Bypass Mast Stability Checks √ Consider Feed Line Torque 
  Always Use Max Kz √ Use Azimuth Dish Coefficients √ Include Angle Block Shear Check 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-H Bracing Resist. Exemption 
  Include Bolts In Member Capacity   Autocalc Torque Arm Areas   Use TIA-222-H Tension Splice Exemption 
  Leg Bolts Are At Top Of Section   Add IBC .6D+W Combination Poles 
√ Secondary Horizontal Braces Leg √ Sort Capacity Reports By Component   Include Shear-Torsion Interaction 
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing    Always Use Sub-Critical Flow 
  SR Members Have Cut Ends   Treat Feed Line Bundles As Cylinder   Use Top Mounted Sockets 
  SR Members Are Concentric   Ignore KL/ry For 60 Deg. Angle Legs   Pole Without Linear Attachments 
          Pole With Shroud Or No Appurtenances 
          Outside and Inside Corner Radii Are 

Known 

 
 
 



 
 
 

ttnnxxTToowweerr  
Job 

HRT 084 943242 (BU 806377)  

Page  

2 of 28 

Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Leg B Leg C 

Leg A 

Fa
ce

 A
 Face B  
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Wind 180 
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X 
 

 
 
 
 

 Tower Section Geometry    
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Assembly 
Database 

Description Section 
Width  

 
ft 

Number  
of  

Sections 

Section 
Length 

 
ft 

T1 132'-120'   6'7-3/16'' 1 12' 
T2 120'-100'   6'7-13/16'' 1 20' 
T3 100'-93'3-31/32''   8'8-9/32'' 1 6'8-1/32'' 
T4 93'3-31/32''-86'8-

1/32'' 
  9'4-3/16'' 1 6'8-1/32'' 

T5 86'8-1/32''-80'   10'1-7/16'' 1 6'8-1/32'' 
T6 80'-60'   10'8-9/32'' 1 20' 
T7 60'-40'   12'9-1/8'' 1 20' 
T8 40'-20'   14'9-1/4'' 1 20' 
T9 20'-10'   16'9-1/4'' 1 10' 

T10 10'-0'   17'9-1/4'' 1 10' 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Diagonal 
Spacing 

 
ft 

Bracing 
Type 

Has 
K Brace 

End 
Panels 

Has  
Horizontals 

Top Girt 
Offset 

 
in 

Bottom Girt 
Offset 

 
in 

T1 132'-120' 4' X Brace No No 0.0000 0.0000 
T2 120'-100' 5' X Brace No No 0.0000 0.0000 
T3 100'-93'3-31/32'' 6'8-1/32'' X Brace No No 0.0000 0.0000 
T4 93'3-31/32''-86'8- 6'8-1/32'' X Brace No No 0.0000 0.0000 
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Tower 
 Section 

Tower 
 Elevation 

 
ft 

Diagonal 
Spacing 

 
ft 

Bracing 
Type 

Has 
K Brace 

End 
Panels 

Has  
Horizontals 

Top Girt 
Offset 

 
in 

Bottom Girt 
Offset 

 
in 

1/32'' 
T5 86'8-1/32''-80' 6'8-1/32'' X Brace No Yes 0.0000 0.0000 
T6 80'-60' 6'8-1/32'' X Brace No No 0.0000 0.0000 
T7 60'-40' 6'8-1/32'' X Brace No No 0.0000 0.0000 
T8 40'-20' 10' X Brace No No 0.0000 0.0000 
T9 20'-10' 10' X Brace No No 0.0000 0.0000 

T10 10'-0' 10' X Brace No Yes 0.0000 0.0000 

 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Type 

 

Leg  
Size 

 

Leg  
Grade 

Diagonal 
Type 

 

Diagonal  
Size 

 

Diagonal 
Grade 

T1 132'-120' Pipe ROHN 2 STD A572-50 
(50 ksi) 

Equal Angle L1 3/4x1 3/4x3/16 A36 
(36 ksi) 

T2 120'-100' Pipe ROHN 2.5 STD A572-50 
(50 ksi) 

Equal Angle L1 3/4x1 3/4x3/16 A36 
(36 ksi) 

T3 
100'-93'3-31/32'' 

Pipe ROHN 3 STD A572-50 
(50 ksi) 

Equal Angle L2 1/2x2 1/2x3/16 A36 
(36 ksi) 

T4 
93'3-31/32''-86'8-

1/32'' 

Pipe ROHN 3 STD A572-50 
(50 ksi) 

Equal Angle L2 1/2x2 1/2x3/16 A36 
(36 ksi) 

T5 86'8-1/32''-80' Pipe ROHN 3 STD A572-50 
(50 ksi) 

Equal Angle L2 1/2x2 1/2x3/16 A36 
(36 ksi) 

T6 80'-60' Pipe ROHN 3 X-STR A572-50 
(50 ksi) 

Equal Angle L2 1/2x2 1/2x3/16 A36 
(36 ksi) 

T7 60'-40' Pipe ROHN 4 X-STR A572-50 
(50 ksi) 

Equal Angle L3x3x3/16 A36 
(36 ksi) 

T8 40'-20' Pipe ROHN 5 X-STR A572-50 
(50 ksi) 

Equal Angle L3x3x1/4 A572-50 
(50 ksi) 

T9 20'-10' Pipe ROHN 5 X-STR A572-50 
(50 ksi) 

Equal Angle L3 1/2x3 1/2x1/4 A572-50 
(50 ksi) 

T10 10'-0' Pipe ROHN 5 X-STR A572-50 
(50 ksi) 

Equal Angle L3 1/2x3 1/2x1/4 A572-50 
(50 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Top Girt 
Type 

 

Top Girt  
Size 

 

Top Girt  
Grade 

Bottom Girt 
Type 

 

Bottom Girt  
Size 

 

Bottom Girt 
Grade 

T1 132'-120' Equal Angle L2x2x3/16 A36 
(36 ksi) 

Flat Bar  A36 
(36 ksi) 

T2 120'-100' Equal Angle L2x2x3/16 A36 
(36 ksi) 

Flat Bar  A36 
(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
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Tower 
 Elevation 

 
ft 

Secondary 
Horizontal Type 

 

Secondary Horizontal  
Size 

 

Secondary 
Horizontal   

Grade 

Inner Bracing 
Type 

 

Inner Bracing Size 
 

Inner Bracing 
Grade 

T5 86'8-1/32''-80' Equal Angle L1 1/2x1 1/2x3/16 A36 
(36 ksi) 

Solid Round  A572-50 
(50 ksi) 

T10 10'-0' Equal Angle L2 1/2x2 1/2x3/16 A36 
(36 ksi) 

Solid Round  A572-50 
(50 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor 
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Redundants 
in 

T1 132'-120' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T2 120'-100' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T3 
100'-93'3-31/3

2'' 

0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T4 
93'3-31/32''-86'

8-1/32'' 

0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T5 
86'8-1/32''-80' 

0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T6 80'-60' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T7 60'-40' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T8 40'-20' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T9 20'-10' 0.00 0.2500 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

T10 10'-0' 0.00 0.3750 A36 
(36 ksi) 

1.03 1 1.05 0.0000 0.0000 0.0000 

 
 

 

 Tower Section Geometry (cont’d)   
 

   K Factors1 

Tower 
 Elevation 

 
 

ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Legs X 
Brace 
Diags 

X 
Y 

K 
Brace 
Diags 

X 
Y 

Single 
Diags 

 
X 
Y 

Girts 
 
 

X 
Y 

Horiz. 
 
 

X 
Y 

Sec. 
Horiz. 

 
X 
Y 

Inner 
Brace 

 
X 
Y 

T1 132'-120' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T2 120'-100' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T3 
100'-93'3-31/3

2'' 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T4 
93'3-31/32''-8

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 
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   K Factors1 

Tower 
 Elevation 

 
 

ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Legs X 
Brace 
Diags 

X 
Y 

K 
Brace 
Diags 

X 
Y 

Single 
Diags 

 
X 
Y 

Girts 
 
 

X 
Y 

Horiz. 
 
 

X 
Y 

Sec. 
Horiz. 

 
X 
Y 

Inner 
Brace 

 
X 
Y 

6'8-1/32'' 
T5 

86'8-1/32''-80' 
Yes Yes 1 1 

1 
1 
1 

1 
1 

1 
1 

1 
1 

1 
0.5 

1 
1 

T6 80'-60' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T7 60'-40' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T8 40'-20' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T9 20'-10' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T10 10'-0' Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
0.5 

1 
1 

1Note: K factors are applied to member segment lengths. K-braces without inner supporting members will have the K factor in the out-of-plane direction applied to 
the overall length. 
 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

 Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T1 132'-120' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T2 120'-100' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T3 
100'-93'3-31/3

2'' 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T4 
93'3-31/32''-86'

8-1/32'' 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T5 
86'8-1/32''-80' 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T6 80'-60' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T7 60'-40' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T8 40'-20' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T9 20'-10' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T10 10'-0' 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

 
 

Tower 
 Elevation 

ft 

Redundant 
Horizontal 

Redundant 
Diagonal 

Redundant 
Sub-Diagonal 

Redundant 
Sub-Horizontal 

Redundant Vertical Redundant Hip Redundant Hip 
Diagonal 

 Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T1 132'-120' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T2 120'-100' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
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Tower 
 Elevation 

ft 

Redundant 
Horizontal 

Redundant 
Diagonal 

Redundant 
Sub-Diagonal 

Redundant 
Sub-Horizontal 

Redundant Vertical Redundant Hip Redundant Hip 
Diagonal 

 Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T3 
100'-93'3-31/3

2'' 

0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T4 
93'3-31/32''-86'

8-1/32'' 

0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T5 
86'8-1/32''-80' 

0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T6 80'-60' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T7 60'-40' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T8 40'-20' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T9 20'-10' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T10 10'-0' 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Connection 

Type 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

  Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. 

T1 132'-120' Flange 0.6250 
A325X 

4 0.6250 
A325X 

1  0.6250 
A325X 

1  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T2 120'-100' Flange 0.7500 
A325X 

4 0.6250 
A325X 

1  0.6250 
A325X 

1  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T3 
100'-93'3-31/3

2'' 

Flange 0.0000 
A325X 

0 0.6250 
A325X 

1  0.5000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T4 
93'3-31/32''-86'

8-1/32'' 

Flange 0.0000 
A325X 

0 0.6250 
A325X 

1  0.5000 
A325N 

0  0.0000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T5 
86'8-1/32''-80' 

Flange 0.8750 
A325X 

4 0.6250 
A325X 

1  0.6250 
A325N 

0  0.0000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

1  

T6 80'-60' Flange 0.8750 
A325X 

4 0.6250 
A325X 

1  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T7 60'-40' Flange 1.0000 
A325X 

4 0.6250 
A325X 

1  0.5000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T8 40'-20' Flange 1.0000 
A325X 

4 0.6250 
A325X 

1  0.5000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T9 20'-10' Flange 0.0000 
A325X 

0 0.6250 
A325X 

1  0.5000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  

T10 10'-0' Flange 1.0000 
A449 

0 0.7500 
A325X 

1  0.6250 
A325N 

0  0.0000 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

0  0.6250 
A325N 

1  

 
 

 

 Feed Line/Linear Appurtenances - Entered As Round Or Flat 
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Description Face 
or 

Leg  

Allow 
Shield 

Exclude 
From 

Torque 
Calculation 

Component 
Type 

Placement 
 

ft 

Face 
Offset 

in 

Lateral 
Offset 

(Frac FW) 

# # 
 Per 
Row 

Clear 
Spacing 

in 

Width or 
Diameter 

in 

Perimeter 
 

in 

Weight 
 

plf 

Step Pegs 
(5/8'' SR) 

7.5-in w/ 30'' 
Step 

B No No Ar (CaAa) 40' - 0' 0.0000 0.5 1 1 0.3130 0.3130  0.52 

Step Pegs 
(5/8'' SR) 

7.5-in w/ 30'' 
Step 

C No No Ar (CaAa) 40' - 0' 0.0000 0.5 1 1 0.3130 0.3130  0.52 

Step Pegs 
(5/8'' SR) 

7.5-in w/ 30'' 
Step 

A No No Ar (CaAa) 132' - 0' 0.0000 0.5 1 1 0.3130 0.3130  0.52 

Safety Line 
3/8 

A No No Ar (CaAa) 132' - 0' 0.0000 0.5 1 1 0.3750 0.3750  0.22 

***B Face***                           
Feedline 

Ladder (Af) 
B No No Af (CaAa) 63' - 0' 0.0000 -0.43 1 1 3.0000 3.0000  8.40 

LDF4-50A(1/
2) 

B No No Ar (CaAa) 56' - 0' 0.0000 -0.47 1 1 0.5000 0.6250  0.15 

HB078-1-08U
3-M3J(7/8) 

B No No Ar (CaAa) 130' - 0' 0.0000 -0.44 4 4 0.5000 1.0900  0.78 

LCF12-50J(1/
2) 

B No No Ar (CaAa) 63' - 0' 0.0000 -0.425 1 1 0.5000 0.6400  0.15 

***                           
HB158-21U6S
24-xxM_TMO

(1-5/8) 

B No No Ar (CaAa) 130' - 0' 0.0000 0.415 3 3 0.5000 1.9960  2.50 

LDF4-50A(1/
2) 

B No No Ar (CaAa) 46' - 0' 0.0000 0.39 1 1 0.5000 0.6250  0.15 

***A Face***                           
Feedline 

Ladder (Af) 
A No No Af (CaAa) 117' - 0' 0.0000 0.4 1 1 3.0000 3.0000  8.40 

HB158-1-08U
8-S8J18(1-5/8

) 

A No No Ar (CaAa) 117' - 0' 0.0000 0.43 2 2 0.5000 1.9800  1.30 

LDF5-50A(7/
8) 

A No No Ar (CaAa) 117' - 0' 0.0000 0.39 6 6 0.5000 1.0900  0.33 

***                           
LDF5-50A(7/

8) 
C No No Ar (CaAa) 104' - 0' 0.0000 -0.38 15 9 0.5000 1.0900  0.33 

PWRT-608-S(
13/16) 

C No No Ar (CaAa) 104' - 0' 1.5000 -0.43 3 3 0.5000 0.8200  0.62 

FB-L98B-034-
XXX(3/8) 

C No No Ar (CaAa) 104' - 0' 0.0000 -0.45 2 2 0.3937 0.3937  0.06 

2'' Flexible 
Conduit 

C No No Ar (CaAa) 104' - 0' 0.0000 -0.46 1 1 0.5000 2.0000  0.34 

FB-L98B-235-
XXX(3/8) 

C No No Ar (CaAa) 104' - 0' 0.0000 -0.46 1 1 0.3900 0.3900  0.06 

PWRT-608-S(
13/16) 

C No No Ar (CaAa) 104' - 0' 0.0000 -0.47 1 1 0.5000 0.8200  0.62 

***                           
T-Bracket B No No Af (CaAa) 94' - 0' -10.000

0 
0.45 1 1 1.5000 1.5000  4.20 

***                           
AL5-50(7/8) B No No Ar (CaAa) 84' - 0' -10.000

0 
0.45 8 2 0.5000 1.1000  0.26 

AL5-50(7/8) B No No Ar (CaAa) 84' - 0' -8.0000 0.462 2 1 0.5000 1.1000  0.26 
HCS 6X12 

6AWG(1-3/8) 
B No No Ar (CaAa) 84' - 0' -12.000

0 
0.435 2 2 0.5000 1.3800  1.70 

MLE B No No Ar (CaAa) 84' - 0' -12.000 0.455 1 1 0.5000 1.6250  1.07 
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Client 
Crown Castle 
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Description Face 
or 

Leg  

Allow 
Shield 

Exclude 
From 

Torque 
Calculation 

Component 
Type 

Placement 
 

ft 

Face 
Offset 

in 

Lateral 
Offset 

(Frac FW) 

# # 
 Per 
Row 

Clear 
Spacing 

in 

Width or 
Diameter 

in 

Perimeter 
 

in 

Weight 
 

plf 

HYBRID 
9POWER/18F

IBER RL 
2(1-5/8) 

0 

***                           
CU12PSM9P6

XXX(1-1/2) 
B No No Ar (CaAa) 94' - 0' -5.0000 0.433 1 1 0.5000 1.6000  2.35 

*****                           

 
 
 

 Feed Line/Linear Appurtenances - Entered As Area 
 

Description Face 
or 

Leg  

Allow 
Shield 

Exclude 
From 

Torque 
Calculation 

Component 
Type 

Placement 
 

ft 

Total 
Number 

 CAAA 
 

ft2/ft 

Weight 
 

plf 

*****                   

 
 
 
 

 Feed Line/Linear Appurtenances Section Areas  
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face  
ft2 

Weight 
 

K 
T1 132'-120' A 

B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.826 
10.348 
0.000 

0.000 
0.000 
0.000 

0.01 
0.11 
0.00 

T2 120'-100' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

27.726 
20.696 
9.123 

0.000 
0.000 
0.000 

0.24 
0.21 
0.03 

T3 100'-93'3-31/32'' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

10.792 
7.172 

15.205 

0.000 
0.000 
0.000 

0.09 
0.08 
0.05 

T4 93'3-31/32''-86'8-1
/32'' 

A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

10.792 
9.632 

15.205 

0.000 
0.000 
0.000 

0.09 
0.11 
0.05 

T5 86'8-1/32''-80' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

10.792 
15.786 
15.205 

0.000 
0.000 
0.000 

0.09 
0.14 
0.05 

T6 80'-60' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

32.376 
61.358 
45.615 

0.000 
0.000 
0.000 

0.27 
0.51 
0.16 

T7 60'-40' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

32.376 
72.321 
45.615 

0.000 
0.000 
0.000 

0.27 
0.66 
0.16 

T8 40'-20' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

32.376 
74.072 
46.241 

0.000 
0.000 
0.000 

0.27 
0.67 
0.17 

T9 20'-10' A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

16.188 
37.036 
23.120 

0.000 
0.000 
0.000 

0.14 
0.34 
0.08 

T10 10'-0' A 0.000 0.000 16.188 0.000 0.14 
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TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face  
ft2 

Weight 
 

K 
B 
C 

0.000 
0.000 

0.000 
0.000 

37.036 
23.120 

0.000 
0.000 

0.34 
0.08 

 
 

 Feed Line/Linear Appurtenances Section Areas - With Ice 
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face  
ft2 

Weight 
 

K 
T1 132'-120' A 

B 
C 

1.458 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

7.823 
25.876 
0.000 

0.000 
0.000 
0.000 

0.09 
0.35 
0.00 

T2 120'-100' A 
B 
C 

1.438 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

71.654 
51.491 
19.802 

0.000 
0.000 
0.000 

0.94 
0.69 
0.23 

T3 100'-93'3-31/32'' A 
B 
C 

1.420 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

27.187 
17.734 
32.806 

0.000 
0.000 
0.000 

0.36 
0.24 
0.39 

T4 93'3-31/32''-86'8-1
/32'' 

A 
B 
C 

1.410 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

27.102 
23.529 
32.697 

0.000 
0.000 
0.000 

0.35 
0.34 
0.38 

T5 86'8-1/32''-80' A 
B 
C 

1.399 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

27.011 
37.415 
32.581 

0.000 
0.000 
0.000 

0.35 
0.50 
0.38 

T6 80'-60' A 
B 
C 

1.375 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.422 
142.395 
96.967 

0.000 
0.000 
0.000 

1.04 
1.88 
1.12 

T7 60'-40' A 
B 
C 

1.329 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

79.275 
166.093 
95.504 

0.000 
0.000 
0.000 

1.01 
2.25 
1.09 

T8 40'-20' A 
B 
C 

1.263 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

77.608 
173.574 
99.056 

0.000 
0.000 
0.000 

0.96 
2.27 
1.09 

T9 20'-10' A 
B 
C 

1.178 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

37.740 
83.997 
48.002 

0.000 
0.000 
0.000 

0.45 
1.07 
0.51 

T10 10'-0' A 
B 
C 

1.056 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

36.201 
79.958 
45.794 

0.000 
0.000 
0.000 

0.41 
0.97 
0.46 

 
 
 

   Feed Line Center of Pressure     
 

 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 

T1 132'-120' 2.8276 -2.2458 3.0072 -5.6152 
T2 120'-100' 5.1147 -10.6992 5.3959 -13.3291 
T3 100'-93'3-31/32'' 12.6034 -8.6803 14.1997 -9.5730 
T4 93'3-31/32''-86'8-1/3

2'' 
14.0615 -7.7538 16.5561 -7.8694 

T5 86'8-1/32''-80' 16.1788 -4.6418 19.0707 -4.2546 
T6 80'-60' 20.5980 -4.0320 23.9782 -3.4041 
T7 60'-40' 20.7136 -7.0493 25.1330 -8.0562 
T8 40'-20' 24.7872 -7.9839 29.1809 -7.6489 
T9 20'-10' 25.1349 -8.1387 30.3503 -8.1658 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 

T10 10'-0' 23.5336 -7.6630 28.8926 -8.0411 

 
 
 
 

 Shielding Factor Ka 
 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev. 

Ka 
No Ice 

Ka 
Ice 

T1 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

120.00 - 
132.00 

0.6000 0.6000 

T1 4 Safety Line 3/8 120.00 - 
132.00 

0.6000 0.6000 

T1 8 HB078-1-08U3-M3J(7/8) 120.00 - 
130.00 

0.6000 0.6000 

T1 14 HB158-21U6S24-xxM_TMO
(1-5/8) 

120.00 - 
130.00 

0.6000 0.6000 

T2 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

100.00 - 
120.00 

0.6000 0.6000 

T2 4 Safety Line 3/8 100.00 - 
120.00 

0.6000 0.6000 

T2 8 HB078-1-08U3-M3J(7/8) 100.00 - 
120.00 

0.6000 0.6000 

T2 14 HB158-21U6S24-xxM_TMO
(1-5/8) 

100.00 - 
120.00 

0.6000 0.6000 

T2 17 Feedline Ladder (Af) 100.00 - 
117.00 

0.6000 0.6000 

T2 18 HB158-1-08U8-S8J18(1-5/8) 100.00 - 
117.00 

0.6000 0.6000 

T2 19 LDF5-50A(7/8) 100.00 - 
117.00 

0.6000 0.6000 

T2 24 LDF5-50A(7/8) 100.00 - 
104.00 

0.6000 0.6000 

T2 28 PWRT-608-S(13/16) 100.00 - 
104.00 

0.6000 0.6000 

T2 29 FB-L98B-034-XXX(3/8) 100.00 - 
104.00 

0.6000 0.6000 

T2 30 2" Flexible Conduit 100.00 - 
104.00 

0.6000 0.6000 

T2 31 FB-L98B-235-XXX(3/8) 100.00 - 
104.00 

0.0000 0.0000 

T2 32 PWRT-608-S(13/16) 100.00 - 
104.00 

0.6000 0.6000 

T3 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

93.33 - 100.00 0.6000 0.6000 

T3 4 Safety Line 3/8 93.33 - 100.00 0.6000 0.6000 
T3 8 HB078-1-08U3-M3J(7/8) 93.33 - 100.00 0.6000 0.6000 
T3 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
93.33 - 100.00 0.6000 0.6000 

T3 17 Feedline Ladder (Af) 93.33 - 100.00 0.6000 0.6000 
T3 18 HB158-1-08U8-S8J18(1-5/8) 93.33 - 100.00 0.6000 0.6000 
T3 19 LDF5-50A(7/8) 93.33 - 100.00 0.6000 0.6000 
T3 24 LDF5-50A(7/8) 93.33 - 100.00 0.6000 0.6000 
T3 28 PWRT-608-S(13/16) 93.33 - 100.00 0.6000 0.6000 
T3 29 FB-L98B-034-XXX(3/8) 93.33 - 100.00 0.6000 0.6000 
T3 30 2" Flexible Conduit 93.33 - 100.00 0.6000 0.6000 
T3 31 FB-L98B-235-XXX(3/8) 93.33 - 100.00 0.0000 0.0000 
T3 32 PWRT-608-S(13/16) 93.33 - 100.00 0.6000 0.6000 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev. 

Ka 
No Ice 

Ka 
Ice 

T3 34 T-Bracket 93.33 - 94.00 0.6000 0.6000 
T3 43 CU12PSM9P6XXX(1-1/2) 93.33 - 94.00 0.6000 0.6000 
T4 3 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
86.67 - 93.33 0.6000 0.6000 

T4 4 Safety Line 3/8 86.67 - 93.33 0.6000 0.6000 
T4 8 HB078-1-08U3-M3J(7/8) 86.67 - 93.33 0.6000 0.6000 
T4 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
86.67 - 93.33 0.6000 0.6000 

T4 17 Feedline Ladder (Af) 86.67 - 93.33 0.6000 0.6000 
T4 18 HB158-1-08U8-S8J18(1-5/8) 86.67 - 93.33 0.6000 0.6000 
T4 19 LDF5-50A(7/8) 86.67 - 93.33 0.6000 0.6000 
T4 24 LDF5-50A(7/8) 86.67 - 93.33 0.6000 0.6000 
T4 28 PWRT-608-S(13/16) 86.67 - 93.33 0.6000 0.6000 
T4 29 FB-L98B-034-XXX(3/8) 86.67 - 93.33 0.6000 0.6000 
T4 30 2" Flexible Conduit 86.67 - 93.33 0.6000 0.6000 
T4 31 FB-L98B-235-XXX(3/8) 86.67 - 93.33 0.0000 0.0000 
T4 32 PWRT-608-S(13/16) 86.67 - 93.33 0.6000 0.6000 
T4 34 T-Bracket 86.67 - 93.33 0.6000 0.6000 
T4 43 CU12PSM9P6XXX(1-1/2) 86.67 - 93.33 0.6000 0.6000 
T5 3 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
80.00 - 86.67 0.6000 0.6000 

T5 4 Safety Line 3/8 80.00 - 86.67 0.6000 0.6000 
T5 8 HB078-1-08U3-M3J(7/8) 80.00 - 86.67 0.6000 0.6000 
T5 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
80.00 - 86.67 0.6000 0.6000 

T5 17 Feedline Ladder (Af) 80.00 - 86.67 0.6000 0.6000 
T5 18 HB158-1-08U8-S8J18(1-5/8) 80.00 - 86.67 0.6000 0.6000 
T5 19 LDF5-50A(7/8) 80.00 - 86.67 0.6000 0.6000 
T5 24 LDF5-50A(7/8) 80.00 - 86.67 0.6000 0.6000 
T5 28 PWRT-608-S(13/16) 80.00 - 86.67 0.6000 0.6000 
T5 29 FB-L98B-034-XXX(3/8) 80.00 - 86.67 0.6000 0.6000 
T5 30 2" Flexible Conduit 80.00 - 86.67 0.6000 0.6000 
T5 31 FB-L98B-235-XXX(3/8) 80.00 - 86.67 0.0000 0.0000 
T5 32 PWRT-608-S(13/16) 80.00 - 86.67 0.6000 0.6000 
T5 34 T-Bracket 80.00 - 86.67 0.6000 0.6000 
T5 38 AL5-50(7/8) 80.00 - 84.00 0.6000 0.6000 
T5 39 AL5-50(7/8) 80.00 - 84.00 0.6000 0.6000 
T5 40 HCS 6X12 6AWG(1-3/8) 80.00 - 84.00 0.6000 0.6000 
T5 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

80.00 - 84.00 0.6000 0.6000 

T5 43 CU12PSM9P6XXX(1-1/2) 80.00 - 86.67 0.6000 0.6000 
T6 3 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
60.00 - 80.00 0.6000 0.6000 

T6 4 Safety Line 3/8 60.00 - 80.00 0.6000 0.6000 
T6 6 Feedline Ladder (Af) 60.00 - 63.00 0.6000 0.6000 
T6 8 HB078-1-08U3-M3J(7/8) 60.00 - 80.00 0.6000 0.6000 
T6 9 LCF12-50J(1/2) 60.00 - 63.00 0.6000 0.6000 
T6 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
60.00 - 80.00 0.6000 0.6000 

T6 17 Feedline Ladder (Af) 60.00 - 80.00 0.6000 0.6000 
T6 18 HB158-1-08U8-S8J18(1-5/8) 60.00 - 80.00 0.6000 0.6000 
T6 19 LDF5-50A(7/8) 60.00 - 80.00 0.6000 0.6000 
T6 24 LDF5-50A(7/8) 60.00 - 80.00 0.6000 0.6000 
T6 28 PWRT-608-S(13/16) 60.00 - 80.00 0.6000 0.6000 
T6 29 FB-L98B-034-XXX(3/8) 60.00 - 80.00 0.6000 0.6000 
T6 30 2" Flexible Conduit 60.00 - 80.00 0.6000 0.6000 
T6 31 FB-L98B-235-XXX(3/8) 60.00 - 80.00 0.0000 0.0000 
T6 32 PWRT-608-S(13/16) 60.00 - 80.00 0.6000 0.6000 
T6 34 T-Bracket 60.00 - 80.00 0.6000 0.6000 
T6 38 AL5-50(7/8) 60.00 - 80.00 0.6000 0.6000 
T6 39 AL5-50(7/8) 60.00 - 80.00 0.6000 0.6000 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev. 

Ka 
No Ice 

Ka 
Ice 

T6 40 HCS 6X12 6AWG(1-3/8) 60.00 - 80.00 0.6000 0.6000 
T6 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

60.00 - 80.00 0.6000 0.6000 

T6 43 CU12PSM9P6XXX(1-1/2) 60.00 - 80.00 0.6000 0.6000 
T7 3 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
40.00 - 60.00 0.6000 0.6000 

T7 4 Safety Line 3/8 40.00 - 60.00 0.6000 0.6000 
T7 6 Feedline Ladder (Af) 40.00 - 60.00 0.6000 0.6000 
T7 7 LDF4-50A(1/2) 40.00 - 56.00 0.6000 0.6000 
T7 8 HB078-1-08U3-M3J(7/8) 40.00 - 60.00 0.6000 0.6000 
T7 9 LCF12-50J(1/2) 40.00 - 60.00 0.6000 0.6000 
T7 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
40.00 - 60.00 0.6000 0.6000 

T7 15 LDF4-50A(1/2) 40.00 - 46.00 0.6000 0.6000 
T7 17 Feedline Ladder (Af) 40.00 - 60.00 0.6000 0.6000 
T7 18 HB158-1-08U8-S8J18(1-5/8) 40.00 - 60.00 0.6000 0.6000 
T7 19 LDF5-50A(7/8) 40.00 - 60.00 0.6000 0.6000 
T7 24 LDF5-50A(7/8) 40.00 - 60.00 0.6000 0.6000 
T7 28 PWRT-608-S(13/16) 40.00 - 60.00 0.6000 0.6000 
T7 29 FB-L98B-034-XXX(3/8) 40.00 - 60.00 0.6000 0.6000 
T7 30 2" Flexible Conduit 40.00 - 60.00 0.6000 0.6000 
T7 31 FB-L98B-235-XXX(3/8) 40.00 - 60.00 0.0000 0.0000 
T7 32 PWRT-608-S(13/16) 40.00 - 60.00 0.6000 0.6000 
T7 34 T-Bracket 40.00 - 60.00 0.6000 0.6000 
T7 38 AL5-50(7/8) 40.00 - 60.00 0.6000 0.6000 
T7 39 AL5-50(7/8) 40.00 - 60.00 0.6000 0.6000 
T7 40 HCS 6X12 6AWG(1-3/8) 40.00 - 60.00 0.6000 0.6000 
T7 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

40.00 - 60.00 0.6000 0.6000 

T7 43 CU12PSM9P6XXX(1-1/2) 40.00 - 60.00 0.6000 0.6000 
T8 1 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
20.00 - 40.00 0.6000 0.6000 

T8 2 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

20.00 - 40.00 0.6000 0.6000 

T8 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

20.00 - 40.00 0.6000 0.6000 

T8 4 Safety Line 3/8 20.00 - 40.00 0.6000 0.6000 
T8 6 Feedline Ladder (Af) 20.00 - 40.00 0.6000 0.6000 
T8 7 LDF4-50A(1/2) 20.00 - 40.00 0.6000 0.6000 
T8 8 HB078-1-08U3-M3J(7/8) 20.00 - 40.00 0.6000 0.6000 
T8 9 LCF12-50J(1/2) 20.00 - 40.00 0.6000 0.6000 
T8 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
20.00 - 40.00 0.6000 0.6000 

T8 15 LDF4-50A(1/2) 20.00 - 40.00 0.6000 0.6000 
T8 17 Feedline Ladder (Af) 20.00 - 40.00 0.6000 0.6000 
T8 18 HB158-1-08U8-S8J18(1-5/8) 20.00 - 40.00 0.6000 0.6000 
T8 19 LDF5-50A(7/8) 20.00 - 40.00 0.6000 0.6000 
T8 24 LDF5-50A(7/8) 20.00 - 40.00 0.6000 0.6000 
T8 28 PWRT-608-S(13/16) 20.00 - 40.00 0.6000 0.6000 
T8 29 FB-L98B-034-XXX(3/8) 20.00 - 40.00 0.6000 0.6000 
T8 30 2" Flexible Conduit 20.00 - 40.00 0.6000 0.6000 
T8 31 FB-L98B-235-XXX(3/8) 20.00 - 40.00 0.0000 0.0000 
T8 32 PWRT-608-S(13/16) 20.00 - 40.00 0.6000 0.6000 
T8 34 T-Bracket 20.00 - 40.00 0.6000 0.6000 
T8 38 AL5-50(7/8) 20.00 - 40.00 0.6000 0.6000 
T8 39 AL5-50(7/8) 20.00 - 40.00 0.6000 0.6000 
T8 40 HCS 6X12 6AWG(1-3/8) 20.00 - 40.00 0.6000 0.6000 
T8 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

20.00 - 40.00 0.6000 0.6000 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev. 

Ka 
No Ice 

Ka 
Ice 

T8 43 CU12PSM9P6XXX(1-1/2) 20.00 - 40.00 0.6000 0.6000 
T9 1 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
10.00 - 20.00 0.6000 0.6000 

T9 2 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

10.00 - 20.00 0.6000 0.6000 

T9 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

10.00 - 20.00 0.6000 0.6000 

T9 4 Safety Line 3/8 10.00 - 20.00 0.6000 0.6000 
T9 6 Feedline Ladder (Af) 10.00 - 20.00 0.6000 0.6000 
T9 7 LDF4-50A(1/2) 10.00 - 20.00 0.6000 0.6000 
T9 8 HB078-1-08U3-M3J(7/8) 10.00 - 20.00 0.6000 0.6000 
T9 9 LCF12-50J(1/2) 10.00 - 20.00 0.6000 0.6000 
T9 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
10.00 - 20.00 0.6000 0.6000 

T9 15 LDF4-50A(1/2) 10.00 - 20.00 0.6000 0.6000 
T9 17 Feedline Ladder (Af) 10.00 - 20.00 0.6000 0.6000 
T9 18 HB158-1-08U8-S8J18(1-5/8) 10.00 - 20.00 0.6000 0.6000 
T9 19 LDF5-50A(7/8) 10.00 - 20.00 0.6000 0.6000 
T9 24 LDF5-50A(7/8) 10.00 - 20.00 0.6000 0.6000 
T9 28 PWRT-608-S(13/16) 10.00 - 20.00 0.6000 0.6000 
T9 29 FB-L98B-034-XXX(3/8) 10.00 - 20.00 0.6000 0.6000 
T9 30 2" Flexible Conduit 10.00 - 20.00 0.6000 0.6000 
T9 31 FB-L98B-235-XXX(3/8) 10.00 - 20.00 0.0000 0.0000 
T9 32 PWRT-608-S(13/16) 10.00 - 20.00 0.6000 0.6000 
T9 34 T-Bracket 10.00 - 20.00 0.6000 0.6000 
T9 38 AL5-50(7/8) 10.00 - 20.00 0.6000 0.6000 
T9 39 AL5-50(7/8) 10.00 - 20.00 0.6000 0.6000 
T9 40 HCS 6X12 6AWG(1-3/8) 10.00 - 20.00 0.6000 0.6000 
T9 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

10.00 - 20.00 0.6000 0.6000 

T9 43 CU12PSM9P6XXX(1-1/2) 10.00 - 20.00 0.6000 0.6000 
T10 1 Step Pegs (5/8" SR) 7.5-in w/ 

30" Step 
0.00 - 10.00 0.6000 0.6000 

T10 2 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

0.00 - 10.00 0.6000 0.6000 

T10 3 Step Pegs (5/8" SR) 7.5-in w/ 
30" Step 

0.00 - 10.00 0.6000 0.6000 

T10 4 Safety Line 3/8 0.00 - 10.00 0.6000 0.6000 
T10 6 Feedline Ladder (Af) 0.00 - 10.00 0.6000 0.6000 
T10 7 LDF4-50A(1/2) 0.00 - 10.00 0.6000 0.6000 
T10 8 HB078-1-08U3-M3J(7/8) 0.00 - 10.00 0.6000 0.6000 
T10 9 LCF12-50J(1/2) 0.00 - 10.00 0.6000 0.6000 
T10 14 HB158-21U6S24-xxM_TMO

(1-5/8) 
0.00 - 10.00 0.6000 0.6000 

T10 15 LDF4-50A(1/2) 0.00 - 10.00 0.6000 0.6000 
T10 17 Feedline Ladder (Af) 0.00 - 10.00 0.6000 0.6000 
T10 18 HB158-1-08U8-S8J18(1-5/8) 0.00 - 10.00 0.6000 0.6000 
T10 19 LDF5-50A(7/8) 0.00 - 10.00 0.6000 0.6000 
T10 24 LDF5-50A(7/8) 0.00 - 10.00 0.6000 0.6000 
T10 28 PWRT-608-S(13/16) 0.00 - 10.00 0.6000 0.6000 
T10 29 FB-L98B-034-XXX(3/8) 0.00 - 10.00 0.6000 0.6000 
T10 30 2" Flexible Conduit 0.00 - 10.00 0.6000 0.6000 
T10 31 FB-L98B-235-XXX(3/8) 0.00 - 10.00 0.0000 0.0000 
T10 32 PWRT-608-S(13/16) 0.00 - 10.00 0.6000 0.6000 
T10 34 T-Bracket 0.00 - 10.00 0.6000 0.6000 
T10 38 AL5-50(7/8) 0.00 - 10.00 0.6000 0.6000 
T10 39 AL5-50(7/8) 0.00 - 10.00 0.6000 0.6000 
T10 40 HCS 6X12 6AWG(1-3/8) 0.00 - 10.00 0.6000 0.6000 
T10 41 MLE HYBRID 

9POWER/18FIBER RL 
2(1-5/8) 

0.00 - 10.00 0.6000 0.6000 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment Elev. 

Ka 
No Ice 

Ka 
Ice 

T10 43 CU12PSM9P6XXX(1-1/2) 0.00 - 10.00 0.6000 0.6000 

 
 
 
 
 

   Discrete Tower Loads    
 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

***                   
4'' x 5' Pipe A From Leg 0.00 

0' 
3' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.60 
1.94 
2.26 
2.92 

1.60 
1.94 
2.26 
2.92 

0.05 
0.06 
0.08 
0.13 

4'' x 5' Pipe B From Leg 0.00 
0' 
3' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.60 
1.94 
2.26 
2.92 

1.60 
1.94 
2.26 
2.92 

0.05 
0.06 
0.08 
0.13 

***130***                   
VV-65B-R1_TMO w/ Mount 

Pipe 
A From Leg 4.00 

0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.15 
8.70 
9.22 
10.28 

5.43 
6.56 
7.41 
9.18 

0.07 
0.13 
0.20 
0.36 

VV-65B-R1_TMO w/ Mount 
Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.15 
8.70 
9.22 
10.28 

5.43 
6.56 
7.41 
9.18 

0.07 
0.13 
0.20 
0.36 

VV-65B-R1_TMO w/ Mount 
Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.15 
8.70 
9.22 
10.28 

5.43 
6.56 
7.41 
9.18 

0.07 
0.13 
0.20 
0.36 

AIR 6419 B41_TMO w/ 
Mount Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

6.58 
7.06 
7.57 
8.62 

3.50 
3.90 
4.32 
5.20 

0.11 
0.16 
0.22 
0.36 

AIR 6419 B41_TMO w/ 
Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

6.58 
7.06 
7.57 
8.62 

3.50 
3.90 
4.32 
5.20 

0.11 
0.16 
0.22 
0.36 

AIR 6419 B41_TMO w/ 
Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

6.58 
7.06 
7.57 
8.62 

3.50 
3.90 
4.32 
5.20 

0.11 
0.16 
0.22 
0.36 

APXVAALL24_43-U-NA20
_TMO w/ Mount Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

14.69 
15.46 
16.23 
17.82 

6.87 
7.55 
8.25 
9.67 

0.18 
0.31 
0.45 
0.78 

APXVAALL24_43-U-NA20
_TMO w/ Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

14.69 
15.46 
16.23 
17.82 

6.87 
7.55 
8.25 
9.67 

0.18 
0.31 
0.45 
0.78 

APXVAALL24_43-U-NA20
_TMO w/ Mount Pipe 

C From Leg 4.00 
0' 

0.0000 130' No Ice 
1/2'' Ice 

14.69 
15.46 

6.87 
7.55 

0.18 
0.31 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0' 1'' Ice 
2'' Ice 

16.23 
17.82 

8.25 
9.67 

0.45 
0.78 

ANT450D6-9 A From Leg 1.00 
0' 
6' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.40 
2.50 
3.60 
5.80 

1.40 
2.50 
3.60 
5.80 

0.02 
0.02 
0.03 
0.04 

ANT450D6-9 A From Leg 1.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.40 
2.50 
3.60 
5.80 

1.40 
2.50 
3.60 
5.80 

0.02 
0.02 
0.03 
0.04 

DB413-B B From Leg 1.00 
0' 
11' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.55 
4.59 
6.63 
10.71 

2.55 
4.59 
6.63 
10.71 

0.03 
0.04 
0.05 
0.07 

RADIO 4460 B2/B25 
B66_TMO 

A From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.14 
2.32 
2.51 
2.91 

1.69 
1.85 
2.02 
2.39 

0.11 
0.13 
0.16 
0.22 

RADIO 4460 B2/B25 
B66_TMO 

B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.14 
2.32 
2.51 
2.91 

1.69 
1.85 
2.02 
2.39 

0.11 
0.13 
0.16 
0.22 

RADIO 4460 B2/B25 
B66_TMO 

C From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.14 
2.32 
2.51 
2.91 

1.69 
1.85 
2.02 
2.39 

0.11 
0.13 
0.16 
0.22 

Radio 4480_TMOV2 A From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.88 
3.09 
3.31 
3.78 

1.40 
1.56 
1.73 
2.09 

0.08 
0.10 
0.13 
0.19 

Radio 4480_TMOV2 B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.88 
3.09 
3.31 
3.78 

1.40 
1.56 
1.73 
2.09 

0.08 
0.10 
0.13 
0.19 

Radio 4480_TMOV2 C From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.88 
3.09 
3.31 
3.78 

1.40 
1.56 
1.73 
2.09 

0.08 
0.10 
0.13 
0.19 

2.4'' Dia x 8-ft Mount Pipe A From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

2.4'' Dia x 8-ft Mount Pipe B From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

2.4'' Dia x 8-ft Mount Pipe C From Leg 4.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

Site Pro 1 VFA10-HD-S A From Leg 2.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.40 
17.30 
22.60 
35.00 

7.00 
11.30 
15.30 
24.20 

0.55 
0.65 
0.80 
0.95 

Site Pro 1 VFA10-HD-S B From Leg 2.00 
0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 

11.40 
17.30 
22.60 

7.00 
11.30 
15.30 

0.55 
0.65 
0.80 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

2'' Ice 35.00 24.20 0.95 
Site Pro 1 VFA10-HD-S C From Leg 2.00 

0' 
0' 

0.0000 130' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.40 
17.30 
22.60 
35.00 

7.00 
11.30 
15.30 
24.20 

0.55 
0.65 
0.80 
0.95 

***117***                   
MT6407-77A w/ Mount Pipe A From Leg 4.00 

0' 
2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.91 
5.26 
5.61 
6.36 

2.68 
3.14 
3.62 
4.63 

0.10 
0.14 
0.18 
0.29 

MT6407-77A w/ Mount Pipe B From Leg 4.00 
0' 
2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.91 
5.26 
5.61 
6.36 

2.68 
3.14 
3.62 
4.63 

0.10 
0.14 
0.18 
0.29 

MT6407-77A w/ Mount Pipe C From Leg 4.00 
0' 
2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.91 
5.26 
5.61 
6.36 

2.68 
3.14 
3.62 
4.63 

0.10 
0.14 
0.18 
0.29 

CBRS A From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.54 
1.79 
2.06 
2.67 

0.61 
0.80 
1.02 
1.51 

0.02 
0.04 
0.05 
0.09 

CBRS B From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.54 
1.79 
2.06 
2.67 

0.61 
0.80 
1.02 
1.51 

0.02 
0.04 
0.05 
0.09 

CBRS C From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.54 
1.79 
2.06 
2.67 

0.61 
0.80 
1.02 
1.51 

0.02 
0.04 
0.05 
0.09 

(2) SBNHH-1D65B w/ 
Mount Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.09 
4.49 
4.89 
5.72 

3.30 
3.68 
4.07 
4.87 

0.07 
0.13 
0.20 
0.39 

(2) SBNHH-1D65B w/ 
Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.09 
4.49 
4.89 
5.72 

3.30 
3.68 
4.07 
4.87 

0.07 
0.13 
0.20 
0.39 

(2) SBNHH-1D65B w/ 
Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.09 
4.49 
4.89 
5.72 

3.30 
3.68 
4.07 
4.87 

0.07 
0.13 
0.20 
0.39 

LBX-6515DS-T0M w/ Mount 
Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.63 
9.19 
9.72 
10.81 

6.10 
7.28 
8.17 
9.98 

0.05 
0.11 
0.19 
0.36 

LBX-6515DS-T0M w/ Mount 
Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.63 
9.19 
9.72 
10.81 

6.10 
7.28 
8.17 
9.98 

0.05 
0.11 
0.19 
0.36 

LNX-6514DS-T4M w/ 
Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.09 
4.49 
4.89 
5.71 

3.30 
3.68 
4.06 
4.87 

0.06 
0.13 
0.20 
0.38 

DB-T1-6Z-8AB-0Z A From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 

4.80 
5.07 
5.35 

2.00 
2.19 
2.39 

0.04 
0.08 
0.12 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

2'' Ice 5.93 2.81 0.21 
DB-T1-6Z-8AB-0Z B From Leg 4.00 

0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.80 
5.07 
5.35 
5.93 

2.00 
2.19 
2.39 
2.81 

0.04 
0.08 
0.12 
0.21 

RFV01U-D2A A From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

RFV01U-D2A B From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

RFV01U-D2A C From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

RFV01U-D1A A From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.25 
1.39 
1.54 
1.86 

0.08 
0.10 
0.12 
0.18 

RFV01U-D1A B From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.25 
1.39 
1.54 
1.86 

0.08 
0.10 
0.12 
0.18 

RFV01U-D1A C From Leg 4.00 
0' 
-2' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.25 
1.39 
1.54 
1.86 

0.08 
0.10 
0.12 
0.18 

2.4'' Dia x 6-ft Pipe A From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

2.4'' Dia x 6-ft Pipe B From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

2.4'' Dia x 6-ft Pipe C From Leg 4.00 
0' 
0' 

0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

Sector Mount [SM 505-3] C None   0.0000 117' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

31.66 
44.64 
57.44 
82.68 

31.66 
44.64 
57.44 
82.68 

1.73 
2.36 
3.19 
5.45 

***104***                   
AIR 6419 B77G_CCIV2 w/ 

Mount Pipe 
A From Leg 4.00 

0' 
2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.00 
4.31 
4.63 
5.31 

2.62 
3.02 
3.44 
4.34 

0.08 
0.12 
0.16 
0.26 

AIR 6419 B77G_CCIV2 w/ 
Mount Pipe 

B From Leg 4.00 
0' 
2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

4.00 
4.31 
4.63 
5.31 

2.62 
3.02 
3.44 
4.34 

0.08 
0.12 
0.16 
0.26 

AIR 6419 B77G_CCIV2 w/ 
Mount Pipe 

C From Leg 4.00 
0' 
2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 

4.00 
4.31 
4.63 

2.62 
3.02 
3.44 

0.08 
0.12 
0.16 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

2'' Ice 5.31 4.34 0.26 
AIR 6449 B77D A From Leg 4.00 

0' 
-2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.64 
4.00 
4.37 
5.16 

1.72 
2.02 
2.33 
2.99 

0.08 
0.11 
0.14 
0.22 

AIR 6449 B77D B From Leg 4.00 
0' 
-2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.64 
4.00 
4.37 
5.16 

1.72 
2.02 
2.33 
2.99 

0.08 
0.11 
0.14 
0.22 

AIR 6449 B77D C From Leg 4.00 
0' 
-2' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.64 
4.00 
4.37 
5.16 

1.72 
2.02 
2.33 
2.99 

0.08 
0.11 
0.14 
0.22 

TPA65R-BU6D_CCIV2 w/ 
Mount Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.96 
12.70 
13.46 
15.02 

5.97 
6.63 
7.30 
8.69 

0.09 
0.18 
0.28 
0.51 

TPA65R-BU6D_CCIV2 w/ 
Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.96 
12.70 
13.46 
15.02 

5.97 
6.63 
7.30 
8.69 

0.09 
0.18 
0.28 
0.51 

TPA65R-BU8D_CCIV2 w/ 
Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

15.89 
16.81 
17.76 
19.70 

7.89 
8.74 
9.60 
11.37 

0.12 
0.23 
0.36 
0.66 

DMP65R-BU6D w/ Mount 
Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.96 
12.70 
13.46 
15.02 

5.97 
6.63 
7.30 
8.69 

0.11 
0.20 
0.30 
0.53 

DMP65R-BU6D w/ Mount 
Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

11.96 
12.70 
13.46 
15.02 

5.97 
6.63 
7.30 
8.69 

0.11 
0.20 
0.30 
0.53 

DMP65R-BU8D w/ Mount 
Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

15.89 
16.81 
17.76 
19.70 

7.89 
8.74 
9.60 
11.37 

0.14 
0.25 
0.38 
0.68 

DC6-48-60-18-8F A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.21 
1.89 
2.11 
2.57 

1.21 
1.89 
2.11 
2.57 

0.03 
0.05 
0.08 
0.14 

DC6-48-60-18-8F C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.21 
1.89 
2.11 
2.57 

1.21 
1.89 
2.11 
2.57 

0.03 
0.05 
0.08 
0.14 

RRUS 32 B30 A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B30 B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B30 C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 
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326 Tryon Road 

Project 
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09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

DC9-48-60-24-8C-EV_CCIV
2 

A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.74 
2.96 
3.20 
3.68 

2.74 
2.96 
3.20 
3.68 

0.02 
0.04 
0.07 
0.14 

RRUS 4478 B14 A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.84 
2.01 
2.19 
2.57 

1.06 
1.20 
1.34 
1.66 

0.06 
0.08 
0.09 
0.14 

RRUS 4478 B14 B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.84 
2.01 
2.19 
2.57 

1.06 
1.20 
1.34 
1.66 

0.06 
0.08 
0.09 
0.14 

RRUS 4478 B14 C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.84 
2.01 
2.19 
2.57 

1.06 
1.20 
1.34 
1.66 

0.06 
0.08 
0.09 
0.14 

RRUS 32 B2 A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B2 B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B2 C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.73 
2.95 
3.18 
3.66 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 4449 B5/B12 A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.97 
2.14 
2.33 
2.72 

1.41 
1.56 
1.73 
2.07 

0.07 
0.09 
0.11 
0.16 

RRUS 4449 B5/B12 B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.97 
2.14 
2.33 
2.72 

1.41 
1.56 
1.73 
2.07 

0.07 
0.09 
0.11 
0.16 

RRUS 4449 B5/B12 C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.97 
2.14 
2.33 
2.72 

1.41 
1.56 
1.73 
2.07 

0.07 
0.09 
0.11 
0.16 

RRUS 8843 B2/B66A A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.32 

1.35 
1.50 
1.65 
1.99 

0.07 
0.09 
0.11 
0.16 

RRUS 8843 B2/B66A B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.32 

1.35 
1.50 
1.65 
1.99 

0.07 
0.09 
0.11 
0.16 

RRUS 8843 B2/B66A C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.32 

1.35 
1.50 
1.65 
1.99 

0.07 
0.09 
0.11 
0.16 

(2) 2.4'' Dia x 5-ft Pipe A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.20 
1.50 
1.81 
2.47 

1.20 
1.50 
1.81 
2.47 

0.02 
0.03 
0.04 
0.08 

(2) 2.4'' Dia x 5-ft Pipe B From Leg 4.00 0.0000 104' No Ice 1.20 1.20 0.02 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0' 
0' 

1/2'' Ice 
1'' Ice 
2'' Ice 

1.50 
1.81 
2.47 

1.50 
1.81 
2.47 

0.03 
0.04 
0.08 

(2) 2.4'' Dia x 5-ft Pipe C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.20 
1.50 
1.81 
2.47 

1.20 
1.50 
1.81 
2.47 

0.02 
0.03 
0.04 
0.08 

2.4'' Dia x 6-ft Pipe A From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

2.4'' Dia x 6-ft Pipe B From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

2.4'' Dia x 6-ft Pipe C From Leg 4.00 
0' 
0' 

0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.43 
1.93 
2.30 
3.06 

1.43 
1.93 
2.30 
3.06 

0.02 
0.03 
0.05 
0.09 

Sector Mount [SM 503-3] C None   0.0000 104' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

30.43 
43.02 
55.43 
79.89 

30.43 
43.02 
55.43 
79.89 

1.69 
2.30 
3.10 
5.27 

***94***                   
MX08FRO665-21 w/ Mount 

Pipe 
A From Leg 4.00 

0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.01 
8.52 
9.04 
10.11 

4.23 
4.69 
5.16 
6.12 

0.11 
0.19 
0.29 
0.52 

MX08FRO665-21 w/ Mount 
Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.01 
8.52 
9.04 
10.11 

4.23 
4.69 
5.16 
6.12 

0.11 
0.19 
0.29 
0.52 

MX08FRO665-21 w/ Mount 
Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.01 
8.52 
9.04 
10.11 

4.23 
4.69 
5.16 
6.12 

0.11 
0.19 
0.29 
0.52 

TA08025-B604 A From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.96 
2.14 
2.32 
2.71 

0.98 
1.11 
1.25 
1.55 

0.06 
0.08 
0.10 
0.15 

TA08025-B604 B From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.96 
2.14 
2.32 
2.71 

0.98 
1.11 
1.25 
1.55 

0.06 
0.08 
0.10 
0.15 

TA08025-B604 C From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.96 
2.14 
2.32 
2.71 

0.98 
1.11 
1.25 
1.55 

0.06 
0.08 
0.10 
0.15 

TA08025-B605 A From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.96 
2.14 
2.32 
2.71 

1.13 
1.27 
1.41 
1.72 

0.08 
0.09 
0.11 
0.16 

TA08025-B605 B From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.96 
2.14 
2.32 
2.71 

1.13 
1.27 
1.41 
1.72 

0.08 
0.09 
0.11 
0.16 

TA08025-B605 C From Leg 4.00 0.0000 94' No Ice 1.96 1.13 0.08 
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Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0' 
0' 

1/2'' Ice 
1'' Ice 
2'' Ice 

2.14 
2.32 
2.71 

1.27 
1.41 
1.72 

0.09 
0.11 
0.16 

RDIDC-9181-PF-48 A From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

2.01 
2.19 
2.37 
2.76 

1.17 
1.31 
1.46 
1.78 

0.02 
0.04 
0.06 
0.11 

(2) 2.4'' Dia x 8-ft Mount Pipe A From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

(2) 2.4'' Dia x 8-ft Mount Pipe B From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

(2) 2.4'' Dia x 8-ft Mount Pipe C From Leg 4.00 
0' 
0' 

0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.90 
2.73 
3.40 
4.40 

1.90 
2.73 
3.40 
4.40 

0.03 
0.04 
0.06 
0.12 

Commscope MTC3975083 
(3) 

C None   0.0000 94' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

23.85 
34.12 
44.39 
64.93 

23.85 
34.12 
44.39 
64.93 

1.26 
1.80 
2.35 
3.43 

***84***                   
ERICSSON AIR 21 B2A 

B4P w/ Mount Pipe 
A From Leg 4.00 

0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.14 
3.45 
3.77 
4.43 

2.59 
2.88 
3.19 
3.84 

0.11 
0.16 
0.23 
0.38 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.14 
3.45 
3.77 
4.43 

2.59 
2.88 
3.19 
3.84 

0.11 
0.16 
0.23 
0.38 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.14 
3.45 
3.77 
4.43 

2.59 
2.88 
3.19 
3.84 

0.11 
0.16 
0.23 
0.38 

APXVAARR24_43-U-NA20 
w/ Mount Pipe 

A From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

14.69 
15.46 
16.23 
17.82 

6.87 
7.55 
8.25 
9.67 

0.19 
0.31 
0.46 
0.79 

APXVAARR24_43-U-NA20 
w/ Mount Pipe 

B From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

14.69 
15.46 
16.23 
17.82 

6.87 
7.55 
8.25 
9.67 

0.19 
0.31 
0.46 
0.79 

APXVAARR24_43-U-NA20 
w/ Mount Pipe 

C From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

14.69 
15.46 
16.23 
17.82 

6.87 
7.55 
8.25 
9.67 

0.19 
0.31 
0.46 
0.79 

AIR 32 B2A/B66AA w/ 
Mount Pipe 

A From Leg 4.00 
6' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.76 
4.12 
4.48 
5.24 

3.15 
3.49 
3.84 
4.58 

0.19 
0.25 
0.32 
0.48 

AIR 32 B2A/B66AA w/ 
Mount Pipe 

B From Leg 4.00 
6' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

3.76 
4.12 
4.48 
5.24 

3.15 
3.49 
3.84 
4.58 

0.19 
0.25 
0.32 
0.48 

AIR 32 B2A/B66AA w/ C From Leg 4.00 0.0000 84' No Ice 3.76 3.15 0.19 
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Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

Mount Pipe 6' 
0' 

1/2'' Ice 
1'' Ice 
2'' Ice 

4.12 
4.48 
5.24 

3.49 
3.84 
4.58 

0.25 
0.32 
0.48 

KRY 112 144/1 A From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

KRY 112 144/1 B From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

KRY 112 144/1 C From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

RADIO 4449 B12/B71 A From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.33 

1.15 
1.29 
1.44 
1.75 

0.08 
0.09 
0.11 
0.16 

RADIO 4449 B12/B71 B From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.33 

1.15 
1.29 
1.44 
1.75 

0.08 
0.09 
0.11 
0.16 

RADIO 4449 B12/B71 C From Leg 4.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.64 
1.80 
1.97 
2.33 

1.15 
1.29 
1.44 
1.75 

0.08 
0.09 
0.11 
0.16 

Sitepro VFA12-U (1) A From Leg 2.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.93 
15.18 
21.43 
33.93 

4.46 
8.51 
12.56 
20.66 

0.30 
0.40 
0.50 
0.71 

Sitepro VFA12-U (1) B From Leg 2.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.93 
15.18 
21.43 
33.93 

4.46 
8.51 
12.56 
20.66 

0.30 
0.40 
0.50 
0.71 

Sitepro VFA12-U (1) C From Leg 2.00 
0' 
0' 

0.0000 84' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

8.93 
15.18 
21.43 
33.93 

4.46 
8.51 
12.56 
20.66 

0.30 
0.40 
0.50 
0.71 

***63***                   
RDL-3000 C From Leg 3.00 

0' 
0' 

0.0000 63' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.01 
1.13 
1.27 
1.56 

0.26 
0.34 
0.42 
0.61 

0.01 
0.01 
0.02 
0.04 

ALFOPLUS2_CCIV3 C From Leg 3.00 
0' 
0' 

0.0000 63' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.07 
1.20 
1.34 
1.64 

0.56 
0.67 
0.78 
1.03 

0.03 
0.03 
0.05 
0.07 

Side Arm Mount [SO 311-1] C From Leg 1.50 
0' 
0' 

0.0000 63' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.67 
2.43 
3.21 
4.84 

4.53 
6.41 
8.37 
12.72 

0.06 
0.10 
0.15 
0.28 

***56***                   
GPS-TMG-20N A From Leg 3.00 

0' 
3' 

0.0000 56' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.13 
0.18 
0.24 
0.37 

0.13 
0.18 
0.24 
0.37 

0.00 
0.00 
0.01 
0.01 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment 

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

Side Arm Mount [SO 305-1] A From Leg 1.50 
0' 
0' 

0.0000 56' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.53 
0.78 
1.06 
1.73 

1.52 
2.07 
2.66 
3.91 

0.03 
0.04 
0.06 
0.13 

**46**                   
KS24019-L112A B From Leg 1.00 

0' 
1' 

0.0000 46' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.08 
0.13 
0.19 
0.35 

0.08 
0.13 
0.19 
0.35 

0.01 
0.01 
0.01 
0.02 

2.4'' Dia x 2.5-ft Mount Pipe B From Leg 0.50 
0' 
0' 

0.0000 46' No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

0.46 
0.62 
0.78 
1.15 

0.46 
0.62 
0.78 
1.15 

0.01 
0.01 
0.02 
0.04 

***                   

 
 
 
 

  Dishes    
 

Description Face 
or 

Leg 

Dish 
Type 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 

Azimuth 
Adjustment 

 
 
° 

3 dB 
Beam 
Width 

 
° 

Elevation 
 
 
 

ft 

Outside 
Diameter 

 
 

ft 

 Aperture 
Area 

 
 

ft2 

Weight 
 
 
 

K 
SB1-190BB C Paraboloid 

w/Shroud (HP) 
From 
Leg 

3.00 
0' 
0' 

-12.0000   63' 1.25 No Ice 
1/2'' Ice 
1'' Ice 
2'' Ice 

1.23 
1.40 
1.57 
1.91 

0.01 
0.02 
0.03 
0.04 

***                       

 
 

 Bolt Design Data    
 

Section 
No. 

Elevation 
 

ft 

Component 
Type 

Bolt 
Grade 

 

Bolt Size 
 

in 

Number 
Of 

Bolts 

Maximum 
Load 

per Bolt 
K 

Allowable 
Load 

per Bolt 
K 

Ratio 
Load 

Allowable 

Allowable 
Ratio 

Criteria 

T1 132 Leg A325X 0.6250 4 0.85 20.34 0.042   1.05 Bolt Tension 
    Diagonal A325X 0.6250 1 1.41 6.79 0.208   1.05 Member Block 

Shear 
    Top Girt A325X 0.6250 1 0.12 7.83 0.015   1.05 Member Bearing 

T2 120 Leg A325X 0.7500 4 4.20 30.10 0.140   1.05 Bolt Tension 
    Diagonal A325X 0.6250 1 3.20 6.79 0.471   1.05 Member Block 

Shear 
    Top Girt A325X 0.6250 1 0.43 7.83 0.055   1.05 Member Bearing 

T3 100 Diagonal A325X 0.6250 1 3.77 7.83 0.482   1.05 Member Bearing 
T4 93.3333 Diagonal A325X 0.6250 1 4.08 7.83 0.521   1.05 Member Bearing 
T5 86.6667 Leg A325X 0.8750 4 8.88 41.56 0.214   1.05 Bolt Tension 

    Diagonal A325X 0.6250 1 5.06 7.83 0.647   1.05 Member Bearing 
    Secondary 

Horizontal 
A325N 0.6250 1 0.87 5.46 0.159   1.05 Member Block 

Shear 
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Section 
No. 

Elevation 
 

ft 

Component 
Type 

Bolt 
Grade 

 

Bolt Size 
 

in 

Number 
Of 

Bolts 

Maximum 
Load 

per Bolt 
K 

Allowable 
Load 

per Bolt 
K 

Ratio 
Load 

Allowable 

Allowable 
Ratio 

Criteria 

T6 80 Leg A325X 0.8750 4 14.61 41.56 0.352   1.05 Bolt Tension 
    Diagonal A325X 0.6250 1 4.92 7.83 0.629   1.05 Member Bearing 

T7 60 Leg A325X 1.0000 4 19.74 54.52 0.362   1.05 Bolt Tension 
    Diagonal A325X 0.6250 1 5.34 7.83 0.683   1.05 Member Bearing 

T8 40 Leg A325X 1.0000 4 24.15 54.52 0.443   1.05 Bolt Tension 
    Diagonal A325X 0.6250 1 6.11 11.70 0.522   1.05 Member Bearing 

T9 20 Diagonal A325X 0.6250 1 6.27 11.70 0.536   1.05 Member Bearing 
T10 10 Diagonal A325X 0.7500 1 6.37 14.14 0.450   1.05 Member Bearing 

    Secondary 
Horizontal 

A325N 0.6250 1 2.47 9.53 0.259   1.05 Member Block 
Shear 

                      

 
 
 

 Compression Checks   
 

 

 Leg Design Data (Compression)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 ROHN 2 STD 12' 4' 61.0 

K=1.00 
1.0745 -6.24 36.84 0.169 1   

T2 120 - 100 ROHN 2.5 STD 20'3/8'' 5'1/8'' 63.4 
K=1.00 

1.7040 -25.03 57.13 0.438 1   

T3 100 - 93.3333 ROHN 3 STD 6'8-5/32'
' 

6'8-5/32'
' 

68.9 
K=1.00 

2.2285 -32.72 70.89 0.462 1   

T4 93.3333 - 
86.6667 

ROHN 3 STD 6'8-5/32'
' 

6'8-5/32'
' 

68.9 
K=1.00 

2.2285 -40.69 70.87 0.574 1   

T5 86.6667 - 80 ROHN 3 STD 6'8-1/32'
' 

3'5-5/32'
' 

35.4 
K=1.00 

2.2285 -50.14 91.52 0.548 1   

T6 80 - 60 ROHN 3 X-STR 20'15/32
'' 

6'8-5/32'
' 

70.5 
K=1.00 

3.0159 -75.60 94.34 0.801 1   

T7 60 - 40 ROHN 4 X-STR 20'3/8'' 6'8-5/32'
' 

54.3 
K=1.00 

4.4074 -99.87 159.91 0.625 1   

T8 40 - 20 ROHN 5 X-STR 20'3/8'' 10'1/4'' 65.4 
K=1.00 

6.1120 -120.82 201.25 0.600 1   

T9 20 - 10 ROHN 5 X-STR 10'1/4'' 10'1/4'' 65.4 
K=1.00 

6.1120 -132.14 201.25 0.657 1   

T10 10 - 0 ROHN 5 X-STR 10'1/4'' 5'1-13/1
6'' 

33.6 
K=1.00 

6.1120 -142.41 253.28 0.562 1   

                    

 
1 P u  / Pn controls 
 
 

 Diagonal Design Data (Compression)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 L1 3/4x1 3/4x3/16 7'8-7/8'' 3'7-11/1 127.1 0.6211 -1.35 11.00 0.123 1   



 
 
 

ttnnxxTToowweerr  
Job 

HRT 084 943242 (BU 806377)  

Page  

25 of 28 

Tower Engineering 
Professionals 
326 Tryon Road 

Project 

TEP No. 217456.715627 
Date 

09:32:10 06/29/22  

Raleigh, NC 27603 
Phone: (919) 661-6351 
FAX: (919) 661-6350 

Client 
Crown Castle 

Designed by 

jfisher 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
6'' K=1.00 

T2 120 - 100 L1 3/4x1 3/4x3/16 9'9-19/3
2'' 

4'9-15/3
2'' 

167.4 
K=1.00 

0.6211 -3.17 6.34 0.500 1   

T3 100 - 93.3333 L2 1/2x2 1/2x3/16 11'2-5/8'
' 

5'6-1/4'' 133.7 
K=1.00 

0.9023 -3.88 14.44 0.269 1   

T4 93.3333 - 
86.6667 

L2 1/2x2 1/2x3/16 11'9-19/
32'' 

5'10-3/3
2'' 

141.5 
K=1.00 

0.9023 -4.10 12.89 0.318 1   

T5 86.6667 - 80 L2 1/2x2 1/2x3/16 12'4-5/1
6'' 

6'19/32'' 146.8 
K=1.00 

0.9023 -5.09 11.98 0.425 1   

T6 80 - 60 L2 1/2x2 1/2x3/16 14'1-3/3
2'' 

6'11-17/
32'' 

168.7 
K=1.00 

0.9023 -4.97 9.07 0.548 1   

T7 60 - 40 L3x3x3/16 15'10-13
/16'' 

7'9-23/3
2'' 

157.2 
K=1.00 

1.0900 -5.33 12.62 0.422 1   

T8 40 - 20 L3x3x1/4 19'1-3/1
6'' 

9'5-13/3
2'' 

193.9 
K=1.00 

1.4400 -6.18 10.96 0.564 1   

T9 20 - 10 L3 1/2x3 1/2x1/4 19'11-17
/32'' 

9'10-9/1
6'' 

170.9 
K=1.00 

1.6900 -6.27 16.57 0.378 1   

T10 10 - 0 L3 1/2x3 1/2x1/4 20'9-31/
32'' 

10'3-19/
32'' 

178.1 
K=1.00 

1.6900 -6.92 15.25 0.454 1   

                    

 
1 P u  / Pn controls 
 
 

 Secondary Horizontal Design Data (Compression)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T5 86.6667 - 80 L1 1/2x1 1/2x3/16 10'4-13/

16'' 
4'11-1/3

2'' 
201.1 

K=1.00 
0.5273 -0.87 3.73 0.233 1   

T10 10 - 0 L2 1/2x2 1/2x3/16 18'3-1/8'
' 

8'9-1/8'' 212.4 
K=1.00 

0.9023 -2.47 5.72 0.432 1   

                    

 
1 P u  / Pn controls 
 
 

 Top Girt Design Data (Compression)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 L2x2x3/16 6'7-3/16'

' 
6'2-1/32'

' 
187.8 

K=1.00 
0.7150 -0.09 5.80 0.016 1   

T2 120 - 100 L2x2x3/16 6'7-13/1
6'' 

6'2-1/32'
' 

187.8 
K=1.00 

0.7150 -0.43 5.80 0.075 1   

                    

 
1 P u  / Pn controls 
 
 

 Tension Checks   
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 Leg Design Data (Tension)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 ROHN 2 STD 12' 4' 61.0 1.0745 3.39 48.35 0.070 1   
T2 120 - 100 ROHN 2.5 STD 20'3/8'' 5'1/8'' 63.4 1.7040 16.80 76.68 0.219 1   
T3 100 - 93.3333 ROHN 3 STD 6'8-5/32'

' 
6'8-5/32'

' 
68.9 2.2285 22.04 100.28 0.220 1   

T4 93.3333 - 
86.6667 

ROHN 3 STD 6'8-5/32'
' 

6'8-5/32'
' 

68.9 2.2285 28.68 100.28 0.286 1   

T5 86.6667 - 80 ROHN 3 STD 6'8-1/32'
' 

3'3'' 33.5 2.2285 36.30 100.28 0.362 1   

T6 80 - 60 ROHN 3 X-STR 20'15/32
'' 

6'8-5/32'
' 

70.5 3.0159 58.44 135.72 0.431 1   

T7 60 - 40 ROHN 4 X-STR 20'3/8'' 6'8-5/32'
' 

54.3 4.4074 78.95 198.34 0.398 1   

T8 40 - 20 ROHN 5 X-STR 20'3/8'' 10'1/4'' 65.4 6.1120 96.59 275.04 0.351 1   
T9 20 - 10 ROHN 5 X-STR 10'1/4'' 10'1/4'' 65.4 6.1120 105.92 275.04 0.385 1   

T10 10 - 0 ROHN 5 X-STR 10'1/4'' 4'10-7/1
6'' 

31.8 6.1120 114.39 275.04 0.416 1   

                    

 
1 P u  / Pn controls 
 
 

 Diagonal Design Data (Tension)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 L1 3/4x1 3/4x3/16 7'8-7/8'' 3'7-11/1

6'' 
84.0 0.3604 1.41 15.68 0.090 1   

T2 120 - 100 L1 3/4x1 3/4x3/16 9'9-19/3
2'' 

4'9-15/3
2'' 

109.8 0.3604 3.20 15.68 0.204 1   

T3 100 - 93.3333 L2 1/2x2 1/2x3/16 11'2-5/8'
' 

5'6-1/4'' 86.9 0.5713 3.77 24.85 0.152 1   

T4 93.3333 - 
86.6667 

L2 1/2x2 1/2x3/16 11'9-19/
32'' 

5'10-3/3
2'' 

91.8 0.5713 4.08 24.85 0.164 1   

T5 86.6667 - 80 L2 1/2x2 1/2x3/16 12'4-5/1
6'' 

6'19/32'' 95.2 0.5713 5.06 24.85 0.204 1   

T6 80 - 60 L2 1/2x2 1/2x3/16 13'5-7/8'
' 

6'7-29/3
2'' 

104.5 0.5713 4.92 24.85 0.198 1   

T7 60 - 40 L3x3x3/16 15'10-13
/16'' 

7'9-23/3
2'' 

101.3 0.7120 5.34 30.97 0.173 1   

T8 40 - 20 L3x3x1/4 19'1-3/1
6'' 

9'5-13/3
2'' 

124.0 0.9394 6.11 45.79 0.133 1   

T9 20 - 10 L3 1/2x3 1/2x1/4 19'11-17
/32'' 

9'10-9/1
6'' 

110.1 1.1269 6.27 54.94 0.114 1   

T10 10 - 0 L3 1/2x3 1/2x1/4 20'9-31/
32'' 

10'3-19/
32'' 

114.9 1.1034 6.37 53.79 0.118 1   

                    

 
1 P u  / Pn controls 
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 Secondary Horizontal Design Data (Tension)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T5 86.6667 - 80 L1 1/2x1 1/2x3/16 10'4-13/

16'' 
4'11-1/3

2'' 
265.5 0.2900 0.87 12.62 0.069 1   

T10 10 - 0 L2 1/2x2 1/2x3/16 18'3-1/8'
' 

8'9-1/8'' 274.4 0.5713 2.47 24.85 0.099 1   

                    

 
1 P u  / Pn controls 
 
 

 Top Girt Design Data (Tension)    
 
Section 

No. 
Elevation 

 
ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 
T1 132 - 120 L2x2x3/16 6'7-3/16'

' 
6'2-1/32'

' 
124.6 0.4308 0.12 18.74 0.006 1   

T2 120 - 100 L2x2x3/16 6'7-13/1
6'' 

6'2-1/32'
' 

124.6 0.4308 0.43 18.74 0.023 1   

                    

 
1 P u  / Pn controls 
 
 

 Section Capacity Table 
 

Section 
No. 

Elevation 
ft 

Component 
Type 

Size Critical 
Element 

P 
K 

øPallow 

K 
% 

Capacity 
Pass 
Fail 

T1 132 - 120 Leg ROHN 2 STD 2 -6.24 38.68 16.1 Pass 
T2 120 - 100 Leg ROHN 2.5 STD 27 -25.03 59.99 41.7 Pass 
T3 100 - 93.3333 Leg ROHN 3 STD 57 -32.72 74.44 44.0 Pass 
T4 93.3333 - 

86.6667 
Leg ROHN 3 STD 66 -40.69 74.41 54.7 Pass 

T5 86.6667 - 80 Leg ROHN 3 STD 75 -50.14 96.10 52.2 Pass 
T6 80 - 60 Leg ROHN 3 X-STR 87 -75.60 99.05 76.3 Pass 
T7 60 - 40 Leg ROHN 4 X-STR 108 -99.87 167.91 59.5 Pass 
T8 40 - 20 Leg ROHN 5 X-STR 129 -120.82 211.31 57.2 Pass 
T9 20 - 10 Leg ROHN 5 X-STR 144 -132.14 211.31 62.5 Pass 
T10 10 - 0 Leg ROHN 5 X-STR 153 -142.41 265.94 53.5 Pass 
T1 132 - 120 Diagonal L1 3/4x1 3/4x3/16 16 -1.35 11.55 11.7 Pass 
T2 120 - 100 Diagonal L1 3/4x1 3/4x3/16 33 -3.17 6.66 47.6 Pass 
T3 100 - 93.3333 Diagonal L2 1/2x2 1/2x3/16 60 -3.88 15.16 25.6 Pass 
T4 93.3333 - 

86.6667 
Diagonal L2 1/2x2 1/2x3/16 69 -4.10 13.54 30.3 Pass 

T5 86.6667 - 80 Diagonal L2 1/2x2 1/2x3/16 78 -5.09 12.58 40.5 Pass 
T6 80 - 60 Diagonal L2 1/2x2 1/2x3/16 91 -4.97 9.53 52.2 Pass 
T7 60 - 40 Diagonal L3x3x3/16 112 -5.33 13.25 40.2 Pass 
T8 40 - 20 Diagonal L3x3x1/4 133 -6.18 11.51 53.7 Pass 
T9 20 - 10 Diagonal L3 1/2x3 1/2x1/4 148 -6.27 17.40 36.0 Pass 
T10 10 - 0 Diagonal L3 1/2x3 1/2x1/4 157 -6.92 16.01 43.2 Pass 
T5 86.6667 - 80 Secondary Horizontal L1 1/2x1 1/2x3/16 83 -0.87 3.92 22.2 Pass 
T10 10 - 0 Secondary Horizontal L2 1/2x2 1/2x3/16 161 -2.47 6.01 41.1 Pass 
T1 132 - 120 Top Girt L2x2x3/16 6 -0.09 6.09 1.5 Pass 
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Section 
No. 

Elevation 
ft 

Component 
Type 

Size Critical 
Element 

P 
K 

øPallow 

K 
% 

Capacity 
Pass 
Fail 

T2 120 - 100 Top Girt L2x2x3/16 29 -0.43 6.09 7.1 Pass 
              Summary   
            Leg (T6) 76.3 Pass 
            Diagonal 

(T8) 
53.7 Pass 

            Secondary 
Horizontal 

(T10) 

41.1 Pass 

            Top Girt 
(T2) 

7.1 Pass 

            Bolt Checks 65.0 Pass 
      RATING = 76.3 Pass 
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BASE LEVEL DRAWING 
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ASCE 7 Hazards Report
Address:
No Address at This 
Location

Standard: ASCE/SEI 7-16

Risk Category: II

Soil Class: D - Default (see 
Section 11.4.3)

Elevation: 654.83 ft (NAVD 88)

Latitude:
Longitude:

41.853475

-72.452089

Wind

Results: 

Wind Speed 118 Vmph

10-year MRI 75 Vmph

25-year MRI 84 Vmph

50-year MRI 90 Vmph

100-year MRI 98 Vmph

Data Source: ASCE/SEI 7-16, Fig. 26.5-1B and Figs. CC.2-1–CC.2-4, and Section 26.5.2

Date Accessed: Tue Jun 28 2022

Value provided is 3-second gust wind speeds at 33 ft above ground for Exposure C Category, based on linear 
interpolation between contours. Wind speeds are interpolated in accordance with the 7-16 Standard. Wind speeds 
correspond to approximately a 7% probability of exceedance in 50 years (annual exceedance probability = 
0.00143, MRI = 700 years).

Site is in a hurricane-prone region as defined in ASCE/SEI 7-16 Section 26.2. Glazed openings need not be 
protected against wind-borne debris.

Page 1 of 3https://asce7hazardtool.online/ Tue Jun 28 2022

https://asce7hazardtool.online/


SS : 0.183

S1 : 0.055

Fa : 1.6

Fv : 2.4

SMS : 0.293

SM1 : 0.132

SDS : 0.195

SD1 : 0.088

TL : 6

PGA : 0.098

PGA M : 0.156

FPGA : 1.6

Ie : 1

Cv : 0.7

Design Response Spectrum

S  (g) vs T(s)a

MCE   Response SpectrumR

S  (g) vs T(s)a

Design Vertical Response Spectrum

S  (g) vs T(s)a

MCE   Vertical Response SpectrumR

S  (g) vs T(s)a

Seismic

Site Soil Class: 

Results: 

Seismic Design Category

D - Default (see Section 11.4.3)

B

Data Accessed: Tue Jun 28 2022

Date Source: 
USGS Seismic Design Maps based on ASCE/SEI 7-16 and ASCE/SEI 7-16 Table 1.5-2. Additional data for 
site-specific ground motion procedures in accordance with ASCE/SEI 7-16 Ch. 21 are available from USGS.

Page 2 of 3https://asce7hazardtool.online/ Tue Jun 28 2022

https://asce7hazardtool.online/


Ice

Results: 

Data Source: 

Date Accessed: 

Ice Thickness: 1.50 in.

Concurrent Temperature: 5 F

Gust Speed 50 mph

Standard ASCE/SEI 7-16, Figs. 10-2 through 10-8

Tue Jun 28 2022

Ice thicknesses on structures in exposed locations at elevations higher than the surrounding terrain and in valleys 
and gorges may exceed the mapped values.

Values provided are equivalent radial ice thicknesses due to freezing rain with concurrent 3-second gust speeds, 
for a 500-year mean recurrence interval, and temperatures concurrent with ice thicknesses due to freezing rain. 
Thicknesses for ice accretions caused by other sources shall be obtained from local meteorological studies. Ice 
thicknesses in exposed locations at elevations higher than the surrounding terrain and in valleys and gorges may 
exceed the mapped values.

The ASCE 7 Hazard Tool is provided for your convenience, for informational purposes only, and is provided “as is” and without warranties of 
any kind. The location data included herein has been obtained from information developed, produced, and maintained by third party providers; 
or has been extrapolated from maps incorporated in the ASCE 7 standard. While ASCE has made every effort to use data obtained from 
reliable sources or methodologies, ASCE does not make any representations or warranties as to the accuracy, completeness, reliability, 
currency, or quality of any data provided herein. Any third-party links provided by this Tool should not be construed as an endorsement, 
affiliation, relationship, or sponsorship of such third-party content by or from ASCE.

ASCE does not intend, nor should anyone interpret, the results provided by this Tool to replace the sound judgment of a competent 
professional, having knowledge and experience in the appropriate field(s) of practice, nor to substitute for the standard of care required of such 
professionals in interpreting and applying the contents of this Tool or the ASCE 7 standard.

In using this Tool, you expressly assume all risks associated with your use. Under no circumstances shall ASCE or its officers, directors, 
employees, members, affiliates, or agents be liable to you or any other person for any direct, indirect, special, incidental, or consequential 
damages arising from or related to your use of, or reliance on, the Tool or any information obtained therein. To the fullest extent permitted by 
law, you agree to release and hold harmless ASCE from any and all liability of any nature arising out of or resulting from any use of data 
provided by the ASCE 7 Hazard Tool.

Page 3 of 3https://asce7hazardtool.online/ Tue Jun 28 2022

https://asce7hazardtool.online/


Self Support Anchor Rod Capacity

*TIA‐222‐H Section 15.5 Applied

Anchor Rod Data Anchor Rod Summary (units of kips, kip‐in)

(4) 1" ø bolts (A449 N; Fy=92 ksi, Fu=120 ksi)              Pu_t = 29.75 φPn_t = 54.54 Stress Rating

l ar  (in): 1.375             Vu = 3.75 φVn = 35.34 51.9%

            Mu = n/a φMn = n/a Pass

Uplift

119.00

15.00

Total Eccentricity (in) 0.000

Connection Properties Analysis Results

Axial Force (kips)  148.00

Shear Force (kips)  17.00

Considered Eccentricity

Leg Mod Eccentricity (in) 0.000

*Anchor Rod Eccentricity Applied

Anchor Rod N.A Shift (in) 0.000

Comp.

Applied Loads

Iar (in) 1.375

Grout Considered: Yes

Site Info

BU #  806377

Site Name  HRT 084 943242

Order #  611887 Rev. 0

Analysis Considerations

TIA‐222 Revision  H

Analysis Date: 6/29/2022CCIplate ‐ Version 4.1.2



2193 ft-kips Capacity Demand Rating* Check

40 kips 110.02 28.00 24.2% Pass

28 kips 22.50 1.77 7.9% Pass

148 kips 4276.30 2489.30 58.2% Pass

17 kips 875.38 39.10 4.3% Pass

119 kips 653.04 34.50 5.0% Pass

15 kips 4119.38 152.51 3.5% Pass

132 ft 3850.11 135.04 3.3% Pass

18.77 ft 1086.07 19.62 1.7% Pass

2.375 in 0.164 0.013 7.3% Pass

in 1648.65 23.46 1.4% Pass

0.164 0.011 6.5% Pass

1648.65 20.70 1.2% Pass

Square

3.3 ft

2.30 ft Structural Rating*: 7.3%
9 Soil Rating*: 58.2%

12

5

2

Tie

4.25 in

2.60 ft

24.00 ft

4.20 ft

8

24

3 in

60 ksi

3 ksi

150 pcf

115 pcf

30.000 ksf <-- Toggle between Gross and Net

0.000 ksf

33 degrees

0.4

3.3 ft

No

16 ft

Top & Bot. Pad Rein. Different?:

Anchor Bolt Circle, BC: Flexural 2-way (Comp) (kip*ft)

Flexural 2-way (Tension) (kip*ft)

*Rating per TIA-222-H Section 
15.5

Pad Flexure (kip*ft)

Pad Shear - Tension 2-way (ksi)

Lateral (Sliding) (kips)

Leg Uplift. Shear, Vu_uplift:

BP Dist. Above Fdn, bpdist:

Block Foundation?:

Pad Shear - Comp 2-way (ksi)

Pier Compression (kip)

Pier Flexure (Comp.) (kip*ft)

Pad Shear - 1-way (kips)

Tower Height, H:

Base Face Width, BW:

Leg Uplift, Puplift: Pier Flexure (Tension) (kip*ft)

Bearing Pressure (ksf)

Overturning (kip*ft)

Foundation Analysis Checks

Rectangular Pad?:

SST Unit Base Foundation

BU # :
Site Name:

Leg Compression, Pcomp:

TIA-222 Revision:

App. Number:

Superstructure Analysis Reactions

H

Global Axial, P:

Global Shear, V:

806377
HRT 084 943242
611887 Rev. 0

Pier Properties

Global Moment, M:

Concrete Compressive Strength, F'c:

Tower Centroid Offset?:

Leg Comp. Shear, Vu_comp:

Pier Diameter, dpier:

Pier Rebar Quantity, mc:

Pier Tie/Spiral Size, St:

Pier Clear Cover, ccpier:

Neglected Depth, N:

Pier Shape:

Pier Rebar Size, Sc:

Pier Reinforcement Type:

Ext. Above Grade, E:

Pier Tie/Spiral Quantity, mt:

Pad Width, W1:

Pad Thickness, T:

Material Properties

Foundation Bearing on Rock?

Pad Properties

Soil Properties

Depth, D:

Pad Clear Cover, ccpad:

Dry Concrete Density, δc:

Rebar Grade, Fy:

Pad Rebar Quantity (Bottom dir. 2), mp2:

Pad Rebar Size (Bottom dir. 2), Sp2:

Groundwater Depth, gw:

Base Friction, μ:

Cohesion, Cu:

Friction Angle, ϕ:

Total Soil Unit Weight, γ:

Ultimate Gross Bearing, Qult:

SPT Blow Count, Nblows:

Version 4.0.3



Date:   June 24, 2022 
Infinigy 
500 West Office Center Drive, Suite 150 
Fort Washington, PA 19034 
518-690-0790
structural@infinigy.com

Subject: 

Carrier Designation: 
CT11731A 
Crown Castle SST 

Crown Castle Designation: 806377 
HRT 084 943242 
721887 
621887 Rev. 0 

Engineering Firm Designation: 

Mount Replacement Analysis Report 

T-Mobile Equipment Change Out
Carrier Site Number:
Carrier Site Name:

Crown Castle BU Number: 
Crown Castle Site Name: 
Crown Castle JDE Job Number:  
Crown Castle Order Number:  

Infinigy Report Designation: 1039-Z0001-B 

Site Data: 197 South St., Vernon, Tolland County, CT, 06066 
Latitude 41◦51’12.51” Longitude -72◦27’7.52”  

Structure Information: Tower Height & Type: 132.0 ft Self Support 
Mount Elevation: 130.0 ft 
Mount Type:  10.5 ft Sector Frame 

Infinigy is pleased to submit this “Mount Replacement Analysis Report” to determine the structural integrity of T-Mobile’s 
antenna mounting system with the proposed appurtenance and equipment addition on the abovementioned supporting tower 
structure. Analysis of the existing supporting tower structure is to be completed by others and therefore is not part of this 
analysis. Analysis of the antenna mounting system as a tie-off point for fall protection or rigging is not part of this document. 

The purpose of the analysis is to determine acceptability of the mount stress level.  Based on our analysis we have determined 
the mount stress level to be: 

Sector Frame Sufficient 
*See Section 4.1 of this report for the loading and structural modifications required in order for the mount to
support the loading listed in Table 1.

This analysis utilizes an ultimate 3-second gust wind speed of 118 mph as required by the 2018 Connecticut State Building 
Code.  Applicable Standard references and design criteria are listed in Section 2 - Analysis Criteria. 

Mount analysis prepared by: Farhad Ahmadyar 

Respectfully Submitted by: Emmanuel Poulin, P.E. 

structural@infinigy.com 

6/24/22

mailto:structural@infinigy.com
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1) INTRODUCTION 

This is a proposed 3-sector 10.5 ft Sector Frame, designed by Site Pro 1. 
 
2) ANALYSIS CRITERIA 

 Building Code:  2015 IBC / 2018 Connecticut State Building Code  
 TIA-222 Revision:  TIA-222-H 
 Risk Category:  II 
 Ultimate Wind Speed:  118 mph 
 Exposure Category:  B 
 Topographic Factor at Base:  1.0 
 Topographic Factor at Mount:  1.0 
 Ice Thickness:  1.0 in 
 Wind Speed with Ice:  50 mph 
 Seismic Ss:  0.177 
 Seismic S1:  0.064 
 Live Loading Wind Speed:  30 mph 
 Man Live Load at Mid/End-Points: 250 lb 
 Man Live Load at Mount Pipes:  500 lb 
 

Table 1 - Proposed Equipment Configuration 
Mount 

Centerline 
(ft) 

Antenna 
Centerline 

(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer Antenna Model 

Mount / 
Modification 

Details 

130.0 130.0 

3 COMMSCOPE VV-65B-R1_TMO 

10.5 ft Sector 
Frame 

(Site Pro 1: VFA10-
HD-S) 

3 ERICSSON AIR 6419 B41_TMO 

3 RFS/CELWAVE APXVAALL24_43-U-
NA20_TMO 

3 ERICSSON RADIO 4460 B2/B25 
B66_TMO 

3 ERICSSON RADIO 4480_TMOV2 
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3) ANALYSIS PROCEDURE 
 

Table 2 - Documents Provided 
Document Remarks Reference Source 

Crown Application T-Mobile Application 621887 Rev. 0 CCI Sites 
Loading Document  T-Mobile RFDS Version: 7 TSA 

Mount Manufacturer Drawings Site Pro 1 VFA10-HD-S Infinigy 
Previous Mount Replacement Analysis Report Infinigy 10073773 CCI Sites 

 
 3.1)  Analysis Method 
 

RISA-3D (Version 20.0.0), a commercially available analysis software package, was used to create a three-
dimensional model of the antenna mounting system and calculate member stresses for various loading cases. 

 
Infinigy Mount Analysis Tool V2.3.2, a tool internally developed by Infinigy, was used to calculate wind loading 
on all appurtenances, dishes and mount members for various loading cases. Selected output from the analysis 
is included in Appendix B “Software Input Calculations”. 
 
This analysis was performed in accordance with Crown Castle’s ENG-SOW-10208 Mount Analysis (Revision  
E). 
 

3.2)  Assumptions 
 

1) The antenna mounting system was properly fabricated, installed and maintained in good condition 
in accordance with its original design and manufacturer's specifications. 

2) The configuration of antennas, mounts, and other appurtenances are as specified in Table 1 and 
the referenced drawings. 

3) All member connections are assumed to have been designed to meet or exceed the load carrying 
capacity of the connected member unless otherwise specified in this report. 

4) The analysis will be required to be revised if the existing conditions in the field differ from those 
shown in the above-referenced documents or assumed in this analysis. No allowance was made 
for any damaged, missing, or rusted members. 

5) Prior structural modifications to the tower mounting system are assumed to be installed as shown 
per available data. 

6) Steel grades have been assumed as follows, unless noted otherwise: 
  Channel, Solid Round, Angle, Plate  Q345 (GR 36) 
  Square/ Rectangular HSS Tube    Q235-GB (GR 35) 
  Pipe      Q235-GB (GR 35) 
  Threaded Rods                 SAE J429 (GR 2)  
 

This analysis may be affected if any assumptions are not valid or have been made in error. Infinigy should 
be notified to determine the effect on the structural integrity of the antenna mounting system. 

 
  



 June 24, 2022 
10.5 ft Sector Frame Mount Replacement Analysis CCI BU No 806377 
Order 621887, Revision 0 Page 5 

 

ENG-FRM-10208, Rev. E 

4) ANALYSIS RESULTS 
 
Table 3 - Mount Component Stresses vs. Capacity (Sector Frame, All Sectors) 
Notes Component Critical 

Member Centerline (ft) % Capacity Pass / Fail 

1,2,3 

Mount Pipe(s) MP1 

130.0 

33.8 Pass 
Horizontal(s) HOR2 20.0 Pass 
Standoff(s) SA2 21.0 Pass 
Bracing(s) M8 41.6 Pass 

Connection Plate(s) M36 27.1 Pass 
Mount Connection(s) -- 13.4 Pass 

 

Structure Rating (max from all components) = 41.6% 
Notes: 

1) See additional documentation in "Appendix C - Software Analysis Output" for calculations supporting the % capacity 
consumed. 

2) See additional documentation in “Appendix D – Additional Calculations” for detailed mount connection calculations. 
3) All sectors are typical.  

 
 

Table 4 - Tieback Connection Data Table 
Tower 

Connection 
Node No. 

Existing / 
Proposed 

Resultant 
End Reaction 

(lb) 

Connected 
Member 

Type 
Connected 

Member Size 
Member 

Compressive 
Capacity (lb)2 

Notes 

N182 Proposed 850.5 Leg ROHN 2 STD 1,934.0 1,2 
Notes: 

1) Tieback connection point is within 25% of either end of the connected tower member 
2) Reduced member compressive capacity according to CED-STD-10294 Standard for Installation of Mounts and 

Appurtenances 
 
  

 4.1)  Recommendations 

The mount has sufficient capacity to carry the proposed loading configuration. In order for the results of the 
analysis to be considered valid, the proposed mount listed below must be installed.  

1. Installation of (1) Site Pro 1 VFA10-HD-S sector frame and (4) 2.0 STD 8’ long mount pipes per 
sector. 

No structural modifications are required at this time, provided that the above-listed changes are implemented. 
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APPENDIX A 
 

WIRE FRAME AND RENDERED MODELS 
  



Infinigy

FA

1039-Z0001-B

806377 WIREFRAME1

Jun 24, 2022

806377_loaded.r3d



Infinigy

FA

1039-Z0001-B

806377 RENDERED2

Jun 24, 2022

806377_loaded.r3d
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APPENDIX B 
 

SOFTWARE INPUT CALCULATIONS 
  



Program Inputs

Infinigy Load Calculator V2.3.2

2015 IBC

TIA-222-H

ASCE 7-10

II 118 mph

B N/A mph

50 mph

1 in

654.83 ft *Rev H 1.147 in

70.449 psf
42.270 psf
7.589 psf

3
130.00 ft

132.00 ft 0.177 g

0.064 g

0.189

0.102

1.600

N/A ft 2.400

N/A ft 3.000

N/A ft 2.000

1.000

0.094

0.950 478.068 lb

0.977 *Rev H Only 45.130 lb

1.000 *Rev H Only 45.130 lb

1.000 18.052 lb *

1.147 *For reference only. Per TIA rev H section 16.7, Ev is not applicable to mounts

1.000

0.900

1.065 (Mount Elev)

FACTORS

Rooftop Speed-Up (Ks):

SEISMIC DATA

Seismic Response Co. (Cs):

1-Second Design (SD1):

Short-Period Design (SDS):

1-Second Accel. (S1):

Short-Period Accel. (Ss):

Amplification Factor (As):

Tower Height AGL:

Centerline AGL:

Topo Feature:

TOPOGRAPHIC DATA

Round Pressure:

TIA Standard:

Base Ice Thickness (ti):

Design Wind (V):

Crest Height:

Ice Wind Pressure:

Radial Ice Thickness (tiz):

Flat Pressure:

Risk Category: Ultimate Wind (Vult):
SITE INFORMATION

N/A

MOUNT INFORMATION

Num Sectors:
Mount Type: Sector Frame

Gust Effect Factor (Gh):

Velocity Pressure Co.(Kz):

Shielding Factor (Ka):

Topographic Factor (Kzt):

Ground Ele. Factor (Ke):

Directionality Fact. (Kd):

Height Esc. Fact. (Kiz):

Vert. Seismic Load (Ev):

Hor. Seismic Load (Eh):

Total App. Weight:

Total Shear Force (Vs):

Exposure Category:

Response Mod. Coeff. (R):
Seismic Importance (Ie):

Short-Period Coeff. (Fa):

Topo Factor Procedure: Method 1, Category 1 Ice Wind (Vice):

Crest Distance:

Slope Distance: 1-Second Coeff. (Fv):

Ground Elevation:

Building Code:

ASCE Standard:

CODE STANDARDS

WIND AND ICE DATA

Site Class: D - Stiff Soil (Assumed)

PROJECT INFORMATION

Engineer:

Carrier:

Site Name:

Farhad Ahmadyar

T-Mobile

HRT 084 943242

6/24/2022806377_HRT 084 943242



Program Inputs

Infinigy Load Calculator V2.3.2

Elevation Qty. Height (in) Width (in) Depth (in) Weight (lbs) EPAN (ft2) EPAT (ft2)
Member 

(α sector)

130.0 3 70.35 12.01 4.65 41.67 7.91 3.79 MP1
130.0 3 36.25 20.91 9.02 96.50 7.00 2.83 MP2
130.0 3 95.90 24.00 8.50 149.90 14.67 5.32 MP3
130.0 3 17.00 15.10 11.90 109.00 2.14 1.69 MP1
130.0 3 22.00 15.70 7.50 81.00 2.88 1.40 MP3ERICSSON RADIO 4480_TMOV2

APPURTENANCE INFORMATION

ERICSSON RADIO 4460 B2/B25 B66_TMO
RFS/CELWAVE APXVAALL24_43-U-NA20_TMO

ERICSSON AIR 6419 B41_TMO
COMMSCOPE VV-65B-R1_TMO

Appurtenance Name

ELEVATION VIEW PLAN VIEW

MP1MP2MP3MP4

6/24/2022806377_HRT 084 943242



ASCE 7 Hazards Report
Address:
No Address at This 
Location

Standard: ASCE/SEI 7-10

Risk Category: II

Soil Class: D - Stiff Soil

Elevation: 654.83 ft (NAVD 88)

Latitude:
Longitude:

41.853475

-72.452089

Wind

Results: 

Wind Speed 124 Vmph

10-year MRI 77 Vmph

25-year MRI 87 Vmph

50-year MRI 93 Vmph

100-year MRI 101 Vmph

Data Source: ASCE/SEI 7-10, Fig. 26.5-1A and Figs. CC-1–CC-4, and Section 26.5.2, 
incorporating errata of March 12, 2014

Date Accessed: Thu Jun 23 2022

Value provided is 3-second gust wind speeds at 33 ft above ground for Exposure C Category, based on linear 
interpolation between contours. Wind speeds are interpolated in accordance with the 7-10 Standard. Wind speeds 
correspond to approximately a 7% probability of exceedance in 50 years (annual exceedance probability = 
0.00143, MRI = 700 years).

Site is in a hurricane-prone region as defined in ASCE/SEI 7-10 Section 26.2. Glazed openings need not be 
protected against wind-borne debris.

Page 1 of 3https://asce7hazardtool.online/ Fri Jun 24 2022

118 Vmph per 2018 Connecticut State Building Code

https://asce7hazardtool.online/


SS : 0.177

S1 : 0.064

Fa : 1.6

Fv : 2.4

SMS : 0.283

SM1 : 0.153

SDS : 0.188

SD1 : 0.102

TL : 6

PGA : 0.088

PGA M : 0.141

FPGA : 1.6

Ie : 1

Design Response Spectrum

S  (g) vs T(s)a

MCE   Response SpectrumR

S  (g) vs T(s)a

Seismic

Site Soil Class: 

Results: 

Seismic Design Category

D - Stiff Soil

B

Data Accessed: Thu Jun 23 2022

Date Source: 
USGS Seismic Design Maps based on ASCE/SEI 7-10, incorporating Supplement 1 and errata of March 31, 
2013, and ASCE/SEI 7-10 Table 1.5-2. Additional data for site-specific ground motion procedures in 
accordance with ASCE/SEI 7-10 Ch. 21 are available from USGS.

Page 2 of 3https://asce7hazardtool.online/ Fri Jun 24 2022

https://asce7hazardtool.online/


Ice

Results: 

Data Source: 

Date Accessed: 

Ice Thickness: 1.00 in.

Concurrent Temperature: 5 F

Gust Speed 50 mph

Standard ASCE/SEI 7-10, Figs. 10-2 through 10-8

Thu Jun 23 2022

Ice thicknesses on structures in exposed locations at elevations higher than the surrounding terrain and in valleys 
and gorges may exceed the mapped values.

Values provided are equivalent radial ice thicknesses due to freezing rain with concurrent 3-second gust speeds, 
for a 50-year mean recurrence interval, and temperatures concurrent with ice thicknesses due to freezing rain. 
Thicknesses for ice accretions caused by other sources shall be obtained from local meteorological studies. Ice 
thicknesses in exposed locations at elevations higher than the surrounding terrain and in valleys and gorges may 
exceed the mapped values.

The ASCE 7 Hazard Tool is provided for your convenience, for informational purposes only, and is provided “as is” and without warranties of 
any kind. The location data included herein has been obtained from information developed, produced, and maintained by third party providers; 
or has been extrapolated from maps incorporated in the ASCE 7 standard. While ASCE has made every effort to use data obtained from 
reliable sources or methodologies, ASCE does not make any representations or warranties as to the accuracy, completeness, reliability, 
currency, or quality of any data provided herein. Any third-party links provided by this Tool should not be construed as an endorsement, 
affiliation, relationship, or sponsorship of such third-party content by or from ASCE.

ASCE does not intend, nor should anyone interpret, the results provided by this Tool to replace the sound judgment of a competent 
professional, having knowledge and experience in the appropriate field(s) of practice, nor to substitute for the standard of care required of such 
professionals in interpreting and applying the contents of this Tool or the ASCE 7 standard.

In using this Tool, you expressly assume all risks associated with your use. Under no circumstances shall ASCE or its officers, directors, 
employees, members, affiliates, or agents be liable to you or any other person for any direct, indirect, special, incidental, or consequential 
damages arising from or related to your use of, or reliance on, the Tool or any information obtained therein. To the fullest extent permitted by 
law, you agree to release and hold harmless ASCE from any and all liability of any nature arising out of or resulting from any use of data 
provided by the ASCE 7 Hazard Tool.

Page 3 of 3https://asce7hazardtool.online/ Fri Jun 24 2022

https://asce7hazardtool.online/
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APPENDIX C 
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0HPEHU�3ULPDU\�'DWD

Label I Node J Node Rotate(deg) Section/Shape Type Design List Material Design Rule
1 M1 N7 N55 RIGID None None RIGID Typical
2 M3 N38 N51 Bracing VBrace BAR Q345 Typical
3 M4 N41 N48 Bracing VBrace BAR Q345 Typical
4 M5 N40 N49 Bracing VBrace BAR Q345 Typical
5 M6 N39 N50 Bracing VBrace BAR Q345 Typical
6 M7 N38 N48 Bracing VBrace BAR Q345 Typical
7 M8 N41 N51 Bracing VBrace BAR Q345 Typical
8 M9 N40 N50 Bracing VBrace BAR Q345 Typical
9 M10 N39 N49 Bracing VBrace BAR Q345 Typical

10 M11 N53 N52 90 Pivot Plate Beam RECT Q345 Typical
11 M12 N15 N29 RIGID None None RIGID Typical
12 M13 N50 N51 RIGID None None RIGID Typical
13 M14 N16 N30 RIGID None None RIGID Typical
14 SA2 N51 N48 Standoff Beam Pipe Q235-GB Typical
15 M16 N13 N21 RIGID None None RIGID Typical
16 SA4 N50 N49 Standoff Beam Pipe Q235-GB Typical
17 M18 N14 N22 RIGID None None RIGID Typical
18 M19 N48 N46 90 Conn. Plate Beam RECT Q345 Typical
19 M20 N11 N19 RIGID None None RIGID Typical
20 M21 N49 N47 90 Conn. Plate Beam RECT Q345 Typical
21 M22 N12 N20 RIGID None None RIGID Typical
22 M23 N44 N46 RIGID None None RIGID Typical
23 M24 N9 N17 RIGID None None RIGID Typical
24 M25 N45 N47 RIGID None None RIGID Typical
25 M26 N10 N18 RIGID None None RIGID Typical
26 M27 N43 N42 90 Pivot Plate Beam RECT Q345 Typical
27 MP1 N31 N32 Mount Pipe Column Pipe Q235-GB Typical
28 M29 N40 N41 RIGID None None RIGID Typical
29 MP2 N25 N28 Mount Pipe Column Pipe Q235-GB Typical
30 SA1 N41 N38 Standoff Beam Pipe Q235-GB Typical
31 MP3 N24 N27 Mount Pipe Column Pipe Q235-GB Typical
32 SA3 N40 N39 Standoff Beam Pipe Q235-GB Typical
33 MP4 N23 N26 Mount Pipe Column Pipe Q235-GB Typical
34 M35 N38 N36 90 Conn. Plate Beam RECT Q345 Typical
35 M36 N39 N37 90 Conn. Plate Beam RECT Q345 Typical
36 M37 N34 N36 RIGID None None RIGID Typical
37 TB1 N7 N8 Tieback Beam Pipe Q235-GB Typical
38 M39 N35 N37 RIGID None None RIGID Typical
39 HOR2 N1 N2 Face Horizontal Beam Pipe Q235-GB Typical
40 HOR1 N3 N4 Face Horizontal Beam Pipe Q235-GB Typical

+RW�5ROOHG�6WHHO�3URSHUWLHV

Label E [ksi] G [ksi] Nu Therm. Coeff. [1e⁵°F⁻¹] Density [k/ft³] Yield [ksi] Ry Fu [ksi] Rt
1 A992 29000 11154 0.3 0.65 0.49 50 1.1 65 1.1
2 Q345 29000 11154 0.3 0.65 0.49 36 1.5 58 1.2
3 A36 Gr.36 29000 11154 0.3 0.65 0.49 36 1.5 58 1.2
4 A572 Gr.50 29000 11154 0.3 0.65 0.49 50 1.1 65 1.1
5 A500 Gr.B RND 29000 11154 0.3 0.65 0.527 42 1.4 58 1.3
6 A500 Gr.B Rect 29000 11154 0.3 0.65 0.527 46 1.4 58 1.3
7 Q235-GB 29000 11154 0.3 0.65 0.49 35 1.6 60 1.2
8 A53 Gr.B 29000 11154 0.3 0.65 0.49 35 1.6 60 1.2
9 A1085 29000 11154 0.3 0.65 0.49 50 1.4 65 1.3
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+RW�5ROOHG�6WHHO�6HFWLRQ�6HWV

Label Shape Type Design List Material Design Rule Area [in²] Iyy [in⁴] Izz [in⁴] J [in⁴]
1 Face Horizontal PIPE_2.5 Beam Pipe Q235-GB Typical 1.61 1.45 1.45 2.89
2 Tieback PIPE_2.0 Beam Pipe Q235-GB Typical 1.02 0.627 0.627 1.25
3 Standoff PIPE_2.0 Beam Pipe Q235-GB Typical 1.02 0.627 0.627 1.25
4 Bracing 0.625"S.R. VBrace BAR Q345 Typical 0.307 0.007 0.007 0.015
5 Mount Pipe PIPE_2.0 Column Pipe Q235-GB Typical 1.02 0.627 0.627 1.25
6 Conn. Plate PL0.625X3.5 Beam RECT Q345 Typical 2.188 0.071 2.233 0.253
7 Pivot Plate PL0.625X9.5 Beam RECT Q345 Typical 5.938 0.193 44.655 0.741

1RGH�&RRUGLQDWHV

Label X [in] Y [in] Z [in] Detach From Diaphragm
1 N1 -63 0 33.67
2 N2 63 0 33.67
3 N3 -63 40 33.67
4 N4 63 40 33.67
5 N7 -35.35 40 29.67
6 N8 -24.965133 43 -70.426852
7 N9 -60 0 33.67
8 N10 -60 40 33.67
9 N11 -17 0 33.67

10 N12 -17 40 33.67
11 N13 17 0 33.67
12 N14 17 40 33.67
13 N15 60 0 33.67
14 N16 60 40 33.67
15 N17 -60 0 36.67
16 N18 -60 40 36.67
17 N19 -17 0 36.67
18 N20 -17 40 36.67
19 N21 17 0 36.67
20 N22 17 40 36.67
21 N23 -60 68 36.67
22 N24 -17 68 36.67
23 N25 17 68 36.67
24 N26 -60 -28 36.67
25 N27 -17 -28 36.67
26 N28 17 -28 36.67
27 N29 60 0 36.67
28 N30 60 40 36.67
29 N31 60 68 36.67
30 N32 60 -28 36.67
31 N33 0 40 33.67
32 N34 29.35 40 33.67
33 N35 -29.35 40 33.67
34 N36 29.35 38.25 33.67
35 N37 -29.35 38.25 33.67
36 N38 29.35 38.25 29.17
37 N39 -29.35 38.25 29.17
38 N40 -7.05 38.25 6.87
39 N41 7.05 38.25 6.87
40 N42 0 38.25 6.87
41 N43 0 38.25 0
42 N44 29.35 0 33.67
43 N45 -29.35 0 33.67
44 N46 29.35 -1.75 33.67
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1RGH�&RRUGLQDWHV��&RQWLQXHG�

Label X [in] Y [in] Z [in] Detach From Diaphragm
45 N47 -29.35 -1.75 33.67
46 N48 29.35 -1.75 29.17
47 N49 -29.35 -1.75 29.17
48 N50 -7.05 -1.75 6.87
49 N51 7.05 -1.75 6.87
50 N52 0 -1.75 6.87
51 N53 0 -1.75 0
52 N55 -35.35 40 33.67

+RW�5ROOHG�6WHHO�'HVLJQ�3DUDPHWHUV

Label Shape Length [in] Lcomp top [in] K y-y K z-z Channel Conn. a [in] Function
1 M3 Bracing 50.937 Lbyy 0.65 0.65 N/A N/A Lateral
2 M4 Bracing 50.937 Lbyy 0.65 0.65 N/A N/A Lateral
3 M5 Bracing 50.937 Lbyy 0.65 0.65 N/A N/A Lateral
4 M6 Bracing 50.937 Lbyy 0.65 0.65 N/A N/A Lateral
5 M7 Bracing 40 Lbyy 0.65 0.65 N/A N/A Lateral
6 M8 Bracing 40 Lbyy 0.65 0.65 N/A N/A Lateral
7 M9 Bracing 40 Lbyy 0.65 0.65 N/A N/A Lateral
8 M10 Bracing 40 Lbyy 0.65 0.65 N/A N/A Lateral
9 M11 Pivot Plate 6.87 N/A N/A Lateral

10 SA2 Standoff 31.537 Lbyy N/A N/A Lateral
11 SA4 Standoff 31.537 Lbyy N/A N/A Lateral
12 M19 Conn. Plate 4.5 Lbyy N/A N/A Lateral
13 M21 Conn. Plate 4.5 Lbyy N/A N/A Lateral
14 M27 Pivot Plate 6.87 N/A N/A Lateral
15 MP1 Mount Pipe 96 Lbyy N/A N/A Lateral
16 MP2 Mount Pipe 96 Lbyy N/A N/A Lateral
17 SA1 Standoff 31.537 Lbyy N/A N/A Lateral
18 MP3 Mount Pipe 96 Lbyy N/A N/A Lateral
19 SA3 Standoff 31.537 Lbyy N/A N/A Lateral
20 MP4 Mount Pipe 96 Lbyy N/A N/A Lateral
21 M35 Conn. Plate 4.5 Lbyy N/A N/A Lateral
22 M36 Conn. Plate 4.5 Lbyy N/A N/A Lateral
23 TB1 Tieback 100.679 Lbyy N/A N/A Lateral
24 HOR2 Face Horizontal 126 Lbyy N/A N/A Lateral
25 HOR1 Face Horizontal 126 Lbyy N/A N/A Lateral

%DVLF�/RDG�&DVHV

BLC Description Category X Gravity Y Gravity Z Gravity Nodal Point Distributed
1 Self Weight DL -1 8
2 Wind Load AZI  0 WLZ 16
3 Wind Load AZI  30 None 16
4 Wind Load AZI  60 None 16
5 Wind Load AZI  90 WLX 16
6 Wind Load AZI  120 None 16
7 Wind Load AZI  150 None 16
8 Wind Load AZI  180 None 16
9 Wind Load AZI  210 None 16

10 Wind Load AZI  240 None 16
11 Wind Load AZI  270 None 16
12 Wind Load AZI  300 None 16
13 Wind Load AZI  330 None 16
14 Distr. Wind Load Z WLZ 40
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%DVLF�/RDG�&DVHV��&RQWLQXHG�

BLC Description Category X Gravity Y Gravity Z Gravity Nodal Point Distributed
15 Distr. Wind Load X WLX 40
16 Ice Weight OL1 8 40
17 Ice Wind Load AZI  0 OL2 16
18 Ice Wind Load AZI  30 None 16
19 Ice Wind Load AZI  60 None 16
20 Ice Wind Load AZI  90 OL3 16
21 Ice Wind Load AZI  120 None 16
22 Ice Wind Load AZI  150 None 16
23 Ice Wind Load AZI  180 None 16
24 Ice Wind Load AZI  210 None 16
25 Ice Wind Load AZI  240 None 16
26 Ice Wind Load AZI  270 None 16
27 Ice Wind Load AZI  300 None 16
28 Ice Wind Load AZI  330 None 16
29 Distr. Ice Wind Load Z OL2 40
30 Distr. Ice Wind Load X OL3 40
31 Seismic Load Z ELZ -0.283 8
32 Seismic Load X ELX -0.283 8
33 Service Live Loads LL 1
34 Maintenance Load Lm1 LL 1
35 Maintenance Load Lm2 LL 1
36 Maintenance Load Lm3 LL 1
37 Maintenance Load Lm4 LL 1

/RDG�&RPELQDWLRQV

Description Solve P-Delta BLC Factor BLC Factor BLC Factor BLC Factor BLC Factor
1 1.4DL Yes Y 1 1.4
2 1.2DL + 1WL AZI 0 Yes Y 1 1.2 2 1 14 1 15
3 1.2DL + 1WL AZI 30 Yes Y 1 1.2 3 1 14 0.866 15 0.5
4 1.2DL + 1WL AZI 60 Yes Y 1 1.2 4 1 14 0.5 15 0.866
5 1.2DL + 1WL AZI 90 Yes Y 1 1.2 5 1 14 15 1
6 1.2DL + 1WL AZI 120 Yes Y 1 1.2 6 1 14 -0.5 15 0.866
7 1.2DL + 1WL AZI 150 Yes Y 1 1.2 7 1 14 -0.866 15 0.5
8 1.2DL + 1WL AZI 180 Yes Y 1 1.2 8 1 14 -1 15
9 1.2DL + 1WL AZI 210 Yes Y 1 1.2 9 1 14 -0.866 15 -0.5

10 1.2DL + 1WL AZI 240 Yes Y 1 1.2 10 1 14 -0.5 15 -0.866
11 1.2DL + 1WL AZI 270 Yes Y 1 1.2 11 1 14 15 -1
12 1.2DL + 1WL AZI 300 Yes Y 1 1.2 12 1 14 0.5 15 -0.866
13 1.2DL + 1WL AZI 330 Yes Y 1 1.2 13 1 14 0.866 15 -0.5
14 0.9DL + 1WL AZI 0 Yes Y 1 0.9 2 1 14 1 15
15 0.9DL + 1WL AZI 30 Yes Y 1 0.9 3 1 14 0.866 15 0.5
16 0.9DL + 1WL AZI 60 Yes Y 1 0.9 4 1 14 0.5 15 0.866
17 0.9DL + 1WL AZI 90 Yes Y 1 0.9 5 1 14 15 1
18 0.9DL + 1WL AZI 120 Yes Y 1 0.9 6 1 14 -0.5 15 0.866
19 0.9DL + 1WL AZI 150 Yes Y 1 0.9 7 1 14 -0.866 15 0.5
20 0.9DL + 1WL AZI 180 Yes Y 1 0.9 8 1 14 -1 15
21 0.9DL + 1WL AZI 210 Yes Y 1 0.9 9 1 14 -0.866 15 -0.5
22 0.9DL + 1WL AZI 240 Yes Y 1 0.9 10 1 14 -0.5 15 -0.866
23 0.9DL + 1WL AZI 270 Yes Y 1 0.9 11 1 14 15 -1
24 0.9DL + 1WL AZI 300 Yes Y 1 0.9 12 1 14 0.5 15 -0.866
25 0.9DL + 1WL AZI 330 Yes Y 1 0.9 13 1 14 0.866 15 -0.5
26 1.2D + 1.0Di Yes Y 1 1.2 16 1
27 1.2D + 1.0Di +1.0Wi AZI 0 Yes Y 1 1.2 16 1 17 1 29 1 30
28 1.2D + 1.0Di +1.0Wi AZI 30 Yes Y 1 1.2 16 1 18 1 29 0.866 30 0.5
29 1.2D + 1.0Di +1.0Wi AZI 60 Yes Y 1 1.2 16 1 19 1 29 0.5 30 0.866
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/RDG�&RPELQDWLRQV��&RQWLQXHG�

Description Solve P-Delta BLC Factor BLC Factor BLC Factor BLC Factor BLC Factor
30 1.2D + 1.0Di +1.0Wi AZI 90 Yes Y 1 1.2 16 1 20 1 29 30 1
31 1.2D + 1.0Di +1.0Wi AZI 120 Yes Y 1 1.2 16 1 21 1 29 -0.5 30 0.866
32 1.2D + 1.0Di +1.0Wi AZI 150 Yes Y 1 1.2 16 1 22 1 29 -0.866 30 0.5
33 1.2D + 1.0Di +1.0Wi AZI 180 Yes Y 1 1.2 16 1 23 1 29 -1 30
34 1.2D + 1.0Di +1.0Wi AZI 210 Yes Y 1 1.2 16 1 24 1 29 -0.866 30 -0.5
35 1.2D + 1.0Di +1.0Wi AZI 240 Yes Y 1 1.2 16 1 25 1 29 -0.5 30 -0.866
36 1.2D + 1.0Di +1.0Wi AZI 270 Yes Y 1 1.2 16 1 26 1 29 30 -1
37 1.2D + 1.0Di +1.0Wi AZI 300 Yes Y 1 1.2 16 1 27 1 29 0.5 30 -0.866
38 1.2D + 1.0Di +1.0Wi AZI 330 Yes Y 1 1.2 16 1 28 1 29 0.866 30 -0.5
39 (1.2 + 0.2Sds)DL + 1.0E AZI 0 Yes Y 1 1.238 31 1 32
40 (1.2 + 0.2Sds)DL + 1.0E AZI 30 Yes Y 1 1.238 31 0.866 32 0.5
41 (1.2 + 0.2Sds)DL + 1.0E AZI 60 Yes Y 1 1.238 31 0.5 32 0.866
42 (1.2 + 0.2Sds)DL + 1.0E AZI 90 Yes Y 1 1.238 31 32 1
43 (1.2 + 0.2Sds)DL + 1.0E AZI 120 Yes Y 1 1.238 31 -0.5 32 0.866
44 (1.2 + 0.2Sds)DL + 1.0E AZI 150 Yes Y 1 1.238 31 -0.866 32 0.5
45 (1.2 + 0.2Sds)DL + 1.0E AZI 180 Yes Y 1 1.238 31 -1 32
46 (1.2 + 0.2Sds)DL + 1.0E AZI 210 Yes Y 1 1.238 31 -0.866 32 -0.5
47 (1.2 + 0.2Sds)DL + 1.0E AZI 240 Yes Y 1 1.238 31 -0.5 32 -0.866
48 (1.2 + 0.2Sds)DL + 1.0E AZI 270 Yes Y 1 1.238 31 32 -1
49 (1.2 + 0.2Sds)DL + 1.0E AZI 300 Yes Y 1 1.238 31 0.5 32 -0.866
50 (1.2 + 0.2Sds)DL + 1.0E AZI 330 Yes Y 1 1.238 31 0.866 32 -0.5
51 (0.9 - 0.2Sds)DL + 1.0E AZI 0 Yes Y 1 0.862 31 1 32
52 (0.9 - 0.2Sds)DL + 1.0E AZI 30 Yes Y 1 0.862 31 0.866 32 0.5
53 (0.9 - 0.2Sds)DL + 1.0E AZI 60 Yes Y 1 0.862 31 0.5 32 0.866
54 (0.9 - 0.2Sds)DL + 1.0E AZI 90 Yes Y 1 0.862 31 32 1
55 (0.9 - 0.2Sds)DL + 1.0E AZI 120 Yes Y 1 0.862 31 -0.5 32 0.866
56 (0.9 - 0.2Sds)DL + 1.0E AZI 150 Yes Y 1 0.862 31 -0.866 32 0.5
57 (0.9 - 0.2Sds)DL + 1.0E AZI 180 Yes Y 1 0.862 31 -1 32
58 (0.9 - 0.2Sds)DL + 1.0E AZI 210 Yes Y 1 0.862 31 -0.866 32 -0.5
59 (0.9 - 0.2Sds)DL + 1.0E AZI 240 Yes Y 1 0.862 31 -0.5 32 -0.866
60 (0.9 - 0.2Sds)DL + 1.0E AZI 270 Yes Y 1 0.862 31 32 -1
61 (0.9 - 0.2Sds)DL + 1.0E AZI 300 Yes Y 1 0.862 31 0.5 32 -0.866
62 (0.9 - 0.2Sds)DL + 1.0E AZI 330 Yes Y 1 0.862 31 0.866 32 -0.5
63 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 0 Yes Y 1 1 2 0.259 14 0.259 15 33 1.5
64 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 30 Yes Y 1 1 3 0.259 14 0.224 15 0.129 33 1.5
65 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 60 Yes Y 1 1 4 0.259 14 0.129 15 0.224 33 1.5
66 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 90 Yes Y 1 1 5 0.259 14 15 0.259 33 1.5
67 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 120 Yes Y 1 1 6 0.259 14 -0.129 15 0.224 33 1.5
68 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 150 Yes Y 1 1 7 0.259 14 -0.224 15 0.129 33 1.5
69 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 180 Yes Y 1 1 8 0.259 14 -0.259 15 33 1.5
70 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 210 Yes Y 1 1 9 0.259 14 -0.224 15 -0.129 33 1.5
71 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 240 Yes Y 1 1 10 0.259 14 -0.129 15 -0.224 33 1.5
72 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 270 Yes Y 1 1 11 0.259 14 15 -0.259 33 1.5
73 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 300 Yes Y 1 1 12 0.259 14 0.129 15 -0.224 33 1.5
74 1.0DL + 1.5LL + 1.0SWL (60 mph) AZI 330 Yes Y 1 1 13 0.259 14 0.224 15 -0.129 33 1.5
75 1.2DL + 1.5LL Yes Y 1 1.2 33 1.5
76 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 0 Yes Y 1 1.2 34 1.5 2 0.065 14 0.065 15
77 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 30 Yes Y 1 1.2 34 1.5 3 0.065 14 0.056 15 0.032
78 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 60 Yes Y 1 1.2 34 1.5 4 0.065 14 0.032 15 0.056
79 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 90 Yes Y 1 1.2 34 1.5 5 0.065 14 15 0.065
80 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 120 Yes Y 1 1.2 34 1.5 6 0.065 14 -0.032 15 0.056
81 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 150 Yes Y 1 1.2 34 1.5 7 0.065 14 -0.056 15 0.032
82 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 180 Yes Y 1 1.2 34 1.5 8 0.065 14 -0.065 15
83 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 210 Yes Y 1 1.2 34 1.5 9 0.065 14 -0.056 15 -0.032
84 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 240 Yes Y 1 1.2 34 1.5 10 0.065 14 -0.032 15 -0.056
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/RDG�&RPELQDWLRQV��&RQWLQXHG�

Description Solve P-Delta BLC Factor BLC Factor BLC Factor BLC Factor BLC Factor
85 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 270 Yes Y 1 1.2 34 1.5 11 0.065 14 15 -0.065
86 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 300 Yes Y 1 1.2 34 1.5 12 0.065 14 0.032 15 -0.056
87 1.2DL + 1.5LM-MP1 + 1SWL (30 mph) AZI 330 Yes Y 1 1.2 34 1.5 13 0.065 14 0.056 15 -0.032
88 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 0 Yes Y 1 1.2 35 1.5 2 0.065 14 0.065 15
89 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 30 Yes Y 1 1.2 35 1.5 3 0.065 14 0.056 15 0.032
90 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 60 Yes Y 1 1.2 35 1.5 4 0.065 14 0.032 15 0.056
91 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 90 Yes Y 1 1.2 35 1.5 5 0.065 14 15 0.065
92 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 120 Yes Y 1 1.2 35 1.5 6 0.065 14 -0.032 15 0.056
93 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 150 Yes Y 1 1.2 35 1.5 7 0.065 14 -0.056 15 0.032
94 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 180 Yes Y 1 1.2 35 1.5 8 0.065 14 -0.065 15
95 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 210 Yes Y 1 1.2 35 1.5 9 0.065 14 -0.056 15 -0.032
96 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 240 Yes Y 1 1.2 35 1.5 10 0.065 14 -0.032 15 -0.056
97 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 270 Yes Y 1 1.2 35 1.5 11 0.065 14 15 -0.065
98 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 300 Yes Y 1 1.2 35 1.5 12 0.065 14 0.032 15 -0.056
99 1.2DL + 1.5LM-MP2 + 1SWL (30 mph) AZI 330 Yes Y 1 1.2 35 1.5 13 0.065 14 0.056 15 -0.032

100 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 0 Yes Y 1 1.2 36 1.5 2 0.065 14 0.065 15
101 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 30 Yes Y 1 1.2 36 1.5 3 0.065 14 0.056 15 0.032
102 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 60 Yes Y 1 1.2 36 1.5 4 0.065 14 0.032 15 0.056
103 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 90 Yes Y 1 1.2 36 1.5 5 0.065 14 15 0.065
104 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 120 Yes Y 1 1.2 36 1.5 6 0.065 14 -0.032 15 0.056
105 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 150 Yes Y 1 1.2 36 1.5 7 0.065 14 -0.056 15 0.032
106 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 180 Yes Y 1 1.2 36 1.5 8 0.065 14 -0.065 15
107 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 210 Yes Y 1 1.2 36 1.5 9 0.065 14 -0.056 15 -0.032
108 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 240 Yes Y 1 1.2 36 1.5 10 0.065 14 -0.032 15 -0.056
109 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 270 Yes Y 1 1.2 36 1.5 11 0.065 14 15 -0.065
110 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 300 Yes Y 1 1.2 36 1.5 12 0.065 14 0.032 15 -0.056
111 1.2DL + 1.5LM-MP3 + 1SWL (30 mph) AZI 330 Yes Y 1 1.2 36 1.5 13 0.065 14 0.056 15 -0.032
112 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 0 Yes Y 1 1.2 37 1.5 2 0.065 14 0.065 15
113 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 30 Yes Y 1 1.2 37 1.5 3 0.065 14 0.056 15 0.032
114 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 60 Yes Y 1 1.2 37 1.5 4 0.065 14 0.032 15 0.056
115 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 90 Yes Y 1 1.2 37 1.5 5 0.065 14 15 0.065
116 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 120 Yes Y 1 1.2 37 1.5 6 0.065 14 -0.032 15 0.056
117 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 150 Yes Y 1 1.2 37 1.5 7 0.065 14 -0.056 15 0.032
118 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 180 Yes Y 1 1.2 37 1.5 8 0.065 14 -0.065 15
119 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 210 Yes Y 1 1.2 37 1.5 9 0.065 14 -0.056 15 -0.032
120 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 240 Yes Y 1 1.2 37 1.5 10 0.065 14 -0.032 15 -0.056
121 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 270 Yes Y 1 1.2 37 1.5 11 0.065 14 15 -0.065
122 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 300 Yes Y 1 1.2 37 1.5 12 0.065 14 0.032 15 -0.056
123 1.2DL + 1.5LM-MP4 + 1SWL (30 mph) AZI 330 Yes Y 1 1.2 37 1.5 13 0.065 14 0.056 15 -0.032

0DWHULDO�7DNH�2II

Material Size Pieces Length[in] Weight[K]
1 General Members
2 RIGID 15 63.2 0
3 Total General 15 63.2 0
4
5 Hot Rolled Steel
6 Q235-GB PIPE_2.0 9 610.8 0.177
7 Q235-GB PIPE_2.5 2 252 0.115
8 Q345 0.625"S.R. 8 363.7 0.032
9 Q345 PL0.625X3.5 4 18 0.011

10 Q345 PL0.625X9.5 2 13.7 0.023
11 Total HR Steel 25 1258.3 0.358
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(QYHORSH�1RGH�5HDFWLRQV

Node Label X [lb] LC Y [lb] LC Z [lb] LC MX [lb-ft] LC MY [lb-ft] LC MZ [lb-ft] LC
1 N8 max 67.963 13 44.591 36 789.803 18 0 123 0 123 0 123
2 min -63.2 19 -10.643 18 -838.35 12 0 1 0 1 0 1
3 N43 max 996.84 116 1067.195 32 1261.948 25 -139.483 59 256.959 18 0 123
4 min -1379.502 86 255.703 25 -2452.271 7 -406.941 29 -264.726 12 0 1
5 N53 max 1333.072 79 1014.566 38 1590.319 27 -102.436 19 608.762 6 0 123
6 min -956.872 121 263.568 19 36.113 20 -407.957 38 -471.464 24 0 1
7 Totals: max 924.549 6 2075.314 36 1704.646 2
8 min -924.549 24 720.617 55 -1704.645 20

(QYHORSH�$,6&���7+�����������/5)'�0HPEHU�6WHHO�&RGH�&KHFNV

Member Shape Code Check Loc[in] LC Shear Check Loc[in] Dir LC phi*Pnc [lb] phi*Pnt [lb] phi*Mn y-y [lb-ft] phi*Mn z-z [lb-ft] Cb Eqn
1 M8 0.625"S.R. 0.416 40 76 0.001 40 27 2339.328 9946.8 96.768 96.768 1 H1-1a
2 M7 0.625"S.R. 0.411 40 76 0.008 0 80 2339.328 9946.8 96.768 96.768 1 H1-1a
3 M10 0.625"S.R. 0.365 40 112 0.006 40 78 2339.328 9946.8 96.768 96.768 1 H1-1a
4 M9 0.625"S.R. 0.359 40 123 0.001 40 27 2339.328 9946.8 96.768 96.768 1 H1-1a
5 MP1 PIPE_2.0 0.338 28 84 0.052 68 76 14916.096 32130 1871.625 1871.625 1 H1-1b
6 MP4 PIPE_2.0 0.276 68 117 0.042 68 12214916.096 32130 1871.625 1871.625 1 H1-1b
7 M36 PL0.625X3.5 0.271 4.5 13 0.277 0 y 7 68591.516 70875 922.852 5167.97 1.713 H1-1b
8 MP3 PIPE_2.0 0.252 68 8 0.033 28 3 14916.096 32130 1871.625 1871.625 1 H1-1b
9 M19 PL0.625X3.5 0.238 4.5 81 0.093 0 y 3 68591.516 70875 922.852 5167.97 1.313 H1-1b

10 M4 0.625"S.R. 0.232 0 81 0.011 50.937 81 1442.594 9946.8 96.768 96.768 1 H1-1a*
11 M35 PL0.625X3.5 0.23 4.5 2 0.184 4.5 y 8 68591.516 70875 922.852 5167.97 1.823 H1-1b
12 M21 PL0.625X3.5 0.21 4.5 119 0.08 0 y 13 68591.516 70875 922.852 5167.97 1.372 H1-1b
13 SA2 PIPE_2.0 0.21 0 80 0.08 31.537 78 29576.459 32130 1871.625 1871.625 1 H1-1b
14 M5 0.625"S.R. 0.205 0 117 0.008 50.937 123 1442.594 9946.8 96.768 96.768 1 H1-1a*
15 SA1 PIPE_2.0 0.202 0 83 0.057 31.537 76 29576.459 32130 1871.625 1871.625 1 H1-1b
16 HOR2 PIPE_2.5 0.2 93.188 82 0.087 34.125 8 20573.263 50715 3596.25 3596.25 1 H1-1b
17 HOR1 PIPE_2.5 0.197 93.188 8 0.078 34.125 3 20573.263 50715 3596.25 3596.25 1 H1-1b
18 SA3 PIPE_2.0 0.173 0 117 0.051 0 13 29576.459 32130 1871.625 1871.625 1 H1-1b
19 M11 PL0.625X9.5 0.171 0 28 0.017 0 y 79 178237.694 192375 2504.882 38074.22 1.668 H1-1b
20 SA4 PIPE_2.0 0.17 0 122 0.066 31.537 12229576.459 32130 1871.625 1871.625 1 H1-1b
21 M27 PL0.625X9.5 0.168 0 31 0.018 0 y 86 178237.694 192375 2504.882 38074.22 1.353 H1-1b
22 MP2 PIPE_2.0 0.158 28 8 0.035 28 7 14916.096 32130 1871.625 1871.625 1 H1-1b
23 TB1 PIPE_2.0 0.067 50.339 6 0.004 100.679 36 13815.904 32130 1871.625 1871.625 1 H1-1b
24 M3 0.625"S.R. 0 50.937123 0.008 50.937 13 1442.594 9946.8 96.768 96.768 1 H1-1a
25 M6 0.625"S.R. 0 50.937123 0.004 0 12 1442.594 9946.8 96.768 96.768 1 H1-1a

(QYHORSH�$,6,�6��������/5)'�0HPEHU�&ROG�)RUPHG�6WHHO�&RGH�&KHFNV

No Data to Print...
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Bolt Calculation Tool, V1.6.1

Site Name:

Site Number: Tensile Strength 12543.09

Connection Description: Shear Strength 8513.59

Max Tensile Usage 13.4%

Max Shear Usage 5.0%

Interaction Check (Worst Case) 0.02 ≤1.05

Bolt Tension: 1675.70 lbs Result Pass

Bolt Shear: 421.72 lbs

Torsional Slip Resistance 0.00

Bolt Tension: 1675.70 lbs Sliding Resistance 13708.62

Bolt Shear: 268.81 lbs Torsional Slip Usage 0.0%

Bolt Type: Threaded Rod -

Bolt Diameter: 0.625 in

Bolt Grade: Other -

Yield Strength: 57 ksi

Ultimate Strength: 74 ksi

# of Threaded Rods: 4 -

Threads Excluded? No -

I nodes of M11, M27,

Member Information

Worst case bolt loads correspond to Load combination #31 on member M27 in RISA-

3D, which causes the maximum demand on the bolts.

Mount to Tower

WORST CASE BOLT LOADS1
SLIP CHECK (WORST CASE)

BOLT PROPERTIES

MAXIMUM BOLT LOADS

PROJECT DATA
HRT 084 943242

806377

BOLT CHECK

1
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MOUNT MODIFICATION DESIGN DRAWINGS (MDD) / SUPPLEMENTAL DRAWINGS 
 



DESCRIPTION

DRAWING USAGE CHECKED BY

ENG. APPROVALDRAWN BY

DWG. NO.

CPD NO.

CEK

1
  O

F
  4

 BMC 12/12/2017

7/3/2017 VFA10-HD-S

10' 6" HEAVY DUTY
V-FRAME ASSEMBLY

WITH ONE STIFF ARMS

CUSTOMER VFA10-HD-S
CLASS SUB

PART NO.

81 02

P
A

G
E

TOLERANCES ON DIMENSIONS, UNLESS OTHERWISE NOTED ARE:
SAWED, SHEARED AND GAS CUT EDGES (± 0.030")
DRILLED AND GAS CUT HOLES (± 0.030")  - NO CONING OF HOLES
LASER CUT EDGES AND HOLES (± 0.010")  - NO CONING OF HOLES
BENDS ARE ± 1/2 DEGREE
ALL OTHER MACHINING (± 0.030")
ALL OTHER ASSEMBLY (± 0.060")

TOLERANCE NOTES

PROPRIETARY NOTE:
THE DATA AND TECHNIQUES CONTAINED IN THIS DRAWING ARE PROPRIETARY INFORMATION OF VALMONT
INDUSTRIES AND CONSIDERED A TRADE SECRET.  ANY USE OR DISCLOSURE WITHOUT THE CONSENT OF
VALMONT INDUSTRIES IS STRICTLY PROHIBITED.

Engineering 
Support Team:

 1-888-753-7446

valmont

Locations:
New York, NY
Atlanta, GA
Los Angeles, CA
Plymouth, IN
Salem, OR
Dallas, TX

PARTS LIST

NET WT.UNIT WT.LENGTHPART DESCRIPTIONPART NO.QTYITEM

142.8171.41 SUPPORT ARMX-VFAW21

33.8633.86 CLAMP WELDMENT FOR BCAM-HDX-HDCAMTBW12

36.2436.24 MULTI-HOLE TAPER PLATE WELDMENTX-MHTPHD13

31.7715.8812 inVFA-HD PIVOT PLATEX-VFAPL424

38.0119.0013 inBENT BACKING PLATEX-LCBP425

16.3916.39 ANGLE ADJUSTMENT WELDMENT FOR BCAM-HDX-HDCAMSS16

11.745.875 1/2 inSLIDING PIPE TIE BACK PLATEX-SPTB27

2.582.58 POSITIONING PLATE WELDMENT FOR BCAM-HDX-HDCAMSP18

4.012.01 TIE BACK CLIP ANGLEX-TBCA29

38.374.807 inCROSSOVER PLATESCX2810

7.193.5912 1/16 inCLAMP HALF 1/2" THICK, 11-5/8" LONGMCP211

9.452.368 1/8 in1/2" THICK, 5-3/4" CNTER TO CENTER CLAMP HALFDCP412

129.2564.63126 in2-7/8'' O.D. X 126" SCH. 40 PIPEP30126213

40.7540.75126 in2-3/8" X 126" (2" SCH. 40) GALVANIZED PIPEP2126114

1.920.482 1/2 in3/4" x 2-1/2" UNC HEX BOLT (A325)A34212415

0.240.06 3/4" HDG USS FLATWASHERG34FW416

0.170.04 3/4" HDG LOCKWASHERG34LW417

0.850.21 3/4'' HDG HEAVY 2H HEX NUTG34NUT418

3.190.4018 in5/8" x 18" THREADED ROD (HDG.)G58R-18819

2.091.05 5/8" x 12" THREADED ROD (HDG.)G58R-12220

1.390.70 5/8" x 8" THREADED ROD (HDG.)G58R-8221

4.601.15 5/8" X 3" X 5-1/4" X 2-1/2" U-BOLT (HDG.)X-UB5300422

4.001.00 5/8" X 2-5/8" X 4-1/2" X 2" U-BOLT (HDG.)X-UB5258423

1.410.707 in5/8'' x 7" HDG HEX BOLT GR5 FULL THREADG5807224

0.620.626 in5/8'' x 6" HDG HEX BOLT GR5 FULL THREADG5806125

1.780.44 5/8" x 4" HDG HEX BOLT GR5 G5804426

2.500.312 1/4 in5/8'' x 2-1/4" HDG A325 HEX BOLTA582114827

0.540.27 5/8" x 2" HDG HEX BOLT GR5 G5802228

1.060.071/8 in5/8" HDG USS FLATWASHERG58FW1529

1.300.03 5/8" HDG LOCKWASHERG58LW5030

6.880.13 5/8'' HDG HEAVY 2H HEX NUTG58NUT5331

23.640.74 1/2" X 3" X 5" X 2" GALV U-BOLTX-UB13003232

9.560.60 1/2" X 2" X 3" X 1-1/4" U-BOLT (HDG.)X-UB12121633

2.180.033/32 in1/2" HDG USS FLATWASHERG12FW6434

0.890.011/8 in1/2" HDG LOCKWASHERG12LW6435

4.580.07 1/2'' HDG HEAVY 2H HEX NUTG12NUT6436

B UPDATED BCAM VERSION 1 TO BCAM VERSION 2  CEK 6/29/2018
A UPDATED ANGLE CAILBRATING PROCEDURE PAGE 2  CEK 12/12/2017

REVISION HISTORY
REV DESCRIPTION OF REVISIONS CPD BY DATE

TOTAL WT. # 597.04



DESCRIPTION

DRAWING USAGE CHECKED BY

ENG. APPROVALDRAWN BY

DWG. NO.

CPD NO.

CEK

2
  O

F
  4

 BMC 12/12/2017

7/3/2017 VFA10-HD-S

10' 6" HEAVY DUTY
V-FRAME ASSEMBLY

WITH ONE STIFF ARMS

CUSTOMER VFA10-HD-S
CLASS SUB

PART NO.

81 02

P
A

G
E

TOLERANCES ON DIMENSIONS, UNLESS OTHERWISE NOTED ARE:
SAWED, SHEARED AND GAS CUT EDGES (± 0.030")
DRILLED AND GAS CUT HOLES (± 0.030")  - NO CONING OF HOLES
LASER CUT EDGES AND HOLES (± 0.010")  - NO CONING OF HOLES
BENDS ARE ± 1/2 DEGREE
ALL OTHER MACHINING (± 0.030")
ALL OTHER ASSEMBLY (± 0.060")

TOLERANCE NOTES

PROPRIETARY NOTE:
THE DATA AND TECHNIQUES CONTAINED IN THIS DRAWING ARE PROPRIETARY INFORMATION OF VALMONT
INDUSTRIES AND CONSIDERED A TRADE SECRET.  ANY USE OR DISCLOSURE WITHOUT THE CONSENT OF
VALMONT INDUSTRIES IS STRICTLY PROHIBITED.

Engineering 
Support Team:

 1-888-753-7446

valmont

Locations:
New York, NY
Atlanta, GA
Los Angeles, CA
Plymouth, IN
Salem, OR
Dallas, TX

UPPER

ANGLE CALIBRATING PROCEDURE:
 
1.  MEASURE TOWER TAPER
      AND PICK LOWER BRACKET
      HOLE:
HOLE A = -2.6° TO 2.6°
HOLE B = 1.6° TO 6.8°
 
2.  USE CALIBRATING BOLT
      TO ADJUST FRAME TO
      DESIRED TAPER
 
3.  TORQUE LOCKING BOLTS
      TO 100 ft.-lbs. 
 
4.   ADVANCE LOCKING NUT
      TO POSITIONING PLATE,
      THEN TIGHTEN.

B

B

A

A

LOWER

1.6° to 6.8°

-2.6° to 2.6°

34 1/8"

40" ±

40"VARIABLE

1-1/2" TO 8-5/8"
DIAMETER LEG

10 1/2" ± TAPER ADJUSTMENT

20°
MAX.

20.2°
MAX.

40"  ±

B UPDATED BCAM VERSION 1 TO BCAM VERSION 2  CEK 6/29/2018
A UPDATED ANGLE CAILBRATING PROCEDURE PAGE 2  CEK 12/12/2017

REVISION HISTORY
REV DESCRIPTION OF REVISIONS CPD BY DATE

STEP 2

STEP 4



DETAIL  A

DETAIL  B

DETAIL  C

DETAIL  D

DETAIL  E

DETAIL  F

DETAIL  G

DESCRIPTION

DRAWING USAGE CHECKED BY

ENG. APPROVALDRAWN BY

DWG. NO.

CPD NO.

CEK

3
  O

F
  4

 BMC 12/12/2017

7/3/2017 VFA10-HD-S

10' 6" HEAVY DUTY
V-FRAME ASSEMBLY

WITH ONE STIFF ARMS

CUSTOMER VFA10-HD-S
CLASS SUB

PART NO.

81 02

P
A

G
E

TOLERANCES ON DIMENSIONS, UNLESS OTHERWISE NOTED ARE:
SAWED, SHEARED AND GAS CUT EDGES (± 0.030")
DRILLED AND GAS CUT HOLES (± 0.030")  - NO CONING OF HOLES
LASER CUT EDGES AND HOLES (± 0.010")  - NO CONING OF HOLES
BENDS ARE ± 1/2 DEGREE
ALL OTHER MACHINING (± 0.030")
ALL OTHER ASSEMBLY (± 0.060")

TOLERANCE NOTES

PROPRIETARY NOTE:
THE DATA AND TECHNIQUES CONTAINED IN THIS DRAWING ARE PROPRIETARY INFORMATION OF VALMONT
INDUSTRIES AND CONSIDERED A TRADE SECRET.  ANY USE OR DISCLOSURE WITHOUT THE CONSENT OF
VALMONT INDUSTRIES IS STRICTLY PROHIBITED.

Engineering 
Support Team:

 1-888-753-7446

valmont

Locations:
New York, NY
Atlanta, GA
Los Angeles, CA
Plymouth, IN
Salem, OR
Dallas, TX

A
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G
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X2

OR 32

2-3/8" & 2-7/8" ANTENNA MOUNTING PIPES
(ORDERED SEPARATELY)

28

30

31

14

9

23

30

3112

21

29

30

31

10

14

1

13

22

30

31

5

2

6

4

27

30

31

15

16

17

18

19

30

31

24

29

30

31

5

3

4

27

30

31

15

16

17

18

19

30

31

23

30

31

26

29

30

31

26

29

30

29

12

7/16" LUG HOLES
 

REVIEW CARRIER STANDARDS FOR
PROPER SURFACE PREPARTION AND

ASSEMBLY OF ELECTRICAL CONNECTIONS

9/16" SLOTTED HOLE
FOR EQUIPMENT PIPE U-BOLT

33

34

35

36

32

34

35

36
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DESCRIPTION

DRAWING USAGE CHECKED BY

ENG. APPROVALDRAWN BY

DWG. NO.

CPD NO.

CEK

4
  O

F
  4

 BMC 12/12/2017

7/3/2017 VFA10-HD-S

10' 6" HEAVY DUTY
V-FRAME ASSEMBLY

WITH ONE STIFF ARMS

CUSTOMER VFA10-HD-S
CLASS SUB

PART NO.

81 02

P
A

G
E

TOLERANCES ON DIMENSIONS, UNLESS OTHERWISE NOTED ARE:
SAWED, SHEARED AND GAS CUT EDGES (± 0.030")
DRILLED AND GAS CUT HOLES (± 0.030")  - NO CONING OF HOLES
LASER CUT EDGES AND HOLES (± 0.010")  - NO CONING OF HOLES
BENDS ARE ± 1/2 DEGREE
ALL OTHER MACHINING (± 0.030")
ALL OTHER ASSEMBLY (± 0.060")

TOLERANCE NOTES

PROPRIETARY NOTE:
THE DATA AND TECHNIQUES CONTAINED IN THIS DRAWING ARE PROPRIETARY INFORMATION OF VALMONT
INDUSTRIES AND CONSIDERED A TRADE SECRET.  ANY USE OR DISCLOSURE WITHOUT THE CONSENT OF
VALMONT INDUSTRIES IS STRICTLY PROHIBITED.

Engineering 
Support Team:

 1-888-753-7446

valmont

Locations:
New York, NY
Atlanta, GA
Los Angeles, CA
Plymouth, IN
Salem, OR
Dallas, TX

UNISTRUT AND HARDWARE
SOLD SEPARATELY.

 
REQUIRES 3/8" HARDWARE

EQUIPMENT PIPE AND HARDWARE
SOLD SEPARATELY.

 
REQUIRES 1/2" HARDWARE

AND 2-3/8" TO 4-1/2" O.D. PIPE
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REVISION HISTORY
REV DESCRIPTION OF REVISIONS CPD BY DATE



             
 

 

Fox Hill Telecom, Inc       Worcester    MA    01609 
 

FOX HILL TELECOM 

 
 

Radio Frequency Emissions Analysis Report 
 

 

 

 
 

Site ID: CT11711A 
 

Crown Castle SST 
197 South Street 

Vernon, CT  06066 
  

August 30, 2022 
 
 

Fox Hill Telecom Project Number: 221565 

 

 

 
 

 

 

 

 

 

 

 

 

Site Compliance Summary 

Compliance Status: COMPLIANT 

Site total MPE% of FCC 
general population 

allowable limit: 
67.48 % 

 



             
 

 

Fox Hill Telecom, Inc       Worcester    MA    01609 
 

FOX HILL TELECOM 

 

August 30, 2022 

T-MOBILE  

Attn: RF Manager 

35 Griffin Road South 

Bloomfield, CT  06009 

 

Emissions Analysis for Site:  CT11711A – Crown Castle SST 

 

Fox Hill Telecom, Inc (“Fox Hill”) was directed to analyze the proposed upgrades to the                          

T-MOBILE facility located at 197 South Street, Vernon, CT, for the purpose of determining whether the 

emissions from the Proposed T-MOBILE Antenna Installation located on this property are within 

specified federal limits.  

All information used in this report was analyzed as a percentage of current Maximum Permissible 

Exposure (% MPE) as listed in the FCC OET Bulletin 65 Edition 97-01and ANSI/IEEE Std C95.1. The 

FCC regulates Maximum Permissible Exposure in units of microwatts per square centimeter (W/cm2). 

The number of W/cm2 calculated at each sample point is called the power density. The exposure limit 

for power density varies depending upon the frequencies being utilized. Wireless Carriers and Paging 

Services use different frequency bands each with different exposure limits, therefore it is necessary to 

report results and limits in terms of percent MPE rather than power density. 

All results were compared to the FCC (Federal Communications Commission) radio frequency exposure 

rules, 47 CFR 1.1307(b)(1) – (b)(3), to determine compliance with the Maximum Permissible Exposure 

(MPE) limits for General Population/Uncontrolled environments as defined below. 

General population/uncontrolled exposure limits apply to situations in which the general population may 

be exposed or in which persons who are exposed as a consequence of their employment may not be made 

fully aware of the potential for exposure or cannot exercise control over their exposure.  Therefore, 

members of the general population would always be considered under this category when exposure is not 

employment related, for example, in the case of a telecommunications tower that exposes persons in a 

nearby residential area. 

General population exposure to radio frequencies is regulated and enforced in units of microwatts per 

square centimeter (μW/cm2). The general population exposure limits for the 600 MHz & 700 MHz bands 

are approximately 400 μW/cm2 and 467 μW/cm2 respectively. The general population exposure limit for 

the 1900 MHz (PCS), 2100 MHz (AWS) and 2500 MHz (BRS) bands is 1000 μW/cm2. Because each 

carrier will be using different frequency bands, and each frequency band has different exposure limits, it 

is necessary to report percent of MPE rather than power density.  

 



             
 

 

Fox Hill Telecom, Inc       Worcester    MA    01609 
 

FOX HILL TELECOM 

 

Occupational/controlled exposure limits apply to situations in which persons are exposed as a 

consequence of their employment and in which those persons who are exposed have been made fully 

aware of the potential for exposure and can exercise control over their exposure.  Occupational/controlled 

exposure limits also apply where exposure is of a transient nature as a result of incidental passage through 

a location where exposure levels may be above general population/uncontrolled limits (see below), as 

long as the exposed person has been made fully aware of the potential for exposure and can exercise 

control over his or her exposure by leaving the area or by some other appropriate means. 

Additional details can be found in FCC OET 65. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



             
 

 

Fox Hill Telecom, Inc       Worcester    MA    01609 
 

FOX HILL TELECOM 

 

CALCULATIONS 

Calculations were performed for the proposed upgrades to the T-MOBILE antenna facility located at 197 

South Street, Vernon, CT, using the equipment information listed below. All calculations were 

performed per the specifications under FCC OET 65. Since T-MOBILE is proposing highly focused 

directional panel antennas, which project most of the emitted energy out toward the horizon, all 

calculations were performed assuming a lobe representing the maximum gain of the antenna per the 

antenna manufactures supplied specifications, minus 10 dB for directional panel antennas, was focused at 

the base of the tower. For this report the sample point is the top of a 6-foot person standing at the base of 

the tower.  

Per FCC OET Bulletin No. 65 - Edition 97-01 recommendations to achieve the maximum anticipated 

value at each sample point, all power levels emitting from the proposed antenna installation are increased 

by a factor of 2.56 to account for possible in-phase reflections from the surrounding environment. All 

power values expressed and analyzed are maximum power levels expected to be used on all radios.  

All emissions values for additional carriers were taken from the Connecticut Siting Council (CSC) active 

MPE database. Values in this database are provided by the individual carriers themselves 

For each sector the following channel counts, frequency bands and power levels were utilized as shown in 

Table 1: 

 

Technology Frequency Band Channel Count 

Transmit Power per 

Channel (W) 

LTE / 5G NR 600 MHz 2 40 

LTE 700 MHz 2 20 

LTE 1900 MHz (PCS) 4 40 

GSM 1900 MHz (PCS) 1 15 

LTE 2100 MHz (AWS) 4 40 

LTE / 5G NR 2500 MHz (BRS) 8 20 

 

Table 1: Channel Data Table 
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The following antennas listed in Table 2 were used in the modeling for transmission in the 600 MHz, 700 

MHz, 1900 MHz (PCS), 2100 MHz (AWS) and 2500 MHz (BRS) frequency bands.  This is based on 

feedback from the carrier with regards to anticipated antenna selection. Maximum gain values for all 

antennas are listed in the Inventory and Power Data table below. The maximum gain of the antenna per 

the antenna manufactures supplied specifications, minus 10 dB for directional panel antennas, was used 

for all calculations.  This value is a very conservative estimate as gain reductions for these particular 

antennas are typically much higher in this direction. 

 

Sector 

Antenna 

Number Antenna Make / Model 

Antenna 

Centerline 

(ft) 

A 1 RFS APXVAALL24_43-U-NA20 130 

A 2 Commscope VV-65B-R1 130 

A 3 Ericsson AIR6419 B41 130 

B 1 RFS APXVAALL24_43-U-NA20 130 

B 2 Commscope VV-65B-R1 130 

B 3 Ericsson AIR6419 B41 130 

C 1 RFS APXVAALL24_43-U-NA20 130 

C 2 Commscope VV-65B-R1 130 

C 3 Ericsson AIR6419 B41 130 

 

Table 2: Antenna Data 

 

All calculations were done with respect to uncontrolled / general population threshold limits. 

 

  

 

 

 

 

 

 

 



             
 

 

Fox Hill Telecom, Inc       Worcester    MA    01609 
 

FOX HILL TELECOM 

 

RESULTS 

Per the calculations completed for the proposed T-MOBILE configurations Table 3 shows resulting 

emissions power levels and percentages of the FCC’s allowable general population limit. 

 

Antenna 

ID Antenna Make / Model Frequency Bands 

Antenna Gain 

(dBd) 

Channel 

Count 

Total TX 
Power 

(W) ERP (W) MPE %                                         

Antenna 
A1 

RFS                       
APXVAALL24_43-U-NA20 600 MHz / 700 MHz 13.65 / 13.85 4 120 2,824.56 1.57 

Antenna 
A2 

Commscope                                     
VV-65B-R1 

1900 MHz (PCS) / 
2100 MHz (AWS) 16.55 / 16.85 9 335 15,654.24 3.66 

Antenna 

A3 

Ericsson                                  

AIR6419 B41 2500 MHz (BRS) 21.5 8 160 22,600.60 5.28 

Sector A Composite MPE% 10.51 

Antenna 
B1 

RFS                            
APXVAALL24_43-U-NA20 600 MHz / 700 MHz 13.65 / 13.85 4 120 2,824.56 1.57 

Antenna 
B2 

Commscope                                  
VV-65B-R1 

1900 MHz (PCS) / 
2100 MHz (AWS) 16.55 / 16.85 9 335 15,654.24 3.66 

Antenna 
B3 

Ericsson                                   
AIR6419 B41 2500 MHz (BRS) 21.5 8 160 22,600.60 5.28 

Sector B Composite MPE% 10.51 

Antenna 
C1 

RFS                         
APXVAALL24_43-U-NA20 600 MHz / 700 MHz 13.65 / 13.85 4 120 2,824.56 1.57 

Antenna 
C2 

Commscope                                   
VV-65B-R1 

1900 MHz (PCS) / 
2100 MHz (AWS) 16.55 / 16.85 9 335 15,654.24 3.66 

Antenna 
C3 

Ericsson                                   
AIR6419 B41 2500 MHz (BRS) 21.5 8 160 22,600.60 5.28 

Sector C Composite MPE% 10.51 

 

Table 3: T-MOBILE Emissions Levels 
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The Following table (table 4) shows all additional carriers on site and their MPE% as recorded in the 

CSC active MPE database for this facility along with the newly calculated maximum T-MOBILE MPE 

contributions per this report. FCC OET 65 specifies that for carriers utilizing directional antennas that the 

highest recorded sector value be used for composite site MPE values due to their greatly reduced 

emissions contributions in the directions of the adjacent sectors. For this site, all three sectors have the 

same configuration yielding the same results on all three sectors. Table 5 below shows a summary for 

each T-MOBILE Sector as well as the composite MPE value for the site. 

 

 

 
 

 

 

 

 

 

 
 

 

 

Table 4: All Carrier MPE Contributions 

 

 

 

 
 

 

 

 

 

 

 

Table 5: Site MPE Summary 

 

 

 

Site Composite MPE% 

Carrier MPE% 

T-MOBILE – Max Per Sector Value 10.51 % 

DISH 2.05 % 

AT&T 37.73 % 

Verizon Wireless 14.93 % 

XM Satellite Radio 0.14 % 

Town 0.89 % 

MetroPCS 1.12 % 

Clearwire 0.11 % 

Site Total MPE %: 67.48 % 

T-MOBILE Sector A Total: 10.51 % 

T-MOBILE Sector B Total: 10.51 % 

T-MOBILE Sector C Total: 10.51 % 

 

Site Total: 67.48 % 
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FCC OET 65 specifies that for carriers utilizing directional antennas that the highest recorded sector value 

be used for composite site MPE values due to their greatly reduced emissions contributions in the 

directions of the adjacent sectors. Table 6 below details a breakdown by frequency band and technology 

for the MPE power values for the maximum calculated T-MOBILE sector(s). For this site, all three 

sectors have the same configuration yielding the same results on all three sectors. 

 

 

 

Table 6: T-MOBILE Maximum Sector MPE Power Values 

 

 

 

 

 

 

 

 

 

 

 

T-MOBILE _ Frequency Band / Technology                                       

Max Power Values                                              

(Per Sector) 

# 

Channels 

Watts ERP 

(Per Channel) 

Height       

(feet) 

Total Power 

Density 

(W/cm2) 

Frequency                              

(MHz) 

Allowable 

MPE 

(W/cm2) 

Calculated 

% MPE 

T-Mobile 600 MHz LTE / 5G NR 2 926.96 130 4.33 600 MHz 400 1.08% 

T-Mobile 700 MHz LTE 2 485.32 130 2.27 700 MHz 467 0.49% 

T-Mobile 1900 MHz (PCS) LTE 4 1,807.42 130 16.90 1900 MHz (PCS) 1000 1.69% 

T-Mobile 1900 MHz (PCS) GSM 1 677.78 130 1.58 1900 MHz (PCS) 1000 0.16% 

T-Mobile 2100 MHz (AWS) LTE 4 1,936.69 130 18.11 2100 MHz (AWS) 1000 1.81% 

T-Mobile 2500 MHz (BRS) LTE / 5G NR 8 2,825.08 130 52.84 2500 MHz (BRS) 1000 5.28% 

      Total: 10.51 % 
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Summary 

All calculations performed for this analysis yielded results that were within the allowable limits for 

general population exposure to RF Emissions.  

The anticipated maximum composite contributions from the T-MOBILE facility as well as the site 

composite emissions value with regards to compliance with FCC’s allowable limits for general population 

exposure to RF Emissions are shown here: 

T-MOBILE Sector Power Density Value (%) 

Sector A: 10.51 % 

Sector B: 10.51 % 

Sector C: 10.51 % 

T-MOBILE Maximum 

Total (per sector): 
10.51 % 

  

Site Total: 67.48 % 

  

Site Compliance Status:  COMPLIANT 

 

 

The anticipated composite MPE value for this site assuming all carriers present is 67.48 % of the 

allowable FCC established general population limit sampled at the ground level. This is based upon 

values listed in the Connecticut Siting Council database for existing carrier emissions. 

FCC guidelines state that if a site is found to be out of compliance (over allowable thresholds), that 

carriers over a 5% contribution to the composite value will require measures to bring the site into 

compliance. For this facility, the composite values calculated were well within the allowable 100% 

threshold standard per the federal government.  

 

 

 

Scott Heffernan 
Principal RF Engineer 

Fox Hill Telecom, Inc 

Holden, MA  01520 

(978)660-3998 

 



T-MOBILE ANCHOR SITE CONFIGURATION: 67E5D998E OUTDOOR

T-MOBILE SITE NUMBER:
T-MOBILE SITE NAME:
SITE TYPE:
TOWER HEIGHT:

BUSINESS UNIT #:
SITE ADDRESS:
COUNTY:
JURISDICTION:

CT11711A
CROWN CASTLE SST
SELF SUPPORT TOWER
132'-0"

806377

TOLLAND
CONNECTICUT
SITING COUNCIL

197 SOUTH ST
VERNON, CT 06066

IT IS A VIOLATION OF LAW FOR ANY PERSON,
UNLESS THEY ARE ACTING UNDER THE DIRECTION

OF A LICENSED PROFESSIONAL ENGINEER,
TO ALTER THIS DOCUMENT.

T-1

DRWNREV DESCRIPTION DES./QADATE

REVISION:SHEET NUMBER:

ISSUED FOR:

3530 TORINGDON WAY, SUITE 300
CHARLOTTE, NC 28277

4 SYLVAN WAY
PARSIPPANY, NJ 07054

0

A 7/18/22 DAS CVPRELIMINARY REVIEW

T-MOBILE SITE NUMBER:
CT11711A

BU #: 806377
HRT 084 943242

197 SOUTH ST
VERNON, CT 06066

EXISTING
132'-0" SELF SUPPORT

TOWER

1717 S. BOULDER
SUITE 300
TULSA, OK 74119
PH: (918) 587-4630
www.btgrp.com

B 8/10/22 BLJ ANPPRELIMINARY REVIEW

0 9/9/22 MLC ANPCONSTRUCTION

9/9/22

APPROVALS

THE PARTIES ABOVE HEREBY APPROVE AND ACCEPT THESE DOCUMENTS
AND AUTHORIZE THE CONTRACTOR TO PROCEED WITH THE
CONSTRUCTION DESCRIBED HEREIN.  ALL CONSTRUCTION DOCUMENTS
ARE SUBJECT TO REVIEW BY THE LOCAL BUILDING DEPARTMENT AND
ANY CHANGES AND MODIFICATIONS THEY MAY IMPOSE.

APPROVAL SIGNATURE  DATE
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LOCATION MAP

NO SCALE

SITE INFORMATION

CARRIER/APPLICANT:

SHEET #

DRAWING INDEX
SHEET DESCRIPTION

NORTHEAST UTILITIES
(800) 286-2000

ELECTRIC PROVIDER:
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U
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TOWER OWNER:
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CONNECTICUT WATER CO
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CLINTON, CT 06413

CROWN CASTLE USA INC.
SITE NAME:
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CURRENT ZONING:
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SITE ADDRESS:
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(800) 922-4455 CBYD.COM
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BEFORE YOU DIG!

PROJECT TEAM
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CROWN CASTLE
USA INC. DISTRICT
CONTACTS:

TITLE SHEETT-1

OVERALL SITE PLANC-1.1

C-1.2

C-2

C-3

SITE PLAN & ENLARGED SITE PLAN

ANTENNA & CABLE SCHEDULE

FINAL ELEVATION & ANTENNA PLANS

GENERAL NOTES

T-2

VERONICA CHAPMAN - PROJECT MANAGER
VERONICA.CHAPMAN@CROWNCASTLE.COM

JASON D'AMICO - CONSTRUCTION MANAGER
JASON.DAMICO@CROWNCASTLE.COM

3530 TORINGDON WAY, SUITE 300
CHARLOTTE, NC 28277

T-MOBILE
4 SYLVAN WAY
PARSIPPANY, NJ 07054

ALL DRAWINGS CONTAINED HEREIN ARE FORMATTED FOR
FULL SIZE. CONTRACTOR SHALL VERIFY ALL PLANS AND

EXISTING DIMENSIONS AND CONDITIONS ON THE JOB SITE
AND SHALL IMMEDIATELY NOTIFY THE ENGINEER IN

WRITING OF ANY DISCREPANCIES BEFORE PROCEEDING
WITH THE WORK OR BE RESPONSIBLE FOR SAME.

PROJECT DESCRIPTION

ATTACHED MOUNT SPECS

APPLICABLE CODES/REFERENCE
DOCUMENTS

ALL WORK SHALL BE PERFORMED AND MATERIALS INSTALLED IN ACCORDANCE
WITH THE CURRENT EDITIONS OF THE FOLLOWING CODES AS ADOPTED BY
THE LOCAL GOVERNING AUTHORITIES. NOTHING IN THESE PLANS IS TO BE
CONSTRUED TO PERMIT WORK NOT CONFORMING TO THESE CODES:

CODE TYPE                               CODE
BUILDING 2015 IBC
MECHANICAL 2015 IMC
ELECTRICAL 2017 NEC

C-4 PLUMBING DIAGRAM

C-5.1 EQUIPMENT SPECS

E-1 AC PANEL SCHEDULES & ONE LINE DIAGRAM

G-1 ANTENNA GROUNDING DIAGRAM

G-2 GROUNDING DETAILS

G-3 GROUNDING DETAILS

STRUCTURAL ANALYSIS:
DATED:

REFERENCE DOCUMENTS:

MOUNT ANALYSIS:
DATED:

RFDS REVISION:
DATED:

7
5/20/22

ORDER ID:
REVISION:

621887
0

NOTE:
PRIOR TO ACCESSING/ENTERING THE SITE YOU MUST
CONTACT THE CROWN NOC AT (800) 788-7011 & CROWN
CONSTRUCTION MANAGER.

T-3

T-4

CODE SUMMARY

CODE SUMMARY

B+T GROUP
1717 S. BOULDER AVE.
TULSA, OK 74119
MARVIN PHILLIPS
marvin.phillips@btgrp.com

THE PURPOSE OF THIS PROJECT IS TO ENHANCE BROADBAND
CONNECTIVITY AND CAPACITY TO THE EXISTING ELIGIBLE
WIRELESS FACILITY.
TOWER SCOPE OF WORK:

REMOVE (15) ANTENNAS
REMOVE (12) RRHs
REMOVE (3) TMAs
REMOVE (10) 7/8" COAX CABLES
REMOVE (3) HYBRID CABLES
INSTALL (9) ANTENNAS
INSTALL (6) RRHs
INSTALL (3) 1-5/8" HYBRID TRUNK 6/24 4AWG
INSTALL (3) VALMONT VFA10-HD SECTOR FRAMES

GROUND SCOPE OF WORK:
REMOVE (1) S12000 OUTDOOR CABINET (NORTEL)
REMOVE (2) DUW30, (6) RU22 RRU
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INSTALL (1) B160 BATTERY CABINET
INSTALL (1) PSU 4813 VR4A (KIT)
INSTALL (1) AAV CABINET
INSTALL (1) RP 6651, (1) PSU 4813 VR4A (KIT), (1) CSR IXRE V2
(GEN2) IN ENCLOSURE 6160 AC V1 CABINET.
INSTALL (1) 2'-0"x7'-0" ICE BRIDGE

TOWER ENGINEERING PROFESSIONALS

INFINIGY

6/29/22

6/24/22

C-5.2 EQUIPMENT SPECS
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