
March 20, 2019 

Melanie A. Bachman 

Acting Executive Director 

Connecticut Siting Council 

10 Franklin Square 

New Britain, CT  06051 

RE: Notice of Exempt Modification for Verizon Crown Site BU: 806353 

Verizon Site ID: Wilton CT

128 Mather Street, Wilton, CT 06897 

Latitude: 41° 14′ 18.34″ / Longitude-73° 25′ 26.44″ 

Dear Ms. Bachman: 

Verizon currently maintains twelve (12) antennas at the 162-foot level of the existing 180-foot 

monopole at 128 Mather Street in Wilton, CT. The tower is owned by Crown Castle. The property 

is owned by the Town of Wilton. Verizon intends to remove three (3) RRUs and install six (6) 

RRUs and three (3) stiff arm kits.  

Per the attached Decision and Order, the construction of the monopole was approved on 

May 3rd, 1988, by the Connecticut Siting Council.   

Please accept this letter as notification pursuant to Regulations of Connecticut State Agencies § 

16-50j- 73, for construction that constitutes an exempt modification pursuant to R.C.S.A. § 16-

50j-72(b)(2). In accordance with R.S.C.A. § 16-50j-73, a copy of this letter is being sent to Lynne

Vanderslice, First- Selectman – Town of Wilton, the Planning & Zoning, as well as the property

owner.

1. The proposed modifications will not result in an increase in the height of the existing tower.

2. The proposed modifications will not require the extension of the site boundary.

3. The proposed modification will not increase noise levels at the facility by six decibels or

more, or to levels that exceed state and local criteria.

4. The operation of the replacement antennas will not increase radio frequency emissions at the

facility to a level at or above the Federal Communication Commission safety standard.

5. The proposed modifications will not cause a change or alteration in the physical or

environmental characteristics of the site.
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6. The existing structure and its foundation can support the proposed loading.

For the foregoing reasons, Verizon respectfully submits that the proposed modifications to the 

above-reference telecommunications facility constitutes an exempt modification under R.C.S.A. § 16-

50j-72(b)(2).  Please send approval/rejection letter to Attn:  William Stone.  

Sincerely, 

William Stone 

Real Estate Specialist 

3 Corporate Park Drive, Suite 101 

Clifton Park, NY 12065 

518-373-3543

William.stone@crowncastle.com

Attachments: 

Tab 1: Exhibit-1:  Compound plan and elevation depicting the planned changes 

Tab 2: Exhibit-2:  Structural Modification Report 

Tab 3: Exhibit-3:  General Power Density Table Report (RF Emissions Analysis Report) 

cc: 

Ms. Lynne Vanderslice 

Wilton Town Hall 

238 Danbury Road 

Wilton, CT 06897 

Planning & Zoning 

Wilton Town Hall 

238 Danbury Road 

Wilton, CT 06897 

Town of Wilton 

Finance Department 

238 Danbury Road 

Wilton, CT 06897 























Location MATHER ST Mblu 23/ / 23/ /

Acct# 5165,3335 Owner WILTON TOWN OF

Assessment $6,999,790 Appraisal $9,999,700

PID 1065 Building Count 2

Owner WILTON TOWN OF
Co-Owner
Address 238 DANBURY RD 

WILTON, CT 06897

Sale Price $0
Certificate
Book & Page 1151/0195

Sale Date 02/02/1999
Instrument 00

 

MATHER ST

Current Value

Appraisal

Valuation Year Improvements Land Total

2016 $45,500 $9,954,200 $9,999,700

Assessment

Valuation Year Improvements Land Total

2016 $31,850 $6,967,940 $6,999,790

Owner of Record

Ownership History

Ownership History

Owner Sale Price Certificate Book & Page Instrument Sale Date

WILTON TOWN OF $0  1151/0195 00 02/02/1999

 $0  0112/0179 00 05/01/1965

Year Built:
Living Area: 0
Replacement Cost: $0
Building Percent
Good:
Replacement Cost 
Less Depreciation: $0

Building Attributes

Building Information

Building 1 : Section 1



Field Description

Style Vacant Land

Model

Occupancy

Exterior Wall 1

Exterior Wall 2

Roof Structure:

Roof Cover

Interior Wall 1

Interior Wall 2

Interior Flr 1

Interior Flr 2

Heat Fuel

Heat Type:

AC Type:

Total Bedrooms:

Total Bthrms:

Total Half Baths:

Total Rooms:

Bath Style:

Kitchen Style:

Elevator

Fireplaces

Sauna

Spa/Jet Tub

Whirlpool Tub

Cath. Ceil

Legend

Building Photo

(http://images.vgsi.com/photos/WiltonCTPhotos//default.jpg)

Building Layout

Building Sub-Areas (sq ft)

 
No Data for Building Sub-Areas 

 

Year Built: 1988
Living Area: 1,200
Replacement Cost: $62,291
Building Percent
Good:

73

Replacement Cost 
Less Depreciation: $45,500

Building Attributes : Bldg 2 of 2

Field Description

STYLE Service Shop

MODEL Commercial

Grade Below Average

Occupancy 1

Building Photo

(http://images.vgsi.com/photos/WiltonCTPhotos//\00\00\78/11.j

Building 2 : Section 1



Legend

Land Use

Use Code 21V
Description Ex Com MDL-00  
Zone R-2
Neighborhood 4000
Alt Land Appr No
Category

Land Line Valuation

Size (Acres) 74.12
Frontage
Depth
Assessed Value $6,967,940
Appraised Value $9,954,200

Extra Features

Extra Features

 
No Data for Extra Features  

 

Land

Outbuildings

Exterior Wall 1 Pre-finsh Metl

Exterior Wall 2  

Roof Structure Gable/Hip

Roof Cover Enam Mtl Shing

Interior Wall 1 Drywall

Interior Wall 2  

Interior Floor 1 Dirt/None

Interior Floor 2  

Heating Fuel None

Heating Type None

AC Type None

Bldg Use Ex Com MDL-96

Fireplace  

Elevator  

Cath Ceil  

Sauna  

1st Floor Use: 21I

Heat/AC None

Frame Type Steel

Baths/Plumbing None

Ceiling/Wall Sus Ceil Min W

Rooms/Prtns Average

Wall Height 11

% Comn Wall 0

Legend

Building Layout

Building Sub-Areas (sq ft)

Code Description
Gross 
Area

Living 
Area

BAS First Floor 1,200 1,200

  1,200 1,200



Legend

(c) 2016 Vision Government Solutions, Inc. All rights reserved.

Outbuildings

 
No Data for Outbuildings  

 

Valuation History

Appraisal

Valuation Year Improvements Land Total

2015 $45,500 $9,954,200 $9,999,700

2014 $45,500 $9,954,200 $9,999,700

2013 $45,500 $9,954,200 $9,999,700

Assessment

Valuation Year Improvements Land Total

2015 $31,850 $6,967,940 $6,999,790

2014 $31,850 $6,967,940 $6,999,790

2013 $31,850 $6,967,940 $6,999,790
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1) INTRODUCTION 
 
This tower is a 180 ft Self Support tower designed by FWT INC.. 
 
 
2) ANALYSIS CRITERIA 
 
 TIA-222 Revision: TIA-222-H 
 Risk Category: II 
 Wind Speed: 120 mph 
 Exposure Category: B 
 Topographic Factor: 1 
 Ice Thickness: 1.5 in 
 Wind Speed with Ice: 50 mph 
 Service Wind Speed: 60 mph 
 

Table 1 - Proposed Equipment Configuration 

Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line Size 

(in) 

164.0 

166.0 

3 alcatel lucent B13 RRH 4X30 

14 1-5/8 

6 commscope 
JAHH-65B-R3B w/ Mount 

Pipe 

2 nokia 
B5 4T4R RRH4X40 

AIRSCALE 

1 nokia 
B5 4T4R RRH4X40 

AIRSCALE 

6 rfs celwave 
APL868013-42T0 w/ Mount 

Pipe 

2 rfs celwave DB-T1-6Z-8AB-0Z 

6 rfs celwave FD9R6004/2C-3L 

3 
samsung 

telecommunications 
RFV01U-D2A 

164.0 
3 Sitepro1 STK-U Stiff Arm Kit 

1 tower mounts Sector Mount [SM 702-3] 

62.0 
65.0 1 gps GPS_A 

1 1/2 
62.0 1 tower mounts Side Arm Mount [SO 301-1] 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 March 18, 2019 
180 Ft Self Support Tower Structural Analysis CCI BU No 806353 
Project Number 37519-0980.001.8700, Order 461645, Revision 3 Page 4 

tnxTower Report - version 8.0.5.0 

Table 2 - Other Considered Equipment 

Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line Size 

(in) 

178.0 184.0 1 rfs celwave PD10017 2 7/8 

170.0 

171.0 3 kathrein 800 10504 w/ Mount Pipe 
1 
6 

1/4 
1-5/8 170.0 

3 kathrein 860 10025 

1 tower mounts Side Arm Mount [SO 103-3] 

154.0 

158.0 

3 ericsson RRUS 11 

12 
2 
4 

1-5/8 
3/8 
5/8 

3 ericsson RRUS 32 

3 ericsson RRUS 32 B2 

3 kaelus DBC0061F1V51-2 

3 
powerwave 
technologies 

7770.00 w/ Mount Pipe 

6 
powerwave 
technologies 

LGP21401 

3 
powerwave 
technologies 

P65-16-XLH-RR w/ Mount 
Pipe 

3 
powerwave 
technologies 

TT19-08BP111-001 

3 quintel technology QS66512-2 w/ Mount Pipe 

1 raycap DC6-48-60-18-8F 

154.0 
1 raycap DC6-48-60-18-8F 

1 tower mounts Sector Mount [SM 602-3] 

146.0 146.0 

3 alcatel lucent 
800 EXTERNAL NOTCH 

FILTER 

- - 3 alcatel lucent 800MHZ 2X50W RRH 

3 alcatel lucent 
PCS 1900MHz 4x45W-

65MHz 

143.0 143.0 

3 alcatel lucent TD-RRH8x20-25 

4 1-1/4 

9 rfs celwave ACU-A20-N 

3 rfs celwave APXVSPP18-C-A20 

3 rfs celwave 
APXVTM14-C-120 w/ 

Mount Pipe 

1 tower mounts Sector Mount [SM 701-3] 

124.0 
131.0 2 rfs celwave 1142-2C 

2 1/2 
124.0 2 tower mounts Side Arm Mount [SO 306-1] 

104.0 

111.0 1 rfs celwave 1142-2C 
1 
1 

1/2 
7/8 

108.0 1 rfs celwave 220-3BN 

104.0 2 tower mounts Side Arm Mount [SO 306-1] 

93.0 93.0 

3 commscope 
LNX-6515DS-VTM w/ 

Mount Pipe 

13 1-1/4 
3 ericsson 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

3 ericsson 
ERICSSON AIR 21 B4A 

B2P w/ Mount Pipe 

3 ericsson KRY 112 144/1 
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Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line Size 

(in) 

3 ericsson RRUS 11 B12 

1 tower mounts Sector Mount [SM 1306-3] 

42.0 
44.0 1 gps GPS_A 

1 1/2 
42.0 1 tower mounts Side Arm Mount [SO 301-1] 

31.0 
32.0 1 gps GPS_A 

1 1/2 
31.0 1 tower mounts Side Arm Mount [SO 301-1] 

 
3) ANALYSIS PROCEDURE 
 

Table 3 - Documents Provided 

Document Remarks Reference Source 

GEOTECHNICAL REPORTS FDH, 09-04219E G1 - 4/29/2009 262283 CCISITES 

POST-MODIFICATION 
INSPECTION 

Paul J. Ford, 37509-0801 - 
1/11/2010 

2575710 CCISITES 

TOWER FOUNDATION 
DRAWINGS/DESIGN/SPECS 

FWT, 18888-81 - 5/31/1988 262285 CCISITES 

TOWER MANUFACTURER 
DRAWINGS 

FWT, 18888-81 - 5/6/1988 217757 CCISITES 

TOWER REINFORCEMENT 
DESIGN/DRAWINGS/DATA 

Paul J. Ford, 37509-0801 - 
12/8/2009 

2434484 CCISITES 

TOWER REINFORCEMENT 
DESIGN/DRAWINGS/DATA 

HEB, 98124A - 1/7/2000 3290324 CCISITES 

TOWER REINFORCEMENT 
DESIGN/DRAWINGS/DATA 

APT, CT105271 - 1/17/2003 801524 CCISITES 

FOUNDATION MAPPING FDH, 09-11077 E N1 - 8/7/2012 3290324 CCISITES 

4-POST-MODIFICATION 
INSPECTION 

SGS, 163898, 10/21/2016 6515894 CCISITES 

 
 3.1)  Analysis Method 
 

tnxTower (version 8.0.5.0), a commercially available analysis software package, was used to create a 
three-dimensional model of the tower and calculate member stresses for various loading cases. 
Selected output from the analysis is included in Appendix A. 

 
 3.2)  Assumptions 
 

1) Tower and structures were built and maintained in accordance with the manufacturer’s 
specifications. 

2) The configuration of antennas, transmission cables, mounts and other appurtenances are as 
specified in Tables 1 and 2 and the referenced drawings. 

3) The existing base plate grout was considered in this analysis. Grout must be maintained and 
inspected periodically and must be replaced if damaged or cracked. Refer to crown document 
PRC-10012, Base Plate Grout Inspection & Classification. 

4) The Knife plates at 40’ and 20’ splices have not been analyzed since the existing flange bolts do 
pass in this analysis. 
 

This analysis may be affected if any assumptions are not valid or have been made in error. Paul J. 
Ford and Company should be notified to determine the effect on the structural integrity of the tower. 
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4) ANALYSIS RESULTS 
 

Table 4 - Section Capacity (Summary) 

Section 
No. Elevation (ft) Component Type Size Critical 

Element P (K) SF*P_allow 
(K) 

% 
Capacity Pass / Fail 

T1 180 - 168 Leg Pipe 2.375" x 0.154" (2 
STD) 1 -2.24 29.38 7.6 Pass 

T2 168 - 160 Leg Pipe 2.375" x 0.154" (2 
STD) (GR) 26 -10.73 40.35 26.6 Pass 

T3 160 - 140 Leg Pipe 3.5" x 0.216" (3 STD) 
(GR) 41 39.14 73.71 53.1 Pass 

T4 140 - 120 Leg Pipe 4" x 0.318" (3.5 XS) 
(GR) 68 -83.42 128.24 65.0 Pass 

T5 120 - 100 Leg Pipe 4.5" x 0.337" (4 XS) 
(GR) 89 -115.32 165.05 69.9 

78.8 (b) Pass 

T6 100 - 80 Leg Pipe 5.563" x 0.375" (5  
XS) (GR) 110 127.45 202.15 63.0 

73.0 (b) Pass 

T7 80 - 60 Leg Pipe 6.625" x 0.432" (6 
XS) (GR) 131 153.80 277.99 55.3 Pass 

T8 60 - 40 Leg Pipe 6.625" x 0.432" (6 
XS) (GR) 146 180.71 277.99 65.0 

78.9 (b) Pass 

T9 40 - 20 Leg Pipe 6.625" x 0.432" (6 
XS) (GR) 161 205.62 277.99 74.0 Pass 

T10 20 - 0 Leg Pipe 8.625" x 0.500" (8 
XS) (GR) 182 229.69 422.13 54.4 Pass 

T1 180 - 168 Diagonal L 2 x 1.5 x 3/16 LLV 11 -0.61 17.33 3.5 
7.5 (b) Pass 

T2 168 - 160 Diagonal L 2 x 1.5 x 3/16 LLV 29 2.61 16.46 15.9 
34.9 (b) Pass 

T3 160 - 140 Diagonal L 2 x 1.5 x 3/16 LLV 43 -4.15 12.46 33.3 
54.7 (b) Pass 

T4 140 - 120 Diagonal L 2 x 2 x 3/16 70 -4.82 10.92 44.1 
66.3 (b) Pass 

T5 120 - 100 Diagonal L 2.5 x 2 x 3/16 LLV 92 -5.10 10.62 48.0 
48.6 (b) Pass 

T6 100 - 80 Diagonal L 2.5 x 2.5 x 3/16 112 -6.46 11.89 54.3 
62.3 (b) Pass 

T7 80 - 60 Diagonal L 3 x 3 x 3/16 133 -7.77 12.89 60.3 
67.0 (b) Pass 

T8 60 - 40 Diagonal L 3.5 x 3 x 1/4 LLV 148 -8.35 17.00 49.1 
57.6 (b) Pass 

T9 40 - 20 Diagonal L 3.5 x 3 x 1/4 LLV 163 -9.65 13.69 70.5 Pass 

T10 20 - 0 Diagonal L 3.5 x 3.5 x 1/4 184 -10.00 15.76 63.4 
69.0 (b) Pass 

T9 40 - 20 Secondary 
Horizontal L 3.5 x 3.5 x 1/4 169 -4.23 23.70 17.9 

45.6 (b) Pass 

T1 180 - 168 Top Girt L 2 x 1.5 x 3/16 LLH 5 -0.12 10.65 1.2 
2.8 (b) Pass 

       Summary  

      Leg (T8) 78.9 Pass 

      Diagonal 
(T9) 70.5 Pass 

      
Secondary 
Horizontal 

(T9) 
45.6 Pass 

      Top Girt 
(T1) 2.8 Pass 

      Bolt Checks 78.9 Pass 

      Rating =  78.9 Pass 
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Table 5 - Tower Component Stresses vs. Capacity – LC7 

Notes Component Elevation (ft) % Capacity Pass / Fail 

1 Anchor Rods 0 98.1 Pass 

1 
Base Foundation 

Structural 
0 37.5 Pass 

1 
Base Foundation 
Soil Interaction 

0 85.1 Pass 

 

Structure Rating (max from all components) =  98.1% 

Notes: 

• All structural ratings per TIA-222-H Section 15.5. 
1) See additional documentation in “Appendix C – Additional Calculations” for calculations supporting the % capacity 

consumed.  
 
 4.1)  Recommendations 
 

The tower and its foundation(s) have sufficient capacity to carry the proposed loading configuration.  No 
modifications are required at this time. 
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APPENDIX A 
 

TNXTOWER OUTPUT 
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  Tower Input Data    
 
 
The main tower is a 3x free standing tower with an overall height of 180.00 ft above the ground line. 
The base of the tower is set at an elevation of 0.00 ft above the ground line. 
The face width of the tower is 4.00 ft at the top and 20.00 ft at the base. 
This tower is designed using the TIA-222-H standard. 
The following design criteria apply:  

1) Tower is located in Fairfield County, Connecticut. 
2) Tower base elevation above sea level: 426.00 ft. 
3) Basic wind speed of 120 mph. 
4) Risk Category II. 
5) Exposure Category B. 
6) Simplified Topographic Factor Procedure for wind speed-up calculations is used. 
7) Topographic Category: 1. 
8) Crest Height: 0.00 ft. 
9) Nominal ice thickness of 1.50 in. 
10) Ice thickness is considered to increase with height. 
11) Ice density of 56 pcf. 
12) A wind speed of 50 mph  is used in combination with ice. 
13) Deflections calculated using a wind speed of 60 mph. 
14) see additional calcs for flange capacity at 60' and 20', considering the weakest link weld in the jump 

plate design. 
15) TIA-222-H Annex S. 
16) Grouted pipe f'c is 7 ksi. 
17) Pressures are calculated at each section. 
18) Tower analysis based on target reliabilities in accordance with Annex S. 
19) Load Modification Factors used: Kes(Fw) = 0.95, Kes(ti) = 0.85. 
20) Stress ratio used in tower member design is 1.05. 
21) Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not 

considered. 
 

  Options    
 

  Consider Moments - Legs   Distribute Leg Loads As Uniform   Use ASCE 10 X-Brace Ly Rules 
  Consider Moments - Horizontals   Assume Legs Pinned √ Calculate Redundant Bracing Forces 
  Consider Moments - Diagonals   Assume Rigid Index Plate   Ignore Redundant Members in FEA 
  Use Moment Magnification √ Use Clear Spans For Wind Area   SR Leg Bolts Resist Compression 
  Use Code Stress Ratios √ Use Clear Spans For KL/r   All Leg Panels Have Same Allowable 

√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation 
  Escalate Ice √ Bypass Mast Stability Checks √ Consider Feed Line Torque 
  Always Use Max Kz √ Use Azimuth Dish Coefficients √ Include Angle Block Shear Check 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-H Bracing Resist. 

Exemption 
√ Include Bolts In Member Capacity   Autocalc Torque Arm Areas   Use TIA-222-H Tension Splice 

Exemption 
  Leg Bolts Are At Top Of Section   Add IBC .6D+W Combination Poles 

√ Secondary Horizontal Braces Leg √ Sort Capacity Reports By Component   Include Shear-Torsion Interaction 
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing    Always Use Sub-Critical Flow 
  SR Members Have Cut Ends   Treat Feed Line Bundles As Cylinder   Use Top Mounted Sockets 
  SR Members Are Concentric   Ignore KL/ry For 60 Deg. Angle Legs   Pole Without Linear Attachments 
          Pole With Shroud Or No 

Appurtenances 
          Outside and Inside Corner Radii Are 

Known 
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Leg B Leg C 

Leg A 

Fa
ce

 A
 Face B  

Face C 

Triangular To wer  

Wind Norma l 

Wind 90 

Wind 180 

Z 
 

X 
 

 
 
 
 

 Tower Section Geometry    
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Assembly 
Database 

Description Section 
Width  

 
ft 

Number  
of  

Sections 

Section 
Length 

 
ft 

T1 180.00-168.00   4.00 1 12.00 
T2 168.00-160.00   4.00 1 8.00 
T3 160.00-140.00   4.00 1 20.00 
T4 140.00-120.00   6.00 1 20.00 
T5 120.00-100.00   8.00 1 20.00 
T6 100.00-80.00   10.00 1 20.00 
T7 80.00-60.00   12.00 1 20.00 
T8 60.00-40.00   14.00 1 20.00 
T9 40.00-20.00   16.00 1 20.00 

T10 20.00-0.00   18.00 1 20.00 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Diagonal 
Spacing 

 
ft 

Bracing 
Type 

Has 
K Brace 

End 
Panels 

Has  
Horizontals 

Top Girt 
Offset 

 
in 

Bottom Girt 
Offset 

 
in 

T1 180.00-168.00 4.00 X Brace No No 0.00 0.00 
T2 168.00-160.00 4.00 X Brace No No 0.00 0.00 
T3 160.00-140.00 5.00 X Brace No No 0.00 0.00 
T4 140.00-120.00 6.67 X Brace No No 0.00 0.00 
T5 120.00-100.00 6.67 X Brace No No 0.00 0.00 
T6 100.00-80.00 6.67 X Brace No No 0.00 0.00 
T7 80.00-60.00 10.00 X Brace No No 0.00 0.00 
T8 60.00-40.00 10.00 X Brace No No 0.00 0.00 
T9 40.00-20.00 10.00 X Brace No Yes 0.00 0.00 

T10 20.00-0.00 10.00 X Brace No No 0.00 0.00 
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 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Type 

 

Leg  
Size 

 

Leg  
Grade 

Diagonal 
Type 

 

Diagonal  
Size 

 

Diagonal 
Grade 

T1 180.00-
168.00 

Pipe Pipe 2.375'' x 0.154'' (2 
STD) 

A53-B-35 
(35 ksi) 

Single Angle L 2 x 1.5 x 3/16 LLV A36 
(36 ksi) 

T2 168.00-
160.00 

Grouted Pipe Pipe 2.375'' x 0.154'' (2 
STD) 

A53-B-35 
(35 ksi) 

Single Angle L 2 x 1.5 x 3/16 LLV A36 
(36 ksi) 

T3 160.00-
140.00 

Grouted Pipe Pipe 3.5'' x 0.216'' (3 STD) A53-B-35 
(35 ksi) 

Single Angle L 2 x 1.5 x 3/16 LLV A36 
(36 ksi) 

T4 140.00-
120.00 

Grouted Pipe Pipe 4'' x 0.318'' (3.5 XS) A53-B-35 
(35 ksi) 

Single Angle L 2 x 2 x 3/16 A36 
(36 ksi) 

T5 120.00-
100.00 

Grouted Pipe Pipe 4.5'' x 0.337'' (4 XS) A53-B-35 
(35 ksi) 

Single Angle L 2.5 x 2 x 3/16 LLV A36 
(36 ksi) 

T6 100.00-
80.00 

Grouted Pipe Pipe 5.563'' x 0.375'' (5  XS) A53-B-35 
(35 ksi) 

Single Angle L 2.5 x 2.5 x 3/16 A36 
(36 ksi) 

T7 80.00-60.00 Grouted Pipe Pipe 6.625'' x 0.432'' (6 XS) A53-B-35 
(35 ksi) 

Single Angle L 3 x 3 x 3/16 A36 
(36 ksi) 

T8 60.00-40.00 Grouted Pipe Pipe 6.625'' x 0.432'' (6 XS) A53-B-35 
(35 ksi) 

Single Angle L 3.5 x 3 x 1/4 LLV A36 
(36 ksi) 

T9 40.00-20.00 Grouted Pipe Pipe 6.625'' x 0.432'' (6 XS) A53-B-35 
(35 ksi) 

Single Angle L 3.5 x 3 x 1/4 LLV A36 
(36 ksi) 

T10 20.00-0.00 Grouted Pipe Pipe 8.625'' x 0.500'' (8 XS) A53-B-35 
(35 ksi) 

Single Angle L 3.5 x 3.5 x 1/4 A36 
(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Top Girt 
Type 

 

Top Girt  
Size 

 

Top Girt  
Grade 

Bottom Girt 
Type 

 

Bottom Girt  
Size 

 

Bottom Girt 
Grade 

T1 180.00-
168.00 

Single Angle L 2 x 1.5 x 3/16 LLH A36 
(36 ksi) 

Single Angle  A36 
(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
ft 

Secondary 
Horizontal Type 

 

Secondary Horizontal  
Size 

 

Secondary 
Horizontal   

Grade 

Inner Bracing 
Type 

 

Inner Bracing Size 
 

Inner Bracing 
Grade 

T9 40.00-20.00 Single Angle L 3.5 x 3.5 x 1/4 A36 
(36 ksi) 

Single Angle  A36 
(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor 
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Redundants 
in 

T1 180.00-
168.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T2 168.00-
160.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T3 160.00-
140.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 
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Tower 
 Elevation 

 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor 
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Redundants 
in 

T4 140.00-
120.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T5 120.00-
100.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T6 100.00-
80.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T7 80.00-
60.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T8 60.00-
40.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T9 40.00-
20.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

T10 20.00-
0.00 

0.00 0.38 A36 
(36 ksi) 

1.03 1 1.15 0.00 0.00 36.00 

 
 

 

 Tower Section Geometry (cont’d)   
 

   K Factors1 

Tower 
 Elevation 

 
 

ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Legs X 
Brace 
Diags 

X 
Y 

K 
Brace 
Diags 

X 
Y 

Single 
Diags 

 
X 
Y 

Girts 
 
 

X 
Y 

Horiz. 
 
 

X 
Y 

Sec. 
Horiz. 

 
X 
Y 

Inner 
Brace 

 
X 
Y 

T1 180.00-
168.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T2 168.00-
160.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T3 160.00-
140.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T4 140.00-
120.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T5 120.00-
100.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T6 100.00-
80.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T7 80.00-
60.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T8 60.00-
40.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T9 40.00-
20.00 

No No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
0.5 

1 
1 

T10 20.00-
0.00 

Yes No 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1Note: K factors are applied to member segment lengths. K-braces without inner supporting members will have the K factor in the out-of-
plane direction applied to the overall length. 
 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

 Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T1 180.00-
168.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T2 168.00-
160.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 
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Tower 
 Elevation 

ft 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

 Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T3 160.00-
140.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T4 140.00-
120.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T5 120.00-
100.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T6 100.00-
80.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T7 80.00-
60.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T8 60.00-
40.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T9 40.00-
20.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

T10 20.00-
0.00 

0.00 1 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 0.00 0.75 

 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
 
 
 
ft 

Connection Offsets 

Diagonal K-Bracing 
  

Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

T1 180.00-
168.00 

4.50 4.19 4.50 4.19 0.00 0.00 0.00 0.00 

T2 168.00-
160.00 

4.50 4.19 4.50 4.19 0.00 0.00 0.00 0.00 

T3 160.00-
140.00 

4.60 4.75 4.60 4.75 0.00 0.00 0.00 0.00 

T4 140.00-
120.00 

4.50 5.00 4.00 5.00 0.00 0.00 0.00 0.00 

T5 120.00-
100.00 

3.50 5.25 3.50 5.25 0.00 0.00 0.00 0.00 

T6 100.00-
80.00 

2.50 5.78 2.50 5.78 0.00 0.00 0.00 0.00 

T7 80.00-
60.00 

4.00 6.31 4.00 6.31 0.00 0.00 0.00 0.00 

T8 60.00-
40.00 

4.00 6.31 4.00 6.31 0.00 0.00 0.00 0.00 

T9 40.00-
20.00 

3.90 6.31 3.90 6.31 0.00 0.00 0.00 0.00 

T10 20.00-
0.00 

4.00 7.31 4.00 7.31 0.00 0.00 0.00 0.00 

 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Connection 

Type 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short 
Horizontal 

  Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. 

T1 180.00-
168.00 

Flange 0.00 
A325N 

0 0.63 
A325N 

1 0.63 
A325N 

1 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 
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Tower 
 Elevation 

ft 

Leg 
Connection 

Type 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short 
Horizontal 

  Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size 
in 

No. 

T2 168.00-
160.00 

Flange 0.63 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T3 160.00-
140.00 

Flange 0.63 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T4 140.00-
120.00 

Flange 0.75 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T5 120.00-
100.00 

Flange 0.75 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T6 100.00-
80.00 

Flange 0.88 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T7 80.00-
60.00 

Flange 0.00 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T8 60.00-
40.00 

Flange 1.00 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

T9 40.00-
20.00 

Flange 0.00 
A325N 

4 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.50 
A325N 

1 

T10 20.00-
0.00 

Flange 0.00 
F1554-36 

0 0.63 
A325N 

1 0.00 
A325N 

0 0.00 
A325N 

0 0.63 
A325N 

0 0.00 
A325N 

0 0.00 
A325N 

0 

 
 

 

 Grouted Pipe Properties    
 

 Size Fy 
ksi 

As 

in2 
Ac 

in2 
Wt 
plf 

Ec 

ksi 
Em 

ksi 
Fym 

ksi 

Pipe 2.375'' x 
0.154'' (2 STD) 

(GR) 

35 1.07 3.36 10.65 4769 40914 54 

Pipe 3.5'' x 0.216'' 
(3 STD) (GR) 

35 2.23 7.39 22.98 4769 41656 55 

Pipe 4'' x 0.318'' 
(3.5 XS) (GR) 

35 3.68 8.89 31.03 4769 38218 49 

Pipe 4.5'' x 0.337'' 
(4 XS) (GR) 

35 4.41 11.50 38.95 4769 38952 51 

Pipe 5.563'' x 
0.375'' (5  XS) 

(GR) 

35 6.11 18.19 58.70 4769 40357 53 

Pipe 6.625'' x 
0.432'' (6 XS) (GR) 

35 8.40 26.07 82.91 4769 40832 53 

Pipe 8.625'' x 
0.500'' (8 XS) (GR) 

35 12.76 45.66 138.56 4769 42650 56 

 
 
 

 Feed Line/Linear Appurtenances - Entered As Round Or Flat 
 

Description Face 
or 

Leg  

Allow 
Shield 

Exclude 
From 

Torque 
Calculation 

Componen
t 

Type 

Placement 
 
ft 

Face 
Offset 

in 

Lateral 
Offset 

(Frac FW) 

# # 
 Per 
Row 

Clear 
Spacin

g  
in 

Width or 
Diameter 

in 

Perimete
r 
 

in 

Weight 
 

plf 

1.5'' flat 
Climb Ladder 

Rail 

C No No Af (CaAa) 180.00 - 
0.00 

0.00 0 2 2 12.00 
1.50 

1.50  1.80 

5/8'' ladder 
rung (12'' 

long 12'' oc) 

C No No Ar (CaAa) 180.00 - 
0.00 

0.00 0 1 1 0.63 0.63  1.04 

Safety Line 
3/8 

C No No Ar (CaAa) 180.00 - 
0.00 

3.00 0 1 1 0.38 0.38  0.22 

***                           
FSJ4-

50B(1/2'') 
A No No Ar (CaAa) 42.00 - 

0.00 
0.00 -0.1 4 4 0.52 0.52  0.14 

LDF4-
50A(1/2'') 

A No No Ar (CaAa) 62.00 - 
42.00 

0.00 -0.1 3 3 0.63 0.63  0.15 



 March 18, 2019 
180 Ft Self Support Tower Structural Analysis CCI BU No 806353 
Project Number 37519-0980.001.8700, Order 461645, Revision 3 Page 15 

tnxTower Report - version 8.0.5.0 

Description Face 
or 

Leg  

Allow 
Shield 

Exclude 
From 

Torque 
Calculation 

Componen
t 

Type 

Placement 
 
ft 

Face 
Offset 

in 

Lateral 
Offset 

(Frac FW) 

# # 
 Per 
Row 

Clear 
Spacin

g  
in 

Width or 
Diameter 

in 

Perimete
r 
 

in 

Weight 
 

plf 

LDF4-
50A(1/2'') 

A No No Ar (CaAa) 124.00 - 
62.00 

0.00 -0.1 2 2 0.63 0.63  0.15 

HB114-1-
0813U4-

M5J( 1 1/4'') 

A No No Ar (CaAa) 143.00 - 
0.00 

0.00 -0.1 4 4 1.00 
0.50 

1.54  1.20 

LDF5-
50A(7/8'') 

A No No Ar (CaAa) 178.00 - 
0.00 

3.00 0 2 2 1.09 1.09  0.33 

561(1-5/8'') A No No Ar (CaAa) 164.00 - 
0.00 

0.00 0.02 14 8 1.00 
0.50 

1.63  1.35 

***                           
1.5'' flat 

Cable Ladder 
Rail 

B No No Af (CaAa) 160.00 - 
0.00 

0.00 0.35 2 2 36.00 
1.50 

1.50  1.80 

1.5'' flat 
Cable Ladder 

Rail 

B No No Af (CaAa) 100.00 - 
0.00 

0.00 0.15 2 2 36.00 
1.50 

1.50  1.80 

LDF6-50A(1-
1/4'') 

B No No Ar (CaAa) 93.00 - 
0.00 

0.00 0.15 13 13 1.00 
0.50 

1.55  0.66 

LCF158-
50JA-A0(1 

5/8'') 

B No No Ar (CaAa) 154.00 - 
0.00 

0.00 0.35 12 6 1.00 
0.50 

1.98  0.08 

LDF4-
50A(1/2'') 

B No No Ar (CaAa) 104.00 - 
0.00 

0.00 0.4 1 1 0.63 0.63  0.15 

LDF5-
50A(7/8'') 

B No No Ar (CaAa) 104.00 - 
0.00 

0.00 0.41 1 1 1.09 1.09  0.33 

2'' Conduit (1 
1/2'' EMT) 

B No No Ar (CaAa) 154.00 - 
0.00 

0.00 0.43 1 1 1.74 1.74  1.16 

FB-L98B-
002-75000( 

3/8'') 

B No No Ar (CaAa) 154.00 - 
0.00 

0.00 0.43 1 1 0.39 0.38  0.06 

WR-
VG82ST-

BRDA( 5/8'') 

B No No Ar (CaAa) 154.00 - 
0.00 

0.00 0.43 2 2 0.65 0.63  0.31 

FB-L98B-
002-

75000(3/8) 

B No No Ar (CaAa) 154.00 - 
0.00 

3.00 0.35 1 1 0.39 0.39  0.06 

WR-
VG82ST-

BRDA(5/8) 

B No No Ar (CaAa) 154.00 - 
0.00 

3.00 0.35 2 2 0.65 0.65  0.31 

***                           
1.5'' flat 

Cable Ladder 
Rail 

C No No Af (CaAa) 170.00 - 
0.00 

-1.00 -0.35 4 2 36.00 
1.50 

1.50  1.80 

CR 50 
1873PE(1-

5/8'') 

C No No Ar (CaAa) 170.00 - 
0.00 

0.00 -0.35 6 4 1.00 
0.50 

1.98  0.83 

LDF4-
50A(1/2'') 

C No No Ar (CaAa) 31.00 - 
0.00 

-1.00 -0.32 1 1 0.63 0.63  0.15 

LDF1-
50A(1/4'') 

C No No Ar (CaAa) 170.00 - 
0.00 

0.00 -0.325 1 1 0.34 0.34  0.06 

1.5'' flat 
Cable Ladder 

Rail 

A No No Af (CaAa) 180.00 - 
0.00 

0.00 -0.3 2 2 48.00 
1.50 

1.50  1.80 

***                           

 
 

   Discrete Tower Loads    
 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

PD10017 A From Leg 0.50 0.000 178.00 No Ice 4.11 4.11 0.03 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0 
6 

1/2'' 
Ice 

1'' Ice 
2'' Ice 

5.64 
7.19 

10.32 

5.64 
7.19 

10.32 

0.06 
0.09 
0.20 

***                   
***                   

800 10504 w/ Mount Pipe A From Leg 2.00 
0 
1 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

3.59 
4.01 
4.42 
5.26 

3.18 
3.91 
4.58 
5.98 

0.04 
0.07 
0.11 
0.21 

800 10504 w/ Mount Pipe B From Leg 2.00 
0 
1 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

3.59 
4.01 
4.42 
5.26 

3.18 
3.91 
4.58 
5.98 

0.04 
0.07 
0.11 
0.21 

800 10504 w/ Mount Pipe C From Leg 2.00 
0 
1 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

3.59 
4.01 
4.42 
5.26 

3.18 
3.91 
4.58 
5.98 

0.04 
0.07 
0.11 
0.21 

860 10025 A From Leg 2.00 
0 
0 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.14 
0.19 
0.25 
0.40 

0.12 
0.17 
0.23 
0.37 

0.00 
0.00 
0.01 
0.01 

860 10025 B From Leg 2.00 
0 
0 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.14 
0.19 
0.25 
0.40 

0.12 
0.17 
0.23 
0.37 

0.00 
0.00 
0.01 
0.01 

860 10025 C From Leg 2.00 
0 
0 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.14 
0.19 
0.25 
0.40 

0.12 
0.17 
0.23 
0.37 

0.00 
0.00 
0.01 
0.01 

Side Arm Mount [SO 103-
3] 

A None   0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

9.50 
11.80 
14.10 
18.70 

9.50 
11.80 
14.10 
18.70 

0.22 
0.32 
0.41 
0.60 

***                   
(2) APL868013-42T0 w/ 

Mount Pipe 
A From Leg 4.00 

0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.87 
3.18 
3.49 
4.11 

3.61 
3.92 
4.23 
4.88 

0.02 
0.05 
0.07 
0.15 

(2) APL868013-42T0 w/ 
Mount Pipe 

B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.87 
3.18 
3.49 
4.11 

3.61 
3.92 
4.23 
4.88 

0.02 
0.05 
0.07 
0.15 

(2) APL868013-42T0 w/ 
Mount Pipe 

C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.87 
3.18 
3.49 
4.11 

3.61 
3.92 
4.23 
4.88 

0.02 
0.05 
0.07 
0.15 

(2) FD9R6004/2C-3L A From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.31 
0.39 
0.47 
0.65 

0.08 
0.12 
0.17 
0.29 

0.00 
0.01 
0.01 
0.02 

(2) FD9R6004/2C-3L B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 



 March 18, 2019 
180 Ft Self Support Tower Structural Analysis CCI BU No 806353 
Project Number 37519-0980.001.8700, Order 461645, Revision 3 Page 17 

tnxTower Report - version 8.0.5.0 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

1'' Ice 
2'' Ice 

0.65 0.29 0.02 

(2) FD9R6004/2C-3L C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.31 
0.39 
0.47 
0.65 

0.08 
0.12 
0.17 
0.29 

0.00 
0.01 
0.01 
0.02 

(2) JAHH-65B-R3B w/ 
Mount Pipe 

A From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

9.47 
10.09 
10.67 
11.83 

7.76 
9.00 

10.02 
11.90 

0.09 
0.17 
0.25 
0.46 

(2) JAHH-65B-R3B w/ 
Mount Pipe 

B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

9.47 
10.09 
10.67 
11.83 

7.76 
9.00 

10.02 
11.90 

0.09 
0.17 
0.25 
0.46 

(2) JAHH-65B-R3B w/ 
Mount Pipe 

C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

9.47 
10.09 
10.67 
11.83 

7.76 
9.00 

10.02 
11.90 

0.09 
0.17 
0.25 
0.46 

B5 4T4R RRH4X40 
AIRSCALE 

A From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.32 
1.47 
1.62 
1.94 

0.75 
0.86 
0.98 
1.25 

0.05 
0.06 
0.07 
0.11 

B5 4T4R RRH4X40 
AIRSCALE 

B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.32 
1.47 
1.62 
1.94 

0.75 
0.86 
0.98 
1.25 

0.05 
0.06 
0.07 
0.11 

B5 4T4R RRH4X40 
AIRSCALE 

C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.32 
1.47 
1.62 
1.94 

0.75 
0.86 
0.98 
1.25 

0.05 
0.06 
0.07 
0.11 

RFV01U-D2A A From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

RFV01U-D2A B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

RFV01U-D2A C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.88 
2.05 
2.22 
2.60 

1.01 
1.14 
1.28 
1.59 

0.07 
0.09 
0.11 
0.15 

B13 RRH 4X30 A From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.06 
2.24 
2.43 
2.84 

1.32 
1.48 
1.64 
2.00 

0.06 
0.07 
0.09 
0.14 

B13 RRH 4X30 B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.06 
2.24 
2.43 
2.84 

1.32 
1.48 
1.64 
2.00 

0.06 
0.07 
0.09 
0.14 

B13 RRH 4X30 C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

2.06 
2.24 
2.43 

1.32 
1.48 
1.64 

0.06 
0.07 
0.09 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

1'' Ice 
2'' Ice 

2.84 2.00 0.14 

DB-T1-6Z-8AB-0Z B From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.80 
5.07 
5.35 
5.93 

2.00 
2.19 
2.39 
2.81 

0.04 
0.08 
0.12 
0.21 

DB-T1-6Z-8AB-0Z C From Leg 4.00 
0 
2 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.80 
5.07 
5.35 
5.93 

2.00 
2.19 
2.39 
2.81 

0.04 
0.08 
0.12 
0.21 

Sector Mount [SM 702-3] C None   0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

37.40 
54.20 
71.00 
104.60 

37.40 
54.20 
71.00 
104.60 

1.55 
2.35 
3.15 
4.75 

12.5' x 2.375'' Stiff Arm A From Leg 2.00 
0 
0 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.97 
4.25 
5.54 
8.05 

2.97 
4.25 
5.54 
8.05 

0.06 
0.08 
0.11 
0.20 

12.5' x 2.375'' Stiff Arm B From Leg 2.00 
0 
0 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.97 
4.25 
5.54 
8.05 

2.97 
4.25 
5.54 
8.05 

0.06 
0.08 
0.11 
0.20 

12.5' x 2.375'' Stiff Arm C From Leg 2.00 
0 
0 

0.000 164.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.97 
4.25 
5.54 
8.05 

2.97 
4.25 
5.54 
8.05 

0.06 
0.08 
0.11 
0.20 

***                   
7770.00 w/ Mount Pipe A From Leg 4.00 

0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

5.75 
6.18 
6.61 
7.49 

4.25 
5.01 
5.71 
7.16 

0.06 
0.10 
0.16 
0.29 

7770.00 w/ Mount Pipe B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

5.75 
6.18 
6.61 
7.49 

4.25 
5.01 
5.71 
7.16 

0.06 
0.10 
0.16 
0.29 

7770.00 w/ Mount Pipe C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

5.75 
6.18 
6.61 
7.49 

4.25 
5.01 
5.71 
7.16 

0.06 
0.10 
0.16 
0.29 

P65-16-XLH-RR w/ Mount 
Pipe 

A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

8.37 
8.93 
9.46 

10.53 

6.36 
7.54 
8.43 

10.24 

0.08 
0.14 
0.22 
0.39 

P65-16-XLH-RR w/ Mount 
Pipe 

B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

8.37 
8.93 
9.46 

10.53 

6.36 
7.54 
8.43 

10.24 

0.08 
0.14 
0.22 
0.39 

P65-16-XLH-RR w/ Mount 
Pipe 

C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

8.37 
8.93 
9.46 

10.53 

6.36 
7.54 
8.43 

10.24 

0.08 
0.14 
0.22 
0.39 

(2) LGP21401 A From Leg 4.00 
0 

0.000 154.00 No Ice 1.10 
1.24 

0.35 
0.44 

0.01 
0.02 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

4 1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.38 
1.69 

0.54 
0.77 

0.03 
0.05 

(2) LGP21401 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.10 
1.24 
1.38 
1.69 

0.35 
0.44 
0.54 
0.77 

0.01 
0.02 
0.03 
0.05 

(2) LGP21401 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.10 
1.24 
1.38 
1.69 

0.35 
0.44 
0.54 
0.77 

0.01 
0.02 
0.03 
0.05 

DC6-48-60-18-8F B From Leg 4.00 
0 
0 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.21 
1.89 
2.11 
2.57 

1.21 
1.89 
2.11 
2.57 

0.03 
0.05 
0.08 
0.14 

RRUS 11 A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.79 
3.00 
3.21 
3.67 

1.19 
1.34 
1.50 
1.84 

0.05 
0.07 
0.10 
0.15 

RRUS 11 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.79 
3.00 
3.21 
3.67 

1.19 
1.34 
1.50 
1.84 

0.05 
0.07 
0.10 
0.15 

RRUS 11 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.79 
3.00 
3.21 
3.67 

1.19 
1.34 
1.50 
1.84 

0.05 
0.07 
0.10 
0.15 

QS66512-2 w/ Mount Pipe A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.60 
9.29 
9.91 

11.18 

5.00 
9.66 

10.62 
12.61 

0.14 
0.21 
0.30 
0.49 

QS66512-2 w/ Mount Pipe B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.60 
9.29 
9.91 

11.18 

5.00 
9.66 

10.62 
12.61 

0.14 
0.21 
0.30 
0.49 

QS66512-2 w/ Mount Pipe C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.60 
9.29 
9.91 

11.18 

5.00 
9.66 

10.62 
12.61 

0.14 
0.21 
0.30 
0.49 

TT19-08BP111-001 A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.55 
0.65 
0.75 
0.98 

0.45 
0.53 
0.63 
0.84 

0.02 
0.02 
0.03 
0.05 

TT19-08BP111-001 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.55 
0.65 
0.75 
0.98 

0.45 
0.53 
0.63 
0.84 

0.02 
0.02 
0.03 
0.05 

TT19-08BP111-001 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.55 
0.65 
0.75 
0.98 

0.45 
0.53 
0.63 
0.84 

0.02 
0.02 
0.03 
0.05 

RRUS 32 A From Leg 4.00 0.000 154.00 No Ice 2.86 1.78 0.06 



 March 18, 2019 
180 Ft Self Support Tower Structural Analysis CCI BU No 806353 
Project Number 37519-0980.001.8700, Order 461645, Revision 3 Page 20 

tnxTower Report - version 8.0.5.0 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0 
4 

1/2'' 
Ice 

1'' Ice 
2'' Ice 

3.08 
3.32 
3.81 

1.97 
2.17 
2.58 

0.08 
0.10 
0.16 

RRUS 32 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.86 
3.08 
3.32 
3.81 

1.78 
1.97 
2.17 
2.58 

0.06 
0.08 
0.10 
0.16 

RRUS 32 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.86 
3.08 
3.32 
3.81 

1.78 
1.97 
2.17 
2.58 

0.06 
0.08 
0.10 
0.16 

DC6-48-60-18-8F A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.21 
1.89 
2.11 
2.57 

1.21 
1.89 
2.11 
2.57 

0.03 
0.05 
0.08 
0.14 

RRUS 32 B2 A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.74 
2.96 
3.19 
3.68 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B2 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.74 
2.96 
3.19 
3.68 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

RRUS 32 B2 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.74 
2.96 
3.19 
3.68 

1.67 
1.86 
2.05 
2.46 

0.05 
0.07 
0.10 
0.16 

DBC0061F1V51-2 A From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.21 
0.28 
0.35 
0.52 

0.41 
0.50 
0.59 
0.79 

0.01 
0.02 
0.02 
0.04 

DBC0061F1V51-2 B From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.21 
0.28 
0.35 
0.52 

0.41 
0.50 
0.59 
0.79 

0.01 
0.02 
0.02 
0.04 

DBC0061F1V51-2 C From Leg 4.00 
0 
4 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.21 
0.28 
0.35 
0.52 

0.41 
0.50 
0.59 
0.79 

0.01 
0.02 
0.02 
0.04 

Sector Mount [SM 602-3] A None   0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

33.11 
44.90 
56.69 
80.27 

33.11 
44.90 
56.69 
80.27 

1.54 
2.16 
2.78 
4.01 

Pipe Mount [PM 601-3] C None   0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.39 
5.48 
6.57 
8.75 

4.39 
5.48 
6.57 
8.75 

0.20 
0.24 
0.28 
0.36 

(2) 5' x 2'' Pipe Mount A From Leg 4.00 
0 
0 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
1.39 
1.70 
2.35 

1.00 
1.39 
1.70 
2.35 

0.03 
0.04 
0.05 
0.08 

(2) 5' x 2'' Pipe Mount B From Leg 4.00 0.000 154.00 No Ice 1.00 1.00 0.03 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0 
0 

1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.39 
1.70 
2.35 

1.39 
1.70 
2.35 

0.04 
0.05 
0.08 

(2) 5' x 2'' Pipe Mount C From Leg 4.00 
0 
0 

0.000 154.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
1.39 
1.70 
2.35 

1.00 
1.39 
1.70 
2.35 

0.03 
0.04 
0.05 
0.08 

***                   
800 EXTERNAL NOTCH 

FILTER 
A From Leg 1.00 

0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.66 
0.76 
0.87 
1.11 

0.32 
0.40 
0.48 
0.67 

0.01 
0.02 
0.02 
0.04 

800 EXTERNAL NOTCH 
FILTER 

B From Leg 1.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.66 
0.76 
0.87 
1.11 

0.32 
0.40 
0.48 
0.67 

0.01 
0.02 
0.02 
0.04 

800 EXTERNAL NOTCH 
FILTER 

C From Leg 1.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.66 
0.76 
0.87 
1.11 

0.32 
0.40 
0.48 
0.67 

0.01 
0.02 
0.02 
0.04 

800MHZ 2X50W RRH A From Leg 1.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.13 
2.32 
2.51 
2.92 

1.77 
1.95 
2.13 
2.51 

0.05 
0.07 
0.10 
0.16 

800MHZ 2X50W RRH B From Leg 1.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.13 
2.32 
2.51 
2.92 

1.77 
1.95 
2.13 
2.51 

0.05 
0.07 
0.10 
0.16 

800MHZ 2X50W RRH C From Leg 1.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.13 
2.32 
2.51 
2.92 

1.77 
1.95 
2.13 
2.51 

0.05 
0.07 
0.10 
0.16 

PCS 1900MHz 4x45W-
65MHz 

A From Leg 2.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.32 
2.53 
2.74 
3.19 

2.24 
2.44 
2.65 
3.09 

0.06 
0.08 
0.11 
0.17 

PCS 1900MHz 4x45W-
65MHz 

B From Leg 2.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.32 
2.53 
2.74 
3.19 

2.24 
2.44 
2.65 
3.09 

0.06 
0.08 
0.11 
0.17 

PCS 1900MHz 4x45W-
65MHz 

C From Leg 2.00 
0 
0 

0.000 146.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.32 
2.53 
2.74 
3.19 

2.24 
2.44 
2.65 
3.09 

0.06 
0.08 
0.11 
0.17 

***                   
APXVSPP18-C-A20 A From Leg 4.00 

0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

8.02 
8.48 
8.94 
9.89 

5.28 
5.74 
6.20 
7.14 

0.06 
0.11 
0.16 
0.29 

APXVSPP18-C-A20 B From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.02 
8.48 
8.94 
9.89 

5.28 
5.74 
6.20 
7.14 

0.06 
0.11 
0.16 
0.29 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

2'' Ice 
APXVSPP18-C-A20 C From Leg 4.00 

0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

8.02 
8.48 
8.94 
9.89 

5.28 
5.74 
6.20 
7.14 

0.06 
0.11 
0.16 
0.29 

(3) ACU-A20-N A From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.07 
0.10 
0.15 
0.26 

0.12 
0.16 
0.21 
0.34 

0.00 
0.00 
0.00 
0.01 

(3) ACU-A20-N B From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.07 
0.10 
0.15 
0.26 

0.12 
0.16 
0.21 
0.34 

0.00 
0.00 
0.00 
0.01 

(3) ACU-A20-N C From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.07 
0.10 
0.15 
0.26 

0.12 
0.16 
0.21 
0.34 

0.00 
0.00 
0.00 
0.01 

APXVTM14-C-120 w/ 
Mount Pipe 

A From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.58 
7.03 
7.47 
8.38 

4.96 
5.75 
6.47 
7.94 

0.08 
0.13 
0.19 
0.34 

APXVTM14-C-120 w/ 
Mount Pipe 

B From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.58 
7.03 
7.47 
8.38 

4.96 
5.75 
6.47 
7.94 

0.08 
0.13 
0.19 
0.34 

APXVTM14-C-120 w/ 
Mount Pipe 

C From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.58 
7.03 
7.47 
8.38 

4.96 
5.75 
6.47 
7.94 

0.08 
0.13 
0.19 
0.34 

TD-RRH8x20-25 A From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.05 
4.30 
4.56 
5.10 

1.53 
1.71 
1.90 
2.30 

0.07 
0.10 
0.13 
0.20 

TD-RRH8x20-25 B From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.05 
4.30 
4.56 
5.10 

1.53 
1.71 
1.90 
2.30 

0.07 
0.10 
0.13 
0.20 

TD-RRH8x20-25 C From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

4.05 
4.30 
4.56 
5.10 

1.53 
1.71 
1.90 
2.30 

0.07 
0.10 
0.13 
0.20 

Sector Mount [SM 701-3] A None   0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

19.73 
27.41 
35.09 
50.45 

19.73 
27.41 
35.09 
50.45 

0.82 
1.17 
1.51 
2.19 

12' horizontal  x 2'' Pipe 
Mount 

A From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
2.11 
2.84 
4.32 

1.00 
2.11 
2.84 
4.32 

0.10 
0.65 
1.21 
2.39 

12' horizontal  x 2'' Pipe 
Mount 

B From Leg 4.00 
0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.00 
2.11 
2.84 
4.32 

1.00 
2.11 
2.84 
4.32 

0.10 
0.65 
1.21 
2.39 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

2'' Ice 
12' horizontal  x 2'' Pipe 

Mount 
C From Leg 4.00 

0 
0 

0.000 143.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
2.11 
2.84 
4.32 

1.00 
2.11 
2.84 
4.32 

0.10 
0.65 
1.21 
2.39 

***                   
1142-2C B From Leg 4.00 

0 
7 

0.000 124.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.09 
3.37 
4.67 
7.32 

2.09 
3.37 
4.67 
7.32 

0.02 
0.04 
0.07 
0.14 

1142-2C C From Leg 4.00 
0 
7 

0.000 124.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.09 
3.37 
4.67 
7.32 

2.09 
3.37 
4.67 
7.32 

0.02 
0.04 
0.07 
0.14 

Side Arm Mount [SO 306-
1] 

B From Leg 2.00 
0 
0 

0.000 124.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.98 
1.70 
2.42 
3.86 

2.18 
3.80 
5.42 
8.66 

0.04 
0.06 
0.08 
0.12 

Side Arm Mount [SO 306-
1] 

C From Leg 2.00 
0 
0 

0.000 124.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.98 
1.70 
2.42 
3.86 

2.18 
3.80 
5.42 
8.66 

0.04 
0.06 
0.08 
0.12 

***                   
220-3BN B From Leg 4.00 

0 
4 

0.000 104.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

5.72 
7.83 
9.96 

14.27 

5.72 
7.83 
9.96 

14.27 

0.02 
0.07 
0.12 
0.27 

1142-2C C From Leg 4.00 
0 
7 

0.000 104.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.09 
3.37 
4.67 
7.32 

2.09 
3.37 
4.67 
7.32 

0.02 
0.04 
0.07 
0.14 

Side Arm Mount [SO 306-
1] 

B From Leg 2.00 
0 
0 

0.000 104.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.98 
1.70 
2.42 
3.86 

2.18 
3.80 
5.42 
8.66 

0.04 
0.06 
0.08 
0.12 

Side Arm Mount [SO 306-
1] 

C From Leg 2.00 
0 
0 

0.000 104.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.98 
1.70 
2.42 
3.86 

2.18 
3.80 
5.42 
8.66 

0.04 
0.06 
0.08 
0.12 

***                   
LNX-6515DS-VTM w/ 

Mount Pipe 
A From Leg 4.00 

0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

11.68 
12.40 
13.14 
14.51 

9.84 
11.37 
12.91 
15.27 

0.08 
0.17 
0.27 
0.51 

LNX-6515DS-VTM w/ 
Mount Pipe 

B From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

11.68 
12.40 
13.14 
14.51 

9.84 
11.37 
12.91 
15.27 

0.08 
0.17 
0.27 
0.51 

LNX-6515DS-VTM w/ 
Mount Pipe 

C From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

11.68 
12.40 
13.14 
14.51 

9.84 
11.37 
12.91 
15.27 

0.08 
0.17 
0.27 
0.51 

RRUS 11 B12 A From Leg 4.00 0.000 93.00 No Ice 2.83 1.18 0.05 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0 
0 

1/2'' 
Ice 

1'' Ice 
2'' Ice 

3.04 
3.26 
3.71 

1.33 
1.48 
1.83 

0.07 
0.10 
0.15 

RRUS 11 B12 B From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.83 
3.04 
3.26 
3.71 

1.18 
1.33 
1.48 
1.83 

0.05 
0.07 
0.10 
0.15 

RRUS 11 B12 C From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.83 
3.04 
3.26 
3.71 

1.18 
1.33 
1.48 
1.83 

0.05 
0.07 
0.10 
0.15 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

A From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.33 
6.78 
7.21 
8.12 

5.64 
6.43 
7.13 
8.59 

0.11 
0.17 
0.23 
0.38 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

B From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.33 
6.78 
7.21 
8.12 

5.64 
6.43 
7.13 
8.59 

0.11 
0.17 
0.23 
0.38 

ERICSSON AIR 21 B2A 
B4P w/ Mount Pipe 

C From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.33 
6.78 
7.21 
8.12 

5.64 
6.43 
7.13 
8.59 

0.11 
0.17 
0.23 
0.38 

ERICSSON AIR 21 B4A 
B2P w/ Mount Pipe 

A From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.32 
6.76 
7.20 
8.11 

5.63 
6.42 
7.12 
8.58 

0.11 
0.17 
0.23 
0.38 

ERICSSON AIR 21 B4A 
B2P w/ Mount Pipe 

B From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.32 
6.76 
7.20 
8.11 

5.63 
6.42 
7.12 
8.58 

0.11 
0.17 
0.23 
0.38 

ERICSSON AIR 21 B4A 
B2P w/ Mount Pipe 

C From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

6.32 
6.76 
7.20 
8.11 

5.63 
6.42 
7.12 
8.58 

0.11 
0.17 
0.23 
0.38 

KRY 112 144/1 A From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

KRY 112 144/1 B From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

KRY 112 144/1 C From Leg 4.00 
0 
0 

0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.35 
0.43 
0.51 
0.70 

0.17 
0.23 
0.30 
0.46 

0.01 
0.01 
0.02 
0.03 

Sector Mount [SM 1306-3] C None   0.000 93.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

49.30 
52.20 
55.10 
60.90 

49.30 
52.20 
55.10 
60.90 

2.29 
2.68 
3.07 
3.85 

***                   
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

GPS_A A From Leg 2.00 
0 
3 

0.000 62.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.26 
0.32 
0.39 
0.56 

0.26 
0.32 
0.39 
0.56 

0.00 
0.00 
0.01 
0.02 

Side Arm Mount [SO 301-
1] 

A From Leg 1.00 
0 
0 

0.000 62.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
1.39 
1.78 
2.56 

0.90 
1.42 
1.94 
2.98 

0.02 
0.03 
0.04 
0.06 

***                   
GPS_A C From Leg 2.00 

0 
2 

0.000 42.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.26 
0.32 
0.39 
0.56 

0.26 
0.32 
0.39 
0.56 

0.00 
0.00 
0.01 
0.02 

Side Arm Mount [SO 301-
1] 

C From Leg 1.00 
0 
0 

0.000 42.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
1.39 
1.78 
2.56 

0.90 
1.42 
1.94 
2.98 

0.02 
0.03 
0.04 
0.06 

***                   
GPS_A C From Leg 2.00 

0 
1 

0.000 31.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

0.26 
0.32 
0.39 
0.56 

0.26 
0.32 
0.39 
0.56 

0.00 
0.00 
0.01 
0.02 

Side Arm Mount [SO 301-
1] 

C From Leg 1.00 
0 
0 

0.000 31.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.00 
1.39 
1.78 
2.56 

0.90 
1.42 
1.94 
2.98 

0.02 
0.03 
0.04 
0.06 

***                   
(2) 3'x8'' Knife Plate A From Leg 0.00 

0 
0 

0.000 20.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

(2) 3'x8'' Knife Plate B From Leg 0.00 
0 
0 

0.000 20.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

(2) 3'x8'' Knife Plate C From Leg 0.00 
0 
0 

0.000 20.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

(2) 3'x8'' Knife Plate A From Leg 0.00 
0 
0 

0.000 60.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

(2) 3'x8'' Knife Plate B From Leg 0.00 
0 
0 

0.000 60.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

(2) 3'x8'' Knife Plate C From Leg 0.00 
0 
0 

0.000 60.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

2.33 
2.63 
2.92 
3.50 

0.25 
0.50 
0.75 
1.25 

0.05 
0.05 
0.06 
0.07 

**                   
6' x 2'' Mount Pipe A From Leg 2.00 0.000 170.00 No Ice 1.43 1.43 0.02 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0 
0 

1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.92 
2.29 
3.06 

1.92 
2.29 
3.06 

0.03 
0.05 
0.09 

6' x 2'' Mount Pipe B From Leg 2.00 
0 
0 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.43 
1.92 
2.29 
3.06 

1.43 
1.92 
2.29 
3.06 

0.02 
0.03 
0.05 
0.09 

6' x 2'' Mount Pipe C From Leg 2.00 
0 
0 

0.000 170.00 No Ice 
1/2'' 
Ice 

1'' Ice 
2'' Ice 

1.43 
1.92 
2.29 
3.06 

1.43 
1.92 
2.29 
3.06 

0.02 
0.03 
0.05 
0.09 

***                   

 
 
 
 

 Load Combinations    
 

Comb. 
No. 

Description 

1 Dead Only 
2 1.2 Dead+1.0 Wind 0 deg - No Ice 
3 0.9 Dead+1.0 Wind 0 deg - No Ice 
4 1.2 Dead+1.0 Wind 30 deg - No Ice 
5 0.9 Dead+1.0 Wind 30 deg - No Ice 
6 1.2 Dead+1.0 Wind 60 deg - No Ice 
7 0.9 Dead+1.0 Wind 60 deg - No Ice 
8 1.2 Dead+1.0 Wind 90 deg - No Ice 
9 0.9 Dead+1.0 Wind 90 deg - No Ice 
10 1.2 Dead+1.0 Wind 120 deg - No Ice 
11 0.9 Dead+1.0 Wind 120 deg - No Ice 
12 1.2 Dead+1.0 Wind 150 deg - No Ice 
13 0.9 Dead+1.0 Wind 150 deg - No Ice 
14 1.2 Dead+1.0 Wind 180 deg - No Ice 
15 0.9 Dead+1.0 Wind 180 deg - No Ice 
16 1.2 Dead+1.0 Wind 210 deg - No Ice 
17 0.9 Dead+1.0 Wind 210 deg - No Ice 
18 1.2 Dead+1.0 Wind 240 deg - No Ice 
19 0.9 Dead+1.0 Wind 240 deg - No Ice 
20 1.2 Dead+1.0 Wind 270 deg - No Ice 
21 0.9 Dead+1.0 Wind 270 deg - No Ice 
22 1.2 Dead+1.0 Wind 300 deg - No Ice 
23 0.9 Dead+1.0 Wind 300 deg - No Ice 
24 1.2 Dead+1.0 Wind 330 deg - No Ice 
25 0.9 Dead+1.0 Wind 330 deg - No Ice 
26 1.2 Dead+1.0 Ice 
27 1.2 Dead+1.0 Wind 0 deg+1.0 Ice 
28 1.2 Dead+1.0 Wind 30 deg+1.0 Ice 
29 1.2 Dead+1.0 Wind 60 deg+1.0 Ice 
30 1.2 Dead+1.0 Wind 90 deg+1.0 Ice 
31 1.2 Dead+1.0 Wind 120 deg+1.0 Ice 
32 1.2 Dead+1.0 Wind 150 deg+1.0 Ice 
33 1.2 Dead+1.0 Wind 180 deg+1.0 Ice 
34 1.2 Dead+1.0 Wind 210 deg+1.0 Ice 
35 1.2 Dead+1.0 Wind 240 deg+1.0 Ice 
36 1.2 Dead+1.0 Wind 270 deg+1.0 Ice 
37 1.2 Dead+1.0 Wind 300 deg+1.0 Ice 
38 1.2 Dead+1.0 Wind 330 deg+1.0 Ice 
39 Dead+Wind 0 deg - Service 
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Comb. 
No. 

Description 

40 Dead+Wind 30 deg - Service 
41 Dead+Wind 60 deg - Service 
42 Dead+Wind 90 deg - Service 
43 Dead+Wind 120 deg - Service 
44 Dead+Wind 150 deg - Service 
45 Dead+Wind 180 deg - Service 
46 Dead+Wind 210 deg - Service 
47 Dead+Wind 240 deg - Service 
48 Dead+Wind 270 deg - Service 
49 Dead+Wind 300 deg - Service 
50 Dead+Wind 330 deg - Service 

 
 

 Maximum Tower Deflections - Service Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

T1 180 - 168 4.24 43 0.230 0.054 
T2 168 - 160 3.66 43 0.228 0.055 
T3 160 - 140 3.28 43 0.219 0.054 
T4 140 - 120 2.41 43 0.182 0.048 
T5 120 - 100 1.69 43 0.144 0.040 
T6 100 - 80 1.14 43 0.107 0.031 
T7 80 - 60 0.72 43 0.080 0.023 
T8 60 - 40 0.40 43 0.059 0.016 
T9 40 - 20 0.18 43 0.037 0.010 

T10 20 - 0 0.05 43 0.014 0.005 
      

  
 

 Critical Deflections and Radius of Curvature - Service Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 

178.00 PD10017 43 4.14 0.230 0.054 853215 
170.00 800 10504 w/ Mount Pipe 43 3.76 0.229 0.055 364986 
164.00 (2) APL868013-42T0 w/ Mount 

Pipe 
43 3.47 0.224 0.054 79691 

154.00 7770.00 w/ Mount Pipe 43 3.00 0.209 0.053 37942 
146.00 800 EXTERNAL NOTCH FILTER 43 2.65 0.194 0.050 31537 
143.00 APXVSPP18-C-A20 43 2.53 0.188 0.049 29694 
124.00 1142-2C 43 1.82 0.152 0.041 28727 
104.00 220-3BN 43 1.24 0.114 0.033 34893 
93.00 LNX-6515DS-VTM w/ Mount 

Pipe 
43 0.98 0.097 0.029 40399 

62.00 GPS_A 43 0.43 0.061 0.016 48915 
60.00 (2) 3'x8'' Knife Plate 43 0.40 0.059 0.016 49037 
42.00 GPS_A 43 0.20 0.039 0.011 53566 
31.00 GPS_A 43 0.11 0.026 0.008 53018 
20.00 (2) 3'x8'' Knife Plate 43 0.05 0.014 0.005 53954 

  
 
 

 Maximum Tower Deflections - Design Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

T1 180 - 168 16.04 10 0.870 0.206 
T2 168 - 160 13.85 10 0.861 0.207 
T3 160 - 140 12.41 10 0.828 0.205 
T4 140 - 120 9.11 10 0.690 0.182 
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Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

T5 120 - 100 6.41 10 0.546 0.151 
T6 100 - 80 4.33 10 0.406 0.120 
T7 80 - 60 2.73 10 0.302 0.088 
T8 60 - 40 1.53 10 0.222 0.060 
T9 40 - 20 0.70 10 0.139 0.040 

T10 20 - 0 0.20 10 0.054 0.019 
      

  
 

 Critical Deflections and Radius of Curvature - Design Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 

178.00 PD10017 10 15.67 0.870 0.207 234697 
170.00 800 10504 w/ Mount Pipe 10 14.21 0.865 0.207 99884 
164.00 (2) APL868013-42T0 w/ Mount 

Pipe 
10 13.13 0.847 0.207 21387 

154.00 7770.00 w/ Mount Pipe 10 11.37 0.792 0.201 10090 
146.00 800 EXTERNAL NOTCH FILTER 10 10.04 0.735 0.191 8354 
143.00 APXVSPP18-C-A20 10 9.57 0.712 0.187 7857 
124.00 1142-2C 10 6.90 0.574 0.157 7587 
104.00 220-3BN 10 4.70 0.432 0.126 9216 
93.00 LNX-6515DS-VTM w/ Mount 

Pipe 
10 3.72 0.365 0.108 10673 

62.00 GPS_A 10 1.64 0.230 0.062 12920 
60.00 (2) 3'x8'' Knife Plate 10 1.53 0.222 0.060 12952 
42.00 GPS_A 10 0.76 0.148 0.042 14165 
31.00 GPS_A 10 0.43 0.099 0.030 14020 
20.00 (2) 3'x8'' Knife Plate 10 0.20 0.054 0.019 14265 

  
 
 

 Bolt Design Data    
 

Section 
No. 

Elevation 
 

ft 

Component 
Type 

Bolt 
Grade 

 

Bolt Size 
 

in 

Number 
Of 

Bolts 

Maximum 
Load 

per Bolt 
K 

Allowable 
Load 

per Bolt 
K 

Ratio 
Load 

Allowable 

Allowable 
Ratio 

Criteria 

T1 180 Diagonal A325N 0.63 1 0.56 7.12 0.079   1.05 Member Block 
Shear 

    Top Girt A325N 0.63 1 0.15 5.08 0.029   1.05 Member Block 
Shear 

T2 168 Leg A325N 0.63 4 1.86 20.34 0.092   1.05 Bolt Tension 
    Diagonal A325N 0.63 1 2.61 7.12 0.367   1.05 Member Block 

Shear 
T3 160 Leg A325N 0.63 4 9.79 20.34 0.481   1.05 Bolt Tension 

    Diagonal A325N 0.63 1 4.09 7.12 0.575   1.05 Member Block 
Shear 

T4 140 Leg A325N 0.75 4 17.77 30.10 0.590   1.05 Bolt Tension 
    Diagonal A325N 0.63 1 4.95 7.12 0.696   1.05 Member Block 

Shear 
T5 120 Leg A325N 0.75 4 24.92 30.10 0.828   1.05 Bolt Tension 

    Diagonal A325N 0.63 1 5.06 9.91 0.510   1.05 Member Block 
Shear 

T6 100 Leg A325N 0.88 4 31.86 41.56 0.767   1.05 Bolt Tension 
    Diagonal A325N 0.63 1 6.48 9.91 0.654   1.05 Member Block 

Shear 
T7 80 Diagonal A325N 0.63 1 7.70 10.93 0.704   1.05 Member Block 

Shear 
T8 60 Leg A325N 1.00 4 45.18 54.52 0.829   1.05 Bolt Tension 

    Diagonal A325N 0.63 1 8.35 13.81 0.605   1.05 Bolt Shear 
T9 40 Diagonal A325N 0.63 1 9.65 13.81 0.699   1.05 Bolt Shear 

    Secondary 
Horizontal 

A325N 0.50 1 4.23 8.84 0.479   1.05 Bolt Shear 
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Section 
No. 

Elevation 
 

ft 

Component 
Type 

Bolt 
Grade 

 

Bolt Size 
 

in 

Number 
Of 

Bolts 

Maximum 
Load 

per Bolt 
K 

Allowable 
Load 

per Bolt 
K 

Ratio 
Load 

Allowable 

Allowable 
Ratio 

Criteria 

T10 20 Diagonal A325N 0.63 1 10.00 13.81 0.724   1.05 Bolt Shear 
                      

 
 
 

 Compression Checks   
 
 

 Leg Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 Pipe 2.375'' x 0.154'' (2 
STD) 

12.00 4.00 61.0 
K=1.00 

1.07 -2.24 27.98 0.080 1   

T2 168 - 160 Pipe 2.375'' x 0.154'' (2 
STD) (GR) 

8.00 4.00 61.0 
K=1.00 

1.07 -10.73 38.43 0.279 1   

T3 160 - 140 Pipe 3.5'' x 0.216'' (3 
STD) (GR) 

20.03 5.01 51.7 
K=1.00 

2.23 -48.19 87.01 0.554 1   

T4 140 - 120 Pipe 4'' x 0.318'' (3.5 XS) 
(GR) 

20.03 6.68 61.3 
K=1.00 

3.68 -83.42 122.13 0.683 1   

T5 120 - 100 Pipe 4.5'' x 0.337'' (4 XS) 
(GR) 

20.03 6.68 54.3 
K=1.00 

4.41 -115.32 157.19 0.734 1   

T6 100 - 80 Pipe 5.563'' x 0.375'' (5  
XS) (GR) 

20.03 6.68 43.6 
K=1.00 

6.11 -149.63 242.30 0.618 1   

T7 80 - 60 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 10.02 54.8 
K=1.00 

8.40 -180.60 314.32 0.575 1   

T8 60 - 40 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 10.02 54.8 
K=1.00 

8.40 -213.26 314.32 0.678 1   

T9 40 - 20 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 5.15 28.2 
K=1.00 

8.40 -244.04 362.71 0.673 1   

T10 20 - 0 Pipe 8.625'' x 0.500'' (8 
XS) (GR) 

20.03 10.02 41.8 
K=1.00 

12.76 -275.94 543.63 0.508 1   

                    

 
1 P u  / φPn controls 
 
 

 Diagonal Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 L 2 x 1.5 x 3/16 LLV 4.63 2.19 91.3 
K=1.12 

0.62 -0.61 16.50 0.037 1   

T2 168 - 160 L 2 x 1.5 x 3/16 LLV 4.63 2.19 91.3 
K=1.12 

0.62 -2.71 16.50 0.164 1   

T3 160 - 140 L 2 x 1.5 x 3/16 LLV 6.52 3.28 122.1 
K=1.00 

0.62 -4.15 11.87 0.350 1   

T4 140 - 120 L 2 x 2 x 3/16 9.07 4.61 140.3 
K=1.00 

0.71 -4.82 10.40 0.463 1   

T5 120 - 100 L 2.5 x 2 x 3/16 LLV 10.69 5.38 151.3 
K=1.00 

0.81 -5.10 10.11 0.504 1   

T6 100 - 80 L 2.5 x 2.5 x 3/16 12.40 6.23 151.0 
K=1.00 

0.90 -6.46 11.32 0.570 1   

T7 80 - 60 L 3 x 3 x 3/16 15.56 7.92 159.4 
K=1.00 

1.09 -7.77 12.27 0.633 1   

T8 60 - 40 L 3.5 x 3 x 1/4 LLV 17.20 8.73 166.1 
K=1.00 

1.56 -8.35 16.19 0.516 1   

T9 40 - 20 L 3.5 x 3 x 1/4 LLV 18.92 9.73 185.1 
K=1.00 

1.56 -9.65 13.04 0.740 1   

T10 20 - 0 L 3.5 x 3.5 x 1/4 20.53 10.38 179.5 1.69 -10.00 15.01 0.666 1   
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 
K=1.00 

                    

 
1 P u  / φPn controls 
 
 

 Secondary Horizontal Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T9 40 - 20 L 3.5 x 3.5 x 1/4 17.49 8.47 146.4 
K=1.00 

1.69 -4.23 22.57 0.188 1   

                    

 
1 P u  / φPn controls 
 
 

 Top Girt Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 L 2 x 1.5 x 3/16 LLH 4.00 3.55 132.4 
K=1.00 

0.62 -0.12 10.14 0.012 1   

                    

 
1 P u  / φPn controls 
 
 

 Tension Checks   
 
 

 Leg Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 Pipe 2.375'' x 0.154'' (2 
STD) 

12.00 4.00 61.0 1.07 1.66 33.85 0.049 1   

T2 168 - 160 Pipe 2.375'' x 0.154'' (2 
STD) (GR) 

8.00 4.00 61.0 1.07 7.46 33.85 0.220 1   

T3 160 - 140 Pipe 3.5'' x 0.216'' (3 
STD) (GR) 

20.03 5.01 51.7 2.23 39.14 70.20 0.558 1   

T4 140 - 120 Pipe 4'' x 0.318'' (3.5 XS) 
(GR) 

20.03 6.68 61.3 3.68 71.07 115.87 0.613 1   

T5 120 - 100 Pipe 4.5'' x 0.337'' (4 XS) 
(GR) 

20.03 6.68 54.3 4.41 99.68 138.83 0.718 1   

T6 100 - 80 Pipe 5.563'' x 0.375'' (5  
XS) (GR) 

20.03 6.68 43.6 6.11 127.45 192.53 0.662 1   

T7 80 - 60 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 10.02 54.8 8.40 153.80 264.76 0.581 1   

T8 60 - 40 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 10.02 54.8 8.40 180.71 264.76 0.683 1   

T9 40 - 20 Pipe 6.625'' x 0.432'' (6 
XS) (GR) 

20.03 4.87 26.6 8.40 205.62 264.76 0.777 1   

T10 20 - 0 Pipe 8.625'' x 0.500'' (8 
XS) (GR) 

20.03 10.02 41.8 12.76 229.69 402.03 0.571 1   
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1 P u  / φPn controls 
 
 

 Diagonal Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 L 2 x 1.5 x 3/16 LLV 4.63 2.19 63.2 0.36 0.56 15.68 0.036 1   
T2 168 - 160 L 2 x 1.5 x 3/16 LLV 4.63 2.19 63.2 0.36 2.61 15.68 0.166 1   
T3 160 - 140 L 2 x 1.5 x 3/16 LLV 6.52 3.28 92.9 0.36 4.09 15.68 0.261 1   
T4 140 - 120 L 2 x 2 x 3/16 8.11 4.14 83.0 0.43 4.95 18.74 0.264 1   
T5 120 - 100 L 2.5 x 2 x 3/16 LLV 10.69 5.38 110.7 0.50 5.06 21.81 0.232 1   
T6 100 - 80 L 2.5 x 2.5 x 3/16 12.40 6.23 98.2 0.57 6.48 24.84 0.261 1   
T7 80 - 60 L 3 x 3 x 3/16 15.56 7.92 103.1 0.71 7.70 30.97 0.249 1   
T8 60 - 40 L 3.5 x 3 x 1/4 LLV 17.20 8.73 116.7 1.03 8.24 44.78 0.184 1   
T9 40 - 20 L 3.5 x 3 x 1/4 LLV 18.92 9.73 127.9 1.03 8.85 44.78 0.198 1   

T10 20 - 0 L 3.5 x 3.5 x 1/4 20.53 10.38 115.8 1.13 9.33 49.02 0.190 1   
                    

 
1 P u  / φPn controls 
 
 

 Secondary Horizontal Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T9 40 - 20 L 3.5 x 3.5 x 1/4 17.49 8.47 186.3 1.15 4.23 50.04 0.085 1   
                    

 
1 P u  / φPn controls 
 
 

 Top Girt Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

φPn 
 

K 

Ratio 
Pu 

φPn 

T1 180 - 168 L 2 x 1.5 x 3/16 LLH 4.00 3.55 103.8 0.36 0.15 15.68 0.009 1   
                    

 
1 P u  / φPn controls 
 
 

 Section Capacity Table 
 

Section 

No. 

Elevation 
ft 

Component 
Type 

Size Critical 
Element 

P 
K 

øPallow 

K 
% 

Capacity 
Pass 
Fail 

T1 180 - 168 Leg Pipe 2.375'' x 0.154'' (2 STD) 1 -2.24 29.38 7.6 Pass 
T2 168 - 160 Leg Pipe 2.375'' x 0.154'' (2 STD) 

(GR) 
26 -10.73 40.35 26.6 Pass 

T3 160 - 140 Leg Pipe 3.5'' x 0.216'' (3 STD) 
(GR) 

41 39.14 73.71 53.1 Pass 

T4 140 - 120 Leg Pipe 4'' x 0.318'' (3.5 XS) 
(GR) 

68 -83.42 128.24 65.0 Pass 

T5 120 - 100 Leg Pipe 4.5'' x 0.337'' (4 XS) 
(GR) 

89 -115.32 165.05 69.9 
78.8 (b) 

Pass 

T6 100 - 80 Leg Pipe 5.563'' x 0.375'' (5  XS) 
(GR) 

110 127.45 202.15 63.0 
73.0 (b) 

Pass 
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Section 

No. 

Elevation 
ft 

Component 
Type 

Size Critical 
Element 

P 
K 

øPallow 

K 
% 

Capacity 
Pass 
Fail 

T7 80 - 60 Leg Pipe 6.625'' x 0.432'' (6 XS) 
(GR) 

131 153.80 277.99 55.3 Pass 

T8 60 - 40 Leg Pipe 6.625'' x 0.432'' (6 XS) 
(GR) 

146 180.71 277.99 65.0 
78.9 (b) 

Pass 

T9 40 - 20 Leg Pipe 6.625'' x 0.432'' (6 XS) 
(GR) 

161 205.62 277.99 74.0 Pass 

T10 20 - 0 Leg Pipe 8.625'' x 0.500'' (8 XS) 
(GR) 

182 229.69 422.13 54.4 Pass 

T1 180 - 168 Diagonal L 2 x 1.5 x 3/16 LLV 11 -0.61 17.33 3.5 
7.5 (b) 

Pass 

T2 168 - 160 Diagonal L 2 x 1.5 x 3/16 LLV 29 2.61 16.46 15.9 
34.9 (b) 

Pass 

T3 160 - 140 Diagonal L 2 x 1.5 x 3/16 LLV 43 -4.15 12.46 33.3 
54.7 (b) 

Pass 

T4 140 - 120 Diagonal L 2 x 2 x 3/16 70 -4.82 10.92 44.1 
66.3 (b) 

Pass 

T5 120 - 100 Diagonal L 2.5 x 2 x 3/16 LLV 92 -5.10 10.62 48.0 
48.6 (b) 

Pass 

T6 100 - 80 Diagonal L 2.5 x 2.5 x 3/16 112 -6.46 11.89 54.3 
62.3 (b) 

Pass 

T7 80 - 60 Diagonal L 3 x 3 x 3/16 133 -7.77 12.89 60.3 
67.0 (b) 

Pass 

T8 60 - 40 Diagonal L 3.5 x 3 x 1/4 LLV 148 -8.35 17.00 49.1 
57.6 (b) 

Pass 

T9 40 - 20 Diagonal L 3.5 x 3 x 1/4 LLV 163 -9.65 13.69 70.5 Pass 
T10 20 - 0 Diagonal L 3.5 x 3.5 x 1/4 184 -10.00 15.76 63.4 

69.0 (b) 
Pass 

T9 40 - 20 Secondary 
Horizontal 

L 3.5 x 3.5 x 1/4 169 -4.23 23.70 17.9 
45.6 (b) 

Pass 

T1 180 - 168 Top Girt L 2 x 1.5 x 3/16 LLH 5 -0.12 10.65 1.2 
2.8 (b) 

Pass 

              Summary   
            Leg (T8) 78.9 Pass 
            Diagonal 

(T9) 
70.5 Pass 

            Secondary 
Horizontal 

(T9) 

45.6 Pass 

            Top Girt 
(T1) 

2.8 Pass 

            Bolt 
Checks 

78.9 Pass 

      RATING = 78.9 Pass 
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APPENDIX B 
 

BASE LEVEL DRAWING 
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APPENDIX C 
 

ADDITIONAL CALCULATIONS 



  

 Paul J. Ford and Company 
 250 East Broad st., Suite 600 

 Columbus, OH  43215 
 Phone: (614) 221-6679 

 FAX:  

Job: 
180-ft S/S Tower - Wilton, CT

 Project: PJF# 37517-2777-001-8700 (BU# 806353)
 Client:  Crown Castle  Drawn by: mbange  App'd: 

 Code:  TIA-222-H  Date: 03/18/19  Scale:  NTS 
 Path: 

G:\TOWER\375_Crown_Castle\2019\37519-0980_806353_BRG 124 943066\37519-0980.001.8700_SA_1710884\TNX\37519-0980.001.8700.eri

 Dwg No. E-1

180.0 ft

168.0 ft

160.0 ft

140.0 ft

120.0 ft

100.0 ft

80.0 ft

60.0 ft

40.0 ft

20.0 ft

0.0 ft

REACTIONS - 120 mph WIND

TORQUE 63 kip-ft

46 K

SHEAR

4515 kip-ft

MOMENT

68 K

AXIAL

50 mph WIND - 1.50 in ICE

TORQUE 19 kip-ft

14 K

SHEAR

1460 kip-ft

MOMENT

155 K

AXIAL

SHEAR:  25 K

UPLIFT:  -235 K

SHEAR:  29 K

DOWN:  283 K
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SYMBOL LIST
MARK MARKSIZE SIZE

A  Pipe 2.375" x 0.154" (2 STD)

B  Pipe 2.375" x 0.154" (2 STD) (GR)

C  Pipe 3.5" x 0.216" (3 STD) (GR)

D  Pipe 4" x 0.318" (3.5 XS) (GR)

E  Pipe 4.5" x 0.337" (4 XS) (GR)

F  Pipe 5.563" x 0.375" (5  XS) (GR)

G  Pipe 8.625" x 0.500" (8 XS) (GR)

H  L 2 x 1.5 x 3/16 LLH

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A53-B-35  35 ksi  60 ksi  A36  36 ksi  58 ksi

TOWER DESIGN NOTES
1.   Tower is located in Fairfield County, Connecticut.
2.   Tower designed for Exposure B to the TIA-222-H Standard.
3.   Tower designed for a 120 mph basic wind in accordance with the TIA-222-H Standard.
4.   Tower is also designed for a 50 mph basic wind with 1.50 in ice. Ice is considered to 

 increase in thickness with height.
5.   Deflections are based upon a 60 mph wind.
6.   Tower Risk Category II.
7.   Topographic Category 1 with Crest Height of 0.00 ft
8.   Grouted pipe f'c is 7 ksi
9.   see additional calcs for flange capacity at 60' and 20', considering the weakest link weld in 

 the jump plate design
10.   TIA-222-H Annex S
11.   TOWER RATING: 78.9%



Project Information
BU #

Site Name

Order #

Tower Information
Tower Type

TIA-222 Rev

ASIF

Comp. Uplift

Axial (k) 283.00 235.00

Shear (k) 29.00 25.00

6

1.5

A36 Fy=36 ksi Fu=58 ksi

Yes

2

N-Included

Symmetrical

Anchor Rod Results
47.17

4.83

-

50.76

15.23

-

98.1% Pass

806353

Self Support

H

1.333

Material Grade:

Stress Rating

Axial, Pu_c (kips)

Shear, Vu (kips)

Moment, Mu (kip-in)

Axial Cap., φPn_c (kips)

Shear Cap., φVn (kips)

Moment Cap., φMn (kip-in)

Thread Type:

Grout Considered:

Configuration:

Anchor Rod Data

Applied Loads

Eta Factor, η:

Iar (in):

Quantity:

Diameter (in):

Apply TIA-222-H Section 15.5

CCIplate - version 3.6.0 Analysis Date: 3/18/2019



TIA-222 Revison: Check Pier Capacity only at location of Max Moment? No

Tower Type:

Soil Lateral Capacity Compression Uplift
Comp. Uplift 6.70 6.70

4.03 4.67

283 235 163.22 140.71

29 25 31.5% 27.1%

Soil Vertical Capacity Compression Uplift

121.23 121.23

3 ksi 206.28 -

60 ksi 9.50 7.12

327.51 308.36

292.50 235.00

10.5 ft 85.1% 72.6%

0.25 ft Reinforced Concrete Capacity Compression Uplift

6.70 6.50

163.22 140.07

2.5 ft 558.44 355.32

14 27.8% 37.5%

8

3 in

4

*Rating per TIA-222-H Section 15.5

n/a ft # of Layers 3

FALSE 1 0 5 5 110 150 0 30 0.000 0.000 0.00 0.00

FALSE 2 5 6 1 110 150 0 30 0.000 0.000 0.77 0.77

FALSE 3 6 10.5 4.5 140 150 8 0 3.600 3.600 4.40 4.40 56.03

Check Limitation

Apply TIA-222-H Section 15.5:

Pier Diameter

Rebar Quantity

Rebar Strength, Fy:

End Bearing (kips)

Total Capacity (kips)

Axial (kips)

Depth

Ext. Above Grade

Critical Depth (ft from TOC)

Critical Moment (kip-ft)

Critical Moment Capacity

Rating*

Pier Section 1

From 0.25' above grade to 10.5' below grade

Rebar Size

Clear Cover to Ties

Tie Size

Rating*

Ultimate Skin 

Friction Uplift 

Override (ksf)

Groundwater Depth

Soil Profile

Soil Type
SPT Blow 

Count

Ult. Gross  

Bearing 

Capacity    

(ksf)

γsoil          

(pcf)

γconcrete  

(pcf)

Cohesion    

(ksf)

Angle of 

Friction 

(degrees)

Calculated 

Ultimate Skin 

Friction Uplift     

(ksf)

Calculated 

Ultimate Skin 

Friction Comp               

(ksf)

Layer
Top          

(ft)

Bottom     

(ft)

Thickness     

(ft)

Ultimate Skin 

Friction Comp 

Override               

(ksf)

Analysis Results

Drilled Pier Foundation

BU # :

Site Name:

Order Number:

Self Support

Applied Loads

Material Properties

Pier Design Data

H

806353

Moment (kip-ft)

Axial Force (kips)

Shear Force (kips)

Concrete Strength, f'c:

Dv=0 (ft from TOC)

Soil Safety Factor

Max Moment (kip-ft)

Rating*

Skin Friction (kips)

Weight of Concrete (kips)

85.1%

37.5%

Soil Interaction Rating*

Structural Foundation Rating*

N/A

Cohesionless

Cohesionless

Cohesive

Version 2.1.1 Modified



ASCE 7 Hazards Report
Address:
No Address at This 
Location

Standard: ASCE/SEI 7-10

Risk Category: II

Soil Class: D - Stiff Soil

Elevation: 426.37 ft (NAVD 88)

Latitude:
Longitude:

41.238428

-73.424011

Wind

Results: 

Data Source: 

Date Accessed: 

Wind Speed: 118 Vmph

10-year MRI 76 Vmph

25-year MRI 85 Vmph

50-year MRI 91 Vmph

100-year MRI 97 Vmph

ASCE/SEI 7-10, Fig. 26.5-1A and Figs. CC-1–CC-4, incorporating errata of 
March 12, 2014

Mon Oct 08 2018

Value provided is 3-second gust wind speeds at 33 ft above ground for Exposure C Category, based on linear 
interpolation between contours. Wind speeds are interpolated in accordance with the 7-10 Standard. Wind speeds 
correspond to approximately a 7% probability of exceedance in 50 years (annual exceedance probability = 
0.00143, MRI = 700 years).

Mountainous terrain, gorges, ocean promontories, and special wind regions should be examined for unusual wind 
conditions.

Page 1 of 3https://asce7hazardtool.online/ Mon Oct 08 2018

120 mph per CT
building code

https://asce7hazardtool.online/


SS : 0.227

S1 : 0.067

Fa : 1.600

Fv : 2.400

SMS : 0.364

SM1 : 0.162

SDS : 0.243

SD1 : 0.108

TL : 6.000

PGA : 0.127

PGA M : 0.197

FPGA : 1.546

Ie : 1

Design Response Spectrum

S  (g) vs T(s)a

MCE   Response SpectrumR

S  (g) vs T(s)a

Seismic

Site Soil Class: 

Results: 

Seismic Design Category

D - Stiff Soil

B

Data Accessed: 

Date Source: 

Mon Oct 08 2018
USGS Seismic Design Maps based on ASCE/SEI 7-10, incorporating 
Supplement 1 and errata of March 31, 2013, and ASCE/SEI 7-10 Table 1.5-2. 
Additional data for site-specific ground motion procedures in accordance with 
ASCE/SEI 7-10 Ch. 21 are available from USGS.

Page 2 of 3https://asce7hazardtool.online/ Mon Oct 08 2018

https://asce7hazardtool.online/


Ice

Results: 

Data Source: 

Date Accessed: 

Ice Thickness: 0.75 in.

Concurrent Temperature: 15 F

Gust Speed: 50 mph

Standard ASCE/SEI 7-10, Figs. 10-2 through 10-8

Mon Oct 08 2018

Ice thicknesses on structures in exposed locations at elevations higher than the surrounding terrain and in valleys 
and gorges may exceed the mapped values.

Values provided are equivalent radial ice thicknesses due to freezing rain with concurrent 3-second gust speeds, 
for a 50-year mean recurrence interval, and temperatures concurrent with ice thicknesses due to freezing rain. 
Thicknesses for ice accretions caused by other sources shall be obtained from local meteorological studies. Ice 
thicknesses in exposed locations at elevations higher than the surrounding terrain and in valleys and gorges may 
exceed the mapped values.

The ASCE 7 Hazard Tool is provided for your convenience, for informational purposes only, and is provided “as is” and without warranties of 
any kind. The location data included herein has been obtained from information developed, produced, and maintained by third party providers; 
or has been extrapolated from maps incorporated in the ASCE 7 standard. While ASCE has made every effort to use data obtained from 
reliable sources or methodologies, ASCE does not make any representations or warranties as to the accuracy, completeness, reliability, 
currency, or quality of any data provided herein. Any third-party links provided by this Tool should not be construed as an endorsement, 
affiliation, relationship, or sponsorship of such third-party content by or from ASCE.

ASCE does not intend, nor should anyone interpret, the results provided by this Tool to replace the sound judgment of a competent 
professional, having knowledge and experience in the appropriate field(s) of practice, nor to substitute for the standard of care required of such 
professionals in interpreting and applying the contents of this Tool or the ASCE 7 standard.

In using this Tool, you expressly assume all risks associated with your use. Under no circumstances shall ASCE or its officers, directors, 
employees, members, affiliates, or agents be liable to you or any other person for any direct, indirect, special, incidental, or consequential 
damages arising from or related to your use of, or reliance on, the Tool or any information obtained therein. To the fullest extent permitted by 
law, you agree to release and hold harmless ASCE from any and all liability of any nature arising out of or resulting from any use of data 
provided by the ASCE 7 Hazard Tool.

Page 3 of 3https://asce7hazardtool.online/ Mon Oct 08 2018

https://asce7hazardtool.online/




 

Date:   October 16, 2018  
 
Charles Mcguirt Paul J Ford and Company 
Crown Castle 250 E. Broad Street, Suite 600 
3530 Toringdon Way Columbus, OH 43215 
Charlotte, NC 28277 614.221.6679 
  
 
Subject:             Mount Analysis Report 
 
Carrier Designation: Verizon Wireless Equipment Change-out 
 Carrier Site Number: 1976 
 Carrier Site Name: WILTON CT 
 
Crown Castle Designation: Crown Castle BU Number: 806353 
 Crown Castle Site Name: BRG 124 943066 
 Crown Castle JDE Job Number: 535165 
 Crown Castle Purchase Order Number: 1268852 
 Crown Castle Order Number: 461645 Rev. 3 
 
Engineering Firm Designation: Paul J Ford and Company Project Number: A37518-3356.002.8190 
 
Site Data: 128 Mather St, Wilton, Fairfield County, CT 
 Latitude 41.238428°, Longitude -73.424011° 
  
Structure Information:                        Tower Height & Type:  180 Foot Self Support 
  Mount Elevation: 164 Foot 
  Mount Type:  (3) 16 Foot Sector Frames 
Dear Charles Mcguirt,  
 
Paul J Ford and Company is pleased to submit this “Mount Analysis Report” to determine the structural integrity of the 
Verizon Wireless antenna mounting system with the proposed appurtenance and equipment addition on the 
abovementioned supporting tower structure. Analysis of the existing supporting tower structure is to be completed by 
others and therefore is not part of this analysis. Analysis of the antenna mounting system as a tie-off point is not part of 
this document. 
 
The purpose of the analysis is to determine acceptability of the mount stress level.  Based on our analysis we have 
determined the mount stress level to be: 
 

16’ Sector Frames (typical) 83.6% SUFFICIENT* 
       * Sufficient upon completion of the changes listed in the ‘Recommendations’ section of this report. 
 
 
The analysis has been performed in accordance with the TIA-222-H Standard.  This analysis utilizes an ultimate 3-
second gust wind speed of 120 mph from the 2018 Connecticut Building Code. Exposure Category B with a maximum 
topographic factor, Kzt, of 1.000 and Risk Category II was used in this analysis. 
 
Structural analysis prepared by: Steven Pozz 
 
Respectfully submitted by: 
 
 
 
 
 
 
Deepesh Savla, P.E. 
Project Engineer 
DSavla@pauljford.com 
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1) INTRODUCTION 
 
The existing mounts under consideration are (3) 16’ Sector Frames mounts installed at the 164’ elevation on a 

180’ Self Support tower. The existing mounts were estimated based on photos and models of previously analyzed 
mounts of similar type. 
 
2) ANALYSIS CRITERIA 
 
 TIA-222 Revision:  TIA-222-H 
 Risk Category:  II 
 Ultimate Wind Speed:  120 mph 
 Exposure Category:  B 
 Topographic Factor at Base:  1.000 
 Topographic Factor at Mount:  1.000 
 Ice Thickness:  1.5 in 
 Wind Speed with Ice:  50 mph 
 Live Loading Wind Speed:  30 mph 
 Man Live Load at Mid/End-Points: 250 lb 
 Man Live Load at Mount Pipes:  500 lb 
 

Table 1 - Proposed Equipment Information 

Mount 
Centerline 

(ft) 

Antenna 
Centerline 

(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
 Mount / Modification 

Details 

164 166 

6 Commscope JAHH-65B-R3B 

(3) 16’ Sector Frames 

6 RFS Celwave APL868013-42T0 

3 Alcatel Lucent B13 RRH4X30 

3 Nokia 
B5 4T4R RRH4X40 

AIRSCALE 

6 RFS Celwave FD9R6004/2C-3L 

2 RFS Celwave DB-T1-6Z-8AB-0Z 

3 
Samsung 

Telecommunications 
RFV01U-D2A 

62 65 1 GPS GPS_A Tower Mounted 
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3) ANALYSIS PROCEDURE 
 

Table 3 - Documents Provided  

Document Remarks Reference Source 

Tower Manufacturer Drawings 
Doc ID: 217757 

Dated: 05/06/1988 
- CCISites 

Photos Dated: 07/09/2018  - CCISites 

TIA Inspection Dated: 04/12/2015 - CCISites 

Order 
ID: 461645 Rev. 3 
Dated: 09/27/2018 

- CCISites 

 
 3.1)  Analysis Method 
 

RISA-3D (version 15.0.4), a commercially available analysis software package, was used to create a 
three-dimensional model of the tower and calculate member stresses for various loading cases. 
Selected output from the analysis is included in Appendix C. 

 
This analysis was performed in accordance with Crown Castle’s ENG-SOW-10208 Tower Mount 
Analysis (Revision B).  

 
 3.2)  Assumptions 
 

1) The analysis of the existing tower or the effect of the mount attachment to the tower is not 
within the current scope of work. 

2) The antenna mounting system was properly fabricated, installed and maintained in good 
condition, twist free and plumb in accordance with its original design and manufacturer’s 
specifications and all bolts are tightened as specified by the manufacturer and AISC 
requirements.  

3) The configuration of antennas, mounts, and other appurtenances are as specified in Tables 1 
and 2. 

4) All member connections have been designed to meet or exceed the load carrying capacity of 
the connected member unless otherwise specified in this report. All U-Bolt connections have 
been properly tightened. This analysis will be required to be revised if the existing conditions in 
the field differ from those shown in the above referenced documents or assumed in this 
analysis. No allowance was made for any damaged, missing, or rusted members. 

5) Steel grades are as follows, unless noted otherwise: 
a) Channel, Solid Round, Angle, Plate, Unistrut ASTM A36 (GR 36) 
b) Pipe      ASTM A53 (GR 35) 
c) HSS (Rectangular)     ASTM 500 (GR B-46) 
d) HSS (Round)      ASTM 500 (GR B-42) 
e) Threaded Rods     ASTM F1554 (GR 36) 
f) Connection Bolts     ASTM A325  

6) Proposed equipment is to be installed in the locations specified in Appendix A. Any changes 
to the proposed equipment locations will render this report invalid. 

7) Mount has been modeled based on the photographs and/or the TIA inspection referenced in 
Table 3. Member information and dimensions not provided have been assumed based on 
previous experience with similar mounts. No guarantee can be made as to the accuracy of 
these assumptions without a complete mount mapping. 

8) Proposed antennas are installed on 8-ft long, P3 STD (3.50” O.D. x 0.216”) mount pipes. 
9) SitePro1 STK-U Stiff Arm Kits are installed properly as shown in manufacturer drawings 

attached at the end of this report.  
 

This analysis may be affected if any assumptions are not valid or have been made in error. Paul J 
Ford and Company should be notified to determine the effect on the structural integrity of the mount 
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4) ANALYSIS RESULTS 
 
Table 3 - Mount Component Capacity  

Notes Component Elevation (ft) % Capacity Pass / Fail 

1 Face Horizontals 

164 

81.2 Pass 

1 Standoff Horizontals 83.6 Pass 

1 Tie Backs 15.2 Pass 

1 Bracing Members 54.1 Pass 

1 Mount Pipes 22.1 Pass 

1 Mount to Tower Connection  9.7 Pass 

 
 

Table 4 - Tieback Connection Data Table 

Tower 
Connection 
Node No. 

Existing / 
Proposed 

Resultant 
End Reaction 

(lb) 

Connected 
Member 

Type 

Connected 
Member Size 

Member 
Compressive 
Capacity (lb)3 

Notes 

N55A Existing 3922 Leg P2.0x0.154 1922 1, 2 
Notes: 

1) Tieback connection point is within 25% of either end of the connected tower member 
2) Reduced member compressive capacity according to CED-STD-10294 Standard for Installation of Mounts and 

Appurtenances 
 

 

Mount Rating (max from all components) =  83.6% 

Notes: 
1) See additional documentation in “Appendix C – Software Analysis Output” for calculations supporting the % capacity 

consumed.  

 
 
4.1)  Recommendations 

 
The mount will have sufficient capacity to carry the proposed loading configuration once the 
recommendations listed below are met and properly installed: 
 

• Install SitePro1 STK-U Stiff Arm Kits or EOR approved equivalent in accordance with attached 
manufacturer drawings. Connection to tower must be to adjacent tower leg. See Appendix D for details. 

• Install proposed antennas on 8-ft long, P3 STD (3.50” O.D. x 0.216”) mount pipes. 

• Relocate existing stiff-arm to location specified in Appendix D and connect back to the adjacent tower 
leg. 
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STANDARD CONDITIONS FOR FURNISHING OF PROFESSIONAL ENGINEERING  

SERVICES ON EXISTING MOUNTS BY PAUL J. FORD AND COMPANY 

       
1) It is the responsibility of the client to ensure that the information provided to Paul J. Ford and Company is 

accurate and complete.  Paul J. Ford and Company will rely on the accuracy and completeness of such 
information in performing or furnishing services under this project. 
 

2) If the existing conditions are not as represented on the referenced drawings and/or documents, Paul J. Ford 
and Company should be contacted immediately to evaluate the significance of the deviation. 
 

3) The mount has been analyzed according to the minimum design loads recommended by the Reference 
Standard.  If additional design loads are required, Paul J. Ford and Company should be made aware of this 
prior to the start of the project. 
 

4) The standard of care for all Professional Engineering Services performed or furnished by Paul J. Ford and 
Company under this project will be the skill and care used by members of the Consultant’s profession 
practicing under similar circumstances at the same time and in the same locality. 
 

5) All Services are performed, results obtained, and recommendations made in accordance with generally 
accepted engineering principles and practices.  Paul J. Ford and Company is not responsible for the 
conclusions, opinions and/or recommendations made by others based on the information supplied herein. 

 
******************************************************************************************** 
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APPENDIX A 
 

WIRE FRAME AND RENDERED MODELS 
  



Paul J. Ford and Company

STP

37518-3356.002.8190

806353- BRG 124 943006

SK - 1

Oct 16, 2018 at 3:33 PM

37518-3356_Wind Load.r3d

A5                              

A8                              

B1                              

B2                              

B3                              

B4                              

N25                             

N28                             

N37                             

N38                             

N39                             

N40                             

N41                             

N42                             

N43                             

N44                             

N45                             

N46                             

N47                             

N48                             

N49                             

N50                             

N51A                            

N52A                            

N53                             

N56                             

N54A                            

N55A                            

N52B                            

N53B                            

N57A                            

N58A                            

N57B                            

N59                             

Y

XZ

Envelope Only Solution



Paul J. Ford and Company

STP

37518-3356.002.8190

806353- BRG 124 943006

SK - 2

Oct 16, 2018 at 3:33 PM

37518-3356_Wind Load.r3d

Y

XZ

Envelope Only Solution

Proposed: (2) Commscope
JAHH-65B-R3B, (1) Commscope

BSAMNT-SBS-2-2, (1) Nokia B5 4T4R
RRH4X40 AIRSCALE, and (1) Alcatel
Lucent B13 RRH4X30 on an 8-ft long,
P3 STD (3.50" O.D. x 0.216") mount

pipe (typ. on all sectors)

Proposed: (1) RFS Celwave
DB-T1-6Z-8AB-0Z

Proposed: (1) Samsung
Telecommunications

RFV01U-D2A (typ. on all
sectors)
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APPENDIX B 
 

SOFTWARE INPUT CALCULATION 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Project # Page 1 of 1

By Date: 10/16/18

Analysis 30 degrees

v1.0, Effective 04/03/2018

Structure Information

Mount Type = 1 Sector Velocity Pressure Coefficients Ice Loading

Mount Elev, z = 164 ft zg = 1200 ft Ii = 1.00 Ice Importance Factor (Table 2-3)
Ground Elev, zs = 426 ft a = 7.00 Iwi = 1.00 Wind Ice Importance Factor (Table 2-3)

Kzmin = 0.70 qz= 6.92 psf Ice Velocity Pressure (Section 2.6.9.6)

Wind Speed = 120 mph Kz = 1.14 Calculated Value Kiz = 1.17 Ice Escalation Factor (Section 2.6.8)

Ice Wind Speed = 50 mph Ke = 0.98 Ground Elevation Factor Tiz = 1.76 in Factored Ice Thickness (Section 2.6.8)

Ice Thickness = 1.5 in Kz = 1.14 Velocity Press Coef (Section 2.6.5.2) h = in Bar Grating Height

Exposure Cat = B Kzt = 1.00 Topographic Factor (Section 2.6.6.4) Wi = 8.22 psf Grating Ice Weight

Structure Class = II Gh = 1.00 Gust Effect Factor (Section 2.6.7)

Topographic Cat = 1 Kd = 0.95 Wind Dir Probability Factor (Table 2-2) Wind Pressures

Crest Height = 0 ft Ka = 0.90 Shielding factor (Section 16.6) Pressure = 35.328 psf

qz= 35.33 psf Velocity Pressure (Section 2.6.9.6) Ice Pressure = 6.921 psf

Antenna Attachment Labels & Elevations (inches with Respect to Bottom of Member)

Face Label
Top Elev 

(in)

Bot Elev 

(in)

Length, 

in
Face Label

Top Elev 

(in)

Bot Elev 

(in)

Length, 

in
Face Label

Top Elev 

(in)

Bot Elev 

(in)

Length, 

in
Face Label

Top Elev 

(in)

Bot Elev 

(in)

A B C C1 77.0 42 78.0 D

A B C C2 77.0 42 78.0 D

A B C C4 93.0 28 96.0 D

A B C D

A B C (2) C1 36 36 78.0 D

A B C (2) C2 36 36 78.0 D

A B C (2) C4 30 30 96.0 D

A B C (3) C4 48 48 96.0 D

A B C C3 36 36 78.0 D

A B C C5 36 36 72.0 D

Antennas

Item
Height 

(in)

Width 

(in)

Depth 

(in)

Flat or 

Round

Weight 

(lbs)
Label Label Label Label Label Label

1 48 6 8 Flat 6.32 C1 C2

2 77 36 14.1 Flat 188.6 C4

3 5.8 6.5 1.5 Flat 3.1 C1(2) C2(2)

4 13 12.2 6.9 Flat 48.5 C4(2)

5 15 15 8.1 Flat 70.3 C3

6 20.9 11.8 7.5 Flat 55.6 C4(3)

7 24 24 10 Flat 44 C5

8

9

10

11

12

13

14

15

Dishes

Item Dia (in)
Weight 

(lbs)
Label Label Label Label Label Label

1

2

3

4

5

Mount Members
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Item
Length 

(in)

Width 

(in)

Height 

(in)

Flat or 

Round
Label

Rotate 

(deg)

Vector i 

(X)

Vector j 

(Y)

Vector k 

(Z)

1 78.00 2.38 2.38 Round C3 0 0.00 78.00 0.00

2 204.00 2.00 2.00 Flat FH2 0 204.00 0.00 0.00

3 204.00 2.00 2.00 Flat FH1 0 204.00 0.00 0.00

4 1.00 0.50 0.50 Round M12 0 0.00 0.00 1.00

5 1.00 0.50 0.50 Round M13 0 0.00 0.00 1.00

6 1.00 0.50 0.50 Round M14 0 0.00 0.00 1.00

7 1.00 0.50 0.50 Round M15 0 0.00 0.00 1.00

8 78.00 2.38 2.38 Round C1 0 0.00 78.00 0.00

9 1.00 0.50 0.50 Round M13A 0 0.00 0.00 1.00

10 1.00 0.50 0.50 Round M14A 0 0.00 0.00 1.00

11 72.00 2.38 2.38 Round SOP2 0 0.00 72.00 0.00

12 72.00 2.38 2.38 Round SOP3 0 0.00 72.00 0.00

13 71.69 5.00 2.50 Flat SOH1 0 -66.00 0.00 28.00

14 71.69 5.00 2.50 Flat SOH3 0 -66.00 0.00 28.00

15 86.28 4.00 2.00 Flat SOD1 0 -66.00 -48.00 28.00

16 71.69 5.00 2.50 Flat SOH2 0 66.00 0.00 28.00

17 71.69 5.00 2.50 Flat SOH4 0 66.00 0.00 28.00

18 86.28 4.00 2.00 Flat SOD2 0 66.00 -48.00 28.00

19 96.00 3.50 3.50 Round C4 0 0.00 96.00 0.00

20 78.00 2.38 2.38 Round C2 0 0.00 78.00 0.00

21 1.00 0.50 0.50 Round M36 0 0.00 0.00 1.00

22 1.00 0.50 0.50 Round M37 0 0.00 0.00 1.00

23 51.61 2.38 2.38 Round M36A 0 30.00 0.00 -42.00

24 10.00 3.94 5.83 Flat M31 0 0.00 0.00 -10.00

25 10.00 3.94 5.83 Flat M32 0 0.00 0.00 -10.00

26 72.00 2.88 2.88 Round M31A 0 0.00 72.00 0.00

B5 4T4R RRH4X40 AIRSCALE

RFV01U-D2A

B13 RRH 4X30

DB-T1-6Z-8AB-0Z

37518-3356.002.8190

STP

Antenna Attachment Locations

Mount Loading per TIA-222-H

Dish Attachment Locations

Manufacturer

HSS2x2x3

HSS2x2x3

Member Type

Manufacturer

Dish Type

ALCATEL LUCENT

RFS CELWAVE

RFS CELWAVE

COMMSCOPE

RFS CELWAVE

NOKIA

PIPE_2.0

W6x8.5

PIPE_2.0

1/2"

PIPE_3.0

PIPE_SHAPE PIPE_2.5

DBL_L_SHAPE

LL2.5x2.5x4x0

1/2"

LL2.5x2.5x4x0

1/2"

1/2"

1/2"

1/2"

1/2"

PIPE_2.0

1/2"

PIPE_SHAPE

TUBE_SHAPE

LL2x2x4x0

LL2x2x4x0

Antenna

BAR_SHAPE

BAR_SHAPE

PIPE_SHAPE

BAR_SHAPE

BAR_SHAPE

PIPE_SHAPE

PIPE_SHAPE

LL2.5x2.5x4x0

LL2.5x2.5x4x0

BAR_SHAPE

DBL_L_SHAPE

DBL_L_SHAPE

SAMSUNG TELECOMMUNICATIONS

APL868013-42T0

(2) JAHH-65C-R3B W/ BSAMNT-SBS2-2

FD9R6004/2C-3L

TUBE_SHAPE

Microwave Dish

Member Shape

PIPE_2.0

PIPE_2.0

PIPE_2.0

BAR_SHAPE

DBL_L_SHAPE

W6x8.5

DBL_L_SHAPE

PIPE_SHAPE

PIPE_SHAPE

BAR_SHAPE

BAR_SHAPE

PIPE_SHAPE

WF_SHAPE

WF_SHAPE

DBL_L_SHAPE



ASCE 7 Hazards Report
Address:
No Address at This 
Location

Standard: ASCE/SEI 7-10

Risk Category: II

Soil Class: D - Stiff Soil

Elevation: 426.37 ft (NAVD 88)

Latitude:
Longitude:

41.238428

-73.424011

Wind

Results: 

Data Source: 

Date Accessed: 

Wind Speed: 118 Vmph

10-year MRI 76 Vmph

25-year MRI 85 Vmph

50-year MRI 91 Vmph

100-year MRI 97 Vmph

ASCE/SEI 7-10, Fig. 26.5-1A and Figs. CC-1–CC-4, incorporating errata of 
March 12, 2014

Mon Oct 08 2018

Value provided is 3-second gust wind speeds at 33 ft above ground for Exposure C Category, based on linear 
interpolation between contours. Wind speeds are interpolated in accordance with the 7-10 Standard. Wind speeds 
correspond to approximately a 7% probability of exceedance in 50 years (annual exceedance probability = 
0.00143, MRI = 700 years).

Mountainous terrain, gorges, ocean promontories, and special wind regions should be examined for unusual wind 
conditions.

Page 1 of 3https://asce7hazardtool.online/ Mon Oct 08 2018
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SS : 0.227

S1 : 0.067

Fa : 1.600

Fv : 2.400

SMS : 0.364

SM1 : 0.162

SDS : 0.243

SD1 : 0.108

TL : 6.000

PGA : 0.127

PGA M : 0.197

FPGA : 1.546

Ie : 1

Design Response Spectrum

S  (g) vs T(s)a

MCE   Response SpectrumR

S  (g) vs T(s)a

Seismic

Site Soil Class: 

Results: 

Seismic Design Category

D - Stiff Soil

B

Data Accessed: 

Date Source: 

Mon Oct 08 2018
USGS Seismic Design Maps based on ASCE/SEI 7-10, incorporating 
Supplement 1 and errata of March 31, 2013, and ASCE/SEI 7-10 Table 1.5-2. 
Additional data for site-specific ground motion procedures in accordance with 
ASCE/SEI 7-10 Ch. 21 are available from USGS.

Page 2 of 3https://asce7hazardtool.online/ Mon Oct 08 2018
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Ice

Results: 

Data Source: 

Date Accessed: 

Ice Thickness: 0.75 in.

Concurrent Temperature: 15 F

Gust Speed: 50 mph

Standard ASCE/SEI 7-10, Figs. 10-2 through 10-8

Mon Oct 08 2018

Ice thicknesses on structures in exposed locations at elevations higher than the surrounding terrain and in valleys 
and gorges may exceed the mapped values.

Values provided are equivalent radial ice thicknesses due to freezing rain with concurrent 3-second gust speeds, 
for a 50-year mean recurrence interval, and temperatures concurrent with ice thicknesses due to freezing rain. 
Thicknesses for ice accretions caused by other sources shall be obtained from local meteorological studies. Ice 
thicknesses in exposed locations at elevations higher than the surrounding terrain and in valleys and gorges may 
exceed the mapped values.

The ASCE 7 Hazard Tool is provided for your convenience, for informational purposes only, and is provided “as is” and without warranties of 
any kind. The location data included herein has been obtained from information developed, produced, and maintained by third party providers; 
or has been extrapolated from maps incorporated in the ASCE 7 standard. While ASCE has made every effort to use data obtained from 
reliable sources or methodologies, ASCE does not make any representations or warranties as to the accuracy, completeness, reliability, 
currency, or quality of any data provided herein. Any third-party links provided by this Tool should not be construed as an endorsement, 
affiliation, relationship, or sponsorship of such third-party content by or from ASCE.

ASCE does not intend, nor should anyone interpret, the results provided by this Tool to replace the sound judgment of a competent 
professional, having knowledge and experience in the appropriate field(s) of practice, nor to substitute for the standard of care required of such 
professionals in interpreting and applying the contents of this Tool or the ASCE 7 standard.

In using this Tool, you expressly assume all risks associated with your use. Under no circumstances shall ASCE or its officers, directors, 
employees, members, affiliates, or agents be liable to you or any other person for any direct, indirect, special, incidental, or consequential 
damages arising from or related to your use of, or reliance on, the Tool or any information obtained therein. To the fullest extent permitted by 
law, you agree to release and hold harmless ASCE from any and all liability of any nature arising out of or resulting from any use of data 
provided by the ASCE 7 Hazard Tool.
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Paul J. Ford and Company

STP

37518-3356.002.8190

806353- BRG 124 943006

SK - 3

Oct 16, 2018 at 3:33 PM

37518-3356_Wind Load.r3d
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Paul J. Ford and Company

STP

37518-3356.002.8190

806353- BRG 124 943006

SK - 4

Oct 16, 2018 at 3:33 PM

37518-3356_Wind Load.r3d
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Oct 16, 2018 at 3:33 PM

37518-3356_Wind Load.r3d
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Oct 16, 2018 at 3:35 PM

37518-3356_Wind Load.r3d
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Oct 16, 2018 at 3:35 PM
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Company : Paul J. Ford and Company Oct 16, 2018
3:36 PMDesigner : STP

Job Number : 37518-3356.002.8190 Checked By:_____
Model Name : 806353- BRG 124 943006

(Global) Model Settings

Display Sections for Member Calcs
Max Internal Sections for Member Calcs
Include Shear Deformation?
Increase Nailing Capacity for Wind?
Include Warping?
Trans Load Btwn Intersecting Wood Wall?
Area Load Mesh (in^2)
Merge Tolerance (in)
P-Delta Analysis Tolerance
Include P-Delta for Walls?
Automatically Iterate Stiffness for Walls?
Max Iterations for Wall Stiffness
Gravity Acceleration (in/sec^2)
Wall Mesh Size (in)
Eigensolution Convergence Tol. (1.E-)
Vertical Axis
Global Member Orientation Plane
Static Solver
Dynamic Solver

5 
97 
Yes
Yes
Yes
Yes
144
.12
0.50%
Yes
No
3
386.4
12
4
Y
XZ
Sparse Accelerated
Accelerated Solver

Hot Rolled Steel Code
Adjust Stiffness?
RISAConnection Code
Cold Formed Steel Code
Wood Code
Wood Temperature
Concrete Code
Masonry Code
Aluminum Code

AISC 14th(360-10): LRFD
Yes(Iterative)
None
None
None
< 100F
None
None
None - Building

Number of Shear Regions
Region Spacing Increment (in)
Biaxial Column Method
Parme Beta Factor (PCA)
Concrete Stress Block
Use Cracked Sections?
Use Cracked Sections Slab?
Bad Framing Warnings?
Unused Force Warnings?
Min 1 Bar Diam. Spacing?
Concrete Rebar Set
Min % Steel for Column
Max % Steel for Column

4
4
Exact Integration
.65
Rectangular
No
Yes
No
No
No
REBAR_SET_ASTMA615
1
0

RISA-3D Version 15.0.4      Page 1 [G:\...\...\...\...\37518-3356.002.8190_MA\RISA\37518-3356_Wind Load.r3d] 



Company : Paul J. Ford and Company Oct 16, 2018
3:36 PMDesigner : STP

Job Number : 37518-3356.002.8190 Checked By:_____
Model Name : 806353- BRG 124 943006

(Global) Model Settings, Continued

Seismic Code
Seismic Base Elevation (in)
Add Base Weight?
Ct X
Ct Z
T X (sec)
T Z (sec)
R X
R Z

None
Not Entered
No
0
0
Not Entered
Not Entered
1
1

Hot Rolled Steel Properties

Label E [ksi] G [ksi] Nu Therm (\1E...Density[k/ft... Yield[ksi] Ry Fu[ksi] Rt

1 A53 Gr. B (35 ksi) 29000 11154 .3 .65 .49 35 1.5 60 1.2
2 A500 Gr. B (46ksi) 29000 11154 .3 .65 .49 46 1.5 58 1.2
3 A36 (36ksi) 29000 11154 .3 .65 .49 36 1.5 58 1.2

Member Primary Data

Label I Joint J Joint K Joint Rotate(de...Section/Shape Type Design List Material Design Rules

1 C3 A5 A8 PIPE_2.0 Column Pipe A53 Gr. B (35 ksi) Typical
2 FH2 B1 B2 HSS2x2x3 None None A500 Gr. B (46ksi) Typical
3 FH1 B3 B4 HSS2x2x3 None None A500 Gr. B (46ksi) Typical
4 M12 A3 N30 1/2" None None A36 (36ksi) Typical
5 M13 A2 N29 1/2" None None A36 (36ksi) Typical
6 M14 A7 N32 1/2" None None A36 (36ksi) Typical
7 M15 A6 N31 1/2" None None A36 (36ksi) Typical
8 C1 N25 N28 PIPE_2.0 Column Pipe A53 Gr. B (35 ksi) Typical
9 M13A N27 N34 1/2" None None A36 (36ksi) Typical
10 M14A N26 N33 1/2" None None A36 (36ksi) Typical
11 SOP2 N49 N47 PIPE_2.0 None None A53 Gr. B (35 ksi) Typical
12 SOP3 N50 N48 PIPE_2.0 None None A53 Gr. B (35 ksi) Typical
13 M24 C2 N44 RIGID None None RIGID Typical
14 M25 C1 N43 RIGID None None RIGID Typical
15 M26 N36B N46 RIGID None None RIGID Typical
16 M27 N35B N45 RIGID None None RIGID Typical
17 SOH1 N40 N44 LL2.5x2.5x4x0 None None A36 (36ksi) Typical
18 SOH3 N39 N43 LL2.5x2.5x4x0 None None A36 (36ksi) Typical
19 SOD1 N40 N43 LL2x2x4x0 None None A36 (36ksi) Typical
20 SOH2 N40 N46 LL2.5x2.5x4x0 None None A36 (36ksi) Typical
21 SOH4 N39 N45 LL2.5x2.5x4x0 None None A36 (36ksi) Typical
22 SOD2 N40 N45 LL2x2x4x0 None None A36 (36ksi) Typical
23 C4 N51A N52A PIPE_3.0 Column Pipe A53 Gr. B (35 ksi) Typical
24 C2 N53 N56 PIPE_2.0 Column Pipe A53 Gr. B (35 ksi) Typical
25 M36 N55 N58 1/2" None None A36 (36ksi) Typical
26 M37 N54 N57 1/2" None None A36 (36ksi) Typical
27 M36A N54A N55A PIPE_2.0 None None A53 Gr. B (35 ksi) Typical
28 M31 N40 N53B W6x8.5 None None A36 (36ksi) Typical
29 M32 N39 N52B W6x8.5 None None A36 (36ksi) Typical
30 M31A N42 N41 PIPE_2.5 None None A53 Gr. B (35 ksi) Typical
31 M32A N55B N53A RIGID None None RIGID Typical
32 M33 N56A N54B RIGID None None RIGID Typical
33 C5 N57A N58A PIPE_2.0 None None A53 Gr. B (35 ksi) Typical
34 M34 N58B N59 PIPE_2.0 None None A53 Gr. B (35 ksi) Typical

RISA-3D Version 15.0.4      Page 2 [G:\...\...\...\...\37518-3356.002.8190_MA\RISA\37518-3356_Wind Load.r3d] 



Company : Paul J. Ford and Company Oct 16, 2018
3:36 PMDesigner : STP

Job Number : 37518-3356.002.8190 Checked By:_____
Model Name : 806353- BRG 124 943006

Member Advanced Data

Label I Release J Release I Offset[in] J Offset[in] T/C Only Physical Analysis ... Inactive Seismic Design ...

1 C3 Yes None
2 FH2 Yes None
3 FH1 Yes None
4 M12 OOOXOX Yes Exclude None
5 M13 OOOXOX Yes Exclude None
6 M14 OOOXOX Yes Exclude None
7 M15 OOOXOX Yes Exclude None
8 C1 Yes None
9 M13A OOOXOX Yes Exclude None
10 M14A OOOXOX Yes Exclude None
11 SOP2 Yes None
12 SOP3 Yes None
13 M24 Yes None
14 M25 Yes None
15 M26 Yes None
16 M27 Yes None
17 SOH1 Yes None
18 SOH3 Yes None
19 SOD1 BenPIN BenPIN Yes None
20 SOH2 Yes None
21 SOH4 Yes None
22 SOD2 BenPIN BenPIN Yes None
23 C4 Yes None
24 C2 Yes None
25 M36 OOOXOX Yes Exclude None
26 M37 OOOXOX Yes Exclude None
27 M36A BenPIN Yes None
28 M31 Yes None
29 M32 Yes None
30 M31A Yes None
31 M32A OOOXOX Yes None
32 M33 OOOXOX Yes None
33 C5 Yes None
34 M34 BenPIN Yes None

Hot Rolled Steel Design Parameters

Label Shape Length[in] Lbyy[in] Lbzz[in] Lcomp top[in]Lcomp bot[in]L-torqu... Kyy Kzz Cb Function

1 C3 PIPE_2.0 78 Lbyy Lateral

2 FH2 HSS2x2x3 204 Lbyy Lateral

3 FH1 HSS2x2x3 204 Lbyy Lateral

4 M12 1/2" 1 Lbyy Lateral

5 M13 1/2" 1 Lbyy Lateral

6 M14 1/2" 1 Lbyy Lateral

7 M15 1/2" 1 Lbyy Lateral

8 C1 PIPE_2.0 78 Lbyy Lateral

9 M13A 1/2" 1 Lbyy Lateral

10 M14A 1/2" 1 Lbyy Lateral

11 SOP2 PIPE_2.0 72 Lateral

12 SOP3 PIPE_2.0 72 Lateral

13 SOH1 LL2.5x2.5x4...71.694 Lateral

14 SOH3 LL2.5x2.5x4...71.694 Lateral

15 SOD1 LL2x2x4x0 86.279 Lateral

16 SOH2 LL2.5x2.5x4...71.694 Lateral

17 SOH4 LL2.5x2.5x4...71.694 Lateral

RISA-3D Version 15.0.4      Page 3 [G:\...\...\...\...\37518-3356.002.8190_MA\RISA\37518-3356_Wind Load.r3d] 



Company : Paul J. Ford and Company Oct 16, 2018
3:36 PMDesigner : STP

Job Number : 37518-3356.002.8190 Checked By:_____
Model Name : 806353- BRG 124 943006

Hot Rolled Steel Design Parameters (Continued)

Label Shape Length[in] Lbyy[in] Lbzz[in] Lcomp top[in]Lcomp bot[in]L-torqu... Kyy Kzz Cb Function

18 SOD2 LL2x2x4x0 86.279 Lateral

19 C4 PIPE_3.0 96 Lbyy Lateral

20 C2 PIPE_2.0 78 Lbyy Lateral

21 M36 1/2" 1 Lbyy Lateral

22 M37 1/2" 1 Lbyy Lateral

23 M36A PIPE_2.0 51.614 Lateral

24 M31 W6x8.5 10 Lbyy Lateral

25 M32 W6x8.5 10 Lbyy Lateral

26 M31A PIPE_2.5 72 Lateral

27 C5 PIPE_2.0 72 Lateral

28 M34 PIPE_2.0 51.614 Lateral

Basic Load Cases

BLC Description Category X Gravity Y Gravity Z Gravity Joint Point Distributed Area(Me... Surface(Pl...

1 Dead None -1.1 18
2 Live None
3 Wind 0 None 36 56
4 Wind 30 None 36 56
5 Wind 60 None 36 56
6 Wind 90 None 36 56
7 Wind 120 None 36 56
8 Wind 150 None 36 56
9 Ice Load None 18 28
10 Ice 0 None 36 56
11 Ice 30 None 36 56
12 Ice 60 None 36 56
13 Ice 90 None 36 56
14 Ice 120 None 36 56
15 Ice 150 None 36 56
16 Lm None 1
17 Lv None 1

Load Combinations

Description So...P... S... BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...

1 1.4 D Yes Y 1 1.4
2 1.2 D + 1.6 L Yes Y 1 1.2 2 1.6
3 1.2 D + 1.0 Wo @ 0 Yes Y 1 1.2 3 1
4 1.2 D + 1.0 Wo @ 30 Yes Y 1 1.2 4 1
5 1.2 D + 1.0 Wo @ 60 Yes Y 1 1.2 5 1
6 1.2 D + 1.0 Wo @ 90 Yes Y 1 1.2 6 1
7 1.2 D + 1.0 Wo @ 120 Yes Y 1 1.2 7 1
8 1.2 D + 1.0 Wo @ 150 Yes Y 1 1.2 8 1
9 1.2 D + 1.0 Wo @ 180 Yes Y 1 1.2 3 -1
10 1.2 D + 1.0 Wo @ 210 Yes Y 1 1.2 4 -1
11 1.2 D + 1.0 Wo @ 240 Yes Y 1 1.2 5 -1
12 1.2 D + 1.0 Wo @ 270 Yes Y 1 1.2 6 -1
13 1.2 D + 1.0 Wo @ 300 Yes Y 1 1.2 7 -1
14 1.2 D + 1.0 Wo @ 330 Yes Y 1 1.2 8 -1
15 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 10 1
16 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 11 1
17 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 12 1
18 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 13 1
19 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 14 1
20 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 15 1
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Load Combinations (Continued)

Description So...P... S... BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...BLCFac...

21 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 10 -1
22 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 11 -1
23 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 12 -1
24 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 13 -1
25 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 14 -1
26 1.2 D + 1.0 Di + 1.0 ... Yes Y 1 1.2 9 1 15 -1
27 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 3 .063 16 1.5
28 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 4 .063 16 1.5
29 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 5 .063 16 1.5
30 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 6 .063 16 1.5
31 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 7 .063 16 1.5
32 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 8 .063 16 1.5
33 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 3 -.063 16 1.5
34 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 4 -.063 16 1.5
35 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 5 -.063 16 1.5
36 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 6 -.063 16 1.5
37 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 7 -.063 16 1.5
38 1.2 D + 1.5 Lm + 1.0 ...Yes Y 1 1.2 8 -.063 16 1.5
39 1.2 D + 1.5 Lv Yes Y 1 1.2 17 1.5

Envelope Joint Reactions

Joint X [lb] LC Y [lb] LC Z [lb] LC MX [lb-ft] LC MY [lb-ft] LC MZ [lb-ft] LC

1 N55A max 1957.711 8 30.235 20 3188.873 14 0 1 0 1 0 1
2 min -2282.985 14 -.873 14 -2785.096 8 0 1 0 1 0 1
3 N52B max 670.164 37 2301.312 20 3562.367 16 0 1 0 1 0 1
4 min -3042.993 19 771.315 14 321.482 11 0 1 0 1 0 1
5 N53B max 4113.878 13 1635.19 26 290.236 5 0 1 0 1 0 1
6 min -2018.57 7 521.135 8 -3682.881 23 0 1 0 1 0 1
7 N59 max 612.997 7 32.949 19 479.754 13 0 1 0 1 0 1
8 min -323.103 13 8.297 13 -892.709 7 0 1 0 1 0 1
9 Totals: max 2161.463 13 3964.802 20 2885.549 3
10 min -2161.46 7 1418.729 14 -2885.533 9

Envelope AISC 14th(360-10): LRFD Steel Code Checks

Member Shape Code Check Loc[in] LC Shear Check Loc[in] Dir LC phi*Pn...phi*Pnt...phi*Mn...phi*Mn...Cb Eqn

1 SOH1 LL2.5x2.5... .836 71.694 8 .045 71.694 z 14 48355.... 77112 4440.96 2082.7...2...H1-1b

2 FH1 HSS2x2x3 .812 34 4 .079 34 z 9 3479.6... 49266 2749.65 2749.65 3...H1-1b

3 M31 W6x8.5 .754 0 13 .172 1.979 y 20 81105.... 81648 4212 15471 1...H1-1b

4 M32 W6x8.5 .599 2.083 19 .119 1.979 z 17 81105.... 81648 4212 15471 1...H1-1b

5 SOP2 PIPE_2.0 .541 60 14 .435 54 14 20866.... 32130 1871.6...1871.6...3...H1-1b

6 M31A PIPE_2.5 .463 60 26 .232 12 25 37773.... 50715 3596.25 3596.25 1...H1-1b

7 FH2 HSS2x2x3 .460 34 16 .051 34 y 20 3479.6... 49266 2749.65 2749.65 3...H1-1b

8 SOH3 LL2.5x2.5... .377 71.694 14 .023 71.694 y 26 48355.... 77112 4440.96 2082.7...1...H1-1b

9 SOH2 LL2.5x2.5... .318 0 13 .013 0 z 14 48355.... 77112 4440.96 3332.3...1...H1-1b

10 SOH4 LL2.5x2.5... .274 0 20 .012 0 z 8 48355.... 77112 4440.96 3332.3...1...H1-1b

11 C4 PIPE_3.0 .221 60 10 .042 60 8 46290.... 65205 5748.75 5748.75 1...H1-1b

12 SOP3 PIPE_2.0 .196 12 38 .021 12 8 20866.... 32130 1871.6...1871.6...1...H1-1b

13 M36A PIPE_2.0 .152 51.614 14 .003 0 25 25738.... 32130 1871.6...1871.6...1...H1-1b*

14 SOD1 LL2x2x4x0 .110 43.139 19 .012 86.279 y 19 21000.... 61236 2894.4 2114.1...1...H1-1b

15 C5 PIPE_2.0 .103 36 10 .028 12 14 20866.... 32130 1871.6...1871.6...1...H1-1b

16 SOD2 LL2x2x4x0 .088 43.139 23 .008 86.279 y 25 21000.... 61236 2894.4 2114.1...1...H1-1b

17 C3 PIPE_2.0 .064 35.75 8 .011 12.188 14 19360.... 32130 1871.6...1871.6...1...H1-1b

18 C1 PIPE_2.0 .063 60.125 11 .014 59.313 5 19360.... 32130 1871.6...1871.6...2...H1-1b

19 C2 PIPE_2.0 .063 60.125 13 .017 59.313 13 19360.... 32130 1871.6...1871.6...2...H1-1b
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Envelope AISC 14th(360-10): LRFD Steel Code Checks (Continued)

Member Shape Code Check Loc[in] LC Shear Check Loc[in] Dir LC phi*Pn...phi*Pnt...phi*Mn...phi*Mn...Cb Eqn

20 M34 PIPE_2.0 .032 25.807 19 .003 0 19 25738.... 32130 1871.6...1871.6...1...H1-1b
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Project # A37518-3356.002.8190

By STP

.

v0.1, Effective 07/10/18

Px= 3.04 Kip

Py= 2.3 Kip

(Axial)Pz= 3.56 Kip

Mx= 0 Kip-in

My= 0 Kip-in

(Torque)Mz= 0 Kip-in

= 4 Round

b= 8 in Diameter = 4.5 in

d= 8 in 0 in

Edge distance for Bolts = 1 in Assumed Weld Size = 0.1875

4 in Total Forces in X direction = 0.430 kips

4 in Total Forces in Y direction = 0.325 kips

0 in Total Forces in Z direction = 0.25 kips

0 in Resultant = 0.60 kips

Total Moment including load eccentricityΣMx= 0 Kips-in Φ*Fw (Kip/in)/16" weld = 1.392

Total Moment including load eccentricityΣMy= 0 Kips-in Capacity used 14.25%

Total Moment including load eccentricityΣMz= 0 Kips-in

Tension Reaction 0.89 kip

Shear Reaction 0.95 kip

Bolt Type U-Bolt

Bolt Diameter 0.5 in

Tensile Strength 16.3 kips

Shear Strength 9.8 kips

Reduced Tensile Strength - kips

Tensile Capacity Used 5.4% Note: Tension reduction not required if tension or shear capacity < 30%

Shear Capacity Used 9.7%

Number of Bolts Standoff Member Type

BOLT CHECKS

WELD CHECKS

Bolt group centroid y-coordinate, Yc

Bolt group centroid x-coordinate, Xc

Load eccentricity in x-direction, ex

Load eccentricity in y-direction, ey

Plate Size
Depth (only for square members) =

MOUNT TO TOWER CONNECTION CHECKS

REACTIONS
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DETAIL  A

DETAIL  B

DESCRIPTION

DRAWING USAGE CHECKED BY

ENG. APPROVALDRAWN BY

DWG. NO.

CPD NO.

KC8

1
  O

F
  1

 CEK 2/18/2013

8/16/2012 STK-U

SECTOR FRAME
STIFF ARM KIT

4647

CUSTOMER STK-U
CLASS SUB

PART NO.

81 02

P
A

G
E

TOLERANCES ON DIMENSIONS, UNLESS OTHERWISE NOTED ARE:
SAWED, SHEARED AND GAS CUT EDGES (± 0.030")
DRILLED AND GAS CUT HOLES (± 0.030")  - NO CONING OF HOLES
LASER CUT EDGES AND HOLES (± 0.010")  - NO CONING OF HOLES
BENDS ARE ± 1/2 DEGREE
ALL OTHER MACHINING (± 0.030")
ALL OTHER ASSEMBLY (± 0.060")

TOLERANCE NOTES

PROPRIETARY NOTE:
THE DATA AND TECHNIQUES CONTAINED IN THIS DRAWING ARE PROPRIETARY INFORMATION OF VALMONT
INDUSTRIES AND CONSIDERED A TRADE SECRET.  ANY USE OR DISCLOSURE WITHOUT THE CONSENT OF
VALMONT INDUSTRIES IS STRICTLY PROHIBITED.

Engineering 
Support Team:

 1-888-753-7446

valmont

Locations:
New York, NY
Atlanta, GA
Los Angeles, CA
Plymouth, IN
Salem, OR
Dallas, TX

A

PARTS LIST

NET WT.UNIT WT.LENGTHPART DESCRIPTIONPART NO.QTYITEM

1.391.392 1/2 inSTIFF ARM ANGLE BRACKETX-STA311

2.741.37 STIFF ARM CHANNEL BRACKETX-STU22

6.453.23 1/2" x 10" THREADED ROD (HDG.)G12R-1023

0.150.151 1/2 in1/2'' x 1-1/2" HDG HEX BOLT GR5G1211214

0.430.223 in1/2" x 3" HDG HEX BOLT GR5 FULL THREADG120325

0.210.01 1/2" HDG LOCKWASHERG12LW156

0.580.03 1/2" HDG USS FLATWASHERG12FW177

1.070.07 1/2'' HDG HEAVY 2H HEX NUTG12NUT158

0.250.251 1/2 in5/8'' x 1-1/2" HDG BOLTG5811219

0.030.03 5/8" HDG LOCKWASHERG58LW110

0.130.13 5/8'' HDG HEAVY 2H HEX NUTG58NUT111

3.713.71 CROSSOVER PLATE 2-3/8" X 2-3/8"SCX1112

2.630.66 1/2" X 2-1/2" X 4-1/2" X 2" U-BOLT (HDG.)X-UB1212413

48.0648.06150 in2-3/8" OD X 150" SCH 40 GALVANIZED PIPEP2150114

0.650.65 4-1/16" CLAMP HALF, 1/4" THK.ACP115

0.770.77 STIFF ARM MOUNT CLAMPSAM116

B

TOTAL WT. # 63.79

13

7

6

8

13

7

6

8

14

14

2

2

4 7 6 8

9 10 11

16

15

5 7 6 8

3768

12

X2

X2 X2 X2
X2

X2

X2

X2

X2

X2

1

SECTOR FRAME WELDMENT
PURCHASED SEPARATELY

ANGLE OR PIPE
TOWER LEG

2-3/8" DIA. SECTOR FRAME PIPE

ANGLE OR PIPE
TOWER LEG



Site Name: Wilton, CT

Cumulative Power Density

Operator
Operating 
Frequency

Number 
of Trans.

ERP Per 
Trans.

Total 
ERP

Distance 
to Target

Calculated 
Power 

Density

Maximum 
Permissible 
Exposure*

Fraction 
of MPE

(MHz) (watts) (watts) (feet) (mW/cm^2) (mW/cm^2) (%)

VZW PCS 1970 1 6749 6749 162 0.0925 1.0 9.25%

VZW Cellular 869 3 252 756 162 0.0104 0.579333333 1.79%

VZW Cellular 880 1 3709 3709 162 0.0508 0.586666667 8.66%

VZW AWS 2145 1 7400 7400 162 0.1014 1.0 10.14%

VZW 700 746 1 2062 2062 162 0.0283 0.497333333 5.68%

Total Percentage of Maximum Permissible Exposure 35.52%

*Guidelines adopted by the FCC on August 1, 1996, 47 CFR Section 1.13101 based on NCRP Report 86, 

1986 and generally on ANSI/IEEE C95.1‐1992

MHz = Megahertz

mW/cm^2 = milliwatts per square centimeter

ERP = Effective Radiated Power

Absolute worst case maximum values used, including the following assumptions: 

1. closest accessible point is distance from antenna to base of pole; 

2. continuous transmission from all available channels at full power for indefinite time period; and, 

3. all RF energy is assumed to be directed solely to the base of the pole.




