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ATTORNEYS AT LAW

April 23, 2014

Attorney Melanie Bachman
Acting Executive Director
Connecticut Siting Council
Ten Franklin Square
New Britain, CT 06051

JULIE D. KOHLER

PLEASE REPLY T0: BfIC~C~@Olt

WRITER'S DIRECT DIAL: ~ZO3~ 337-4~ ~J7

E-Mail Address: jkohler@cohenandwolf.com

Re: Notice of Exempt Modification
Southern New England Telephone Company/T-Mobile co-location
Site ID CTHA130A
419 Broad Street, Windsor

Dear Attorney Bachman:

This office represents T-Mobile Northeast LLC ("T-Mobile") and has been retained to
file exempt modification filings with the Connecticut Siting Council on its behalf.

In this case, the Southern New England Telephone Company c/o SBC ("SBC") owns
the monopole tower and related facility at 419 Broad Street, Windsor, Connecticut (latitude
41.84778 /longitude -72.645261). T-Mobile intends to replace six antennas and related
equipment at this existing telecommunications facility in Windsor ("Windsor Facility"). Please
accept this letter as notification, pursuant to R.C.S.A. § 16-50j-73, of construction which
constitutes an exempt modification pursuant to R.C.S.A. § 16-50j-72(b)(2). In accordance with
R.C.S.A. § 16-50j-73, a copy of this letter is being sent to the Mayor Donald Trinks. SBC is
also the property owner.

The existing Windsor Facility consists of a 101 foot tall monopole facility. The facility
currently supports the equipment of T-Mobile at a centerline of 94 feet.

T-Mobile plans to replace six antennas and replace them with six antennas at an
elevation of 94 feet. (See the plans revised to January 25, 2014 attached hereto as Exhibit A).
T-Mobile will also install fiber cable and reuse existing coax cable. The existing Facility is
structurally capable of supporting T-Mobile's proposed modifications, as indicated in the
structural analysis dated April 4, 2014 and attached hereto as Exhibit B.

The online Connecticut Siting Council database does not include an approval by docket or petition for this facility
so there are no specific limitation on the antenna configuration, however there has been several notices of intent
filed, the most recent being EM-AT&T-164-120716 and EM-METROPCS-164-1212288-MA.

I ILS BROAD STREET 15H DEER HILL AVENUE 32O POST ROAD WEST 6S~ ORANGE CENTER ROAD

P.O. BOX 1H21 DANBURY, CT O6HIO WESTPORT, CT 06880 ORANGE, CT OC~7~

BRIDGEPORT, CT 06601-1821 'ILL: (203) 7922771 Tee: (203) 222-1034 'ILL: (203) 298-0066
1~t: (203) 368-0211 Fax: (203) 791-8149 Fax: (203) 227-1373 Fax: (203) 298068
Fnx: (203) 3949901
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The planned modifications to the Windsor Facility fall squarely within those activities explicitly
provided for in R.C.S.A. § 16-50j-72(b)(2).

1 . The proposed modification will not increase the height of the tower. T-Mobile's
replacement antennas will be installed at the 94 foot level. The enclosed tower drawing
confirms that the proposed modification will not increase the height of the tower.

2 . The installation of the T-Mobile replacement equipment in the existing
compound, as reflected on the attached site plan, will not require an extension of the site
boundaries. T-Mobile's proposed equipment will be located entirely within the existing
compound (leased and fenced area) as shown on Sheet 2 of Exhibit A.

3 . The proposed modification to the Facility will not increase the noise levels at the
existing facility by six decibels or more.

4 . The operation of the replacement antennas will not increase the total radio
frequency (RF) power density, measured at the base of the tower, to a level at or above the
applicable standard. According to a Radio Frequency Emissions Analysis Report prepared by
EBI dated April 21, 2014 T-Mobile's operations would add 1.346% of the FCC Standard.
Therefore, the calculated "worst case" power density for the planned combined operation at
the site including all of the proposed antennas would be 63.496% of the FCC Standard as
calculated for a mixed frequency site as evidenced by the engineering exhibit attached hereto
as Exhibit C.

For the foregoing reasons, T-Mobile respectfully submits that the proposed replacement
antennas and equipment at the Windsor Facility constitutes an exempt modification under
R.C.S.A. § 16-50j-72(b)(2).

Sincerely,

./

Julje,,D. Kohler, Esq.

cc: Town of Windsor, Mayor Donald Trinks ~,
Southern New England Telephone Company-~/o SBC
Sheldon Freincle, NSS
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ALL EQUIPMENT LOCATIONS ARE APPROXIMATE ANCI ARE
SUBJECT TO APPROVAL BY LESSEE/LICENSEE'S
STRUCTURAL & RF ENGINEERS. LOCATIONS OF POWER &
TELEPHONE FACILITIES ARE SUBJECT TO APPROVAL BY
UTILITY COMPANIES.

SUBMITTALS
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G R O U P
1340 Centre Street

Suite 203

Newton, MA Q2459

Office: 617-965-0789

Fa~c: 617-213-5056

LEASE EXHIBIT
SITE NUMBER:

CTHA130A
SITE NAME:

CTHA130/SNET TOWER_MP

SITE ADDRESS:

419 BROAD STREET
WINDSOR, CT, 06095

VN BY: MB CHECKED BY: SM

~~

NORTHEAST SITE SOLUTIONS
54 MAIN STREET, UNff 3
STURBRIDGE, MA 01566

(SOB) 4345237

FOR

T-MOBILE NORTHEAST, LLC
35 GRIFFIN ROAD SOUTH
BLpOMFIELD, CT 06002
OFFICE: (860) 692-7100
FAX: (860) 692-7159
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~ TLANTIS 
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CTHA130A 
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April 04, 2014

Mr. Thomas Wilson
Northeast Site Solutions
54 Main Street Unit 3
Sturbridge, MA 01566
(678) 602-2779

Subject:

Carrier Designation:

Structural Analysis Report

T-Mobile Co-Locate
Site Number:
Site Name:

Northeast Site Solutions Designation:Site Number:
Site Name:

Engineering Firm Designation,-

Site Data:

B+T Group Project Number:

B~-~" GRP- -~ .~.

B+T Group
1717 S. Boulder, Suite 300
Tulsa, OK 74119
(918) 587-4630
btwo@btgrp.com

CTHA130A
CTHA130/SNET Tower_MP

CTHA130A
Windsor

91595.001.01

419 Broad Street, Windsor, CT 06095, Hartford County
Latitude 41° 50' 52.008", Longitude -72° 38'42.9396"
101 Foot -Monopole Tower

Dear Mr. Wilson,

B+T Group is pleased to submit this "Structural Analysis Report" to determine the structural integrity of the
above mentioned tower. The purpose of the analysis is to determine acceptability of the tower stress level.
Based on our analysis we have determined the tower stress level for the structure and foundation, under the
following load case, to be:

Existing +Reserved +Proposed Equipment Sufficient Capacity
Note: See Table 1 and Table 2 for the proposed and existing/reserved loading, respectively.

The analysis has been performed in accordance with the TIA/EIA-222-F standard and 2005 CT State Building
Code based upon a wind speed of 80 mph fastest mile.

All equipment proposed in this report shall be installed in accordance with the attached drawings for the
determined available structural capacity to be effective.

We at B+T Group appreciate the opportunity of providing our continuing professional services to you and
Northeast Site Solutions. If you have any questions or need further assistance on this or any other projects
please give us a call.

Respectfully submitted by:
B+T Engineering, Inc.

+~ G t~ t~

Zach Smith
Project Engineer

• t rm~ 
M

~ ̀ ~.o. z~~an `~

Fr{FjrdFll~llllll3!\\1~~Q

Chad E. Tuttle, P.E.
President

TnxTower Report -version 6.1.4.1
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Project Number 91595.001.01, Windsor CT Page 3

1) INTRODUCTION

This tower is a 101 ft. mapped Monopole tower. The original design wind speed and code are unknown. This
tower has been modified in 2009 by GPD and those modifications were incorporated in this analysis.

2) ANALYSIS CRITERIA

The structural analysis was performed for this tower in accordance with the requirements of TIA/EIA-222-F
Structural Standards for Steel Antenna Towers and Antenna Supporting Structures using a fastest mile wind
speed of 80 mph with no ice, 37.6 mph with 1 inch ice thickness and 50 mph under service loads.

Table 1 -Proposed Antenna and Cable Information

Center 
Number Number Feed

Mounting Line of Antenna 
Antenna Model of Feed Line 

Carrier/
Level (ft.) Elevation 

Antennas 
Manufacturer 

Lines Size (in) 
Note

(ft.)
__ _ 

6... ~_~.... Ericsson....._._.. I AIR 21 
__ 

_J 
_ 

_I
1 5/8

94.0 94.0 
3 Ericsson ~ KRY 112 71 ~ Hybrid T-Mobile

Table 2 -Existing and Reserved Antenna and Cable Information

Center 
Number Number 

Feed
Mounting Line of Antenna 

Antenna Model of Feed 
Line Carrier/

Level (ft.) Elevation 
Antennas 

Manufacturer 
Lines 

Size Note
(ft.) (in)

~ Communication
3 I DTMABP7819VG12A

Components Inc.
...~~ . ~ 

_._._..._-Ericsson 
-_.._ _ 

RRU-11 I
__..._.._J I I AT&T ~~i

3 0.5 
Reserved

6 KMW Comm. 
AM-X-CD-16-65-OOT-

103.0 
RET

101.0 ____-- --_ ___ _
1 __ Raycap DC6 48 60 18 8. F__...... ~ _..__ ..~ LL.~. _~.
3 Powerwave Tech. RA21.7770 00 _~~

3 Powerwave Tech. TT19-08BP111-001
---- ......... _~__.~ _ ............._............._..__ AT&T

6 ADC 
CG-1900W800-FULL- 12 11/4 

Existing
~_

101.0 1 - ~ Platform Mount ~ ~ ,~

6 RFS Celwave 
APX16DW-16DWVS- T-Mobile

A20 -- -- To Be
94.0 I 94.0 6 RFS Celwave ATMAA1412D 1A20 ~ I Removed

1 -- Platform Mount 18 ~~ 7/g T-Mobile
Existing

3 RFS Celwave APXV18-206517S Metro
75.5 75.5 

3 Pipe Mount 
6 1 5/8 PCS

"- Existing

9 0 _ ,11...0 1 Unknown GPS ~ ~~2 Existing

~9LL0 1 -- Side Arm Mount __~

TnxTower Report -version 6.1.4.1



101 Ft Monopole Tower Structural Analysis Report
Project Number 97595.001.01, Windsor CT

Table 3 -Design Antenna and Cable Information

April 04, 2014
Sife No. CTHA 130A

Page 4

Center 
Number Number Feed

Mounting Line of Antenna 
Antenna Model of Feed Line

Level (ft.) Elevation 
Antennas 

Manufacturer 
Lines Size (in)

(ft.)
- -- -- - -

Information Not Available

3) ANALYSIS PROCEDURE

Table 4 -Documents Provided

Document Remarks Reference Source
- -- -- - __

Tower Data 
Tower Mapping by BTE 

Date: 04/27/2012 
On File

--

__
Management Job no 15085

Tower Modification Drawings ~ GPD Job No.2009262.22 Date:05/12/2009 On File_... 

Pp 9

.._..... __ .... _ _._ _ _.... _.._ ~._. _...._

Foundation Ma in 
WEI Geotechnical Engineers, 

Date: 03/12/2009 
On File

Project No. 2009-758_ _.__. __...._ _ p __.. _.. _..........._... _..._..._._......_.._._. . _ ..._. _.... .. _ ..._ .............. .. ..

Geotech Re ort 
WEI Geotechnical Engineers, 

Date: 0 3/1 212 0 0 9 
On File

__ g _~—._.~ g Project No. 2009-758

Existin /Reserved Loadin 
Previous SA by B+T Group, 

Date: 06/22/2012 I On File
Project No. 84425.001

Pro osed Loadin Site Lease A lication Date:01/27/2014 AT&T
_. 

_ ................................._.......__p..._...................._............_.........._g.........._ _._......._............................_Pp........._................... --

3.1) Analysis Method

TnxTower (version 6.1.4.1), a commercially available analysis software package, was used to create
a three-dimensional model of the tower and calculate member stresses for various loading cases.
Selected output from the analysis is included in Appendix A.

3.2) Assumptions

1) Tower and structures were built in accordance with the manufacturer's specifications.
2) The tower and structures have been maintained in accordance with the manufacturer's

specification.
3) The configuration of antennas, transmission cables, mounts and other appurtenances are as

specified in Tables 1 and 2 and the referenced drawings.
4) Mount areas and weights are assumed based on photographs provided.

This analysis may be affected if any assumptions are not valid or have been made in error. B+T
Group should be notified to determine the effect on the structural integrity of the tower.

TnxTower Report -version 6.1.4.1



101 Ft Monopole Tower Structural Analysis Report
Project Number 97595.001.01, Windsor CT

4) ANALYSIS RESULTS

Table 5 -Section Capacity (Summary)

April 04, 2014
Site No. CTHA130A

Page 5

Section 
Elevation (ft) 

Component 
Size %Capacity Pass /Fail

No. Type

L1 101 - 87.54 Pole TP16 17x14.65x0.188 47 7 Pass

L2 
$7'54 

Pole TP16.989x15.567x0.25 71.8 Pass77.583 r. _._...._ _..,_ _ .
77.583 -

L3 Pole TP20.73x16.989x0:53 72 2 Pass46.08

46.08 -
L4 Pole TP20.325x19.922x0.601 70.8 Pass45.333

L5 45.333 - 0 Pole TP25.8x20.325x0.642 84.6 Pass

Summary

Pole Rating 84.6 Pass

Table 6 -Tower Component Stresses vs. Capacity

Notes Component Elevation (ft.) %Capacity Pass /Fail

1 I Anchor Rods ~ Base ( 61.8 I Pass

1 Base Plate ~ Base ~ 90.9 Pass

r̂ — 1 ~~~ Base Foundation~~~— Base~~_—r— 94.6 ~~~ Pass

Structure Rating (max from all components) = 94.6%

Notes:
1) See additional documentation in "Appendix C —Additional Calculations" for calculations supporting the %capacity

consumed.
2) Capacities up to 100% are considered acceptable based on analysis methods used.

4.1) Recommendations

The tower and its foundation have sufficient capacity to carry the existing, reserved, and proposed
loads. No modifications are required at this time.

TnxTower Report -version 6.1.4.1
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DESIGNED APPURTENANCE LOADING
TYPE ELEVATION TYPE ELEVATION

Lightning Rod 3/4" x 5' (E) 103.5 Plattortn Mounl [LP 71&1] (E) 107

R421.777~.00 W/ Mounl Pipe (E) 101 6' x 2" Mount Pipe (E) 101

R421.777~.00 W/ Mounl Pipe (E) 101 6'x2" Mount Pipe (E) 101

RA21.777~.00 W/Mount Pipe (~ 101 6' x 2" Mount Pipe (E) 101

TT19-08BP111-001 (E) 101 (2) AIR 21 w/Mount Pipe (P) 94

TT19-08BP111-001 (E) 101 {2) AIR 21 w/Mount Pipe (P) 94

TT19-08BP111-001 (E) 101 (2) AIR 21 w/Mount Pipe (P) 94

(2) CG-1900W80D-FULL-DIN (E) 101 KRY 112 71 (P) 94

(2) CG-190~W800-FULL-DIN (E) 101 KRY 112 71 (P) 94

(2) CG-1900W800-FULL-DIN (E) 101 KRY 112 71 (P) 94

(2) AM-X-CD-16-65-OOT-RET w/ 101 Plafform Mount [LP 303-1] (E) 94
Maunf Pipe (R) 6' x 2" Mount Pipa (E) 94
(2) AM-X-CD-16-65-ooT-RET w/ 101 6'x2" Mount Pipe (E) 94
Mount Pipe (R) 

g' x 2" Mount Pipe (E) 94
(2) AM-X-CD-16-65-OOT-RET wI 101 

APXV18-206517S w/ Mount Pipe 75.5Mount Pipe (R) ~E~

DTMABP78'19VG12A (R) ~a~ APXW 8-206517S w/ Mount Pipe 75.5
DTMABP7819VG72A (R) 101 (E)

DTMABP7619VG12A (R) 101 APXV18-2D8517S w! Maunl Pipe 75.5
(2) RRU-N (R) 101 (E)

(2) RRU-N (R) 101 GPS_A (E) 11

(2)RRU-11 (R) 1D1 Side Arm Mount [50701d](E) 9

QC6-48-60-1 &8F (R) 101

MATERIAL STRENGTH
GRADE Fy Fu GRADE Fy Fu

A572-85 65 ksi 80 ksi 56.586329ksi 57 ksI 72 kSi

5fi.939143ksi 57 ksi 72 ksi 58.523137ks1 59 ksI 74 ksl

TOWER DESIGN NOTES
1. Tower is located in Hartford County, Connecticut.
2. Tower designed fora 8D mph basic wind in accordance with the TIA/EIA-222-F

Standard.
O 3. Tower is also designed fora 38 mph basic wind with 1.00 in ice. Ice is considered

to increase in thickness with height.
4. Deflections are based upon a 50 mph wind.
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35 K

SHEAR MOMENT
4 K 346 kip-ft

TORQUE 0 kip-R
38 mph WIND - 1.000 in ICE

AXIAL
24 K

SHEAR` ~ ~ MOMENT
T4 KJ :~ 7046 kip-ft

TORQUE 1 kip-fr
REACTIONS - 80 mph WIND

- B+T Group °b' 97595.007,07 - Windsor, CT (Site# CTHA130
1717 S. Boulder Ave. P~°~e°':

e.r - . ~ Tulsa, OK 74119 
client: Northeast Site Solution wawn by: ZS~Yllth APP'd~

Phone: (918) 587-4630 
code: TIA/EIA-222-F ~ate:04/04/14 scale: NTS

FAX: 918 295-0265 Path: Dwg No. E-~



TIA/EIA-222-F - 80 mph/38 mph 1.000 in Ice Maximum Values
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Tower In ut Data

There is a pole section.
This tower is designed using the TIA/EIA-222-F standard.
The following design criteria apply:

Tower is located in Hartford County, Connecticut.
Basic wind speed of 80 mph.
Nominal ice thickness of 1.000 in.
Ice thickness is considered to increase with height.
Ice density of 56.000 pcf.
A wind speed of 38 mph is used in combination with ice.
Temperature drop of 50.000 °F.
Deflections calculated using a wind speed of 50 mph.
A non-linear (P-delta) analysis was used.
Pressures are calculated at each section.
Stress ratio used in pole design is 1.333.
Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not
considered.

~ tIO11S

Consider Moments -Legs
Consider Moments -Horizontals
Consider Moments -Diagonals
Use Moment Magnification
Use Code Stress Ratios
Use Code SafeTy Factors -Guys
Escalate Ice
Always Use M~ Kz
Use Special Wind Profile
Include Bolts In Member Capacity
Leg Bolts Are. At Top Of Section
Secondary Horizontal Braces Leg
Use Diamond Inner Bracing (4 Sided)
Add IBC .6D+W Combination

Distribute Leg Loads As Uniform
Assume Legs Pinned
Assume Rigid Index Plate
Use Clear Spans For Wind Area
Use Clear Spans For KL/r
Retension Guys To Initial Tension
Bypass Mast Stability Checks
Use Azimuth Dish. Coef£cients
Project Wind Area of Appurt.
Autocalc Torque Arm Areas
SR Members Have Cut Ends
Sort Capacity Reports By Component
Triangulate Diamond Inner Bracing
Use TIA-222-G Tension Splice Capacity
Exemption

Treat Feedline Bundles As Cylinder
Use ASCE 10 X-Brace Ly Rules
Calculate Redundant Bracing Forces
Ignore Redundant Members in FEA
SR Leg Bolts Resist Compression
All Leg Panels Have Same Allowable
Offset Girt At Foundation
Consider Feedline Torque
Include Angle Block Shear Check

Poles
Include Shear-Torsion Interaction
Always Use Sub-Critical Flow
Use Top Mounted Sockets

Ta ered Pole Section Geomet

Section Elevation Section Splice Nzmiber Top Bonom Wall Bend Pole Grade
Length Length of Diameter Diameter Thickness Radius

,fit ft ft Sides in in in in
Ll 101.000-87.540 13.460 2.020 18 14.650 16.170 0.188 0.750 A572-65

(65 ksi)
L2 87.540-77.583 11.977 0.000 18 15.567 16.989 0.250 1.000 A572-65

(65 ksi)
L3 77.583-46.080 31.503 2.590 18 16.989 20.730 0.530 2.122 56.939143ksi

(57 ksi)
L4 46.080-45333 3.337 0.000 18 19.922 20.325 0.601 2.403 56.586329ksi

(57 ksi)
LS 45.333-0.000 45.333 18 20.325 25.800 0.642 2.567 58.523137ksi

(59 ksi)
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Ta ered Pole Pro ernes

Section Tip Dia. Area I r C I/C J It/Q it it/t
in inz ina in rn inj ins ins in

LI 14.876 8.607 227.445 5.134 7.442 30.561 455.189 4304 2.248 11.991
16.419 9.512 306.959 5.674 8.214 37369 614.321 4.757 2.516 13.418

L2 16.051 12.154 360.243 5.437 7.908 45.554 720.961 6.078 2.300 9.199
17251 13282 470.199 5.942 8.630 54.481 941.018 6.643 2.550 10.2

L3 17251 27.708 948.287 5.843 8.630 109.877 1897.821 13.857 2.057 3.877
21.050 34.006 1752.992 7.17] 10.531 166.463 3508.291 17.006 2.715 5.119

L4 20.547 36.849 1737.987 6.859 10.]21 171.728 3478262 18.428 2.449 4.076
20.639 37.617 1849.018 7.002 10325 179.076 3700.469 18.812 2.520 4.194

LS 20.639 40.092 1962.490 6.988 10325 190.066 3927.561 20.050 2.448 3.815
26.198 51.242 4097.595 8.931 13.106 312.641 8200.582 25.626 3.411 5316

Toi~~er Gusset Gasset Gz~sset Grade Adj¢~st. Factor Adjust. Weight Milt Doarble A~sg7e Double Angle

Elevatio~z A~~ea Thickness Af Factor Stitch Bolt Stitch Bolt
(per face) A, Spacing Spacing

Diagonals Hw~i~antals

ft ~ in in in

Ll 1 1 1
101.000-87.54

0
L2 1 1 1

87.540-77.583
L3 1 1 0.98481

77.583-46.080
L4 1 1 0.978739

46.080-45.333
LS 1 1 0.989904

45333-0.000

Feed Line/Linear A urtenances -Entered As Area

Descriptio» Face Al7oir Conipo~lent Placement Face Lateral # C,~A~ Weight
or Shield Tjpe Offset Offset
Leg ft in (Frac FPV) ft~/ft klf

Climbing C No CaAa (Out Of Face) 100.000 - 93.000 36.000 0 1 No Ice 0.584 0.005
Ladder (Flat) 1/2" Ice 1.030 0.007

(E) 1"Ice 1.476 0.010
2" Ice 2368 0.020
4" Ice 4.151 0.049

Safety Line B No CaAa (Out Of Face) 100.000 - 0.000 0.000 0 1 No Ice 0.037 0.000
3/8 1/2" Ice 0.137 0.001

(E) 1" Ice 0238 0.001
2" Ice 0.437 0.002
4" Ice 0.838 0.004

***

LDF6-SOA(1 C No Inside Pole 100.000 - 0.000 0.000 0 12 No Ice 0.000 0.001
1/4") 1/2" Ice 0.000 0.001
(E) 1"Ice 0.000 0.001

2" Ice 0.000 0.001
4" Ice 0.000 0.001

DC FIBER( C No Inside Pole 100.000 - 0.000 0.000 0 3 No Ice 0.000 0.001
0.5") 1/2" Ice 0.000 0.001
(E) 1" Ice Q.000 0.001

2" Ice 0.000 0.001
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Description Face Allow Component Placement Face Lateral # C,~,4,~ Weight
or Shield Type Offset Offset
Leg ft in (Fi~ac FW) ft~/ft klf

4" Ice 0.000 0.001
***

HJS-SOA(7/8") A No Inside Pole 94.000 - 0.000 0.000 0 6 No Ice 0.000 0.002
(E) 1/2" Ice 0.000 0.002

1"Ice 0.000 0.002
2" Ice 0.000 0.002
4" Ice 0.000 0.002

HJ5-SOA(7/8"j A No Inside Pole 94.000 - 0.000 0.000 0 12 No Ice 0.000 0.002
(E) 1/2" Ice 0.000 0.002

1" Ice 0.000 0.002
2" Ice 0.000 0.002
4" Ice 0.000 0.002

MLE Hybrid A No Inside Pole 94.000 - 0.000 0:000 0 1 No Ice 0.000 0.001
9Power/18Fib 1/2" Ice 0.000 O.d01
er RL 2(1 5/S) 1" Ice 0.000 0.001

(P) 2" Ice 0.000 0.001
4" Ice 0.000 0.001

**►
LDF7-SOA(1 B No CaAa (Out Of Face) 75.500 - 0.000 0.000 0 2 No Ice 0.198 0.001

5/8) 1/2" Ice 0.298 0.002
(E-Outside) 1" Ice 0398 0.004

2" Ice 0.598 0.011
4" Ice 0.998 0.030

LDF7-SOA(1 B No CaAa (Out Of Face) 75.500 - 0.000 0.000 0 4 No Ice 0.000 OA~l
5/8) 1/2" Ice 0.000 0.002

(E-Outside 1" Ice 0.000 0.004
Shielded) 2" Ice 0.000 0.011

4" Ice 0.000 0.030
***

LDF4P-SOA(1 C No Inside Pole 9.000 - 0.000 0.000 0 1 No Ice 0.000 0.000
/2") 1/2" Ice 0.000 0.000

(E-Outside 1" Ice 0.000 OA~O
Shielded) 2° Ice 0.000 0.000

4" Ice 0.000 0.000
***

MP3-06 A No CaAa (Out Of Face) 45333 - 0.000 0.000 0 1 No Ice 0.434 0.029
(E) 1/2" Ice 0.518 0.031

1" Ice 0.601 0.034
2" Ice 0.768 0.040
4" Ice 1.101 0.057

MP3-06 C No CaAa (Out Of Face) 45.333 - 0.000 0.000 0 1 No Ice 0.434 0.029
(E) 1/2° Ice. 0.518 0.031

1"Ice 0.601 0.034
2" Ice 0.768 0.040
4" Ice 1.101 0.057

MP3-OS A No CaAa (Out Of Face) 80.000 - 45.333 0.000 0 1 No Ice 0.348 0.019
(E) 1/2" Ice 0.432 0.02.1

1" Ice 0.515 0.023
2" Ice 0.682 0.029
4" Ice 1.015 0.044

MP3-OS C No CaAa (Out Of Face) 80.000 - 45.333 0.000 0 1 No Ice 0348 0.019
(E) 1/2"Ice 0.432 0.021

1" Ice 0.515 0.023
2" Ice 0.682 0.029
4" Ice 1.015 0.044
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Feed Line/Linear A urtenances Section Areas

Tower Toirer• Face An AF C,~A,~ C,~A_~ Nreight
Section Elei~atron In Face Out Face

ft ft~ fig fit ft1 K

L1 101.000-87.540 A 0.000 0.000 0.000 0.000 0.186
B 0.000 0.000 0.000 0.467 0.003
C 0.000 0.000 0.000 4.091 0.151

L2 87.540-77.583 A 0.000 0.000 0.000 0.842 0333
B 0.000 0.000 0.000 0373 0.002
C 0.000 0.000 0.000 0.842 0.140

L3 77.583-46.080 A 0.000 0.000 0.000 10.974 1.512
B 0.000 0.000 0.000 12.832 0.152
C 0.000 0.000 0.000 10.974 0.902

L4 46.080-45333 A 0.000 0.000 0.000 0260 0.036
B 0.000 0.000 0.000 0324 0.004
C 0.000 0.000 0.000 0.260 0.021

LS 45333-0.000 A 0.000 0.000 0.000 19.690 2.612
B 0.000 0.000 0.000 19.652 0.233
C 0.000 0.000 0.000 19.690 1.735

Feed Line/Linear A urtenances Section Areas -With Ice

Toire~~ Toirer Face Ice AR AF CaA,~ C,~A.~ Weight
Section Elei~akon or Thickness bz Face Otit Face

ft Leg in ft1 ft1 ft~ ft~ K

Ll 101.000-87.540 A 1.134 0.000 0.000 0.000 0.000 0.186
B 0.000 0.000 0.000 3.293 0.018
C 0.000 0.000 0.000 11.169 0.198

L2 87.540-77.583 A 1.116 0.000 0.000 0.000 1.299 0345
B 0.000 0.000 0.000 2.632 0.014

C 0.000 0.000 0.000 1.299 0.152

L3 77.583-46.080 A 1.078 0.000 0.000 0.000 16.632 1.655

B 0.000 0.000 0.000 32306 0.914
C 0.000 0.000 0.000 16.632 1.045

L4 46.080-45.333 A 1.040 0.000 0.000 0.000 0.394 0.039
B 0.000 0.000 0.000 0.807 0.023
C 0.000 0.000 0.000 0.394 0.025

LS 45.333-0.000 A 1.000 0.000 0.000 0.000 27.245 2.839
B 0.000 0.000 0.000 46.852 1271

C 0.000 0.000 0.000 27245 1.962

Feed Line Center of Pressure

Section Elevation CP,Y CPZ CPX~ ~ CPZ
Ice Ice

ft i~a i~z in iaz

Ll 101.000-87.540 -0272 0.198 -0.374 0.401
L2 87.540-77.583 -0.056 -0.032 0.111 0.064
L3 77.583-46.080 0.047 0.027 0.268 0.155
L4 46.080-45333 0.066 0.038 0303 0.175
LS 45.333-0.000 -0.001 -0.000 0.250 0.144
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Discrete Tower Loads
_- -___

Description Face Offset Offsets: Azimuth Placenre~Tt C{,4,~ C,rA,~ YYeight
or Type Horz Adjustment Front Side
Leg Lateral

Vert
jt ft ,~ fry K
h

Lightning Rod 3/4" x 5' C None 0.000 103.500 No Ice 0:375 0375 0.030
(E) 1/2" Ice 0.890 0.890 0.034

1" Ice 1.356 1356 0.041
2" Ice 1.993 1.993 0.066
4" Ice 3.376 3376 0.162

***

RA21.7770.00 W/ Mount A From Leg 4.000 0.000 101.000 No Ice 7.031 5.002 0.060
Pipe 0.000 1/2" Ice 7.608 5.960 0.114
(E) 2.000 1" Ice 8.165 6.747 0.175

2" Ice 9.310 8.370 0322
4" Ice 11.721 11.872 0.746

RA21.7770.00 W/ Mount B From Leg 4.000 0.000 101.000 No Ice 7.031 5.002 0.060
Pipe 0.000 1/2" Ice 7.608 5.960 0.114
(E) 2.000 1" Ice 8.165 6.747 0,175

2" Ice 9.310 8..370 0322
4" Ice 11.721 11.872. 0.746

RA21.7770.00 W/ Mount C From Leg 4.000 0.000 101.000 No Ice 7.031 5.002 0.060
Pipe 0.000 1/2" Ice 7.608 5.960 0.114
(E) 2.000 1" Ice 8.165 6.747 0.175

2" Ice 9.310 8370 0.322
4" Ice 11.721 11.872 0.746

TT19-08BP111-001 A From Leg 4.000 0.000 101.000 No Ice 0.636 0.516 0.016
(E) 0.000 1/2" Ice 0.747 0.619 0.022

2.000 1" Ice 0.867 0.730 0.029
2" Ice 1.133 0.980 0.049
4" Ice 1.768 1.582 0.118

TT19-08BP111-001 B From Leg 4.000 0.000 101.000 No Ice 0.636 0.516 0.016
(E) 0.000 1/2" Ice 0.747 0.619 0.022

2.000 1" Ice 0.867 0.730 0.029
2" Ice 1.133 0.980 0.049
4" Ice 1.768 1.582 0.118

TT19-08BP111-001 C From Leg 4.000 0.000 101.000 No Ice 0.636 0.516 0.016
(E) 0.000 1/2" Ice 0.747 0.619 0.022

2.000 1" Ice 0.867 0.730 0.029
2" Ice 1.133 0.980 0.044
4" Ice 1.768 1.582 0.118

(2) A From Leg 4.000 0.000 101.000 No Ice 1284 0.313 0.012
CG-1900W800-FiTLL-DIN 0.000 1/2" Ice 1.438 0.410 0.019

(E) 2.000 1" Ice 1.600 0.517 0.028
2" Ice 1.949 0.756 0.053
4" Ice 2.753 1.338 0.133

(2) B From Leg 4.000 0.000 101.000 No Iee 1284 0.313 0.012
CG-1900W800-FiJLL-DIN 0.000 1/2" Ice 1.438 0.410 0.019

(E) 2.000 1" Ice 1.600 0.517 0.028
2" Ice 1.949 0.756 0.053
4" Ice 2.753 1338 0.133

(Z) C From Leg 4.000 0.000 101..000 No Ice 1.284 0.313 0.012
CG-1900W&00-FiJLL-DIN 0.000 1/2" Ice 1.438 0.410 0.019

(E) 2.000 1" Ice 1.600 0.517 0.028
2" Ice 1.949 0.756 0.053
4" Ice 2.753 1.338 0.133

(2) A From Leg 4:000 0.000 101.000 No Ice 8.498 6.304 0.074
AM-X-CD-16-65-OOT-RET 0.000 1/2" Ice 9.149 7.479 0.139

w/Mount Pipe 2.000 1" Ice 9.767 8.368 0.212
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Description Face Offset Offsets: AJin:uth Placement C,~A,~ C,~A,~ i~Veight
or Type Horz Adjustment Front Side
Leg Lateral

Vert

.~
(R) 2" Ice 11.031 10.179 0.385

4" Ice 13.679 14.024 0.874
(2) B From Leg 4.000 0.000 101.000 No Ice 8.498 6.304 0.074

AM-X-CD-16-65-OOT-RET 0.000 1/2" Ice 9.149 7.479 0.139
w/Mount Pipe 2.000 1"Ice 9.767 8.368 0212

(R) 2" Ice 11.031 10.179 0.385
4" Ice 13.679 14.024 0.874

(2) C From Leg 4.000 0.000 101.000 No Ice 8.498 6304 0.074
AM-X-CD-16-65-OOT-RET 0.000 1/2" Ice 9.149 7.479 0.139

w/Mount Pipe 2.000 1" Ice 9.767 8368 0.212
(R) 2" Ice 11.031 10.179 0.385

4" Ice 13.679 14.024 0.874
DTMABP7819VG12A A From Leg 4.000 0.000 101.000 No Ice 1.139 0391 0.019

(R) 0.000 1/2" Ice 1.284 0.488 0.026
2.000 1" Ice 1.437 0.595 0.036

2" Ice 1.769 0.833 0.060
4" Ice 2.538 1.414 0.140

DTMABP7819VG12A B From Leg 4.000 0.000 101.000 No Ice 1.139 0.391 0.019
(R) 0.000 1/2" Ice 1284 0.488 0.026

2.000 1" Ice 1.437 0.595 0.036
2" Ice 1.769 0.833 0.060
4" Ice 2.538 1.414 0.140

DTMABP7819VG12A C From Leg 4.000 0,000 101.000 No Ice 1.139 0:391 0.019
(R) 0.000 1/2" Ice 1.284 0.488 0.026

2.000 1"Ice 1.437 0.595 0.036
2" Ice 1.769 0.833 0.060
4" Ice 2.538 1.414 0.140

(2) RRU-11 A From Leg 4.000 0.000 101.000 No Ice 1.912 1.472 0.044
(R) 0.000 1/2" Ice 2.102 1.645 0.060

2.000 1" Ice 2.301 1.827 0.078
2" Ice 2.725 2218 0.123
4" Ice 3.676 3.102 0254

(2) RRU-11 B From Leg 4.000 0.000 101.000 No Ice 1.912 1.472 0.044
(R) 0.000 1/2" Ice 2.102 1.645 0.060

2.000 1" Ice 2.301 1.827 0.078
2" Ice 2.725 2218 0.123
4" Ice 3.676 3.102 0254

(2) RRU-11 C From Leg 4.000 0.000 101.000 No Ice 1.912 1.472 0.044
(R) 0.000 1/2" Ice 2.102 1.645 0.060

2.000 1" Ice 2.301 1.827 0.078
2" Ice 2.725 2.218 0.123
4" Ice 3.676 3.102 0:254

DC6-48-60-18-8F C From Leg 4.000 0.000 101.000 No Ice 2.567 4.317 0.019
(R) 0.000 1/2" Ice 2.79& 4.596 0.050

2.000 1"Ice 3.038 4.885 0.085
2" Ice 3.543 5.488 0.167
4" Iee 4.658 6.797 0.383

Platform Mount [LP 712-1] C None 0.000 101.000 No Ice 24.530 24.530 1.335
(E) 1/2" Ice 29.940 29.940 1.646

1" Ice 35.350 35350 1.956
2" Ice 46.170 46.170 2.577
4" Ice 67.810 67.810 3.820

6' x 2" Mount Pipe A From Leg 4.000 0.000 101.000 No Ice 1.425 1.425 0.022
(E) 0.000 1/2" Ice 1.925 1.925 0.033

0.000 1"Ice 2294 2294 0.048
2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0,231
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~~~ Descriplio~t Face Offset Offsets: Azimuth Placement C,aA,~ C,~A,~ Weight
or Type Horz Adjustment Front Side
Leg Lateral

Ttert

J`t f~ f~ .fig K

6' x 2" Mount Pipe B Froin Leg 4.000 0.000 101.000 No Ice 1.425 1.425 0.022

(E) 0.000 1/2" Ice 1.925 1.925 0.033
0.000 1" Ice 2.294 2294 0.048

2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0231

6' x 2" Mount Pipe C From Leg 4.000 0.000 101.000 No Ice 1.425 1.425 0.022

(E) 0.000 1/2" Ice 1.925 1.925 0.033

0.000 1" Ice 2294 2.294 0.048
2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0.231

*+*

(2) AIIZ 21 w/ Mount Pipe A Froin Leg 4.000 0.000 94.000 No Ice 6.771 5.701 0.112

(P) 0.000 1/2" Ice 7292 6.552 0.169
0.000 1" Ice 7.807 7329 0.232

2" Ice 8.869 8.938 0383
4" Ice 11.116 12371 0.807

(2) AIR 21 w/ Mount Pipe B From Leg 4.000 0.000 94.000 No Ice 6.771 5.701 0.112

(P) 0.000 1/2" Ice 7.292 6.552 0.169
0.000 1" Ice 7.807 7329 0.232

2" Ice 8.869 8.938 0.383
4" Ice 11.116 12371 0.807

(2) AIR 21 w/ Mount Pipe C Froin Leg 4.000 0.000 94.000 No Ice 6.771 5.701 0.112

(P) 0.000 1/2" Ice 7292 6.552 0.169
0.000 1" Ice 7.807 7329 0.232

2" Ice 8.869 8.938 0383
4" Ice 11.116 12.371 0.807

KRY 112 71 A From Leg 4.000 0.000 94.000 No Ice 0.681 0.450 0.013
(P) 0.000 1/2" Ice 0.802 0.559 0.018

0.000 1" Ice 0.932 0.677 0.025
2" Ice 1219 0.939 0.044
4" Ice 1.896 1.566 0.111

KRY 112 71 B From Leg 4.000 0.000 94.000 No Ice 0.681 0.450 0.013

(P) 0.000 1/2" Ice 0.802 0.559 0.018
0.000 1" Ice 0.932 0.677 0.025

2" Ice 1219 0.939 0.044
4" Ice 1.896 1.566 0.111

KRY 112 71 C From Leg 4.000 0.000 94.000 No Ice 0.681 0.450 0.013

(P) 0.000 1/2" Ice 0.802 0.559 0.018
0.000 1" Ice 0.932 0.677 0.025

2" Ice 1.219 0.939 0.044
4" Ice 1.896 1.566 0.111

Platform Mount [LP 303-1] C None 0.000 94.000 No Ice 14.660 14.660 1250

(E) 1/2"Ice 18.870 18.870 1.481
1" Ice 23.080 23.080 1.713
2" Ice 31.500 31.500 2.175
4" Ice 48.340 48.340 3.101

6' x 2" Mount Pipe A From Leg 4.000 0.000 94.000 No Ice 1.425 1.425 0.022

(E) 0.000 1/2" Ice 1.925 1.925 0.033
0.000 1" Ice 2.294 2294 0.048

2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0231

6' x 2" Mount Pipe B From Leg 4.000 0.000 94.000 No Ice 1.425 1.425 0.022

(E) 0.000 1/2" Ice 1.925 1.925 0.033
0.000 1" Ice 2.294 2.294 0.048

2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0231

6' x 2" Mount Pipe C From Leg 4.000 0.000 94.000 No Ice 1.425 1.425 0.022
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_ _,_,
Description Face Offset Offsets: A-rnnrth Placement C,iA,~ C~,4~ Wezght

or Type Horz Adjz~sh~ie~at Front Side
Leg Lateral

Inert

.f~ .fr .f~ .fig x

(E) 0.000 1/2" Ice 1.925 1925 0.033
0.000 1" Ice 2:294 2.294 0.048

2" Ice 3.060 3.060 0.090
4" Ice 4.702 4.702 0.231

***

APXV18-206517S w/Mount A From Leg 2.000 0.000 75.500 No Ice 5286 4.667 0:053
Pipe 0.000 1/2" Ice 5.839 5.822 0.097
(E) 0.000 1" Ice 6357 6.687 0.149

2" Ice 7.417 8.461 0.279
4" Ice 9.765 12.208 0.674

APXV 18-206517S w/Mount B From Leg 2.000 0.000 75.500 No Ice 5.286 4.667 0.053
Pipe 0.000 1/Z" Ice 5.839 5.822 0.097
(E) 0.000 1" Ice 6357 6.687 0.149

2" Ice 7.417 8.461 0,279
4" Ice 9.765 12208 0.674

APXV18-2065175 w/Mount C From Leg 2.000 0.000 75.500 No Ice 5.286 4.667 0.053
Pipe 0.000 1/2" Ice 5.839 5.822 0.097
(E) 0.000 1" Ice 6.357 6.687 0.149

2" Ice 7.417 8.461 0.279
4" Ice 9.765 12,208 0.674

m**

GPS_A C From Leg 2.000 0.000 11.000 No Ice 0.297 0.297 0.001
(E) 0.000 1/2" Ice 0.374 0.374 0.005

0.000 1" Ice 0.459 0.459 0.010
2" Ice 0.655 0.655 0.025
4" Ice 1.151 1.151 0.079

**~

Side Arm Mount [SO 701-1] C None 0.000 9.000 No Ice 0.850 1.670 0.065
(E) 1/2" Ice 1.140 2340 0.079

1" Ice 1.430 3.010 0.093
2" Ice. 2.610 4.350 0.121
4" Ice 3.170 7.030 0.177

***

Load Combinations
_ -_ -

Comb. Description
No.
1 Dead Only
2 Dead+Wind 0 deg - No Ice
3 Dead+Wind 30 deg - No Ice
4 Dead+Wind 60 deg - No Ice
5 Dead+Wind 90 deg - No Ice
6 Dead+Wind 120 deg - No Ice
7 Dead+Wind 150 deg - No Ice
8 Dead+Wind 180 deg - No Ice
9 Dead+Wind 210 deg - No Ice
10 Dead+Wind 240 deg - No Ice
11 Dead+Wind 270 deg - No Ice
12 Dead+Wind 300 deg - No Ice
13 Dead+Wind 330 deg - No Ice
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Conab. Description
No.

14 Dead+Ice+Temp
IS Dead+Wind 0 deg+Ice+Temp
16 Dead+Wind 30 deg+Ice+Temp
17 Dead+Wind 60 deg+Ice+Temp
18 Dead+Wind 90 deg+Ice+Temp
19 Dead+Wind 120 deg+Ice+Temp
20 Dead+Wind 150 deg+Ice+Temp
21 Dead+Wind 180 deg+Ice+Teinp
22 Dead+Wind 210 deg+Ice+Temp
23 Dead+Wind 240 deg+Ice+Temp
24 Dead+Wind 270 deg+Ice+Temp
25 Dead+Wind 300 deg+Ice+Temp
26 Dead+Wind 330 deg+Ice+Temp
27 Dead+Wind 0 deg -Service
28 Dead+Wind 30 deg -Service
29 Dead+Wind 60 deg -Service
30 Dead+Wind 90 deg -Service
31 Dead+Wind 120 deg -Service
32 Dead+Wind 150 deg -Service
33 Dead+Wind 180 deg -Service
34 Dead+Wind 210 deg -Service
35 Dead+Wind 240 deg -Service
36 Dead+Wind 270 deg -Service
37 Dead+Wind 300 deg -Service
38 Dead+Wind 330 deg -Service

Maximum Member Forces

Section Elevation Component Conditio~i Gov. Force Major Axis Minor Axis

Na ft Tj pe Load Moment Moment
Conzb. K kip-ft kip ft

Ll 101 - 87.54 Pole Max Tension 14 0.000 -0.000 0.000
Max. Compression 14 -9.759 0.431 -0.259

Max.IvlY 11 -4.383 73.046 0.386
Max. My 8 -4.377 -0366 -73.470
Marc. Vy 11 -7.538 73.046 0.386
Mas. Vx 2 -7.573 0.447 73.365

Max. Torque 13 0.781
L2 87.54 - 77.583 Pole Max Tension 1 0.000 0.000 0.000

Max. Compression 14 -11.250 0.479 -0258
Max.IvLY 11 -5.560 166.550 0.764
Max. My 8 -5.555 -0.685 -167.348
Marc. Vy 11 -8.055 166.550 0.764
Mas. Vx 2 -8.090 0.873 167.274

Max. Torque 13 0.783
L3 77.583 - 46.08 Pole Max Tension 1 0.000 0.000 0.000

Max. Compression 14 -18.787 0373 -0320
Max. Mx 11 -11.135 445.549 1.830
Max. My 2 -11.131 2.108 447.182
Maas. Vy 11 -10.741 445.549 1.830
Mas. Vx 2 -10.777 2.108 447.182

Mme. Torque 7 -0.783
L4 46.08 - 45.333 Pole Max Tension 1 0.000 0.000 0.000

Max. Compression 14 -20.038 0.360 -0.328
Mai. ivy 11 -12.132 481.852 1.954
Max. My 2 -12.128 2251 483.590
Mas. Vy 11 -11.002 481.852 1.954
Max. Vx 2 -11.037 2251 483.590

Max. Torque 7 -0.774
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Section Elevarion Component Condition Gay. Force MajorAsis Minor Axis
Na ,fit Type Load Momenf Moment

Comb. K kip ft kip fi

LS 45.333 - 0 Pole Max Tension 1 0.000 0.000 0.000
Maas. Compression 14 -34.533 0.604 -0.217

Maac. Mac 11 -24348 1040.637 3.865
Max. My 2 -24348 4.563 1043.577
Max. Vy 11 -13.584 1040.637 3.865
Max. Vx 2 -13.617 4.563 1043.577

Max. Torque 7 -0.797

Maximum Reactions

Location Condition Gan. Vertical Horizontal, X Horizontal, Z
Laced K K K
Comb.

Pole Max. Vert 21 34.533 -0.007 -4.336
Mme. H 11 24.367 13.548 0.029
Maas. H 2 24367 0.029 13.582
Maas. M, 2 1043.577 0.029 13.582
Maas. M~ 5 1037.855 -13.548 -0.029

Mme. Torsion 13 0.796 6.799 11.777
Min. Vert 1 24.367 0.000 0.000
Min. H,; 5 24.367 -13.548 -0.029
Min. H 8 24.367 -0.029 -13.582
Min. Ma 8 -1042.214 -0.029 -13.582
Min. M I 1 -1040.637 13.548 0.029

Min. Torsion 7 -0.796 -6.799 -11.777

Tower Mast Reaction Summa

Load Vertical Shears Shear Onertvrning Overturning Torgue
Combination Moment, M Moment, M

K K K kiP~ ~P1~ ~P~
Dead Only 24.367 0.000 0.000 -0.662 1349 -0.000
Dead+Wind 0 deg - No Ice 24367 -0.029 -13.582 -1043.577 4.562 -0.689
Dead+Wind 30 deg - No Ice 24367 6.749 -11.748 -902.283 -515.482 -0394
Dead+Wind 60 deg - No Ice 24.367 11.719 -6.766 -519.396 -897.041 0.009
Dead+Wind 90 deg - No Ice 24.367 13.548 0.029 2.487 -1037.855 0:410
Dead+Wind 120 deg - No Ice 24367 11.748 6.816 523.509 -900.200 0.698
Dead+Wind 150 deg - No Ice 24367 6.799 11.777 904A69 -520.976 0.796
Dead+Wind 180 deg - No Ice 24367 0.029 13.582 1042.214 -1.790 0.681
Dead+Wind 210 deg - No Ice 24.367 -6.749 11.748 900.921 518.264 0.387
Dead+Wind 240 deg - No Ice 24.367 -11.719 6.766 518.026 899.827 -0.009
Dead+Wind 270 deg - No Ice 24.367 -13.548 -0.029 -3.865 1040.637 -0:403
Dead+Wind 300 deg - No Ice 24367 -11.748 -6.816 -524.887 902.973 -0.691
Dead+Wind 330 deg - No Ice 24.367 -6.799 -11.777 -905.440 523.744 -0.796
Dead+Ice+Temp 34.533 -0.000 0.000 0.217 0.604 -0.000
Dead+Wind 0 deg+Ice+Temp 34.533 -0.007 -4336 -345.617 1.435 -0.160
Dead+Wind 30 deg+Ice+Temp 34.533 2.158 -3..752 -298.893 -171.152 -0.068
Dead+Wind 60 deg+Ice+Temp 34.533 3.745 -2.162 -172.011 -297.704 0.043
Dead+Wind 90 deg+Ice+Temp 34.533 4.328 0.007 1.028 -344.307 0.142
Dead+Wind 120 deg+Ice+Temp 34.533 3.752 2.174 173.856 -298.485 0.203
Dead+Wind 150 deg+Ice+Temp 34.533 2.170 3.758 300.167 -172.506 0.209
Dead+Wind 180 deg+Ice+Temp 34.533 0.007 4336 346.110 -0.129 0.159
Dead+Wind 210 deg+Ice+Temp 34.533 -2.158 3.752 299.386 172.459 0.067
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Load Vertical Sheai•.r Shea z Overtzn•ning Overtzn~ning To~~que
Combination Moment, Mx Moment, M

K K K kiP:~ ~P-f~ ~P~
Dead+Wind 240 deg+Ice+Temp 34.533 -3.745 2.162 172.504 299.012 -0.043
Dead+Wind 270 deg+Ice+Temp 34,533 -4.328 -0.007 -0.536 345.615 -0.141
Dead+Wind 300 deg+Ice+Temp 34.533 -3.752 2.174 -173.365 299.793 -0.202
Dead+Wind 330 deg+Ice+Temp 34.533 -2.170 -3.758 -299.675 173.813 -0.209
Dead+Wind 0 deg -Service 24.367 -0.011 -5.305 -408.789 2.640 -0.272
Dead+Wind 30 deg -Service 24.367 2.636 -4.589 -353.497 -200.864 -0.155
Dead+Wind 60 deg -Service 24.367 4.578 -2.643 -203.664 -350.173 0.004
Dead+Wind 90 deg -Service 24.367 5292 0.011 0.559 -405274 0.161
Dead+Wind 120 deg -Service 24367 4.589 2.663 204.447 -351.416 0276
Dead+Wind 150 deg -Service 24367 2.656 4.600 353.371 -203.Q18 0.315
Dead+Wind 180 deg -Service 24.367 0.011 5.305 407.422 0.153 0.271
Dead+Wind 210 deg -Service 24.367 -2.636 4.589 352.130 203.658 0,154
Dead+Wind 240 deg -Service 24.367 -4.578 2.643 202.295 352.468 -0.004
Dead+Wind 270 deg -Service 24.367 -5.292 -0.011 -1.928 408.068 -0,160
Dead+Wind 300 deg -Service 24.367 -4.589 -2.663 -205.817 354209 -0,274
Dead+Wind 330 deg -Service 24367 -2.656 -4.600 -354.740 205.810 -0316

Solution Summa

Sam of Applied Forces Sun: ofReacfions
Load PX PY PZ PX PY PZ %Error
Comb. K K K K K K

1 0.000 -24367 0.000 0.000 24.367 0.000 0.000%
2 -0.029 -24.367 -13.582 0.029 24.367 13,582 0.000%
3 6.749 -24.367 -11.748 -6.749 24.367 11.748 0.000%
4 11.719 -24.367 -6.766 -11.719 24.367 6.766 0.000%
5 13.548 -24.367 0.024 -13.548 24.367 -0.029 0.000%
6 11.748 -24.367 6.816 -11.748 24367 -6.816 0.000%
7 6.799 -24.367 11.777 -6.799 24.367 -11.777 0.000°/a
8 0.029 -24.367 13.582 -0.029 24.367 -13.582 0.000%
9 -6.749 -24367 11.748 6.749 24.367 -11.748 0.000%
10 -11.719 -24367 6.766 11.719 24367 -6.766 0.000%
11 -13.548 -24367 -0.029 13,548 24367 0.029 0.000°fo
12 -11.748 -24367 -6.816 11.748 24367 6.816 0.000%
13 -6.799 -24.367 -11.777 6.799 24367 11.777 0.000%
14 0.000 -34.533 0.000 0.000 34.533 -0.000 0.000%
15 -0.007 -34.533 -4.336 0.007 34.533 4.336 0.000%
16 2.158 -34.533 -3.752 -2.158 34.533 3.752 0.000%
17 3.745 -34.533 -2.162 -3.745 34.533 2.162 0,000%
18 4328 -34:533 0.007 -4.328 34.533 -0.007 0.000%
19 3.752 -34.533 2.174 -3.752 34.533 -2.174 0.000%
20 2.170 -34.533 3.758 -2.170 34.533 -3.758 0.000%
21 0.007 -34.533 4.336 -0.007 34.533 -4336 0.000%
22 -2.158 -34.533 3.752 2.158 34.533 -3.752 0.000%
23 -3.745 -34.533 2.162 3.745 34.533 -2.162 0.000%
24 -4328 -34.533 -0.007 4.328 34.533 0.007 0.000%
25 -3.752 -34.533 -2.174 3.752 34.533 2.174 0.000%
26 -2.170 -34.533 -3.758 2.170 34.533 3.758 0.000%
27 -0.011 -24.367 -5.305 0.011 24.367 5.305 0.000%
28 2.636 -24367 -4.589 -2.636 24.367 4.589 0.000%
29 4.578 -24.367 -2.643 -4.578 24.367 2.643 0.000%
30 5.292 -24.367 O.OIl -5.292 24367 -0.011 0:600%
31 4.589 -24.367 2.663 -4.589 24367 -2:663 0.000%
32 2.656 -24367 4.600 -2.656 24.367 -4.600 0.000%
33 0.011 -24.367 5305 -0.011 24357 -5305 0.000%
34 -2.636 -24.367 4.589 2.636 24367 -4.589 0.000%
35 -4.578 -24367 2.643 4.578 24367 -2.643 0.000%
36 -5.292 -24367 -0.011 5.292 24367 0.011 0.000%
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Sum afApp7ied Forces Simi ofReacNons
Load PX PY PZ PX PY PZ %Error
Con:b. K K K K K K

37 -4.589 -24367 -2.663 4.589 24.367 2.663 0.000%
38 -2.656 -24367 -4.600 2.656 24367 4.600 0.000%

Non-Linear Conver ence Results

Load Conre~ged? N¢tntber Displacement Fa~'ce
Combination ofCydes Tolerance Tolerance

1 Yes 4 0.00000001 0.00000001
2 Yes 5 0.00000001 0.00023526
3 Yes 6 0.00000001 0.00017851
4 Yes 6 0.00000001 0.00018221
5 Yes 5 0.00000001 0.00014001
6 Yes 6 0.00000001 0.00019141
7 Yes 6 0.00000001 0.00017725
8 Yes 5 0.00000001 0.00017711
9 Yes 6 0.00000001 0.00018686
10 Yes 6 0.00000001 0.00018263
11 Yes 5 0.00000001 0.00008280
12 Yes 6 0.00000001 0.00017900
13 Yes 6 0.00000001 0.00019370
14 Yes 4 0.00000001 0.00001049
IS Yes 5 0.00000001 0.00062389
16 Yes 6 0.00000001 0.00012712
17 Yes 6 0.00000001 0.00012801
18 Yes 5 0.00000001 0.00061792
19 Yes 6 0.00000001 0.00013345
20 Yes 6 0.00000001 0.00012794
21 Yes 5 0.00000001 0.000625]2
22 Yes 6 0.00000001 0.00013171
23 Yes 6 0.00000001 0.00013044
24 Yes 5 0.00000001 0.00062095
25 Yes 6 0.00000001 0.00012853
26 Yes 6 0.00000001 0.00013443
27 Yes 4 0.00000001 0.00083767
28 Yes 5 0.00000001 0.00029317
29 Yes 5 0.00000001 0.00030507
30 Yes 4 0.00000001 0.00054846
31 Yes 5 0.00000001 0.00033431
32 Yes 5 0.00000001 0.00028889
33 Yes 4 0.00000001 0.00076523
34 Yes 5 0.00000001 0.00032176
35 Yes 5 0.00000001 0.00030724
36 Yes 4 0.00000001 0.00049543
37 Yes 5 0.00000001 0.00029635
38 Yes 5 0.00000001 0.00034465
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Maximum Tower Deflections -Service Wind

Section Elevation Ho~~. Gay. Tilt Ti~~ist
No. Deflecfron Load

ft in Conzb. °

Ll 101 - 87.54 29.679 38 2.636 0.012
L2 89.56 - 77.583 23.518 38 2.463 0.008
L3 77.583 - 46.08 17.730 38 2.101 0.005

L4 48.67 - 45.333 7.114 38 1357 0.002
LS 45333 - 0 6.184 38 1297 0.002

Critical Deflections and Radius of Curvature -Service Wind

Elevation Appurtenance Gov. Deflection Tilt Tirist Radiz~s of
Load Czm~atur•e

ft Comb. in ft

103.500 Lightning Rod 3/4° x 5' 38 29.679 2.636 0.012 4937

101.000 RA21.7770.00 W/ Mount Pipe 38 29.679 2.636 0.012 4937
94.000 (2) AIR 21 w/Mount Pipe 38 25.863 2.548 0.009 3527
75.500 APXV18-2065175 w/ Mount Pipe 38 16.808 2.034 0.004 2064
11.000 GPS_A 38 0.828 0367 0.000 5750
9.000 Side Arm Mount [SO 701-IJ 38 0.666 0301 0.000 7028

Maximum Tower Deflections - Desi n Wind

Section Elevation Horz. Gay. Tilt Tirist
No. Deflection Load

ft in Contb. °

Ll 101 - 87.54 75.510 13 6.719 0.032
L2 89.56 - 77.583 59.859 13 6.278 0.019
L3 77.583 - 46.08 45.146 13 5356 0.012
L4 48.67 - 45.333 18.130 13 3.460 0.005
LS 45.333 - 0 15.760 13 3307 0.005

Critical Deflections and Radius of Curvature - Desi n Wind

Elevation Appta•tenance Gov. Deflection Trlt ~ ~ Tii~ist Radius of
Load C¢nvatzn•e

_~,ft Conab. in ft

103.500 Lightning Rod 3/4" x 5' 13 75.510 6.719 0.032 1984
101.000 RA21.7770.00 W/Mount Pipe 13 75.510 6.719 0.032 1984
94.000 (2) AIR 21 w/Mount Pipe 13 65.816 6.492 0.024 1417
75.500 APXV1 8-2065 1 75 w/ Mount Pipe 13 42.802 5.185 0.011 824
11.000 GPS_A 13 2.112 0.937 0.001 2260
9.000 Side Arm Mount jS0 701-1] 13 1:699 ~ 0.769 _ 0.001 2762
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ZS1lllth

Com cession Checks

Pole Desi n Data

Section Elei~ation Sipe L L„ KI/r Fo A Actval Allow. Ratio

No. P Pa P
ft ft ft ksi ins K K pa

Ll 101 - 87.54 (1) TP16.17x14.65x0.188 13.460 0.000 0.0 39.000 9.376 -4.373 365.657 0.012

L2 87.54 - 77.583 TP16.989x15.567x025 11.977 0.000 0.0 39.000 13283 -5.551 518.017 0.011

~2)
L3 77.583 - 46.08 TP20.73x16.989x0.53 31.503 0.000 0.0 34.163 33.488 -11.128 1144.080 0.010

(3)
L4 46.08 - 45.333 TP20325x19.922x0.601 3337 0.000 0.0 33.952 37.617 -12.126 1277.180 0.009

(4)
LS 45333 - 0 (5) TP25.8~0325x0.642 45333 0.000 0.0 35.114 51.242 -24348 1799.320 0.014

Pole Bendin Desi n Data

Section Elevation Size Actual Actzral Allow. Ratzo Actua] Act¢~al A77air. Ratio

No. M .far Fex .fa.Y M, ,fby Fby Jar

.fr kiPft ksr ksi Fa.< ~P:ft ksi ksi Fay,
Ll 101 - 87.54 (1) TP16.17x14.65x0.188 73.652 24.345 39.000 0.624 0.000 0.000 39.000 0.000

L2 87.54 - 77.583 TP16.989x15.567x0.25 167.790 36.957 39.000 0.948 0.000 0.000 39.000 0.000

~Z)
L3 77.583 - 46.08 TP20.73x16.989x0.53 448347 33.341 34.163 0.976 0.000 0.000 34.163 0.000

(3)
L4 46.08 - 45333 TP20.325x19.922x0.601 484.830 32.489 33.952 0.957 0.000 0.000 33.952 0.000

(4)
LS 45.333 - 0 (5) TP25.8ac20325x0.642 1046.00 40.149 35.114 1.143 0.000 0.000 35.114 0.000

8

Pole Shear Desi n Data

Section Elei~atio~i ~ Size ActzraT Actual AAoir. Ratio Actaral Ach~al Allow. Ratio

No. V f,. F f„ T f, F,,, f,
ft K ksi ksi F kip ft ksi ksi F ~

Ll 101 - 87.54 (1) TP16.17x14.65x0.188 7.591 0.810 26.000 0.062 0.781 0.125 26.000 0.005

L2 87.54 - 77.583 TP16.989x15.567x0.25 8.108 0.610 26.000 0.047 0.783 0.084 26.000 0.003
~2)

L3 77.583 - 46.08 TP20.73x16.989x0.53 10.796 0322 22.776 0.028 0.775 0.028 22.776 0.001

(3)
L4 46.08 - 45.333 TP20325x19.922x0.601 11.056 0.294 22.634 0.026 0.774 0.025 22.634 0.001

(4)
LS 45333 - 0 (5) TP25.8~0325x0.642 13.634 0266 23.409 0.023 0.796 0.015 23.409 0.001
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Pole Interaction Desi n Data

Section Elei~ation Ratio Ratio Ratio Ratio Rado Conzb. Allow. Criteria
No. P fa.< fa}- f f ~ Sh~ess Sh~ess

.fr Pu Fbr Fb„ F„ F,~ Rado Ratio

Ll 101 - 87.54 (1) 0.012 0.624 0.000 0.062 0.005 0.637 1.333 
Hl-3+VT

L2 87.54 - 77.583 0.011 0.948 0.000 0.047 0.003 0.959 1333 
HI-3+VT

~Z) ~f

L3 77.583 - 46.08 0.010 0.976 0.000 0.028 0.001 0.986 1333 
Hl-3+VT

(3)

L4 46.08-45333 0.009 0.957 0.000 0.026 0.001 0.967 1333 
Hl-3+VT

(4)

LS 45333 - 0 (5) 0.014 1.143 0.000 0.023 0.001 1.157 1333 
HI-3+VT

Section Ca acit Table

Section Elevation Component Sise Critical P SF*Po~rp,,. % Pass
Na ft Type Ele»ient K K Capacity Fair

Ll 101 - 87.54 Pole TP16.17x]4.65x0.188 1 -4373 487.421 ** Pass
L2 87.54 - 77.583 Pole TP16.989x15.567x025 2 -5.551 690.517 ** Pass
L3 77.583 - 46.08 Pole TP20.73x16.989x0.53 3 -11.128 1525.059 ** Pass
L4 46.08 - 45333 Pole TP20325x19.922x0.601 4 -12.126 1702.481 ** Pass
LS 45333 - 0 Pole TP25.8~0325x0.642 5 -24.348 2398.493 ** Pass

Sununary
Pole (LS) ** Pass
RATING= ** Pass

**See additional calculations for pole capacities

Program Version 6.1.4.1 - 12/17/2013 File: CTHA130A Windsor.eri
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BASE LEVEL DRAWING
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APPENDIX C

ADDITIONAL CALCULATIONS
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Square, Stiffened / Unstiffened Base Plate, Any Rod Material - Rev. F /G
Assumptions: 1) Rod groups at corners. Total #rods divisible by 4. Maximum total # of rods = 48 (12 per Corner).

2) Rod Spacing =Straight Center-to-Center distance between any (2) adjacent rods (same corner)

3) Ciear space between bottom of levelin nut and to of concrete not exceedin 1 *Rod Diameter)

Site Data

Site #: CTHA130A

Site Name: Windsor

Anchor Rod Data
Qty: 8

Diam: 2.25 in
Rod Material: A615-J

Yield, Fy: 75 ksi
Strength, Fu: 100 ksi

Bolt Circle: 50.8 in
Anchor Spacing: 6 Ifl

Plate Data
W=Side: 48 in

Thick: 2.5 in
Grade: 60 ksi

Cli Distance: 16 in

Stiffener Data eldin at both sides

Configuration: Stiffened
Weld Type: Fillet "`~

Groove Depth: <-- Disregard
Groove Angle: <-- Disregard
Fillet H. Weld: 0.4375 in
Fillet V. Weld: 0.25 in

Width: 11.5 in
Height: 48 in
Thick: 125 in
Notch: 0.75 in
Grade: 50 ksi

Weld str.: 70 ksi

Pole Data
Diam: 25.8 in
Thick: 0.3125 in
Grade: 65 ksi

# of Sides: 18 "o" IF Round

Base Reactions

TIA Revision: F
Unfactored Moment, M: 1046 ft-kips
Unfactored Axial, P: 24 kips

Unfactored Shear, V: 14 ki s

Anchor Rod Results
TIA F --> Maximum Rod Tension 120.5 Kips
Allowable Tension: 195.0 Kips
Anchor Rod Stress Ratio: 61.8% Pass

Max PL Length

Yield Line
/f Anchors 

5t Stof c = L= BASE PL

Oty/4 r THICKNESS

F~ ~t Anchoq Typ.

STIFFENED CONFIGURATION
ASSlIMEO IN IDOL

~~ / I B.C.
i eG

L'~ ~ Input cieor space
A \ at B.C. for Sinole

Anchor Case

so ~ 4
L9,P Pole
F OIAM ~-/ 0

Anchor Spacing Same As
Stiffener Spacing.
Except for Slanle Corner
Anchor (Input Clear Space)

Stress increase ractor

ASD ASIF: 1.333
" Note: for complete joint penetration groove welds the groove depth must be exactly 1/2 the stiffener thickness for calculation purposes

PL Ref. Data
Yield Line (in):

N/A, Roark
Max PL Length:

42.08

Analysis date: 4/4/2014



Square, Stiffened / Unstiffened Base Plate, Any Rod Material - Rev. F /G
Assumptions: 1) Rod groups at corners. Total #rods divisible by 4. Maximum total # of rods = 48 (12 per Corner).

2) Rod Spacing =Straight Center-to-Center distance between any (2) adjacent rods (same corner)
3) Clear space between bottom of levelin nut and to of concrete not exceedin 1 ~ Rod Diameter)

Site Data

Site #: CTHA130A

Site Name: Windsor

Anchor Rod Data
Qty: 4

Diam: 2.25 in
Rod Material: A615-J

Yield, Fy: 75 ksi
Strength, Fu: 100 ksi

Bolt Circle: 50.8 in

Plate Data
W=Side: 48 in

Thick: 2.5 in
Grade: 60 ksi

Cli Distance: 16 in

Stiffener Data (Weldin at both sides)

Configuration: Stiffened
Weld Type: Fillet ~*

Groove Depth: <-- Disregard
Groove Angle: <-- Disregard
Fillet H. Weld: 0.4375 in
Fillet V. Weld: 0.25 in

Width: 11.5 in
Height: 48 in
Thick: 1.25 in
Notch: 0.75 in
Grade: 50 ksi

Weld str.: 70 ksi
Clear Space
between
Stiffeners at 

in

B. lam.

Pole Data
Diam: 25.8 in
Thick: 0.3125 in
Grade: 65 ksi

# of Sides: 18 "0" IF Round

Base Reactions

TIA Revision: F
Unfactored Moment, M: 1046 ft-kips
Unfactored Axial, P: 24 kips

Unfactored Shear, V: 14 ki s

Base Plate Results Shear Check Only PL Ref. Data
Base Plate Stress: 5.2 ksi Yield Line (in):

Allowable PL Bending Stress: 32.0 ksi N/A, Roark
Base Plate Stress Ratio: 16.3% Pass Max PL Length:

42.08

Stiffener Results

Horizontal Weld : 90.9°/o Pass
Vertical Weld: 31.4°/o Pass
Plate Flex+Shear, fb/Fb+(fv/Fv)^2: 2.7% Pass
Plate Tension+Shear, ft/Ft+(fv/Fv)"2: 31.7% Pass
Plate Comp. (AISC Bracket): 26.0% Pass
Pole Results
role runcning near ~necK: 4.4 io rass

Max PL Length

Yield Line
~ AnoM1ors St St
at co — t= BASE PL

Oty~4 r THICKNESS

may_ rt Anchor, Typ.

STIFFENED CONFIGURATION
ASSUMED IN TOOL

~e / I B.C.
0~

L'~~ ,` \ Input Clear Space
~O of B.C. fOf Sinole

Anchor Case

so ~ 4

L9~F DIAM ~-/ D

Anchor Spacing Same As
Stiffener Spacing,
Except for S~anle Corner
Anchor (Input Clear Spoce)

Stress Increase Factor

ASD ASIF: 1.333
** Note: for complete joint penetration groove welds the groove depth must be exactly 1/2 the stiffener thickness for calculation purposes

Analysis date: 4/4/2014
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E61 Consulting
~ ' environmental ~ engineering ~ due diligence

RADIO FREQUENCY EMISSIONS ANALYSIS REPORT
EVALUATION OF HUMAN EXPOSURE POTENTIAL

TO NON-IONIZING EMISSIONS

T-Mobile Existing Facility

Site ID: CTHA130A
SNET Tower_MP

419 B road Street
Windsor, CT 06095

April 21, 2014

EBI Project Number: 62142562

21 B Street 'Burlington, MA 01803 Tel: (781) 273.2500 Fax: (781) 273.3311
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Apri121, 2014

T-Mobile USA
Attn: Jason Overbey, RF Manager

35 Griffin Road South
Bloomfield, CT 06002

Re: Emissions Values for Site: CTHA130A — SNET Tower MP

EBI Consulting was directed to analyze the proposed T-Mobile facility located at 419 Broad Street,

Windsor, CT, for the purpose of determining whether the emissions from the Proposed T-Mobile Antenna

Installation located on this property are within specified federal limits.

All information used in this report was analyzed as a percentage of current Maximum Permissible

Exposure (% MPE) as listed in the FCC OET Bulletin 65 Edition 97-Oland ANSI/IEEE Std C95.1. The

FCC regulates Maximum Permissible Exposure in units of microwatts per square centimeter (µW/cxn2).

The number of µW/cm2 calculated at each sample point is called the power density. The exposure limit

for power density varies depending upon the frequencies being utilized. Wireless Carriers and Paging

Services use different frequency bands each with different exposure limits, therefore it is necessary to

report results and limits in terms of percent MPE rather than power density.

All results were compared to the FCC (Federal Communications Commission) radio frequency exposure

rules, 47 CFR 1.1307(b)(1) — (b)(3), to determine compliance with the Maximum Permissible Exposure

(MPE) limits for General Population/LTncontrolled environments as defined below.

General ponulation/uncontrolled exposure limits apply to situations in which the general public may be

exposed or in which persons who are exposed as a consequence of their employment may not be made

fully aware of the potential for exposure or cannot exercise control over their exposure. Therefore,

members of the general public would always be considered under this category when exposure is not

employment related, for example, in the case of a telecommunications tower that exposes persons in a

nearby residential area.

Public exposure to radio frequencies is regulated and enforced in units of microwatts per square

centimeter (µW/cm2). The general population exposure limit for the cellular band is 567 µW/cm2, and the

general population exposure limit for the PCS and AWS bands is 1000 µW/cm2. Because each carrier

will be using different frequency bands, and each frequency band has different exposure limits, it is

necessary to report percent of MPE rather than power density.

21 B Street 'Burlington, MA 01803 Tel: (781) 273.2500 Fax: (781) 273.3311
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OccupationaUcontrolled exposure lunits apply to situations in which persons are exposed as a

consequence of their employment and in which those persons who are exposed have been made fully

aware of the potential for exposure and can exercise control over their exposure. Occupational/controlled

exposure lunits also apply where exposure is of a transient nature as a result of incidental passage through

a location where exposure levels maybe above general population/uncontrolled limits (see below), as

long as the exposed person has been made fully aware of the potential for exposure and can exercise

control over his or her exposure by leaving the area or by some other appropriate means.

Additional details can be found in FCC OET 65.

CALCULATIONS

Calculations were done for the proposed T-Mobile Wireless antenna facility located at 419 Broad Street,

Windsor, CT, using the equipment information listed below. All calculations were performed per the

specifications under FCC OET 65. Since T-Mobile is proposing highly focused directional panel

antennas, which project most of the emitted energy out toward the horizon, the actual antenna pattern gain

value in the direction of the sample area was used. For this report the sample point is a 6 foot person

standing at the base of the tower.

For all calculations, all equipment was calculated using the following assumptions:

1) 2 GSM channels (1935.000 MHz—to 1945.000 MHz) were considered for each sector of the

proposed installation.

2) 2 iJMTS channels (2110.000 MHz to 2120.000 MHz / 2140.000 MHz to 2145.000 MHz)

were considered for each sector of the proposed installation.

3) 2 LTE channels (2110.000 MHz to 2120.000 MHz / 2140.000 MHz to 2145.000 MHz) were

considered for each sector of the proposed installation.

4) All radios at the proposed installation were considered to be running at full power and were

uncombined in their RF transmissions paths per carrier prescribed configuration. Per FCC

OET Bulletin No. 65 -Edition 97-01 recommendations to achieve the maximum anticipated

value at each sample point, all power levels emitting from the proposed antenna installation

are increased by a factor of 2.56 to account for possible in-phase reflections from the

surrounding environment. This is rarely the case, and if so, is never continuous.

5) For the following calculations the sample point was the top of a six foot person standing at

the base of the tower. The actual gain in this direction was used per the manufactures

supplied specifications.

6) The antenna used in this modeling is the Ericsson AIR21 for LTE, UMTS and GSM. This is

based on feedback from the carrier with regards to anticipated antenna selection. This antenna

has a 15.6 dBd gain value at its main lobe. Actual antenna gain values were used for all

calculations as per the manufacturers specifications.

21 B Street 'Burlington, MA 01803 Tel: (781) 273.2500 Fax: (781) 273.3311
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7) The antenna mounting height centerline of the proposed antennas is 94 feet above ground

level (AGL).

8) Emissions values for additional carriers were taken from the Connecticut Siting Council

active database. Values in this database are provided by the individual carriers themselves.

All calculations were done with respect to uncontrolled /general public threshold limits.

21 B Street 'Burlington, MA 01803 Tel: (781) 273.2500 Fax: (781) 273.3311
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Summary

All calculations performed for this analysis yielded results that were well within the allowable lunits for
general public exposure to RF Emissions.

The anticipated M~imum Composite contributions from the T-Mobile facility are 1.346% (.449% from

each sector) of the allowable FCC established general public limit considering all three sectors

simultaneously sampled at the ground level.

The anticipated composite MPE value for this site assuming all carriers present is 63.496% of the

allowable FCC established general public limit sampled at the ground level. This is based upon values

listed in the Connecticut Siting Council database for existing carrier emissions.

FCC guidelines state that if a site is found to be out of compliance (over allowable thresholds), that

carriers over a 5%contribution to the composite value will require measures to bring the site into

compliance. For this facility, the composite values calculated were well within the allowable 100%

threshold standard per the federal government.

~~~/F~

Scott Heffernan

RF Engineering Director

EBI Consulting

21 B Street

Burlington, MA 01803

21 B Street 'Burlington, MA 018Q3 Tel: (781) 273.2500 Fax: (781) 273.3311




