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June 27, 2014 
 
Connecticut Siting Council 
Ten Franklin Square  
New Britain, CT 06051 
Attn: Ms. Melanie Bachman, Executive Director 
  
Re:  164 County Road - Wolcott, CT  
  
 
Dear Ms. Bachman, 
 

On behalf of Sprint Nextel Corporation ("Sprint''), enclosed for filing are an original and two (2) 

copies of Sprint's Notice of Exempt Modification for Proposed Modifications to an Existing 

Telecommunications Facility located at the above-referenced site. 

I also enclose herewith a check in the amount of $625.00 representing the fee for the Notice of 

Exempt Modification. 

If you have any questions, please feel free to contact me. 

 

Thank you,  
 
 
 
By:   _______________________________________________ 
 
Name:  Paul F. Sagristano 
Vertical Development LLC, an authorized representative of Sprint Nextel 
Vertical Development LLC 
20 Commercial Street 
Branford, CT 06405 
Phone – 917-841-0247 
Fax – 401-633-6202 
psagristano@verticaldevelopmentllc.com 
 
CC: Mr. Thomas G. Dunn, Mayor  

Wolcott Town Hall 
10 Kenea Ave. 
Wolcott, CT 06716 
 
Mr. Mark A. Proul, Property Owner 
164 County Road 
Wolcott, CT 06716 

           Paul F. Sagristano
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 Notice of Exempt Modification 

164 County Road, Wolcott CT 

 Sprint Nextel Corporation ("Sprint") submits this Notice of Exempt Modification 

to the Connecticut Siting Council ("Council") pursuant to Sections 16-50j-73 and 16-50j-

72(b) of the Regulations of Connecticut State Agencies (“Regulations”) in connection 

with Sprint’s planned modification of antennas and associated equipment on an existing 

347’ guyed tower located off 164 Country Road, Wolcott, CT.  More particularly, Sprint 

plans to upgrade this site by adding 4G LTE technology to its facilities.  The proposed 

modifications will not increase the tower height, extend the boundaries of the tower site, 

cause a significant adverse change or alteration in the physical or environmental 

characteristics of the site, increase noise levels at the tower site boundary by six (6) 

decibels, add radio frequency sending or receiving capability which increases the total 

radio frequency electromagnetic radiation power density measured at the tower site 

boundary to or above the standard adopted by the Federal Communications 

Commission pursuant to Section 704 of the Telecommunications Act of 1996, as 

amended, and the State Department of Energy and Environmental Protection, pursuant 

to Section 22a-162 of the Connecticut General Statutes, or impair the structural integrity 

of the facility, as determined in a certification provided by a professional engineer 

licensed in Connecticut. 

To better meet the growing voice and data demands of its wireless customers, 

Sprint is upgrading their network nationwide to include 4G technology, which will 

provide faster service and better overall performance.  Pursuant to the 4G upgrade at 

this site, Sprint will add antennas, install RRHs and install related equipment to its 

equipment area within the fenced tower compound. 

The 347’ guyed tower located off 164 County Road, Wolcott CT (lat. 41°.5762N, 

long. 72°.9561 W, is owned by Mark A Proul.  It is located on a .51 acre parcel.  Sprint 

currently has three (3) antennas, one (1) antenna on each on three (3) sectors) with a 

centerline of 207’ 9” installed on the tower.  Sprint's base station equipment is located 

within a fenced compound close to the base of the tower.  A site plan depicting this is 

attached.  
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Sprint plans to add three (3) RFS APXVTM-14-C-I20 panel antennas, one (1) per 

sector, all with a centerline of 210’.  Connected to each new RFS antenna will be one 

(1) ALU TD RRH 8x20 RRH which will be located behind the antenna.  The height of the 

tower will not need to be increased.  Sprint also plans to install a new 2500 MHz 9929 

Growth Cabinet which is to be installed within the existing fenced equipment space.  

The compound’s boundaries will not be extended.  The proposed modifications will not 

cause a significant adverse change or alteration in the physical or environmental 

characteristics of the site, since it is already a telecommunications installation and the 

modifications will be compatible with this.  Other than brief, construction-related noise, 

these modifications will not increase noise levels at the tower site boundary by six (6) 

decibels.   

The proposed modifications will not add radio frequency sending or receiving 

capability which increases the total radio frequency electromagnetic radiation power 

density measured at the tower site boundary to or above the standard adopted by the 

Federal Communications Commission pursuant to Section 704 of the 

Telecommunications Act of 1996, as amended, and the State Department of Energy 

and Environmental Protection, pursuant to Section 22a-162 of the Connecticut General 

Statutes.  A radio frequency emissions analysis prepared by EBI Consulting indicates 

that the proposed final configuration (including other carriers on the tower) will emit 

3.08% of the allowable FCC established general public limit sampled at the ground level 

(see the 3rd page of Radio Frequency Emissions Analysis Report - Evaluation of 

Human Exposure Potential to Non-Ionizing Emissions, May 30, 2014).  Emission values 

for the Sprint antennas have been calculated from the sample point, which is the top of 

a six foot person standing at the base of the tower.  Emissions values for additional 

carriers were based upon values listed in Connecticut Siting Council active database 

(see the 3rd and 4th page of Radio Frequency Emissions Analysis Report - Evaluation 

of Human Exposure Potential to Non-Ionizing Emissions, May 30, 2014).  The 

information used in the report was analyzed as a percentage of current Maximum 

Permissible Exposure (% MPE) as listed in the FCC OET Bulletin 65 Edition 97-01 and 

ANSI/IEEE Std C95.1 (see the second page of Radio Frequency Emissions Analysis 
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Report - Evaluation of Human Exposure Potential to Non-Ionizing Emissions, May 30, 

2014). 

The proposed modifications will not impair the structural integrity of the facility.  

Sprint commissioned Infinigy Engineering to perform a structural analysis of the tower to 

verify that it can support the proposed loading.  The structure and foundation were 

found to be of “Sufficient Capacity” with the proposed modifications (see the first page 

of Post-Mod Tower Analysis Report, May 6, 2014).  The tower is rated at 75% of its 

capacity with the proposed modifications (see the first page of Post-Mod Tower Analysis 

Report, May 6, 2014).   

In conclusion, Sprint’s proposed modifications do not constitute a modification 

subject to the Council's review because Sprint will not change the height of the tower, 

will not extend the boundaries of the compound, will not cause a significant adverse 

change or alteration in the physical or environmental characteristics of the site, will not 

increase the noise levels at the site, will not increase the total radio frequency 

electromagnetic radiation power density at the site to levels above applicable standards, 

and will not impair the structural integrity of the facility.  Therefore, Sprint respectfully 

requests that the Council acknowledge that this Notice of Exempt Modification meets 

the Council’s exemption criteria. 
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Structural Components, LLC  phone:  866-386-7622 
11611 E 51st Ave  fax:  303-962-3577 
Denver, CO 80239  www.StructuralComponents.net 

1 LOADING CONFIGURATION 
The following antennas, mounts, transmission lines, and other appurtenances were considered for the 
structural analysis. 
Elev. (ft) 

(1) Appurtenance Line FACE(2) Notes 

347.0 
(1) Flash Beacon 
(1) 5’ x 5/8” Lightning Rod 

(1) 7/8” Conduit AB Existing 

345.0 
(1) 10’ Dipole 
(1) Standoff Mount 

(1) 7/8” CA 
TELCO  
Existing 

287.0 
(1) 16’ Dipole 
(1) Standoff Mount 

(1) 7/8” CA Existing 

225.0 (2) Obstruction Lights (1) 7/8” Conduit AB Existing 

210.0 
(3) RFS APXVTM-14-C-I20 Panels
(3) ALU TD RRH 8x20 RRH’s 

--- --- 
Sprint 

Proposed 

210.0 

(3) RFS APXVSPP18-C-A20 Panels 
(3) ALU 800 MHz RRH’s 
(3) ALU 1900 4x45 65Mhz RRH’s 
(3) Notch Filter 800 MHz Filters 
(3) 12’ Sector Frames 

(3) 1 1/4” Hybrid AB 
Sprint  

Existing 

170.0 
(1) 20’ Omni 
(1) Standoff Mount 

(1) 7/8” CA Existing 

117.0 (2) Obstruction Lights (1) 7/8” Conduit AB Existing 

70.0 
(1) PCTEL GPS-TMG-HR-26CM GPS Unit
(1) Standoff Mount 

(1) 1/2” AB 
Sprint 

Proposed 

20.0 
(1) Weather Station 
(1) Standoff Mount 

(1) 1/4” CA Existing 

15.0 
(1) Floodlight 
(1) 4’ x 2” Pipe Mount 

(1) 7/8” Conduit CA Existing 

1) Elevations reference centerline of panel, yagi, and dish antennas, and base of whip antennas, in 
relation to the base of the tower. 

2)  “FACE” designates which face of the tower (AB, BC, CA) the coax is assumed to be placed.  See 
coax layout in Appendix A for assumed placement.  If coax placement differs from what is noted in 
this report, contact Structural Components for further analysis. 

2 RESULTS 
The analysis was performed using tnxTower v6.1.3.1, a structural analysis program developed by Tower 
Numerics Inc. specifically for the communication tower industry. 

2.1 TOWER MEMBER STRESS LEVELS 
The tower has the following stress ratios in its structural members.  

Elev. (ft) Member Stress Ratio
0 – 347  Legs 0.74 
0 – 347 Bracing 0.75 
0 – 347 Guy Wires 0.73 

Stress ratio (SR) criteria: 
SR < 1.00 is completely within code limits. 
SR < 1.05 is considered within acceptable tolerance of code limits. 
SR > 1.05 is outside acceptable tolerance of code limits and requires structural modifications. 
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Structural Components, LLC  phone:  866-386-7622 
11611 E 51st Ave  fax:  303-962-3577 
Denver, CO 80239  www.StructuralComponents.net 

2.2 FOUNDATION REACTIONS 
The reactions listed below are for the design wind speed listed. Reactions are factored loads. 
 

Reaction Type No Ice Reactions Iced Reactions Foundation Status 
Moment (ft-kips) 68.4 28.4 

*Assumed to Pass 

Shear (kips) 1.8 0.8 
Axial (kips) 80.3 98.8 

Inner Anchor Uplift (kips) 7.1 --- 
Inner Anchor Shear (kips) 9.8 --- 
Middle Anchor Uplift (kips) 21.3 --- 

Middle Anchor Shear (kips) 19.7 --- 
Outer Anchor Uplift (kips) 9.8 --- 
Outer Anchor Shear (kips) 8.6 --- 

* The foundation is structurally adequate based on presumptive soil parameters per TIA-222-G Annex F.  
Inner and outer anchors are assumed to pass based on guy wire load reduction completed in previous 
modifications.  A geotechnical investigation and details on inner and outer anchors should be provided for 
a rigorous analysis of the foundation system.  See Appendix A for foundation calculations.   

2.3 TOWER DEFLECTION 
The deflections are listed below for critical tower elevations using the serviceability wind speed listed. 
 

Elev. 
(ft) 

Displacement 
(in) 

Sway
(deg) 

Twist
(deg) 

210.0 3.436 0.0974 0.0214 

70.0 0.785 0.0894 0.0135 

 
3 PROVIDED INFORMATION AND ASSUMPTIONS 
Information about the tower was provided by InSite Towers, LLC.  Structural Components, LLC visited the 
site on 10/15/2012 for a tower mapping and TIA inspection. 

Data Document Author Date File
Tower Structural Analysis Report 

Tower Mapping Report 
Modification Drawings 
Modification Drawings 

Structural Components, LLC 
Structural Components, LLC 
Structural Components, LLC 
Tectonic 

01/03/2013 
10/16/2012 
01/04/2013 
07/27/2006 

121103 
120900 
121103 
2850.CT956 

Existing and 
Proposed Loads 

Client Email 
Exhibit A 
Structural Analysis Report 

Insite Towers, LLC 
Sprint LP 
Structural Components, LLC 

04/28/2014 
03/18/2014 
01/03/2013 

CT900 Wolcott 
CT900 Wolcott 
121103 

Foundation Modification Drawings Tectonic 07/27/2006 2850.CT956 
Soils --- --- --- --- 

 
The following assumptions were made in order to complete the analysis.  These assumptions must be 
checked.  If they do not accurately represent the existing or proposed tower, foundation, soil, and loading 
conditions, we must be notified so that we can make the appropriate changes to our analysis, 
conclusions, and recommendations. 
 
1. The tower and foundation are constructed as shown in the provided drawings, previous structural 

analysis reports, mapping reports, photos, and/or other documents. 
2. The tower and foundation are in good condition with no corrosion, damage or fatiguing issues which 

could reduce the carrying capacity of the tower. 
3. The tower has been properly maintained in accordance with industry standards. 
4. The tower and foundation have not been modified except as indicated in the provided information or 

in this report. 
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Structural Components, LLC  phone:  866-386-7622 
11611 E 51st Ave  fax:  303-962-3577 
Denver, CO 80239  www.StructuralComponents.net 

4 CONCLUSIONS 
To the best of our knowledge and belief the tower and foundations satisfy the requirements of the 
applicable codes and standards having jurisdiction over the work for the loadings and conditions as 
outlined in this report.  Structural modifications are not required at this time. 
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APPENDIX A 
 

Tower Profile and Calculations 
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Job: 140257
 Project: Wolcott (CT900)
 Client:  InSite Towers  Drawn by: JGildert  App'd: 

 Code:  TIA/EIA-222-F  Date: 05/05/14  Scale: NTS 
 Path: 

\\192.168.0.101\Active\Jobs\InSite Towers\Wolcott - CT900\140257 - RFQ QTE PO SA INV\Analysis\Calcs\140257.Wolcott.CT900.InSite.04302014.eri
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 (Sprint)

 210 ALU 800 MHz 15.8x10x13 (50.6lb) 
 (Sprint)

 210 ALU 800 MHz 15.8x10x13 (50.6lb) 
 (Sprint)

 210 ALU 1900 4x45 25.2x11.1x10.7 
 (60lbs) (Sprint)

 210 ALU 1900 4x45 25.2x11.1x10.7 
 (60lbs) (Sprint)

 210 ALU 1900 4x45 25.2x11.1x10.7 
 (60lbs) (Sprint)

 210 ALU TD RRH 8x20 (Sprint)  210 ALU TD RRH 8x20 (Sprint)  210 ALU TD RRH 8x20 (Sprint)  210 Notch Filter 8.9x10x4.3 (9.45lbs) 
 (Sprint)

 210 Notch Filter 8.9x10x4.3 (9.45lbs) 
 (Sprint)

 210 Notch Filter 8.9x10x4.3 (9.45lbs) 
 (Sprint)

 210 (3) 12' Sector Frames (Sprint)  210 2.5" x 20' Omni  170 1' Sidearm Mount  170 Small Light (InSite)  117 Small Light (InSite)  117 Small GPS Antenna w/ 1' Standoff 
 (Sprint)

 70 1' Sidearm Mount  20 Small Weather Station  20 2-3/8" x 4' Pipe Mount  15 Flash Beacon Lighting  15DESIGNED APPURTENANCE LOADING
TYPE TYPEELEVATION ELEVATION

 Flash Beacon Lighting (InSite)  347

 5' x 5/8" Rod (InSite)  347

 10' 8 Bay Dipole (TELCO)  345

 2' Standoff Mount (TELCO)  345

 16' Dipole  287

 2' Side Arm Mount  287

 Small Light (InSite)  225

 Small Light (InSite)  225

 APXVSPP18-C-A20 (Sprint)  210

 APXVSPP18-C-A20 (Sprint)  210

 APXVSPP18-C-A20 (Sprint)  210

 APXVTM-14-C-I20 (Sprint)  210

 APXVTM-14-C-I20 (Sprint)  210

 APXVTM-14-C-I20 (Sprint)  210
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 (Sprint)

 210
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 70

 1' Sidearm Mount  20

 Small Weather Station  20

 2-3/8" x 4' Pipe Mount  15

 Flash Beacon Lighting  15

SYMBOL LIST
MARK MARKSIZE SIZE

A  N.A.

B  L2x1 1/2x3/16

C  1 @ 3.85833

D  3 @ 3.98333

E  1 @ 3.83333

F  1 @ 2.83333

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A572-50  50 ksi  65 ksi  A36  36 ksi  58 ksi

TOWER DESIGN NOTES
1.   Tower is located in New Haven County, Connecticut.
2.   Tower designed for a 85 mph basic wind in accordance with the TIA/EIA-222-F Standard.
3.   Tower is also designed for a 38 mph basic wind with 0.75 in ice.
4.   Deflections are based upon a 50 mph wind.
5.   TOWER RATING: 74.1%
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  Tower Input Data    
 

 
The main tower is a 3x guyed tower with an overall height of 347.00 ft above the ground line. 
The base of the tower is set at an elevation of 0.00 ft above the ground line. 
The face width of the tower is 3.00 ft at the top and 3.00 ft at the base. 
This tower is designed using the TIA/EIA-222-F standard. 
The following design criteria apply:  

 Tower is located in New Haven County, Connecticut. 
 Basic wind speed of 85 mph. 
 Nominal ice thickness of 0.7500 in. 
 Ice density of 56 pcf. 
 A wind speed of 38 mph  is used in combination with ice. 
 Temperature drop of 50 °F. 
 Deflections calculated using a wind speed of 50 mph. 
 Tension only take-up is 0.0313 in. 
 Pressures are calculated at each section. 
 Safety factor used in guy design is 2. 
 Stress ratio used in tower member design is 1.333. 
 Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are not considered. 

 

  Options    
 

  Consider Moments - Legs   Distribute Leg Loads As Uniform   Treat Feedline Bundles As Cylinder 
  Consider Moments - Horizontals   Assume Legs Pinned   Use ASCE 10 X-Brace Ly Rules 
  Consider Moments - Diagonals √ Assume Rigid Index Plate √ Calculate Redundant Bracing Forces 
  Use Moment Magnification √ Use Clear Spans For Wind Area   Ignore Redundant Members in FEA 
√ Use Code Stress Ratios √ Use Clear Spans For KL/r   SR Leg Bolts Resist Compression 
√ Use Code Safety Factors - Guys √ Retension Guys To Initial Tension √ All Leg Panels Have Same Allowable 
  Escalate Ice   Bypass Mast Stability Checks   Offset Girt At Foundation 
  Always Use Max Kz √ Use Azimuth Dish Coefficients √ Consider Feedline Torque 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Include Angle Block Shear Check 
  Include Bolts In Member Capacity √ Autocalc Torque Arm Areas Poles 
√ Leg Bolts Are At Top Of Section   SR Members Have Cut Ends   Include Shear-Torsion Interaction 
√ Secondary Horizontal Braces Leg √ Sort Capacity Reports By Component   Always Use Sub-Critical Flow 
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing    Use Top Mounted Sockets 
  Add IBC .6D+W Combination   Use TIA-222-G Tension Splice Capacity 

Exemption 
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 Tower Section Geometry    
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Assembly 
Database 

Description Section 
Width  

 
ft 

Number  
of  

Sections 

Section 
Length 

 
ft 

T1 347.00-327.00   3.00 1 20.00 
T2 327.00-307.00   3.00 1 20.00 
T3 307.00-287.00   3.00 1 20.00 
T4 287.00-267.00   3.00 1 20.00 
T5 267.00-247.00   3.00 1 20.00 
T6 247.00-227.00   3.00 1 20.00 
T7 227.00-207.00   3.00 1 20.00 
T8 207.00-187.00   3.00 1 20.00 
T9 187.00-167.00   3.00 1 20.00 

T10 167.00-147.00   3.00 1 20.00 
T11 147.00-127.00   3.00 1 20.00 
T12 127.00-107.00   3.00 1 20.00 
T13 107.00-87.00   3.00 1 20.00 
T14 87.00-67.00   3.00 1 20.00 
T15 67.00-62.98   3.00 1 4.03 
T16 62.98-58.99   3.00 1 3.98 
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Tower 
 Section 

Tower 
 Elevation 

 
ft 

Assembly 
Database 

Description Section 
Width  

 
ft 

Number  
of  

Sections 

Section 
Length 

 
ft 

T17 58.99-55.01   3.00 1 3.98 
T18 55.01-51.03   3.00 1 3.98 
T19 51.03-47.00   3.00 1 4.03 
T20 47.00-27.00   3.00 1 20.00 
T21 27.00-7.00   3.00 1 20.00 
T22 7.00-3.00   3.00 1 4.00 
T23 3.00-0.00   3.00 1 3.00 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Section 

Tower 
 Elevation 

 
ft 

Diagonal 
Spacing 

 
ft 

Bracing 
Type 

Has 
K Brace 

End 
Panels 

Has  
Horizontals 

Top Girt 
Offset 

 
in 

Bottom Girt 
Offset 

 
in 

T1 347.00-327.00 3.93 TX Brace No Yes 2.0000 2.0000 
T2 327.00-307.00 3.93 TX Brace No Yes 2.0000 2.0000 
T3 307.00-287.00 3.93 TX Brace No Yes 2.0000 2.0000 
T4 287.00-267.00 3.93 TX Brace No Yes 2.0000 2.0000 
T5 267.00-247.00 3.93 TX Brace No Yes 2.0000 2.0000 
T6 247.00-227.00 3.93 TX Brace No Yes 2.0000 2.0000 
T7 227.00-207.00 3.93 TX Brace No Yes 2.0000 2.0000 
T8 207.00-187.00 3.93 TX Brace No Yes 2.0000 2.0000 
T9 187.00-167.00 3.93 TX Brace No Yes 2.0000 2.0000 

T10 167.00-147.00 3.93 TX Brace No Yes 2.0000 2.0000 
T11 147.00-127.00 3.93 TX Brace No Yes 2.0000 2.0000 
T12 127.00-107.00 3.93 TX Brace No Yes 2.0000 2.0000 
T13 107.00-87.00 3.93 TX Brace No Yes 2.0000 2.0000 
T14 87.00-67.00 3.93 TX Brace No Yes 2.0000 2.0000 
T15 67.00-62.98 3.86 TX Brace No Yes 2.0000 0.0000 
T16 62.98-58.99 3.98 TX Brace No Yes 0.0000 0.0000 
T17 58.99-55.01 3.98 TX Brace No Yes 0.0000 0.0000 
T18 55.01-51.03 3.98 TX Brace No Yes 0.0000 0.0000 
T19 51.03-47.00 3.86 TX Brace No Yes 0.0000 2.0000 
T20 47.00-27.00 3.93 TX Brace No Yes 2.0000 2.0000 
T21 27.00-7.00 3.93 TX Brace No Yes 2.0000 2.0000 
T22 7.00-3.00 3.83 TX Brace No Yes 2.0000 0.0000 
T23 3.00-0.00 2.83 TX Brace No Yes 0.0000 2.0000 

 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Type 

 

Leg  
Size 

 

Leg  
Grade 

Diagonal 
Type 

 

Diagonal  
Size 

 

Diagonal 
Grade 

T1 347.00-327.00 Pipe PIPE 2.5'' STD A572-50 
(50 ksi) 

Solid Round 7/8 A36 
(36 ksi) 

T2 327.00-307.00 Pipe PIPE 2.5'' STD A572-50 
(50 ksi) 

Solid Round 5/8 A36 
(36 ksi) 

T3 307.00-287.00 Pipe PIPE 2.5'' STD A572-50 
(50 ksi) 

Solid Round 5/8 A36 
(36 ksi) 

T4 287.00-267.00 Pipe PIPE 2.5'' STD A572-50 
(50 ksi) 

Solid Round 7/8 A36 
(36 ksi) 

T5 267.00-247.00 Pipe PIPE 2.5'' STD A572-50 Solid Round 5/8 A36 
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Tower 
 Elevation 

ft 

Leg 
Type 

 

Leg  
Size 

 

Leg  
Grade 

Diagonal 
Type 

 

Diagonal  
Size 

 

Diagonal 
Grade 

(50 ksi) (36 ksi) 
T6 247.00-227.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T7 227.00-207.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T8 207.00-187.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T9 187.00-167.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 3/4 A36 

(36 ksi) 
T10 

167.00-147.00 
Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T11 

147.00-127.00 
Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T12 

127.00-107.00 
Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T13 107.00-87.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T14 87.00-67.00 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T15 67.00-62.98 Pipe PIPE 2.5'' STD A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T16 62.98-58.99 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T17 58.99-55.01 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T18 55.01-51.03 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T19 51.03-47.00 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T20 47.00-27.00 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T21 27.00-7.00 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T22 7.00-3.00 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 
T23 3.00-0.00 Arbitrary Shape P2.5x0.203 + Split P3.5x0.300 A572-50 

(50 ksi) 
Solid Round 5/8 A36 

(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Top Girt 
Type 

 

Top Girt  
Size 

 

Top Girt  
Grade 

Bottom Girt 
Type 

 

Bottom Girt  
Size 

 

Bottom Girt 
Grade 

T1 347.00-327.00 Single Angle L2x2x1/4 A36 
(36 ksi) 

Single Angle L2x2x1/4 A36 
(36 ksi) 

T2 327.00-307.00 Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T3 307.00-287.00 Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T4 287.00-267.00 Single Angle L2x2x1/4 A36 
(36 ksi) 

Single Angle L2x2x1/4 A36 
(36 ksi) 

T5 267.00-247.00 Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T6 247.00-227.00 Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T7 227.00-207.00 Single Angle L2x1 1/2x3/16 A36 Single Angle L2x1 1/2x3/16 A36 



 
 
 

ttnnxxTToowweerr  
Job 

140257  

Page  

6 of 45 

Structural Components 
11611 E 51st Ave. 

Project 

Wolcott (CT900) 
Date 

10:45:31 05/05/14  
Denver, CO 80239 

Phone: (866) 386-7622 
FAX: (303) 926-3577 

Client 
InSite Towers 

Designed by 

JGildert 

Tower 
 Elevation 

ft 

Top Girt 
Type 

 

Top Girt  
Size 

 

Top Girt  
Grade 

Bottom Girt 
Type 

 

Bottom Girt  
Size 

 

Bottom Girt 
Grade 

(36 ksi) (36 ksi) 
T8 207.00-187.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T9 187.00-167.00 Single Angle L2x1 1/2x1/4 A36 

(36 ksi) 
Single Angle L2x1 1/2x1/4 A36 

(36 ksi) 
T10 

167.00-147.00 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T11 

147.00-127.00 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T12 

127.00-107.00 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T13 107.00-87.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T14 87.00-67.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T15 67.00-62.98 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle  A36 

(36 ksi) 
T16 62.98-58.99 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle  A36 

(36 ksi) 
T17 58.99-55.01 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle  A36 

(36 ksi) 
T18 55.01-51.03 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle  A36 

(36 ksi) 
T19 51.03-47.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T20 47.00-27.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T21 27.00-7.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
T22 7.00-3.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle  A36 

(36 ksi) 
T23 3.00-0.00 Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 
Single Angle L2x1 1/2x3/16 A36 

(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
ft 

No. 
of  

Mid 
Girts 

Mid Girt 
Type 

 

Mid Girt  
Size 

 

Mid Girt  
Grade 

Horizontal 
Type 

 
 

Horizontal 
Size 

 

Horizontal  
Grade 

T1 347.00-327.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x2x1/4 A36 
(36 ksi) 

T2 327.00-307.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T3 307.00-287.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T4 287.00-267.00 None Flat Bar  A36 
(36 ksi) 

Equal Angle L2x2x1/4 A36 
(36 ksi) 

T5 267.00-247.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T6 247.00-227.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T7 227.00-207.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T8 207.00-187.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 
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Tower 
 Elevation 

 
ft 

No. 
of  

Mid 
Girts 

Mid Girt 
Type 

 

Mid Girt  
Size 

 

Mid Girt  
Grade 

Horizontal 
Type 

 
 

Horizontal 
Size 

 

Horizontal  
Grade 

T9 187.00-167.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x1/4 A36 
(36 ksi) 

T10 
167.00-147.00 

None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T11 
147.00-127.00 

None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T12 
127.00-107.00 

None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T13 107.00-87.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T14 87.00-67.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T15 67.00-62.98 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T16 62.98-58.99 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T17 58.99-55.01 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T18 55.01-51.03 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T19 51.03-47.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T20 47.00-27.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T21 27.00-7.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T22 7.00-3.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

T23 3.00-0.00 None Flat Bar  A36 
(36 ksi) 

Single Angle L2x1 1/2x3/16 A36 
(36 ksi) 

 
 
 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

T1 
347.00-327.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T2 
327.00-307.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T3 
307.00-287.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T4 
287.00-267.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T5 
267.00-247.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T6 
247.00-227.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T7 
227.00-207.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T8 
207.00-187.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T9 0.00 0.0000 A36 1 1 1 36.0000 36.0000 
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Tower 
 Elevation 

 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

187.00-167.00 (36 ksi) 
T10 

167.00-147.00 
0.00 0.0000 A36 

(36 ksi) 
1 1 1 36.0000 36.0000 

T11 
147.00-127.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T12 
127.00-107.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T13 
107.00-87.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T14 
87.00-67.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T15 
67.00-62.98 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T16 
62.98-58.99 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T17 
58.99-55.01 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T18 
55.01-51.03 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T19 
51.03-47.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T20 
47.00-27.00 

0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T21 27.00-7.00 0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T22 7.00-3.00 0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

T23 3.00-0.00 0.00 0.0000 A36 
(36 ksi) 

1 1 1 36.0000 36.0000 

 
 

 

 Tower Section Geometry (cont’d)   
 

   K Factors1

Tower 
 Elevation 

 
 

ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Legs X 
Brace 
Diags 

X 
Y 

K 
Brace 
Diags 

X 
Y 

Single 
Diags 

 
X 
Y 

Girts 
 
 

X 
Y 

Horiz. 
 
 

X 
Y 

Sec. 
Horiz. 

 
X 
Y 

Inner 
Brace 

 
X 
Y 

T1 
347.00-327.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T2 
327.00-307.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T3 
307.00-287.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T4 
287.00-267.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T5 
267.00-247.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T6 
247.00-227.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T7 
227.00-207.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T8 
207.00-187.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T9 Yes Yes 1 1 1 1 1 1 1 1 
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   K Factors1

Tower 
 Elevation 

 
 

ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Legs X 
Brace 
Diags 

X 
Y 

K 
Brace 
Diags 

X 
Y 

Single 
Diags 

 
X 
Y 

Girts 
 
 

X 
Y 

Horiz. 
 
 

X 
Y 

Sec. 
Horiz. 

 
X 
Y 

Inner 
Brace 

 
X 
Y 

187.00-167.00 1 1 1 1 1 1 1 
T10 

167.00-147.00 
Yes Yes 1 1 

1 
1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T11 
147.00-127.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T12 
127.00-107.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T13 
107.00-87.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T14 
87.00-67.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T15 
67.00-62.98 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T16 
62.98-58.99 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T17 
58.99-55.01 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T18 
55.01-51.03 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T19 
51.03-47.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T20 
47.00-27.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T21 
27.00-7.00 

Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T22 7.00-3.00 Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

T23 3.00-0.00 Yes Yes 1 1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1 
1 

1Note: K factors are applied to member segment lengths. K-braces without inner supporting members will have the K factor in the out-of-plane direction applied to 
the overall length. 
 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

 Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net Width
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T1 
347.00-327.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T2 
327.00-307.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T3 
307.00-287.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T4 
287.00-267.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T5 
267.00-247.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T6 
247.00-227.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
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Tower 
 Elevation 

ft 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal 

 Net Width 
Deduct 

in 

U 
 

Net Width 
Deduct 

in 

U 
 

Net Width
Deduct 

in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

Net 
Width 

Deduct 
in 

U 
 

T7 
227.00-207.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T8 
207.00-187.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T9 
187.00-167.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T10 
167.00-147.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T11 
147.00-127.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T12 
127.00-107.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T13 
107.00-87.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T14 
87.00-67.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T15 
67.00-62.98 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T16 
62.98-58.99 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T17 
58.99-55.01 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T18 
55.01-51.03 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T19 
51.03-47.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T20 
47.00-27.00 

0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

T21 27.00-7.00 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T22 7.00-3.00 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 
T23 3.00-0.00 0.0000 1 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 0.0000 0.75 

 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

 
 
 
 

ft 

Connection Offsets 
Diagonal K-Bracing 

  
Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

T1 
347.00-327.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T2 
327.00-307.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T3 
307.00-287.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T4 
287.00-267.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T5 
267.00-247.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 
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Tower 
 Elevation 

 
 
 
 

ft 

Connection Offsets 
Diagonal K-Bracing 

  
Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

Vert. 
Top 

 
in 

Horiz. 
Top 

 
in 

Vert. 
Bot. 

 
in 

Horiz. 
Bot. 

 
in 

T6 
247.00-227.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T7 
227.00-207.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T8 
207.00-187.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T9 
187.00-167.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T10 
167.00-147.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T11 
147.00-127.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T12 
127.00-107.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T13 
107.00-87.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T14 
87.00-67.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T15 
67.00-62.98 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T16 
62.98-58.99 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T17 
58.99-55.01 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T18 
55.01-51.03 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T19 
51.03-47.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T20 
47.00-27.00 

3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

T21 27.00-7.00 3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 
T22 7.00-3.00 3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 
T23 3.00-0.00 3.0000 0.0000 3.0000 0.0000 0.0000 0.0000 0.0000 0.0000 

 
 

 

 Tower Section Geometry (cont’d)   
 

Tower 
 Elevation 

ft 

Leg 
Connection 

Type 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

  Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size
in 

No. Bolt Size
in 

No. Bolt Size
in 

No. Bolt Size 
in 

No. Bolt Size
in 

No. 

T1 
347.00-327.00 

Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T2 
327.00-307.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T3 
307.00-287.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T4 
287.00-267.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T5 
267.00-247.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 



 
 
 

ttnnxxTToowweerr  
Job 

140257  

Page  

12 of 45 

Structural Components 
11611 E 51st Ave. 

Project 

Wolcott (CT900) 
Date 

10:45:31 05/05/14  
Denver, CO 80239 

Phone: (866) 386-7622 
FAX: (303) 926-3577 

Client 
InSite Towers 

Designed by 

JGildert 

Tower 
 Elevation 

ft 

Leg 
Connection 

Type 

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

  Bolt Size 
in 

No. Bolt Size 
in 

No. Bolt Size
in 

No. Bolt Size
in 

No. Bolt Size
in 

No. Bolt Size 
in 

No. Bolt Size
in 

No. 

T6 
247.00-227.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T7 
227.00-207.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T8 
207.00-187.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T9 
187.00-167.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T10 
167.00-147.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T11 
147.00-127.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T12 
127.00-107.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T13 
107.00-87.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T14 
87.00-67.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T15 
67.00-62.98 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T16 
62.98-58.99 

Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T17 
58.99-55.01 

Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T18 
55.01-51.03 

Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T19 
51.03-47.00 

Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T20 
47.00-27.00 

Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T21 27.00-7.00 Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T22 7.00-3.00 Flange 0.6250 
A325X 

3 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

T23 3.00-0.00 Flange 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.0000 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 0.6250 
A325X 

0 

 
 

 

 Guy Data   
 

Guy 
 Elevation 

 
ft 

Guy 
Grade 

 Guy 
Size 

 

Initial 
Tension 

 
lb 

% 
 

Guy 
Modulus

 
ksi 

Guy 
Weight 

 
plf 

Lu 
 
 

ft 

Anchor  
Radius 

 
ft 

Anchor  
Azimuth 

Adj. 
° 

Anchor 
Elevation 

 
ft 

End 
Fitting

Efficiency
% 

331.1 EHS A 
B 
C 

7/16 
7/16 
7/16 

2080.00 
2080.00 
2080.00 

10%
10%
10%

21000 
21000 
21000 

0.399 
0.399 
0.399 

404.00 
441.54 
421.62 

277.00 
280.00 
280.00 

0.0000 
0.0000 
0.0000 

34.00 
-13.00 
13.00 

100% 
100% 
100% 

271.1 EHS A 
B 
C 

7/16 
7/16 
7/16 

2080.00 
2080.00 
2080.00 

10%
10%
10%

21000 
21000 
21000 

0.399 
0.399 
0.399 

330.74 
362.95 
336.09 

223.00 
224.00 
222.00 

0.0000 
0.0000 
0.0000 

24.00 
-17.00 
16.00 

100% 
100% 
100% 

202.9 EHS A 
B 
C 

7/16 
7/16 
7/16 

2080.00 
2080.00 
2080.00 

10%
10%
10%

21000 
21000 
21000 

0.399 
0.399 
0.399 

283.51 
311.68 
287.86 

223.00 
224.00 
222.00 

0.0000 
0.0000 
0.0000 

24.00 
-17.00 
16.00 

100% 
100% 
100% 
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131.1 EHS A 
B 
C 

3/8 
3/8 
3/8 

1540.00 
1540.00 
1540.00 

10%
10%
10%

21000 
21000 
21000 

0.273 
0.273 
0.273 

202.60 
219.92 
204.28 

169.00 
170.00 
166.00 

0.0000 
0.0000 
0.0000 

15.00 
-12.00 
8.00 

100% 
100% 
100% 

67.1667 EHS A 
B 
C 

3/8 
3/8 
3/8 

1540.00 
1540.00 
1540.00 

10%
10%
10%

21000 
21000 
21000 

0.273 
0.273 
0.273 

175.06 
185.79 
174.44 

169.00 
170.00 
166.00 

0.0000 
0.0000 
0.0000 

15.00 
-12.00 
8.00 

100% 
100% 
100% 

 
 
 

 Guy Data(cont’d)   
 

Guy 
 Elevation 

ft 

Mount 
Type 

Torque-Arm 
Spread 

 
ft 

Torque-Arm 
Leg Angle 

 
° 

Torque-Arm 
Style 

Torque-Arm 
Grade 

Torque-Arm 
Type 

Torque-Arm Size 

331.1 Torque Arm 9.76 56.1600 Bat Ear A36 
(36 ksi) 

Equal Angle L3x3x5/16 

271.1 Torque Arm 9.76 56.1600 Bat Ear A36 
(36 ksi) 

Equal Angle L3x3x5/16 

202.9 Torque Arm 9.76 56.1600 Bat Ear A36 
(36 ksi) 

Equal Angle L3x3x5/16 

131.1 Torque Arm 9.76 56.1600 Bat Ear A36 
(36 ksi) 

Equal Angle L3x3x5/16 

67.1667 Corner             

 
 
 

 Guy Data (cont’d)   
 

Guy 
 Elevation 

ft 

Diagonal 
Grade 

Diagonal 
Type 

Upper Diagonal 
Size 

Lower Diagonal 
Size 

Is 
Strap. 

Pull-Off 
Grade 

Pull-Off Type Pull-Off Size 

331.10 A572-50 
(50 ksi) 

Solid Round     A36 
(36 ksi) 

Flat Bar  

271.10 A572-50 
(50 ksi) 

Solid Round     A36 
(36 ksi) 

Flat Bar  

202.90 A572-50 
(50 ksi) 

Solid Round     A36 
(36 ksi) 

Flat Bar  

131.10 A572-50 
(50 ksi) 

Solid Round     A36 
(36 ksi) 

Flat Bar  

67.17 A572-50 
(50 ksi) 

Solid Round   Yes A36 
(36 ksi) 

Flat Bar 3x3/8 
 

 
 
 

 Guy Data (cont’d)   
 

Guy 
 Elevation 

 
ft 

Cable 
Weight 

A 
lb 

Cable 
Weight 

B 
lb 

Cable 
Weight 

C 
lb 

Cable 
Weight 

D 
lb 

Tower 
Intercept 

A 
ft 

Tower 
Intercept 

B 
ft 

Tower 
Intercept 

C 
ft 

Tower 
Intercept 

D 
ft 

331.1 161.20 176.17 168.23   15.24 
6.7 sec/pulse 

18.12 
7.4 sec/pulse 

16.56 
7.0 sec/pulse 

  

271.1 131.96 144.82 134.10   10.26 
5.5 sec/pulse 

12.31 
6.1 sec/pulse 

10.59 
5.6 sec/pulse 

  

202.9 113.12 124.36 114.86   7.59 9.13 7.82   
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Guy 
 Elevation 

 
ft 

Cable 
Weight 

A 
lb 

Cable 
Weight 

B 
lb 

Cable 
Weight 

C 
lb 

Cable 
Weight 

D 
lb 

Tower 
Intercept 

A 
ft 

Tower 
Intercept 

B 
ft 

Tower 
Intercept 

C 
ft 

Tower 
Intercept 

D 
ft 

4.8 sec/pulse 5.2 sec/pulse 4.8 sec/pulse 
131.1 55.31 60.04 55.77   3.60 

3.3 sec/pulse 
4.24 

3.6 sec/pulse 
3.66 

3.3 sec/pulse 
  

67.1667 47.79 50.72 47.62   2.71 
2.8 sec/pulse 

3.04 
3.0 sec/pulse 

2.69 
2.8 sec/pulse 

  

 
 

 Guy Data (cont’d)   
 

   Torque Arm Pull Off Diagonal
Guy 

 Elevation 
ft 

Calc 
K 

Single 
Angles 

Calc 
K 

Solid 
Rounds 

Kx Ky Kx Ky Kx Ky 

331.1 No No 1 0.33 1 1 1 1 
271.1 No No 1 0.33 1 1 1 1 
202.9 No No 1 0.33 1 1 1 1 
131.1 No No 1 0.33 1 1 1 1 

67.1667 No No     1 1 1 1 

 
 

 Guy Data (cont’d)   
 

 Torque-Arm Pull Off Diagonal 
Guy 

 Elevation 
ft 

Bolt Size 
in 

Number Net Width 
Deduct 

in 

U 
 

Bolt Size
in 

Number Net Width
Deduct 

in 

U 
 

Bolt Size
in 

Number Net Width
Deduct 

in 

U 
 

331.1 0.0000 
A325X 

0 0.0000 1 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 

271.1 0.0000 
A325X 

0 0.0000 1 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 

202.9 0.0000 
A325X 

0 0.0000 1 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 

131.1 0.0000 
A325X 

0 0.0000 1 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 

67.1667 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 0.6250 
A325X 

0 0.0000 0.75 

 
 
 

 Guy Pressures   
 

Guy 
 Elevation 

ft 

Guy 
Location 

z 
 

ft 

qz 

 
psf 

qz 
Ice 
psf 

Ice 
Thickness 

in 
331.1 A 

B 
C 

182.55 
159.05 
172.05 

30 
29 
30 

6 
6 
6 

0.7500 
0.7500 
0.7500 

271.1 A 
B 
C 

147.55 
127.05 
143.55 

28 
27 
28 

6 
5 
6 

0.7500 
0.7500 
0.7500 

202.9 A 
B 

113.45 
92.95 

26 
25 

5 
5 

0.7500 
0.7500 
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Guy 
 Elevation 

ft 

Guy 
Location 

z 
 

ft 

qz 

 
psf 

qz 
Ice 
psf 

Ice 
Thickness 

in 
C 109.45 26 5 0.7500 

131.1 A 
B 
C 

73.05 
59.55 
69.55 

23 
22 
23 

5 
4 
5 

0.7500 
0.7500 
0.7500 

67.1667 A 
B 
C 

41.08 
27.58 
37.58 

20 
18 
19 

4 
4 
4 

0.7500 
0.7500 
0.7500 

 
 

 Feed Line/Linear Appurtenances - Entered As Round Or Flat 
 

Description Face 
or 

Leg  

Allow 
Shield 

Component 
Type 

Placement 
 

ft 

Face 
Offset 

in 

Lateral 
Offset 

(Frac FW) 

# # 
 Per 
Row

Clear 
Spacing 

in 

Width or 
Diameter 

in 

Perimeter
 

in 

Weight 
 

plf 
7/8'' OD B Yes Ar (CfAe) 347.00 - 6.00 0.0000 -0.25 1 1 0.8750 0.8750  0.10 

***                         
1-1/4'' Hybrid 

(Sprint) 
B Yes Ar (CfAe) 210.00 - 6.00 0.0000 0.25 3 3 0.7500 1.3000  0.82 

7/8'' OD A Yes Ar (CfAe) 15.00 - 6.00 0.0000 0.1 1 1 0.8750 0.8750  0.10 
1/4'' OD A Yes Ar (CfAe) 20.00 - 6.00 0.0000 0 1 1 0.2500 0.2500  0.10 

LDF5-50A 
(7/8 FOAM) 

A Yes Ar (CfAe) 170.00 - 6.00 0.0000 0.3 1 1 1.0900 1.0900  0.33 

LDF5-50A 
(7/8 FOAM) 

A Yes Ar (CfAe) 287.00 - 6.00 0.0000 0.34 1 1 1.0900 1.0900  0.33 

LDF5-50A 
(7/8 FOAM) 

(TELCO) 

A Yes Ar (CfAe) 345.00 - 6.00 0.0000 -0.48 1 1 1.0900 1.0900  0.33 

***                         
LDF4-50A 

(1/2 FOAM) 
(Sprint) 

B Yes Ar (CfAe) 70.00 - 6.00 0.0000 0.15 1 1 0.6300 0.6300  0.15 

 
 
 

 Feed Line/Linear Appurtenances Section Areas  
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
T1 347.00-327.00 A 

B 
C 

1.635 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

5.94 
2.00 
0.00 

T2 327.00-307.00 A 
B 
C 

1.817 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

6.60 
2.00 
0.00 

T3 307.00-287.00 A 
B 
C 

1.817 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

6.60 
2.00 
0.00 

T4 287.00-267.00 A 
B 
C 

3.633 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

13.20 
2.00 
0.00 

T5 267.00-247.00 A 
B 
C 

3.633 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

13.20 
2.00 
0.00 

T6 247.00-227.00 A 
B 
C 

3.633 
1.458 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

13.20 
2.00 
0.00 
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Tower 
Section 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
T7 227.00-207.00 A 

B 
C 

3.633 
2.433 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

13.20 
9.38 
0.00 

T8 207.00-187.00 A 
B 
C 

3.633 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

13.20 
51.20 
0.00 

T9 187.00-167.00 A 
B 
C 

3.906 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

14.19 
51.20 
0.00 

T10 167.00-147.00 A 
B 
C 

5.450 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
51.20 
0.00 

T11 147.00-127.00 A 
B 
C 

5.450 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
51.20 
0.00 

T12 127.00-107.00 A 
B 
C 

5.450 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
51.20 
0.00 

T13 107.00-87.00 A 
B 
C 

5.450 
7.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
51.20 
0.00 

T14 87.00-67.00 A 
B 
C 

5.450 
8.116 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
51.65 
0.00 

T15 67.00-62.98 A 
B 
C 

1.097 
1.813 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

3.98 
10.91 
0.00 

T16 62.98-58.99 A 
B 
C 

1.085 
1.794 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

3.94 
10.79 
0.00 

T17 58.99-55.01 A 
B 
C 

1.085 
1.794 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

3.94 
10.79 
0.00 

T18 55.01-51.03 A 
B 
C 

1.085 
1.794 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

3.94 
10.79 
0.00 

T19 51.03-47.00 A 
B 
C 

1.097 
1.813 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

3.98 
10.91 
0.00 

T20 47.00-27.00 A 
B 
C 

5.450 
9.008 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

19.80 
54.20 
0.00 

T21 27.00-7.00 A 
B 
C 

6.304 
9.008 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

21.90 
54.20 
0.00 

T22 7.00-3.00 A 
B 
C 

0.366 
0.450 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

1.19 
2.71 
0.00 

T23 3.00-0.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.00 
0.00 
0.00 

 
 

 Feed Line/Linear Appurtenances Section Areas - With Ice 
 
Tower 
Section 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
T1 347.00-327.00 A 0.750 3.885 0.000 0.000 0.000 36.29 
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Tower 
Section 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
B 
C 

3.958 
0.000 

0.000 
0.000 

0.000 
0.000 

0.000 
0.000 

31.78 
0.00 

T2 327.00-307.00 A 
B 
C 

0.750 4.317 
3.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

40.32 
31.78 
0.00 

T3 307.00-287.00 A 
B 
C 

0.750 4.317 
3.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

40.32 
31.78 
0.00 

T4 287.00-267.00 A 
B 
C 

0.750 8.633 
3.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.64 
31.78 
0.00 

T5 267.00-247.00 A 
B 
C 

0.750 8.633 
3.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.64 
31.78 
0.00 

T6 247.00-227.00 A 
B 
C 

0.750 8.633 
3.958 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.64 
31.78 
0.00 

T7 227.00-207.00 A 
B 
C 

0.750 8.633 
4.658 
0.000 

0.000 
1.025 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.64 
55.09 
0.00 

T8 207.00-187.00 A 
B 
C 

0.750 8.633 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

80.64 
187.19 

0.00 
T9 187.00-167.00 A 

B 
C 

0.750 9.281 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

86.69 
187.19 

0.00 
T10 167.00-147.00 A 

B 
C 

0.750 12.950 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
187.19 

0.00 
T11 147.00-127.00 A 

B 
C 

0.750 12.950 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
187.19 

0.00 
T12 127.00-107.00 A 

B 
C 

0.750 12.950 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
187.19 

0.00 
T13 107.00-87.00 A 

B 
C 

0.750 12.950 
8.625 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
187.19 

0.00 
T14 87.00-67.00 A 

B 
C 

0.750 12.950 
9.158 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
191.43 

0.00 
T15 67.00-62.98 A 

B 
C 

0.750 2.606 
2.450 
0.000 

0.000 
1.375 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

24.34 
43.37 
0.00 

T16 62.98-58.99 A 
B 
C 

0.750 2.579 
2.425 
0.000 

0.000 
1.361 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

24.09 
42.92 
0.00 

T17 58.99-55.01 A 
B 
C 

0.750 2.579 
2.425 
0.000 

0.000 
1.361 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

24.09 
42.92 
0.00 

T18 55.01-51.03 A 
B 
C 

0.750 2.579 
2.425 
0.000 

0.000 
1.361 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

24.09 
42.92 
0.00 

T19 51.03-47.00 A 
B 
C 

0.750 2.606 
2.450 
0.000 

0.000 
1.375 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

24.34 
43.37 
0.00 

T20 47.00-27.00 A 
B 
C 

0.750 12.950 
12.175 
0.000 

0.000 
6.833 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

120.96 
215.48 

0.00 
T21 27.00-7.00 A 

B 
0.750 16.429 

12.175 
0.000 
6.833 

0.000 
0.000 

0.000 
0.000 

146.88 
215.48 
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Tower 
Section 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face 
ft2 

Weight 
 

lb 
C 0.000 0.000 0.000 0.000 0.00 

T22 7.00-3.00 A 
B 
C 

0.750 0.991 
0.609 
0.000 

0.000 
0.342 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

8.65 
10.77 
0.00 

T23 3.00-0.00 A 
B 
C 

0.750 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.00 
0.00 
0.00 

 
 
 

 Feed Line Shielding 
 

 Section Elevation  
 

ft 

Face AR 

 
ft2 

AR 

Ice 
ft2 

AF 

 
ft2 

AF 

Ice 
ft2 

T1 347.00-327.00 A 
B 
C 

0.098 
0.088 
0.000 

0.780 
0.794 
0.000 

0.082 
0.073 
0.000 

0.194 
0.198 
0.000 

T2 327.00-307.00 A 
B 
C 

0.078 
0.063 
0.000 

0.792 
0.726 
0.000 

0.091 
0.073 
0.000 

0.216 
0.198 
0.000 

T3 307.00-287.00 A 
B 
C 

0.078 
0.063 
0.000 

0.792 
0.726 
0.000 

0.091 
0.073 
0.000 

0.216 
0.198 
0.000 

T4 287.00-267.00 A 
B 
C 

0.218 
0.088 
0.000 

1.733 
0.794 
0.000 

0.182 
0.073 
0.000 

0.432 
0.198 
0.000 

T5 267.00-247.00 A 
B 
C 

0.156 
0.063 
0.000 

1.584 
0.726 
0.000 

0.182 
0.073 
0.000 

0.432 
0.198 
0.000 

T6 247.00-227.00 A 
B 
C 

0.156 
0.063 
0.000 

1.584 
0.726 
0.000 

0.182 
0.073 
0.000 

0.432 
0.198 
0.000 

T7 227.00-207.00 A 
B 
C 

0.156 
0.104 
0.000 

1.584 
1.043 
0.000 

0.182 
0.122 
0.000 

0.432 
0.284 
0.000 

T8 207.00-187.00 A 
B 
C 

0.156 
0.342 
0.000 

1.584 
2.837 
0.000 

0.182 
0.398 
0.000 

0.432 
0.773 
0.000 

T9 187.00-167.00 A 
B 
C 

0.201 
0.410 
0.000 

1.783 
2.969 
0.000 

0.195 
0.398 
0.000 

0.464 
0.773 
0.000 

T10 167.00-147.00 A 
B 
C 

0.234 
0.342 
0.000 

2.376 
2.837 
0.000 

0.273 
0.398 
0.000 

0.647 
0.773 
0.000 

T11 147.00-127.00 A 
B 
C 

0.234 
0.342 
0.000 

2.376 
2.837 
0.000 

0.273 
0.398 
0.000 

0.647 
0.773 
0.000 

T12 127.00-107.00 A 
B 
C 

0.234 
0.342 
0.000 

2.376 
2.837 
0.000 

0.273 
0.398 
0.000 

0.647 
0.773 
0.000 

T13 107.00-87.00 A 
B 
C 

0.234 
0.342 
0.000 

2.376 
2.837 
0.000 

0.273 
0.398 
0.000 

0.647 
0.773 
0.000 

T14 87.00-67.00 A 
B 
C 

0.234 
0.349 
0.000 

2.457 
3.034 
0.000 

0.341 
0.507 
0.000 

0.809 
0.999 
0.000 

T15 67.00-62.98 A 
B 

0.046 
0.076 

0.455 
0.667 

0.045 
0.075 

0.108 
0.158 
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 Section Elevation  
 

ft 

Face AR 

 
ft2 

AR 

Ice 
ft2 

AF 

 
ft2 

AF 

Ice 
ft2 

C 0.000 0.000 0.000 0.000 
T16 62.98-58.99 A 

B 
C 

0.047 
0.078 
0.000 

0.462 
0.678 
0.000 

0.045 
0.075 
0.000 

0.108 
0.158 
0.000 

T17 58.99-55.01 A 
B 
C 

0.047 
0.078 
0.000 

0.462 
0.678 
0.000 

0.045 
0.075 
0.000 

0.108 
0.158 
0.000 

T18 55.01-51.03 A 
B 
C 

0.047 
0.078 
0.000 

0.462 
0.678 
0.000 

0.045 
0.075 
0.000 

0.108 
0.158 
0.000 

T19 51.03-47.00 A 
B 
C 

0.046 
0.076 
0.000 

0.535 
0.786 
0.000 

0.091 
0.150 
0.000 

0.216 
0.317 
0.000 

T20 47.00-27.00 A 
B 
C 

0.234 
0.387 
0.000 

2.376 
3.488 
0.000 

0.273 
0.450 
0.000 

0.647 
0.950 
0.000 

T21 27.00-7.00 A 
B 
C 

0.271 
0.387 
0.000 

3.015 
3.488 
0.000 

0.315 
0.450 
0.000 

0.821 
0.950 
0.000 

T22 7.00-3.00 A 
B 
C 

0.015 
0.019 
0.000 

0.173 
0.166 
0.000 

0.015 
0.019 
0.000 

0.041 
0.040 
0.000 

T23 3.00-0.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

 
 
 

   Feed Line Center of Pressure     
 

 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 

T1 347.00-327.00 -0.4024 -0.0668 -0.4195 -0.1265 
T2 327.00-307.00 -0.4964 -0.0387 -0.5081 -0.0975 
T3 307.00-287.00 -0.4964 -0.0387 -0.5081 -0.0975 
T4 287.00-267.00 -0.5504 -0.5388 -0.5800 -0.6379 
T5 267.00-247.00 -0.5928 -0.5803 -0.6103 -0.6712 
T6 247.00-227.00 -0.5928 -0.5803 -0.6103 -0.6712 
T7 227.00-207.00 -0.3318 -0.5295 -0.5080 -0.6465 
T8 207.00-187.00 0.9877 -0.2726 0.0210 -0.5191 
T9 187.00-167.00 0.9333 -0.3270 -0.0062 -0.5768 

T10 167.00-147.00 0.8397 -0.6983 -0.1089 -0.9731 
T11 147.00-127.00 0.8397 -0.6983 -0.1089 -0.9731 
T12 127.00-107.00 0.8397 -0.6983 -0.1089 -0.9731 
T13 107.00-87.00 0.8397 -0.6983 -0.1089 -0.9731 
T14 87.00-67.00 0.8280 -0.6662 -0.0738 -0.9279 
T15 67.00-62.98 1.0617 -0.7231 0.2221 -1.0079 
T16 62.98-58.99 0.9490 -0.6463 0.2030 -0.9394 
T17 58.99-55.01 0.9510 -0.6476 0.2034 -0.9413 
T18 55.01-51.03 0.9510 -0.6476 0.2034 -0.9413 
T19 51.03-47.00 0.8314 -0.5662 0.1251 -0.8050 
T20 47.00-27.00 0.9263 -0.6308 0.1879 -0.9145 
T21 27.00-7.00 0.8177 -0.7137 -0.0105 -1.0491 
T22 7.00-3.00 0.2174 -0.2560 -0.0567 -0.3854 
T23 3.00-0.00 0.0000 0.0000 0.0000 0.0000 
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   Discrete Tower Loads    
 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

Flash Beacon Lighting 
(InSite) 

C From Leg 0.00 
0.00 
0.00 

0.0000 347.00 No Ice 
1/2'' Ice
1'' Ice 

2.70 
3.10 
3.50 

2.70 
3.10 
3.50 

50.00 
70.00 
90.00 

5' x 5/8'' Rod 
(InSite) 

B From Leg 0.00 
0.00 
4.00 

0.0000 347.00 No Ice 
1/2'' Ice
1'' Ice 

0.31 
0.83 
1.32 

0.31 
0.83 
1.32 

10.00 
13.50 
20.28 

Small Light 
(InSite) 

A From Leg 0.50 
0.00 
0.00 

0.0000 225.00 No Ice 
1/2'' Ice
1'' Ice 

0.13 
0.19 
0.27 

0.13 
0.19 
0.27 

2.00 
4.01 
6.89 

Small Light 
(InSite) 

B From Leg 0.50 
0.00 
0.00 

0.0000 225.00 No Ice 
1/2'' Ice
1'' Ice 

0.13 
0.19 
0.27 

0.13 
0.19 
0.27 

2.00 
4.01 
6.89 

Small Light 
(InSite) 

A From Leg 0.50 
0.00 
0.00 

0.0000 117.00 No Ice 
1/2'' Ice
1'' Ice 

0.13 
0.19 
0.27 

0.13 
0.19 
0.27 

2.00 
4.01 
6.89 

Small Light 
(InSite) 

B From Leg 0.50 
0.00 
0.00 

0.0000 117.00 No Ice 
1/2'' Ice
1'' Ice 

0.13 
0.19 
0.27 

0.13 
0.19 
0.27 

2.00 
4.01 
6.89 

***                   
10' 8 Bay Dipole 

(TELCO) 
C From Leg 2.00 

0.00 
2.00 

0.0000 345.00 No Ice 
1/2'' Ice
1'' Ice 

3.00 
4.03 
5.03 

3.00 
4.03 
5.03 

40.00 
61.79 
90.14 

2' Standoff Mount 
(TELCO) 

C From Leg 2.00 
0.00 
2.00 

0.0000 345.00 No Ice 
1/2'' Ice
1'' Ice 

2.00 
3.50 
5.00 

2.00 
3.50 
5.00 

20.00 
30.00 
55.00 

***                   
Small GPS Antenna w/ 1' 

Standoff 
(Sprint) 

C From Leg 1.00 
0.00 
0.00 

0.0000 70.00 No Ice 
1/2'' Ice
1'' Ice 

0.33 
0.47 
0.61 

0.33 
0.47 
0.61 

12.00 
15.97 
21.42 

***                   
16' Dipole B From Leg 1.50 

0.00 
0.00 

0.0000 287.00 No Ice 
1/2'' Ice
1'' Ice 

4.67 
6.37 
8.06 

4.67 
6.37 
8.06 

45.00 
79.12 

113.24 
2' Side Arm Mount B None   0.0000 287.00 No Ice 

1/2'' Ice
1'' Ice 

1.50 
2.50 
4.00 

1.50 
2.50 
4.00 

50.00 
100.00 
150.00 

***                   
2.5'' x 20' Omni C From Leg 1.00 

0.00 
0.00 

0.0000 170.00 No Ice 
1/2'' Ice
1'' Ice 

5.00 
7.03 
9.07 

5.00 
7.03 
9.07 

60.00 
96.96 

146.55 
1' Sidearm Mount C None   0.0000 170.00 No Ice 

1/2'' Ice
1'' Ice 

0.75 
0.89 
1.07 

0.75 
0.89 
1.07 

21.00 
35.00 
50.00 

***                   
Small Weather Station B From Face 1.00 

0.00 
0.00 

0.0000 20.00 No Ice 
1/2'' Ice
1'' Ice 

0.05 
0.09 
0.14 

0.05 
0.09 
0.14 

2.00 
2.94 
4.49 

1' Sidearm Mount B None   0.0000 20.00 No Ice 
1/2'' Ice
1'' Ice 

0.75 
0.89 
1.07 

0.75 
0.89 
1.07 

21.00 
35.00 
50.00 

Flash Beacon Lighting A None   0.0000 15.00 No Ice 
1/2'' Ice

2.70 
3.10 

2.70 
3.10 

50.00 
70.00 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

1'' Ice 3.50 3.50 90.00 
2-3/8'' x 4' Pipe Mount A None   0.0000 15.00 No Ice 

1/2'' Ice
1'' Ice 

0.87 
1.11 
1.37 

0.87 
1.11 
1.37 

15.00 
22.33 
32.49 

***                   
APXVSPP18-C-A20 

(Sprint) 
A From Leg 4.00 

0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

8.96 
9.66 
10.34 

8.08 
9.14 
10.09 

117.64 
197.34 
287.17 

APXVSPP18-C-A20 
(Sprint) 

B From Leg 4.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

8.96 
9.66 
10.34 

8.08 
9.14 
10.09 

117.64 
197.34 
287.17 

APXVSPP18-C-A20 
(Sprint) 

C From Leg 4.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

8.96 
9.66 
10.34 

8.08 
9.14 
10.09 

117.64 
197.34 
287.17 

APXVTM-14-C-I20 
(Sprint) 

A From Leg 4.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

6.26 
6.84 
7.42 

3.56 
4.09 
4.62 

54.00 
91.06 

128.12 
APXVTM-14-C-I20 

(Sprint) 
B From Leg 4.00 

0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

6.26 
6.84 
7.42 

3.56 
4.09 
4.62 

54.00 
91.06 

128.12 
APXVTM-14-C-I20 

(Sprint) 
C From Leg 4.00 

0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

6.26 
6.84 
7.42 

3.56 
4.09 
4.62 

54.00 
91.06 

128.12 
ALU 800 MHz 15.8x10x13 

(50.6lb) 
(Sprint) 

A From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

1.32 
1.54 
1.76 

1.71 
1.96 
2.21 

50.60 
59.05 
67.50 

ALU 800 MHz 15.8x10x13 
(50.6lb) 
(Sprint) 

B From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

1.32 
1.54 
1.76 

1.71 
1.96 
2.21 

50.60 
59.05 
67.50 

ALU 800 MHz 15.8x10x13 
(50.6lb) 
(Sprint) 

C From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

1.32 
1.54 
1.76 

1.71 
1.96 
2.21 

50.60 
59.05 
67.50 

ALU 1900 4x45 
25.2x11.1x10.7 (60lbs) 

(Sprint) 

A From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

2.33 
2.64 
2.95 

2.25 
2.55 
2.85 

60.00 
74.88 
89.76 

ALU 1900 4x45 
25.2x11.1x10.7 (60lbs) 

(Sprint) 

B From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

2.33 
2.64 
2.95 

2.25 
2.55 
2.85 

60.00 
74.88 
89.76 

ALU 1900 4x45 
25.2x11.1x10.7 (60lbs) 

(Sprint) 

C From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

2.33 
2.64 
2.95 

2.25 
2.55 
2.85 

60.00 
74.88 
89.76 

ALU TD RRH 8x20 
(Sprint) 

A From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.43 
4.81 

1.53 
1.81 
2.09 

70.00 
95.38 

120.76 
ALU TD RRH 8x20 

(Sprint) 
B From Leg 3.00 

0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.43 
4.81 

1.53 
1.81 
2.09 

70.00 
95.38 

120.76 
ALU TD RRH 8x20 

(Sprint) 
C From Leg 3.00 

0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

4.05 
4.43 
4.81 

1.53 
1.81 
2.09 

70.00 
95.38 

120.76 
Notch Filter 8.9x10x4.3 

(9.45lbs) 
(Sprint) 

A From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

0.74 
0.91 
1.08 

0.32 
0.44 
0.56 

9.45 
14.21 
18.97 

Notch Filter 8.9x10x4.3 
(9.45lbs) 
(Sprint) 

B From Leg 3.00 
0.00 
0.00 

0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

0.74 
0.91 
1.08 

0.32 
0.44 
0.56 

9.45 
14.21 
18.97 

Notch Filter 8.9x10x4.3 C From Leg 3.00 0.0000 210.00 No Ice 0.74 0.32 9.45 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustment

 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

lb 

(9.45lbs) 
(Sprint) 

0.00 
0.00 

1/2'' Ice
1'' Ice 

0.91 
1.08 

0.44 
0.56 

14.21 
18.97 

(3) 12' Sector Frames 
(Sprint) 

C None   0.0000 210.00 No Ice 
1/2'' Ice
1'' Ice 

25.00 
37.00 
47.00 

25.00 
37.00 
47.00 

800.00 
1100.00 
1500.00 

 
 
 
 

 Force Totals  (Does not include forces on guys)    
 

Load 
Case 

Vertical 
Forces 

 
lb 

Sum of 
Forces 

X 
lb 

Sum of 
Forces 

Z 
lb 

Sum of Torques
 
 

lb-ft 
Leg Weight 6885.44 
Bracing Weight 7112.44 
Total Member Self-Weight 13997.88 
Guy Weight 3026.00 
Total Weight 20119.51 
Wind 0 deg - No Ice  0.00 -24802.36 -297.36
Wind 30 deg - No Ice  12171.76 -21082.10 -93.81
Wind 60 deg - No Ice  20949.64 -12095.28 144.43
Wind 90 deg - No Ice  24343.51 0.00 337.18
Wind 120 deg - No Ice  21479.48 12401.18 426.11
Wind 150 deg - No Ice  12171.76 21082.10 430.99
Wind 180 deg - No Ice  0.00 24190.56 304.87
Wind 210 deg - No Ice  -12171.76 21082.10 93.81
Wind 240 deg - No Ice  -21479.48 12401.18 -128.75
Wind 270 deg - No Ice  -24343.51 0.00 -337.18
Wind 300 deg - No Ice  -20949.64 -12095.28 -449.30
Wind 330 deg - No Ice  -12171.76 -21082.10 -430.99
Member Ice 10824.03 
Guy Ice 8764.38 
Total Weight Ice 44400.11 
Wind 0 deg - Ice  0.00 -7894.16 -326.94
Wind 30 deg - Ice  3863.54 -6691.84 -277.52
Wind 60 deg - Ice  6643.61 -3835.69 -152.24
Wind 90 deg - Ice  7727.07 0.00 8.05
Wind 120 deg - Ice  6836.54 3947.08 161.34
Wind 150 deg - Ice  3863.54 6691.84 285.57
Wind 180 deg - Ice  0.00 7671.38 324.49
Wind 210 deg - Ice  -3863.54 6691.84 277.52
Wind 240 deg - Ice  -6836.54 3947.08 165.60
Wind 270 deg - Ice  -7727.07 0.00 -8.05
Wind 300 deg - Ice  -6643.61 -3835.69 -172.25
Wind 330 deg - Ice  -3863.54 -6691.84 -285.57
Total Weight 20119.51 
Wind 0 deg - Service  0.00 -8582.13 -102.89
Wind 30 deg - Service  4211.68 -7294.84 -32.46
Wind 60 deg - Service  7249.01 -4185.22 49.98
Wind 90 deg - Service  8423.36 0.00 116.67
Wind 120 deg - Service  7432.35 4291.07 147.44
Wind 150 deg - Service  4211.68 7294.84 149.13
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Load 
Case 

Vertical 
Forces 

 
lb 

Sum of 
Forces 

X 
lb 

Sum of 
Forces 

Z 
lb 

Sum of Torques
 
 

lb-ft 
Wind 180 deg - Service  0.00 8370.44 105.49
Wind 210 deg - Service  -4211.68 7294.84 32.46
Wind 240 deg - Service  -7432.35 4291.07 -44.55
Wind 270 deg - Service  -8423.36 0.00 -116.67
Wind 300 deg - Service  -7249.01 -4185.22 -155.47
Wind 330 deg - Service  -4211.68 -7294.84 -149.13

 
 
 
 

 Load Combinations   
 
Comb. 

No. 
Description 

1 Dead Only 
2 Dead+Wind 0 deg - No Ice+Guy 
3 Dead+Wind 30 deg - No Ice+Guy 
4 Dead+Wind 60 deg - No Ice+Guy 
5 Dead+Wind 90 deg - No Ice+Guy 
6 Dead+Wind 120 deg - No Ice+Guy 
7 Dead+Wind 150 deg - No Ice+Guy 
8 Dead+Wind 180 deg - No Ice+Guy 
9 Dead+Wind 210 deg - No Ice+Guy 
10 Dead+Wind 240 deg - No Ice+Guy 
11 Dead+Wind 270 deg - No Ice+Guy 
12 Dead+Wind 300 deg - No Ice+Guy 
13 Dead+Wind 330 deg - No Ice+Guy 
14 Dead+Ice+Temp+Guy 
15 Dead+Wind 0 deg+Ice+Temp+Guy 
16 Dead+Wind 30 deg+Ice+Temp+Guy 
17 Dead+Wind 60 deg+Ice+Temp+Guy 
18 Dead+Wind 90 deg+Ice+Temp+Guy 
19 Dead+Wind 120 deg+Ice+Temp+Guy 
20 Dead+Wind 150 deg+Ice+Temp+Guy 
21 Dead+Wind 180 deg+Ice+Temp+Guy 
22 Dead+Wind 210 deg+Ice+Temp+Guy 
23 Dead+Wind 240 deg+Ice+Temp+Guy 
24 Dead+Wind 270 deg+Ice+Temp+Guy 
25 Dead+Wind 300 deg+Ice+Temp+Guy 
26 Dead+Wind 330 deg+Ice+Temp+Guy 
27 Dead+Wind 0 deg - Service+Guy 
28 Dead+Wind 30 deg - Service+Guy 
29 Dead+Wind 60 deg - Service+Guy 
30 Dead+Wind 90 deg - Service+Guy 
31 Dead+Wind 120 deg - Service+Guy 
32 Dead+Wind 150 deg - Service+Guy 
33 Dead+Wind 180 deg - Service+Guy 
34 Dead+Wind 210 deg - Service+Guy 
35 Dead+Wind 240 deg - Service+Guy 
36 Dead+Wind 270 deg - Service+Guy 
37 Dead+Wind 300 deg - Service+Guy 
38 Dead+Wind 330 deg - Service+Guy 

 
 

 Maximum Reactions    
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Location Condition Gov. 
Load 

Comb. 

Vertical 
lb 

Horizontal, X 
lb 

Horizontal, Z 
lb 

Leg C Max. Vert 10 51163.80 1062.64 -618.28 
  Max. Hx 10 51163.80 1062.64 -618.28 
  Max. Hz 16 24501.39 -4548.69 2703.80 
  Min. Vert 4 1441.01 -288.41 164.52 
  Min. Hx 17 23181.78 -4608.83 2677.06 
  Min. Hz 9 46101.50 893.41 -690.63 

Leg B Max. Vert 6 49488.08 -1037.20 -641.67 
  Max. Hx 25 22002.34 4627.22 2683.88 
  Max. Hz 26 23234.49 4567.18 2710.45 
  Min. Vert 12 87.48 276.05 196.76 
  Min. Hx 5 46161.58 -1038.59 -433.35 
  Min. Hz 8 37874.88 -609.92 -743.77 

Leg A Max. Vert 2 51899.70 33.03 1237.08 
  Max. Hx 11 28713.74 344.91 571.41 
  Max. Hz 2 51899.70 33.03 1237.08 
  Min. Vert 8 1925.44 -32.71 -330.20 
  Min. Hx 5 27721.08 -362.29 562.26 
  Min. Hz 21 23921.28 3.26 -5323.49 

Guy C @ 280 ft 
Elev 13 ft 

Azimuth 240 deg 

Max. Vert 10 -1871.65 -1153.43 666.86 

  Max. Hx 10 -1871.65 -1153.43 666.86 
  Max. Hz 4 -9153.44 -7449.57 4299.69 
  Min. Vert 4 -9153.44 -7449.57 4299.69 
  Min. Hx 4 -9153.44 -7449.57 4299.69 
  Min. Hz 10 -1871.65 -1153.43 666.86 

Guy B @ 280 ft 
Elev -13 ft 

Azimuth 120 deg 

Max. Vert 6 -2258.77 1290.22 745.42 

  Max. Hx 12 -9792.39 7395.32 4267.92 
  Max. Hz 12 -9792.39 7395.32 4267.92 
  Min. Vert 12 -9792.39 7395.32 4267.92 
  Min. Hx 6 -2258.77 1290.22 745.42 
  Min. Hz 6 -2258.77 1290.22 745.42 

Guy A @ 277 ft 
Elev 34 ft 

Azimuth 0 deg 

Max. Vert 2 -1617.79 0.35 -1219.27 

  Max. Hx 11 -5341.42 596.04 -5077.90 
  Max. Hz 2 -1617.79 0.35 -1219.27 
  Min. Vert 8 -8784.60 0.45 -8710.80 
  Min. Hx 5 -5536.80 -594.57 -5259.61 
  Min. Hz 8 -8784.60 0.45 -8710.80 

Guy C @ 222 ft 
Elev 16 ft 

Azimuth 240 deg 

Max. Vert 10 -1502.67 -932.53 539.45 

  Max. Hx 10 -1502.67 -932.53 539.45 
  Max. Hz 4 -19094.18 -17442.98 10068.35 
  Min. Vert 4 -19094.18 -17442.98 10068.35 
  Min. Hx 4 -19094.18 -17442.98 10068.35 
  Min. Hz 10 -1502.67 -932.53 539.45 

Guy B @ 224 ft 
Elev -17 ft 

Azimuth 120 deg 

Max. Vert 6 -2243.66 1281.10 740.00 

  Max. Hx 12 -21206.68 17055.20 9845.48 
  Max. Hz 12 -21206.68 17055.20 9845.48 
  Min. Vert 12 -21206.68 17055.20 9845.48 
  Min. Hx 6 -2243.66 1281.10 740.00 
  Min. Hz 6 -2243.66 1281.10 740.00 

Guy A @ 223 ft 
Elev 24 ft 

Azimuth 0 deg 

Max. Vert 2 -1325.71 0.60 -976.27 
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Location Condition Gov. 
Load 

Comb. 

Vertical 
lb 

Horizontal, X 
lb 

Horizontal, Z 
lb 

  Max. Hx 11 -9546.58 852.73 -10249.37 
  Max. Hz 2 -1325.71 0.60 -976.27 
  Min. Vert 8 -18334.37 -1.03 -20161.90 
  Min. Hx 5 -10049.49 -846.81 -10779.19 
  Min. Hz 8 -18334.37 -1.03 -20161.90 

Guy C @ 166 ft 
Elev 8 ft 

Azimuth 240 deg 

Max. Vert 10 -236.50 -386.56 223.29 

  Max. Hx 10 -236.50 -386.56 223.29 
  Max. Hz 4 -6128.72 -8572.18 4949.14 
  Min. Vert 4 -6128.72 -8572.18 4949.14 
  Min. Hx 4 -6128.72 -8572.18 4949.14 
  Min. Hz 10 -236.50 -386.56 223.29 

Guy B @ 170 ft 
Elev -12 ft 

Azimuth 120 deg 

Max. Vert 6 -399.98 473.56 273.43 

  Max. Hx 12 -7050.22 8467.77 4889.76 
  Max. Hz 12 -7050.22 8467.77 4889.76 
  Min. Vert 12 -7050.22 8467.77 4889.76 
  Min. Hx 6 -399.98 473.56 273.43 
  Min. Hz 6 -399.98 473.56 273.43 

Guy A @ 169 ft 
Elev 15 ft 

Azimuth 0 deg 

Max. Vert 2 -173.98 0.07 -418.64 

  Max. Hx 11 -3027.78 273.32 -5422.26 
  Max. Hz 2 -173.98 0.07 -418.64 
  Min. Vert 8 -5641.30 -0.70 -9930.24 
  Min. Hx 5 -3129.63 -271.76 -5587.40 
  Min. Hz 8 -5641.30 -0.70 -9930.24 
      

 
 

 Tower Mast Reaction Summary    
 

Load 
Combination 

Vertical  
 

lb 

Shearx 
 

lb 

Shearz 
 

lb 

 Overturning 
Moment, Mx  

lb-ft 

 Overturning 
Moment, Mz 

lb-ft 

Torque 
 

lb-ft 
Dead Only 53824.42 -15.09 -13.67 -1033.99 948.46 0.83
Dead+Wind 0 deg - No 
Ice+Guy 

80167.86 -1.81 -1590.14 -65411.98 2274.28 186.55

Dead+Wind 30 deg - No 
Ice+Guy 

79108.89 926.68 -1339.91 -53114.63 -31917.70 174.83

Dead+Wind 60 deg - No 
Ice+Guy 

78218.55 1511.48 -896.01 -32595.43 -55076.53 33.34

Dead+Wind 90 deg - No 
Ice+Guy 

79011.20 1624.48 -144.47 -3595.78 -61549.57 -202.58

Dead+Wind 120 deg - No 
Ice+Guy 

79163.96 1351.19 779.17 29205.28 -52438.60 -187.84

Dead+Wind 150 deg - No 
Ice+Guy 

78559.65 696.52 1478.80 53314.30 -28400.25 -130.97

Dead+Wind 180 deg - No 
Ice+Guy 

77661.11 -9.27 1759.66 62254.05 -21.13 -179.74

Dead+Wind 210 deg - No 
Ice+Guy 

78545.76 -696.02 1474.33 52608.71 29385.08 -175.78

Dead+Wind 240 deg - No 
Ice+Guy 

79880.91 -1365.88 785.53 29100.45 56809.34 1.63

Dead+Wind 270 deg - No 
Ice+Guy 

80125.65 -1602.67 -164.09 -5209.64 65157.13 164.17

Dead+Wind 300 deg - No 79182.41 -1512.66 -886.07 -34845.64 58801.82 154.15
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Load 
Combination 

Vertical  
 

lb 

Shearx 
 

lb 

Shearz 
 

lb 

 Overturning 
Moment, Mx  

lb-ft 

 Overturning 
Moment, Mz 

lb-ft 

Torque 
 

lb-ft 
Ice+Guy 
Dead+Wind 330 deg - No 
Ice+Guy 

80230.05 -936.23 -1316.67 -55062.21 36131.76 158.58

Dead+Ice+Temp+Guy 92679.11 -22.57 -20.14 -2362.08 1680.29 -1.03
Dead+Wind 0 
deg+Ice+Temp+Guy 

98093.05 -20.49 -728.74 -27155.08 1984.49 -1.01

Dead+Wind 30 
deg+Ice+Temp+Guy 

98134.41 317.77 -602.51 -22020.70 -11916.56 22.39

Dead+Wind 60 
deg+Ice+Temp+Guy 

98205.86 551.13 -355.05 -14913.29 -20050.33 -51.72

Dead+Wind 90 
deg+Ice+Temp+Guy 

97343.52 650.67 -26.52 -4525.70 -22285.21 -118.25

Dead+Wind 120 
deg+Ice+Temp+Guy 

96627.75 593.29 336.57 9790.14 -19633.96 -59.51

Dead+Wind 150 
deg+Ice+Temp+Guy 

97154.58 309.70 568.78 19279.99 -8612.56 19.10

Dead+Wind 180 
deg+Ice+Temp+Guy 

97863.63 -23.53 647.51 22603.08 1523.11 -2.39

Dead+Wind 210 
deg+Ice+Temp+Guy 

97663.77 -354.80 569.00 19138.52 11763.85 -21.03

Dead+Wind 240 
deg+Ice+Temp+Guy 

97560.09 -634.18 336.63 9503.46 23103.10 61.84

Dead+Wind 270 
deg+Ice+Temp+Guy 

98108.86 -692.40 -22.90 -4911.71 25964.47 122.96

Dead+Wind 300 
deg+Ice+Temp+Guy 

98721.73 -591.85 -351.25 -15346.61 23854.33 53.90

Dead+Wind 330 
deg+Ice+Temp+Guy 

98393.02 -357.88 -601.15 -22355.23 15782.74 -24.20

Dead+Wind 0 deg - 
Service+Guy 

56140.84 -15.39 -663.92 -21678.14 1351.41 58.51

Dead+Wind 30 deg - 
Service+Guy 

56765.55 306.14 -556.22 -18074.50 -9784.17 52.70

Dead+Wind 60 deg - 
Service+Guy 

57337.28 530.29 -326.08 -11122.03 -17266.79 -2.96

Dead+Wind 90 deg - 
Service+Guy 

56711.41 619.25 -17.86 -1501.10 -19893.70 -59.44

Dead+Wind 120 deg - 
Service+Guy 

56024.58 552.58 314.36 9473.13 -17528.99 -63.33

Dead+Wind 150 deg - 
Service+Guy 

56669.20 298.98 538.69 16989.35 -9143.64 -51.35

Dead+Wind 180 deg - 
Service+Guy 

57244.52 -12.20 616.25 19558.56 612.82 -56.19

Dead+Wind 210 deg - 
Service+Guy 

56648.18 -323.99 537.02 16647.52 10469.10 -51.86

Dead+Wind 240 deg - 
Service+Guy 

55993.85 -578.43 311.35 8857.70 19168.64 6.03

Dead+Wind 270 deg - 
Service+Guy 

56619.73 -646.15 -20.31 -2242.96 21892.72 61.91

Dead+Wind 300 deg - 
Service+Guy 

57268.09 -557.72 -327.76 -11780.63 19616.42 60.61

Dead+Wind 330 deg - 
Service+Guy 

56695.91 -335.44 -557.49 -18459.67 12376.12 48.60

  
 

 Solution Summary   
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Load 

Comb. 

Sum of Applied Forces Sum of Reactions  
% Error PX 

lb 
PY 
lb 

PZ 
lb 

PX 
lb 

PY 
lb 

PZ 
lb 

1 0.00 -20119.04 0.00 -2.40 20119.06 -1.94 0.015% 
2 -48.19 -20564.25 -31414.83 47.34 20563.97 31404.16 0.029% 
3 15465.02 -20151.57 -26759.96 -15467.18 20151.47 26761.41 0.007% 
4 26748.65 -19733.00 -15358.89 -26750.83 19732.29 15362.72 0.012% 
5 31075.83 -20049.50 26.35 -31077.23 20049.44 -26.75 0.004% 
6 27325.54 -20379.45 15747.60 -27316.37 20379.17 -15742.67 0.028% 
7 15543.46 -20016.96 26843.12 -15543.86 20016.83 -26843.99 0.003% 
8 48.19 -19673.83 30803.03 -48.31 19672.53 -30808.14 0.014% 
9 -15465.02 -20086.51 26759.96 15465.20 20086.37 -26761.19 0.003% 
10 -27278.49 -20505.08 15664.79 27268.89 20504.79 -15660.55 0.028% 
11 -31075.83 -20188.59 -26.35 31078.62 20188.61 28.68 0.010% 
12 -26795.70 -19858.63 -15441.70 26795.96 19858.40 15443.72 0.006% 
13 -15543.46 -20221.12 -26843.12 15546.42 20221.30 26843.57 0.008% 
14 0.00 -44398.32 0.00 -4.21 44398.32 -3.95 0.013% 
15 -43.51 -44803.92 -13845.82 38.56 44803.89 13839.22 0.018% 
16 6827.58 -44427.94 -11801.71 -6821.73 44427.89 11798.40 0.014% 
17 11864.03 -44046.66 -6772.93 -11859.75 44046.60 6764.54 0.020% 
18 13787.32 -44334.61 23.50 -13786.84 44334.60 -25.59 0.005% 
19 12098.93 -44634.88 6958.79 -12096.69 44634.79 -6960.28 0.006% 
20 6898.06 -44304.99 11876.78 -6902.64 44304.94 -11872.36 0.014% 
21 43.51 -43992.73 13623.04 -44.89 43992.72 -13621.15 0.005% 
22 -6827.58 -44368.70 11801.71 6828.46 44368.64 -11794.19 0.016% 
23 -12056.96 -44749.99 6884.32 12049.97 44749.96 -6887.24 0.016% 
24 -13787.32 -44462.03 -23.50 13786.05 44462.02 21.43 0.005% 
25 -11906.00 -44161.76 -6847.40 11903.51 44161.74 6845.70 0.007% 
26 -6898.06 -44491.65 -11876.78 6894.90 44491.63 11876.42 0.007% 
27 -16.68 -20273.09 -10870.18 15.61 20273.09 10866.73 0.016% 
28 5351.22 -20130.30 -9259.50 -5351.60 20130.30 9256.62 0.013% 
29 9255.59 -19985.47 -5314.49 -9254.87 19985.45 5311.91 0.012% 
30 10752.88 -20094.98 9.12 -10750.36 20094.96 -9.50 0.011% 
31 9455.20 -20209.15 5449.00 -9452.65 20209.14 -5447.90 0.012% 
32 5378.36 -20083.72 9288.28 -5376.81 20083.71 -9286.50 0.010% 
33 16.68 -19964.99 10658.49 -18.72 19964.97 -10656.26 0.013% 
34 -5351.22 -20107.79 9259.50 5348.70 20107.78 -9258.71 0.012% 
35 -9438.92 -20252.62 5420.34 9436.18 20252.62 -5420.03 0.012% 
36 -10752.88 -20143.11 -9.12 10750.65 20143.10 8.47 0.010% 
37 -9271.87 -20028.94 -5343.15 9269.04 20028.91 5341.15 0.015% 
38 -5378.36 -20154.36 -9288.28 5376.87 20154.35 9286.39 0.011% 

 
 
 

 Non-Linear Convergence Results   
 

Load 
Combination 

Converged? Number 
 of Cycles 

Displacement 
Tolerance 

Force 
Tolerance 

1 Yes 14 0.00000001 0.00004533 
2 Yes 37 0.00017857 0.00006951 
3 No 500 0.00160050 0.00000000 
4 No 500 0.00184335 0.00000000 
5 No 500 0.00143083 0.00000000 
6 Yes 32 0.00018501 0.00007194 
7 No 500 0.00084319 0.00000000 
8 No 500 0.00195683 0.00000000 
9 No 500 0.00085764 0.00000000 
10 Yes 36 0.00017393 0.00007046 
11 No 500 0.00109334 0.00000000 
12 No 500 0.00092631 0.00000000 
13 No 500 0.00118670 0.00000000 
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14 Yes 16 0.00020000 0.00005804 
15 Yes 17 0.00020000 0.00008941 
16 Yes 18 0.00020000 0.00007523 
17 Yes 18 0.00020000 0.00006762 
18 Yes 23 0.00000001 0.00001737 
19 Yes 15 0.00020000 0.00012329 
20 Yes 19 0.00020000 0.00005452 
21 Yes 21 0.00000001 0.00001766 
22 Yes 17 0.00020000 0.00009377 
23 Yes 17 0.00020000 0.00007867 
24 Yes 24 0.00000001 0.00001801 
25 Yes 23 0.00014470 0.00002206 
26 Yes 23 0.00019753 0.00002376 
27 Yes 14 0.00000001 0.00007264 
28 Yes 16 0.00000001 0.00004636 
29 Yes 16 0.00000001 0.00003212 
30 Yes 15 0.00000001 0.00004391 
31 Yes 12 0.00000001 0.00008373 
32 Yes 15 0.00000001 0.00004235 
33 Yes 15 0.00000001 0.00003653 
34 Yes 16 0.00000001 0.00003969 
35 Yes 14 0.00000001 0.00005743 
36 Yes 17 0.00000001 0.00003167 
37 Yes 17 0.00019249 0.00004194 
38 Yes 17 0.00000001 0.00003480 

 
 
 

 Maximum Tower Deflections - Service Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

T1 347 - 327 3.558 37 0.1147 0.0832 
T2 327 - 307 3.735 37 0.1219 0.0734 
T3 307 - 287 3.892 37 0.0908 0.0597 
T4 287 - 267 3.917 37 0.0631 0.0418 
T5 267 - 247 3.913 37 0.0728 0.0375 
T6 247 - 227 3.913 37 0.0385 0.0330 
T7 227 - 207 3.730 37 0.0738 0.0269 
T8 207 - 187 3.384 37 0.0976 0.0207 
T9 187 - 167 3.067 37 0.0889 0.0193 

T10 167 - 147 2.680 37 0.1234 0.0189 
T11 147 - 127 2.178 37 0.1376 0.0135 
T12 127 - 107 1.720 37 0.0977 0.0124 
T13 107 - 87 1.410 37 0.0855 0.0132 
T14 87 - 67 1.083 37 0.0936 0.0134 
T15 67 - 62.975 0.736 37 0.0868 0.0133 
T16 62.975 - 58.9917 0.674 37 0.0832 0.0129 
T17 58.9917 - 55.0083 0.615 37 0.0812 0.0124 
T18 55.0083 - 51.025 0.556 37 0.0794 0.0119 
T19 51.025 - 47 0.499 37 0.0775 0.0114 
T20 47 - 27 0.442 37 0.0754 0.0108 
T21 27 - 7 0.186 37 0.0583 0.0070 
T22 7 - 3 0.020 37 0.0206 0.0020 
T23 3 - 0 0.005 37 0.0095 0.0008 

      

  
 

 Critical Deflections and Radius of Curvature - Service Wind 
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Elevation 

 
ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
347.00 Flash Beacon Lighting 37 3.558 0.1147 0.0832 254900 
345.00 10' 8 Bay Dipole 37 3.575 0.1164 0.0822 254900 
331.10 Guy 37 3.698 0.1232 0.0755 80253 
287.00 16' Dipole 37 3.917 0.0631 0.0418 143220 
271.10 Guy 37 3.910 0.0726 0.0379 59654 
225.00 Small Light 37 3.699 0.0783 0.0262 24951 
210.00 APXVSPP18-C-A20 37 3.436 0.0974 0.0214 63627 
202.90 Guy 37 3.316 0.0959 0.0199 55453 
170.00 2.5'' x 20' Omni 37 2.746 0.1173 0.0195 29088 
131.10 Guy 37 1.801 0.1060 0.0125 24802 
117.00 Small Light 37 1.555 0.0866 0.0126 61712 
70.00 Small GPS Antenna w/ 1' Standoff 37 0.785 0.0894 0.0135 55565 
67.17 Guy 37 0.739 0.0870 0.0133 54478 
20.00 Small Weather Station 37 0.114 0.0481 0.0055 41663 
15.00 Flash Beacon Lighting 37 0.071 0.0389 0.0042 34897 

  
 
 

 Maximum Tower Deflections - Design Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

T1 347 - 327 14.858 12 0.4078 0.2989 
T2 327 - 307 15.088 12 0.4289 0.2708 
T3 307 - 287 15.469 11 0.3211 0.2222 
T4 287 - 267 15.828 11 0.1955 0.1677 
T5 267 - 247 16.077 2 0.1854 0.1559 
T6 247 - 227 16.435 2 0.1560 0.1337 
T7 227 - 207 15.975 2 0.3072 0.1113 
T8 207 - 187 14.732 2 0.3990 0.0938 
T9 187 - 167 13.291 2 0.4236 0.0867 

T10 167 - 147 11.474 2 0.5668 0.1028 
T11 147 - 127 9.199 2 0.6308 0.0601 
T12 127 - 107 7.011 2 0.5088 0.0520 
T13 107 - 87 5.349 2 0.4360 0.0579 
T14 87 - 67 3.794 2 0.4099 0.0502 
T15 67 - 62.975 2.393 2 0.3274 0.0455 
T16 62.975 - 58.9917 2.164 2 0.3027 0.0436 
T17 58.9917 - 55.0083 1.950 2 0.2896 0.0417 
T18 55.0083 - 51.025 1.744 2 0.2772 0.0403 
T19 51.025 - 47 1.556 12 0.2650 0.0388 
T20 47 - 27 1.372 12 0.2526 0.0368 
T21 27 - 7 0.564 12 0.1814 0.0246 
T22 7 - 3 0.058 12 0.0621 0.0070 
T23 3 - 0 0.015 12 0.0283 0.0029 

      

  
 

 Critical Deflections and Radius of Curvature - Design Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
347.00 Flash Beacon Lighting 12 14.858 0.4078 0.2989 82629 
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Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 
345.00 10' 8 Bay Dipole 12 14.880 0.4130 0.2964 82629 
331.10 Guy 12 15.038 0.4335 0.2776 26000 
287.00 16' Dipole 11 15.828 0.1955 0.1677 8766 
271.10 Guy 11 15.971 0.1866 0.1601 5222 
225.00 Small Light 2 15.877 0.3202 0.1090 5748 
210.00 APXVSPP18-C-A20 2 14.939 0.3907 0.0950 25551 
202.90 Guy 2 14.448 0.4039 0.0932 19010 
170.00 2.5'' x 20' Omni 2 11.780 0.5438 0.0987 8385 
131.10 Guy 2 7.418 0.5367 0.0529 7510 
117.00 Small Light 2 6.134 0.4607 0.0557 13206 
70.00 Small GPS Antenna w/ 1' Standoff 2 2.577 0.3459 0.0467 9267 
67.17 Guy 2 2.403 0.3285 0.0456 9305 
20.00 Small Weather Station 12 0.341 0.1478 0.0192 12593 
15.00 Flash Beacon Lighting 12 0.210 0.1187 0.0148 11029 

  
 
 

 Bolt Design Data    
 

Section 
No. 

Elevation 
 

ft 

Component 
Type 

Bolt 
Grade 

 

Bolt Size
 

in 

Number
Of 

Bolts 

Maximum
Load per

Bolt 
lb 

Allowable
Load 

lb 

Ratio 
Load 

Allowable 

Allowable 
Ratio 

Criteria 

T2 327 Leg A325X 0.6250 3 685.72 13498.00 
0.051  

1.333 Bolt Tension 

T3 307 Leg A325X 0.6250 3 1335.83 13498.80 
0.099  

1.333 Bolt Tension 

T4 287 Leg A325X 0.6250 3 299.74 13486.00 
0.022  

1.333 Bolt Tension 

T5 267 Leg A325X 0.6250 3 0.00 13477.90 
0.000  

1.333 Bolt Tension 

T6 247 Leg A325X 0.6250 3 1292.36 13498.60 
0.096  

1.333 Bolt Tension 

T7 227 Leg A325X 0.6250 3 865.59 13497.90 
0.064  

1.333 Bolt Tension 

T8 207 Leg A325X 0.6250 3 0.00 13494.50 
0.000  

1.333 Bolt Tension 

T9 187 Leg A325X 0.6250 3 0.00 13497.90 
0.000  

1.333 Bolt Tension 

T10 167 Leg A325X 0.6250 3 0.00 13497.50 
0.000  

1.333 Bolt Tension 

T11 147 Leg A325X 0.6250 3 0.00 13498.10 
0.000  

1.333 Bolt Tension 

T12 127 Leg A325X 0.6250 3 0.00 13498.50 
0.000  

1.333 Bolt Tension 

T13 107 Leg A325X 0.6250 3 0.00 13499.00 
0.000  

1.333 Bolt Tension 

T14 87 Leg A325X 0.6250 3 0.00 13499.00 
0.000  

1.333 Bolt Tension 

T15 67 Leg A325X 0.6250 3 0.00 13494.60 
0.000  

1.333 Bolt Tension 

T20 47 Leg A325X 0.6250 3 0.00 13498.90 
0.000  

1.333 Bolt Tension 

T21 27 Leg A325X 0.6250 3 0.00 13498.70 
0.000  

1.333 Bolt Tension 

T22 7 Leg A325X 0.6250 3 0.00 13495.70 
0.000  

1.333 Bolt Tension 

                      

 
 
 

 Guy Design Data    
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Section 
No. 

Elevation 
 

ft 

Size 
 

Initial 
Tension 

lb 

Breaking 
Load 

lb 

Actual 
T 
lb 

Allowable 
Ta 
lb 

Required 
S.F. 

 

Actual 
S.F. 

 
T1 331.10 (A) 

(919) 
7/16 EHS 2080.00 20800.02 6282.14 10400.00 2.000 

3.311  

  331.10 (A) 
(920) 

7/16 EHS 2080.00 20800.02 6325.07 10400.00 2.000 
3.289  

  331.10 (B) 
(913) 

7/16 EHS 2080.00 20800.02 6664.36 10400.00 2.000 
3.121  

  331.10 (B) 
(914) 

7/16 EHS 2080.00 20800.02 6600.58 10400.00 2.000 
3.151  

  331.10 (C) 
(907) 

7/16 EHS 2080.00 20800.02 6393.93 10400.00 2.000 
3.253  

  331.10 (C) 
(908) 

7/16 EHS 2080.00 20800.02 6419.13 10400.00 2.000 
3.240  

T4 271.10 (A) 
(937) 

7/16 EHS 2080.00 20800.02 6762.87 10400.00 2.000 
3.076  

  271.10 (A) 
(938) 

7/16 EHS 2080.00 20800.02 6761.26 10400.00 2.000 
3.076  

  271.10 (B) 
(931) 

7/16 EHS 2080.00 20800.02 7182.99 10400.00 2.000 
2.896  

  271.10 (B) 
(932) 

7/16 EHS 2080.00 20800.02 7149.30 10400.00 2.000 
2.909  

  271.10 (C) 
(925) 

7/16 EHS 2080.00 20800.02 6889.48 10400.00 2.000 
3.019  

  271.10 (C) 
(926) 

7/16 EHS 2080.00 20800.02 6923.44 10400.00 2.000 
3.004  

T8 202.90 (A) 
(955) 

7/16 EHS 2080.00 20800.02 7073.64 10400.00 2.000 
2.940  

  202.90 (A) 
(956) 

7/16 EHS 2080.00 20800.02 7072.59 10400.00 2.000 
2.941  

  202.90 (B) 
(949) 

7/16 EHS 2080.00 20800.02 7546.52 10400.00 2.000 
2.756  

  202.90 (B) 
(950) 

7/16 EHS 2080.00 20800.02 7521.78 10400.00 2.000 
2.765  

  202.90 (C) 
(943) 

7/16 EHS 2080.00 20800.02 7175.67 10400.00 2.000 
2.899  

  202.90 (C) 
(944) 

7/16 EHS 2080.00 20800.02 7191.10 10400.00 2.000 
2.892  

T11 131.10 (A) 
(973) 

3/8 EHS 1540.00 15399.96 4290.86 7700.00 2.000 
3.589  

  131.10 (A) 
(974) 

3/8 EHS 1540.00 15399.96 4274.25 7700.00 2.000 
3.603  

  131.10 (B) 
(967) 

3/8 EHS 1540.00 15399.96 4541.62 7700.00 2.000 
3.391  

  131.10 (B) 
(968) 

3/8 EHS 1540.00 15399.96 4564.85 7700.00 2.000 
3.374  

  131.10 (C) 
(961) 

3/8 EHS 1540.00 15399.96 4365.23 7700.00 2.000 
3.528  

  131.10 (C) 
(962) 

3/8 EHS 1540.00 15399.96 4362.21 7700.00 2.000 
3.530  

T14 67.17 (A) 
(984) 

3/8 EHS 1540.00 15399.96 3037.68 7700.00 2.000 
5.070  

  67.17 (B) (983) 3/8 EHS 1540.00 15399.96 3130.27 7700.00 2.000 
4.920  

  67.17 (C) (979) 3/8 EHS 1540.00 15399.96 3099.45 7700.00 2.000 
4.969  

                  

 
 

 Compression Checks   
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 Leg Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Mast 
Stability 

Index 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 
 

T1 347 - 327 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

1.00 24.379 1.7040 -12881.40 41542.50 0.310   

T2 327 - 307 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

1.00 24.353 1.7040 -19379.30 41499.40 0.467   

T3 307 - 287 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

1.00 24.353 1.7040 -19199.40 41499.00 0.463   

T4 287 - 267 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

1.00 24.326 1.7040 -15286.70 41452.60 0.369*  

T5 267 - 247 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.98 23.832 1.7040 -28519.30 40611.50 0.702   

T6 247 - 227 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.98 23.853 1.7040 -29115.80 40646.40 0.716   

T7 227 - 207 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.98 23.807 1.7040 -27218.40 40568.30 0.671   

T8 207 - 187 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.93 22.714 1.7040 -24591.20 38705.10 0.635*  

T9 187 - 167 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.93 22.714 1.7040 -25537.20 38705.10 0.660*  

T10 167 - 147 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.93 22.714 1.7040 -25073.40 38705.10 0.648*  

T11 147 - 127 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.97 23.588 1.7040 -38126.60 40195.00 0.949   

T12 127 - 107 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.99 24.106 1.7040 -37117.60 41078.30 0.904   

T13 107 - 87 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.98 23.805 1.7040 -29265.40 40564.10 0.721*  

T14 87 - 67 PIPE 2.5'' STD 20.00 3.93 49.8 
K=1.00 

0.98 23.805 1.7040 -29870.60 40564.10 0.736*  

T15 67 - 62.975 PIPE 2.5'' STD 4.02 3.86 48.9 
K=1.00 

1.00 24.526 1.7040 -30699.80 41793.20 0.735*  

T16 62.975 - 
58.9917 

P2.5x0.203 + Split 
P3.5x0.300 

3.98 3.98 45.3 
K=1.00 

1.00 25.072 3.0250 -32461.20 75841.10 0.428*  

T17 58.9917 - 
55.0083 

P2.5x0.203 + Split 
P3.5x0.300 

3.98 3.98 45.3 
K=1.00 

1.00 25.072 3.0250 -32545.90 75841.10 0.429*  

T18 55.0083 - 
51.025 

P2.5x0.203 + Split 
P3.5x0.300 

3.98 3.98 45.3 
K=1.00 

1.00 25.072 3.0250 -32693.80 75841.10 0.431*  

T19 51.025 - 47 P2.5x0.203 + Split 
P3.5x0.300 

4.02 3.86 43.8 
K=1.00 

1.00 25.281 3.0250 -33166.50 76474.90 0.434*  

T20 47 - 27 P2.5x0.203 + Split 
P3.5x0.300 

20.00 3.93 44.7 
K=1.00 

1.00 25.156 3.0250 -33912.60 76095.80 0.446*  

T21 27 - 7 P2.5x0.203 + Split 
P3.5x0.300 

20.00 3.93 44.7 
K=1.00 

1.00 25.156 3.0250 -49860.30 76095.80 0.655   

T22 7 - 3 P2.5x0.203 + Split 
P3.5x0.300 

4.00 3.83 43.6 
K=1.00 

1.00 25.323 3.0250 -52063.20 76600.50 0.680   

T23 3 - 0 P2.5x0.203 + Split 
P3.5x0.300 

3.00 2.83 32.2 
K=1.00 

0.99 26.474 3.0250 -54955.70 80084.60 0.686   
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* DL controls 
 
 

 Horizontal Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -11752.20 11891.00 0.988   

T2 327 - 307 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -4792.24 7128.19 0.672*  

T3 307 - 287 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -4284.63 7128.19 0.601*  

T4 287 - 267 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -9857.06 11891.00 0.829   

T5 267 - 247 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -4310.94 7128.19 0.605*  

T6 247 - 227 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3822.22 7128.19 0.536*  

T7 227 - 207 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3789.62 7128.19 0.532*  

T8 207 - 187 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -6886.57 7128.19 0.966   

T9 187 - 167 L2x1 1/2x1/4 3.00 2.76 111.8 
K=1.08 

11.425 0.8125 -4493.88 9282.39 0.484*  

T10 167 - 147 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3313.78 7128.19 0.465*  

T11 147 - 127 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -5465.77 7128.19 0.767   

T12 127 - 107 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -4471.09 7128.19 0.627   

T13 107 - 87 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3002.56 7128.19 0.421*  

T14 87 - 67 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3009.59 7128.19 0.422*  

T20 47 - 27 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3878.27 7209.86 0.538*  

T21 27 - 7 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3862.06 7209.86 0.536*  

                      

 
* DL controls 
 
 

 Top Girt Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -3737.49 11891.00 0.314*  

T2 327 - 307 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1729.74 7128.19 0.243*  
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T3 307 - 287 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -2181.28 7128.19 0.306*  

T4 287 - 267 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -4253.64 11891.00 0.358*  

T5 267 - 247 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1565.34 7128.19 0.220*  

T6 247 - 227 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1948.79 7128.19 0.273*  

T7 227 - 207 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1931.71 7128.19 0.271*  

T8 207 - 187 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -2560.91 7128.19 0.359   

T9 187 - 167 L2x1 1/2x1/4 3.00 2.76 111.8 
K=1.08 

11.425 0.8125 -2539.53 9282.39 0.274*  

T10 167 - 147 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1439.27 7128.19 0.202*  

T11 147 - 127 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1669.02 7128.19 0.234*  

T12 127 - 107 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1679.35 7128.19 0.236*  

T13 107 - 87 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1527.93 7128.19 0.214*  

T14 87 - 67 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1513.33 7128.19 0.212*  

T15 67 - 62.975 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1176.73 7128.19 0.165*  

T16 62.975 - 
58.9917 

L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -3434.80 7128.19 0.482*  

T17 58.9917 - 
55.0083 

L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3742.36 7209.86 0.519*  

T18 55.0083 - 
51.025 

L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3681.13 7209.86 0.511*  

T19 51.025 - 47 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3913.92 7209.86 0.543*  

T20 47 - 27 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -1973.11 7209.86 0.274*  

T21 27 - 7 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -1974.21 7209.86 0.274*  

T22 7 - 3 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -1735.64 7209.86 0.241*  

T23 3 - 0 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -5313.81 7209.86 0.737*  

                      

 
* DL controls 
 
 

 Bottom Girt Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 
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Client 
InSite Towers 
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JGildert 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -4712.45 11891.00 0.396*  

T2 327 - 307 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -2181.21 7128.19 0.306*  

T3 307 - 287 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1550.75 7128.19 0.218*  

T4 287 - 267 L2x2x1/4 3.00 2.76 102.4 
K=1.21 

12.677 0.9380 -4240.19 11891.00 0.357*  

T5 267 - 247 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1945.16 7128.19 0.273*  

T6 247 - 227 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1932.18 7128.19 0.271*  

T7 227 - 207 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1894.77 7128.19 0.266*  

T8 207 - 187 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1464.68 7128.19 0.205*  

T9 187 - 167 L2x1 1/2x1/4 3.00 2.76 111.8 
K=1.08 

11.425 0.8125 -2511.97 9282.39 0.271*  

T10 167 - 147 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1674.99 7128.19 0.235*  

T11 147 - 127 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1660.78 7128.19 0.233*  

T12 127 - 107 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1530.49 7128.19 0.215*  

T13 107 - 87 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -1518.73 7128.19 0.213*  

T14 87 - 67 L2x1 1/2x3/16 3.00 2.76 111.4 
K=1.08 

11.477 0.6211 -385.08 7128.19 0.054*  

T19 51.025 - 47 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -2063.82 7209.86 0.286*  

T20 47 - 27 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -1978.80 7209.86 0.274*  

T21 27 - 7 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -2097.45 7209.86 0.291*  

T23 3 - 0 L2x1 1/2x3/16 3.00 2.71 110.5 
K=1.09 

11.608 0.6211 -3021.39 7209.86 0.419*  

                      

 
* DL controls 
 
 

 Top Guy Pull-Off Design Data (Compression)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T14 87 - 67 3x3/8 3.00 2.76 306.0 
K=1.00 

1.595 1.1250 -697.50 1794.21 0.389*  

    KL/R > 200 (C) - 980                 
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* DL controls 
 
 

 Torque-Arm Top Design Data    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 (909) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -1073.00 30414.20 0.035   

T1 347 - 327 (910) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -905.74 30414.20 0.030   

T1 347 - 327 (915) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -752.38 30414.20 0.025   

T1 347 - 327 (916) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -478.37 30414.20 0.016   

T1 347 - 327 (921) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -944.45 30414.20 0.031   

T1 347 - 327 (922) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -509.23 30414.20 0.017   

T4 287 - 267 (927) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -492.21 30414.20 0.016   

T4 287 - 267 (928) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -458.54 30414.20 0.015   

T4 287 - 267 (933) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -161.74 30414.20 0.005   

T4 287 - 267 (934) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -143.36 30414.20 0.005   

T4 287 - 267 (939) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -230.60 30414.20 0.008   

T4 287 - 267 (940) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -177.55 30414.20 0.006   

T8 207 - 187 (945) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -428.27 30414.20 0.014   

T8 207 - 187 (946) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -547.52 30414.20 0.018   

T8 207 - 187 (952) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -303.76 30414.20 0.010   

T8 207 - 187 (958) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -442.11 30414.20 0.015   

T11 147 - 127 (963) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -398.95 30414.20 0.013   

T11 147 - 127 (964) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -540.36 30414.20 0.018   

T11 147 - 127 (969) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -59.17 30414.20 0.002   

T11 147 - 127 (970) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -346.01 30414.20 0.011   

T11 147 - 127 (975) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -72.82 30414.20 0.002   

T11 147 - 127 (976) L3x3x5/16 5.00 4.88 63.5 
K=1.00 

17.087 1.7800 -470.80 30414.20 0.015   
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 Torque-Arm Bottom Design Data    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 (911) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6051.21 17787.30 0.340   

T1 347 - 327 (912) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5669.11 17787.30 0.319   

T1 347 - 327 (917) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5887.65 17787.30 0.331   

T1 347 - 327 (918) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6241.02 17787.30 0.351   

T1 347 - 327 (923) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5945.48 17787.30 0.334   

T1 347 - 327 (924) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5922.02 17787.30 0.333   

T4 287 - 267 (929) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6807.45 17787.30 0.383   

T4 287 - 267 (930) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6549.73 17787.30 0.368   

T4 287 - 267 (935) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -7302.08 17787.30 0.411   

T4 287 - 267 (936) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6887.58 17787.30 0.387   

T4 287 - 267 (941) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -7292.88 17787.30 0.410   

T4 287 - 267 (942) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6621.30 17787.30 0.372   

T8 207 - 187 (947) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -8791.21 18705.60 0.470   

T8 207 - 187 (948) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -8533.88 18705.60 0.456   

T8 207 - 187 (953) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -10048.60 18705.60 0.537   

T8 207 - 187 (954) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -8895.68 18705.60 0.476   

T8 207 - 187 (959) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -9985.67 18705.60 0.534   

T8 207 - 187 (960) L3x3x5/16 9.32 9.10 118.4 
K=1.00 

10.509 1.7800 -8643.63 18705.60 0.462   

T11 147 - 127 (965) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5578.78 17787.30 0.314   

T11 147 - 127 (966) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5304.37 17787.30 0.298   

T11 147 - 127 (971) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6329.38 17787.30 0.356   

T11 147 - 127 (972) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5593.25 17787.30 0.314   

T11 147 - 127 (977) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -6398.43 17787.30 0.360   

T11 147 - 127 (978) L3x3x5/16 9.60 9.37 122.0 
K=1.00 

9.993 1.7800 -5391.99 17787.30 0.303   
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 Tension Checks   
 

 

 Leg Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 2057.98 51121.50 0.040   

T2 327 - 307 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 4008.47 51121.50 0.078   

T3 307 - 287 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 4007.48 51121.50 0.078   

T4 287 - 267 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 899.22 51121.50 0.018   

T5 267 - 247 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 3878.12 51121.50 0.076   

T6 247 - 227 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 3877.07 51121.50 0.076   

T7 227 - 207 PIPE 2.5'' STD 20.00 3.93 49.8 30.000 1.7040 2596.78 51121.50 0.051   

                      

 
 

 Diagonal Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 7/8 4.56 4.56 250.1 21.600 0.6013 8567.79 12988.50 0.660   

T2 327 - 307 5/8 4.56 4.56 350.2 21.600 0.3068 5455.08 6626.80 0.823   

T3 307 - 287 5/8 4.56 4.56 350.2 21.600 0.3068 3380.49 6626.80 0.510*  

T4 287 - 267 7/8 4.56 4.56 250.1 21.600 0.6013 7414.31 12988.50 0.571   

T5 267 - 247 5/8 4.56 4.56 350.2 21.600 0.3068 4605.66 6626.80 0.695   

T6 247 - 227 5/8 4.56 4.56 350.2 21.600 0.3068 2978.60 6626.80 0.449*  

T7 227 - 207 5/8 4.56 4.56 350.2 21.600 0.3068 4961.23 6626.80 0.749   

T8 207 - 187 5/8 4.56 4.56 350.2 21.600 0.3068 5516.96 6626.80 0.833   

T9 187 - 167 3/4 4.56 4.56 291.8 21.600 0.4418 8081.93 9542.59 0.847   

T10 167 - 147 5/8 4.56 4.56 350.2 21.600 0.3068 2606.83 6626.80 0.393*  

T11 147 - 127 5/8 4.56 4.56 350.2 21.600 0.3068 2586.57 6626.80 0.390*  
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T12 127 - 107 5/8 4.56 4.56 350.2 21.600 0.3068 2554.48 6626.80 0.385*  

T13 107 - 87 5/8 4.56 4.56 350.2 21.600 0.3068 4296.77 6626.80 0.648   

T14 87 - 67 5/8 4.56 4.56 350.2 21.600 0.3068 2406.84 6626.80 0.363*  

T15 67 - 62.975 5/8 4.50 4.50 345.8 21.600 0.3068 2317.97 6626.80 0.350*  

T16 62.975 - 
58.9917 

5/8 4.60 4.60 353.1 21.600 0.3068 2884.68 6626.80 0.435*  

T17 58.9917 - 
55.0083 

5/8 4.60 4.60 353.1 21.600 0.3068 2857.71 6626.80 0.431*  

T18 55.0083 - 
51.025 

5/8 4.60 4.60 353.1 21.600 0.3068 2835.88 6626.80 0.428*  

T19 51.025 - 47 5/8 4.50 4.50 345.8 21.600 0.3068 3098.64 6626.80 0.468*  

T20 47 - 27 5/8 4.56 4.56 350.2 21.600 0.3068 3040.06 6626.80 0.459*  

T21 27 - 7 5/8 4.56 4.56 350.2 21.600 0.3068 3023.78 6626.80 0.456*  

T22 7 - 3 5/8 4.48 4.48 344.4 21.600 0.3068 2975.00 6626.80 0.449*  

T23 3 - 0 5/8 3.80 3.80 291.9 21.600 0.3068 3786.16 6626.80 0.571*  

                      

 
* DL controls 
 
 

 Horizontal Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 L2x2x1/4 3.00 2.76 54.4 21.600 0.9380 223.11 20260.80 0.011   

T2 327 - 307 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 335.66 13415.60 0.025   

T3 307 - 287 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 332.54 13415.60 0.025   

T4 287 - 267 L2x2x1/4 3.00 2.76 54.4 21.600 0.9380 264.77 20260.80 0.013*  

T5 267 - 247 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 493.97 13415.60 0.037   

T6 247 - 227 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 504.30 13415.60 0.038   

T7 227 - 207 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 471.44 13415.60 0.035   

T8 207 - 187 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 2859.77 13415.60 0.213   

T9 187 - 167 L2x1 1/2x1/4 3.00 2.76 76.7 21.600 0.8125 442.32 17550.00 0.025*  
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T10 167 - 147 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 434.29 13415.60 0.032*  

T11 147 - 127 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 1493.00 13415.60 0.111   

T12 127 - 107 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 500.20 13415.60 0.037*  

T13 107 - 87 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 506.89 13415.60 0.038*  

T14 87 - 67 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 517.37 13415.60 0.039*  

T20 47 - 27 L2x1 1/2x3/16 3.00 2.71 73.9 21.600 0.6211 587.38 13415.60 0.044*  

T21 27 - 7 L2x1 1/2x3/16 3.00 2.71 73.9 21.600 0.6211 863.60 13415.60 0.064   

                      

 
* DL controls 
 
 

 Bottom Girt Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T9 187 - 167 L2x1 1/2x1/4 3.00 2.76 76.7 21.600 0.8125 209.79 17550.00 0.012   

T14 87 - 67 L2x1 1/2x3/16 3.00 2.76 75.4 21.600 0.6211 189.63 13415.60 0.014   

T23 3 - 0 L2x1 1/2x3/16 3.00 2.71 73.9 21.600 0.6211 717.22 13415.60 0.053   

                      

 
 

 Top Guy Pull-Off Design Data (Tension)    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T14 87 - 67 3x3/8 3.00 2.76 306.0 21.600 1.1250 343.49 24300.00 0.014   

                      

 
 

 Torque-Arm Top Design Data    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 (909) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6400.11 38448.00 0.166   
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T1 347 - 327 (910) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6315.28 38448.00 0.164   

T1 347 - 327 (915) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6327.69 38448.00 0.165   

T1 347 - 327 (916) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6610.53 38448.00 0.172   

T1 347 - 327 (921) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6315.77 38448.00 0.164   

T1 347 - 327 (922) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6516.86 38448.00 0.169   

T4 287 - 267 (927) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6351.60 38448.00 0.165   

T4 287 - 267 (928) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6349.87 38448.00 0.165   

T4 287 - 267 (933) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6491.20 38448.00 0.169   

T4 287 - 267 (934) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6357.23 38448.00 0.165   

T4 287 - 267 (939) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6424.84 38448.00 0.167   

T4 287 - 267 (940) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6288.89 38448.00 0.164   

T8 207 - 187 (945) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6971.51 38448.00 0.181   

T8 207 - 187 (946) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6914.59 38448.00 0.180   

T8 207 - 187 (951) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6994.12 38448.00 0.182   

T8 207 - 187 (952) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6586.00 38448.00 0.171   

T8 207 - 187 (957) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 7025.03 38448.00 0.183   

T8 207 - 187 (958) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 6547.37 38448.00 0.170   

T11 147 - 127 (963) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4291.84 38448.00 0.112   

T11 147 - 127 (964) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4200.93 38448.00 0.109   

T11 147 - 127 (969) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4243.57 38448.00 0.110   

T11 147 - 127 (970) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4086.16 38448.00 0.106   

T11 147 - 127 (975) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4304.79 38448.00 0.112   

T11 147 - 127 (976) L3x3x5/16 5.00 4.88 63.5 21.600 1.7800 4065.11 38448.00 0.106   

                      

 
 

 Torque-Arm Bottom Design Data    
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Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

Fa 

 
ksi 

A 
 

in2 

Actual 
P 
lb 

Allow. 
Pa 
lb 

Ratio 
P 
Pa 

T8 207 - 187 (947) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3313.34 38448.00 0.086   

T8 207 - 187 (948) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3348.93 38448.00 0.087   

T8 207 - 187 (953) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3014.85 38448.00 0.078   

T8 207 - 187 (954) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3409.62 38448.00 0.089   

T8 207 - 187 (959) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3028.10 38448.00 0.079   

T8 207 - 187 (960) L3x3x5/16 9.32 9.10 118.4 21.600 1.7800 3460.56 38448.00 0.090   

T11 147 - 127 (965) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2524.86 38448.00 0.066   

T11 147 - 127 (966) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2560.59 38448.00 0.067   

T11 147 - 127 (971) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2290.92 38448.00 0.060   

T11 147 - 127 (972) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2645.90 38448.00 0.069   

T11 147 - 127 (977) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2342.96 38448.00 0.061   

T11 147 - 127 (978) L3x3x5/16 9.60 9.37 122.0 21.600 1.7800 2732.67 38448.00 0.071   

                      

 
 

 Section Capacity Table 
 

Section 
No. 

Elevation 
ft 

Component 
Type 

Size Critical
Element 

P 
lb 

SF*Pallow 

lb 
% 

Capacity 
Pass 
Fail 

T1 347 - 327 Leg PIPE 2.5'' STD 1 -12881.40 55376.15 23.3 Pass  
T2 327 - 307 Leg PIPE 2.5'' STD 53 -19379.30 55318.70 35.0 Pass  
T3 307 - 287 Leg PIPE 2.5'' STD 104 -19199.40 55318.16 34.7 Pass  
T4 287 - 267 Leg PIPE 2.5'' STD 155 -15286.70 41452.60 36.9 Pass  
T5 267 - 247 Leg PIPE 2.5'' STD 206 -28519.30 54135.13 52.7 Pass  
T6 247 - 227 Leg PIPE 2.5'' STD 257 -29115.80 54181.65 53.7 Pass  
T7 227 - 207 Leg PIPE 2.5'' STD 308 -27218.40 54077.54 50.3 Pass  
T8 207 - 187 Leg PIPE 2.5'' STD 359 -24591.20 38705.10 63.5 Pass  
T9 187 - 167 Leg PIPE 2.5'' STD 410 -25537.20 38705.10 66.0 Pass  
T10 167 - 147 Leg PIPE 2.5'' STD 460 -25073.40 38705.10 64.8 Pass  
T11 147 - 127 Leg PIPE 2.5'' STD 513 -38126.60 53579.93 71.2 Pass  
T12 127 - 107 Leg PIPE 2.5'' STD 564 -37117.60 54757.37 67.8 Pass  
T13 107 - 87 Leg PIPE 2.5'' STD 613 -29265.40 40564.10 72.1 Pass  
T14 87 - 67 Leg PIPE 2.5'' STD 666 -29870.60 40564.10 73.6 Pass  
T15 67 - 62.975 Leg PIPE 2.5'' STD 717 -30699.80 41793.20 73.5 Pass  
T16 62.975 - 58.9917 Leg P2.5x0.203 + Split P3.5x0.300 729 -32461.20 75841.10 42.8 Pass  
T17 58.9917 - 

55.0083 
Leg P2.5x0.203 + Split P3.5x0.300 741 -32545.90 75841.10 42.9 Pass  

T18 55.0083 - 51.025 Leg P2.5x0.203 + Split P3.5x0.300 753 -32693.80 75841.10 43.1 Pass  
T19 51.025 - 47 Leg P2.5x0.203 + Split P3.5x0.300 765 -33166.50 76474.90 43.4 Pass  
T20 47 - 27 Leg P2.5x0.203 + Split P3.5x0.300 780 -33912.60 76095.80 44.6 Pass  
T21 27 - 7 Leg P2.5x0.203 + Split P3.5x0.300 831 -49860.30 101435.69 49.2 Pass  
T22 7 - 3 Leg P2.5x0.203 + Split P3.5x0.300 882 -52063.20 102108.46 51.0 Pass  
T23 3 - 0 Leg P2.5x0.203 + Split P3.5x0.300 894 -54955.70 106752.77 51.5 Pass  
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Section 
No. 

Elevation 
ft 
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Size Critical
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P 
lb 

SF*Pallow 

lb 
% 

Capacity 
Pass 
Fail 

T1 347 - 327 Diagonal 7/8 13 8567.79 17313.67 49.5 Pass  
T2 327 - 307 Diagonal 5/8 100 5455.08 8833.52 61.8 Pass  
T3 307 - 287 Diagonal 5/8 117 3380.49 6626.80 51.0 Pass  
T4 287 - 267 Diagonal 7/8 166 7414.31 17313.67 42.8 Pass  
T5 267 - 247 Diagonal 5/8 253 4605.66 8833.52 52.1 Pass  
T6 247 - 227 Diagonal 5/8 306 2978.60 6626.80 44.9 Pass  
T7 227 - 207 Diagonal 5/8 317 4961.23 8833.52 56.2 Pass  
T8 207 - 187 Diagonal 5/8 404 5516.96 8833.52 62.5 Pass  
T9 187 - 167 Diagonal 3/4 432 8081.93 12720.27 63.5 Pass  
T10 167 - 147 Diagonal 5/8 507 2606.83 6626.80 39.3 Pass  
T11 147 - 127 Diagonal 5/8 523 2586.57 6626.80 39.0 Pass  
T12 127 - 107 Diagonal 5/8 610 2554.48 6626.80 38.5 Pass  
T13 107 - 87 Diagonal 5/8 641 4296.77 8833.52 48.6 Pass  
T14 87 - 67 Diagonal 5/8 675 2406.84 6626.80 36.3 Pass  
T15 67 - 62.975 Diagonal 5/8 723 2317.97 6626.80 35.0 Pass  
T16 62.975 - 58.9917 Diagonal 5/8 735 2884.68 6626.80 43.5 Pass  
T17 58.9917 - 

55.0083 
Diagonal 5/8 747 2857.71 6626.80 43.1 Pass  

T18 55.0083 - 51.025 Diagonal 5/8 759 2835.88 6626.80 42.8 Pass  
T19 51.025 - 47 Diagonal 5/8 774 3098.64 6626.80 46.8 Pass  
T20 47 - 27 Diagonal 5/8 824 3040.06 6626.80 45.9 Pass  
T21 27 - 7 Diagonal 5/8 875 3023.78 6626.80 45.6 Pass  
T22 7 - 3 Diagonal 5/8 887 2975.00 6626.80 44.9 Pass  
T23 3 - 0 Diagonal 5/8 902 3786.16 6626.80 57.1 Pass  
T1 347 - 327 Horizontal L2x2x1/4 16 -11752.20 15850.70 74.1 Pass  
T2 327 - 307 Horizontal L2x1 1/2x3/16 96 -4792.24 7128.19 67.2 Pass  
T3 307 - 287 Horizontal L2x1 1/2x3/16 147 -4284.63 7128.19 60.1 Pass  
T4 287 - 267 Horizontal L2x2x1/4 170 -9857.06 15850.70 62.2 Pass  
T5 267 - 247 Horizontal L2x1 1/2x3/16 249 -4310.94 7128.19 60.5 Pass  
T6 247 - 227 Horizontal L2x1 1/2x3/16 300 -3822.22 7128.19 53.6 Pass  
T7 227 - 207 Horizontal L2x1 1/2x3/16 349 -3789.62 7128.19 53.2 Pass  
T8 207 - 187 Horizontal L2x1 1/2x3/16 402 -6886.57 9501.88 72.5 Pass  
T9 187 - 167 Horizontal L2x1 1/2x1/4 453 -4493.88 9282.39 48.4 Pass  
T10 167 - 147 Horizontal L2x1 1/2x3/16 504 -3313.78 7128.19 46.5 Pass  
T11 147 - 127 Horizontal L2x1 1/2x3/16 528 -5465.77 9501.88 57.5 Pass  
T12 127 - 107 Horizontal L2x1 1/2x3/16 604 -4471.09 9501.88 47.1 Pass  
T13 107 - 87 Horizontal L2x1 1/2x3/16 656 -3002.56 7128.19 42.1 Pass  
T14 87 - 67 Horizontal L2x1 1/2x3/16 679 -3009.59 7128.19 42.2 Pass  
T20 47 - 27 Horizontal L2x1 1/2x3/16 820 -3878.27 7209.86 53.8 Pass  
T21 27 - 7 Horizontal L2x1 1/2x3/16 871 -3862.06 7209.86 53.6 Pass  
T1 347 - 327 Top Girt L2x2x1/4 5 -3737.49 11891.00 31.4 Pass  
T2 327 - 307 Top Girt L2x1 1/2x3/16 56 -1729.74 7128.19 24.3 Pass  
T3 307 - 287 Top Girt L2x1 1/2x3/16 108 -2181.28 7128.19 30.6 Pass  
T4 287 - 267 Top Girt L2x2x1/4 159 -4253.64 11891.00 35.8 Pass  
T5 267 - 247 Top Girt L2x1 1/2x3/16 208 -1565.34 7128.19 22.0 Pass  
T6 247 - 227 Top Girt L2x1 1/2x3/16 261 -1948.79 7128.19 27.3 Pass  
T7 227 - 207 Top Girt L2x1 1/2x3/16 312 -1931.71 7128.19 27.1 Pass  
T8 207 - 187 Top Girt L2x1 1/2x3/16 363 -2560.91 9501.88 27.0 Pass  
T9 187 - 167 Top Girt L2x1 1/2x1/4 414 -2539.53 9282.39 27.4 Pass  
T10 167 - 147 Top Girt L2x1 1/2x3/16 465 -1439.27 7128.19 20.2 Pass  
T11 147 - 127 Top Girt L2x1 1/2x3/16 516 -1669.02 7128.19 23.4 Pass  
T12 127 - 107 Top Girt L2x1 1/2x3/16 565 -1679.35 7128.19 23.6 Pass  
T13 107 - 87 Top Girt L2x1 1/2x3/16 618 -1527.93 7128.19 21.4 Pass  
T14 87 - 67 Top Girt L2x1 1/2x3/16 669 -1513.33 7128.19 21.2 Pass  
T15 67 - 62.975 Top Girt L2x1 1/2x3/16 720 -1176.73 7128.19 16.5 Pass  
T16 62.975 - 58.9917 Top Girt L2x1 1/2x3/16 730 -3434.80 7128.19 48.2 Pass  
T17 58.9917 - 

55.0083 
Top Girt L2x1 1/2x3/16 742 -3742.36 7209.86 51.9 Pass  

T18 55.0083 - 51.025 Top Girt L2x1 1/2x3/16 754 -3681.13 7209.86 51.1 Pass  
T19 51.025 - 47 Top Girt L2x1 1/2x3/16 766 -3913.92 7209.86 54.3 Pass  
T20 47 - 27 Top Girt L2x1 1/2x3/16 781 -1973.11 7209.86 27.4 Pass  
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T21 27 - 7 Top Girt L2x1 1/2x3/16 832 -1974.21 7209.86 27.4 Pass  
T22 7 - 3 Top Girt L2x1 1/2x3/16 883 -1735.64 7209.86 24.1 Pass  
T23 3 - 0 Top Girt L2x1 1/2x3/16 895 -5313.81 7209.86 73.7 Pass  
T1 347 - 327 Bottom Girt L2x2x1/4 9 -4712.45 11891.00 39.6 Pass  
T2 327 - 307 Bottom Girt L2x1 1/2x3/16 60 -2181.21 7128.19 30.6 Pass  
T3 307 - 287 Bottom Girt L2x1 1/2x3/16 109 -1550.75 7128.19 21.8 Pass  
T4 287 - 267 Bottom Girt L2x2x1/4 162 -4240.19 11891.00 35.7 Pass  
T5 267 - 247 Bottom Girt L2x1 1/2x3/16 213 -1945.16 7128.19 27.3 Pass  
T6 247 - 227 Bottom Girt L2x1 1/2x3/16 262 -1932.18 7128.19 27.1 Pass  
T7 227 - 207 Bottom Girt L2x1 1/2x3/16 313 -1894.77 7128.19 26.6 Pass  
T8 207 - 187 Bottom Girt L2x1 1/2x3/16 366 -1464.68 7128.19 20.5 Pass  
T9 187 - 167 Bottom Girt L2x1 1/2x1/4 416 -2511.97 9282.39 27.1 Pass  
T10 167 - 147 Bottom Girt L2x1 1/2x3/16 467 -1674.99 7128.19 23.5 Pass  
T11 147 - 127 Bottom Girt L2x1 1/2x3/16 519 -1660.78 7128.19 23.3 Pass  
T12 127 - 107 Bottom Girt L2x1 1/2x3/16 569 -1530.49 7128.19 21.5 Pass  
T13 107 - 87 Bottom Girt L2x1 1/2x3/16 619 -1518.73 7128.19 21.3 Pass  
T14 87 - 67 Bottom Girt L2x1 1/2x3/16 670 -385.08 7128.19 5.4 Pass  
T19 51.025 - 47 Bottom Girt L2x1 1/2x3/16 769 -2063.82 7209.86 28.6 Pass  
T20 47 - 27 Bottom Girt L2x1 1/2x3/16 784 -1978.80 7209.86 27.4 Pass  
T21 27 - 7 Bottom Girt L2x1 1/2x3/16 835 -2097.45 7209.86 29.1 Pass  
T23 3 - 0 Bottom Girt L2x1 1/2x3/16 898 -3021.39 7209.86 41.9 Pass  
T1 347 - 327 Guy A@331.1 7/16 920 6325.07 10400.00 60.8 Pass  
T4 287 - 267 Guy A@271.1 7/16 937 6762.87 10400.00 65.0 Pass  
T8 207 - 187 Guy A@202.9 7/16 955 7073.64 10400.00 68.0 Pass  
T11 147 - 127 Guy A@131.1 3/8 973 4290.86 7700.00 55.7 Pass  
T14 87 - 67 Guy A@67.1667 3/8 984 3037.68 7700.00 39.5 Pass  
T1 347 - 327 Guy B@331.1 7/16 913 6664.36 10400.00 64.1 Pass  
T4 287 - 267 Guy B@271.1 7/16 931 7182.99 10400.00 69.1 Pass  
T8 207 - 187 Guy B@202.9 7/16 949 7546.52 10400.00 72.6 Pass  
T11 147 - 127 Guy B@131.1 3/8 968 4564.85 7700.00 59.3 Pass  
T14 87 - 67 Guy B@67.1667 3/8 983 3130.27 7700.00 40.7 Pass  
T1 347 - 327 Guy C@331.1 7/16 908 6419.13 10400.00 61.7 Pass  
T4 287 - 267 Guy C@271.1 7/16 926 6923.44 10400.00 66.6 Pass  
T8 207 - 187 Guy C@202.9 7/16 944 7191.10 10400.00 69.1 Pass  
T11 147 - 127 Guy C@131.1 3/8 961 4365.23 7700.00 56.7 Pass  
T14 87 - 67 Guy C@67.1667 3/8 979 3099.45 7700.00 40.3 Pass  
T14 87 - 67 Top Guy 

Pull-Off@67.1667 
3x3/8 980 -697.50 1794.21 38.9 Pass  

T1 347 - 327 Torque Arm 
Top@331.1 

L3x3x5/16 916 6610.53 51251.18 12.9 Pass  

T4 287 - 267 Torque Arm 
Top@271.1 

L3x3x5/16 933 6491.20 51251.18 12.7 Pass  

T8 207 - 187 Torque Arm 
Top@202.9 

L3x3x5/16 957 7025.03 51251.18 13.7 Pass  

T11 147 - 127 Torque Arm 
Top@131.1 

L3x3x5/16 975 4304.79 51251.18 8.4 Pass  

T1 347 - 327 Torque Arm 
Bottom@331.1 

L3x3x5/16 918 -6241.02 23710.47 26.3 Pass  

T4 287 - 267 Torque Arm 
Bottom@271.1 

L3x3x5/16 935 -7302.08 23710.47 30.8 Pass  

T8 207 - 187 Torque Arm 
Bottom@202.9 

L3x3x5/16 953 -10048.60 24934.56 40.3 Pass  

T11 147 - 127 Torque Arm 
Bottom@131.1 

L3x3x5/16 977 -6398.43 23710.47 27.0 Pass  

              Summary   
            Leg (T14) 73.6 Pass  
            Diagonal 

(T9) 
63.5 Pass  

            Horizontal 
(T1) 

74.1 Pass  

            Top Girt 73.7 Pass  
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No. 

Elevation 
ft 
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P 
lb 

SF*Pallow 

lb 
% 

Capacity 
Pass 
Fail 

(T23) 
            Bottom Girt 

(T23) 
41.9 Pass  

            Guy A (T8) 68.0 Pass  
            Guy B (T8) 72.6 Pass  
            Guy C (T8) 69.1 Pass  
            Top Guy 

Pull-Off 
(T14) 

38.9 Pass  

            Torque Arm 
Top (T8) 

13.7 Pass  

            Torque Arm 
Bottom (T8) 

40.3 Pass  

            Bolt Checks 7.4 Pass  
      RATING = 74.1 Pass  
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 Structural Components 
 11611 E 51st Ave. 
 Denver, CO 80239 
 Phone: (866) 386-7622 
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Job: 140257
 Project: Wolcott (CT900)
 Client:  InSite Towers  Drawn by: JGildert  App'd: 

 Code:  TIA/EIA-222-F  Date: 05/05/14  Scale: NTS 
 Path: 
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GUY MAST INDIVIDUAL
PIER/PAD & MAT FOUNDATION
Template "GuyMastPierPadMat-F.xmcd"
Version 1.06

2400 Central Ave., Suite A-1 South
   Boulder, CO  80301

866-386-7622 PROJECT DATA

Job "140257"  DESIGN CODES AND STANDARDS
TIA-222-F, "Structural Standard for Steel
Antenna Towers and Antenna Supporting
Structures 1996.
ACI 318-05, "Building Code Requirements for
Structural Concrete and Commentary," 2005.

Client "Insite Towers"

Site "Wolcott (CT900)"

Model "347ft Guyed Tower"

 UNFACTORED FOUNDATION DESIGN LOADS

Overdesign Factor: α 1.00 Percentage for Passing: PP 105 %

Allow for reduction in required development length due to
excess reinforcement per ACI 12.2.5?

red "Allow Reduction (Analysis Mode)"

Calculation Mode: calc "Analysis (no seismic provision check)" reinf "Reinforcing Details Not Available"

 Load Comb. #1  Load Comb. #2

Load Combination: Comb
1

"D+I+Guy" Comb
2

"D+I+W+Guy"

Moment Load: M
1

66 kip ft M
2

29 kip ft

Axial Load: P
1

81 kip P
2

99 kip

Shear Load: V
1

2 kip V
2

1 kip

 SITE & GEOTECHNICAL DATA

Soil Parameters: sp1 "Presumptive Soil Parameters per TIA-222-G Annex F"

sp2 "N/A"

SType "Sand"

Soil Unit Weight: γsoil 110 pcf

Angle of Internal Friction: ϕ 30 deg

Allowable Bearing Pressure: Bc 3.3 ksf Bearing "Capacity at Depth"

Cohesion: c 0 psf

Adhesion: cA 0 psf

Passive Pressure Coefficient (Rankine): Kp 3.00

Active Pressure Coefficient: Ka 0.33

μ 0.35Ultimate Friction Coefficient:
fs 0 psfAllowable Sliding Friction:
Dn 0.0Depth Neglected:
Dw "Below Footing"Depth of Water Table:

Seismic Design Category: SDCT "Seismic Design Category D" NoteSDC "N/A"
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 MATERIAL SPECIFICATIONS

Concrete:
Compressive Strength: f'c 3000 psi

Clear Cover: cc 3 in

Lightweight Aggregate Factor: λ 1.00 [ACI 12.2.4]

Unit Weight: γconc 150 pcf

Rebar:
Fy 60 ksiYield Strength:

 DIMENSIONS

Pier (or mat) Extension: E 1.0 ft (above-grade portion)

Depth: D 3.0 ft (from grade to bottom of pad)

Pad Width: W 8.0 ft (each way)

Pad Thickness: T 4.0 ft

Pier: Pier "None" Dp 0.0 ft

Base Plate Geometry: BPG "None" BP 0.0 in

Offset Distance of Mast: ecc1 0.0 ft (center of mast to center of pier, enter as positive number)

(center of pier to center of pad, enter as a positive number
if it adds to ecc1 or negative if it subtracts from ecc1)

Offset Distance of Pier: ecc2 0.0 ft

Concrete Pad Volume: Vpad 9.5 yd
3



Concrete Pier Volume: Vpier 0.0 yd
3



Total Concrete Volume: Vconc 9.5 yd
3



 LATERAL CAPACITY

 Design Resist.  Lat. Load  Check  Factor of Safety
min S( ) 28 kip max V( ) 2 kip Check'lateral "OK" FS'lateral 14.67

 OVERTURNING

 Design Resist.  O.T. Moment  Check  Factor of Safety

min MR1 MR2( ) 488 ft kips max M1 M2( ) 74 ft kips Check'over "OK" FS'over 6.93

 SOIL BEARING

 Allow. Bearing  Max. Bearing  Check  Ratio

Bc 3330 psf Ppos 2733 psf Check'comp "OK" Ratio'comp 0.82
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DEADMAN ANCHOR
Template "DeadmanAnchor-F.xmcd"
Version 1.05

 PROJECT DATA 2400 Central Ave., Suite A-1 South
   Boulder, CO  80301

866-386-7622Job "140257"

Client "InSite Towers"  DESIGN CODES AND STANDARDS
TIA-222-F, "Structural Standard for Steel
Antenna Towers and Antenna Supporting
Structures 1996.
ACI 318-05, "Building Code Requirements for
Structural Concrete and Commentary," 2005.

Site "Wolcott (CT900)"

Model "347ft Guyed Tower"

 UNFACTORED FOUNDATION DESIGN LOADS

Overdesign Factor: α 1.00 Percentage for Passing: PP 105 %

Allow for reduction in required development length due to
excess reinforcement per ACI 12.2.5?

red "Allow Reduction (Analysis Mode)"

Calculation Mode: calc "Analysis (no seismic provision check)" reinf "Reinforcing Details Not Available"

 Load Comb. #1  Load Comb. #2

Load Combination: Comb
1

"1.2D+1.6W+1.0G" Comb
2

"1.2D+01.6W+1.0G"

Uplift Load: U
1

22.0 kip U
2

22.0 kip

Lateral Load: S
1

20.0 kip S
2

20.0 kip

Axial Resultant: A
1

29.7 kip A
2

29.7 kip

Load Angle:
(from horz.)

θ
1

48 deg θ
2

48 deg

 SITE & GEOTECHNICAL DATA

Soil Parameters: sp1 "Presumptive Soil Parameters per TIA-222-G Annex F"

sp2 "N/A"

SType "Sand"

γsoil 110.0 pcfSoil Unit Weight:
ϕ 30.0 degAngle of Internal Friction:
c 0.0 psfCohesion:
cA 0.0 psfAdhesion:
Kp 3.00Passive Pressure Coefficient (Rankine):
Ka 0.33Active Pressure Coefficient:
μ 0.35Ultimate Friction Coefficient:
fs 0.0 psfUltimate Sliding Friction:
Dn 0.0Depth Neglected:
Dw "Below Footing"Depth of Water Table:

Seismic Design Category: SDCT "Seismic Design Category D" NoteSDC "N/A"

Page 1 of 2

\\192.168.0.101\Active\Jobs\InSite Towers
\Wolcott - CT900\140257 - RFQ QTE PO SA 
INV\Analysis\Calcs\DeadmanAnchor-F-

5/5/2014  12:10 PM



 MATERIAL SPECIFICATIONS

Concrete:
Compressive Strength: f'c 3000.0 psi

Clear Cover: cc 3.0 in

Lightweight Aggregate Factor: λ 1.00 [ACI 12.2.4(d), 8.6.1]

Unit Weight: γconc 150.0 pcf

Rebar:
Fy 60.0 ksiYield Strength:

 DIMENSIONS

Depth: D 10.0 ft (from grade to bottom of anchor)

Anchor Width: W 3.0 ft

Anchor Thickness: T 2.0 ft

Anchor Length: L 6.0 ft

Concrete Volume: Vanch 1.3 yd
3

 (each anchor)

 LATERAL CAPACITY

 Design Resist.  Lat. Load (unfactored)
 (unfactored)

 Check  Factor of Safety
min V( ) 21.8 kip max S( ) 20.0 kip Check'lateral "OK" FS'lateral 1.15

 UPLIFT

 Design Resist.  Uplift Load (unfactored)  Check  Factor of Safety

min UR( ) 41 kip max U( ) 22 kip Check'up "OK" FS'up 1.94
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APPENDIX B 
 

Data Provided for Analysis 



-------- Original Message -------- 
Subject:Request for Structural Analysis: CT900 Wolcott / Sprint 

Date:Mon, 28 Apr 2014 18:51:10 +0000 
From:Tracy Lee <TLee@insitewireless.com> 

To:Steve Dorau (sdorau@structuralcomponents.net) <sdorau@structuralcomponents.net>
 
 
Hi Steve, 
Please accept the following documents and comments below in order to complete a Structural 
Re-Analysis at CT900 Wolcott: 
  

         “CT900… Sprint_EXHIBIT A_03.18.14” .  This document shows the final proposed loading for Sprint 
and is the subject of this Structural Analysis. 

         Most recent Passes With Mods SA is dated 1/3/13 and was completed by Structural 
Components.  All required mods have been completed. 

         Sprint has removed the temporary loading (6 antennas and 6 lines at 210’) noted as “Sprint Existing” 
on the 1/3/13 SA.  Please remove the loading from the new SA. 

         Please add the following loading at “Existing”.  We thought it was abandoned and was removed, but 
it is still active equipment.  Pages from the PWM SA 1/3/13 attached so the specs for this equipment can 
be included. 

  

                Equipment:                        Owner:                 Reference on attached SA: 

                10’ dipole at 345’              (“TELCO”)            (Antenna #3) 

                16’ dipole at 287’              (unknown)         (Antenna #7) 

                20’ omni at 170’                (unknown)         (Antenna #19) 

                Weather station at 20’   (unknown)         (Antenna #23) 

                Floodlight at 15’                (unknown)         (Antenna #24) 

  

Let me know if you have any questions. 

  

Thanks, 

Tracy 

  



Tracy Lee 
InSite Towers, LLC 
Collocation Coordinator 
(208) 309-1120 mobile 
(208) 578-3636 office 
  
Please make note of our new mailing address as of 11/1/13: 
  
InSite Towers, LLC 
1199 N. Fairfax St., Ste. 700 
Alexandria, VA 22314 
  
Take a look at our website for news about InSite Wireless Group : http://www.insitewireless.com 
  
 



EXHIBIT A 
 

Equipment 
Site Name and Number: CT900 Wolcott 

 
LICENSEE: Sprint Spectrum Realty Company, L.P. 
 
1. FREQUENCIES OF OPERATION: TRANSMIT: 851- 869; 1950- 1965; 2600- 2690 MHz 
      RECEIVE:  806- 824; 1870- 1885; 2490- 2600 MHz 
 

2.  POWER: Power Provided By:  Utility Company Direct    
   Power Requirements:    200 Amps       120/240 Volts   
   Batteries:     Commscope 60EC 
   Generator:    N/A 
   Telco:     T1 
 
3.  FCC CALL LETTERS: Copy of FCC license to be provided to Licensor prior to installation of Licensee’s equipment. 
 

4.  TRANSMITTER(S):     RECEIVER(S): 
 
 Make:  Modcell     Make:  Modcell    
 Model:  4.0     Model:  4.0    
 Power Output:       Number:  One (1)    
 ERP:  300    
 Number:  One (1)    
  

5. ANTENNA(S):        
 
 Make:  RFS     Make:  RFS    
 Model:  APXVSPP18-C-A20    Model:  APXVTM-14-C-I20   
 Dimensions: 72" x 11.8" x 7"  (57 lbs)   Dimensions: 56" x 12.5" x 6.25"  (54 lbs)  
 Number:  Three (3)     Number:  Three (3)    
  

 RRH(S):       
  
 Make:  ALU     Make:  ALU    
 Model:  800 MHz     Model:  1900 4X45 65MHz (1900 MHz)  
 Dimensions: 15.8" x 10" x 13" (50.6 lbs)   Dimensions: 25.1" x 11.1" x 10.7" (60 lbs)  
 Number:  Three (3)     Number:  Three (3)    
 
 Make:  ALU    
 Model:  TD RRH 8x20   
 Dimensions: 26.1" x 18.6" x 6.7"  (70 lbs)  
 Number:  Three (3)    
 

 FILTER(S): 
 
 Make:  TBD    
 Model:  Notch Filter (800 MHz)  
 Dimensions: 8.9” x 10” x 4.3” (9.45 lbs)  
 Number:  Three (3)    
 
 GPS: 
 
 Make:  PCTEL    
 Model:  GPS-TMG-HR-26NCM  
 Dimensions: 5” x 3.2”  ( 0.6 lbs)   
 Number:  One (1)    
 
6.  TRANSMISSION LINE(S):     
  
 Make:  RFS     Make:  unknown    

Size:  1-1/4” Hybridflex    Size:  1/2”   (for GPS)   
Number:  Three (3)     Number:  One (1)    
 



7.  ANTENNA MOUNTING HEIGHT, MOUNTING ORIENTATION, AND FLOOR SPACE USAGE  
(attach orientation and sketch, as required): 

 
(a) Space for Six (6) Antennas, Nine (9) RRH’s and Three (3) Filters mounted at the 210’ level of the tower and space for One (1) GPS 

Unit mounted at the 70’ level of the tower (mounting method and exact location of antenna(s) and related transmission line(s) subject 
to Licensor’s approval). 

 
(b) Ground space near the base of the tower measuring 15’ x 25’ for Licensee’s equipment shelter/ radio cabinet(s) (exact location of 

ground space subject to Licensor’s approval). 

 
 
NOTE: ANY (i) CHANGE IN THE NUMBER, SIZE, PLACEMENT, ARRAY, OR LOCATION OF THE 
EQUIPMENT LISTED ABOVE IN THIS EXHIBIT A, (ii) CHANGE IN FREQUENCY FROM THAT 
LISTED ABOVE IN THIS EXHIBIT A, OR (iii) INCREASE IN THE SIZE OR FOOTPRINT OF THE 
LICENSED PREMISES SHALL REQUIRE THE WRITTEN CONSENT OF THE LICENSOR AND A 
WRITTEN AMENDMENT TO THIS AGREEMENT.  
 
 
 



Structural Components, LLC Voice: 866-386-7622 
2400 Central Ave. Fax: 303-962-3577 
Suite A-1 South 
Boulder, CO  80301

January 3, 2013 

Tracy Lee 
InSite Towers, LLC 
301 N Fairfax St. 
Suite 101 
Alexandria, VA 22314 

Re: Structural Analysis Report 
Structure: 347 FT, Guyed Tower 

 Site Address: 164 County Road Rear, Wolcott, CT 06716-2504 
  Latitude:  41.5762°N, Longitude:  72.9561°W 
 Site Name: InSite – Wolcott 
 Site Number: InSite – CT900 
 SC Number: 121103 
 Status: Passes with completed modifications (99% Capacity) 

Dear Ms. Lee: 

Per your request, Structural Components, LLC has completed a structural analysis for the above 
referenced project to verify the tower’s compliance to the following design criteria: 

Standard: 
EIA/TIA-222-F 
Structural Standards  for Steel Antenna Towers and 
Antenna Supporting Structures 

Building Code: 2003 International Building Code 
2005 Connecticut Building Code 

Design Basic Wind Speed without Ice: 85 mph fastest-mile 
Design Basic Wind Speed with Ice: 74 mph fastest-mile 
Ice Thickness: 1/2” radial 
Serviceability Basic Wind Speed: 60 mph fastest-mile 

Please refer to the following structural analysis report, which gives complete details of the tower loading, 
results, information provided, and necessary assumptions. 

We trust you find this report satisfactory.  Please do not hesitate to contact us if you should have any 
questions or concerns. 

Best Regards, 
Structural Components LLC 

Roger Beckner, E.I.T.   Michael Lassiter, P.E. 
Structural Engineering Dept.   Connecticut P.E. # 25064 

  Expires 01/31/2013 

01/04/2013



Structural Analysis Report  January 3, 2013 
340ft Guyed Tower   
Wolcott (CT900), CT   2 

 

 
Structural Components, LLC  phone:  866-386-7622 
2400 Central Ave. Suite A-1 South  fax:  303-962-3577 
Boulder, CO  80301  www.StructuralComponents.net 

1 LOADING CONFIGURATION 
The following antennas, mounts, transmission lines, and other appurtenances were considered for the 
structural analysis. 

Elev. (ft) (1) Appurtenance Line FACE(2) Notes 

347.0 (1) Beacon 
(1) 5’ x 5/8” Lightning Rod 

(1) 7/8” BC Existing 

225.0 (3) Obstruction Lights Shared BC Existing 

210.0 
(2) Andrew DB950F85T6E-M 
(2) Andrew DB950F85E-M 
(2) Andrew DB950F85T2E-M 

(6) 1-5/8” BC Sprint 
Existing 

210.0 

(3) RFS APXVSPP18-C-A20 
(3) ALU 800 MHz RRH’s 
(3) ALU 1900 4x45 65MHz RRH’s 
(3) Notch Filter 800 MHz 

(3) 1-1/4” BC Sprint 
Proposed 

117.0 (3) Obstruction Lights Shared BC Existing 
1) Elevations reference centerline of panel, yagi, and dish antennas, and base of whip antennas, in 

relation to the base of the tower. 
2)  “FACE” designates which face of the tower (AB, BC, CA) the coax is assumed to be placed.  See 

coax layout in Appendix A for assumed placement.  If coax placement differs from what is noted in 
this report, contact Structural Components for further analysis. 

3) All appurtenances and feed lines not listed on this loading configuration were not considered in 
analysis, and should subsequently be removed. 

4) Sprint existing loading at 210ft is to be removed after a 6 month proving period. 

2 RESULTS 
The analysis was performed using tnxTower v6.0.0.8, a structural analysis program developed by Tower 
Numerics Inc. specifically for the communication tower industry. 

2.1 TOWER MEMBER STRESS LEVELS 

The tower has the following stress ratios in its structural members.  
Elev. (ft) Member Stress Ratio 
0 - 347 Legs  0.90 
0 - 347 Bracing 0.99 
0 - 347 Guys 0.99 

Stress ratio (SR) criteria: 
SR < 1.00 is completely within code limits. 
SR < 1.05 is considered within acceptable tolerance of code limits. 
SR > 1.05 is outside acceptable tolerance of code limits and requires structural modifications. 
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2.2 FOUNDATION REACTIONS 

The reactions listed below are for the design wind speed listed. Reactions are factored loads. 

Reaction Type 
Design 

Reactions 

Maximum 
Analysis 

Reactions Foundation Status 
Moment (ft-kips)  98.8 

Shear (kips) 41.7 2.1 
Axial (kips) 214.1 126.1 

Leg Compression (kips)  74.5 
Leg Uplift (kips)  3.4 
Leg Shear (kips)  4.6 

Inner Anchor Uplift (kips)  10.0 
Inner Anchor Shear (kips)  14.4 
Middle Anchor Uplift (kips) 22.4 28.5 
Middle Anchor Shear (kips) 21.8 27.5 
Outer Anchor Uplift (kips)  14.3 
Outer Anchor Shear (kips)  13.1 

*Passes 

* See Appendix A for foundation calculations.  Full foundation and soils details should be provided so a 
rigorous analysis of the foundation system can be performed.  

2.3 TOWER DEFLECTION 

The deflections are listed below for critical tower elevations using the serviceability wind speed listed. 
Elev. 
(ft) 

Displacement 
(in) 

Sway 
(deg) 

Twist 
(deg) 

210.0 2.819 0.0432 0.213 

 



Structural Analysis Report  January 3, 2013 
340ft Guyed Tower   
Wolcott (CT900), CT   4 

 

 
Structural Components, LLC  phone:  866-386-7622 
2400 Central Ave. Suite A-1 South  fax:  303-962-3577 
Boulder, CO  80301  www.StructuralComponents.net 

3 PROVIDED INFORMATION AND ASSUMPTIONS 
Information about the tower was provided by InSite Towers, LLC.  Structural Components, LLC visited the 
site on 10/15/2012. 

Data Document Author Date File 
Tower Tower Mapping Report 

Structural Analysis Report 
Reinforcement Drawings 

Structural Components, LLC 
Tectonic 
Tectonic 

10/16/2012
06/16/2006 
07/25/2006 

120900 
--- 
CT60XC9568 

Existing and 
Proposed 
Loads 

Tower Mapping Report 
Exhibit A Loading Sheet 
Exhibit A Loading Sheet 

Structural Components, LLC 
Sprint LP 
Sprint LP 

10/16/2012 
09/13/2012
09/19/2012 

120900 
CT900 Wolcott 
CT900 Wolcott 

Foundation Reinforcement Drawings 
Reinforcement Drawings 

Tectonic 
Tectonic 

08/25/2006 
07/25/2006 

CT60XC9568 
CT60XC9568 

Soils --- --- --- --- 
 
The following assumptions were made in order to complete the analysis.  These assumptions must be 
checked.  If they do not accurately represent the existing or proposed tower, foundation, soil, and loading 
conditions, we must be notified so that we can make the appropriate changes to our analysis, 
conclusions, and recommendations. 
 
1. The tower and foundation are constructed as shown in the provided drawings, previous structural 

analysis reports, mapping reports, photos, and/or other documents. 
2. The tower and foundation are in good condition with no corrosion, damage or fatiguing issues which 

could reduce the carrying capacity of the tower. 
3. The tower has been properly maintained in accordance with industry standards. 
4. The tower and foundation have not been modified except as indicated in the provided information or 

in this report. 
5. The tower legs are a minimum of 50 ksi yield steel with 36 ksi yield steel for all other structural 

members. 
6. The foundations were properly designed and constructed for the original design reactions. 
7. Inner and outer anchors were are assumed to be adequate based on the base and middle anchor 

passing. 

4 Required structural Modifications 
Provided the assumptions outlined are accurate, we recommend the following modifications: 
 

1. Replace existing 3/8” x 7 EHS guy to 203’ with 7/16” x 7 EHS. 
 
Once the above upgrades are completed, the tower will be in structural compliance with the 
proposed antenna installation.   
 
See Appendix C for Modification Drawings. 

5 CONCLUSIONS 
With the proposed loadings listed and the installed required structural modifications as outlined the tower 
and foundations satisfy the structural strength requirements of the standards and codes listed. 
 
A passing letter of structural compliance with the standards and codes will be provided upon 
Structural Components review and approval of the completed structure. 
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APPENDIX A 
 

Tower Profile and Calculations 
 



 sctower.com 

 Structural Components 
 2400 Central Ave Suite A-1 South 

 Boulder, CO 80301 
 Phone: (866)386-7622 
 FAX: (720)489-3764 

Job: 121103
 Project: Wolcot (CT900), CT
 Client:  InSite Towers  Drawn by: SJS  App'd: 

 Code:  TIA/EIA-222-F  Date: 01/03/13  Scale:  NTS 
 Path: 

Z:\Jobs\InSite Towers\Wolcott - CT900\121103 - RFQ QTE PO SA MD INV\Analysis\Reinforcement\Temporary Configuration\222-F\121103.Wolcott.CT900.InSite.20121231.eri
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PLAN
R=280.00 ft (13) R=280.00 ft (-13)

R=277.00 ft (34)

R=222.00 ft (16) R=224.00 ft (-17)

R=223.00 ft (24)

R=222.00 ft (16) R=224.00 ft (-17)

R=223.00 ft (24)

R=166.00 ft (8) R=170.00 ft (-12)

R=169.00 ft (15)

R=166.00 ft (8) R=170.00 ft (-12)

R=169.00 ft (15)

Flash Beacon Lighting (InSite) 3473' x 5/8" Rod (InSite) 347Small Light (InSite) 230Small Light (InSite) 230Small Light (InSite) 230(2) DB950F85E-M w/ Mount Pipe 
(SPRINT)

210(2) DB950F85T6E-M w/ Mount Pipe 
(SPRINT)

210(2) DB950F85T2E-M w/ Mount Pipe 
(SPRINT)

210(3) 12' Sector Frames (SPRINT) 210ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210APXVSPP18-C-A20 (SPRINT) 210APXVSPP18-C-A20 (SPRINT) 210APXVSPP18-C-A20 (SPRINT) 210Small Light (InSite) 120Small Light (InSite) 120Small Light (InSite) 120DESIGNED APPURTENANCE LOADING
TYPE TYPEELEVATION ELEVATION

Flash Beacon Lighting (InSite) 347

3' x 5/8" Rod (InSite) 347

Small Light (InSite) 230

Small Light (InSite) 230

Small Light (InSite) 230

(2) DB950F85E-M w/ Mount Pipe 
(SPRINT)

210

(2) DB950F85T6E-M w/ Mount Pipe 
(SPRINT)

210

(2) DB950F85T2E-M w/ Mount Pipe 
(SPRINT)

210

(3) 12' Sector Frames (SPRINT) 210

ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210

ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210

ALU 800 MHz 15.8x10x13 (50.6lb) 
(SPRINT)

210

ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210

ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210

ALU 1900 4x45 25.2x11.1x10.7 (60lbs)
(SPRINT)

210

Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210

Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210

Notch Filter 15.x10x13 (9.45lbs) 
(SPRINT)

210

APXVSPP18-C-A20 (SPRINT) 210

APXVSPP18-C-A20 (SPRINT) 210

APXVSPP18-C-A20 (SPRINT) 210

Small Light (InSite) 120

Small Light (InSite) 120

Small Light (InSite) 120

SYMBOL LIST
MARK MARKSIZE SIZE

A L2x1 1/2x3/16

B 1 @ 3.66667

C 1 @ 3.33333

D 1 @ 2.33333

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

A572-50 50 ksi 65 ksi A36 36 ksi 58 ksi

TOWER DESIGN NOTES
1.  Tower is located in New Haven County, Connecticut.
2.  Tower designed for a 85 mph basic wind in accordance with the TIA/EIA-222-F Standard.
3.  Tower is also designed for a 74 mph basic wind with 0.50 in ice.
4.  Deflections are based upon a 60 mph wind.
5.  TOWER RATING: 98.6%



Structural Components, LLC Voice: 720-304-8839
2400 Central Ave, Suite A-1 South Fax: 720-489-3764
Boulder, CO 80301

 GUYED TOWER
STEEL & ANTENNA MAPPING REPORT

 
 
 

 

 

 
 

 

 

Wolcott, CT

Howard Rotchford
Field Engineer

Site # CT900

Structural Components, LLC

 
 

DATE:

October 16, 2012

PREPARED BY:

PREPARED FOR:

SC Job # 120900



                 REQUIRED SCOPE OF WORK

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

Data Discrepancy

Tower Mast 
Information

Yes

Antenna 
Information

Yes

Foundation 
Information

N/A

Soils Information N/A

Site Constraints N/A

Reinforcement 
Constraints

N/A

Tower Condition N/A

Required Yes/No
Field Work 

Completed By
# of Pages

Yes HR/DS 3

Yes HR/DS 1

Yes HR/DS 1

Yes HR 1

Yes HR 1

Yes HR/DS 1

Yes HR 1

Yes HR 1

Yes HR 3

Yes HR 3

Yes HR/DS 2

Yes HR/DS 20

 

 

Site Photos Contact Sheets of All Site Photos

Notes

 

 

 

 

 

 

Scope of Work

Map Steel

Map Antennas

General TIA/Maintenance Inspection

No Mapping Required

No Soil Information Required

Compound Mapping

Not Required

REPORT CONTENTS

Existing Information

Tectonic Structural Analysis Dated June 16, 2006 / 
Tectonic Reinforcement Drawings Dated July 7, 2006

Tectonic Structural Analysis Dated June 16, 2006 / 
Tectonic Reinforcement Drawings Dated July 7, 2006

Tectonic Structural Analysis Dated June 16, 2006 / 
Tectonic Reinforcement Drawings Dated July 7, 2006

None

None

None

None

EXISTING TOWER INFORMATION 

 

Wolcott, CT 06716

10/15/2012

347'

David Sacco

Overcast, 65°F, Wind: 15-20 mph NW 

Insite Towers, LLC

164 County Rd Rear

Howard Rotchford

Wolcott, CT900 Guyed Tower

 Guy Wire & Anchor Details

Mapping Cut Sheets

TIA Maintenance Issues

Compound Details

Tower Mast Profile

Antenna & Coax Details  

Tower Base Details

Tower Section Details

Tensions and Alignment

Leg Splice Details

Guy Attachment Details

Torque Arm Details



                        TIA MAINTENANCE ISSUES

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ISSUE #1: ISSUE #2:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 9 PHOTO #: 36

ISSUE #3: ISSUE #4:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 35 PHOTO #: 170

ISSUE #5: ISSUE #6:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 53 PHOTO #: 57 & 102

Loose coax on tower on face CA Level I-II rust on 30% of tower

Level III rust on guy wires at elevations 
1 and 2.

Level III rust on guy attachment and  
torque arm shackles and hardware.

Secure coax to tower every 4'. Remove rust with wire brush or similar.  
Cold-galvanize affected areas with 
minimum (2) coats of 95% ZRC paint 
and re-paint tower.

Replace first 2 levels of guy wires. Replace torque arm hardware and guy 
attachment shackles.

Insite Towers, LLC

164 County Rd Rear

Wolcott, CT 06716

David Sacco

Wolcott, CT900

Howard Rotchford

Remove vegetation and clean 
compound.

Install proper safety climb length of 
tower on climbing face.

Overgrown compound. No safety climb.

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 



                        TIA MAINTENANCE ISSUES

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ISSUE #7: ISSUE #8:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 508 PHOTO #: 66 & 495

ISSUE #9: ISSUE #10:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 320 PHOTO #: 320

ISSUE #11: ISSUE #12:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: PHOTO #: 420 & 446

Guy wires level 1 and 2 are secured 
with crosby clamps.

Inner anchors turnbuckle locks are not 
in figure 8 configuration.

(18) guy wire tensions out of allowable 
TIA-222 range. Tower alignment is out 
of range between 327' and 347'.

Turnbuckle for guy wires B1 and C1 
are out of allowable range.

Complete structural analysis of tower 
and re-tension wires to within 10% of 
specified tension in structural.

Monitor gaps and install longer 
hardware or re-grip wires if required.

Determine if adequate number of 
crosby clamps are used, and if not, 
install additional clamps or 
conventional grips.

Re-install turnbuckle locks in figure 8.

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

Unused mounts on tower. (6) Dead lines starting at 100' going to 
dead yagi's/to top of tower.

Removed unused mounts to reduce 
loading.

Remove dead lines and appurtenances 
to reduce tower loading.

164 County Rd Rear 347'

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

No photo available



                        TIA MAINTENANCE ISSUES

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ISSUE #13: ISSUE #14:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 413 PHOTO #: 442

ISSUE #15: ISSUE #16:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: 497 PHOTO #:

ISSUE #17: ISSUE #18:

RECOMMENDATION: RECOMMENDATION:

PHOTO #: PHOTO #:

Remove rust with wire brush or similar.  
Cold-galvanize affected areas with 
minimum (2) coats of 95% ZRC paint.

Repair damaged fence.

Lightning rod is not tallest 
appurtenance on tower.
Install existing lightning rod on 6' 
extension to put above tallest antenna.

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

Level I rust on turnbuckles. Fence damaged at A outer.

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

164 County Rd Rear 347'



                 COMPOUND DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

SITE ACCESS: 4WD, High-Clearance

GATE COMBO: 2611

POWER: Available

WATER: Not Available

  

 

 

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

David Sacco

Wolcott, CT 06716

Insite Towers, LLC

164 County Rd Rear

Howard Rotchford

Wolcott, CT900

100'

12' gate

100'

64'

47'

70'

18' x 20'  
Unknown Shelter

10' x 8' 
SPRINT 
cabinets

N



                              2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

DATE AT SITE:

TOWER TYPE:

TOWER HEIGHT:

WEATHER:

SUPPORT:

Section #
Face 
Width

Panel 
Height

Panel Type
Leg Size   

(in)
Splice Detail

Diagonal      
Size

Horizontal Size
Redundant 
Horizontal

Gusset 
Detail

Guy Attach 
Detail

0 7 1 36-1/2" 33-1/2"/48" X- Braced 2.5" STD* S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

7 27 2 36-1/2" 48" X- Braced 2.5" STD* S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

27 47 3 36-1/2" 48" X- Braced 2.5" STD* S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

47 67 4 36-1/2" 48" X- Braced 2.5" STD S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

67 87 5 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A GA # 1

87 107 6 36-1/2" 48" X- Braced 2.5" STD S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

107 127 7 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A TA #1

127 147 8 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A TA #1

147 167 9 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

167 187 10 36-1/2" 48" X- Braced 2.5" STD S2 3/4" SR
2" x 1-1/2" x 1/4" 

LV
N/A N/A

187 207 11 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A TA #2

207 227 12 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

227 247 13 36-1/2" 48" X- Braced 2.5" STD S2 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

247 267 14 36-1/2" 48" X- Braced 2.5" STD S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A TA #3

267 287 15 36-1/2" 48" X- Braced 2.5" STD S2 7/8" SR 2" x 2" x 1/4" N/A N/A TA #3

287 307 16 36-1/2" 48" X- Braced 2.5" STD S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

307 327 17 36-1/2" 48" X- Braced 2.5" STD S1 5/8" SR
2" x 1-1/2" x 3/16" 

LV
N/A N/A

327 347 18 36-1/2" 48" X- Braced 2.5" STD S2 7/8" SR 2" x 2" x 1/4" N/A N/A TA #4

LEAD:

Guyed Tower

10/15/2012

                 TOWER MAST PROFILE

Overcast, 65°F, Wind: 15-20 mph NW 

David Sacco

CLIENT:

SITE (ID):

ADDRESS:

Insite Towers, LLC

Wolcott, CT900

Elevation 
(ft.)

ELEVATIONS TAKEN WITH:        {TAPE MEASURE}        LASER    

347'164 County Rd Rear

Wolcott, CT 06716

Howard Rotchford

* Note: Legs are reinforced with split pipe from 0' to 63' with 3.5" x 
0.300" HSS. Reinforcement terminates approximately 1/2" from splice 
plates and at 63' with 3/16" x 6" welds. Stitch welds are 3/16" x 3" at 
approximately 12" C‐C



TOWER BASE/SECTION 1 DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

TOWER BASE PHOTOS/SECTION 1: 0'-7'

  

 

Wolcott, CT900

164 County Rd Rear

Howard Rotchford

GROUT UNDER BASE PLATE:   N/A          CONDITION:    N/A      PHOTO #: N/A

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

David Sacco

Wolcott, CT 06716

Insite Towers, LLC

Leg: 2‐1/2" STD

Diagonal: 5/8" SR

Climbing Horizontal: 5/8" SR

Horizontal/Girts: 2" x 1‐1/2" x 3/16" LV

p2:  48"

p1:  33‐1/2"

8"

6"

3/4" thk

1" dia 
AR Foundation/Cap:

9'‐3" Square cap
with 12" avg exposure

6‐1/2" Center of splice 
to center of diagonal



                 TOWER SECTION DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

TYPICAL TOWER SECTIONS

SECTIONS #: 2 - 18 (7' - 347')
PHOTO #: 514

  

 

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

David Sacco

Wolcott, CT 06716

Insite Towers, LLC

164 County Rd Rear

Howard Rotchford

Wolcott, CT900

20'

47‐1/4" ‐
47‐3/4" PH

Leg: 2‐1/2" STD

Diagonal: 5/8" SR

Climbing Horizontal: 5/8" SR

Horizontal/Girts: 2" x 1‐1/2" x 1/4" LV

36‐1/2" 

Member welds 
3/8" ‐ Typ.

6‐1/2" Center of splice 
to center of diagonal

6‐1/2" Center of splice 
to center of diagonal



                 LEG SPLICE DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

LEG SPLICE DETAILS

DETAIL #: S1 DETAIL #: S2

Section: 2-4,6,14,16,17 Sections: 1,5,7-13,15,18

DETAIL #: DETAIL #:

ELEV: ELEV: 

  

Detail # # of Bolts Bolt Spacing Weld Size

S1 3 4-1/2" 3/8"

S2 3 4-1/2" 3/8"

 

Plate Dimensions Bolt Size and Type

David Sacco

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford

Wolcott, CT900

Insite Towers, LLC

164 County Rd Rear

10/15/2012

Guyed Tower

347'

5/8" Ø UNK

5/8" Ø UNK

6" Triangle x 5/8" thk

6-1/4" Triangle x 3/4" thk 



                 GUY ATTACHMENT DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

GUY ATTACHMENT DETAILS

DETAIL #: GA1

ELEV: 67'

PHOTO #: 57, 58, 59, & 62

  

Detail # Strapping Plate Weld Size To Anchor

GA1 3" Tall x 7/16" thk N/A Inner

 

Wolcott, CT 06716

Insite Towers, LLC

164 County Rd Rear

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford

Wolcott, CT900

David Sacco

(2) 3" x 7/16" strapping bent

Bolt Size and End Dist.

3/4" Ø Hole with 1-3/4"c-e 

Plate Dimensions



                 TORQUE ARM DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

DETAIL #: TA1

ELEV: 131', 204', 271', 331' (Top of Torque Arms)

PHOTOS #: 102, 124, & 529

  

TA # To Anchor

1 Inner

2 Middle

3 Middle

4 Outer

 

Pin Diameter Hole Size and End Distance

3/4"

3/4"

3/4"

13/16", 1-1/4" c-e

13/16", 1-1/4" c-e

13/16", 1-1/4" c-e

5/8" 3/4" 13/16", 1-1/4" c-e

5/8"

5/8"

5/8"

Shackle dia

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

TORQUE ARM DETAILS

164 County Rd Rear 347'

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

7' 5‐1/2"
Upper Arm: 3" x 3" x 5/16"

Support Verts: 2" x 1‐1/2" x 1/4"  LV

Support Hors: 2" x 1‐1/2" x 1/4" LV
(TA #3 and #4 ‐ 1‐1/2" x 1‐1/2" x 1/4")

Lower Arm/Diag: 3" x 3" x 5/16"

12" x 12" x 5/8" bent plate 

9"

6"

4"

5/16" 
thk

3/8" 
weld

(2) 5/8" 
U-bolts
4-1/4" c-c

19‐1/2" C‐C

(2) 3/4"
2‐3/4" c‐c

10" x 1‐1/2" x 1/2"

7" x 6" x 1/2"



                 GUY WIRE AND ANCHOR DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANCHOR HEAD DETAILS

LOCATION MEASUREMENTS TAKEN WITH:      LASER

Anchor A Radius 169' Height 15' Az. 0

Anchor B Radius 170' Height  -12' Az. 120

Anchor C Radius 166' Height 8' Az. 240

  

Hole # To Elevation Hole Diameter Tear Out Dist. Guy Size Turnbuckle Size

4 -- 7/8" 1-1/4"e-e -- --

3 -- 7/8" 1-1/4"e-e -- --

2B 131' 7/8" 3/4"e-e 3/8" x 7 5/8 x 12"

2A 131' 7/8" 3/4" e-e 3/8" x 7 5/8 x 12"

2 2A & 2B 7/8" 1-1/4"e-e -- --

1 67' 7/8" 1-1/4"e-e 3/8" x 7 5/8" x 12"

 

--

--

Satisfactory

Grounding Condition

Satisfactory

Howard Rotchford David Sacco

Satisfactory

--

ANCHOR LOCATION:     A, B, C - INNER

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

164 County Rd Rear 347'

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

12"

7"

9‐1/2"

6" x 3/8"weld

9/16" thk

5"

5‐1/4"

(2) 1/2" Bolts 
3" c‐c

(2) 5‐1/2" x 2" x 1/2" tabs
w/ 2" x 3/8" weld
(1) 3/4" bolt
1‐1/2" C‐C

1‐1/4" SR 
anchor rod

2‐3/8" c‐c

(1) 1/2" 
Bolt

1/2" thk



                 GUY WIRE AND ANCHOR DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANCHOR HEAD DETAILS

LOCATION MEASUREMENTS TAKEN WITH:      LASER

Anchor A Radius 223' Height 24' Az. 0

Anchor B Radius 224' Height  -17' Az. 120

Anchor C Radius 222' Height 16' Az. 240

  

Hole # To Elevation Hole Diameter Tear Out Dist. Guy Size Turnbuckle Size

7 -- 11/16" 9/16" e-e -- --

6 271' 11/16" 9/16" e-e 7/16" x 7 EHS 3/4" x 12"

5 271' 11/16" 9/16" e-e 7/16" x 7 EHS 3/4" x 12"

4 -- 11/16" 9/16" e-e -- --

3 204' 11/16" 9/16" e-e 3/8" x 7 EHS 3/4" x 12"

2 204' 11/16" 9/16" e-e 3/8" x 7 EHS 3/4" x 12"

1 -- 11/16" 9/16" e-e -- --

 

Wolcott, CT 06716

Insite Towers, LLC

164 County Rd Rear

10/15/2012

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford

Wolcott, CT900

David Sacco

ANCHOR LOCATION:     A, B, C - MIDDLE

Grounding Condition

--

--

--

Satisfactory

Satisfactory

Satisfactory

Satisfactory

12"

7"

5/8" thk

1‐1/2" SR 

4‐1/2" x 
5/8" weld

(4) 5/8" pins 
1‐3/4" c‐c



                 GUY WIRE AND ANCHOR DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANCHOR HEAD DETAILS

LOCATION MEASUREMENTS TAKEN WITH:      LASER

Anchor A Radius 277' Height 34' Az. 0

Anchor B Radius 280' Height  -13' Az. 120

Anchor C Radius 280' Height 13' Az. 240

  

Hole # To Elevation Hole Diameter Tear Out Dist. Guy Size Turnbuckle Size

4 -- 7/8" 1-1/4"e-e -- --

3 371' 7/8" 1-1/4"e-e 7/16" x 7 EHS 3/4" x 12"

2 371' 7/8" 1-1/4"e-e 7/16" x 7 EHS 3/4" x 12"

1 -- 7/8" 1-1/4"e-e -- --

 

--

Grounding Condition

--

Satisfactory

Satisfactory

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

ANCHOR LOCATION:     A, B, C - OUTER

164 County Rd Rear 347'

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

12"

7"

9‐1/2"

(2) 5/8" pins 
2‐3/8" c‐c

6" x 3/8"weld

1‐1/4" 
anchor rod

9/16" thk



                 COAX MAP

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

 

Guyed Tower

347'

Overcast, 65°F, Wind: 15-20 mph NW 

COAX LAYOUT ON TOWER MAST

Wolcott, CT 06716

10/15/2012Insite Towers, LLC

164 County Rd Rear

Howard Rotchford

Wolcott, CT900

David Sacco

Face AB Face BC Face CA

Sprint:
(6) 1‐5/8" TX
to: 210'

(2)  1‐3/8" OD Conduit
(1) Dead to: 210'
(1) Deaf to: 240'

(1) Shared 7/8" OD Conduit
to: 117', 225', 347'

Unk Shelter:
(1) 7/8" TX
to: 345'

(1) 7/8" OD Conduit
to: 15'

Unk Shelter:
(1) 7/8" TX
to: 287'

Unk Shelter:
(1) 7/8" TX SM
to: 170'

(1) 1/4" OD
to: 20'

A
0 Deg

(1) 5/8" OD
Cut at 100'  / Cut at 345' (3) 1/4" OD

All Cut at 100' to
257', 248', 237'

(1) 5/8" OD
Cut at 100'  / Cut at 345'



                 ANTENNA & COAX DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANTENNA #: 1 PHOTO #: 497 ANTENNA #: 2 PHOTO #: 497

ANTENNA #: 3 PHOTO #: 497 ANTENNA #: 4 PHOTO #: 549

ANTENNA #: 5,6 PHOTO #: 498 ANTENNA #: 7 PHOTO #: 500

Antenna # Elevation (ft.) Quantity Coax Owner Azimuth (°)

1 347.0 1 N/A Insite 120

2 347.0 1 Shared 7/8" conduit Insite N/A

3 345.0 1 (1) 7/8" TX TELCO 240

4 345.0 1 N/A Unk (Dead) 0

5,6 317.5 2 N/A Unk (Dead) 300

7 287.0 1 (1) 7/8" TX Unk Shelter 150

 Note: Elevations reference centerline of panel, yagi, and dish antennas, and base of whip and omni antennas, in relation to the base of the tower.

347'

Overcast, 65°F, Wind: 15-20 mph NW 

Unused 6" x 4" x 3/8" x 5' long angle mounts

2-1/2" x 16' x (8) Element Dipole on 18" 
standoff clamped to leg B.

Appurtenance

5' x 5/8" Lightning rod bolted to top of leg B.

12" dia x 16" Beacon centered at top of 
tower.

2" x 10' x (8) Element Loop Dipole on 18" 
standoff clamped to leg C.

2-3/8" x 4' Unused Pipe on Leg A

David Sacco

ANTENNA HEIGHTS TAKEN WITH:    TAPE

10/15/2012Insite Towers, LLC

164 County Rd Rear

Howard Rotchford

Wolcott, CT900

Wolcott, CT 06716

Guyed Tower



                 ANTENNA & COAX DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANTENNA #: 8 PHOTO #: 66 & 501 ANTENNA #: 9 PHOTO #: 66 & 502

ANTENNA #: 10 PHOTO #: 66 & 502 ANTENNA #: 11, 12 PHOTO #: 503

ANTENNA #:  13-18 PHOTO #: 143 & 505 ANTENNA #: 19 PHOTO #: 507

Antenna # Elevation (ft.) Quantity Coax Owner Azimuth (°)

8 257.0 1
(1) dead 1/4" OD 
(starting at 100')

Unk (Dead) 30

9 248.0 1
(1) dead 1/4" OD 
(starting at 100')

Unk (Dead) 220

10 237.0 1
(1) dead 1/4" OD 
(starting at 100')

Unk (Dead) 220

11,12 225.0 2 Shared 7/8" conduit Insite 0 / 120

13-18 210.0 6 (6) 1-5/8" TX Sprint 20 / 120 / 220

19 170.0 1 (1) 7/8" TX Smooth Unk Shelter 240

10' x (20) Element Yagi clamped to leg C.

12' x (9) Element Yagi clamped to leg A.

Howard Rotchford David Sacco

 Note: Elevations reference centerline of panel, yagi, and dish antennas, and base of whip and omni antennas, in relation to the base of the tower.

Appurtenance

4-1/2' x (34) Element Yagi clamped to leg C

Small Red Lights off legs A and B.

Decibel Panels model: 950F85T2E-M on 2-
3/8" OD x 7' pipe mounts clamped to 12' x 4' x 

2' off tower T-arm mounts clamped to each 
leg. 

20' Tapered Omni (3-1/2" - 1-1/2") on 12" 
standoff mount clamped to leg C.

ANTENNA HEIGHTS TAKEN WITH:    TAPE

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

164 County Rd Rear 347'

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 



                 ANTENNA & COAX DETAILS

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

ANTENNA #: 20 PHOTO #: 508 ANTENNA #: 21, 22 PHOTO #: 510

ANTENNA #: 23 PHOTO #: 49 ANTENNA #: 24 PHOTO #: 37

ANTENNA #: PHOTO #: ANTENNA #: 19 PHOTO #:

Antenna # Elevation (ft.) Quantity Coax Owner Azimuth (°)

20 137.0 1 N/A Unk (Dead) 180

21, 22 117.0 2 Shared 7/8" conduit Unknown 0 / 120

23 20.0 1 (1) 1/4" OD Unknown 60

24 15.0 1 Direct power Unknown 0

 Note: Elevations reference centerline of panel, yagi, and dish antennas, and base of whip and omni antennas, in relation to the base of the tower.

Appurtenance

Unused 4.5" Dia. X 4.5' pipe mount

Small Red Lights off legs A and B

Small Weather Station on 12" standoff off 
face AB.

Floodlight on a 2" x 4' Pipe mount

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

ANTENNA HEIGHTS TAKEN WITH:    TAPE

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower

164 County Rd Rear 347'



           TENSION  SHEET

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

 

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

Tension Sheet

164 County Rd Rear 347'

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower



           ALIGNMENT SHEET

                     2400 Central Ave, Suite A-1 South            Boulder, CO  80301            PH: 720-489-3764

CLIENT: DATE AT SITE:

SITE (ID): TOWER TYPE:

ADDRESS: TOWER HEIGHT:

WEATHER:

LEAD: SUPPORT:

 

Wolcott, CT 06716 Overcast, 65°F, Wind: 15-20 mph NW 

Howard Rotchford David Sacco

Alignment Sheet

164 County Rd Rear 347'

Insite Towers, LLC 10/15/2012

Wolcott, CT900 Guyed Tower
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GUY Temp 3 Pulse Method (seconds) Tension (kips)
INFORMATION (°F) Line 1 Line 2 Line 3 Line 1 Line 2 Line 3

GUY LEVEL: 1 20° 2.22 2.38 2.22 1.916 1.878 1.905
GUY HEIGHT: 67 ft 30° 2.28 2.43 2.27 1.822 1.794 1.814
GUY SIZE: 3/8" 1x7 EHS Guy Strand 40° 2.34 2.49 2.33 1.728 1.709 1.723
IT (kips): 1.54 kips 50° 2.40 2.56 2.40 1.634 1.625 1.631
IT RANGE (kips): 1.39 to 1.69 60° 2.48 2.62 2.47 1.540 1.540 1.540
Guy Length (A1) 176.8 ft 70° 2.55 2.70 2.54 1.446 1.455 1.449
Guy Length (A2) 187.5 ft 80° 2.64 2.78 2.63 1.352 1.371 1.357
Guy Length (A3) 176.2 ft 90° 2.74 2.87 2.72 1.258 1.286 1.266

GUY Temp 3 Pulse Method (seconds) Tension (kips)
INFORMATION (°F) Line 1 Line 2 Line 3 Line 1 Line 2 Line 3

GUY LEVEL: 2 20° 2.64 2.89 2.67 1.820 1.781 1.806
GUY HEIGHT: 131 ft 30° 2.69 2.94 2.72 1.750 1.721 1.739
GUY SIZE: 3/8" 1x7 EHS Guy Strand 40° 2.75 3.00 2.78 1.680 1.660 1.673
IT (kips): 1.54 kips 50° 2.81 3.05 2.83 1.610 1.600 1.606
IT RANGE (kips): 1.39 to 1.69 60° 2.87 3.11 2.89 1.540 1.540 1.540
Guy Length (A1) 205.0 ft 70° 2.94 3.17 2.96 1.470 1.480 1.474
Guy Length (A2) 222.1 ft 80° 3.01 3.24 3.03 1.400 1.420 1.407
Guy Length (A3) 206.6 ft 90° 3.09 3.31 3.10 1.330 1.359 1.341

GUY Temp 3 Pulse Method (seconds) Tension (kips)
INFORMATION (°F) Line 1 Line 2 Line 3 Line 1 Line 2 Line 3

GUY LEVEL: 4 20° 4.54 5.02 4.62 2.333 2.292 2.323
GUY HEIGHT: 271 ft 30° 4.60 5.08 4.68 2.270 2.239 2.262
GUY SIZE: 7/16" 1x7 EHS Guy Strand 40° 4.67 5.14 4.75 2.206 2.186 2.201
IT (kips): 2.08 kips 50° 4.73 5.20 4.81 2.143 2.133 2.141
IT RANGE (kips): 1.87 to 2.29 60° 4.81 5.27 4.88 2.080 2.080 2.080
Guy Length (A1) 332.8 ft 70° 4.88 5.34 4.96 2.017 2.027 2.019
Guy Length (A2) 364.9 ft 80° 4.96 5.41 5.03 1.954 1.974 1.959
Guy Length (A3) 338.1 ft 90° 5.04 5.48 5.11 1.890 1.921 1.898

GUY Temp 3 Pulse Method (seconds) Tension (kips)
INFORMATION (°F) Line 1 Line 2 Line 3 Line 1 Line 2 Line 3

GUY LEVEL: 5 20° 5.53 6.09 5.79 2.342 2.304 2.326
GUY HEIGHT: 331 ft 30° 5.61 6.16 5.86 2.277 2.248 2.264
GUY SIZE: 7/16" 1x7 EHS Guy Strand 40° 5.69 6.24 5.95 2.211 2.192 2.203
IT (kips): 2.08 kips 50° 5.77 6.32 6.03 2.145 2.136 2.141
IT RANGE (kips): 1.87 to 2.29 60° 5.86 6.41 6.12 2.080 2.080 2.080
Guy Length (A1) 406.1 ft 70° 5.96 6.49 6.21 2.014 2.024 2.019
Guy Length (A2) 443.5 ft 80° 6.06 6.59 6.31 1.949 1.968 1.957
Guy Length (A3) 423.7 ft 90° 6.16 6.68 6.41 1.883 1.912 1.896

ELEVATION TOWER SHACKLE THIMBLE GUY PLP GUY STRAND PLP GUY THIMBLE J/E TURNBUCKLE ANCHOR SHACKLE

(ft) SIZE PIN ø T. ULT GRIP SLEEVE SIZE & CONTRUC T.ULT LENGTH* SLEEVE GRIP SIZE T.ULT SIZE PIN ø T. ULT

203 5/8" 3/4" 39.0 k 1/2" 7/16" 7/16" 7/16" 1x7 EHS Guy Strand 20.8 k * 7/16" 7/16" 1/2" 3/4" x 12" 26.0 k 5/8" 3/4" 39.0 k

* CUT LENGTH (FEET) TOTAL

ELEVATION Az 1 Az 2 Az 3

203 313 344 318 1949

* BEFORE CUTTING VERIFY GUY LENGTH IN 
FIELD, ABOVE LENGTHS INCLUDE AN 
ADDITIONAL 10%

GUY Temp 3 Pulse Method (seconds) Tension (kips)
INFORMATION (°F) Line 1 Line 2 Line 3 Line 1 Line 2 Line 3

GUY LEVEL: 3 20° 3.83 4.25 3.89 2.423 2.367 2.409
GUY HEIGHT: 203 ft 30° 3.90 4.32 3.96 2.337 2.295 2.327
GUY SIZE: 7/16" 1x7 EHS Guy Strand 40° 3.97 4.39 4.04 2.251 2.223 2.245
IT (kips): 2.08 kips 50° 4.05 4.46 4.11 2.166 2.152 2.162
IT RANGE (kips): 1.87 to 2.29 60° 4.13 4.53 4.19 2.080 2.080 2.080
Guy Length (A1) 286.0 ft 70° 4.22 4.61 4.28 1.994 2.008 1.998
Guy Length (A2) 314.0 ft 80° 4.31 4.70 4.37 1.909 1.937 1.915
Guy Length (A3) 290.3 ft 90° 4.41 4.79 4.47 1.823 1.865 1.833
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May 30, 2014 

 

Sprint 

Attn: RF Engineering Manager 

1 International Boulevard, Suite 800 

Mahwah, NJ  07495 

Re: Radio Frequency Maximum Permissible Exposure (MPE) Assessment for Site:                               

CT60XC956 - Cox Communications Tower   

Site Total: 3.08% - MPE% in full compliance 

EBI Consulting was directed to analyze the proposed upgrades to the existing Sprint facility located at 

164 County Road Rear, Wolcott, CT, for the purpose of determining whether the radio frequency (RF) 

exposure levels from the proposed Sprint equipment upgrades on this property are within specified federal 

limits.  

All information used in this report was analyzed as a percentage of current Maximum Permissible 

Exposure (% MPE) as listed in the FCC OET Bulletin 65 Edition 97-01and ANSI/IEEE Std C95.1. The 

FCC regulates Maximum Permissible Exposure in units of microwatts per square centimeter (µW/cm2). 

The number of µW/cm2 calculated at each sample point is called the power density. The exposure limit 

for power density varies depending upon the frequencies being utilized. Wireless Carriers and Paging 

Services use different frequency bands each with different exposure limits, therefore it is necessary to 

report results and limits in terms of percent MPE rather than power density. 

All results were compared to the FCC (Federal Communications Commission) radio frequency exposure 

rules, 47 CFR 1.1307(b)(1) – (b)(3), to determine compliance with the Maximum Permissible Exposure 

(MPE) limits for General Population/Uncontrolled environments as defined below. 

General population/uncontrolled exposure limits apply to situations in which the general public may be 

exposed or in which persons who are exposed as a consequence of their employment may not be made 

fully aware of the potential for exposure or cannot exercise control over their exposure.  Therefore, 

members of the general public would always be considered under this category when exposure is not 

employment related, for example, in the case of a telecommunications tower that exposes persons in a 

nearby residential area. 

Public exposure to radio frequencies is regulated and enforced in units of microwatts per square 

centimeter (µW/cm
2
). The general population exposure limit for the cellular band (850 MHz Band) is 

approximately  567 µW/cm
2
, and the general population exposure limit for the 1900 MHz and 2500 MHz 

bands is 1000 µW/cm
2
. Because each carrier will be using different frequency bands, and each frequency 

band has different exposure limits, it is necessary to report percent of MPE rather than power density.  
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Occupational/controlled exposure limits apply to situations in which persons are exposed as a 

consequence of their employment and in which those persons who are exposed have been made fully 

aware of the potential for exposure and can exercise control over their exposure.  Occupational/controlled 

exposure limits also apply where exposure is of a transient nature as a result of incidental passage through 

a location where exposure levels may be above general population/uncontrolled limits (see below), as 

long as the exposed person has been made fully aware of the potential for exposure and can exercise 

control over his or her exposure by leaving the area or by some other appropriate means. 

Additional details can be found in FCC OET 65. 

CALCULATIONS 

Calculations were done for the proposed upgrades to the existing Sprint Wireless antenna facility located 

at 164 County Road Rear, Wolcott, CT, using the equipment information listed below. All calculations 

were performed per the specifications under FCC OET 65. All calculations were performed assuming a 

lobe representing the maximum gain of the antenna per the antenna manufactures supplied specifications, 

minus 10 dB, was focused at the base of the tower. For this report the sample point is the top of a 6 foot 

person standing at the base of the tower. 

For all calculations, all emissions were calculated using the following assumptions: 

1) 4 channels in the 1900 MHz Band were considered for each sector of the proposed 

installation.   

2) 1 channel in the 800 MHz Band was considered for each sector of the proposed installation  

3) 2 channels in the 2500 MHz Band were considered for each sector of the proposed 

installation. 

4) All radios at the proposed installation were considered to be running at full power and were 

uncombined in their RF transmissions paths per carrier prescribed configuration. Per FCC 

OET Bulletin No. 65 - Edition 97-01 recommendations to achieve the maximum anticipated 

value at each sample point, all power levels emitting from the proposed antenna installation 

are increased by a factor of 2.56 to account for possible in-phase reflections from the 

surrounding environment. This is rarely the case, and if so, is never continuous. 

5) For the following calculations the sample point was the top of a six foot person standing at 

the base of the tower. The maximum gain of the antenna per the antenna manufactures 

supplied specifications minus 10 dB was used in this direction.  This value is a very 

conservative estimate as gain reductions for these particular antennas are typically much 

higher in this direction.  
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6) The antennas used in this modeling are the RFS APXVSPP18-C-A20 and the RFS 

APXVTM14-C-I20.  This is based on feedback from the carrier with regards to anticipated 

antenna selection. The RFS APXVSPP18-C-A20 has a 15.9 dBd gain value at its main lobe at 

1900 MHz and 13.4 dBd at its main lobe for 850 MHz. The RFS APXVTM14-C-I20 has a 

15.9 dBd gain value at its main lobe at 2500 MHz. The maximum gain of the antenna per the 

antenna manufactures supplied specifications, minus 10 dB, was used for all calculations.  

This value is a very conservative estimate as gain reductions for these particular antennas are 

typically much higher in this direction. 

7) The antenna mounting height centerline for the proposed antennas is 210 feet above ground 

level (AGL). 

8) Emissions values for additional carriers were taken from the Connecticut Siting Council 

active database. Values in this database are provided by the individual carriers themselves.  

 

 

 

 

All calculation were done with respect to uncontrolled / general public threshold limits 

 

 

              

 

 

 

 

 

 



 

Site ID  

Site Addresss

Site Type

Antenna 

Number Antenna Make Antenna Model Radio Type Frequency Band Technology

Power 

Out Per 

Channel 

(Watts)

Number of 

Channels

Composite 

Power

Antenna Gain             

(10 db 

reduction)

Antenna 

Height (ft)

analysis 

height Cable Size

Cable Loss 

(dB)

Additional 

Loss (dB) ERP

Power 

Density 

Percentage

1a RFS APXVSPP18-C-A20 RRH 1900 MHz CDMA / LTE 20 4 80 5.9 210 204 1/2 " 0.5 3 139.02 0.12%

1a RFS APXVSPP18-C-A20 RRH 850 MHz CDMA / LTE 20 1 20 3.4 210 204 1/2 " 0.5 3 19.54 0.03%

1B RFS APXVTMM14-C-120 RRH 2500 MHz CDMA / LTE 20 2 40 5.9 210 204 1/2 " 0.5 3 69.51 0.11%

0.26%

Antenna 

Number Antenna Make Antenna Model Radio Type Frequency Band Technology

Power 

Out Per 

Channel 

(Watts)

Number of 

Channels

Composite 

Power

Antenna Gain             

(10 db 

reduction)

Antenna 

Height (ft)

analysis 

height Cable Size

Cable Loss 

(dB)

Additional 

Loss (dB) ERP

Power 

Density 

Percentage

2a RFS APXVSPP18-C-A20 RRH 1900 MHz CDMA / LTE 20 4 80 5.9 210 204 1/2 " 0.5 3 139.02 0.12%

2a RFS APXVSPP18-C-A20 RRH 850 MHz CDMA / LTE 20 1 20 3.4 210 204 1/2 " 0.5 3 19.54 0.03%

2B RFS APXVTMM14-C-120 RRH 2500 MHz CDMA / LTE 20 2 40 5.9 210 204 1/2 " 0.5 3 69.51 0.11%

0.26%

Antenna 

Number Antenna Make Antenna Model Radio Type Frequency Band Technology

Power 

Out Per 

Channel 

(Watts)

Number of 

Channels

Composite 

Power

Antenna Gain             

(10 db 

reduction)

Antenna 

Height (ft)

analysis 

height Cable Size

Cable Loss 

(dB)

Additional 

Loss (dB) ERP

Power 

Density 

Percentage

3a RFS APXVSPP18-C-A20 RRH 1900 MHz CDMA / LTE 20 4 80 5.9 210 204 1/2 " 0.5 3 139.02 0.12%

3a RFS APXVSPP18-C-A20 RRH 850 MHz CDMA / LTE 20 1 20 3.4 210 204 1/2 " 0.5 3 19.54 0.03%

3B RFS APXVTMM14-C-120 RRH 2500 MHz CDMA / LTE 20 2 40 5.9 210 204 1/2 " 0.5 3 69.51 0.11%

0.26%

 

 

 

Sector total Power Density Value: 

Site Composite MPE %

Total Site MPE % 3.08%

0.43%

1.25%

MPE %

0.77%

0.63%

T-Mobile

Carrier

Sprint

Cox Communications

Sector 1

Sector 2

Sector 3

164 County Road Rear, Wolcott, CT, 06716

CT60XC956 - Cox Communications Tower

Guyed Tower

Sector total Power Density Value: 

Sector total Power Density Value: 

Clearwire



                  EBI Consulting 
                                                             environmental | engineering | due diligence 

 

 

 

21 B Street  
.  

Burlington, MA   01803      
.  

       Tel:  (781) 273.2500       
.  

      Fax:  (781) 273.3311 

 

Summary 

All calculations performed for this analysis yielded results that were well within the allowable limits for 

general public Maximum Permissible Exposure (MPE) to radio frequency energy.  

The anticipated Maximum Composite contributions from the Sprint facility are 0.77% (0.26% from 

sector 1, 0.26% from sector 2 and 0.26% from sector 3) of the allowable FCC established general 

public limit considering all three sectors simultaneously sampled at the ground level.  

The anticipated composite MPE value for this site assuming all carriers present is 3.08% of the allowable 

FCC established general public limit sampled at 6 feet above ground level. This total composite site value 

is based upon MPE values listed in the Connecticut Siting Council database for existing carrier emissions. 

FCC guidelines state that if a site is found to be out of compliance (over allowable thresholds), that 

carriers over a 5% contribution to the composite value will require measures to bring the site into 

compliance. For this facility, the composite values calculated were well within the allowable 100% 

threshold standard per the federal government.  
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