
 

August 15, 2017  
 
 
Melanie A. Bachman 
Acting Executive Director 
Connecticut Siting Council 
10 Franklin Square 
New Britain, CT  06051 
 
RE: Notice of Exempt Modification for Sprint/ Crown Site BU: 876379 
 Sprint Site ID: CT33XC518 

1440 Main Street North, Woodbury, CT 06798 
Latitude: 41° 351' 23.81"/ Longitude: -73° 10' 11.52" 

  
Dear Ms. Bachman: 
                                                                                                          

 Sprint currently maintains three (3) antennas at the 158-foot level of the existing 163-foot 
monopole tower at 1440 Main Street North in Woodbury, CT. The tower is owned by Crown Castle. 
The property is owned by Tikva Wolff. Sprint intends to install (3) antennas and (3) RRUs with (1) 
hybrid cable. 
 
This facility was approved by the by the Town of Woodbury Zoning Commission on August 10, 1999, 
with the following conditions:  
 

1. A final site development plan, annotated with all conditions herein, shall be filed with the Town 
Planner prior to  commencement of construction;  
 

2. An itemized estimate of costs for soil erosion and sedimentation control, screening landscaping, 
and tower removal and site restoration must be provided to the Woodbury Town Planner (Town 
Planner) for determination of an appropriate bond and such bond shall be posted in a form and 
amount determined by the Town Planner, prior to commencement of construction; 
 

3. The Town Planner shall be notified 48 hours prior to commencement of construction to permit 
inspection of soil erosion and sedimentation control devices; 
 

4. The tower and enclosure area shall be designed to accommodate up to six providers of 
telecommunications services, with all ground equipment enclosed in a single building and the 
enclosure secured and screened in manner that is architecturally compatible with surrounding 
farm; 
 

5. All electric and telephone service to the tower and building shall be installed below ground. 
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6. The galvanized steel tower shall not exceed 160 feet above grade in height, shall have no lights 
above the height of the building, screening, or fence, and shall not be painted. Any· future 
extension of the tower to accommodate additional antennas or addition of any facilities other than 
shown on the approved site plan shall require an amendment to this Special Permit as provided in 
Section 10.6 of the Woodbury Zoning Regulations, however, an extension of the tower from 160 
feet to 190 feet shall be deemed to be of a minor nature; 
 

7. The tower shall be located no closer than 190 feet from any property line along Main Street North 
and Swamp Road. 
 

8. Sprint shall use best efforts to make the tower available to other telecommunications carriers arid 
promote co-location on this tower on a commercially reasonable basis; 
 

9. In the event the wireless telecommunications facility ceases to be used by Sprint PCS or any bona 
fide tenant providers of telecommunication services for a period of a year, the tower and all 
associated equipment and structures shall be removed by Sprint PCS within 90 days; 
 

10.  Construction shall not commence until all applicable appeal periods have terminated and this 
permit will expire if construction is not completed by August 10, 2001; and 
 

11. An A2, as-built survey shall be filed with the Town Planner upon completion of construction. 
 

This modification complies with the aforementioned condition(s).  
 

Please accept this letter as notification pursuant to Regulations of Connecticut State Agencies § 16-50j-
73, for construction that constitutes an exempt modification pursuant to R.C.S.A. § 16-50j-72(b)(2). In 
accordance with R.S.C.A. § 16-50j-73, a copy of this letter is being sent to Mr. William J. Butterly, Jr., 
First Selectman, Town of Woodbury, Town Planner Maryellen Edwards, as well as the property owner, 
and Crown Castle is the tower owner. 
  

1. The proposed modifications will not result in an increase in the height of the existing tower.  
 

2. The proposed modifications will not require the extension of the site boundary. 
 

3. The proposed modification will not increase noise levels at the facility by six decibels or more, 
or to levels that exceed state and local criteria.  

 
4. The operation of the replacement antennas will not increase radio frequency emissions at the 

facility to a level at or above the Federal Communication Commission safety standard. 
 

5. The proposed modifications will not cause a change or alteration in the physical or 
environmental characteristics of the site. 
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6. The existing structure and its foundation can support the proposed loading.  
 For the foregoing reasons, Sprint respectfully submits that the proposed modifications to the 
above-reference telecommunications facility constitutes an exempt modification under R.C.S.A. § 16-
50j-72(b)(2).  Please send approval/rejection letter to Attn:  Jeffrey Barbadora.  
 
 
Sincerely, 
 
 
Jeffrey Barbadora 
Real Estate Specialist 
12 Gill Street, Suite 5800, Woburn, MA 01801 
781-729-0053 
Jeff.Barbadora@crowncastle.com 
 
 
Attachments: 
 
Tab 1: Exhibit-1:  Compound plan and elevation depicting the planned changes 
Tab 2: Exhibit-2:  Structural Modification Report 
Tab 3: Exhibit-3:  General Power Density Table Report (RF Emissions Analysis Report) 
   
 
cc:  First Selectman Mr. William J. Butterly, Jr. 
 Town of Woodbury 
 281 Main Street South  
 Woodbury, CT 06798 
 
 Maryellen Edwards, Town Planner  
 Town of Woodbury 
 281 Main Street South  
 Woodbury, CT 06798 
 
 Tikva Wolff 
 1514 Main Street North  
 Woodbury, CT 06798 



Parcel Data And Values Outbuildings Sales Permits Google Map

The Assessor’s office is responsible for the maintenance of records on the ownership of 
properties. Assessments are computed at 70% of the estimated market value of real 

property at the time of the last revaluation which was 2013. 

Information on the Property Records for the Municipality of Woodbury was last updated on 
8/12/2017.

Property Summary Information

Parcel Information

Location: 1440 MAIN ST 
NORTH 

Property 
Use:

Farms/Barns Primary 
Use:

Barn

Unique ID: 390800 Map Block 
Lot:

012-054 Acres: 38.62

490 Acres: 38.62 Zone: OS60 Volume / 
Page:

0384/1171

Developers 
Map / Lot:

Census: 3621

Value Information

Page 1 of 2PropertyRecordCards.Com

8/16/2017http://www.propertyrecordcards.com/PropertyResults.aspx?towncode=168&uniqueid=390...



Appraised Value 70% Assessed Value

Land 3,476 2,440

Buildings 0 0

Detached Outbuildings 118,904 83,230

Total 122,380 85,670

Owner's Information

Owner's Data

WOLFF TIKVA
1514 MAIN ST NORTH

WOODBURY CT 06798-1812

Back To Search (JavaScript:window.history.back(1);)

Print View (PrintPage.aspx?towncode=168&uniqueid=390800)

Information Published With Permission From The Assessor 

Page 2 of 2PropertyRecordCards.Com
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1) INTRODUCTION

This tower is a 163 ft. Monopole tower designed by ENGINEERED ENDEAVORS, INC. in September of 1999. 
The tower was originally designed for a wind speed of 95 mph per TIA/EIA-222-E. 

2) ANALYSIS CRITERIA

The structural analysis was performed for this tower in accordance with the requirements of TIA-222-G 
Structural Standards for Steel Antenna Towers and Antenna Supporting Structures using a 3-second gust wind 
speed of 93 mph with no ice, 40 mph with 1 inch ice thickness and 60 mph under service loads, exposure 
category C. 

Table 1 - Proposed Antenna and Cable Information 

Mounting 
Level (ft) 

Center Line 
Elevation 

(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line 

Size (in) 
Note 

156.0 158.0 

3 alcatel lucent TD-RRH-4x20-2500 

1 1-1/4 - 
3 rfs celwave 

APXVTM14-ALU-I20 w/ Mount 
Pipe 

Table 2 - Existing and Reserved Antenna and Cable Information 

Mountin
g Level 

(ft) 

Center 
Line 

Elevation 
(ft) 

Number of 
Antennas 

Antenna 
Manufacturer 

Antenna Model 

Numb
er of 
Feed 
Lines 

Feed 
Line 
Size 
(in) 

Note 

160.0 
171.0 1 sinclair SC229-SFXLDF 

1 1/2 1 
160.0 1 tower mounts Side Arm Mount [SO 301-1] 

156.0 

158.0 3 rfs celwave APXVSPP18-C-A20 w/ Mount Pipe 

3 1-1/4 1 
156.0 

3 alcatel lucent 1900MHz RRH (65MHz) 

3 alcatel lucent 800 EXTERNAL NOTCH FILTER 

3 alcatel lucent 800MHZ RRH 

9 rfs celwave ACU-A20-N 

1 tower mounts Platform Mount [LP 602-1] 

148.0 

150.0 

3 alcatel lucent RRH2X60-AWS 

2 1-5/8 2 
3 alcatel lucent RRH2X60-PCS 

3 alcatel lucent RRH2x60-700 

6 andrew SBNHH-1D65B w/ Mount Pipe 

6 antel LPA-80080/6CF w/ Mount Pipe 

12 1-5/8 1 
3 rfs celwave FD9R6004/2C-3L 

148.0 
3 rfs celwave FD9R6004/2C-3L 

1 tower mounts Platform Mount [LP 401-1] 

141.0 
142.0 12 decibel DB846G90A-XY w/ Mount Pipe 

12 1-5/8 1 
141.0 1 tower mounts Platform Mount [LP 303-1] 

120.0 
121.0 6 ericsson TME-RRUS-11 

1 
120.0 1 tower mounts Side Arm Mount [SO 104-3] 

118.0 119.0 

3 ericsson RRUS 11 B12 

1 
2 

12 

3/8 
7/8 

1-5/8 
1 

3 
kmw 

communications 
AM-X-CD-16-65-00T-RET w/ Mount 

Pipe 

6 
powerwave 

technologies 
7770.00 w/ Mount Pipe 



 June 14, 2017 
163 Ft Monopole Tower Structural Analysis CCI BU No 876379 
Project Number 1416893, Application 393602, Revision 0 Page 4 

tnxTower Report - version 7.0.5.1 

Mountin
g Level 

(ft) 

Center 
Line 

Elevation 
(ft) 

Number of 
Antennas 

Antenna 
Manufacturer 

Antenna Model 

Numb
er of 
Feed 
Lines 

Feed 
Line 
Size 
(in) 

Note 

6 
powerwave 

technologies 
LGP21401 

6 
powerwave 

technologies 
LGP21901 

1 raycap DC6-48-60-18-8F 

118.0 1 tower mounts Platform Mount [LP 401-1] 

108.0 110.0 1 telewave ANT150D6-9 1 1/2 1 

22.0 
24.0 1 lucent KS24019-L112A 

1 1/2 1 
22.0 1 tower mounts Side Arm Mount [SO 701-1] 

Notes: 
1) Existing Equipment  
2) Reserved Equipment 

 
Table 3 - Design Antenna and Cable Information 

Mounting 
Level (ft) 

Center 
Line 

Elevation 
(ft) 

Number 
of 

Antennas 

Antenna 
Manufacturer 

Antenna Model 
Number 
of Feed 
Lines 

Feed 
Line 

Size (in) 

190 190 12 Decibel DB980H90 Panel Antennas - - 

175 175 12 Decibel DB980H90 Panel Antennas - - 

160 160 12 Decibel DB980H90 Panel Antennas - - 

145 145 12 Decibel DB980H90 Panel Antennas - - 

130 130 12 Decibel DB980H90 Panel Antennas - - 

115 115 12 Decibel DB980H90 Panel Antennas - - 

 
3) ANALYSIS PROCEDURE 
 

Table 4 - Documents Provided 

Document Remarks Reference Source 

4-GEOTECHNICAL REPORTS Clarence Wlti Assoc. 1531966 CCISITES 

4-TOWER FOUNDATION 
DRAWINGS/DESIGN/SPECS 

Engineered Endeavor Incorporated 1614612 CCISITES 

4-TOWER MANUFACTURER 
DRAWINGS 

Engineered Endeavors Incorporated 1613543 CCISITES 

 
 3.1) Analysis Method 
 

tnxTower (version 7.0.5.1), a commercially available analysis software package, was used to create a 
three-dimensional model of the tower and calculate member stresses for various loading cases. 
Selected output from the analysis is included in Appendix A. 

 
 3.2) Assumptions 
 

1) Tower and structures were built in accordance with the manufacturer’s specifications. 
2) The tower and structures have been maintained in accordance with the manufacturer’s 

specification. 
3) The configuration of antennas, transmission cables, mounts and other appurtenances are as 

specified in Tables 1 and 2 and the referenced drawings. 
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This analysis may be affected if any assumptions are not valid or have been made in error. Crown 
Castle Inc. should be notified to determine the effect on the structural integrity of the tower. 

 
 
4) ANALYSIS RESULTS 
 

Table 5 - Section Capacity (Summary) 

Section 
No. 

Elevation (ft) Component 
Type 

Size Critical 
Element 

P (K) SF*P_allow 
(K) 

% 
Capacity 

Pass / Fail 

L1 163 - 121.58 Pole TP42.37x34.28x0.3125 1 -14.00 2781.86 18.3 Pass  

L2 121.58 - 
84.663 

Pole TP48.83x40.6057x0.375 2 -27.91 3902.28 35.5 Pass  

L3 84.663 - 42.2 Pole TP56.25x46.7974x0.4375 3 -43.58 5267.61 45.0 Pass  

L4 42.2 - 0 Pole TP63.5x53.916x0.5 4 -67.77 6944.95 49.8 Pass  

       Summary  

      Pole (L4) 49.8 Pass  

      Rating =  49.8 Pass  

 
Table 6 - Tower Component Stresses vs. Capacity – LC7 

Notes Component 
Elevation 

(ft) 
% Capacity Pass / Fail 

1 Anchor Rods 0 53.0 Pass 

1 Base Plate 0 41.3 Pass 

1 Base Foundation (Structure) 0 50.5 Pass 

1 Base Foundation (Soil Interaction) 0 27.8 Pass 

 

Structure Rating (max from all components) =  53.0% 

Notes: 
1) See additional documentation in “Appendix C – Additional Calculations” for calculations supporting the % capacity 

consumed.  
 
 4.1) Recommendations 
 

The tower and its foundation have sufficient capacity to carry the existing and proposed loads.  No 
modifications are required at this time.  
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TNXTOWER OUTPUT 
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 SC229-SFXLDF  160 Side Arm Mount [SO 301-1]  160 1900MHz RRH (65MHz)  156 1900MHz RRH (65MHz)  156 1900MHz RRH (65MHz)  156 800 EXTERNAL NOTCH FILTER  156 800 EXTERNAL NOTCH FILTER  156 800 EXTERNAL NOTCH FILTER  156 800MHZ RRH  156 800MHZ RRH  156 800MHZ RRH  156 (3) ACU-A20-N  156 (3) ACU-A20-N  156 (3) ACU-A20-N  156 (3) TD-RRH-4x20-2500  156 APXVTM14-ALU-I20 w/ Mount Pipe  156 APXVTM14-ALU-I20 w/ Mount Pipe  156 APXVTM14-ALU-I20 w/ Mount Pipe  156 APXVSPP18-C-A20 w/ Mount Pipe  156 APXVSPP18-C-A20 w/ Mount Pipe  156 APXVSPP18-C-A20 w/ Mount Pipe  156 6' x 2" Mount Pipe  156 6' x 2" Mount Pipe  156 6' x 2" Mount Pipe  156 Platform Mount [LP 602-1]  156 (2) LPA-80080/6CF w/ Mount Pipe  148 (3) LPA-80080/6CF w/ Mount Pipe  148 LPA-80080/6CF w/ Mount Pipe  148 RRH2x60-700  148 RRH2x60-700  148 RRH2x60-700  148 RRH2X60-AWS  148 RRH2X60-AWS  148 RRH2X60-AWS  148 RRH2X60-PCS  148 RRH2X60-PCS  148 RRH2X60-PCS  148 (2) SBNHH-1D65B w/ Mount Pipe  148 SBNHH-1D65B w/ Mount Pipe  148 (3) SBNHH-1D65B w/ Mount Pipe  148 FD9R6004/2C-3L  148 FD9R6004/2C-3L  148 FD9R6004/2C-3L  148 FD9R6004/2C-3L  148 FD9R6004/2C-3L  148 FD9R6004/2C-3L  148 Platform Mount [LP 401-1]  148 (4) DB846G90A-XY w/ Mount Pipe  141 (4) DB846G90A-XY w/ Mount Pipe  141 (4) DB846G90A-XY w/ Mount Pipe  141 Platform Mount [LP 303-1]  141 (2) TME-RRUS-11  120 (2) TME-RRUS-11  120 (2) TME-RRUS-11  120 Side Arm Mount [SO 104-3]  120 4' x 2" Pipe Mount  120 4' x 2" Pipe Mount  120 4' x 2" Pipe Mount  120 (2) 7770.00 w/ Mount Pipe  118 (2) 7770.00 w/ Mount Pipe  118 (2) 7770.00 w/ Mount Pipe  118 (2) LGP21401  118 (2) LGP21901  118 (2) LGP21401  118 (2) LGP21901  118 (2) LGP21401  118 (2) LGP21901  118 RRUS 11 B12  118 RRUS 11 B12  118 RRUS 11 B12  118 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118 DC6-48-60-18-8F  118 6' x 2" Mount Pipe  118 6' x 2" Mount Pipe  118 6' x 2" Mount Pipe  118 Platform Mount [LP 401-1]  118 ANT150D6-9  108 KS24019-L112A  22 Side Arm Mount [SO 701-1]  22DESIGNED APPURTENANCE LOADING

TYPE TYPEELEVATION ELEVATION

 SC229-SFXLDF  160

 Side Arm Mount [SO 301-1]  160

 1900MHz RRH (65MHz)  156

 1900MHz RRH (65MHz)  156

 1900MHz RRH (65MHz)  156

 800 EXTERNAL NOTCH FILTER  156

 800 EXTERNAL NOTCH FILTER  156

 800 EXTERNAL NOTCH FILTER  156

 800MHZ RRH  156

 800MHZ RRH  156

 800MHZ RRH  156

 (3) ACU-A20-N  156

 (3) ACU-A20-N  156

 (3) ACU-A20-N  156

 (3) TD-RRH-4x20-2500  156

 APXVTM14-ALU-I20 w/ Mount Pipe  156

 APXVTM14-ALU-I20 w/ Mount Pipe  156

 APXVTM14-ALU-I20 w/ Mount Pipe  156

 APXVSPP18-C-A20 w/ Mount Pipe  156

 APXVSPP18-C-A20 w/ Mount Pipe  156

 APXVSPP18-C-A20 w/ Mount Pipe  156

 6' x 2" Mount Pipe  156

 6' x 2" Mount Pipe  156

 6' x 2" Mount Pipe  156

 Platform Mount [LP 602-1]  156

 (2) LPA-80080/6CF w/ Mount Pipe  148

 (3) LPA-80080/6CF w/ Mount Pipe  148

 LPA-80080/6CF w/ Mount Pipe  148

 RRH2x60-700  148

 RRH2x60-700  148

 RRH2x60-700  148

 RRH2X60-AWS  148

 RRH2X60-AWS  148

 RRH2X60-AWS  148

 RRH2X60-PCS  148

 RRH2X60-PCS  148

 RRH2X60-PCS  148

 (2) SBNHH-1D65B w/ Mount Pipe  148

 SBNHH-1D65B w/ Mount Pipe  148

 (3) SBNHH-1D65B w/ Mount Pipe  148

 FD9R6004/2C-3L  148

 FD9R6004/2C-3L  148

 FD9R6004/2C-3L  148

 FD9R6004/2C-3L  148

 FD9R6004/2C-3L  148

 FD9R6004/2C-3L  148

 Platform Mount [LP 401-1]  148

 (4) DB846G90A-XY w/ Mount Pipe  141

 (4) DB846G90A-XY w/ Mount Pipe  141

 (4) DB846G90A-XY w/ Mount Pipe  141

 Platform Mount [LP 303-1]  141

 (2) TME-RRUS-11  120

 (2) TME-RRUS-11  120

 (2) TME-RRUS-11  120

 Side Arm Mount [SO 104-3]  120

 4' x 2" Pipe Mount  120

 4' x 2" Pipe Mount  120

 4' x 2" Pipe Mount  120

 (2) 7770.00 w/ Mount Pipe  118

 (2) 7770.00 w/ Mount Pipe  118

 (2) 7770.00 w/ Mount Pipe  118

 (2) LGP21401  118

 (2) LGP21901  118

 (2) LGP21401  118

 (2) LGP21901  118

 (2) LGP21401  118

 (2) LGP21901  118

 RRUS 11 B12  118

 RRUS 11 B12  118

 RRUS 11 B12  118

 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118

 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118

 AM-X-CD-16-65-00T-RET w/ Mount 
 Pipe

 118

 DC6-48-60-18-8F  118

 6' x 2" Mount Pipe  118

 6' x 2" Mount Pipe  118

 6' x 2" Mount Pipe  118

 Platform Mount [LP 401-1]  118

 ANT150D6-9  108

 KS24019-L112A  22

 Side Arm Mount [SO 701-1]  22

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A572-65  65 ksi  80 ksi

TOWER DESIGN NOTES
1.   Tower is located in Litchfield County, Connecticut.
2.   Tower designed for Exposure C to the TIA-222-G Standard.
3.   Tower designed for a 93 mph basic wind in accordance with the TIA-222-G Standard.
4.   Tower is also designed for a 40 mph basic wind with 1.00 in ice. Ice is considered to increase

 in thickness with height.
5.   Deflections are based upon a 60 mph wind.
6.   Tower Structure Class II.
7.   Topographic Category 1 with Crest Height of 0.00 ft
8.   TOWER RATING: 49.8%
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  Tower Input Data    
 

 
There is a pole section. 
This tower is designed using the TIA-222-G standard. 
The following design criteria apply:  

1) Tower is located in Litchfield County, Connecticut. 
2) Basic wind speed of 93 mph. 
3) Structure Class II. 
4) Exposure Category C. 
5) Topographic Category 1. 
6) Crest Height 0.00 ft. 
7) Nominal ice thickness of 1.0000 in. 
8) Ice thickness is considered to increase with height. 
9) Ice density of 56 pcf. 
10) A wind speed of 40 mph  is used in combination with ice. 
11) Temperature drop of 50 °F. 
12) Deflections calculated using a wind speed of 60 mph. 
13) A non-linear (P-delta) analysis was used. 
14) Pressures are calculated at each section. 
15) Stress ratio used in pole design is 1. 
16) Local bending stresses due to climbing loads, feed line supports, and appurtenance mounts are 

not considered. 
 

  Options    
 

  Consider Moments - Legs   Distribute Leg Loads As Uniform   Use ASCE 10 X-Brace Ly Rules 
  Consider Moments - Horizontals   Assume Legs Pinned   Calculate Redundant Bracing Forces 
  Consider Moments - Diagonals √ Assume Rigid Index Plate   Ignore Redundant Members in FEA 
  Use Moment Magnification √ Use Clear Spans For Wind Area   SR Leg Bolts Resist Compression 

√ Use Code Stress Ratios   Use Clear Spans For KL/r   All Leg Panels Have Same Allowable 
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension   Offset Girt At Foundation 
  Escalate Ice √ Bypass Mast Stability Checks √ Consider Feed Line Torque 
  Always Use Max Kz √ Use Azimuth Dish Coefficients   Include Angle Block Shear Check 
  Use Special Wind Profile √ Project Wind Area of Appurt.   Use TIA-222-G Bracing Resist. 

Exemption 
  Include Bolts In Member Capacity   Autocalc Torque Arm Areas   Use TIA-222-G Tension Splice 

Exemption 
  Leg Bolts Are At Top Of Section   Add IBC .6D+W Combination Poles 
  Secondary Horizontal Braces Leg   Sort Capacity Reports By Component √ Include Shear-Torsion Interaction 
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing    Always Use Sub-Critical Flow 
  SR Members Have Cut Ends   Treat Feed Line Bundles As Cylinder   Use Top Mounted Sockets 
  SR Members Are Concentric     

 
 
 

  Tapered Pole Section Geometry    
 

 Section Elevation  
 

ft 

Section 
Length 

ft 

Splice 
 Length 

ft 

Number 
of 

Sides 

Top 
Diameter 

in 

Bottom 
Diameter 

in 

Wall 
Thickness 

in 

Bend 
Radius 

in 

Pole Grade 

L1 163.00-121.58 41.42 5.83 18 34.2800 42.3700 0.3125 1.2500 A572-65 
(65 ksi) 

L2 121.58-84.66 42.75 6.67 18 40.6057 48.8300 0.3750 1.5000 A572-65 
(65 ksi) 

L3 84.66-42.20 49.13 7.58 18 46.7974 56.2500 0.4375 1.7500 A572-65 
(65 ksi) 

L4 42.20-0.00 49.78   18 53.9160 63.5000 0.5000 2.0000 A572-65 
(65 ksi) 
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 Tapered Pole Properties    
 

 Section Tip Dia. 
in 

Area 
in2 

I 
in4 

r 
in 

C  
in 

I/C 
in3 

J 
in4 

It/Q 
in2 

w 
in 

w/t 

L1 34.8088 33.6915 4911.1720 12.0585 17.4142 282.0205 9828.8063 16.8490 5.4833 17.546 
  43.0236 41.7158 9322.3361 14.9304 21.5240 433.1144 18656.938

7 
20.8619 6.9071 22.103 

L2 42.3716 47.8846 9791.4961 14.2819 20.6277 474.6769 19595.876
1 

23.9469 6.4866 17.298 

  49.5833 57.6736 17107.692
4 

17.2015 24.8056 689.6695 34237.895
6 

28.8423 7.9341 21.158 

L3 48.8218 64.3765 17480.337
6 

16.4578 23.7731 735.2997 34983.676
4 

32.1944 7.4663 17.066 

  57.1177 77.5026 30501.195
3 

19.8134 28.5750 1067.4084 61042.524
8 

38.7587 9.1300 20.869 

L4 56.2301 84.7712 30558.304
0 

18.9627 27.3893 1115.7005 61156.817
4 

42.3937 8.6092 17.218 

  64.4796 99.9810 50134.423
5 

22.3650 32.2580 1554.1702 100334.81
52 

50.0000 10.2960 20.592 

 
Tower 

 Elevation 
 
 

ft 

Gusset 
Area 

(per face) 
 

ft2 

Gusset 
Thickness 

 
 

in 

Gusset Grade Adjust. Factor 
Af 

Adjust. 
Factor  

Ar 

Weight Mult. 
 

Double Angle 
Stitch Bolt 
Spacing 

Diagonals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Horizontals 
in 

Double Angle 
Stitch Bolt 
Spacing 

Redundants 
in 

L1 163.00-
121.58 

      1 1 1       

L2 121.58-
84.66 

      1 1 1       

L3 84.66-
42.20 

      1 1 1       

L4 42.20-0.00       1 1 1       

 
 

 

 Feed Line/Linear Appurtenances - Entered As Round Or Flat 
 

Description Secto
r 

Component 
Type 

Placement 
 

ft 

Total 
Number 

Number 
Per Row 

Start/En
d 

Position  
 

Width or 
Diamete

r 
in 

Perimete
r 
 

in 

Weight 
 

plf 

***22**                   
LDF4-50A(1/2) A Surface Ar 

(CaAa) 
22.00 - 0.00 1 1 -0.500 

-0.480 
0.6300  0.15 

****                   

 
 

 Feed Line/Linear Appurtenances - Entered As Area 
 

Description Face 
or 

Leg  

Allow 
Shield 

Component 
Type 

Placement 
 

ft 

Total 
Number 

 CAAA 
 

ft2/ft 

Weight 
 

plf 

**160**                 
LDF4-50A(1/2) B No Inside Pole 160.00 - 0.00 1 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.15 
0.15 
0.15 

** 156**                 
HB114-1-0813U4-

M5J(1-1/4) 
A No Inside Pole 156.00 - 0.00 3 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

1.20 
1.20 
1.20 

HB114-21U3M12-
XXXF(1-1/4) 

A No Inside Pole 156.00 - 0.00 1 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

1.22 
1.22 
1.22 

**148**                 
LDF7-50A(1-5/8) A No Inside Pole 148.00 - 0.00 12 No Ice 0.00 0.82 
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Description Face 
or 

Leg  

Allow 
Shield 

Component 
Type 

Placement 
 

ft 

Total 
Number 

 CAAA 
 

ft2/ft 

Weight 
 

plf 

1/2'' Ice 
1'' Ice 

0.00 
0.00 

0.82 
0.82 

HB158-1-08U8-
S8J18(1-5/8) 

A No Inside Pole 148.00 - 0.00 2 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

1.30 
1.30 
1.30 

**141**                 
LDF7-50A(1-5/8) C No Inside Pole 141.00 - 0.00 12 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.82 
0.82 
0.82 

**118**                 
LCF158-50A(1-5/8) C No Inside Pole 118.00 - 0.00 12 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.80 
0.80 
0.80 

FB-L98B-002-
75000(3/8) 

C No Inside Pole 118.00 - 0.00 1 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.06 
0.06 
0.06 

WR-VG86ST-
BRDA(7/8) 

C No Inside Pole 118.00 - 0.00 2 No Ice 
1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.68 
0.68 
0.68 

**108**                 
LDF4-50A(1/2) B No Inside Pole 108.00 - 0.00 1 No Ice 

1/2'' Ice 
1'' Ice 

0.00 
0.00 
0.00 

0.15 
0.15 
0.15 

****                 

 
 

 Feed Line/Linear Appurtenances Section Areas  
 

Tower 
Sectio

n 

Tower 
 Elevation 

ft 

Face AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face  
ft2 

Weight 
 

K 

L1 163.00-121.58 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.49 
0.01 
0.19 

L2 121.58-84.66 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.64 
0.01 
0.73 

L3 84.66-42.20 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.73 
0.01 
0.89 

L4 42.20-0.00 A 
B 
C 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

1.386 
0.000 
0.000 

0.000 
0.000 
0.000 

0.73 
0.01 
0.88 

 
 

 Feed Line/Linear Appurtenances Section Areas - With Ice 
 

Tower 
Sectio

n 

Tower 
 Elevation 

ft 

Face 
or 

Leg  

Ice 
Thickness 

in 

AR 

 
 ft2 

AF 

  
ft2 

CAAA 

In Face  
ft2 

CAAA 

Out Face  
ft2 

Weight 
 

K 

L1 163.00-121.58 A 
B 
C 

2.314 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.49 
0.01 
0.19 

L2 121.58-84.66 A 
B 
C 

2.241 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.64 
0.01 
0.73 

L3 84.66-42.20 A 
B 
C 

2.134 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

0.73 
0.01 
0.89 

L4 42.20-0.00 A 
B 
C 

1.916 0.000 
0.000 
0.000 

0.000 
0.000 
0.000 

10.778 
0.000 
0.000 

0.000 
0.000 
0.000 

0.89 
0.01 
0.88 
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   Feed Line Center of Pressure     
 

 Section Elevation  
 

ft 

CPX 

 
in 

CPZ 

 
in 

CPX 

Ice 
in 

CPZ 

Ice 
in 

L1 163.00-121.58 0.0000 0.0000 0.0000 0.0000 
L2 121.58-84.66 0.0000 0.0000 0.0000 0.0000 
L3 84.66-42.20 0.0000 0.0000 0.0000 0.0000 
L4 42.20-0.00 -0.0441 0.0242 -0.3076 0.1691 

 

 
 
 

 Shielding Factor Ka 
 

Tower 
Section 

Feed Line 
Record No. 

Description Feed Line 
Segment 

Elev. 

Ka 
No Ice 

Ka 
Ice 

L3 18 LDF4-50A(1/2) 42.20 - 
22.00 

1.0000 1.0000 

 

   Discrete Tower Loads    
 

Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

**160**                   
SC229-SFXLDF A From Leg 4.00 

0.00 
11.00 

0.0000 160.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.95 
7.97 

10.00 

5.95 
7.97 

10.00 

0.03 
0.07 
0.13 

Side Arm Mount [SO 301-
1] 

A From Leg 1.00 
0.00 
0.00 

0.0000 160.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.00 
1.39 
1.78 

0.90 
1.42 
1.94 

0.02 
0.03 
0.04 

***156ft***                   
1900MHz RRH (65MHz) A From Leg 4.00 

0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.31 
2.52 
2.73 

2.38 
2.58 
2.79 

0.06 
0.08 
0.11 

1900MHz RRH (65MHz) B From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.31 
2.52 
2.73 

2.38 
2.58 
2.79 

0.06 
0.08 
0.11 

1900MHz RRH (65MHz) C From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.31 
2.52 
2.73 

2.38 
2.58 
2.79 

0.06 
0.08 
0.11 

800 EXTERNAL NOTCH 
FILTER 

A From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.66 
0.76 
0.87 

0.32 
0.40 
0.48 

0.01 
0.02 
0.02 

800 EXTERNAL NOTCH 
FILTER 

B From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.66 
0.76 
0.87 

0.32 
0.40 
0.48 

0.01 
0.02 
0.02 

800 EXTERNAL NOTCH 
FILTER 

C From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.66 
0.76 
0.87 

0.32 
0.40 
0.48 

0.01 
0.02 
0.02 

800MHZ RRH A From Leg 4.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 

2.13 
2.32 

1.77 
1.95 

0.05 
0.07 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0.00 Ice 
1'' Ice 

2.51 2.13 0.10 

800MHZ RRH B From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.13 
2.32 
2.51 

1.77 
1.95 
2.13 

0.05 
0.07 
0.10 

800MHZ RRH C From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.13 
2.32 
2.51 

1.77 
1.95 
2.13 

0.05 
0.07 
0.10 

(3) ACU-A20-N A From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.07 
0.10 
0.15 

0.12 
0.16 
0.21 

0.00 
0.00 
0.00 

(3) ACU-A20-N B From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.07 
0.10 
0.15 

0.12 
0.16 
0.21 

0.00 
0.00 
0.00 

(3) ACU-A20-N C From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.07 
0.10 
0.15 

0.12 
0.16 
0.21 

0.00 
0.00 
0.00 

(3) TD-RRH-4x20-2500 A From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.76 
2.97 
3.19 

1.14 
1.30 
1.47 

0.10 
0.12 
0.14 

APXVTM14-ALU-I20 w/ 
Mount Pipe 

A From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

6.58 
7.03 
7.47 

4.96 
5.75 
6.47 

0.08 
0.13 
0.19 

APXVTM14-ALU-I20 w/ 
Mount Pipe 

B From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

6.58 
7.03 
7.47 

4.96 
5.75 
6.47 

0.08 
0.13 
0.19 

APXVTM14-ALU-I20 w/ 
Mount Pipe 

C From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

6.58 
7.03 
7.47 

4.96 
5.75 
6.47 

0.08 
0.13 
0.19 

APXVSPP18-C-A20 w/ 
Mount Pipe 

A From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.26 
8.82 
9.35 

6.95 
8.13 
9.02 

0.08 
0.15 
0.23 

APXVSPP18-C-A20 w/ 
Mount Pipe 

B From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.26 
8.82 
9.35 

6.95 
8.13 
9.02 

0.08 
0.15 
0.23 

APXVSPP18-C-A20 w/ 
Mount Pipe 

C From Leg 4.00 
0.00 
2.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.26 
8.82 
9.35 

6.95 
8.13 
9.02 

0.08 
0.15 
0.23 

6' x 2'' Mount Pipe A From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

6' x 2'' Mount Pipe B From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

6' x 2'' Mount Pipe C From Leg 4.00 
0.00 
0.00 

0.0000 156.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

Platform Mount [LP 602-1] A None   0.0000 156.00 No Ice 
1/2'' 
Ice 

32.03 
38.71 
45.39 

32.03 
38.71 
45.39 

1.34 
1.80 
2.26 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

1'' Ice 
**148**                   

(2) LPA-80080/6CF w/ 
Mount Pipe 

A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

4.56 
5.11 
5.61 

10.26 
11.43 
12.31 

0.05 
0.11 
0.19 

(3) LPA-80080/6CF w/ 
Mount Pipe 

B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

4.56 
5.11 
5.61 

10.26 
11.43 
12.31 

0.05 
0.11 
0.19 

LPA-80080/6CF w/ Mount 
Pipe 

C From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

4.56 
5.11 
5.61 

10.26 
11.43 
12.31 

0.05 
0.11 
0.19 

RRH2x60-700 A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2x60-700 B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2x60-700 C From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2X60-AWS A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2X60-AWS B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2X60-AWS B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.50 
3.76 
4.03 

1.82 
2.05 
2.29 

0.06 
0.08 
0.11 

RRH2X60-PCS A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.20 
2.39 
2.59 

1.72 
1.90 
2.09 

0.06 
0.08 
0.10 

RRH2X60-PCS B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.20 
2.39 
2.59 

1.72 
1.90 
2.09 

0.06 
0.08 
0.10 

RRH2X60-PCS C From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.20 
2.39 
2.59 

1.72 
1.90 
2.09 

0.06 
0.08 
0.10 

(2) SBNHH-1D65B w/ 
Mount Pipe 

A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.39 
8.95 
9.48 

7.08 
8.28 
9.19 

0.08 
0.15 
0.22 

SBNHH-1D65B w/ Mount 
Pipe 

B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.39 
8.95 
9.48 

7.08 
8.28 
9.19 

0.08 
0.15 
0.22 

(3) SBNHH-1D65B w/ 
Mount Pipe 

C From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.39 
8.95 
9.48 

7.08 
8.28 
9.19 

0.08 
0.15 
0.22 

FD9R6004/2C-3L B From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

1'' Ice 
FD9R6004/2C-3L C From Leg 4.00 

0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 

FD9R6004/2C-3L A From Leg 4.00 
0.00 
2.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 

FD9R6004/2C-3L B From Leg 4.00 
0.00 
0.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 

FD9R6004/2C-3L C From Leg 4.00 
0.00 
0.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 

FD9R6004/2C-3L A From Leg 4.00 
0.00 
0.00 

0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.31 
0.39 
0.47 

0.08 
0.12 
0.17 

0.00 
0.01 
0.01 

Platform Mount [LP 401-1] B None   0.0000 148.00 No Ice 
1/2'' 
Ice 

1'' Ice 

24.33 
30.22 
36.11 

24.33 
30.22 
36.11 

1.65 
2.03 
2.41 

**141**                   
(4) DB846G90A-XY w/ 

Mount Pipe 
A From Leg 4.00 

0.00 
1.00 

0.0000 141.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.23 
5.78 
6.30 

7.53 
8.72 
9.62 

0.04 
0.10 
0.16 

(4) DB846G90A-XY w/ 
Mount Pipe 

B From Leg 4.00 
0.00 
1.00 

0.0000 141.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.23 
5.78 
6.30 

7.53 
8.72 
9.62 

0.04 
0.10 
0.16 

(4) DB846G90A-XY w/ 
Mount Pipe 

C From Leg 4.00 
0.00 
1.00 

0.0000 141.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.23 
5.78 
6.30 

7.53 
8.72 
9.62 

0.04 
0.10 
0.16 

Platform Mount [LP 303-1] A None   0.0000 141.00 No Ice 
1/2'' 
Ice 

1'' Ice 

14.66 
18.87 
23.08 

14.66 
18.87 
23.08 

1.25 
1.48 
1.71 

**120**                   
(2) TME-RRUS-11 A From Leg 2.00 

0.00 
1.00 

0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.96 
3.23 
3.50 

1.67 
1.98 
2.30 

0.06 
0.08 
0.12 

(2) TME-RRUS-11 B From Leg 2.00 
0.00 
1.00 

0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.96 
3.23 
3.50 

1.67 
1.98 
2.30 

0.06 
0.08 
0.12 

(2) TME-RRUS-11 C From Leg 2.00 
0.00 
1.00 

0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.96 
3.23 
3.50 

1.67 
1.98 
2.30 

0.06 
0.08 
0.12 

Side Arm Mount [SO 104-
3] 

C From Leg 2.00 
0.00 
0.00 

0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.30 
4.13 
4.96 

3.30 
4.13 
4.96 

0.29 
0.32 
0.35 

4' x 2'' Pipe Mount A From Leg 2.00 
0.00 
0.00 

0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.79 
1.03 
1.28 

0.79 
1.03 
1.28 

0.03 
0.04 
0.04 

4' x 2'' Pipe Mount B From Leg 2.00 
0.00 

0.0000 120.00 No Ice 
1/2'' 

0.79 
1.03 

0.79 
1.03 

0.03 
0.04 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

0.00 Ice 
1'' Ice 

1.28 1.28 0.04 

4' x 2'' Pipe Mount C None   0.0000 120.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.79 
1.03 
1.28 

0.79 
1.03 
1.28 

0.03 
0.04 
0.04 

***118ft***                   
(2) 7770.00 w/ Mount Pipe A From Leg 4.00 

0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.75 
6.18 
6.61 

4.25 
5.01 
5.71 

0.06 
0.10 
0.16 

(2) 7770.00 w/ Mount Pipe B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.75 
6.18 
6.61 

4.25 
5.01 
5.71 

0.06 
0.10 
0.16 

(2) 7770.00 w/ Mount Pipe C From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

5.75 
6.18 
6.61 

4.25 
5.01 
5.71 

0.06 
0.10 
0.16 

(2) LGP21401 A From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.10 
1.24 
1.38 

0.21 
0.27 
0.35 

0.01 
0.02 
0.03 

(2) LGP21901 A From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.23 
0.29 
0.36 

0.16 
0.21 
0.28 

0.01 
0.01 
0.01 

(2) LGP21401 B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.10 
1.24 
1.38 

0.21 
0.27 
0.35 

0.01 
0.02 
0.03 

(2) LGP21901 B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.23 
0.29 
0.36 

0.16 
0.21 
0.28 

0.01 
0.01 
0.01 

(2) LGP21401 C From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.10 
1.24 
1.38 

0.21 
0.27 
0.35 

0.01 
0.02 
0.03 

(2) LGP21901 C From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.23 
0.29 
0.36 

0.16 
0.21 
0.28 

0.01 
0.01 
0.01 

RRUS 11 B12 A From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.83 
3.04 
3.26 

1.18 
1.33 
1.48 

0.05 
0.07 
0.10 

RRUS 11 B12 B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.83 
3.04 
3.26 

1.18 
1.33 
1.48 

0.05 
0.07 
0.10 

RRUS 11 B12 C From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

2.83 
3.04 
3.26 

1.18 
1.33 
1.48 

0.05 
0.07 
0.10 

AM-X-CD-16-65-00T-RET 
w/ Mount Pipe 

A From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.26 
8.82 
9.35 

6.30 
7.48 
8.37 

0.07 
0.14 
0.21 

AM-X-CD-16-65-00T-RET 
w/ Mount Pipe 

B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

8.26 
8.82 
9.35 

6.30 
7.48 
8.37 

0.07 
0.14 
0.21 

AM-X-CD-16-65-00T-RET 
w/ Mount Pipe 

C From Leg 4.00 
0.00 

0.0000 118.00 No Ice 
1/2'' 

8.26 
8.82 

6.30 
7.48 

0.07 
0.14 
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Description Face 
or 

Leg 

Offset 
Type 

Offsets: 
Horz 

Lateral 
Vert 

ft 
ft 
ft 

Azimuth 
Adjustmen

t 
 
 
° 

Placement 
 
 
 

ft 

 CAAA 
Front 

 
 

ft2 

CAAA 
Side 

 
 

ft2 

Weight 
 
 
 

K 

1.00 Ice 
1'' Ice 

9.35 8.37 0.21 

DC6-48-60-18-8F B From Leg 4.00 
0.00 
1.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.79 
1.27 
1.45 

0.79 
1.27 
1.45 

0.02 
0.04 
0.05 

6' x 2'' Mount Pipe A From Leg 4.00 
0.00 
0.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

6' x 2'' Mount Pipe B From Leg 4.00 
0.00 
0.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

6' x 2'' Mount Pipe C From Leg 4.00 
0.00 
0.00 

0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

1.43 
1.92 
2.29 

1.43 
1.92 
2.29 

0.02 
0.03 
0.05 

Platform Mount [LP 401-1] C None   0.0000 118.00 No Ice 
1/2'' 
Ice 

1'' Ice 

24.33 
30.22 
36.11 

24.33 
30.22 
36.11 

1.65 
2.03 
2.41 

***108ft***                   
ANT150D6-9 A From Leg 2.00 

0.00 
2.00 

0.0000 108.00 No Ice 
1/2'' 
Ice 

1'' Ice 

3.84 
6.42 
9.00 

3.84 
6.42 
9.00 

0.00 
0.00 
0.00 

*****                   
KS24019-L112A A From Leg 1.00 

0.00 
2.00 

0.0000 22.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.10 
0.18 
0.26 

0.10 
0.18 
0.26 

0.01 
0.01 
0.01 

Side Arm Mount [SO 701-
1] 

A None   0.0000 22.00 No Ice 
1/2'' 
Ice 

1'' Ice 

0.85 
1.14 
1.43 

1.67 
2.34 
3.01 

0.07 
0.08 
0.09 

******************                   

 
 
 
 

 Load Combinations    
 

Comb. 
No. 

Description 

1 Dead Only 
2 1.2 Dead+1.6 Wind 0 deg - No Ice 
3 0.9 Dead+1.6 Wind 0 deg - No Ice 
4 1.2 Dead+1.6 Wind 30 deg - No Ice 
5 0.9 Dead+1.6 Wind 30 deg - No Ice 
6 1.2 Dead+1.6 Wind 60 deg - No Ice 
7 0.9 Dead+1.6 Wind 60 deg - No Ice 
8 1.2 Dead+1.6 Wind 90 deg - No Ice 
9 0.9 Dead+1.6 Wind 90 deg - No Ice 
10 1.2 Dead+1.6 Wind 120 deg - No Ice 
11 0.9 Dead+1.6 Wind 120 deg - No Ice 
12 1.2 Dead+1.6 Wind 150 deg - No Ice 
13 0.9 Dead+1.6 Wind 150 deg - No Ice 
14 1.2 Dead+1.6 Wind 180 deg - No Ice 
15 0.9 Dead+1.6 Wind 180 deg - No Ice 
16 1.2 Dead+1.6 Wind 210 deg - No Ice 
17 0.9 Dead+1.6 Wind 210 deg - No Ice 
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Comb. 
No. 

Description 

18 1.2 Dead+1.6 Wind 240 deg - No Ice 
19 0.9 Dead+1.6 Wind 240 deg - No Ice 
20 1.2 Dead+1.6 Wind 270 deg - No Ice 
21 0.9 Dead+1.6 Wind 270 deg - No Ice 
22 1.2 Dead+1.6 Wind 300 deg - No Ice 
23 0.9 Dead+1.6 Wind 300 deg - No Ice 
24 1.2 Dead+1.6 Wind 330 deg - No Ice 
25 0.9 Dead+1.6 Wind 330 deg - No Ice 
26 1.2 Dead+1.0 Ice+1.0 Temp 
27 1.2 Dead+1.0 Wind 0 deg+1.0 Ice+1.0 Temp 
28 1.2 Dead+1.0 Wind 30 deg+1.0 Ice+1.0 Temp 
29 1.2 Dead+1.0 Wind 60 deg+1.0 Ice+1.0 Temp 
30 1.2 Dead+1.0 Wind 90 deg+1.0 Ice+1.0 Temp 
31 1.2 Dead+1.0 Wind 120 deg+1.0 Ice+1.0 Temp 
32 1.2 Dead+1.0 Wind 150 deg+1.0 Ice+1.0 Temp 
33 1.2 Dead+1.0 Wind 180 deg+1.0 Ice+1.0 Temp 
34 1.2 Dead+1.0 Wind 210 deg+1.0 Ice+1.0 Temp 
35 1.2 Dead+1.0 Wind 240 deg+1.0 Ice+1.0 Temp 
36 1.2 Dead+1.0 Wind 270 deg+1.0 Ice+1.0 Temp 
37 1.2 Dead+1.0 Wind 300 deg+1.0 Ice+1.0 Temp 
38 1.2 Dead+1.0 Wind 330 deg+1.0 Ice+1.0 Temp 
39 Dead+Wind 0 deg - Service 
40 Dead+Wind 30 deg - Service 
41 Dead+Wind 60 deg - Service 
42 Dead+Wind 90 deg - Service 
43 Dead+Wind 120 deg - Service 
44 Dead+Wind 150 deg - Service 
45 Dead+Wind 180 deg - Service 
46 Dead+Wind 210 deg - Service 
47 Dead+Wind 240 deg - Service 
48 Dead+Wind 270 deg - Service 
49 Dead+Wind 300 deg - Service 
50 Dead+Wind 330 deg - Service 

 
 

  Maximum Member Forces   
 

Sectio
n 

No. 

Elevation 
ft 

Component 
Type 

Condition Gov. 
Load 

Comb. 

Axial 
 

K 

Major Axis 
Moment 

kip-ft 

Minor Axis 
Moment 

kip-ft 

L1 163 - 121.58 Pole Max Tension 14 0.00 0.00 0.00 
      Max. Compression 26 -38.70 -1.61 6.21 
      Max. Mx 8 -14.03 -404.85 6.53 
      Max. My 2 -14.01 -4.63 413.19 
      Max. Vy 20 -18.73 404.16 -2.18 
      Max. Vx 2 -18.95 -4.63 413.19 
      Max. Torque 11     3.22 

L2 121.58 - 
84.663 

Pole Max Tension 1 0.00 0.00 0.00 

      Max. Compression 26 -65.23 -0.95 5.28 
      Max. Mx 20 -27.94 1296.22 -9.80 
      Max. My 2 -27.92 -10.82 1311.47 
      Max. Vy 20 -28.07 1296.22 -9.80 
      Max. Vx 2 -28.28 -10.82 1311.47 
      Max. Torque 11     3.39 

L3 84.663 - 
42.2 

Pole Max Tension 1 0.00 0.00 0.00 

      Max. Compression 26 -87.37 -0.95 5.28 
      Max. Mx 20 -43.60 2566.52 -17.86 
      Max. My 2 -43.59 -18.95 2590.69 
      Max. Vy 20 -32.96 2566.52 -17.86 
      Max. Vx 2 -33.17 -18.95 2590.69 
      Max. Torque 11     3.38 

L4 42.2 - 0 Pole Max Tension 1 0.00 0.00 0.00 
      Max. Compression 26 -119.43 -0.58 5.12 
      Max. Mx 20 -67.77 4336.34 -27.38 
      Max. My 2 -67.77 -28.48 4371.00 
      Max. Vy 20 -37.80 4336.34 -27.38 
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Sectio
n 

No. 

Elevation 
ft 

Component 
Type 

Condition Gov. 
Load 

Comb. 

Axial 
 

K 

Major Axis 
Moment 

kip-ft 

Minor Axis 
Moment 

kip-ft 

      Max. Vx 2 -38.01 -28.48 4371.00 
      Max. Torque 11     3.39 
        

  
 

   Maximum Reactions    
 

Location Condition Gov. 
Load 

Comb. 

Vertical 
K 

Horizontal, X 
K 

Horizontal, Z 
K 

Pole Max. Vert 28 119.43 -4.11 7.13 
  Max. Hx 20 67.79 37.77 -0.19 
  Max. Hz 2 67.79 -0.19 37.97 
  Max. Mx 2 4371.00 -0.19 37.97 
  Max. Mz 8 4335.20 -37.77 0.19 
  Max. Torsion 11 3.39 -32.61 -18.82 
  Min. Vert 11 50.84 -32.61 -18.82 
  Min. Hx 8 67.79 -37.77 0.19 
  Min. Hz 14 67.79 0.19 -37.97 
  Min. Mx 14 -4367.63 0.19 -37.97 
  Min. Mz 20 -4336.34 37.77 -0.19 
  Min. Torsion 23 -3.37 32.61 18.82 
      

 
 

 Tower Mast Reaction Summary    
 

Load 
Combination 

Vertical  
 

K 

Shearx 
 

K 

Shearz 
 

K 

 Overturning 
Moment, Mx  

kip-ft 

 Overturning 
Moment, Mz 

kip-ft 

Torque 
 

kip-ft 

Dead Only 56.49 0.00 0.00 -1.34 0.45 0.00 
1.2 Dead+1.6 Wind 0 deg - 
No Ice 

67.79 0.19 -37.97 -4371.00 -28.48 1.69 

0.9 Dead+1.6 Wind 0 deg - 
No Ice 

50.84 0.19 -37.97 -4339.43 -28.40 1.69 

1.2 Dead+1.6 Wind 30 deg - 
No Ice 

67.79 19.05 -32.98 -3800.14 -2192.46 -0.00 

0.9 Dead+1.6 Wind 30 deg - 
No Ice 

50.84 19.05 -32.98 -3772.62 -2176.97 -0.01 

1.2 Dead+1.6 Wind 60 deg - 
No Ice 

67.79 32.80 -19.15 -2211.51 -3768.82 -1.70 

0.9 Dead+1.6 Wind 60 deg - 
No Ice 

50.84 32.80 -19.15 -2195.30 -3742.12 -1.71 

1.2 Dead+1.6 Wind 90 deg - 
No Ice 

67.79 37.77 -0.19 -30.74 -4335.20 -2.94 

0.9 Dead+1.6 Wind 90 deg - 
No Ice 

50.84 37.77 -0.19 -30.07 -4304.49 -2.95 

1.2 Dead+1.6 Wind 120 deg 
- No Ice 

67.79 32.61 18.82 2157.84 -3739.81 -3.38 

0.9 Dead+1.6 Wind 120 deg 
- No Ice 

50.84 32.61 18.82 2142.91 -3713.34 -3.39 

1.2 Dead+1.6 Wind 150 deg 
- No Ice 

67.79 18.72 32.79 3767.76 -2142.15 -2.91 

0.9 Dead+1.6 Wind 150 deg 
- No Ice 

50.84 18.72 32.79 3741.35 -2127.06 -2.91 

1.2 Dead+1.6 Wind 180 deg 
- No Ice 

67.79 -0.19 37.97 4367.63 29.63 -1.66 

0.9 Dead+1.6 Wind 180 deg 
- No Ice 

50.84 -0.19 37.97 4336.93 29.25 -1.66 

1.2 Dead+1.6 Wind 210 deg 
- No Ice 

67.79 -19.05 32.98 3796.77 2193.60 0.02 

0.9 Dead+1.6 Wind 210 deg 
- No Ice 

50.84 -19.05 32.98 3770.12 2177.82 0.03 

1.2 Dead+1.6 Wind 240 deg 
- No Ice 

67.79 -32.80 19.15 2208.14 3769.96 1.69 
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Load 
Combination 

Vertical  
 

K 

Shearx 
 

K 

Shearz 
 

K 

 Overturning 
Moment, Mx  

kip-ft 

 Overturning 
Moment, Mz 

kip-ft 

Torque 
 

kip-ft 

0.9 Dead+1.6 Wind 240 deg 
- No Ice 

50.84 -32.80 19.15 2192.81 3742.97 1.70 

1.2 Dead+1.6 Wind 270 deg 
- No Ice 

67.79 -37.77 0.19 27.38 4336.34 2.91 

0.9 Dead+1.6 Wind 270 deg 
- No Ice 

50.84 -37.77 0.19 27.58 4305.33 2.92 

1.2 Dead+1.6 Wind 300 deg 
- No Ice 

67.79 -32.61 -18.82 -2161.20 3740.95 3.36 

0.9 Dead+1.6 Wind 300 deg 
- No Ice 

50.84 -32.61 -18.82 -2145.39 3714.19 3.37 

1.2 Dead+1.6 Wind 330 deg 
- No Ice 

67.79 -18.72 -32.79 -3771.13 2143.30 2.92 

0.9 Dead+1.6 Wind 330 deg 
- No Ice 

50.84 -18.72 -32.79 -3743.83 2127.92 2.92 

1.2 Dead+1.0 Ice+1.0 Temp 119.43 0.00 -0.00 -5.12 -0.58 0.00 
1.2 Dead+1.0 Wind 0 
deg+1.0 Ice+1.0 Temp 

119.43 0.02 -8.22 -964.69 -4.06 0.25 

1.2 Dead+1.0 Wind 30 
deg+1.0 Ice+1.0 Temp 

119.43 4.11 -7.13 -837.89 -481.21 -0.26 

1.2 Dead+1.0 Wind 60 
deg+1.0 Ice+1.0 Temp 

119.43 7.11 -4.13 -488.04 -829.58 -0.70 

1.2 Dead+1.0 Wind 90 
deg+1.0 Ice+1.0 Temp 

119.43 8.19 -0.02 -8.88 -955.84 -0.95 

1.2 Dead+1.0 Wind 120 
deg+1.0 Ice+1.0 Temp 

119.43 7.08 4.09 471.20 -826.15 -0.95 

1.2 Dead+1.0 Wind 150 
deg+1.0 Ice+1.0 Temp 

119.43 4.08 7.11 823.56 -475.27 -0.70 

1.2 Dead+1.0 Wind 180 
deg+1.0 Ice+1.0 Temp 

119.43 -0.02 8.22 953.79 2.80 -0.25 

1.2 Dead+1.0 Wind 210 
deg+1.0 Ice+1.0 Temp 

119.43 -4.11 7.13 826.99 479.94 0.26 

1.2 Dead+1.0 Wind 240 
deg+1.0 Ice+1.0 Temp 

119.43 -7.11 4.13 477.14 828.32 0.70 

1.2 Dead+1.0 Wind 270 
deg+1.0 Ice+1.0 Temp 

119.43 -8.19 0.02 -2.02 954.58 0.95 

1.2 Dead+1.0 Wind 300 
deg+1.0 Ice+1.0 Temp 

119.43 -7.08 -4.09 -482.10 824.89 0.95 

1.2 Dead+1.0 Wind 330 
deg+1.0 Ice+1.0 Temp 

119.43 -4.08 -7.11 -834.46 474.00 0.70 

Dead+Wind 0 deg - Service 56.49 0.04 -8.84 -1013.99 -6.26 0.39 
Dead+Wind 30 deg - Service 56.49 4.43 -7.68 -881.70 -507.77 -0.00 
Dead+Wind 60 deg - Service 56.49 7.64 -4.46 -513.52 -873.09 -0.40 
Dead+Wind 90 deg - Service 56.49 8.79 -0.04 -8.13 -1004.35 -0.69 
Dead+Wind 120 deg - 
Service 

56.49 7.59 4.38 499.07 -866.36 -0.79 

Dead+Wind 150 deg - 
Service 

56.49 4.36 7.63 872.17 -496.11 -0.68 

Dead+Wind 180 deg - 
Service 

56.49 -0.04 8.84 1011.20 7.20 -0.39 

Dead+Wind 210 deg - 
Service 

56.49 -4.43 7.68 878.90 508.71 0.00 

Dead+Wind 240 deg - 
Service 

56.49 -7.64 4.46 510.73 874.03 0.40 

Dead+Wind 270 deg - 
Service 

56.49 -8.79 0.04 5.33 1005.29 0.68 

Dead+Wind 300 deg - 
Service 

56.49 -7.59 -4.38 -501.87 867.30 0.79 

Dead+Wind 330 deg - 
Service 

56.49 -4.36 -7.63 -874.96 497.05 0.68 

  
 

 Solution Summary   
 

 
Load 

Comb. 

Sum of Applied Forces Sum of Reactions  
% Error PX 

K 
PY 
K 

PZ 
K 

PX 
K 

PY 
K 

PZ 
K 

1 0.00 -56.49 0.00 0.00 56.49 0.00 0.000% 
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Load 

Comb. 

Sum of Applied Forces Sum of Reactions  
% Error PX 

K 
PY 
K 

PZ 
K 

PX 
K 

PY 
K 

PZ 
K 

2 0.19 -67.79 -37.97 -0.19 67.79 37.97 0.000% 
3 0.19 -50.84 -37.97 -0.19 50.84 37.97 0.000% 
4 19.05 -67.79 -32.98 -19.05 67.79 32.98 0.000% 
5 19.05 -50.84 -32.98 -19.05 50.84 32.98 0.000% 
6 32.80 -67.79 -19.15 -32.80 67.79 19.15 0.000% 
7 32.80 -50.84 -19.15 -32.80 50.84 19.15 0.000% 
8 37.77 -67.79 -0.19 -37.77 67.79 0.19 0.000% 
9 37.77 -50.84 -0.19 -37.77 50.84 0.19 0.000% 
10 32.61 -67.79 18.82 -32.61 67.79 -18.82 0.000% 
11 32.61 -50.84 18.82 -32.61 50.84 -18.82 0.000% 
12 18.72 -67.79 32.79 -18.72 67.79 -32.79 0.000% 
13 18.72 -50.84 32.79 -18.72 50.84 -32.79 0.000% 
14 -0.19 -67.79 37.97 0.19 67.79 -37.97 0.000% 
15 -0.19 -50.84 37.97 0.19 50.84 -37.97 0.000% 
16 -19.05 -67.79 32.98 19.05 67.79 -32.98 0.000% 
17 -19.05 -50.84 32.98 19.05 50.84 -32.98 0.000% 
18 -32.80 -67.79 19.15 32.80 67.79 -19.15 0.000% 
19 -32.80 -50.84 19.15 32.80 50.84 -19.15 0.000% 
20 -37.77 -67.79 0.19 37.77 67.79 -0.19 0.000% 
21 -37.77 -50.84 0.19 37.77 50.84 -0.19 0.000% 
22 -32.61 -67.79 -18.82 32.61 67.79 18.82 0.000% 
23 -32.61 -50.84 -18.82 32.61 50.84 18.82 0.000% 
24 -18.72 -67.79 -32.79 18.72 67.79 32.79 0.000% 
25 -18.72 -50.84 -32.79 18.72 50.84 32.79 0.000% 
26 0.00 -119.43 0.00 -0.00 119.43 0.00 0.000% 
27 0.02 -119.43 -8.22 -0.02 119.43 8.22 0.000% 
28 4.11 -119.43 -7.13 -4.11 119.43 7.13 0.000% 
29 7.11 -119.43 -4.13 -7.11 119.43 4.13 0.000% 
30 8.19 -119.43 -0.02 -8.19 119.43 0.02 0.000% 
31 7.08 -119.43 4.09 -7.08 119.43 -4.09 0.000% 
32 4.08 -119.43 7.11 -4.08 119.43 -7.11 0.000% 
33 -0.02 -119.43 8.22 0.02 119.43 -8.22 0.000% 
34 -4.11 -119.43 7.13 4.11 119.43 -7.13 0.000% 
35 -7.11 -119.43 4.13 7.11 119.43 -4.13 0.000% 
36 -8.19 -119.43 0.02 8.19 119.43 -0.02 0.000% 
37 -7.08 -119.43 -4.09 7.08 119.43 4.09 0.000% 
38 -4.08 -119.43 -7.11 4.08 119.43 7.11 0.000% 
39 0.04 -56.49 -8.84 -0.04 56.49 8.84 0.000% 
40 4.43 -56.49 -7.68 -4.43 56.49 7.68 0.000% 
41 7.64 -56.49 -4.46 -7.64 56.49 4.46 0.000% 
42 8.79 -56.49 -0.04 -8.79 56.49 0.04 0.000% 
43 7.59 -56.49 4.38 -7.59 56.49 -4.38 0.000% 
44 4.36 -56.49 7.63 -4.36 56.49 -7.63 0.000% 
45 -0.04 -56.49 8.84 0.04 56.49 -8.84 0.000% 
46 -4.43 -56.49 7.68 4.43 56.49 -7.68 0.000% 
47 -7.64 -56.49 4.46 7.64 56.49 -4.46 0.000% 
48 -8.79 -56.49 0.04 8.79 56.49 -0.04 0.000% 
49 -7.59 -56.49 -4.38 7.59 56.49 4.38 0.000% 
50 -4.36 -56.49 -7.63 4.36 56.49 7.63 0.000% 

 

 
 

 Non-Linear Convergence Results   
 

Load 
Combination 

Converged? Number 
 of Cycles 

Displacement 
Tolerance 

Force 
Tolerance 

1 Yes 4 0.00000001 0.00000001 
2 Yes 4 0.00000001 0.00042862 
3 Yes 4 0.00000001 0.00027921 
4 Yes 5 0.00000001 0.00016731 
5 Yes 5 0.00000001 0.00007895 
6 Yes 5 0.00000001 0.00017188 
7 Yes 5 0.00000001 0.00008132 
8 Yes 4 0.00000001 0.00064951 
9 Yes 4 0.00000001 0.00042682 
10 Yes 5 0.00000001 0.00015005 
11 Yes 5 0.00000001 0.00007090 
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12 Yes 5 0.00000001 0.00017038 
13 Yes 5 0.00000001 0.00008102 
14 Yes 4 0.00000001 0.00026146 
15 Yes 4 0.00000001 0.00016793 
16 Yes 5 0.00000001 0.00016663 
17 Yes 5 0.00000001 0.00007869 
18 Yes 5 0.00000001 0.00016134 
19 Yes 5 0.00000001 0.00007611 
20 Yes 4 0.00000001 0.00047889 
21 Yes 4 0.00000001 0.00031478 
22 Yes 5 0.00000001 0.00017179 
23 Yes 5 0.00000001 0.00008169 
24 Yes 5 0.00000001 0.00015206 
25 Yes 5 0.00000001 0.00007174 
26 Yes 4 0.00000001 0.00002007 
27 Yes 5 0.00000001 0.00015117 
28 Yes 5 0.00000001 0.00016277 
29 Yes 5 0.00000001 0.00016265 
30 Yes 5 0.00000001 0.00014929 
31 Yes 5 0.00000001 0.00015793 
32 Yes 5 0.00000001 0.00015837 
33 Yes 5 0.00000001 0.00014757 
34 Yes 5 0.00000001 0.00015895 
35 Yes 5 0.00000001 0.00015867 
36 Yes 5 0.00000001 0.00014861 
37 Yes 5 0.00000001 0.00016085 
38 Yes 5 0.00000001 0.00016082 
39 Yes 4 0.00000001 0.00003001 
40 Yes 4 0.00000001 0.00008622 
41 Yes 4 0.00000001 0.00009411 
42 Yes 4 0.00000001 0.00003960 
43 Yes 4 0.00000001 0.00007474 
44 Yes 4 0.00000001 0.00009881 
45 Yes 4 0.00000001 0.00002835 
46 Yes 4 0.00000001 0.00008517 
47 Yes 4 0.00000001 0.00007970 
48 Yes 4 0.00000001 0.00003777 
49 Yes 4 0.00000001 0.00010241 
50 Yes 4 0.00000001 0.00007565 

 

 
 

 Maximum Tower Deflections - Service Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

L1 163 - 121.58 14.076 40 0.6757 0.0026 
L2 127.413 - 84.663 9.132 40 0.6296 0.0015 
L3 91.33 - 42.2 4.836 40 0.4838 0.0008 
L4 49.783 - 0 1.483 40 0.2657 0.0003 
      

  
 

 Critical Deflections and Radius of Curvature - Service Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 

160.00 SC229-SFXLDF 40 13.648 0.6738 0.0025 144890 
156.00 1900MHz RRH (65MHz) 40 13.080 0.6710 0.0024 103493 
148.00 (2) LPA-80080/6CF w/ Mount 

Pipe 
40 11.949 0.6643 0.0021 48296 

141.00 (4) DB846G90A-XY w/ Mount 
Pipe 

40 10.972 0.6561 0.0019 32929 

120.00 (2) TME-RRUS-11 40 8.171 0.6076 0.0014 18051 
118.00 (2) 7770.00 w/ Mount Pipe 40 7.918 0.6007 0.0013 17516 
108.00 ANT150D6-9 40 6.695 0.5616 0.0011 15255 
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Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 

22.00 KS24019-L112A 40 0.442 0.1171 0.0001 18660 

  

 
 

 Maximum Tower Deflections - Design Wind   
 

Section 
No. 

Elevation 
 

ft 

Horz. 
Deflection 

in 

Gov. 
Load 

Comb. 

Tilt 
 
° 

Twist 
 
° 

L1 163 - 121.58 60.650 4 2.9070 0.0113 
L2 127.413 - 84.663 39.379 4 2.7145 0.0065 
L3 91.33 - 42.2 20.859 4 2.0873 0.0035 
L4 49.783 - 0 6.396 4 1.1462 0.0014 
      

  
 

 Critical Deflections and Radius of Curvature - Design Wind 
 

Elevation 
 

ft 

Appurtenance Gov. 
Load 

Comb. 

Deflection 
 

in 

Tilt 
 
° 

Twist 
 
° 

Radius of 
Curvature 

ft 

160.00 SC229-SFXLDF 4 58.812 2.8992 0.0110 34339 
156.00 1900MHz RRH (65MHz) 4 56.366 2.8882 0.0104 24528 
148.00 (2) LPA-80080/6CF w/ Mount 

Pipe 
4 51.501 2.8608 0.0092 11445 

141.00 (4) DB846G90A-XY w/ Mount 
Pipe 

4 47.299 2.8265 0.0083 7803 

120.00 (2) TME-RRUS-11 4 35.239 2.6200 0.0058 4252 
118.00 (2) 7770.00 w/ Mount Pipe 4 34.148 2.5906 0.0056 4121 
108.00 ANT150D6-9 4 28.876 2.4226 0.0048 3569 
22.00 KS24019-L112A 4 1.904 0.5051 0.0006 4327 

  

 
 

 Compression Checks   
 

 

 Pole Design Data    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

L 
 

ft 

Lu 

 
ft 

Kl/r 
 

A 
 

in2 

Pu 

 

K 

Pn 
 

K 

Ratio 
Pu 

Pn 

L1 163 - 121.58 
(1) 

TP42.37x34.28x0.3125 41.42 0.00 0.0 40.585
8 

-14.00 2781.86 0.005  

L2 121.58 - 
84.663 (2) 

TP48.83x40.6057x0.375 42.75 0.00 0.0 56.146
9 

-27.91 3902.28 0.007  

L3 84.663 - 42.2 
(3) 

TP56.25x46.7974x0.4375 49.13 0.00 0.0 75.476
7 

-43.58 5267.61 0.008  

L4 42.2 - 0 (4) TP63.5x53.916x0.5 49.78 0.00 0.0 99.981
0 

-67.77 6944.95 0.010  

                    

 
 

 Pole Bending Design Data    
 

Section 
No. 

Elevation 
 

ft 

Size 
 

Mux 

 
kip-ft 

Mnx 

 
kip-ft 

Ratio 
Mux 

Mnx 

Muy 

 
kip-ft 

Mny 

 
kip-ft 

Ratio 
Muy 

Mny 

L1 163 - 121.58 TP42.37x34.28x0.3125 415.22 2341.21 0.177 0.00 2341.21 0.000 
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Section 
No. 

Elevation 

ft 

Size Mux 

kip-ft 

Mnx

kip-ft 

Ratio 
Mux 

Mnx 

Muy

kip-ft 

Mny

kip-ft 

Ratio 
Muy

Mny 

(1) 
L2 121.58 - 

84.663 (2) 
TP48.83x40.6057x0.375 1317.29 3784.95 0.348 0.00 3784.95 0.000 

L3 84.663 - 42.2 
(3) 

TP56.25x46.7974x0.4375 2601.30 5886.43 0.442 0.00 5886.43 0.000 

L4 42.2 - 0 (4) TP63.5x53.916x0.5 4387.25 8996.42 0.488 0.00 8996.42 0.000 

Pole Shear Design Data   

Section 
No. 

Elevation 

ft 

Size Actual 
Vu 

K 

Vn 

K 

Ratio 
Vu 

Vn 

Actual 
Tu 

kip-ft 

Tn

kip-ft 

Ratio 
Tu 

Tn 

L1 163 - 121.58 
(1) 

TP42.37x34.28x0.3125 19.06 1390.93 0.014 0.44 4688.14 0.000 

L2 121.58 - 
84.663 (2) 

TP48.83x40.6057x0.375 28.40 1951.14 0.015 0.00 7579.16 0.000 

L3 84.663 - 42.2 
(3) 

TP56.25x46.7974x0.4375 33.29 2633.80 0.013 0.00 11787.25 0.000 

L4 42.2 - 0 (4) TP63.5x53.916x0.5 38.12 3472.48 0.011 0.00 18014.83 0.000 

Pole Interaction Design Data 

Section 
No. 

Elevation 

ft 

Ratio 
Pu 

Pn 

Ratio 
Mux 

Mnx 

Ratio 
Muy 

Mny 

Ratio 
Vu 

Vn 

Ratio 
Tu 

Tn 

Comb. 
Stress 
Ratio 

Allow. 
Stress 
Ratio 

Criteria 

L1 163 - 121.58 
(1) 

0.005 0.177 0.000 0.014 0.000 0.183 1.000 
4.8.2 

L2 121.58 - 
84.663 (2) 

0.007 0.348 0.000 0.015 0.000 0.355 1.000 
4.8.2 

L3 84.663 - 42.2 
(3) 

0.008 0.442 0.000 0.013 0.000 0.450 1.000 
4.8.2 

L4 42.2 - 0 (4) 0.010 0.488 0.000 0.011 0.000 0.498 1.000 
4.8.2 

Section Capacity Table 

Section 

No. 

Elevation 
ft 

Component 
Type 

Size Critical 
Element 

P 
K 

øPallow 

K 
% 

Capacity 
Pass 
Fail 

L1 163 - 121.58 Pole TP42.37x34.28x0.3125 1 -14.00 2781.86 18.3 Pass 
L2 121.58 - 84.663 Pole TP48.83x40.6057x0.375 2 -27.91 3902.28 35.5 Pass 
L3 84.663 - 42.2 Pole TP56.25x46.7974x0.4375 3 -43.58 5267.61 45.0 Pass 
L4 42.2 - 0 Pole TP63.5x53.916x0.5 4 -67.77 6944.95 49.8 Pass 

Summary 
Pole (L4) 49.8 Pass 

RATING = 49.8 Pass 
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APPENDIX C 

 

ADDITIONAL CALCULATIONS 



TIA Rev G
Site Data

BU#: 4387 ft-kips

Site Name: 68 kips

App #: 38 kips

Other Eta Factor, η 0.5 TIA G (Fig. 4-4)

If No stiffeners, Criteria: AISC LRFD <-Only Applcable to Unstiffened Cases 

Qty: 22

Diam: 2.25 in

Rod Material: A615-J Anchor Rod Results Rigid

Strength (Fu): 100 ksi Max Rod (Cu+ Vu/ή): 137.7 Kips AISC LRFD

Yield (Fy): 75 ksi Allowable Axial, Φ*Fu*Anet: 260.0 Kips φ*Tn

Bolt Circle: 73 in Anchor Rod Stress Ratio: 53.0% Pass

Diam: 79 in Base Plate Results Flexural Check Rigid

Thick: 2.75 in Base Plate Stress: 22.3 ksi AISC LRFD

Grade: 60 ksi Allowable Plate Stress: 54.0 ksi φ*Fy

Single-Rod B-eff: 9.16 in Base Plate Stress Ratio: 41.3% Pass Y.L. Length:

36.01

n/a

Config: 0 * Stiffener Results

Weld Type: Fillet Horizontal Weld : n/a

Groove Depth: 0.25 <-- Disregard Vertical Weld: n/a

Groove Angle: 45 <-- Disregard Plate Flex+Shear, fb/Fb+(fv/Fv)^2: n/a

Fillet H. Weld: 0.3125 in Plate Tension+Shear, ft/Ft+(fv/Fv)^2: n/a

Fillet V. Weld: 0.3125 in Plate Comp. (AISC Bracket): n/a

Width: 3 in n/a

Height: 18 in Pole Results

Thick: 0.75 in Pole Punching Shear Check: n/a

Notch: 0.5 in

Grade: 36 ksi  

Weld str.: 70 ksi  

Diam: 63.5 in

Thick: 0.5 in

Grade: 65 ksi

# of Sides: 18 "0" IF Round

Fu 80 ksi

Reinf. Fillet Weld 0 "0" if None

* 0 = none, 1 = every bolt, 2 = every 2 bolts, 3 = 2 per bolt

** Note: for complete joint penetration groove welds the groove depth must be exactly 1/2 the stiffener thickness for calculation purposes

Assumption:  Clear space between bottom of leveling nut and top of concrete not exceeding (1)*(Rod Diameter)

Stiffened or Unstiffened, Ungrouted, Circular Base Plate - Any Rod Material

Reactions

Mu:

Axial, Pu:

Shear, Vu:393602  Rev# 0

Pole Data

Anchor Rod Data

Plate Data

N. WOODBURY / WOLFF PARCEL

in

Pole Manufacturer:

Stiffener Data (Welding at both sides)

Clear Space 

between 
4

876379

CCIplate v2.0 Analysis Date: 6/14/2017



TIA-222 Revison: Check Pier Capacity only at location of Max Moment? No

Tower Type:

Soil Lateral Capacity Compression Uplift
Comp. Uplift 7.53 -

4387 4.79 -

68 4670.26 -

38 27.8% -

Soil Vertical Capacity Compression Uplift

557.95 -

4 ksi 1206.37 -

60 ksi 211.57 -

1764.32 -

279.57 -

28 ft 15.8% -

1 ft Reinforced Concrete Capacity Compression Uplift

7.21 -

4669.33 -

8 ft 9254.46 -

32 50.5% -

11
4 in

5

14.5 ft # of Layers 4

FALSE 1 0 4 4 135 150 0 0 0.000 0.000 0.00 0.00 0

FALSE 2 4 14.5 10.5 135 150 0 38 0.000 0.000 0.80 0.80

FALSE 3 14.5 15 0.5 75 87.6 0 38 0.000 0.000 0.80 0.80

FALSE 4 15 28 13 75 87.6 0 38 0.000 0.000 1.60 1.60 32

Cohesionless

Cohesionless

Cohesionless

Cohesionless

27.8%

50.5%

Soil Interaction Rating
Structural Foundation Rating

Analysis Results

Drilled Pier Foundation

BU # :

Site Name:

App. Number:

Monopole

Applied Loads

Material Properties

Pier Design Data

G

876379

N. Woodbury / Wolff Parcel

393602 rev# 0

Rating

Weight of Concrete (kips)

Depth

Ext. Above Grade

Critical Depth (ft from TOC)
Critical Moment (kip-ft)

Critical Moment Capacity
Rating

Pier Section 1

From 1' above grade to 28' below grade

SPT Blow 

Count

Ultimate 

Bearing 

Capacity    

(ksf)

γsoil          

(pcf)

γconcrete  

(pcf)

Cohesion    

(ksf)

Angle of 

Friction 

(degrees)

Calculated 

Ultimate Skin 

Friction Uplift     

(ksf)

Calculated 

Ultimate Skin 

Friction Comp               

(ksf)

Layer
Top          

(ft)

Bottom     

(ft)

Thickness     

(ft)

Ultimate Skin 

Friction Comp 

Override               

(ksf)

Ultimate Skin 

Friction Uplift 

Override (ksf)

Groundwater Depth

Soil Profile

Soil Type

Rebar Strength, Fy:

End Bearing (kips)

Total Capacity (kips)
Axial (kips)

Dv=0 (ft from TOC)

Soil Safety Factor
Max Moment (kip-ft)

Rating

Skin Friction (kips)

Rebar Size
Clear Cover to Ties

Tie Size

Moment (kip-ft)

Axial Force (kips)

Shear Force (kips)

Concrete Strength, f'c:

Pier Diameter

Rebar Quantity

Drilled Pier Foundation (v. 1.0.2)
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TYPE TYPEELEVATION ELEVATION

 Seismic Discrete Force 1  171

 Seismic Discrete Force 2  160

 Seismic Discrete Force 3  158

 Seismic Section Force 1  158

 Seismic Discrete Force 4  156

 Seismic Linear Force 1  155

 Seismic Linear Force 2  153

 Seismic Discrete Force 5  150

 Seismic Discrete Force 6  148

 Seismic Section Force 2  148

 Seismic Linear Force 3  145

 Seismic Linear Force 4  144

 Seismic Discrete Force 7  142

 Seismic Discrete Force 8  141

 Seismic Linear Force 5  140.5

 Seismic Section Force 3  138

 Seismic Linear Force 6  135

 Seismic Section Force 4  128

 Seismic Linear Force 7  125

 Seismic Section Force 6  122.413

 Seismic Section Force 5  122.29

 Seismic Discrete Force 9  121

 Seismic Discrete Force 10  120

 Seismic Discrete Force 11  119

 Seismic Discrete Force 12  118

 Seismic Linear Force 8  115

 Seismic Linear Force 9  114

 Seismic Section Force 7  112.413

 Seismic Discrete Force 13  110

 Seismic Linear Force 10  105

 Seismic Linear Force 11  104

 Seismic Section Force 8  102.413

 Seismic Linear Force 12  95

 Seismic Section Force 9  92.413

 Seismic Section Force 11  86.33

 Seismic Section Force 10  86.038

 Seismic Linear Force 13  85

 Seismic Section Force 12  76.33

 Seismic Linear Force 14  75

 Seismic Section Force 13  66.33

 Seismic Linear Force 15  65

 Seismic Section Force 14  56.33

 Seismic Linear Force 16  55

 Seismic Section Force 15  46.765

 Seismic Linear Force 17  45

 Seismic Section Force 16  44.783

 Seismic Linear Force 18  35

 Seismic Section Force 17  34.783

 Seismic Linear Force 19  25

 Seismic Section Force 18  24.783

 Seismic Discrete Force 14  24

 Seismic Discrete Force 15  22

 Seismic Linear Force 20  21

 Seismic Linear Force 21  15

 Seismic Section Force 19  14.783

 Seismic Linear Force 22  5

 Seismic Section Force 20  4.8915

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

 A572-65  65 ksi  80 ksi

TOWER DESIGN NOTES
1.   Tower is located in Litchfield County, Connecticut.
2.   Tower designed for Exposure C to the TIA-222-G Standard.
3.   Tower designed for a 93 mph basic wind in accordance with the TIA-222-G Standard.
4.   Tower is also designed for a 40 mph basic wind with 1.00 in ice. Ice is considered to increase

 in thickness with height.
5.   Deflections are based upon a 60 mph wind.
6.   Tower Structure Class II.
7.   Topographic Category 1 with Crest Height of 0.00 ft
8.   Seismic Do Not Control
9.   TOWER RATING: 10.2%



Analysis
per

Site	BU:
Work	Order:
Application: Rev. 0

##
kips 1
kips 1

##
##

degrees 0
degrees 1

(Table	2‐9) ##

ft

(Table	2‐3)

(Table	2‐12)

(Table	2‐13)

(2.7.6)

(2.7.6)

(2.7.7.1)

kips

kips
in4

(2.7.11.2)

(2.7.8.1)

(2.7.7.1)

(2.7.7.1)

(2.7.7.1)

kips

Response	Modification	Factor,	R	= 1.5
Ss	is	less	than	or	equal	to	1,	no	seismic	analysis	is	required	per	section	2.7.3	of	TIA‐222‐G.

‐73.1699

0.937
0.398

No

Calculated	Cs	=
Minimum	Cs	=

Minimum	Cs	when	S1	≥	0.75	=
Final	Cs	=

0.469
Base	Seismic	Shear,	Vs =

minutes seconds

From	TNX:
Shear,	Vw	=
Axial,	Wt	= 68.0

degrees	

Calculated	Cs =

10
35

Yes

41
11.52

0.703

‐73
23.81

Monopole
TIA‐222‐G

1.0
1.1
1.6

0.426

II
D	‐	Stiff	Soil

Importance	Factor,	I	=

Spectral	response	acceleration	1	s	period,	S1	=

876379
1416893

393602

38.0

Municipality: N/A
	Min.	Short	Period,	Ss	= ‐
	Min.	1	s	Period,	S1	= ‐

	Alternative	Base	Seismic	Shear,	Vs	=

Tower	Height	(AGL),	Ht	= 163.0

Spectral	response	acceleration	short	periods,	SS	=

Design	spectral	response	acceleration	1	s	period,	SD1	=
Design	spectral	response	acceleration	short	period,	SDS	=

Velocity‐based	site	coefficient,	Fv =
Acceleration‐based	site	coefficient,	Fa =

Average	Moment	of	Inertia,	Iavg	=
Fundamental	Frequency,	Ff	=

Ff	related	variable,	SA	= 0.142
0.334
21826.2

Appurtenance	Weight	(top	1/3	of	structure),	Wu	=

USGS	Seismic	Tool

TNX	Data	must	be	
imported

5.4
0.095
0.000
0.031
0.095

11.7

26.6

41.5899

Site	Class	=
Structure	Class	=

Ground	Supported	Structure	=

Site	Longitude	=
Mass	or	Stiffness	Irregularities	=

(Table	2‐1)

(Table	2‐11)

Site	Latitude	=

CCISeismic 2.0.09 Page 1 Analysis Date: 6/14/2017



Ht
Wt								

(kips)
a b c Saz

Seismic	
Shear,	Fsz	
(kips)

Seismic	
Induced	
Moment	
(kip‐ft)

Mid	Ht
Wt								

(kips)
a b c Saz

Seismic	
Shear,	Fsz	
(kips)

Seismic	
Induced	
Moment	
(kip‐ft)

171 0.03 1.890 1.980 1.140 1.331 0.027 4.55 155 0.0015 1.709 1.157 0.828 0.925 0.001 0.14
160 0.023 1.821 1.636 1.014 1.170 0.018 2.87 153 0.02892 1.665 0.995 0.762 0.833 0.016 2.46
158 0.78 1.776 1.431 0.936 1.069 0.556 87.83 145 0.0497 1.496 0.490 0.538 0.510 0.017 2.45
156 1.77266 1.731 1.244 0.863 0.972 1.148 179.14 144 0.09952 1.475 0.442 0.514 0.474 0.031 4.52
150 1.3293 1.601 0.780 0.671 0.704 0.624 93.65 140.5 0.00984 1.404 0.292 0.436 0.355 0.002 0.33
148 1.6543 1.558 0.655 0.615 0.624 0.688 101.77 135 0.2725 1.296 0.116 0.333 0.194 0.035 4.75
142 0.48 1.434 0.352 0.468 0.405 0.129 18.38 125 0.2725 1.111 ‐0.063 0.194 ‐0.026 ‐0.005 ‐0.59
141 1.25 1.414 0.311 0.447 0.372 0.310 43.66 115 0.2725 0.941 ‐0.120 0.104 ‐0.151 ‐0.027 ‐3.15
121 0.36 1.041 ‐0.097 0.153 ‐0.087 ‐0.021 ‐2.53 114 0.08815 0.924 ‐0.121 0.097 ‐0.158 ‐0.009 ‐1.06
120 0.377 1.024 ‐0.103 0.144 ‐0.100 ‐0.025 ‐3.02 105 0.38269 0.784 ‐0.109 0.049 ‐0.180 ‐0.046 ‐4.82
119 0.833 1.007 ‐0.108 0.135 ‐0.112 ‐0.062 ‐7.41 104 0.0012 0.769 ‐0.106 0.045 ‐0.178 0.000 ‐0.01
118 1.705 0.990 ‐0.112 0.127 ‐0.123 ‐0.140 ‐16.53 95 0.38419 0.642 ‐0.068 0.020 ‐0.119 ‐0.030 ‐2.89
110 2.6E‐05 0.861 ‐0.120 0.073 ‐0.177 0.000 0.00 85 0.38419 0.514 ‐0.021 0.008 ‐0.001 0.000 ‐0.02
24 0.005 0.041 0.070 0.042 0.176 0.001 0.01 75 0.38419 0.400 0.018 0.007 0.111 0.028 2.13
22 0.065 0.034 0.069 0.041 0.173 0.008 0.17 65 0.38419 0.301 0.045 0.012 0.175 0.045 2.92

55 0.38419 0.215 0.061 0.021 0.196 0.050 2.76
45 0.38419 0.144 0.068 0.031 0.195 0.050 2.24
35 0.38419 0.087 0.071 0.039 0.187 0.048 1.67
25 0.38419 0.044 0.071 0.042 0.177 0.045 1.14
21 0.0003 0.031 0.068 0.041 0.172 0.000 0.00
15 0.38569 0.016 0.061 0.036 0.157 0.040 0.61
5 0.38569 0.002 0.031 0.017 0.090 0.023 0.12

Linear	Increment

11.68941468

Top	1/3	Weight

Discrete Linear

10

CCISeismic 2.0.09 Page 2 Analysis Date: 6/14/2017



Height	
Above	
Base	(ft)

Mid‐
Height,	Z	
(ft)

Section	
Length	(ft)

Number	of	
Sides

Top	
Diameter	
(in)

Bottom	
Diameter	
(in)

Wall	
Thickness	

(in)

Volume	
(ft3)

Weight	
(kips)

Average	
Moment	of	
Inertia	
(in4)

a b c Saz

Seismic	
Shear,	Fsz	
(kips)

Seismic	
Induced	
Moment	
(kip‐ft)

163 158 10 18 34.28 36.23316 0.3125 2.406869 1.179366 5357.979 1.776 1.431 0.936 1.069 0.841 132.80

153 148 10 18 36.23316 38.18633 0.3125 2.541398 1.245285 6305.996 1.558 0.655 0.615 0.624 0.518 76.61

143 138 10 18 38.18633 40.13949 0.3125 2.675928 1.311205 7359.805 1.355 0.204 0.387 0.278 0.243 33.57

133 128 10 18 40.13949 42.09265 0.3125 2.810457 1.377124 8525.005 1.165 ‐0.025 0.230 0.030 0.028 3.52

123 122.29 1.42 18 42.09265 42.37 0.3125 0.409993 0.200896 9227.728 1.064 ‐0.088 0.165 ‐0.069 ‐0.009 ‐1.13

127.413 122.413 10 18 40.60572 42.52953 0.375 3.404705 1.668306 10524.82 1.066 ‐0.087 0.167 ‐0.067 ‐0.075 ‐9.17

117.413 112.413 10 18 42.52953 44.45334 0.375 3.563714 1.74622 12067.56 0.899 ‐0.122 0.087 ‐0.167 ‐0.195 ‐21.90

107.413 102.413 10 18 44.45334 46.37714 0.375 3.722723 1.824134 13754.23 0.746 ‐0.100 0.040 ‐0.172 ‐0.209 ‐21.43

97.413 92.413 10 18 46.37714 48.30095 0.375 3.881732 1.902049 15591.24 0.608 ‐0.056 0.015 ‐0.092 ‐0.116 ‐10.73

87.413 86.038 2.75 18 48.30095 48.83 0.375 1.095353 0.536723 16825.17 0.527 ‐0.026 0.008 ‐0.014 ‐0.005 ‐0.43

91.33 86.33 10 18 46.7974 48.7214 0.4375 4.563194 2.235965 18608.81 0.530 ‐0.027 0.009 ‐0.018 ‐0.026 ‐2.27

81.33 76.33 10 18 48.7214 50.64539 0.4375 4.748723 2.326874 20969.99 0.414 0.013 0.006 0.099 0.153 11.67

71.33 66.33 10 18 50.64539 52.56939 0.4375 4.934252 2.417784 23522.99 0.313 0.042 0.011 0.170 0.274 18.14

61.33 56.33 10 18 52.56939 54.49339 0.4375 5.119781 2.508693 26275.3 0.226 0.059 0.020 0.195 0.327 18.39

51.33 46.765 9.13 18 54.49339 56.25 0.4375 4.83638 2.369826 29096.84 0.156 0.067 0.029 0.196 0.309 14.47

49.783 44.783 10 18 53.91603 55.84118 0.5 5.99276 2.936452 32261.01 0.143 0.068 0.031 0.195 0.381 17.06

39.783 34.783 10 18 55.84118 57.76633 0.5 6.204919 3.040411 35807.66 0.086 0.071 0.039 0.187 0.378 13.16

29.783 24.783 10 18 57.76633 59.69148 0.5 6.417079 3.144369 39605.25 0.044 0.071 0.042 0.177 0.371 9.20

19.783 14.783 10 18 59.69148 61.61663 0.5 6.629239 3.248327 43662.36 0.016 0.061 0.036 0.156 0.339 5.01

9.783 4.8915 9.783 18 61.61663 63.5 0.5 6.690689 3.278437 47937.68 0.002 0.030 0.016 0.088 0.193 0.94

Section	Increment

10

Monopole	Section	Data

Average	Moment	of	Inertia	(in4)
21826.17
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Per

Site BU:

Work Order:

Application: Rev. 0

degrees

degrees

(Table 2-3)

(Table 2-12)

(Table 2-13)

(2.7.6)

(2.7.6)

ASCE 7-05 Table 11.6-1

ASCE 7-05 Table 11.6-2

ASCE 7-05 Tables 11.6-1 and 6-2

Latitude Decimal
Longitude Decimal

1.1
1.604

1.0

Velocity-based site coefficient, Fv =

Importance Factor, I =

Acceleration-based site coefficient, Fa =

Ground Supported Structure = Yes

Degrees Minutes Seconds

876379

1416893

393602

2012/2015 IBC

(Table 2-1)

Site Class = D - Stiff Soil (Table 2-11)

Spectral response acceleration short periods, SS = 0.937
USGS Seismic Tool

Spectral response acceleration 1 s period, S1 = 0.398

Structure Class = II

D

Design spectral response acceleration short period, SDS = 0.703
Design spectral response acceleration 1 s period, SD1 = 0.426

Seismic Design Category - Short Period Response = D

41.5899
-73.1699

-73.1699

Site Latitude = 41 35 23.80 41.5899

Site Longitude = -73 10 11.52

Seismic Design Category - 1s Period Response = D

Worst Case Seismic Design Category =

CCI Seismic Design Category 2.2 Page 1 Analysis Date: 6/13/2017

http://earthquake.usgs.gov/designmaps/us/application.php


Design Maps Summary Report

Report Title

Building Code Reference Document

Site Coordinates

Site Soil Classification

Risk Category

User–Specified Input
876379 
Tue June 13, 2017 12:52:26 UTC

2012/2015 International Building Code 
(which utilizes USGS hazard data available in 2008) 

45.43546°N, 122.52438°W 

Site Class D – “Stiff Soil” 

I/II/III 

USGS–Provided Output

SS = 0.937 g SMS = 1.055 g SDS = 0.703 g

S1 = 0.398 g SM1 = 0.638 g SD1 = 0.425 g

For information on how the SS and S1 values above have been calculated from probabilistic (risk-targeted) and 
deterministic ground motions in the direction of maximum horizontal response, please return to the application and 
select the “2009 NEHRP” building code reference document. 

Page 1 of 2Design Maps Summary Report

6/13/2017https://earthquake.usgs.gov/cn1/designmaps/us/summary.php?template=minimal&latitude...
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RADIO FREQUENCY EMISSIONS ANALYSIS REPORT 
EVALUATION OF HUMAN EXPOSURE POTENTIAL 

TO NON-IONIZING EMISSIONS 
 
 
 
 

SPRINT Existing Facility 
 

Site ID: CT33XC518 
 

N. Woodbury/Wolff Parcel 
1440 Main Street North 
Woodbury, CT  06798 

  
July 24, 2017 

 
EBI Project Number: 6217003214 

 
 
 
 

 

 

 

 

 

 

 

Site Compliance Summary 

Compliance Status: COMPLIANT 

Site total MPE% of 
FCC general 
population 

allowable limit: 

7.69 % 
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July 24, 2017 

SPRINT  

Attn: RF Engineering Manager 

1 International Boulevard, Suite 800 

Mahwah, NJ  07495 

 

Emissions Analysis for Site:  CT33XC518 – N. Woodbury/Wolff Parcel 

 

EBI Consulting was directed to analyze the proposed SPRINT facility located at 1440 Main Street 

North, Woodbury, CT, for the purpose of determining whether the emissions from the Proposed 

SPRINT Antenna Installation located on this property are within specified federal limits.  

All information used in this report was analyzed as a percentage of current Maximum Permissible 

Exposure (% MPE) as listed in the FCC OET Bulletin 65 Edition 97-01and ANSI/IEEE Std C95.1. The 

FCC regulates Maximum Permissible Exposure in units of microwatts per square centimeter (W/cm2). 

The number of W/cm2 calculated at each sample point is called the power density. The exposure limit 

for power density varies depending upon the frequencies being utilized. Wireless Carriers and Paging 

Services use different frequency bands each with different exposure limits, therefore it is necessary to 

report results and limits in terms of percent MPE rather than power density. 

All results were compared to the FCC (Federal Communications Commission) radio frequency exposure 

rules, 47 CFR 1.1307(b)(1) – (b)(3), to determine compliance with the Maximum Permissible Exposure 

(MPE) limits for General Population/Uncontrolled environments as defined below. 

General population/uncontrolled exposure limits apply to situations in which the general population may 

be exposed or in which persons who are exposed as a consequence of their employment may not be made 

fully aware of the potential for exposure or cannot exercise control over their exposure.  Therefore, 

members of the general population would always be considered under this category when exposure is not 

employment related, for example, in the case of a telecommunications tower that exposes persons in a 

nearby residential area. 

Population exposure to radio frequencies is regulated and enforced in units of microwatts per square 

centimeter (μW/cm2). The general population exposure limits for the 850 MHz Band is approximately 

567 μW/cm2. The general population exposure limit for the 1900 MHz (PCS) and 2500 MHz (BRS) 

bands is 1000 μW/cm2. Because each carrier will be using different frequency bands, and each frequency 

band has different exposure limits, it is necessary to report percent of MPE rather than power density.  
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Occupational/controlled exposure limits apply to situations in which persons are exposed as a 

consequence of their employment and in which those persons who are exposed have been made fully 

aware of the potential for exposure and can exercise control over their exposure.  Occupational/controlled 

exposure limits also apply where exposure is of a transient nature as a result of incidental passage through 

a location where exposure levels may be above general population/uncontrolled limits (see below), as 

long as the exposed person has been made fully aware of the potential for exposure and can exercise 

control over his or her exposure by leaving the area or by some other appropriate means. 

Additional details can be found in FCC OET 65. 

CALCULATIONS 

Calculations were done for the proposed SPRINT Wireless antenna facility located at 1440 Main Street 

North, Woodbury, CT, using the equipment information listed below. All calculations were performed 

per the specifications under FCC OET 65. Since SPRINT is proposing highly focused directional panel 

antennas, which project most of the emitted energy out toward the horizon, all calculations were 

performed assuming a lobe representing the maximum gain of the antenna per the antenna manufactures 

supplied specifications, minus 10 dB, was focused at the base of the tower. For this report the sample 

point is the top of a 6-foot person standing at the base of the tower.  

For all calculations, all equipment was calculated using the following assumptions: 

 

1) 1 CDMA channels (850 MHz) were considered for each sector of the proposed installation. 

These Channels have a transmit power of 20 Watts per Channel. 

 

2) 2 LTE channels (850 MHz) were considered for each sector of the proposed installation. 

These Channels have a transmit power of 20 Watts per Channel. 

 

3) 5 CDMA channels (1900 MHz (PCS)) were considered for each sector of the proposed 

installation.  These Channels have a transmit power of 16 Watts per Channel. 

 

4) 2 LTE channels (1900 MHz (PCS)) were considered for each sector of the proposed 

installation. These Channels have a transmit power of 40 Watts per Channel. 

 

5) 8 LTE channels (2500 MHz (BRS)) were considered for each sector of the proposed 

installation. These Channels have a transmit power of 20 Watts per Channel. 
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6) All radios at the proposed installation were considered to be running at full power and were 

uncombined in their RF transmissions paths per carrier prescribed configuration. Per FCC 

OET Bulletin No. 65 - Edition 97-01 recommendations to achieve the maximum anticipated 

value at each sample point, all power levels emitting from the proposed antenna installation 

are increased by a factor of 2.56 to account for possible in-phase reflections from the 

surrounding environment. This is rarely the case, and if so, is never continuous. 

 

7) For the following calculations, the sample point was the top of a 6-foot person standing at the 

base of the tower. The maximum gain of the antenna per the antenna manufactures supplied 

specifications minus 10 dB was used in this direction.  This value is a very conservative 

estimate as gain reductions for these particular antennas are typically much higher in this 

direction.  

 

8) The antennas used in this modeling are the RFS APXVSPP18-C-A20 and RFS 

APXVTM14-C-I20 for transmission in the 850 MHz, 1900 MHz (PCS) and 2500 MHz 

(BRS) frequency bands.  This is based on feedback from the carrier with regards to 

anticipated antenna selection. Maximum gain values for all antennas are listed in the 

Inventory and Power Data table below. The maximum gain of the antenna per the antenna 

manufactures supplied specifications, minus 10 dB, was used for all calculations.  This value 

is a very conservative estimate as gain reductions for these particular antennas are typically 

much higher in this direction. 

 

9) The antenna mounting height centerlines of the proposed antennas are 158 feet above ground 

level (AGL) for Sector A, 158 feet above ground level (AGL) for Sector B and 158 feet 

above ground level (AGL) for Sector C. 

 

10) Emissions values for additional carriers were taken from the Connecticut Siting Council 

active database. Values in this database are provided by the individual carriers themselves.  

 

 

All calculations were done with respect to uncontrolled / general population threshold limits. 
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SPRINT Site Inventory and Power Data by Antenna 

Sector: A Sector: B Sector: C 

Antenna #: 1 Antenna #: 1 Antenna #: 1 

Make / Model: 
RFS              

APXVSPP18-C-A20 
Make / Model: 

RFS              

APXVSPP18-C-A20 
Make / Model: 

RFS              

APXVSPP18-C-A20 

Gain: 13.4/15.9 dBd Gain: 13.4/15.9 dBd Gain: 13.4/15.9 dBd 

Height (AGL):  158 feet Height (AGL):  158 feet Height (AGL):  158 feet 

Frequency Bands 
850 MHz /          

1900 MHz (PCS) 
Frequency Bands 

850 MHz /          

1900 MHz (PCS) 
Frequency Bands 

850 MHz /          

1900 MHz (PCS) 

Channel Count 10 Channel Count 10 Channel Count 10 

Total TX 

Power(W): 
220 Watts 

Total TX 

Power(W): 
220 Watts 

Total TX 

Power(W): 
220 Watts 

ERP (W): 7,537.38 ERP (W): 7,537.38 ERP (W): 7,537.38 

Antenna A1 MPE% 1.33 % Antenna B1 MPE% 1.33 % Antenna C1 MPE% 1.33 % 

Antenna #: 2 Antenna #: 2 Antenna #: 2 

Make / Model: 
RFS            

APXVTM14-C-I20 
Make / Model: 

RFS              

APXVTM14-C-I20 
Make / Model: 

RFS               

APXVTM14-C-I20 

Gain: 15.9 dBd Gain: 15.9 dBd Gain: 15.9 dBd 

Height (AGL):  158 feet Height (AGL):  158 feet Height (AGL):  158 feet 

Frequency Bands 2500 MHz (BRS) Frequency Bands 2500 MHz (BRS) Frequency Bands 2500 MHz (BRS) 

Channel Count 8 Channel Count 8 Channel Count 8 

Total TX 

Power(W): 
160 Watts 

Total TX 

Power(W): 
160 Watts 

Total TX 

Power(W): 
160 Watts 

ERP (W): 6,224.72 ERP (W): 6,224.72 ERP (W): 6,224.72 

Antenna A2 MPE% 0.97 % Antenna B2 MPE% 0.97 % Antenna C2 MPE% 0.97 % 

 

  

 

 

 

 

 

 

Site Composite MPE% 
Carrier MPE% 

SPRINT – Max per sector 2.30 % 

Verizon Wireless 2.87 % 

AT&T 2.52 % 

Site Total MPE %: 7.69 % 

SPRINT Sector A Total: 2.30 % 

SPRINT Sector B Total: 2.30 % 

SPRINT Sector C Total: 2.30 % 

 

Site Total: 7.69 % 

SPRINT _ Max Values per 

Frequency Band / Technology 

Per Sector 

# 

Channels 

Watts ERP 

(Per Channel) 

Height       

(feet) 

Total Power 

Density 

(W/cm2) 

Frequency (MHz) 

Allowable 

MPE 

(W/cm2) 

Calculated 

% MPE 

Sprint 850 MHz CDMA 1 437.55 158 0.68 850 MHz 567 0.12% 

Sprint 850 MHz LTE 2 437.55 158 1.36 850 MHz 567 0.24% 

Sprint 1900 MHz (PCS) CDMA 5 622.47 158 4.84 1900 MHz (PCS) 1000 0.48% 

Sprint 1900 MHz (PCS) LTE 2 1,556.18 158 4.84 1900 MHz (PCS) 1000 0.48% 

Sprint 2500 MHz (BRS) LTE 8 778.09 158 9.69 2500 MHz (BRS) 1000 0.97% 

      Total: 2.30% 
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Summary 

All calculations performed for this analysis yielded results that were within the allowable limits for 

general population exposure to RF Emissions.  

The anticipated maximum composite contributions from the SPRINT facility as well as the site composite 

emissions value with regards to compliance with FCC’s allowable limits for general population exposure 

to RF Emissions are shown here: 

SPRINT Sector Power Density Value (%) 

Sector A: 2.30 % 

Sector B: 2.30 % 

Sector C: 2.30 % 

SPRINT Maximum 

Total (per sector): 

2.30 % 

  

Site Total: 7.69 % 

  

Site Compliance Status:  COMPLIANT 

 

 

The anticipated composite MPE value for this site assuming all carriers present is 7.69 % of the allowable 

FCC established general population limit sampled at the ground level. This is based upon values listed in 

the Connecticut Siting Council database for existing carrier emissions. 

FCC guidelines state that if a site is found to be out of compliance (over allowable thresholds), that 

carriers over a 5% contribution to the composite value will require measures to bring the site into 

compliance. For this facility, the composite values calculated were well within the allowable 100% 

threshold standard per the federal government.  
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