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July 3, 2012

Robert Stein, Chairman

107 Selden Street, Beriin, CT 06037

Northeast Utilities Serwce Company
P.O. Box 270 .
Hartford, CT 06141-0270

. (860) 685-2036

John R, Morissette
Manager — Transmission Siting and Permitting

ECEIVE

Connecticut Siting Council JUL 3 2012

S S8 coNEcTIuT

Dear Chairman Stein: "

Attached are an original and twenty-five (25} cocies-of a Petition on behalf of The Connecticut %

Light and Power Company (“CL&P”) requesting a determination that no Certificate of
Environmental Compatibility and Public Need is required for the proposed modifications to an

exnstlng CL&P substatlcn in Norwalk, Connecticut.

Aiso attached is a check for the filing fee in the amount of $625

The Mayor of the C_|ty of Norwalk has been informed of the Petltlon'.'_ . '_: .

Sincerely,

A

John R. Morissetie

Manager

Transmission Siting and Permitting
Attachment: Petition

cc: Richard A. Moccia, Mayor of Norwalk



THE CONNECTICUT LIGHT AND POWER COMPANY

PETITION TO THE CONNECTICUT SITING COUNCIL
FOR A DECLARATORY RULING OF
NO SUBSTANTIAL ADVERSE ENVIRONMENTAL EFFECT
FOR MODIFICATIONS TO AN EXISTING SUBSTATION
IN THE CITY OF NORWALK, CONNECTICUT

Northeast Utilities Service Company (NUSCo) as agent for its corporate affiliate,
The Connecticut Light and Power Company (CL&P), hereby petitions the
Connecticut Siting Council for a Determination that no Certificate of
Environmental Compatibility and Public Need is required pursuant to Sections
16-50g et seq. of the Connecticut General Statutes for the modifications to the
CL&P substation described herein. NUSCo respecifully submits that no such
Certificate is required because the proposed modifications will not have a
substantial adverse en\nronmental effect

- The proposed modificatibhs wdu'ld take place within the existing fenced area at

- CL&P’s Norwalk Substation (“Substation”) located on 50 New Canaan Avenue,
- Norwalk, Connecticut. The Substation is a 345/115/27.6/13.8/4.8-kV faC||ity with
three 345-kV transmission circuits, seven 115-kV transmission circuits, nine 27.6-
- kV circuits, eight 13.8-kV circuits, and eight 4.8-kV circuits. '

The proposed modifications include the installation of one 115-kV bus circuit -
breaker, two steel cable riser termination structures, a distribution transformer =
and switchgear. The proposed modifications of the Substation are shown on
Attachment A: Drawing No. 20306-92004 General Arrangement—Plan & Sections
- CSC.

The proposed modifications include:

a) Installation of one (1} 115-kV bus circuit breaker and one (1) breaker
isolation disconnect switch.

b) Installation of two steel cable riser termination structures with three (3)
lightning arresters on each structure, duct-banks, cabling, and protection
and control equipment. .

c) Installation of a 115- to 13.8-kV, 60-MVA distribution transformer.

d) Installation of 13.8-kV switchgear with the capability of accommodating
one transformer position, six (6) feeder positions and one (1) bus-tie-. -
position

e) | Replacing an existing 27.6-kV terminal structure with a new 27.6-kV "
S monopole riser structure to allow room for the new 60-MVA distribution
transformer. :




) Installation of foundations, underground conduits and cabling to
accommodate all new equipment.

These proposed modifications would have no substantial adverse environmental
effect because:

a) The modifications would have little visual impact because the new
equipment and structures would not be taller than the existing equipment
within the Substation.

b) There would be no television or radio interference from the proposed
modifications.

c) Sound-pressure levels at all points along the property line will continue to
meet state regulations specified in Regulations of Connecticut State
Agencies §§ 22a-69-3.3, -3.5(a), -3.7, -4(g).

d) CL&P’s review of the Connecticut Department of Energy and Environmental
Protection’s (“CT DEEP”) Natural Diversity Data Base (“NDDB"} identified no
state- listed endangered species in the vicinity of the project.

e) CL&P does not need to disturb or clear any wetland vegetation. A portion of the
proposed modifications are within the CT DEEP designated Stream Channel
Encroachment Line. CL&P will work with the CT DEEP to acquire necessary
approvals prior to the start of work. The new equipment is located in a 100-year
flood zone.

CL&P proposes to begin construction during March 2013 and would expect
construction to complete by the end of May 2014.

Section 16-50k(a) of the Connecticut General Statutes indicates that a Certificate of
Environmental Compatibility and Public Need is not needed for proposed
modifications of a facility that the Council determines do not have a "substantial
adverse environmental effect”. Based on evaluation of the environmental effect of
the proposed modifications to the Norwalk Substation, NUSCo respectfully submits
that the modifications would not result in a substantial adverse effect on the
environment or ecology, nor will they damage existing scenic, historical or
recreational values. Accordingly, NUSCo requests that the Council issue a
declaratory ruling that the proposed modifications will have no substantial adverse
environmental effect and, therefore, that no Certificate is required.



7. Communications regarding this Petition for a Declaratory Ruling should be directed
to:

Mr. John Morissette

Manager, Transmission Siting and Permitting
Northeast Utilities Service Company

PO Box 270

Hartford, CT 06141-0270

Telephone: (860) 665-2036

o WA

ohn Morissette
Manager — Transmission Siting and Permitting

Attachment A. Drawing No: 20306-92004 — General Arrangement Plan and Sections —
CSC




