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John R, Morissette
Manager — Transmission Siting and Permitting

September 28, 2012

Robert Stein, Chairman
Connecticut Siting Council
Ten Franklin Square

New Britain, C'T 06051

Dear Chairman Stein:

Attached are an original and twenty (20) copies of a Petition on behalf of The Connecticut Light
and Power Company (“CL&P”) requesting a determination that no Certificate of Environmental

Compatibility and Public Need is required for the proposed modifications to an existing CL&P
substation in the City of Hartford, Connecticut.

Also, attached is a check for the filing fee in the amount of $625.

The Mayor of the City of Hartford and Connecticut Resources Recovery Authority, the property
owner, have been informed of the Petition.

Sincerely,

John R. Morissette

Attachment: Petition
Proof of Notification

cc: Mayor Pedro E. Segarra, City of Hartford



THE CONNECTICUT LIGHT AND POWER COMPANY

PETITION TO THE CONNECTICUT SITING COUNCIL
FOR A DECLARATORY RULING OF
NO SUBSTANTIAL ADVERSE ENVIRONMENTAL EFFECT
FOR THE PROPOSED MODIFICATIONS TO AN EXISTING
SUBSTATION IN THE CITY OF HARTFORD, CONNECTICUT

Northeast Utilities Service Company (“NUSCo™) as agent for its corporate affiliate, The
Connecticut Light and Power Company (“CL&P”), hereby petitions the Connecticut Siting
Council (“Council”) for a Determination that no Certificate of Environmental Compatibility
and Public Need (“Certificate™) is required pursuant to Section 16-30g et seq. of the
Connecticut General Statutes for the modifications to the South Meadow Substation
described herein. NUSCo submits that no such Certificate is required because the proposed
modifications would not have a substantial adverse environmental effect.

CL&P proposes to install one new relay and control enclosure on property owned by
Connecticut Resources Recovery Authority (“CRRA™) over which CL&P will have
easement rights, at CL&P’s South Meadow Substation (the “Substation™) located at
Reserve Road Gate 20, Hartford, CT.

The Substation, which is an 115-/23-/13.8-kV facility, must be upgraded to comply with
Northeast Power Coordinating Council (“NPCC”} Bulk Power System Protection Criteria
requirements.

The existing substation arrangement with the proposed modifications is shown in
Drawing No. 92001 General Arrangement Plan. The proposed modifications includes:

a) Installation of a new foundation pad for the control enclosure.

b) Addition of a new relay and control enclosure to be located adjacent to the
existing control enclosure. The existing control enclosure is 40 feet long by 28
feet wide by 12 feet high. The proposed additional enclosure would be 52 feet
long by 28 feet wide by 12 feet high.

¢) Expanding the Substation by moving the fence line 7 feet to the northeast and
approximately 21 feet to the southeast, on property owned by CRRA over which
CL&P will be granted easement rights, to accommodate the modifications.

d) Installation of new redundant protective relaying systems/cabinets.

¢) Installation of a new redundant DC system (battery, distribution panel, charger,
etc.) in the existing control enclosure.

f) Installation of new cable trench systems in the Substation yard.

g) Modifying existing transmission and distribution protection schemes to
incorporate the new relays.



5. The proposed modifications would not have a substantial adverse environmental effect
because:

a) All modifications would be made entirely within the existing Substation and
within the expansion of the Substation, on property that is owned by CRRA and
subject to CL&P easement.

b) All new equipment would be shorter than the tallest existing structure within the
Substation.

¢) No wetlands, waterways or flood zones would be affected.

d) CL&P’s review of the Department of Energy and Environmental Protection’s
Natural Diversity Data Base (“NDDB”) identified no state-listed endangered
species in the vicinity of the project.

¢} There would be no television or radio interference.

f) Sound-pressure levels at all points along the property line would continue to meet
state regulations.

6. CL&P proposes to begin the work in November 2012 and expects the work to be
completed by December 2013.

7. Section 16-50k(a) of the Connecticut General Statutes indicates that a Certificate is not
needed for proposed modifications of a facility that the Council determines does not have a
"substantial adverse environmental effect.” NUSCo respectfully submits that the
modifications would not result in a substantial adverse effect on the environment or ecology,
nor would they damage existing scenic, historical or recreational values. Accordingly,
NUSCo requests that the Council issue a declaratory ruling that the proposed modifications
would have no substantial adverse environmental effect and, therefore, no Certificate is
required.

8. Communications regarding this Petition for a Declaratory Ruling should be directed to:

Mr. John R. Morissette

Manager, Transmission Siting and Permitting
Northeast Utilities Service Company

PO Box 270

Hartford, CT 06141-0270

Telephone: (860) 665-2036

ohn R. Morissctte.
Manager - Transmission Siting and Permitting

By:

Attachment: A. Drawing No. 14309-92001 General Arrangement Plan
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