


Option►
▼Location

9.2 5.5 9.0
7.9 5.9 11.2
3.7 3.2 4.5
3.2 2.8 3.8
6.0 4.7 7.8
5.1 4.2 6.4
4.3 3.6 5.4

Option►
▼Location

0.08 0.14 0.07
0.13 0.17 0.11
0.06 0.08 0.06
0.09 0.10 0.08
0.09 0.11 0.14
0.08 0.10 0.11
0.18 0.16 0.19

(1)  structures 506 and 507 are 157 feet
(2)  structures 506 and 507 are 182 feet
(3)  structure 507 is 117 feet; structure 506 is removed

House 1

House 6
House 7

House 2
House 3
House 4
House 5

Proposed Option Structure in 
Valley

Cost Optimized 
Structure Spotting

House 6  (178.85')
House 7  (141.15')

Valley View Drive Magnetic Field Calculations (mG)

Valley View Drive Electric Field Calculations (kV/m)

House 2  (-48.01')
House 3 (-100.29')
House 4  (-89.62')
House 5  (168.46')

Proposed Option 
(1)

Low Magnetic 
Field Design (2) Best Design (3)

House 1  (-55.55')










