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EMF measurements along the perimeter of the Scovill Rock Switching Station

 

 

new overhead
345 kV

pre−construction
post−construction set 1
post−construction set 2

Pre−construction
Post−construction

Electric−field  
readings (kV/m)

0.010.02 0.77 0.67 1.32 0.44
0.56

1.10 0.41 0.21 0.92
0.54

Monitoring Site 1 Scovill Rock Switching Station
Segment: 1A Middletown
Preconstruction measurement time: 31-Jan-2003 10:34:00
Postconstruction set 1 measurement time: 13-Apr-2009 08:35:00
Postconstruction set 2 measurement time: 12-May-2009 08:40:00
Notes:
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EMF measurements along the perimeter of the Beseck Switching Station

 

 

pre−construction
post−construction set 1
post−construction set 2

Pre−construction
Post−construction

Electric−field  
readings (kV/m)

0.02 0.36 1.67 0.03
1.48 4.18 3.62 1.28

Monitoring Site 9 Beseck Switching Station
Segment: 2A Wallingford
Preconstruction measurement time: 22-Sep-2003 10:00:00
Postconstruction set 1 measurement time: 13-Apr-2009 12:03:00
Postconstruction set 2 measurement time: 13-May-2009 06:34:00
Notes:
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EMF measurements along the perimeter of the East Devon Substation

 

 

pre−construction
post−construction set 1
post−construction set 2

Pre−construction
Post−construction

Electric−field  
readings (kV/m)

0.01
1.14

0.01 0.02 0.25
2.59 1.59 1.38

Monitoring Site 25 East Devon Substation
Segment: 2B Milford
Preconstruction measurement time: 22-Sep-2003 14:12:00
Postconstruction set 1 measurement time: 14-Apr-2009 12:08:00
Postconstruction set 2 measurement time: 14-May-2009 07:29:00
Notes:
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EMF measurements along the perimeter of the Singer Substation

 

 

pre−construction
post−construction set 1
post−construction set 2

Pre−construction
Post−construction

Electric−field  
readings (kV/m)

0.01
0.00

0.00
0.00

0.00
0.00

0.00
0.00

Monitoring Site 34 Singer Substation
Segment: 3B Bridgeport
Preconstruction measurement time: 03-Apr-2007 12:19:00
Postconstruction set 1 measurement time: 14-Apr-2009 15:31:00
Postconstruction set 2 measurement time: 12-Jun-2009 09:28:00
Notes:
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EMF measurements along the perimeter of the Norwalk Substation

 

 

pre−construction
post−construction set 1
post−construction set 2

Pre−construction
Post−construction

Electric−field  
readings (kV/m)

0.14
0.15

1.52
1.69

1.44
0.91

0.03
0.12

Monitoring Site 39 Norwalk Substation
Segment: 4C Norwalk
Preconstruction measurement time: 03-Apr-2007 16:45:00
Postconstruction set 1 measurement time: 15-Apr-2009 11:14:00
Postconstruction set 2 measurement time: 12-Jun-2009 12:04:00
Notes:


