Division of Construction Services

Office of the State Building Inspector

March 5, 2018

Mr. Kevin A. Quinn

Town of Groton

134 Groton Long Point Road
Groton, CT 06340

Dear Mr. Quinn:

RE: 1-04-18 — Replacing an existing furnace and the existing ductwork is not insulated

This is in response to your letter dated February 2, 2018 in which you are seeking a formal
interpretation to the following question.

Question

If you are replacing an existing furnace and the existing ductwork is not insulated and
you now add air conditioning, which the system never had, do you now have to insulate
the ductwork?

Answer:

Yes. The existing ductwork would have to be insulated when incorporating such ductwork
within a newly introduced air conditioner system.

Sincerely,

Daniel Tierney
Deputy State Building Inspector
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