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Witness: Andrew J. Bazinet 
 
 
Question Pomperaug-1: 
 
What has been the outcome of your discussions with the Heritage Village Water Company 
(“HVWC”) to maintain the previously proposed limit of daily withdrawal to 152 gpm or 
218,880 gpd from the Pomperaug aquifer for the operating life of the facility as discussed 
in Section 4.1.2.1 of “Environmental Overview in Support of Petition for Changed 
Conditions”? 
 
 
Response: 
 
CPV Towantic, LLC submitted a formal request for service to HVWC, which includes the 

following description of the proposed Facility’s maximum daily water requirements: 

Period Max Daily Usage (Gallons 

per Day) 

Jan 1 – April 15th 218,000 

April 16th – October 15th 150,000 

October 16th – December 

31st 

218,000 

 

HVWC responded with a confirmation of its ability to meet CPV Towantic LLC’s requested 

levels, subject to certain conditions listed in the attached letter from HVWC, dated 

December 23, 2014.   
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Witness: Andrew J. Bazinet 
  
 
Question Pomperaug-2: 
 
Explain how the facility will meet the 663 to 712 gpm (954,720) to 1,025,280 gpd) water 
demands when fueled by ULSD while conforming to the withdrawal limit referenced in the 
aforementioned interrogatory.  If interconnect agreements are to be relied upon from other 
water utilities to meet these demands, will HVWC be able to secure those agreements and 
the required diversion permits for the operating life of the facility? 
 
 
Response: 
 
During the limited time while the Facility is operating on ULSD, the Facility’s water 
demands while operating on ULSD will be met through a combination of the maximum 
daily supply from HVWC of 218,000 gallons/day (or more, to the extent available under 
permit and made available for sale by HVWC) and on-site storage totaling 1.75 million 
gallons.     
 
Interconnect agreements with other water utilities will not be relied upon to meet the 
Facility’s water demands.    
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Witness: Andrew J. Bazinet 
  
 
Question Pomperaug-3: 
 
Over the period of an operating year, please explain how CPV Towantic will limit additional 
water demands for ULSD fueled operation to the winter months (November – March) and 
only to 720 hours within that time period.  Is it correct to state that the applicant will rely 
on natural gas contracts to minimize the use of ULSD and the higher demand for water? 
 
 
Response: 
 
CPV Towantic, LLC has proposed that the Facility be limited to 720 hours per year of 

operation on ULSD in a separate permit.  Because ULSD-firing is limited, the higher demand 

for water associated with ULSD-firing will also be limited. While it is possible ULSD 

operation could occur outside of the November-March window, it is highly unlikely.   

ULSD operation is only expected during periods of gas supply unavailability, a problem 

which typically occurs during only the coldest periods of the year.  This problem would be 

alleviated by pipeline expansion projects which are being advanced or proposed by private 

and public entities.    

“That the applicant will rely on natural gas contracts to minimize the use of ULSD and the 

higher demand for water” is not a correct statement. 

 

 


