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EXISTING
PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

1 WESTERN CONNECTICUT STATE UNIVERSITY WESTSIDE CAMPUS EAST +/- 0.23 MILE YEAR ROUND



PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

1 WESTERN CONNECTICUT STATE UNIVERSITY WESTSIDE CAMPUS EAST +/- 0.23 MILE YEAR ROUND

PROPOSED
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PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

2 WESTERN CONNECTICUT STATE UNIVERSITY WESTSIDE CAMPUS SOUTHEAST +/- 0.40 MILE YEAR ROUND



PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

2 WESTERN CONNECTICUT STATE UNIVERSITY WESTSIDE CAMPUS SOUTHEAST +/- 0.40 MILE YEAR ROUND
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EXISTING
PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

3 WEST PINE DRIVE SOUTHEAST +/- 0.77 MILE NOT VISIBLE



EXISTING
PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

4 LOGANS WAY SOUTHWEST +/- 0.20 MILE NOT VISIBLE
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PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

5 SCUPPO ROAD NORTHWEST +/- 0.43 MILE NOT VISIBLE
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PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

6 BAYBERRY LANE NORTHWEST +/- 0.33 MILE SEASONAL



PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

6 BAYBERRY LANE NORTHWEST +/- 0.33 MILE SEASONAL
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PHOTO LOCATION ORIENTATION DISTANCE TO SITE VISIBILITY

7 BOXWOOD LANE NORTHEAST +/- 432 FEET SEASONAL



 
 
 

 

Michael Lawton 
SAI Communications 
260 Cedar Hill St. 
Marlborough, MA 01752 
Mike.Lawton@sai-comm.com 
 
 

May 22, 2015 

Connecticut Siting Council 
 
Subject: AT&T Wireless, CT968 – Danbury - Boxwood Lane 

Dear Connecticut Siting Council: 

At the request of AT&T Wireless, SAI Communications has performed a cumulative assessment of the RF 
Power Density at the proposed site located at 303 Boxwood Lane, Danbury, CT.  
Calculations were done in compliance with FCC OET Bulletin 65. This report provides an FCC compliance 
assessment based on a “worst-case” analysis that all transmitters are simultaneously operating at full power 
and pointing directly at the ground. 
 
 FCC OET Bulletin 65 formula:  
 
 

 
 
Conclusion: AT&T’s proposed antenna installation is calculated to be within 44.91% of FCC Standard for 
General Public/Uncontrolled Maximum Permissible Exposure (MPE). 
 
Sincerely, 
 

 
__________________________ 
Michael Lawton 
SAI Communications 

S
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REPORT SECTION 1-1

I n t r o d u c t i o n
The purpose of this report is to summarize the results of the non-linear, P-∆ structural analysis
of the antenna installation proposed by AT&T on the existing self supporting lattice tower
located in Danbury, Connecticut.

The host tower is a 100-ft, three-legged self-support lattice tower originally designed and
manufactured by Fred A. Nudd Corporation; file no: 96-4992 dated January 21, 1997.
Subsequent reinforcements were made to the tower per Centek job no. 361A dated November
28, 2001 and Centek job no. 10106 dated August 16, 2010. The tower geometry, structure
member sizes and the foundation system information were taken from the aforementioned
design documents.

Antenna and appurtenance information were obtained from a previous structural report
prepared by Infinigy job no. 333-315 dated September 24, 2014 and visual verification from
grade conducted by Centek personnel on November 19, 2014.

The tower is made up of five (5) steel sections consisting of A500-42, A500-50, and A500-61ksi
pipe legs.  Diagonal lateral support bracing consists of A36 single angle and steel rod
construction. The vertical tower sections are connected by bolted flange plates while the pipe
legs and bracing are connected by welded connections (40’-100’), bolted and welded gusset
connections (0’-40’). The tower face width is 7.5-ft at the bottom tapering to 3.5-ft at the top.

AT&T proposes the installation of six (6) panel antennas, fifteen (15) remote radio heads and
four (4) surge arrestors mounted to the existing vacant mounts.  Refer to the Antenna and
Appurtenance Summary below for a detailed description of the proposed antenna configuration

A n t e n n a  a n d  A p p u r t e n a n c e  S u m m a r y
The existing tower was designed to support several communication antennas.  The existing,
proposed and future loads considered in this analysis consist of the following:

§ Unknown (Existing):
Antennas: One (1) 3’ parabolic grid antenna with a RAD center elevation of 96-ft above
the existing tower base.
Coax Cables: One (1) 1/2” Æ coax cable.

§ Sprint (Existing/Reserved):
Antennas: Three (3) RFS APXVSPP18-C-A20 panel antennas, three (3) RFS
APXVTM14 panel antennas, six (6) Alcatel-Lucent 1900 MHz RRH’s, three (3) Alcatel-
Lucent 800 MHz RRH’s and three (3) Alcatel-Lucent TD-RRH8x20 remote radio heads
mounted on three (3) sector frames  with a RAD center elevation of 89-ft above the
existing tower base.
Coax Cables: Four (4) 1-1/4” Æ fiber cables and one (1) RET cable.

§ T-Mobile: (Existing):
Antennas:  Three (3) Ericsson AIR21 panel antennas and three (3) RFS TMA’s
pipe mounted to the tower legs with a RAD center elevation of 83-ft above the
existing tower base.
Coax Cables: Twelve (12) 1 5/8” Æ and one (1) 7/8” Æ coax cables.
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REPORT SECTION 1-2

§ WCSU FM (Existing):
Antennas:  One (1) 4-Bay Shively Labs 6810 FM Antenna w/ Radomes with a RAD
center elevation of 65-ft above the existing tower base.
Coax Cables: One (1) 1 5/8” Æ coax cable.

§ Sprint (Existing):
Antennas: (1) GPS antenna mounted to a 2’ standoff mount with a RAD center elevation
of 30-ft above the existing tower base.
Coax Cables: One (1) 1/2” Æ coax cable.

§ AT&T Mobility (Proposed):
Antennas: Six (6) CCI OPA-65R-LUCC-H4 panel antennas, six (6) Ericsson RRUS-
11 remote radio heads, three (3) Ericsson RRUS-12 remote radio heads, three (3)
Ericsson RRUS-32 remote radio heads, three (3) Ericsson A2 units and four (4)
Raycap DC6-48-60-18-8F surge arrestors mounted on three (3) existing sector
frames  with a RAD center elevation of 98-ft above the existing tower base.
Coax Cables: Two (2) fiber cable, eight (8) dc control cables and three (3) RET
cables running on a face of the existing tower

P r i m a r y  A s s u m p t i o n s  U s e d  i n  t h e  A n a l y s i s
§ The tower structure’s theoretical capacity not including any assessment of the

condition of the tower.

§ The tower carries the horizontal and vertical loads due to the weight of antennas, ice
load and wind.

§ Tower is properly installed and maintained.

§ Tower is in plumb condition.

§ Tower loading for antennas and mounts as listed in this report.

§ All bolts are appropriately tightened providing the necessary connection continuity.

§ All welds are fabricated with ER-70S-6 electrodes.

§ All members are assumed to be as specified in the original tower design documents.

§ All members are “hot dipped” galvanized in accordance with ASTM A123 and ASTM
A153 Standards.

§ All member protective coatings are in good condition.

§ All tower members were properly designed, detailed, fabricated, installed and have
been properly maintained since erection.

§ Any deviation from the analyzed antenna loading will require a new analysis for
verification of structural adequacy.

§ All coax cables shall be routed as specified on in Section 3 of this report.



CENTEK Engineering, Inc.
Structural Analysis - 100-ft NUDD Lattice Tower
AT&T Mobility Antenna Installation –CT968
Danbury, CT
Rev 1 ~ December 1, 2014

REPORT SECTION 1-3

A n a l y s i s
The existing tower was analyzed using a comprehensive computer program entitled Tnxtower.
The program analyzes the tower, considering the worst case loading condition.  The tower is
considered as loaded by concentric forces along the tower shaft, and the model assumes that
the shaft members are subjected to bending, axial, and shear forces.

The existing tower was analyzed for the controlling basic wind speed (fastest mile) with no ice
and a 75% reduction of wind force with ½ inch accumulative ice to determine stresses in
members as per guidelines of TIA/EIA-222-F-96 entitled “Structural Standards for Steel Antenna
Towers and Antenna Supporting Structures”, the American Institute of Steel Construction
(AISC) and the Manual of Steel Construction; Allowable Stress Design (ASD).

The controlling wind speed is determined by evaluating the local available wind speed data as
provided in Appendix K of the CSBC1 and the wind speed data available in the TIA/EIA-222-F-
96 Standard.  The higher of the two wind speeds is utilized in preparation on the tower analysis.

T o w e r  L o a d i n g
Tower loading was determined by the basic wind speed as applied to projected surface areas
with modification factors per TIA/EIA-222-F, gravity loads of the tower structure and its
components, and the application of ½” radial ice on the tower structure and its components.

Basic Wind
Speed:

Fairfield; v = 85 mph (fastest mile)

Danbury; v = 95 mph (3 second gust)
equivalent to v = 77.5 mph (fastest
mile)

TIA/EIA wind speed controls.

[Section 16 of TIA/EIA-222-F-96]

[Appendix K of the 2005 CT
Building Code Supplement]

Load Cases: Load Case 1; 85 mph wind speed w/
no ice plus gravity load – used in
calculation of tower stresses and
rotation.

[Section 2.3.16 of TIA/EIA-222-F-
96]

Load Case 2; 74 mph wind speed w/
½” radial ice plus gravity load – used
in calculation of tower stresses. The
74 mph wind speed velocity
represents 75% of the wind pressure
generated by the 85 mph wind
speed.

[Section 2.3.16 of TIA/EIA-222-F-
96]

Load Case 3; Seismic – not checked [Section 1614.5 of State Bldg.
Code 2005]  does not control in
the design of this structure type

1 The 2005 Connecticut State Building Code as amended by the 2009 CT State Supplement. (CSBC)
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T o w e r  C a p a c i t y

Tower stresses were calculated utilizing the structural analysis software tnxtower.  Allowable
stresses were determined based on Table 5 of the TIA/EIA code with a 1/3 increase per Section
3.1.1.1 of the same code.

§ Calculated stresses were found to be within allowable limits.  In Load Case 2, per
tnxtower “Section Capacity Table”, this tower was found to be at 99.8% of its total
capacity.

F o u n d a t i o n  a n d  A n c h o r s

The existing foundation consists of three (3) 2.0-ft Æ x 4.25-ft long reinforced concrete piers on
a 14.5-ft square x 3-ft thick reinforced concrete pad bearing directly on existing sub grade. The
existing foundation dimensions and sub-grade conditions used in the analysis of the existing
foundation were obtained from the aforementioned manufacturers original design documents;
Fred A. Nudd Corporation; file no: 96-4992. Tower legs are connected to the foundation by
means of (4) 1.5” Æ, ASTM A36 anchor bolts per leg, embedded into the concrete foundation
structure.

§ The tower reactions developed from the governing Load Case 1 were used in the
 verification of the foundation:

Tower Section Elevation
Stress Ratio

(percentage of
capacity)

Result

Diagonal (T2) 60’-0”-80’-0” 99.4% PASS

Leg (T4) 40’-0”-53’-4” 99.8% PASS

Reactions Vector Proposed Base Reactions

Base
Shear 13 kips

Compression 25 kips
Moment 908 kip-ft

Leg
Shear 10 kips

Compression 148 kips
Uplift 133 kips
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§ The anchor bolts were found to be within allowable limits.

Tower
Component Design Limit

Stress Ratio
(percentage of

capacity)
Result

Anchor Bolts Tension 73.4% PASS

§ The foundation was found to be within allowable limits.

Foundation Design
Limit

IBC 2003/2005
CT State Building

Code Section
3108.4.2 (FS)(1)

Proposed
Loading

(FS)(1)
Result

Reinforced
Concrete Mat OTM(2) 2.0 2.08 PASS

C o n c l u s i o n

This analysis shows that the subject tower is adequate to support the proposed antenna
configuration.

The analysis is based, in part, on the information provided to this office by AT&T Mobility. If the
existing conditions are different than the information in this report, Centek Engineering, Inc.
must be contacted for resolution of any potential issues.

Please feel free to call with any questions or comments.

Respectfully Submitted by:

Timothy J. Lynn, PE
Structural Engineer
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S t a n d a r d  C o n d i t i o n s  f o r  F u r n i s h i n g  o f
P r o f e s s i o n a l  E n g i n e e r i n g  S e r v i c e s  o n
E x i s t i n g  S t r u c t u r e s

All engineering services are performed on the basis that the information used is current and
correct.  This information may consist of, but is not necessarily limited to:

§ Information supplied by the client regarding the structure itself, its foundations, the soil
 conditions, the antenna and feed line loading on the structure and its components, or
 other relevant information.

§ Information from the field and/or drawings in the possession of CENTEK engineering,
 Inc. or generated by field inspections or measurements of the structure.

§ It is the responsibility of the client to ensure that the information provide to CENTEK
 engineering, Inc. and used in the performance of our engineering services is correct and
 complete.  In the absence of information to the contrary, we assume that all structures
 were constructed in accordance with the drawings and specifications and are in an un-
 corroded condition and have not deteriorated.  It is therefore assumed that its capacity
 has not significantly changed from the “as new” condition.

§ All services will be performed to the codes specified by the client, and we do not imply to
 meet any other codes or requirements unless explicitly agreed in writing.  If wind and ice
 loads or other relevant parameters are to be different from the minimum values
 recommended by the codes, the client shall specify the exact requirement.  In the
 absence of information to the contrary, all work will be performed in accordance with the
 latest revision of ANSI/ASCE10  & ANSI/EIA-222

§ All services performed, results obtained, and recommendations made are in accordance
 with generally accepted engineering principles and practices.  CENTEK engineering, Inc.
 is not responsible for the conclusions, opinions and recommendations made by others
 based on the information we supply.
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G e n e r a l  D e s c r i p t i o n  o f  S t r u c t u r a l
A n a l y s i s  P r o g r a m
tnxTower, is an integrated structural analysis and design software package for Designed
specifically for the telecommunications industry, tnxTower, formerly ERITower, automates much
of the tower analysis and design required by the TIA/EIA 222 Standard.

tnxTower Features:

§ tnxTower can analyze and design 3- and 4-sided guyed towers, 3- and 4-sided self-
 supporting towers and either round or tapered ground mounted poles with or without
 guys.

§ The program analyzes towers using the TIA-222-G (2005) standard or any of the
 previous TIA/EIA standards back to RS-222 (1959). Steel design is checked using the
 AISC ASD 9th Edition or the AISC LRFD specifications.

§ Linear and non-linear (P-delta) analyses can be used in determining displacements and
 forces in the structure. Wind pressures and forces are automatically calculated.

§ Extensive graphics plots include material take-off, shear-moment, leg compression,
 displacement, twist, feed line, guy anchor and stress plots.

§ tnxTower contains unique features such as True Cable behavior, hog rod take-up,
 foundation stiffness and much more.
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(2) RRUS-11 (ATT - Proposed) 98
RRUS-12 (ATT - Proposed) 98
RRUS-32 (ATT - Proposed) 98
A2 (ATT - Proposed) 98
DC6-48-60-18-8F Surge Arrestor (ATT -
Proposed)

98

DC6-48-60-18-8F Surge Arrestor (ATT -
Proposed)

98

DC6-48-60-18-8F Surge Arrestor (ATT -
Proposed)

98

DC6-48-60-18-8F Surge Arrestor (ATT -
Proposed)

98

12' Boom Starmount 97
12' Boom Starmount 97
12' Boom Starmount 97
Parabolic Grid 96
13-ft T-Frame (Sprint - Existing) 89
13-ft T-Frame (Sprint - Existing) 89

13-ft T-Frame (Sprint - Existing) 89
APXVSPP18-C-A20 (Sprint - Existing) 89
APXVSPP18-C-A20 (Sprint - Existing) 89
APXVSPP18-C-A20 (Sprint - Existing) 89
APXVTM14 (Sprint - Existing) 89
APXVTM14 (Sprint - Existing) 89
APXVTM14 (Sprint - Existing) 89
(2) FD-RRH 4x45 1900 (Sprint -
Existing)

88

(2) FD-RRH 4x45 1900 (Sprint -
Existing)

88

(2) FD-RRH 4x45 1900 (Sprint -
Existing)

88

FD-RRH 2x50 800 (Sprint - Existing) 88
FD-RRH 2x50 800 (Sprint - Existing) 88
FD-RRH 2x50 800 (Sprint - Existing) 88
TD-RRH8x20-25 (Sprint - Existing) 88
TD-RRH8x20-25 (Sprint - Existing) 88
TD-RRH8x20-25 (Sprint - Existing) 88
AIR21 (T-Mobile - Existing) 83
AIR21 (T-Mobile - Existing) 83
AIR21 (T-Mobile - Existing) 83
ATMAA1412D-1A20 Twin TMA
(T-Mobile - Existing)

80

ATMAA1412D-1A20 Twin TMA
(T-Mobile - Existing)

80

ATMAA1412D-1A20 Twin TMA
(T-Mobile - Existing)

80

6810 4 Bay 65
GPS (Sprint) 30
2.5" Tube x 2' Standoff (Sprint) 30

MATERIAL STRENGTH
GRADE GRADEFy FyFu Fu

A500-50 50 ksi 62 ksi
A36 36 ksi 58 ksi

A500M-61 61 ksi 75 ksi
A500-42 42 ksi 58 ksi

TOWER DESIGN NOTES
1. Tower designed for a 85 mph basic wind in accordance with the TIA/EIA-222-F Standard.
2. Tower is also designed for a 74 mph basic wind with 0.50 in ice.
3. Deflections are based upon a 50 mph wind.
4. Grouted pipe f'c is 5 ksi
5. 3/4" dia SR used for sections T3  T4 to account for 5/8" SR with 1/4" bar
6. TOWER RATING: 99.8%
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Tower Input Data

The main tower is a 3x free standing tower with an overall height of 100.00 ft above the ground line.
The base of the tower is set at an elevation of 0.00 ft above the ground line.
The face width of the tower is 3.50 ft at the top and 7.50 ft at the base.
This tower is designed using the TIA/EIA-222-F standard.
The following design criteria apply:

Basic wind speed of 85 mph.
Nominal ice thickness of 0.5000 in.
Ice density of 56 pcf.
A wind speed of 74 mph  is used in combination with ice.
Temperature drop of 50 °F.
Deflections calculated using a wind speed of 50 mph.
3/4'' dia SR used for sections T3 & T4 to account for 5/8'' SR with 1/4'' bar.
Tension only take-up is 0.0313 in.
A non-linear (P-delta) analysis was used.
Grouted pipe f'c is 5 ksi.
Pressures are calculated at each section.
Stress ratio used in tower member design is 1.333.
Local bending stresses due to climbing loads, feedline supports, and appurtenance mounts are not considered.

Options
  Consider Moments - Legs   Distribute Leg Loads As Uniform   Treat Feedline Bundles As Cylinder
  Consider Moments - Horizontals   Assume Legs Pinned   Use ASCE 10 X-Brace Ly Rules
  Consider Moments - Diagonals √ Assume Rigid Index Plate √ Calculate Redundant Bracing Forces
  Use Moment Magnification √ Use Clear Spans For Wind Area   Ignore Redundant Members in FEA
√ Use Code Stress Ratios √ Use Clear Spans For KL/r   SR Leg Bolts Resist Compression
√ Use Code Safety Factors - Guys   Retension Guys To Initial Tension √ All Leg Panels Have Same Allowable
  Escalate Ice   Bypass Mast Stability Checks   Offset Girt At Foundation
  Always Use Max Kz √ Use Azimuth Dish Coefficients √ Consider Feedline Torque
  Use Special Wind Profile √ Project Wind Area of Appurt.   Include Angle Block Shear Check
√ Include Bolts In Member Capacity   Autocalc Torque Arm Areas Poles
  Leg Bolts Are At Top Of Section √ SR Members Have Cut Ends   Include Shear-Torsion Interaction
√ Secondary Horizontal Braces Leg √ Sort Capacity Reports By Component   Always Use Sub-Critical Flow
  Use Diamond Inner Bracing (4 Sided)   Triangulate Diamond Inner Bracing   Use Top Mounted Sockets
  Add IBC .6D+W Combination
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Face C

Triangular To wer

Wind Norma l

Wind 90

Wind 180

Z
X

Tower Section Geometry
Tower

 Section
Tower

 Elevation

ft

Assembly
Database

Description Section
Width

ft

Number
of

Sections

Section
Length

ft
T1 100.00-80.00 3.50 1 20.00
T2 80.00-60.00 3.50 1 20.00
T3 60.00-53.33 3.50 1 6.67
T4 53.33-40.00 3.50 1 13.33
T5 40.00-20.00 3.50 1 20.00
T6 20.00-0.00 5.50 1 20.00

Tower Section Geometry (cont’d)
Tower

 Section
Tower

 Elevation

ft

Diagonal
Spacing

ft

Bracing
Type

Has
K Brace

End
Panels

Has
Horizontals

Top Girt
Offset

in

Bottom Girt
Offset

in
T1 100.00-80.00 3.33 TX Brace No Yes 0.0000 0.0000
T2 80.00-60.00 3.33 TX Brace No Yes 0.0000 0.0000
T3 60.00-53.33 3.34 TX Brace No Yes 0.0000 0.0000
T4 53.33-40.00 3.33 TX Brace No Yes 0.0000 0.0000
T5 40.00-20.00 6.67 X Brace No No 0.0000 0.0000
T6 20.00-0.00 6.67 X Brace No No 0.0000 0.0000
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Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Leg
Type

Leg
Size

Leg
Grade

Diagonal
Type

Diagonal
Size

Diagonal
Grade

T1 100.00-80.00 Pipe P2.5x.276 A500-50
(50 ksi)

Solid Round 5/8 A36
(36 ksi)

T2 80.00-60.00 Grouted Pipe P2.5x.276 A500-50
(50 ksi)

Solid Round 5/8 A36
(36 ksi)

T3 60.00-53.33 Grouted Pipe P3x.3 A500M-61
(61 ksi)

Solid Round 3/4 A36
(36 ksi)

T4 53.33-40.00 Grouted Pipe P3x.3 A500M-61
(61 ksi)

Solid Round 3/4 A36
(36 ksi)

T5 40.00-20.00 Grouted Pipe P5x.375 A500-42
(42 ksi)

Equal Angle L2x2x3/16 A36
(36 ksi)

T6 20.00-0.00 Grouted Pipe P5x.375 A500-42
(42 ksi)

Equal Angle L2 1/2x2 1/2x3/16 A36
(36 ksi)

Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Top Girt
Type

Top Girt
Size

Top Girt
Grade

Bottom Girt
Type

Bottom Girt
Size

Bottom Girt
Grade

T1 100.00-80.00 Equal Angle L1 1/2x1 1/2x3/16 A36
(36 ksi)

Equal Angle A36
(36 ksi)

T2 80.00-60.00 Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

T3 60.00-53.33 Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

Equal Angle A36
(36 ksi)

T4 53.33-40.00 Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

Tower Section Geometry (cont’d)
Tower

 Elevation

ft

No.
of

Mid
Girts

Mid Girt
Type

Mid Girt
Size

Mid Girt
Grade

Horizontal
Type

Horizontal
Size

Horizontal
Grade

T1 100.00-80.00 None Solid Round A572-50
(50 ksi)

Equal Angle L1 1/2x1 1/2x3/16 A36
(36 ksi)

T2 80.00-60.00 None Single Angle A36
(36 ksi)

Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

T3 60.00-53.33 None Single Angle A36
(36 ksi)

Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

T4 53.33-40.00 None Single Angle A36
(36 ksi)

Double Equal
Angle

2L1 1/2x1 1/2x3/16 A36
(36 ksi)

Tower Section Geometry (cont’d)
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Tower
 Elevation

ft

Secondary
Horizontal Type

Secondary Horizontal
Size

Secondary
Horizontal

Grade

Inner Bracing
Type

Inner Bracing Size Inner Bracing
Grade

T4 53.33-40.00 Equal Angle L2 1/2x2 1/2x5/16 A36
(36 ksi)

Equal Angle A36
(36 ksi)

Tower Section Geometry (cont’d)
Tower

 Elevation

ft

Gusset
Area

(per face)

ft2

Gusset
Thickness

in

Gusset Grade Adjust. Factor
Af

Adjust.
Factor

Ar

Weight Mult. Double Angle
Stitch Bolt
Spacing

Diagonals
in

Double Angle
Stitch Bolt
Spacing

Horizontals
in

T1
100.00-80.00

0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

T2 80.00-60.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

T3 60.00-53.33 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

T4 53.33-40.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

T5 40.00-20.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

T6 20.00-0.00 0.00 0.0000 A36
(36 ksi)

1 1 1 36.0000 36.0000

Tower Section Geometry (cont’d)
K Factors1

Tower
 Elevation

ft

Calc
K

Single
Angles

Calc
K

Solid
Rounds

Legs X
Brace
Diags

X
Y

K
Brace
Diags

X
Y

Single
Diags

X
Y

Girts

X
Y

Horiz.

X
Y

Sec.
Horiz.

X
Y

Inner
Brace

X
Y

T1
100.00-80.00

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T2
80.00-60.00

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T3
60.00-53.33

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T4
53.33-40.00

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T5
40.00-20.00

Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

T6 20.00-0.00 Yes Yes 1 1
1

1
1

1
1

1
1

1
1

1
1

1
1

1Note: K factors are applied to member segment lengths. K-braces without inner supporting members will have the K factor in the out-of-plane direction applied to
the overall length.

Tower Section Geometry (cont’d)
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Tower
 Elevation

ft

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

Net Width
Deduct

in

U Net Width
Deduct

in

U Net Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U Net
Width
Deduct

in

U

T1
100.00-80.00

0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1

T2 80.00-60.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T3 60.00-53.33 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T4 53.33-40.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T5 40.00-20.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1
T6 20.00-0.00 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1 0.0000 1

Tower Section Geometry (cont’d)
Tower

 Elevation
ft

Leg
Connection

Type

Leg Diagonal Top Girt Bottom Girt Mid Girt Long Horizontal Short Horizontal

Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No. Bolt Size
in

No.

T1
100.00-80.00

Flange 0.7500
A325N

4 0.5000
A325N

0 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.6250
A325N

0

T2 80.00-60.00 Flange 0.7500
A325N

4 0.5000
A325N

0 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.6250
A325N

0

T3 60.00-53.33 Flange 0.7500
A325N

0 0.5000
A325N

0 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.6250
A325N

0

T4 53.33-40.00 Flange 1.0000
A325N

4 0.5000
A325N

0 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.7500
A325N

1

T5 40.00-20.00 Flange 1.0000
A325N

6 0.6250
A325N

1 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.6250
A325N

0

T6 20.00-0.00 Flange 1.5000
A36

4 0.6250
A325N

1 0.5000
A325N

0 0.5000
A325N

0 0.6250
A325N

0 0.5000
A325N

0 0.6250
A325N

0

Grouted Pipe Properties
 Size Fy

ksi
As
in2

Ac
in2

Wt
plf

Ec
ksi

Em
ksi

Fym
ksi

P2.5x.276 (GR) 50 2.2535 4.2383 16.498 4031 35064 58
P3x.3 (GR) 55 3.0159 6.6052 24.023 4031 36062 64

P5x.375 (GR) 42 6.1120 18.1937 58.701 4031 38598 55

Feed Line/Linear Appurtenances - Entered As Round Or Flat
Description Face

or
Leg

Allow
Shield

Component
Type

Placement

ft

Face
Offset

in

Lateral
Offset

(Frac FW)

# #
 Per
Row

Clear
Spacing

in

Width or
Diameter

in

Perimeter

in

Weight

plf
1 5/8
(FM)

A Yes Ar (CfAe) 55.00 - 6.00 0.0000 0.3 1 1 1.9800 1.9800 1.04

1/2 A Yes Ar (CfAe) 96.00 - 6.00 0.0000 0.32 1 1 0.5800 0.5800 0.25
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Description Face
or

Leg

Allow
Shield

Component
Type

Placement

ft

Face
Offset

in

Lateral
Offset

(Frac FW)

# #
 Per
Row

Clear
Spacing

in

Width or
Diameter

in

Perimeter

in

Weight

plf
HYBRIFLEX

1-1/4''
(Sprint -
Existing)

B Yes Ar (CfAe) 87.00 - 6.00 1.0000 0.25 4 4 1.0000 1.5400 1.30

1/2
(Sprint -
Existing)

B Yes Ar (CfAe) 30.00 - 6.00 1.0000 0.17 1 1 0.5800 0.5800 0.25

0.3'' dia RET
(Sprint -
Existing)

B Yes Ar (CfAe) 87.00 - 6.00 1.0000 0.16 1 1 0.3000 0.3000 0.00

1 5/8
(T-Mobile -

Existing)

C Yes Ar (CfAe) 80.00 - 6.00 1.0000 -0.3 12 6 0.7500
0.5000

1.9800 1.04

7/8
(T-Mobile -

Existing)

C Yes Ar (CfAe) 80.00 - 6.00 1.0000 -0.18 1 1 1.1100 1.1100 0.54

Fiber Trunk
(AT&T -
Proposed)

A Yes Ar (CfAe) 95.00 - 6.00 0.0000 0.25 2 2 0.4000 0.4000 1.00

DC Trunk
(AT&T -
Proposed)

A Yes Ar (CfAe) 95.00 - 6.00 0.0000 0.22 8 4 0.4000 0.4000 0.11

0.3'' dia RET
(AT&T -
Proposed)

A Yes Ar (CfAe) 95.00 - 6.00 0.0000 0.18 3 2 0.3000 0.3000 0.00

Feed Line/Linear Appurtenances Section Areas
Tower
Section

Tower
 Elevation

ft

Face AR

 ft2

AF

ft2

CAAA
In Face

ft2

CAAA
Out Face

ft2

Weight

K
T1 100.00-80.00 A

B
C

4.523
3.768
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.05
0.04
0.00

T2 80.00-60.00 A
B
C

5.967
10.767
21.650

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.06
0.10
0.26

T3 60.00-53.33 A
B
C

2.265
3.591
7.220

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.02
0.03
0.09

T4 53.33-40.00 A
B
C

6.176
7.176

14.430

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.06
0.07
0.17

T5 40.00-20.00 A
B
C

9.267
11.250
21.650

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.08
0.11
0.26

T6 20.00-0.00 A
B
C

6.487
8.213

15.155

0.000
0.000
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.06
0.08
0.18

Feed Line/Linear Appurtenances Section Areas - With Ice
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Tower
Section

Tower
 Elevation

ft

Face
or

Leg

Ice
Thickness

in

AR

 ft2

AF

ft2

CAAA

In Face
ft2

CAAA

Out Face
ft2

Weight

K
T1 100.00-80.00 A

B
C

0.500 7.232
2.240
0.000

4.750
4.445
0.000

0.000
0.000
0.000

0.000
0.000
0.000

0.13
0.09
0.00

T2 80.00-60.00 A
B
C

0.500 9.467
6.400
8.483

6.333
12.700
22.750

0.000
0.000
0.000

0.000
0.000
0.000

0.17
0.25
0.68

T3 60.00-53.33 A
B
C

0.500 3.572
2.134
2.829

2.112
4.235
7.587

0.000
0.000
0.000

0.000
0.000
0.000

0.06
0.08
0.23

T4 53.33-40.00 A
B
C

0.500 9.620
4.266
5.654

4.221
8.465

15.163

0.000
0.000
0.000

0.000
0.000
0.000

0.15
0.16
0.46

T5 40.00-20.00 A
B
C

0.500 14.433
7.717
8.483

6.333
12.700
22.750

0.000
0.000
0.000

0.000
0.000
0.000

0.22
0.25
0.68

T6 20.00-0.00 A
B
C

0.500 10.103
6.323
5.938

4.433
8.890

15.925

0.000
0.000
0.000

0.000
0.000
0.000

0.15
0.18
0.48

Feed Line Shielding
 Section Elevation

ft

Face AR

ft2

AR

Ice
ft2

AF

ft2

AF

Ice
ft2

T1 100.00-80.00 A
B
C

0.195
0.163
0.000

1.644
0.917
0.000

0.170
0.141
0.000

0.449
0.251
0.000

T2 80.00-60.00 A
B
C

0.257
0.465
0.934

2.168
2.621
4.285

0.224
0.404
0.812

0.593
0.716
1.171

T3 60.00-53.33 A
B
C

0.117
0.186
0.374

0.829
0.929
1.519

0.085
0.135
0.271

0.213
0.239
0.390

T4 53.33-40.00 A
B
C

0.320
0.372
0.747

2.451
2.255
3.687

0.676
0.785
1.579

1.514
1.393
2.277

T5 40.00-20.00 A
B
C

0.000
0.000
0.000

0.938
0.923
1.411

0.837
1.017
1.957

1.877
1.845
2.823

T6 20.00-0.00 A
B
C

0.000
0.000
0.000

0.523
0.547
0.786

0.583
0.738
1.363

1.307
1.368
1.966

Feed Line Center of Pressure
 Section Elevation

ft

CPX

in

CPZ

in

CPX

Ice
in

CPZ

Ice
in

T1 100.00-80.00 0.6704 -1.0549 0.4769 -0.7656
T2 80.00-60.00 4.7574 3.0203 3.2022 1.8623
T3 60.00-53.33 4.2318 2.5647 2.9370 1.6042
T4 53.33-40.00 3.2918 1.6990 2.1374 0.9607
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 Section Elevation

ft

CPX

in

CPZ

in

CPX

Ice
in

CPZ

Ice
in

T5 40.00-20.00 4.0544 1.9400 3.4046 1.2863
T6 20.00-0.00 3.9691 1.7668 3.5283 1.2011

Discrete Tower Loads
Description Face

or
Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustment

°

Placement

ft

CAAA
Front

ft2

CAAA
Side

ft2

Weight

K

12' Boom Starmount A From Leg 1.50
0.00
0.00

0.0000 97.00 No Ice
1/2'' Ice

15.00
20.00

8.00
11.00

0.47
0.68

12' Boom Starmount B From Leg 1.50
0.00
0.00

0.0000 97.00 No Ice
1/2'' Ice

15.00
20.00

8.00
11.00

0.47
0.68

12' Boom Starmount C From Leg 1.50
0.00
0.00

0.0000 97.00 No Ice
1/2'' Ice

15.00
20.00

8.00
11.00

0.47
0.68

Parabolic Grid B From Leg 0.50
0.00
0.00

0.0000 96.00 No Ice
1/2'' Ice

1.20
2.00

1.20
2.00

0.02
0.04

APXVSPP18-C-A20
(Sprint - Existing)

A From Leg 3.00
-4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

8.26
8.81

5.28
5.74

0.06
0.11

APXVSPP18-C-A20
(Sprint - Existing)

B From Leg 3.00
-4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

8.26
8.81

5.28
5.74

0.06
0.11

APXVSPP18-C-A20
(Sprint - Existing)

C From Leg 3.00
-4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

8.26
8.81

5.28
5.74

0.06
0.11

APXVTM14
(Sprint - Existing)

A From Leg 3.00
4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

6.90
7.35

3.61
3.97

0.06
0.10

APXVTM14
(Sprint - Existing)

B From Leg 3.00
4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

6.90
7.35

3.61
3.97

0.06
0.10

APXVTM14
(Sprint - Existing)

C From Leg 3.00
4.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

6.90
7.35

3.61
3.97

0.06
0.10

(2) FD-RRH 4x45 1900
(Sprint - Existing)

A From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

2.71
2.94

2.78
3.02

0.06
0.08

(2) FD-RRH 4x45 1900
(Sprint - Existing)

B From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

2.71
2.94

2.78
3.02

0.06
0.08

(2) FD-RRH 4x45 1900
(Sprint - Existing)

C From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

2.71
2.94

2.78
3.02

0.06
0.08

FD-RRH 2x50 800
(Sprint - Existing)

A From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

0.00
0.00

2.25
2.46

0.06
0.09

FD-RRH 2x50 800
(Sprint - Existing)

B From Leg 3.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

0.00
0.00

2.25
2.46

0.06
0.09
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustment

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

0.00
FD-RRH 2x50 800
(Sprint - Existing)

C From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

0.00
0.00

2.25
2.46

0.06
0.09

TD-RRH8x20-25
(Sprint - Existing)

A From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

4.72
5.01

1.70
1.92

0.07
0.10

TD-RRH8x20-25
(Sprint - Existing)

B From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

4.72
5.01

1.70
1.92

0.07
0.10

TD-RRH8x20-25
(Sprint - Existing)

C From Leg 3.00
0.00
0.00

0.0000 88.00 No Ice
1/2'' Ice

4.72
5.01

1.70
1.92

0.07
0.10

13-ft T-Frame
(Sprint - Existing)

A From Leg 1.00
0.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

11.70
16.40

11.70
16.40

0.53
0.74

13-ft T-Frame
(Sprint - Existing)

B From Leg 1.00
0.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

11.70
16.40

11.70
16.40

0.53
0.74

13-ft T-Frame
(Sprint - Existing)

C From Leg 1.00
0.00
0.00

0.0000 89.00 No Ice
1/2'' Ice

11.70
16.40

11.70
16.40

0.53
0.74

AIR21
(T-Mobile - Existing)

A From Leg 2.00
0.00
0.00

0.0000 83.00 No Ice
1/2'' Ice

6.53
6.98

4.36
4.77

0.08
0.12

AIR21
(T-Mobile - Existing)

B From Leg 2.00
0.00
0.00

0.0000 83.00 No Ice
1/2'' Ice

6.53
6.98

4.36
4.77

0.08
0.12

AIR21
(T-Mobile - Existing)

C From Leg 2.00
0.00
0.00

0.0000 83.00 No Ice
1/2'' Ice

6.53
6.98

4.36
4.77

0.08
0.12

ATMAA1412D-1A20 Twin
TMA

(T-Mobile - Existing)

B From Leg 1.00
0.00
0.00

0.0000 80.00 No Ice
1/2'' Ice

0.00
0.00

0.39
0.48

0.01
0.02

ATMAA1412D-1A20 Twin
TMA

(T-Mobile - Existing)

B From Leg 1.00
0.00
0.00

0.0000 80.00 No Ice
1/2'' Ice

0.00
0.00

0.39
0.48

0.01
0.02

ATMAA1412D-1A20 Twin
TMA

(T-Mobile - Existing)

B From Leg 1.00
0.00
0.00

0.0000 80.00 No Ice
1/2'' Ice

0.00
0.00

0.39
0.48

0.01
0.02

6810 4 Bay B From Leg 1.00
0.00
0.00

0.0000 65.00 No Ice
1/2'' Ice

28.90
34.00

28.90
34.00

0.43
1.01

2.5'' Tube x 2' Standoff
(Sprint)

C From Leg 1.00
0.00
0.00

0.0000 30.00 No Ice
1/2'' Ice

1.11
1.44

0.63
0.84

0.12
0.13

GPS
(Sprint)

C From Leg 2.00
0.00
0.00

0.0000 30.00 No Ice
1/2'' Ice

1.00
1.50

1.00
1.50

0.01
0.01

(2) OPA-65R-LCUU-H4
(AT&T - Proposed)

A From Leg 3.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

6.72
7.13

3.41
3.77

0.06
0.10

(2) OPA-65R-LCUU-H4
(AT&T - Proposed)

B From Leg 3.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

6.72
7.13

3.41
3.77

0.06
0.10

(2) OPA-65R-LCUU-H4
(AT&T - Proposed)

C From Leg 3.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

6.72
7.13

3.41
3.77

0.06
0.10
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Description Face
or

Leg

Offset
Type

Offsets:
Horz

Lateral
Vert

ft
ft
ft

Azimuth
Adjustment

°

Placement

ft

CAAA

Front

ft2

CAAA

Side

ft2

Weight

K

0.00
(2) RRUS-11

(AT&T - Proposed)
A From Leg 2.00

0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

2.99
3.23

1.25
1.41

0.05
0.07

RRUS-12
(AT&T - Proposed)

A From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

1.49
1.67

0.06
0.08

RRUS-32
(AT&T - Proposed)

A From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.76
3.02

0.08
0.10

A2
(AT&T - Proposed)

A From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

0.54
0.67

0.02
0.03

(2) RRUS-11
(AT&T - Proposed)

B From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

2.99
3.23

1.25
1.41

0.05
0.07

RRUS-12
(AT&T - Proposed)

B From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

1.49
1.67

0.06
0.08

RRUS-32
(AT&T - Proposed)

B From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.76
3.02

0.08
0.10

A2
(AT&T - Proposed)

B From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

0.54
0.67

0.02
0.03

(2) RRUS-11
(AT&T - Proposed)

C From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

2.99
3.23

1.25
1.41

0.05
0.07

RRUS-12
(AT&T - Proposed)

C From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

1.49
1.67

0.06
0.08

RRUS-32
(AT&T - Proposed)

C From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.76
3.02

0.08
0.10

A2
(AT&T - Proposed)

C From Leg 2.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

0.54
0.67

0.02
0.03

DC6-48-60-18-8F Surge
Arrestor

(AT&T - Proposed)

A From Leg 0.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

2.23
2.45

2.23
2.45

0.02
0.04

DC6-48-60-18-8F Surge
Arrestor

(AT&T - Proposed)

B From Leg 0.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.23
2.45

0.02
0.04

DC6-48-60-18-8F Surge
Arrestor

(AT&T - Proposed)

C From Leg 0.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.23
2.45

0.02
0.04

DC6-48-60-18-8F Surge
Arrestor

(AT&T - Proposed)

C From Leg 0.00
0.00
0.00

0.0000 98.00 No Ice
1/2'' Ice

0.00
0.00

2.23
2.45

0.02
0.04

Tower Pressures - No Ice
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GH = 1.162

Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

T1
100.00-80.00

90.00 1.332 25 74.792 A
B
C

2.276
2.304
2.445

16.726
16.003
12.397

9.583 50.44
52.35
64.57

0.000
0.000
0.000

0.000
0.000
0.000

T2 80.00-60.00 70.00 1.24 23 74.792 A
B
C

2.222
2.042
1.633

18.107
22.699
33.113

9.583 47.14
38.73
27.58

0.000
0.000
0.000

0.000
0.000
0.000

T3 60.00-53.33 56.67 1.167 22 25.290 A
B
C

0.724
0.674
0.538

7.151
8.408

11.850

3.891 49.41
42.84
31.41

0.000
0.000
0.000

0.000
0.000
0.000

T4 53.33-40.00 46.67 1.104 20 50.543 A
B
C

4.003
3.894
3.100

15.847
16.795
23.673

7.776 39.17
37.58
29.04

0.000
0.000
0.000

0.000
0.000
0.000

T5 40.00-20.00 30.00 1 18 99.283 A
B
C

6.440
6.261
5.321

27.841
29.824
40.224

18.574 54.18
51.47
40.78

0.000
0.000
0.000

0.000
0.000
0.000

T6 20.00-0.00 10.00 1 18 139.283 A
B
C

10.235
10.079

9.455

25.061
26.788
33.729

18.574 52.62
50.38
43.01

0.000
0.000
0.000

0.000
0.000
0.000

Tower Pressure - With Ice
GH = 1.162

Section
Elevation

ft

z

ft

KZ qz

psf

tZ

in

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA
In

Face
ft2

CAAA
Out

Face
ft2

T1 100.00-80.00 90.00 1.332 18 0.5000 76.458 A
B
C

6.746
6.640
2.445

27.451
23.186
21.863

12.917 37.77
43.31
53.14

0.000
0.000
0.000

0.000
0.000
0.000

T2 80.00-60.00 70.00 1.24 17 0.5000 76.458 A
B
C

8.186
14.429
24.024

29.162
25.643
26.061

12.917 34.58
32.23
25.79

0.000
0.000
0.000

0.000
0.000
0.000

T3 60.00-53.33 56.67 1.167 16 0.5000 25.846 A
B
C

2.708
4.805
8.005

10.880
9.343
9.448

5.003 36.82
35.36
28.66

0.000
0.000
0.000

0.000
0.000
0.000

T4 53.33-40.00 46.67 1.104 15 0.5000 51.654 A
B
C

7.386
11.751
17.564

24.741
19.583
19.539

9.998 31.12
31.91
26.94

0.000
0.000
0.000

0.000
0.000
0.000

T5 40.00-20.00 30.00 1 14 0.5000 100.952 A
B
C

11.734
18.133
27.205

39.047
32.346
32.624

21.913 43.15
43.41
36.63

0.000
0.000
0.000

0.000
0.000
0.000

T6 20.00-0.00 10.00 1 14 0.5000 140.952 A
B
C

13.944
18.340
24.777

35.821
32.016
31.392

21.913 44.03
43.52
39.01

0.000
0.000
0.000

0.000
0.000
0.000

Tower Pressure - Service
GH = 1.162
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Section
Elevation

ft

z

ft

KZ qz

psf

AG

ft2

F
a
c
e

AF

ft2

AR

ft2

Aleg

ft2

Leg
 %

CAAA

In
Face

ft2

CAAA

Out
Face

ft2

T1
100.00-80.00

90.00 1.332 9 74.792 A
B
C

2.276
2.304
2.445

16.726
16.003
12.397

9.583 50.44
52.35
64.57

0.000
0.000
0.000

0.000
0.000
0.000

T2 80.00-60.00 70.00 1.24 8 74.792 A
B
C

2.222
2.042
1.633

18.107
22.699
33.113

9.583 47.14
38.73
27.58

0.000
0.000
0.000

0.000
0.000
0.000

T3 60.00-53.33 56.67 1.167 7 25.290 A
B
C

0.724
0.674
0.538

7.151
8.408

11.850

3.891 49.41
42.84
31.41

0.000
0.000
0.000

0.000
0.000
0.000

T4 53.33-40.00 46.67 1.104 7 50.543 A
B
C

4.003
3.894
3.100

15.847
16.795
23.673

7.776 39.17
37.58
29.04

0.000
0.000
0.000

0.000
0.000
0.000

T5 40.00-20.00 30.00 1 6 99.283 A
B
C

6.440
6.261
5.321

27.841
29.824
40.224

18.574 54.18
51.47
40.78

0.000
0.000
0.000

0.000
0.000
0.000

T6 20.00-0.00 10.00 1 6 139.283 A
B
C

10.235
10.079

9.455

25.061
26.788
33.729

18.574 52.62
50.38
43.01

0.000
0.000
0.000

0.000
0.000
0.000

Tower Forces - No Ice - Wind Normal To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

1
1
1

1
1
1

12.360
11.915

9.761

0.86 42.91 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

1
1
1

1
1
1

13.224
16.247
24.153

1.26 62.76 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

1
1
1

1
1
1

5.154
6.020
8.742

0.42 62.92 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

1
1
1

1
1
1

14.283
14.902
19.982

0.88 66.32 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

1
1
1

1
1
1

24.002
25.270
32.566

1.37 68.58 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

1
1
1

1
1
1

25.340
26.305
30.334

1.48 73.99 C

Sum Weight: 1.72 9.30  OTM 286.09
kip-ft

6.27

Tower Forces - No Ice - Wind 60 To Face
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

0.8
0.8
0.8

1
1
1

11.905
11.454

9.272

0.83 41.33 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

0.8
0.8
0.8

1
1
1

12.780
15.839
23.826

1.24 61.91 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

0.8
0.8
0.8

1
1
1

5.009
5.885
8.635

0.41 62.14 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

0.8
0.8
0.8

1
1
1

13.482
14.123
19.362

0.86 64.26 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

0.8
0.8
0.8

1
1
1

22.714
24.018
31.502

1.33 66.34 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

0.8
0.8
0.8

1
1
1

23.293
24.289
28.443

1.39 69.38 C

Sum Weight: 1.72 9.30  OTM 278.21
kip-ft

6.05

Tower Forces - No Ice - Wind 90 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

0.85
0.85
0.85

1
1
1

12.018
11.569

9.394

0.83 41.73 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

0.85
0.85
0.85

1
1
1

12.891
15.941
23.908

1.24 62.12 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

0.85
0.85
0.85

1
1
1

5.045
5.918
8.662

0.42 62.33 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

0.85
0.85
0.85

1
1
1

13.682
14.318
19.517

0.86 64.78 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

0.85
0.85
0.85

1
1
1

23.036
24.331
31.768

1.34 66.90 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

0.85
0.85
0.85

1
1
1

23.805
24.793
28.916

1.41 70.53 C

Sum Weight: 1.72 9.30  OTM 280.18
kip-ft

6.10

Tower Forces - With Ice - Wind Normal To Face
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.21 1.10 A
B
C

0.447
0.39

0.318

1.978
2.084
2.249

0.672
0.648
0.622

1
1
1

1
1
1

25.194
21.655
16.035

1.07 53.50 A

T2
80.00-60.00

1.10 1.52 A
B
C

0.488
0.524
0.655

1.915
1.871

1.78

0.692
0.71

0.789

1
1
1

1
1
1

28.357
32.638
44.583

1.59 79.30 C

T3
60.00-53.33

0.37 0.65 A
B
C

0.526
0.547
0.675

1.869
1.846
1.777

0.711
0.723
0.803

1
1
1

1
1
1

10.443
11.559
15.588

0.52 78.11 C

T4
53.33-40.00

0.77 1.66 A
B
C

0.622
0.607
0.718

1.792
1.8

1.778

0.767
0.758
0.833

1
1
1

1
1
1

26.369
26.588
33.843

1.07 80.36 C

T5
40.00-20.00

1.16 3.25 A
B
C

0.503
0.5

0.593

1.896
1.9

1.809

0.699
0.698
0.749

1
1
1

1
1
1

39.030
40.695
51.645

1.51 75.29 C

T6 20.00-0.00 0.82 3.52 A
B
C

0.353
0.357
0.398

2.164
2.155
2.067

0.634
0.635
0.651

1
1
1

1
1
1

36.639
38.673
45.213

1.51 75.33 C

Sum Weight: 4.43 11.68  OTM 347.08
kip-ft

7.26

Tower Forces - With Ice - Wind 60 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.21 1.10 A
B
C

0.447
0.39

0.318

1.978
2.084
2.249

0.672
0.648
0.622

0.8
0.8
0.8

1
1
1

23.845
20.327
15.545

1.01 50.64 A

T2
80.00-60.00

1.10 1.52 A
B
C

0.488
0.524
0.655

1.915
1.871

1.78

0.692
0.71

0.789

0.8
0.8
0.8

1
1
1

26.720
29.752
39.778

1.42 70.76 C

T3
60.00-53.33

0.37 0.65 A
B
C

0.526
0.547
0.675

1.869
1.846
1.777

0.711
0.723
0.803

0.8
0.8
0.8

1
1
1

9.902
10.597
13.987

0.47 70.09 C

T4
53.33-40.00

0.77 1.66 A
B
C

0.622
0.607
0.718

1.792
1.8

1.778

0.767
0.758
0.833

0.8
0.8
0.8

1
1
1

24.892
24.238
30.330

0.96 72.01 C

T5
40.00-20.00

1.16 3.25 A
B
C

0.503
0.5

0.593

1.896
1.9

1.809

0.699
0.698
0.749

0.8
0.8
0.8

1
1
1

36.683
37.068
46.204

1.35 67.36 C

T6 20.00-0.00 0.82 3.52 A
B
C

0.353
0.357
0.398

2.164
2.155
2.067

0.634
0.635
0.651

0.8
0.8
0.8

1
1
1

33.850
35.005
40.258

1.34 67.07 C

Sum Weight: 4.43 11.68  OTM 315.33
kip-ft

6.54

Tower Forces - With Ice - Wind 90 To Face
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.21 1.10 A
B
C

0.447
0.39

0.318

1.978
2.084
2.249

0.672
0.648
0.622

0.85
0.85
0.85

1
1
1

24.182
20.659
15.668

1.03 51.35 A

T2
80.00-60.00

1.10 1.52 A
B
C

0.488
0.524
0.655

1.915
1.871

1.78

0.692
0.71

0.789

0.85
0.85
0.85

1
1
1

27.130
30.473
40.979

1.46 72.89 C

T3
60.00-53.33

0.37 0.65 A
B
C

0.526
0.547
0.675

1.869
1.846
1.777

0.711
0.723
0.803

0.85
0.85
0.85

1
1
1

10.037
10.838
14.387

0.48 72.09 C

T4
53.33-40.00

0.77 1.66 A
B
C

0.622
0.607
0.718

1.792
1.8

1.778

0.767
0.758
0.833

0.85
0.85
0.85

1
1
1

25.261
24.826
31.209

0.99 74.10 C

T5
40.00-20.00

1.16 3.25 A
B
C

0.503
0.5

0.593

1.896
1.9

1.809

0.699
0.698
0.749

0.85
0.85
0.85

1
1
1

37.270
37.975
47.564

1.39 69.34 C

T6 20.00-0.00 0.82 3.52 A
B
C

0.353
0.357
0.398

2.164
2.155
2.067

0.634
0.635
0.651

0.85
0.85
0.85

1
1
1

34.548
35.922
41.496

1.38 69.14 C

Sum Weight: 4.43 11.68  OTM 323.26
kip-ft

6.72

Tower Forces - Service - Wind Normal To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

1
1
1

1
1
1

12.360
11.915

9.761

0.30 14.85 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

1
1
1

1
1
1

13.224
16.247
24.153

0.43 21.72 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

1
1
1

1
1
1

5.154
6.020
8.742

0.15 21.77 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

1
1
1

1
1
1

14.283
14.902
19.982

0.31 22.95 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

1
1
1

1
1
1

24.002
25.270
32.566

0.47 23.73 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

1
1
1

1
1
1

25.340
26.305
30.334

0.51 25.60 C

Sum Weight: 1.72 9.30  OTM 98.99
kip-ft

2.17

Tower Forces - Service - Wind 60 To Face
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

0.8
0.8
0.8

1
1
1

11.905
11.454

9.272

0.29 14.30 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

0.8
0.8
0.8

1
1
1

12.780
15.839
23.826

0.43 21.42 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

0.8
0.8
0.8

1
1
1

5.009
5.885
8.635

0.14 21.50 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

0.8
0.8
0.8

1
1
1

13.482
14.123
19.362

0.30 22.24 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

0.8
0.8
0.8

1
1
1

22.714
24.018
31.502

0.46 22.95 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

0.8
0.8
0.8

1
1
1

23.293
24.289
28.443

0.48 24.01 C

Sum Weight: 1.72 9.30  OTM 96.27
kip-ft

2.09

Tower Forces - Service - Wind 90 To Face
Section

Elevation

ft

Add
Weight

K

Self
Weight

K

F
a
c
e

e CF RR DF DR AE

ft2

F

K

w

plf

Ctrl.
Face

T1
100.00-80.00

0.08 0.75 A
B
C

0.254
0.245
0.198

2.425
2.453
2.601

0.603
0.601

0.59

0.85
0.85
0.85

1
1
1

12.018
11.569

9.394

0.29 14.44 A

T2
80.00-60.00

0.43 1.13 A
B
C

0.272
0.331
0.465

2.374
2.217

1.95

0.608
0.626

0.68

0.85
0.85
0.85

1
1
1

12.891
15.941
23.908

0.43 21.50 C

T3
60.00-53.33

0.14 0.51 A
B
C

0.311
0.359

0.49

2.266
2.151
1.914

0.619
0.636
0.692

0.85
0.85
0.85

1
1
1

5.045
5.918
8.662

0.14 21.57 C

T4
53.33-40.00

0.30 1.26 A
B
C

0.393
0.409

0.53

2.079
2.046
1.864

0.649
0.655
0.713

0.85
0.85
0.85

1
1
1

13.682
14.318
19.517

0.30 22.41 C

T5
40.00-20.00

0.45 2.74 A
B
C

0.345
0.363
0.459

2.183
2.141
1.959

0.631
0.637
0.677

0.85
0.85
0.85

1
1
1

23.036
24.331
31.768

0.46 23.15 C

T6 20.00-0.00 0.32 2.90 A
B
C

0.253
0.265

0.31

2.427
2.394

2.27

0.603
0.606
0.619

0.85
0.85
0.85

1
1
1

23.805
24.793
28.916

0.49 24.41 C

Sum Weight: 1.72 9.30  OTM 96.95
kip-ft

2.11

Force Totals
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Load
Case

Vertical
Forces

K

Sum of
Forces

X
K

Sum of
Forces

Z
K

 Sum of
Overturning
Moments, Mx

kip-ft

 Sum of
Overturning
Moments, Mz

kip-ft

Sum of Torques

kip-ft
Leg Weight 6.99
Bracing Weight 2.30
Total Member Self-Weight 9.30 2.00 -2.59
Total Weight 17.21 2.00 -2.59
Wind 0 deg - No Ice -0.01 -13.14 -895.25 -1.07 3.78
Wind 30 deg - No Ice 6.43 -11.23 -769.17 -441.57 4.36
Wind 60 deg - No Ice 11.09 -6.45 -441.37 -762.74 3.80
Wind 90 deg - No Ice 12.87 0.01 3.52 -883.19 2.25
Wind 120 deg - No Ice 11.29 6.58 451.94 -771.08 0.07
Wind 150 deg - No Ice 6.44 11.24 774.68 -444.20 -2.11
Wind 180 deg - No Ice 0.01 12.92 891.37 -4.11 -3.72
Wind 210 deg - No Ice -6.43 11.23 773.16 436.39 -4.36
Wind 240 deg - No Ice -11.28 6.56 449.31 764.39 -3.85
Wind 270 deg - No Ice -12.87 -0.01 0.48 878.01 -2.25
Wind 300 deg - No Ice -11.10 -6.47 -444.00 759.09 -0.08
Wind 330 deg - No Ice -6.44 -11.24 -770.69 439.03 2.11
Member Ice 2.38
Total Weight Ice 25.49 4.65 -6.80
Wind 0 deg - Ice -0.01 -13.37 -885.20 -5.69 3.34
Wind 30 deg - Ice 6.36 -11.11 -744.80 -434.37 3.69
Wind 60 deg - Ice 10.87 -6.32 -423.43 -741.61 3.15
Wind 90 deg - Ice 12.74 0.01 5.76 -863.86 1.83
Wind 120 deg - Ice 11.50 6.69 450.54 -770.22 -0.04
Wind 150 deg - Ice 6.37 11.11 755.21 -436.30 -1.86
Wind 180 deg - Ice 0.01 12.65 862.74 -7.92 -3.16
Wind 210 deg - Ice -6.36 11.11 754.10 420.76 -3.69
Wind 240 deg - Ice -11.49 6.68 448.61 755.50 -3.30
Wind 270 deg - Ice -12.74 -0.01 3.53 850.26 -1.83
Wind 300 deg - Ice -10.88 -6.33 -425.36 729.11 0.01
Wind 330 deg - Ice -6.37 -11.11 -745.92 422.69 1.86
Total Weight 17.21 2.00 -2.59
Wind 0 deg - Service -0.00 -4.55 -309.49 -0.29 1.31
Wind 30 deg - Service 2.22 -3.89 -265.86 -152.72 1.51
Wind 60 deg - Service 3.84 -2.23 -152.44 -263.85 1.31
Wind 90 deg - Service 4.45 0.00 1.50 -305.53 0.78
Wind 120 deg - Service 3.91 2.28 156.66 -266.74 0.03
Wind 150 deg - Service 2.23 3.89 268.34 -153.63 -0.73
Wind 180 deg - Service 0.00 4.47 308.72 -1.35 -1.29
Wind 210 deg - Service -2.22 3.89 267.81 151.08 -1.51
Wind 240 deg - Service -3.90 2.27 155.75 264.57 -1.33
Wind 270 deg - Service -4.45 -0.00 0.45 303.89 -0.78
Wind 300 deg - Service -3.84 -2.24 -153.35 262.74 -0.03
Wind 330 deg - Service -2.23 -3.89 -266.39 151.99 0.73

Load Combinations
Comb.

No.
Description

1 Dead Only
2 Dead+Wind 0 deg - No Ice
3 Dead+Wind 30 deg - No Ice
4 Dead+Wind 60 deg - No Ice
5 Dead+Wind 90 deg - No Ice
6 Dead+Wind 120 deg - No Ice
7 Dead+Wind 150 deg - No Ice
8 Dead+Wind 180 deg - No Ice
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Comb.
No.

Description

9 Dead+Wind 210 deg - No Ice
10 Dead+Wind 240 deg - No Ice
11 Dead+Wind 270 deg - No Ice
12 Dead+Wind 300 deg - No Ice
13 Dead+Wind 330 deg - No Ice
14 Dead+Ice+Temp
15 Dead+Wind 0 deg+Ice+Temp
16 Dead+Wind 30 deg+Ice+Temp
17 Dead+Wind 60 deg+Ice+Temp
18 Dead+Wind 90 deg+Ice+Temp
19 Dead+Wind 120 deg+Ice+Temp
20 Dead+Wind 150 deg+Ice+Temp
21 Dead+Wind 180 deg+Ice+Temp
22 Dead+Wind 210 deg+Ice+Temp
23 Dead+Wind 240 deg+Ice+Temp
24 Dead+Wind 270 deg+Ice+Temp
25 Dead+Wind 300 deg+Ice+Temp
26 Dead+Wind 330 deg+Ice+Temp
27 Dead+Wind 0 deg - Service
28 Dead+Wind 30 deg - Service
29 Dead+Wind 60 deg - Service
30 Dead+Wind 90 deg - Service
31 Dead+Wind 120 deg - Service
32 Dead+Wind 150 deg - Service
33 Dead+Wind 180 deg - Service
34 Dead+Wind 210 deg - Service
35 Dead+Wind 240 deg - Service
36 Dead+Wind 270 deg - Service
37 Dead+Wind 300 deg - Service
38 Dead+Wind 330 deg - Service

Maximum Member Forces
Section

No.
Elevation

ft
Component

Type
Condition Gov.

Load
Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
T1 100 - 80 Leg Max Tension 8 17.22 -0.00 -0.01

Max. Compression 2 -30.43 0.00 0.08
Max. Mx 5 -5.32 0.40 -0.01
Max. My 2 -5.42 0.01 -0.43
Max. Vy 11 -0.72 0.23 -0.01
Max. Vx 8 0.75 0.02 -0.22

Diagonal Max Tension 7 6.46 0.00 0.00
Horizontal Max Tension 2 0.53 0.00 0.00

Max. Compression 2 -5.21 0.00 0.00
Max. Mx 14 0.13 -0.01 0.00
Max. My 15 0.52 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 15 0.00 0.00 0.00

Top Girt Max Tension 1 0.00 0.00 0.00
Max. Compression 8 -2.53 0.00 0.00

Max. Mx 14 -2.45 -0.01 0.00
Max. My 15 -2.49 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 15 0.00 0.00 0.00

T2 80 - 60 Leg Max Tension 8 66.48 -0.07 -0.25
Max. Compression 6 -82.69 -0.37 -0.21

Max. Mx 5 -71.78 -0.41 0.04
Max. My 2 27.66 -0.01 0.44
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Section
No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
Max. Vy 10 0.22 0.22 -0.17
Max. Vx 3 0.31 -0.16 0.28

Diagonal Max Tension 7 8.78 0.00 0.00
Horizontal Max Tension 6 1.43 0.00 0.00

Max. Compression 6 -7.42 0.00 0.00
Max. Mx 14 0.15 0.01 0.00
Max. My 16 1.20 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

Top Girt Max Tension 1 0.00 0.00 0.00
Max. Compression 2 -5.93 0.00 0.00

Max. Mx 14 -4.93 0.01 0.00
Max. My 16 -4.94 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

T3 60 - 53.33 Leg Max Tension 8 84.27 -0.00 -0.48
Max. Compression 2 -103.61 0.02 0.61

Max. Mx 5 -90.18 -0.60 -0.03
Max. My 8 -57.48 -0.12 -0.62
Max. Vy 2 0.12 -0.32 0.34
Max. Vx 8 -0.13 -0.00 -0.48

Diagonal Max Tension 8 10.23 0.00 0.00
Horizontal Max Tension 2 1.79 0.00 0.00

Max. Compression 6 -10.10 0.00 0.00
Max. Mx 14 0.18 0.01 0.00
Max. My 16 1.51 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

Top Girt Max Tension 1 0.00 0.00 0.00
Max. Compression 6 -8.62 0.00 0.00

Max. Mx 14 -5.99 0.01 0.00
Max. My 16 -6.08 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

T4 53.33 - 40 Leg Max Tension 8 124.96 -0.00 0.56
Max. Compression 2 -146.68 0.18 2.19

Max. Mx 10 -144.86 1.96 -0.94
Max. My 2 -146.68 0.18 2.19
Max. Vy 13 1.14 1.19 0.77
Max. Vx 8 -1.26 0.01 -1.53

Diagonal Max Tension 8 11.31 0.00 0.00
Horizontal Max Tension 2 2.54 0.00 0.00

Max. Compression 2 -10.46 0.00 0.00
Max. Mx 14 0.20 0.01 0.00
Max. My 16 2.16 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

Secondary
Horizontal

Max Tension 2 2.54 0.00 0.00

Max. Compression 2 -2.54 0.00 0.00
Max. Mx 14 0.20 -0.01 0.00
Max. My 16 2.16 0.00 0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

Top Girt Max Tension 1 0.00 0.00 0.00
Max. Compression 6 -9.75 0.00 0.00

Max. Mx 14 -6.61 0.01 0.00
Max. My 16 -6.68 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 16 -0.00 0.00 0.00

Bottom Girt Max Tension 1 0.00 0.00 0.00
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Section
No.

Elevation
ft

Component
Type

Condition Gov.
Load

Comb.

Force

K

Major Axis
Moment

kip-ft

Minor Axis
Moment

kip-ft
Max. Compression 6 -4.97 0.00 0.00

Max. Mx 14 -3.31 0.01 0.00
Max. My 22 -3.54 0.00 -0.00
Max. Vy 14 0.01 0.00 0.00
Max. Vx 22 -0.00 0.00 0.00

T5 40 - 20 Leg Max Tension 8 136.53 -1.41 0.06
Max. Compression 19 -144.67 1.31 -0.00

Max. Mx 2 -142.19 2.19 -0.18
Max. My 9 -5.43 -0.21 2.52
Max. Vy 2 0.25 2.19 -0.18
Max. Vx 9 0.32 -0.21 2.52

Diagonal Max Tension 2 2.96 0.00 0.00
Max. Compression 2 -3.62 0.04 0.00

Max. Mx 8 -1.19 0.05 -0.00
Max. My 8 0.90 -0.02 0.02
Max. Vy 19 -0.02 0.05 0.01
Max. Vx 8 -0.01 0.00 0.00

T6 20 - 0 Leg Max Tension 8 132.98 -1.02 0.01
Max. Compression 19 -147.63 0.00 -0.00

Max. Mx 21 127.35 -1.55 0.01
Max. My 9 -6.89 -0.05 1.66
Max. Vy 25 -0.25 -1.53 -0.00
Max. Vx 9 0.29 -0.05 1.66

Diagonal Max Tension 16 2.18 0.00 0.00
Max. Compression 9 -1.77 0.00 0.00

Max. Mx 19 -0.13 0.07 0.00
Max. My 9 0.01 0.04 0.01
Max. Vy 19 -0.02 0.07 0.00
Max. Vx 22 -0.00 0.00 0.00

Maximum Reactions
Location Condition Gov.

Load
Comb.

Vertical
K

Horizontal, X
K

Horizontal, Z
K

Leg C Max. Vert 23 146.14 7.96 -4.27
Max. Hx 10 143.87 8.51 -4.56
Max. Hz 17 -125.31 -8.16 4.43

Min. Vert 4 -131.56 -7.69 4.10
Min. Hx 17 -125.31 -8.16 4.43
Min. Hz 10 143.87 8.51 -4.56

Leg B Max. Vert 19 148.30 -7.86 -4.53
Max. Hx 25 -123.77 8.02 4.63
Max. Hz 25 -123.77 8.02 4.63

Min. Vert 12 -131.27 7.55 4.34
Min. Hx 6 144.98 -8.39 -4.83
Min. Hz 6 144.98 -8.39 -4.83

Leg A Max. Vert 15 147.18 0.28 9.08
Max. Hx 4 74.50 0.76 4.97
Max. Hz 2 145.22 0.29 9.72

Min. Vert 8 -133.14 -0.28 -8.78
Min. Hx 10 -64.27 -0.77 -4.27
Min. Hz 21 -126.69 -0.23 -9.35
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Tower Mast Reaction Summary
Load

Combination
Vertical

K

Shearx

K

Shearz

K

 Overturning
Moment, Mx

kip-ft

 Overturning
Moment, Mz

kip-ft

Torque

kip-ft
Dead Only 17.21 0.00 0.00 2.04 -2.65 0.01
Dead+Wind 0 deg - No Ice 17.21 -0.01 -13.14 -905.95 -1.12 3.82
Dead+Wind 30 deg - No Ice 17.21 6.43 -11.23 -778.34 -446.87 4.41
Dead+Wind 60 deg - No Ice 17.21 11.09 -6.45 -446.61 -771.87 3.84
Dead+Wind 90 deg - No Ice 17.21 12.87 0.01 3.58 -893.72 2.27
Dead+Wind 120 deg - No Ice 17.21 11.29 6.58 457.35 -780.28 0.07
Dead+Wind 150 deg - No Ice 17.21 6.44 11.24 783.94 -449.52 -2.13
Dead+Wind 180 deg - No Ice 17.21 0.01 12.92 902.03 -4.21 -3.76
Dead+Wind 210 deg - No Ice 17.21 -6.43 11.23 782.43 441.55 -4.41
Dead+Wind 240 deg - No Ice 17.21 -11.28 6.56 454.70 773.47 -3.90
Dead+Wind 270 deg - No Ice 17.21 -12.87 -0.01 0.50 888.46 -2.27
Dead+Wind 300 deg - No Ice 17.21 -11.10 -6.47 -449.31 768.13 -0.08
Dead+Wind 330 deg - No Ice 17.21 -6.44 -11.24 -779.90 444.24 2.13
Dead+Ice+Temp 25.49 0.00 0.00 4.75 -6.97 -0.00
Dead+Wind 0 deg+Ice+Temp 25.49 -0.01 -13.37 -900.80 -5.85 3.44
Dead+Wind 30 deg+Ice+Temp 25.49 6.36 -11.11 -757.99 -442.12 3.82
Dead+Wind 60 deg+Ice+Temp 25.49 10.87 -6.32 -430.93 -754.78 3.26
Dead+Wind 90 deg+Ice+Temp 25.49 12.74 0.01 5.89 -879.18 1.89
Dead+Wind 120 deg+Ice+Temp 25.49 11.50 6.69 458.49 -783.80 -0.03
Dead+Wind 150 deg+Ice+Temp 25.49 6.37 11.11 768.63 -444.06 -1.91
Dead+Wind 180 deg+Ice+Temp 25.49 0.01 12.65 878.08 -8.11 -3.26
Dead+Wind 210 deg+Ice+Temp 25.49 -6.36 11.11 767.52 428.14 -3.82
Dead+Wind 240 deg+Ice+Temp 25.49 -11.49 6.68 456.56 768.73 -3.41
Dead+Wind 270 deg+Ice+Temp 25.49 -12.74 -0.01 3.62 865.25 -1.89
Dead+Wind 300 deg+Ice+Temp 25.49 -10.88 -6.33 -432.92 742.02 0.01
Dead+Wind 330 deg+Ice+Temp 25.49 -6.37 -11.11 -759.14 430.12 1.91
Dead+Wind 0 deg - Service 17.21 -0.00 -4.55 -312.18 -2.11 1.32
Dead+Wind 30 deg - Service 17.21 2.22 -3.89 -268.02 -156.36 1.53
Dead+Wind 60 deg - Service 17.21 3.84 -2.23 -153.23 -268.83 1.33
Dead+Wind 90 deg - Service 17.21 4.45 0.00 2.56 -311.00 0.79
Dead+Wind 120 deg - Service 17.21 3.91 2.28 159.57 -271.75 0.02
Dead+Wind 150 deg - Service 17.21 2.23 3.89 272.61 -157.28 -0.74
Dead+Wind 180 deg - Service 17.21 0.00 4.47 313.48 -3.17 -1.30
Dead+Wind 210 deg - Service 17.21 -2.22 3.89 272.08 151.08 -1.53
Dead+Wind 240 deg - Service 17.21 -3.90 2.27 158.68 265.94 -1.35
Dead+Wind 270 deg - Service 17.21 -4.45 -0.00 1.50 305.73 -0.79
Dead+Wind 300 deg - Service 17.21 -3.84 -2.24 -154.15 264.10 -0.02
Dead+Wind 330 deg - Service 17.21 -2.23 -3.89 -268.56 152.01 0.74

Solution Summary

Load
Comb.

Sum of Applied Forces Sum of Reactions
% ErrorPX

K
PY
K

PZ
K

PX
K

PY
K

PZ
K

1 0.00 -17.21 0.00 0.00 17.21 0.00 0.000%
2 -0.01 -17.21 -13.14 0.01 17.21 13.14 0.000%
3 6.43 -17.21 -11.23 -6.43 17.21 11.23 0.000%
4 11.09 -17.21 -6.45 -11.09 17.21 6.45 0.000%
5 12.87 -17.21 0.01 -12.87 17.21 -0.01 0.000%
6 11.29 -17.21 6.58 -11.29 17.21 -6.58 0.000%
7 6.44 -17.21 11.24 -6.44 17.21 -11.24 0.000%
8 0.01 -17.21 12.92 -0.01 17.21 -12.92 0.000%
9 -6.43 -17.21 11.23 6.43 17.21 -11.23 0.000%
10 -11.28 -17.21 6.56 11.28 17.21 -6.56 0.000%
11 -12.87 -17.21 -0.01 12.87 17.21 0.01 0.000%
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Load
Comb.

Sum of Applied Forces Sum of Reactions
% ErrorPX

K
PY
K

PZ
K

PX
K

PY
K

PZ
K

12 -11.10 -17.21 -6.47 11.10 17.21 6.47 0.000%
13 -6.44 -17.21 -11.24 6.44 17.21 11.24 0.000%
14 0.00 -25.49 0.00 0.00 25.49 0.00 0.000%
15 -0.01 -25.49 -13.37 0.01 25.49 13.37 0.000%
16 6.36 -25.49 -11.11 -6.36 25.49 11.11 0.000%
17 10.87 -25.49 -6.32 -10.87 25.49 6.32 0.000%
18 12.74 -25.49 0.01 -12.74 25.49 -0.01 0.000%
19 11.50 -25.49 6.69 -11.50 25.49 -6.69 0.000%
20 6.37 -25.49 11.11 -6.37 25.49 -11.11 0.000%
21 0.01 -25.49 12.65 -0.01 25.49 -12.65 0.000%
22 -6.36 -25.49 11.11 6.36 25.49 -11.11 0.000%
23 -11.49 -25.49 6.68 11.49 25.49 -6.68 0.000%
24 -12.74 -25.49 -0.01 12.74 25.49 0.01 0.000%
25 -10.88 -25.49 -6.33 10.88 25.49 6.33 0.000%
26 -6.37 -25.49 -11.11 6.37 25.49 11.11 0.000%
27 -0.00 -17.21 -4.55 0.00 17.21 4.55 0.000%
28 2.22 -17.21 -3.89 -2.22 17.21 3.89 0.000%
29 3.84 -17.21 -2.23 -3.84 17.21 2.23 0.000%
30 4.45 -17.21 0.00 -4.45 17.21 -0.00 0.000%
31 3.91 -17.21 2.28 -3.91 17.21 -2.28 0.000%
32 2.23 -17.21 3.89 -2.23 17.21 -3.89 0.000%
33 0.00 -17.21 4.47 -0.00 17.21 -4.47 0.000%
34 -2.22 -17.21 3.89 2.22 17.21 -3.89 0.000%
35 -3.90 -17.21 2.27 3.90 17.21 -2.27 0.000%
36 -4.45 -17.21 -0.00 4.45 17.21 0.00 0.000%
37 -3.84 -17.21 -2.24 3.84 17.21 2.24 0.000%
38 -2.23 -17.21 -3.89 2.23 17.21 3.89 0.000%

Non-Linear Convergence Results
Load

Combination
Converged? Number

 of Cycles
Displacement

Tolerance
Force

Tolerance
1 Yes 4 0.00000001 0.00028477
2 Yes 4 0.00000001 0.00048487
3 Yes 4 0.00000001 0.00027023
4 Yes 4 0.00000001 0.00000619
5 Yes 4 0.00000001 0.00014113
6 Yes 4 0.00000001 0.00008872
7 Yes 4 0.00000001 0.00011574
8 Yes 4 0.00000001 0.00000606
9 Yes 4 0.00000001 0.00025805
10 Yes 4 0.00000001 0.00047065
11 Yes 4 0.00000001 0.00012389
12 Yes 4 0.00000001 0.00000591
13 Yes 4 0.00000001 0.00012296
14 Yes 4 0.00000001 0.00000001
15 Yes 4 0.00000001 0.00047192
16 Yes 4 0.00000001 0.00028180
17 Yes 4 0.00000001 0.00002488
18 Yes 4 0.00000001 0.00010688
19 Yes 4 0.00000001 0.00014141
20 Yes 4 0.00000001 0.00011030
21 Yes 4 0.00000001 0.00002472
22 Yes 4 0.00000001 0.00023462
23 Yes 4 0.00000001 0.00046149
24 Yes 4 0.00000001 0.00010757
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25 Yes 4 0.00000001 0.00002431
26 Yes 4 0.00000001 0.00011779
27 Yes 4 0.00000001 0.00000704
28 Yes 4 0.00000001 0.00000730
29 Yes 4 0.00000001 0.00000746
30 Yes 4 0.00000001 0.00000721
31 Yes 4 0.00000001 0.00001010
32 Yes 4 0.00000001 0.00000722
33 Yes 4 0.00000001 0.00000747
34 Yes 4 0.00000001 0.00000731
35 Yes 4 0.00000001 0.00000704
36 Yes 4 0.00000001 0.00000721
37 Yes 4 0.00000001 0.00001646
38 Yes 4 0.00000001 0.00000721

Maximum Tower Deflections - Service Wind
Section

No.
Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°
T1 100 - 80 6.445 32 0.5728 0.1047
T2 80 - 60 4.042 32 0.5432 0.1044
T3 60 - 53.33 1.950 32 0.4004 0.0841
T4 53.33 - 40 1.413 32 0.3403 0.0695
T5 40 - 20 0.638 32 0.1788 0.0384
T6 20 - 0 0.139 31 0.0716 0.0088

Critical Deflections and Radius of Curvature - Service Wind
Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft
98.00 (2) OPA-65R-LCUU-H4 32 6.200 0.5727 0.1049 77991
97.00 12' Boom Starmount 32 6.078 0.5726 0.1051 77991
96.00 Parabolic Grid 32 5.956 0.5724 0.1052 77991
89.00 APXVSPP18-C-A20 32 5.108 0.5676 0.1057 35450
88.00 (2) FD-RRH 4x45 1900 32 4.988 0.5662 0.1057 32496
83.00 AIR21 32 4.393 0.5545 0.1052 22830
80.00 ATMAA1412D-1A20 Twin TMA 32 4.042 0.5432 0.1044 18344
65.00 6810 4 Bay 32 2.415 0.4420 0.0924 6642
30.00 2.5'' Tube x 2' Standoff 31 0.312 0.1073 0.0205 7778

Maximum Tower Deflections - Design Wind
Section

No.
Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°
T1 100 - 80 18.496 2 1.6411 0.3772
T2 80 - 60 11.620 2 1.5558 0.3748
T3 60 - 53.33 5.614 2 1.1462 0.2850
T4 53.33 - 40 4.073 2 0.9746 0.2329
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Section
No.

Elevation

ft

Horz.
Deflection

in

Gov.
Load

Comb.

Tilt

°

Twist

°
T5 40 - 20 1.833 2 0.5124 0.1114
T6 20 - 0 0.403 19 0.2053 0.0255

Critical Deflections and Radius of Curvature - Design Wind
Elevation

ft

Appurtenance Gov.
Load

Comb.

Deflection

in

Tilt

°

Twist

°

Radius of
Curvature

ft
98.00 (2) OPA-65R-LCUU-H4 2 17.797 1.6409 0.3788 27193
97.00 12' Boom Starmount 2 17.448 1.6406 0.3795 27193
96.00 Parabolic Grid 2 17.099 1.6401 0.3802 27193
89.00 APXVSPP18-C-A20 2 14.671 1.6262 0.3828 12360
88.00 (2) FD-RRH 4x45 1900 2 14.327 1.6220 0.3826 11330
83.00 AIR21 2 12.625 1.5883 0.3794 7958
80.00 ATMAA1412D-1A20 Twin TMA 2 11.620 1.5558 0.3748 6382
65.00 6810 4 Bay 2 6.950 1.2650 0.3169 2283
30.00 2.5'' Tube x 2' Standoff 19 0.895 0.3079 0.0534 2678

Bolt Design Data
Section

No.
Elevation

ft

Component
Type

Bolt
Grade

Bolt Size

in

Number
Of

Bolts

Maximum
Load per

Bolt
K

Allowable
Load

K

Ratio
Load

Allowable

Allowable
Ratio

Criteria

T1 100 Leg A325N 0.7500 4 4.30 19.44 0.221 1.333 Bolt Tension

T2 80 Leg A325N 0.7500 4 16.62 19.44 0.855 1.333 Bolt Tension

T4 53.33 Leg A325N 1.0000 4 31.23 34.56 0.904 1.333 Bolt Tension

Secondary
Horizontal

A325N 0.7500 1 2.54 9.28 0.274 1.333 Bolt Shear

T5 40 Leg A325N 1.0000 6 22.26 34.56 0.644 1.333 Bolt Tension

Diagonal A325N 0.6250 1 3.62 6.44 0.562 1.333 Bolt Shear

T6 20 Leg A36 1.5000 4 33.11 33.82 0.979 1.333 Bolt Tension

Diagonal A325N 0.6250 1 2.18 6.12 0.357 1.333 Member Bearing

Compression Checks

Leg Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 100 - 80 P2.5x.276 20.00 3.33 43.3
K=1.00

25.362 2.2535 -30.43 57.15 0.532

T2 80 - 60 P2.5x.276 (GR) 20.00 3.33 43.3
K=1.00

29.235 2.2535 -82.69 65.88 1.255

T3 60 - 53.33 P3x.3 (GR) 6.67 3.34 35.2
K=1.00

33.632 3.0159 -103.61 101.43 1.021

T4 53.33 - 40 P3x.3 (GR) 13.33 1.67 17.6
K=1.00

36.553 3.0159 -146.68 110.24 1.331

T5 40 - 20 P5x.375 (GR) 20.03 6.68 43.6
K=1.00

27.894 6.1120 -144.67 170.49 0.849

T6 20 - 0 P5x.375 (GR) 20.03 6.68 43.6
K=1.00

27.894 6.1120 -147.63 170.49 0.866

Diagonal Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T5 40 - 20 L2x2x3/16 7.69 3.67 113.8
K=1.02

11.159 0.7150 -3.62 7.98 0.453

T6 20 - 0 L2 1/2x2 1/2x3/16 9.79 4.67 114.9
K=1.01

10.999 0.9020 -1.77 9.92 0.178

Horizontal Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 100 - 80 L1 1/2x1 1/2x3/16 3.50 3.26 128.2
K=0.96

9.083 0.5273 -4.67 4.79 0.974*

T2 80 - 60 2L1 1/2x1 1/2x3/16 3.50 3.26 102.8
K=1.20

12.616 1.0547 -7.42 13.31 0.557

T3 60 - 53.33 2L1 1/2x1 1/2x3/16 3.50 3.21 102.2
K=1.21

12.704 1.0547 -10.10 13.40 0.754

T4 53.33 - 40 2L1 1/2x1 1/2x3/16 3.50 3.21 102.2
K=1.21

12.704 1.0547 -10.46 13.40 0.780

* DL controls

Secondary Horizontal Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa
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63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T4 53.33 - 40 L2 1/2x2 1/2x5/16 3.50 2.92 95.8
K=1.34

13.504 1.4600 -2.54 19.72 0.129

Top Girt Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 100 - 80 L1 1/2x1 1/2x3/16 3.50 3.26 128.2
K=0.96

9.083 0.5273 -2.46 4.79 0.513*

T2 80 - 60 2L1 1/2x1 1/2x3/16 3.50 3.26 102.8
K=1.20

12.616 1.0547 -5.00 13.31 0.376*

T3 60 - 53.33 2L1 1/2x1 1/2x3/16 3.50 3.26 102.8
K=1.20

12.616 1.0547 -8.62 13.31 0.648

T4 53.33 - 40 2L1 1/2x1 1/2x3/16 3.50 3.21 102.2
K=1.21

12.704 1.0547 -9.75 13.40 0.727

* DL controls

Bottom Girt Design Data (Compression)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T4 53.33 - 40 2L1 1/2x1 1/2x3/16 3.50 3.21 102.2
K=1.21

12.704 1.0547 -4.97 13.40 0.371

Tension Checks

Leg Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa

K

Ratio
P
Pa

T1 100 - 80 P2.5x.276 20.00 3.33 43.3 30.000 2.2535 17.22 67.61 0.255

T2 80 - 60 P2.5x.276 (GR) 20.00 3.33 43.3 30.000 2.2535 66.48 67.61 0.983

T3 60 - 53.33 P3x.3 (GR) 6.67 3.34 35.2 36.600 3.0159 84.27 110.38 0.763

T4 53.33 - 40 P3x.3 (GR) 13.33 1.67 17.6 36.600 3.0159 124.96 110.38 1.132

T5 40 - 20 P5x.375 (GR) 20.03 6.68 43.6 25.200 6.1120 136.53 154.02 0.886
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Centek Engineering Inc.
63-2 North Branford Rd.

Project
100' Nudd Lattice - 303 Boxwood Lane, Danbury, CT

Date
09:11:10 12/01/14

Branford, CT 06405
Phone: (203) 488-0580
FAX: (203) 488-8587

Client
AT&T Mobility

Designed by
TJL

Section
No.

Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T6 20 - 0 P5x.375 (GR) 20.03 6.68 43.6 25.200 6.1120 132.98 154.02 0.863

Diagonal Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 100 - 80 5/8 4.83 4.50 345.8 21.600 0.3068 6.46 6.63 0.975

T2 80 - 60 5/8 4.83 4.50 345.8 21.600 0.3068 8.78 6.63 1.325

T3 60 - 53.33 3/4 4.83 4.43 283.6 21.600 0.4418 10.23 9.54 1.072

T4 53.33 - 40 3/4 4.83 4.43 283.5 21.600 0.4418 11.31 9.54 1.185

T5 40 - 20 L2x2x3/16 7.69 3.67 74.0 21.600 0.7150 2.96 15.44 0.192

T6 20 - 0 L2 1/2x2 1/2x3/16 9.79 4.67 74.1 21.600 0.9020 2.18 19.48 0.112

Horizontal Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T1 100 - 80 L1 1/2x1 1/2x3/16 3.50 3.26 85.7 21.600 0.5273 0.53 11.39 0.046

T2 80 - 60 2L1 1/2x1 1/2x3/16 3.50 3.26 85.7 21.600 1.0547 1.43 22.78 0.063

T3 60 - 53.33 2L1 1/2x1 1/2x3/16 3.50 3.21 84.3 21.600 1.0547 1.79 22.78 0.079

T4 53.33 - 40 2L1 1/2x1 1/2x3/16 3.50 3.21 84.3 21.600 1.0547 2.54 22.78 0.112

Secondary Horizontal Design Data (Tension)
Section

No.
Elevation

ft

Size L

ft

Lu

ft

Kl/r Fa

ksi

A

in2

Actual
P
K

Allow.
Pa
K

Ratio
P
Pa

T4 53.33 - 40 L2 1/2x2 1/2x5/16 3.50 2.92 50.6 21.600 1.4600 2.54 31.54 0.081
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Client
AT&T Mobility

Designed by
TJL

Section Capacity Table
Section

No.
Elevation

ft
Component

Type
Size Critical

Element
P
K

SF*Pallow
K

%
Capacity

Pass
Fail

T1 100 - 80 Leg P2.5x.276 3 -30.43 76.19 39.9 Pass
T2 80 - 60 Leg P2.5x.276 (GR) 59 -82.69 87.82 94.2 Pass
T3 60 - 53.33 Leg P3x.3 (GR) 120 -103.61 135.21 76.6 Pass
T4 53.33 - 40 Leg P3x.3 (GR) 138 -146.68 146.95 99.8 Pass
T5 40 - 20 Leg P5x.375 (GR) 192 136.53 205.31 66.5 Pass
T6 20 - 0 Leg P5x.375 (GR) 212 -147.63 227.26 65.0

73.4 (b)
Pass

T1 100 - 80 Diagonal 5/8 10 6.46 8.83 73.1 Pass
T2 80 - 60 Diagonal 5/8 70 8.78 8.83 99.4 Pass
T3 60 - 53.33 Diagonal 3/4 124 10.23 12.72 80.4 Pass
T4 53.33 - 40 Diagonal 3/4 148 11.31 12.72 88.9 Pass
T5 40 - 20 Diagonal L2x2x3/16 210 -3.62 10.64 34.0

42.1 (b)
Pass

T6 20 - 0 Diagonal L2 1/2x2 1/2x3/16 214 -1.77 13.22 13.4
26.7 (b)

Pass

T1 100 - 80 Horizontal L1 1/2x1 1/2x3/16 51 -4.67 4.79 97.4 Pass
T2 80 - 60 Horizontal 2L1 1/2x1 1/2x3/16 75 -7.42 17.74 41.8 Pass
T3 60 - 53.33 Horizontal 2L1 1/2x1 1/2x3/16 129 -10.10 17.86 56.6 Pass
T4 53.33 - 40 Horizontal 2L1 1/2x1 1/2x3/16 151 -10.46 17.86 58.5 Pass
T4 53.33 - 40 Secondary Horizontal L2 1/2x2 1/2x5/16 155 -2.54 26.28 9.7

20.5 (b)
Pass

T1 100 - 80 Top Girt L1 1/2x1 1/2x3/16 4 -2.46 4.79 51.3 Pass
T2 80 - 60 Top Girt 2L1 1/2x1 1/2x3/16 63 -5.00 13.31 37.6 Pass
T3 60 - 53.33 Top Girt 2L1 1/2x1 1/2x3/16 66 -8.62 17.74 48.6 Pass
T4 53.33 - 40 Top Girt 2L1 1/2x1 1/2x3/16 141 -9.75 17.86 54.6 Pass
T4 53.33 - 40 Bottom Girt 2L1 1/2x1 1/2x3/16 144 -4.97 17.86 27.9 Pass

Summary
Leg (T4) 99.8 Pass
Diagonal

(T2)
99.4 Pass

Horizontal
(T1)

97.4 Pass

Secondary
Horizontal

(T4)

20.5 Pass

Top Girt
(T4)

54.6 Pass

Bottom Girt
(T4)

27.9 Pass

Bolt Checks 73.4 Pass
RATING = 99.8 Pass

 Program Version 6.0.0.8 - 9/7/2011 File:J:/Jobs/1430100.WI/04_Structural/Backup Documentation/Calcs/Rev (1)/ERI Files/100-ft NUDD Lattice Tower
Danbury, CT.eri



Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Pier and Mat Foundation Analysis:

Input Data:

Tower Data

Overturning Moment = OM 908 ft× kips×:= (User Input from tnxTower)

Shear Force = St 13 kip×:= (User Input from tnxTower)

Axial Force = WTt 25 kip×:= (User Input from tnxTower)

Max Compression Force = Ct 148 kip×:= (User Input from tnxTower)

Max Uplift Force = Ut 133 kip×:= (User Input from tnxTower)

Tower Height = Ht 100 ft×:= (User Input)

Tower Width = Wt 7.5 ft×:= (User Input)

Tower Position on Foundation (1=offset, 2=centered) = Post 2:= (User Input)

Footing Data:

Overall Depth of Footing = Df 7.0 ft×:= (User Input)

Length of Pier = Lp 4.25 ft×:= (User Input)

Extension of Pier Above Grade = Lpag 0.25 ft×:= (User Input)

Diameter of Pier = dp 2.0 ft×:= (User Input)

Thickness of Footing = Tf 3.0 ft×:= (User Input)

Width of Footing = Wf 14.5 ft×:= (User Input)

Material Properties:

Concrete Compressive Strength = fc 4000 psi×:= (User Input)

Steel Reinforcment Yield S trength = fy 60000 psi×:= (User Input)

Internal Friction Angle of Soil = Φs 30 deg×:= (User Input)

Allowable Soil Bearing Capacity = qs 10000 psf×:= (User Input)

Unit Weight of Soil = γsoil 120 pcf×:= (User Input)

Unit Weight of Concrete = γconc 150 pcf×:= (User Input)

Foundation Bouyancy = Bouyancy 0:= (User Input) (Yes=1 / No=0)

Depth to Neglect = n 0 ft×:= (User Input)

Cohesion of Clay Type Soil = c 0 ksf×:= (User Input) (Use 0 for Sandy Soil)

Seismic Zone Factor = Z 2:= (User Input) (UBC-1997 Fig 23-2)

Coefficient of Friction Between Concrete = μ 0.45:= (User Input)

3 Pier and Pad Foundation.xmcd.xmcd Page 3.4-1
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Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Pier Reinforcement:

Bar Size = BSpier 8:= (User Input)

Bar Diameter = dbpier 1.0 in×:= (User Input)

Number of Bars = NBpier 8:= (User Input)

Clear Cover of Reinforcement = Cvrpier 3 in×:= (User Input)

Reinforcement Location Factor = αpier 1.0:= (User Input) (ACI-2008 12.2.4)

Coating Factor = βpier 1.0:= (User Input) (ACI-2008 12.2.4)

Concrete Strength Factor = λpier 1.0:= (User Input) (ACI-2008 12.2.4)

Reinforcement Size Factor = γpier 1.0:= (User Input) (ACI-2008 12.2.4)

Diameter of Tie = dTie 4 in×:= (User Input)

Pad Reinforcement:

Bar Size = BStop 6:= (User Input) (Top of Pad)

Bar Diameter = dbtop 0.750 in×:= (User Input) (Top of Pad)

Number of Bars = NBtop 15:= (User Input) (Top of Pad)

Bar Size = BSbot 8:= (User Input) (Bottom of Pad)

Bar Diameter = dbbot 1.000 in×:= (User Input) (Bottom of Pad)

Number of Bars = NBbot 15:= (User Input) (Bottom of Pad)

Clear Cover of Reinforcement = Cvrpad 3.0 in×:= (User Input)

Reinforcement Location Factor = αpad 1.0:= (User Input) (ACI-2008 12.2.4)

Coating Factor = βpad 1.0:= (User Input) (ACI-2008 12.2.4)

Concrete Strength Factor = λpad 1.0:= (User Input) (ACI-2008 12.2.4)

Reinforcement Size Factor = γpad 1.0:= (User Input) (ACI-2008 12.2.4)

Calculated Factors:

Pier Reinforcement Bar Area = Abpier
π dbpier

2
×

4
0.785 in

2
×=:=

Pad Top Reinforcement Bar Area = Abtop
π dbtop

2
×

4
0.442 in

2
×=:=

Pad Bottom Reinforcement Bar Area = Abbot
π dbbot

2
×

4
0.785 in

2
×=:=

Coefficient of Lateral Soil Pressure = Kp
1 sin Φs( )+

1 sin Φs( )-
3=:=

Load Factor = LF 1.333 Ht 700 ft×£if

1.7 Ht 1200 ft×³if

1.333
Ht 700ft-

1200ft 700ft-

æ
ç
è

ö
÷
ø

0.4×+ otherwise

1.333=:=

3 Pier and Pad Foundation.xmcd.xmcd Page 3.4-2
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FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Stability of Footing:

Adjusted Concrete Unit Weight = γc if Bouyancy 1= γconc 62.4pcf-, γconc, ( ) 150 pcf×=:=

Adjusted Soil Unit Weight = γs if Bouyancy 1= γsoil 62.4pcf-, γsoil, ( ) 120 pcf×=:=

Passive Pressure = Ppn Kp γs× n× c 2× Kp×+ 0 ksf×=:=

Ppt Kp γs× Df Tf-( )× c 2× Kp×+ 1.44 ksf×=:=

Ptop if n Df Tf-( )< Ppt, Ppn, éë ùû 1.44 ksf×=:=

Pbot Kp γs× Df× c 2× Kp×+ 2.52 ksf×=:=

Pave
Ptop Pbot+

2
1.98 ksf×=:=

Tp if n Df Tf-( )< Tf, Df n-( ), éë ùû 3 ft×=:=

Ap Wf Tp× 43.5 ft
2

×=:=

Ultimate Shear = Su Pave Ap× 86.13 kip×=:=

Weight of Concrete = WTc Wf
2

Tf×æ
è

ö
ø 3( )

dp
2
π×

4
Lp

æç
ç
è

ö÷
÷
ø

×+

éê
ê
ë

ùú
ú
û
γc× 100.621 kip×=:=

Weight of Soil Above Footing = WTs1 Wf
2

3( )
dp

2
π×

4

æç
ç
è

ö÷
÷
ø

×-

éê
ê
ë

ùú
ú
û

Lp Lpag- n-( )×

éê
ê
ë

ùú
ú
û
γs× 96.4 kip×=:=

Foundation has
undercut toe per Fred
A. Nudd dwg 96-4992-1

Weight of Soil Wedge at Back Face = WTs2
Df n-( )2 tan Φs( )×

2
Wf×

éê
ê
ë

ùú
ú
û
γs× 24.612 kip×=:=

Tower Offset = Xt1
Wf
2

Wt cos 30 deg×( )×( )
2

-
é
ê
ë

ù
ú
û

:= Xt2
Wf
2

Wt cos 30 deg×( )×( )
3

-:=

Xt if Post 1= Xt1, Xt2, ( ) 5.085=:=

Xoff2 0:=

Xoff1
Wf
2

Wt cos 30 deg×( )×( )
3

Xt+
é
ê
ë

ù
ú
û

- 0=:=

Xoff if Post 1= Xoff1, Xoff2, ( ):= Xoff 0 ft×=

Total Weight = WTtot WTc WTs1+ 197 kip×=:=

Resisting Moment = Mr WTtot( )
Wf
2

× WTt
Wf
2

Xoff-
æ
ç
è

ö
÷
ø

×+ Su
Tp
3

×
æ
ç
è

ö
÷
ø

+ WTs2 Wf
Df n-( ) tan Φs( )×

3
+

é
ê
ë

ù
ú
û

×+ 2086 kip ft××=:=

Overturning Moment = Mot OM St Lp Tf+( )×+ 1002.3 kip ft××=:= Foundation has undercut toe per Fred A.
Nudd dwg 96-4992-1

Factor of Safety Actual = FS
Mr
Mot

2.08=:=

Factor of Safety Required = FSreq 2:= OverTurning_Moment_Check if FS FSreq³ "Okay", "No Good", ( ):=

OverTurning_Moment_Check "Okay"=

3 Pier and Pad Foundation.xmcd.xmcd Page 3.4-3
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Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Shear Capacity in Pier:

Shear Resistance of Pier = Sp
Pave Ap× μ WTtot×+

FSreq
87.394 kips×=:=

Shear_Check if Sp St> "Okay", "No Good", ( ):=

Shear_Check "Okay"=

Bearing Pressure Caused by Footing:

Total Load = Loadtot WTc WTs1+ WTt+ 222 kip×=:=

Area of the Mat = Amat Wf
2

210.25=:=

Section Modulus of Mat = S
Wf

3

6
508.1 ft

3
×=:=

Maximum Pressure in Mat = Pmax
Loadtot
Amat

Mot
S

+ 3.028 ksf×=:=

Max_Pressure_Check if Pmax qs< "Okay", "No Good", ( ):=

Max_Pressure_Check "Okay"=

Minimum Pressure in Mat = Pmin
Loadtot
Amat

Mot
S

- 0.917- ksf×=:=

Min_Pressure_Check if Pmin 0³( ) Pmin qs<( )× "Okay", "No Good", éë ùû:=

Min_Pressure_Check "No Good"=

Distance to Resultant of Pressure Distribution = Xp
Pmax

Pmax Pmin-

Wf

1
3

× 3.71=:=

Distance to Kern = Xk
Wf
6

2.417=:= Since Resultant Force is Not in Kern, Area to
which Pressure is Applied Must be Reduced.

Eccentricity = e
Mot

Loadtot
4.514=:=

Adjusted Soil Pressure = Pa
2 Loadtot×

3 Wf×
Wf
2

e-
æ
ç
è

ö
÷
ø

×

3.731 ksf×=:=

qadj if Pmin 0< Pa, Pmax, ( ) 3.731 ksf×=:=

Pressure_Check if qadj qs< "Okay", "No Good", ( ):=

Pressure_Check "Okay"=

3 Pier and Pad Foundation.xmcd.xmcd Page 3.4-4
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FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Concrete Bearing Capacity:

Strength Reduction Factor = Φc 0.65:= (ACI-2008 9.3.2.2)

Bearing Strength Between Pier and Pad = Pb Φc 0.85× fc×
π dp

2
×

4
× 999.78 kips×=:= (ACI-2008 10.14)

Bearing_Check if Pb LF Ct×> "Okay", "No Good", ( ):=

Bearing_Check "Okay"=

Shear Strength of Concrete:

Beam Shear: (Critical section located at a distance d from
the face of Pier) (ACI 11.3.1.1)

ϕc 0.85:= (ACI 9.3.2.5)

d Tf Cvrpad- dbbot- 32 in×=:=

FL LF
Ct

Wf
2

× 0.938 ksf×=:=

Vreq FL Xt .5 dp×- d-( )× Wf× 19.297 kips×=:=

VAvail ϕc 2× fc psi×× Wf× d× 599 kip×=:= (ACI-2008 11.2.1.1)

Beam_Shear_Check if Vreq VAvail< "Okay", "No Good", ( ):=

Beam_Shear_Check "Okay"=

Punching Shear: (Critical Section Located at a distance of d/2
from the face of pier) (ACI 11.11.1.2)

Critical Perimeter of Punching Shear = bo dp d+( ) π× 14.7=:=

Area Included Inside Perimeter = Abo
π dp d+( )2×

4
17.1=:=

Required Shear Strength = Vreq FL Wf
2

Abo-æ
è

ö
ø× 181 kips×=:=

Available Shear Strength = VAvail ϕc 4× fc psi×× bo× d× 1210.6 kip×=:= (ACI-2008 11.11.2.1)

Punching_Shear_Check if Vreq VAvail< "Okay", "No Good", ( ):=

Punching_Shear_Check "Okay"=
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Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Steel Reinforcement in Pad:

Required Reinforcement for Bending:

Strength Reduction Factor = ϕm .90:= (ACI-2008 9.3.2.1)

Maximum Moment in Pad = Mmax 352 kip× ft×:= (User Input)

Design Moment = Mn
LF Mmax×

ϕm
521.351 kips ft××=:=

β 0.85 2500 psi× fc£ 4000 psi×£if

0.65 fc 8000 psi×>if

0.85

fc
psi

4000-
æ
ç
è

ö
÷
ø

1000

é
ê
ê
ë

ù
ú
ú
û

0.5×-

é
ê
ê
ë

ù
ú
ú
û

é
ê
ê
ë

ù
ú
ú
û

otherwise

0.85=:=

(ACI-200810.2.7.3)

beff Wt cos 30 deg×( )× dp+ 101.942 in×=:=

As
Mn
fy d×( ) 3.258 in

2
×=:=

a
As fy×

β fc× beff×
0.564 in×=:=

As
Mn

fy d
a
2

-æç
è

ö÷
ø

×

3.287 in
2

×=:=

ρ
As

beff d×
0.01209 in×=:=
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Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Required Reinforcement for Temperature and Shrinkage:

ρsh .0018 fy 60000 psi×³if

.0020 otherwise

0.0018=:=
(ACI -2008 7.12.2.1)

Check Bottom Bars:

As if ρ ρsh³ As, ρsh
beff
2

× d×, 
æ
ç
è

ö
÷
ø

2.9 in
2

×=:=

Asprov Abbot NBbot× 11.8 in
2

×=:=

Pad_Reinforcement_Bot if Asprov As> "Okay", "No Good", ( ):=

Pad_Reinforcement_Bot "Okay"=

Check top Bars:

As if ρ ρsh³ As, ρsh
beff
2

× d×, 
æ
ç
è

ö
÷
ø

2.9 in
2

×=:=

Asprov Abtop NBtop× 6.6 in
2

×=:=

Pad_Reinforcement_Top if Asprov As> "Okay", "No Good", ( ):=

Pad_Reinforcement_Top "Okay"=

Developement Length Pad Reinforcement:

Bar Spacing = BsPad
Wf 2 Cvrpad×- NBbot dbbot×-

NBbot 1-
10.93 in×=:=

Spacing or Cover Dimension = c if Cvrpad
BsPad

2
< Cvrpad, 

BsPad
2

, 
æ
ç
è

ö
÷
ø

3 in×=:=

Transverse Reinforcement Index = ktr 0:= (ACI-2008 12.2.3)

Ldbt
3 fy× αpad βpad× γpad× λpad×

40 fc psi××
c ktr+

dbbot
×

dbbot× 23.7 in×=:=

Minimum Development Length = Ldbmin 12 in×:= (ACI-2008 12.2.1)

LdbtCheck if Ldbt Ldbmin³ "Use L.dbt", "Use L.dbmin", ( ) "Use L.dbt"=:=

Available Length in Pad = LPad
Wf
2

Wt
2

- Cvrpad- 39 in×=:=

Lpad_Check if LPad Ldbt> "Okay", "No Good", ( ):=

Lpad_Check "Okay"=
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Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Steel Reinforcement in Pier:

Area of Pier = Ap
π dp

2
×

4
452.39 in

2
×=:=

Asmin 0.01 0.5× Ap× 2.26 in
2

×=:= (ACI-2008 10.8.4 & 10.9.1)

Asprov NBpier Abpier× 6.28 in
2

×=:=

Steel_Area_Check if Asprov Asmin> "Okay", "No Good", ( ):=

Steel_Area_Check "Okay"=

Bar Spacing In Pier = BsPier
dp π×

NBpier
dbpier- 8.425 in×=:=

Diameter of Reinforcement Cage = Diamcage dp 2 Cvrpier×- 18 in×=:=

Maximum Moment in Pier = Mp St Lp( )× LF× 883.8 in kips××=:=

Pier Check evaluated from outside program and results are listed below;

D N n Pu Mxu( ) dp 12× NBpier BSpier
Ct 1.333×

kips

Mp
in kips×

æ
ç
è

ö
÷
ø

:=

D N n Pu Mxu( ) 24 8 8 197.284 883.779( )=

ϕPn ϕMxn fsp ρ( ) 0 0 0 0( ):=

ϕPn ϕMxn fsp ρ( ) ϕP'n D N, n, Pu, Mxu, ( )T:=

ϕPn ϕMxn fsp ρ( ) 605.792 2.714 10
3

´ 27.286- 0.014æè öø=

Axial_Load_Check if ϕPn Pu³ "Okay", "No Good", ( ):=

Axial_Load_Check "Okay"=

Bending_Check if ϕMxn Mxu³ "Okay", "No Good", ( ):=

Bending_Check "Okay"=
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Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Development Length Pier Reinforcement:

Available Length in Foundation:

Lpier Lp Cvrpier- 48 in×=:=

Lpad Tf Cvrpad- 33 in×=:=

Tension: (ACI-2008 12.2.3)

Spacing or Cover Dimension = c if Cvrpier
BsPier

2
< Cvrpier, 

BsPier
2

, 
æ
ç
è

ö
÷
ø

3 in×=:=

Transverse Reinforcement = ktr 0:= (ACI-2008 12.2.3)

Ldbt
3 fy× αpier βpier× γpier× λpier×

40 fc psi××
c ktr+

dbpier

æ
ç
è

ö
÷
ø

×

dbpier× 23.72 in×=:=

Minimum Development Length = Ldh
1200 dbpier×

fc
psi

.7× 13.282 in×=:= (ACI 12.2.1)

Pier reinforcement bars are standard 90 degree hooks
and therefore developement in the pad is computed
as follows:

Ldb max Ldbt Ldbmin, ( ) 23.717 in×=:=

Ltension_Check if Lpier Lpad+ Ldbt> "Okay", "No Good", ( ):=

Ltension_Check "Okay"=

Compression: (ACI-2008 12.3.2)

Ldbc1
.02 dbpier× fy×

fc psi×
18.974 in×=:=

Ldbmin 0.0003
in

2

lb
× dbpier fy×( )× 18 in×=:=

Ldbc if Ldbc1 Ldbmin³ Ldbc1, Ldbmin, ( ) 18.974 in×=:=

Lcompression_Check if Lpier Lpad+ Ldbc> "Okay", "No Good", ( ):=

Lcompression_Check "Okay"=
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Subject:

Location:

Rev. 1: 12/1/14

FOUNDATION ANALYSIS

Danbury, CT

Prepared by: T.J.L. Checked by: C.F.C.
Job No. 14301.000

Tie Size and Spacing in Column:

Minimum Tie Size = Tiemin if BSpier 10£ 3, 4, ( ) 3=:=

Used #4 Ties

Seismic Factor = z if Z 2£ 1, 0.5, ( ) 1=:= (ACI-2008 21.10.5)

slim1 16 dbpier× z× 16 in×=:=

slim2
48 dTie×

8
z× 24 in×=:=

slim3 Df z× 84 in×=:=

slim4 18in:=

Maximum Spacing = stie min

slim1

slim2

slim3

slim4

æ
ç
ç
ç
ç
ç
è

ö
÷
÷
÷
÷
÷
ø

æ
ç
ç
ç
ç
ç
è

ö
÷
÷
÷
÷
÷
ø

16 in×=:=

Number of Ties Required = ntie
Lpier 3 in×-

stie
1+ 3.813=:=
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RFDS NAME: DATE: RF PERF ENG:
ISSUE: Approved? (Y/N) RF PERF PHONE:
REVISION: RF MANAGER: RF PERF EMAIL:

TRIDENT:
GSM FREQUENCY:
UMTS FREQUENCY:
LTE FREQUENCY:

I-PLAN JOB NUMBER:

USID: LOCATION NAME: ORACLE PROJECT #:
REGION: MARKET: SEARCH RING NAME:
ADDRESS:. STATE: SEARCH RING ID:
ZIP CODE: MSA/RSA: BTA:
LATITUDE (D-M-S): LAT (DEC. DEG.): LONG (DEC. DEG.):

BORDER CELL WITH
CONTOUR COORD:

0 0

AM STUDY REQ'D
(Y/N):
FREQ COORD:

STRUCTURE TYPE:

FCC ASR NUMBER:

PSAP ID: E911 PHASE: LMU REQUIRED: ESRN: DATE LIVE PH1: DATE LIVE PH2:
ALPHA
BETA
GAMMA
DELTA
EPSILON
PSI

s968 DISASTER PRIORITY:
Sectorized OPS ZONE:

RF ZONE:

MSC
BSC/RNC
LAC
RAC
EQUIPMENT VENDOR
EQUIPMENT TYPE
LOCATION
CABINET LOCATION

GSM 850 RBS GSM 1900 RBS UMTS 850 RBS UMTS 1900 RBS UMTS 2ND 850 RBS UMTS 2ND 1900 RBS UMTS 3RD 850 RBS UMTS 3RD 1900 RBS UMTS 4TH 850 RBS UMTS 4TH 1900 RBS LTE 700 RBS LTE AWS RBS
CELL ID/BCF
CTS COMMON ID

GSM 850 RBS GSM 1900 RBS UMTS 850 RBS UMTS 1900 RBS UMTS 2ND 850 RBS UMTS 2ND 1900 RBS UMTS 3RD 850 RBS UMTS 3RD 1900 RBS UMTS 4TH 850 RBS UMTS 4TH 1900 RBS LTE 700 RBS LTE AWS RBS
ALPHA (OR OMNI)
BETA
GAMMA
DELTA
EPSILON
PSI

GSM 850 RBS GSM 1900 RBS UMTS 850 RBS UMTS 1900 RBS UMTS 2ND 850 RBS UMTS 2ND 1900 RBS UMTS 3RD 850 RBS UMTS 3RD 1900 RBS UMTS 4TH 850 RBS UMTS 4TH 1900 RBS LTE 700 RBS LTE AWS RBS
ALPHA (OR OMNI)
BETA
GAMMA
DELTA
EPSILON
PSI

GSM 850 RBS GSM 1900 RBS UMTS 850 RBS UMTS 1900 RBS UMTS 2ND 850 RBS UMTS 2ND 1900 RBS UMTS 3RD 850 RBS UMTS 3RD 1900 RBS UMTS 4TH 850 RBS UMTS 4TH 1900 RBS LTE 700 RBS LTE AWS RBS
ALPHA (OR OMNI)
BETA
GAMMA
DELTA
EPSILON
PSI

# T1s
LINK PROFILE
FIBER or ETHERNET?
Tx Board Model
Tx Board QTY
RAX/ECU Board Model
RAX/ECU Board QTY
BBU Board Model
BBU Board QTY
RRU - location

GSM 850 RBS GSM 1900 RBS UMTS 850 RBS UMTS 1900 RBS UMTS 2ND 850 RBS UMTS 2ND 1900 RBS UMTS 3RD 850 RBS UMTS 3RD 1900 RBS UMTS 4TH 850 RBS UMTS 4TH 1900 RBS LTE 700 RBS LTE AWS RBS
ALPHA (OR OMNI)
BETA
GAMMA
DELTA
EPSILON
PSI

# T1s
LINK PROFILE
FIBER or ETHERNET?
Tx Board Model
Tx Board QTY
RAX/ECU Board Model
RAX/ECU Board QTY
BBU Board Model
BBU Board QTY
RRU - location

Pre-construction Y RF DESIGN PHONE: ra9161@att.com
V01 Cameron Syme RF DESIGN EMAIL: 860-513-7598

Section 1 - RFDS GENERAL INFORMATION
s968 11/25/2014 RF DESIGN ENG: Radu Alecsandru

NE MARKET CLUSTER: CT NER Danbury-Boxwood Ln
Boxwood Ln CITY: Danbury CT s968

Section 2 - LOCATION INFORMATION
FA LOCATION CODE: Danbury-Boxwood Ln

INITIATIVE / PROJECT:
Pre-construction RFDS for leasing and zoning purposes, general design. It is not the finalized location, CL and azimuths. RRU positioning may be
different based on the structural analysis.

CGSA - NO FILING TRIGGERED: CGSA LOSS: PCS REDUCED - UPS ZIP:

DIRECTIONS, ACCESS AND
EQUIPMENT LOCATION:

Section 3 - LICENSE COVERAGE/FILING INFORMATION

COUNTY:
LONGITUDE (D-M-S):

SUB-LEASE RIGHTS?: STRUCTURE HEIGHT: MARKET LOCATION 700 MHZ CALL SIGN(S):

LIGHTING TYPE: MARKET LOCATION AWS MHZ CALL SIGN(S):

Section 4 - TOWER/REGULATORY INFORMATION

STRUCTURE AT&T OWNED?: GROUND ELEVATION: MARKET LOCATION 850 MHZ CALL SIGN(S):

ADDTIONAL REGULATORY?: HEIGHT OVERALL: MARKET LOCATION 1900 MHZ CALL SIGN(S):

CGSA - MINOR FILING NEEDED: CGSA EXT AGMT NEEDED: PCS POPS REDUCED:CGSA - MAJOR FILING NEEDED: CGSA SCORECARD UPDATED:

41°23'41.93"N 73°29'12.27"W

Section 6 - RBS GENERAL INFORMATION
4-DIGIT SITE ID: COW OR TOY?: No CELLULAR NETWORK:

Section 5 - E-911 INFORMATION
PSAP NAME: MPC SVC PROVIDER:

Section 7 - RBS SPECIFIC INFORMATION
GSM RBSs UMTS 1ST CARRIER RBSs UMTS 2ND CARRIER RBSs UMTS 3RD CARRIER RBSs UMTS 4TH CARRIER RBSs LTE RBSs

CELL SITE TYPE: SITE TYPE: OPS DISTRICT:
BTS LOCATION ID: ORIGINATING CO: RF DISTRICT:

Section 8 - RBS INDIVIDUAL INFORMATION

Section 9 - SOFT SECTOR ID

Section 10 - CID/SAC

Section 11 - CURRENT RADIO COUNTS (Existing)

Section 12 - CURRENT T1 COUNTS (Existing)
GSM 1st Cabinet GSM 2nd Cabinet UMTS 1st Cabinet UMTS 2nd Cabinet LTE 1st Cabinet LTE 2nd Cabinet

Section 13 - NEW/PROPOSED RADIO COUNTS

Section 14 - NEW/PROPOSED T1 COUNTS
GSM 1st Cabinet GSM 2nd Cabinet UMTS 1st Cabinet UMTS 2nd Cabinet LTE 1st Cabinet LTE 2nd Cabinet



ANTENNA MAKE - MODEL

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

Section 15A - CURRENT SECTOR/CELL INFORMATION - ALPHA (OR OMNI)

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA WEIGHT
ANTENNA SIZE H"xW"xD"
ANTENNA VENDOR

ANTENNA TIP HEIGHT
RADIATION CENTER

ANTENNA GAIN
AZIMUTH

SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

MAGNETIC DECLINATION

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES

CURRENT INJCTR POWER CABLE
CURRENT INJECTORS FOR TMA

TMA/LNA (TYPE/MODEL)

DIPLEXER (QTY/MODEL)
BAS Filter
ANTENNA SHARING KIT?

DC BLOCK (QTY/MODEL)
SURGE ARRESTOR (QTY/MODEL)
DUPLEXER (QTY/MODEL)

Section 15B - CURRENT SECTOR/CELL INFORMATION - BETA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

1900 PDU FOR TMAS
RET EQUIPMENT (QTY/MODEL)

ANTENNA VENDOR
ANTENNA MAKE - MODEL

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

ANTENNA GAIN
AZIMUTH

ANTENNA WEIGHT
ANTENNA SIZE H"xW"xD"

MAGNETIC DECLINATION
ANTENNA TIP HEIGHT
RADIATION CENTER

MCPA MODULES
SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

TMA/LNA (TYPE/MODEL)

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

ANTENNA SHARING KIT?
CURRENT INJCTR POWER CABLE
CURRENT INJECTORS FOR TMA

DUPLEXER (QTY/MODEL)
DIPLEXER (QTY/MODEL)
BAS Filter

RET EQUIPMENT (QTY/MODEL)
DC BLOCK (QTY/MODEL)
SURGE ARRESTOR (QTY/MODEL)

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

Section 15C - CURRENT SECTOR/CELL INFORMATION - GAMMA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

1900 PDU FOR TMAS

ANTENNA SIZE H"xW"xD"
ANTENNA VENDOR
ANTENNA MAKE - MODEL

RADIATION CENTER

ANTENNA GAIN
AZIMUTH

ANTENNA WEIGHT

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

MAGNETIC DECLINATION
ANTENNA TIP HEIGHT

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES
SCPA/MCPA?

CURRENT INJECTORS FOR TMA

TMA/LNA (TYPE/MODEL)

HYBRID COMBINER  (QTY/MODEL )

BAS Filter
ANTENNA SHARING KIT?
CURRENT INJCTR POWER CABLE

SURGE ARRESTOR (QTY/MODEL)
DUPLEXER (QTY/MODEL)
DIPLEXER (QTY/MODEL)

1900 PDU FOR TMAS
RET EQUIPMENT (QTY/MODEL)
DC BLOCK (QTY/MODEL)



ANTENNA MAKE - MODEL

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

Section 15D - CURRENT SECTOR/CELL INFORMATION - DELTA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA WEIGHT
ANTENNA SIZE H"xW"xD"
ANTENNA VENDOR

ANTENNA TIP HEIGHT
RADIATION CENTER

ANTENNA GAIN
AZIMUTH

SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

MAGNETIC DECLINATION

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES

CURRENT INJCTR POWER CABLE
CURRENT INJECTORS FOR TMA

TMA/LNA (TYPE/MODEL)

DIPLEXER (QTY/MODEL)
BAS Filter
ANTENNA SHARING KIT?

DC BLOCK (QTY/MODEL)
SURGE ARRESTOR (QTY/MODEL)
DUPLEXER (QTY/MODEL)

Section 15E - CURRENT SECTOR/CELL INFORMATION - EPSILON

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

1900 PDU FOR TMAS
RET EQUIPMENT (QTY/MODEL)

ANTENNA VENDOR
ANTENNA MAKE - MODEL

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

ANTENNA GAIN
AZIMUTH

ANTENNA WEIGHT
ANTENNA SIZE H"xW"xD"

MAGNETIC DECLINATION
ANTENNA TIP HEIGHT
RADIATION CENTER

MCPA MODULES
SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

TMA/LNA (TYPE/MODEL)

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

ANTENNA SHARING KIT?
CURRENT INJCTR POWER CABLE
CURRENT INJECTORS FOR TMA

DUPLEXER (QTY/MODEL)
DIPLEXER (QTY/MODEL)
BAS Filter

RET EQUIPMENT (QTY/MODEL)
DC BLOCK (QTY/MODEL)
SURGE ARRESTOR (QTY/MODEL)

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH)

Section 15F - CURRENT SECTOR/CELL INFORMATION - ZETA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

1900 PDU FOR TMAS

ANTENNA SIZE H"xW"xD"
ANTENNA VENDOR
ANTENNA MAKE - MODEL

RADIATION CENTER

ANTENNA GAIN
AZIMUTH

ANTENNA WEIGHT

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT

MAGNETIC DECLINATION
ANTENNA TIP HEIGHT

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES
SCPA/MCPA?

CURRENT INJECTORS FOR TMA

TMA/LNA (TYPE/MODEL)

HYBRID COMBINER  (QTY/MODEL )

BAS Filter
ANTENNA SHARING KIT?
CURRENT INJCTR POWER CABLE

SURGE ARRESTOR (QTY/MODEL)
DUPLEXER (QTY/MODEL)
DIPLEXER (QTY/MODEL)

1900 PDU FOR TMAS
RET EQUIPMENT (QTY/MODEL)
DC BLOCK (QTY/MODEL)



TBD TBD TBD TBD

TBD TBD TBD TBD

TBD TBD TBD TBD

0 °

ANTENNA MAKE - MODEL OPA-65R-LCUU-H4

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH) 2 Optic Fiber w 8 DC lines per site

LTE WCS

Section 16A - NEW/PROPOSED SECTOR/CELL INFORMATION - ALPHA (OR OMNI)

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

2 Optic Fiber w 8 DC lines per site
OPA-65R-LCUU-H4

UMTS 850 /LTE-DB

ANTENNA WEIGHT 57
ANTENNA SIZE H"xW"xD" 48 x 15 x 7
ANTENNA VENDOR CCI CCI

48 x 15 x 7
57

ANTENNA TIP HEIGHT 100 '
RADIATION CENTER 98

ANTENNA GAIN
AZIMUTH 60 °

17.0 dBi (high band)
60 °
98 '
100 '

17.0 dBi (high band)

SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT 0 °

MAGNETIC DECLINATION

0 °
0 °

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES

CURRENT INJCTR POWER CABLE n/a
CURRENT INJECTORS FOR TMA n/a

RRH WCS RRUS32 850 RRUS11/700 RRUS11/1900 RRUS12/1900
RRUS-A2

n/a
n/a

DIPLEXER (QTY/MODEL) n/a
BAS Filter n/a
ANTENNA SHARING KIT? n/a n/a

n/a
n/a

DC BLOCK (QTY/MODEL) n/a
SURGE ARRESTOR (QTY/MODEL) SQUID x 4 per site
DUPLEXER (QTY/MODEL) n/a n/a

SQUID x 4 per site
n/a

Section 16B - NEW/PROPOSED SECTOR/CELL INFORMATION - BETA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

1900 PDU FOR TMAS CCU - Kathrein 860 10006

LTE WCS

RET EQUIPMENT (QTY/MODEL) Home Run RET cable n/a
n/a

ANTENNA VENDOR CCI CCI
ANTENNA MAKE - MODEL OPA-65R-LCUU-H4 OPA-65R-LCUU-H4

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH) 2 Optic Fiber w 8 DC lines per site 2 Optic Fiber w 8 DC lines per site

UMTS 850 /LTE-DB

ANTENNA GAIN
AZIMUTH 170 ° 170 °

ANTENNA WEIGHT 57 57
ANTENNA SIZE H"xW"xD" 48 x 15 x 7 48 x 15 x 7

17.0 dBi (high band)17.0 dBi (high band)

MAGNETIC DECLINATION
ANTENNA TIP HEIGHT 100 ' 100 '

0 °

RADIATION CENTER 98 ' 98 '

0 °

MCPA MODULES
SCPA/MCPA?

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT 0 ° 0 °

RRH WCS RRUS32 850 RRUS11/700 RRUS11/1900 RRUS12/1900
RRUS-A2

HYBRID COMBINER  (QTY/MODEL )

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

ANTENNA SHARING KIT? n/a n/a
CURRENT INJCTR POWER CABLE n/a n/a
CURRENT INJECTORS FOR TMA n/a n/a

DUPLEXER (QTY/MODEL) n/a n/a
DIPLEXER (QTY/MODEL) n/a n/a
BAS Filter n/a n/a

RET EQUIPMENT (QTY/MODEL) Home Run RET cable n/a
DC BLOCK (QTY/MODEL) n/a n/a
SURGE ARRESTOR (QTY/MODEL) SQUID x 4 per site SQUID x 4 per site

TX/RX?
TECHNOLOGY
FEEDERS ( # /TYPE/LENGTH) 2 Optic Fiber w 8 DC lines per site

Section 16C - NEW/PROPOSED SECTOR/CELL INFORMATION - GAMMA

ANTENNA CONFIG (FROM BACK):
ANTENNA 1

GSM, UMTS (850 / 1900) or
LTE (700 / AWS)

ANTENNA 2
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 3
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 4
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

ANTENNA 5
GSM, UMTS (850 / 1900) or

LTE (700 / AWS)

LTE WCS

1900 PDU FOR TMAS CCU - Kathrein 860 10006 n/a

2 Optic Fiber w 8 DC lines per site
UMTS 850 /LTE-DB

ANTENNA SIZE H"xW"xD" 48 x 15 x 7
ANTENNA VENDOR CCI
ANTENNA MAKE - MODEL OPA-65R-LCUU-H4 OPA-65R-LCUU-H4

CCI
48 x 15 x 7

RADIATION CENTER 98 '

ANTENNA GAIN
AZIMUTH 300 °

ANTENNA WEIGHT 57
17.0 dBi (high band)

57

300 °
98 '

17.0 dBi (high band)

ELECTRICAL TILT (700/850/1900/AWS)
MECHANICAL DOWNTILT 0 °

MAGNETIC DECLINATION
0 °

ANTENNA TIP HEIGHT 100 ' 100 '

0 °
0 °

HATCHPLATE POWER (Watts)
ERP (Watts)
NARROW BAND LLC  (QTY/MODEL)

MCPA MODULES
SCPA/MCPA?

CURRENT INJECTORS FOR TMA n/a

RRH WCS RRUS32

HYBRID COMBINER  (QTY/MODEL )
850 RRUS11/700 RRUS11/1900 RRUS12/1900

RRUS-A2
n/a

BAS Filter n/a
ANTENNA SHARING KIT? n/a
CURRENT INJCTR POWER CABLE n/a n/a

n/a
n/a

SURGE ARRESTOR (QTY/MODEL) SQUID x 4 per site
DUPLEXER (QTY/MODEL) n/a
DIPLEXER (QTY/MODEL) n/a n/a

n/a
SQUID x 4 per site

1900 PDU FOR TMAS CCU - Kathrein 860 10006
RET EQUIPMENT (QTY/MODEL) Home Run RET cable
DC BLOCK (QTY/MODEL) n/a n/a

n/a
n/a
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The CCI Octoport Multi-Band Antenna Array is an industry first 8-port antenna 

with full WCS Band Coverage.  With four high band ports covering PCS, AWS 

and WCS bands, two 700 MHZ ports, and two 850 MHz ports our octoport 

antenna is ready for 4X4 high band MIMO. 

Modern networks demand high performance, consequently CCI has incorpo-

rated several new and innovative design techniques to provide an antenna  

with excellent side-lobe performance, sharp elevation beams, and high front 

to back ratio. 

Multiple networks can now be connected to a single antenna, reducing tower 

loading and leasing expense, while decreasing deployment time and installa-

tion cost. 

Full band capability for 700 MHz , Cellular 850 MHz, PCS 1900 MHz, AWS 

1710/2155 MHz and WCS 2300 MHz coverage in a single enclosure. 

Benefits 

 RET System allows Inde-
pendent Tilt of each band 
specific paired port 

 Reduces tower loading 

 Frees up space for tower 
mounted Remote Radio 
Heads 

 Single radome with eight 
ports 

 All Band design simplifies 
radio assignments 

 Sharp elevation beam 
eases network planning 

 

Octoport Multi-Band 
Antenna Array 

Features 
 High Band Ports include WCS Band 
 Four High Band ports with four Low Band ports in one antenna 
 Sharp elevation beam 
 Excellent elevation side-lobe performance 
 Excellent MIMO performance due to array spacing 
 Excellent PIM Performance 
 A multi-network solution in one radome 

Applications 
 4x4 MIMO on High Band and Dual 2x2 MIMO on 700 & 850 Low Bands 
 Adding additional capacity without adding additional antennas 
 Adding WCS Band without increasing antenna count 

   65° OCTOPORT MULTI-BAND ANTENNA 

OPA Antenna Series 

Model OPA-65R-LCUU-H4 

www.cciproducts.com Extending Wireless Performance 
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   65° OCTOPORT MULTI-BAND ANTENNA 

OPA-65R Multi-Band Antenna 

Electrical Specifications 

Mechanical Specifications 
Dimensions (LxWxD)  48.0 x 14.4 x 7.3 inches (1218 x 366 x 185 mm)  

Survival Wind Speed  > 150 mph  

Front Wind Load  152 lbs (676 N) @ 100 mph (161 kph) 

Side Wind Load  86 lbs (381 N) @ 100 mph (161 kph) 

Equivalent Flat Plate Area  5.9 ft2 (0.60 m2) 

Weight (w/o RET/Mounting)  57 lbs (26 kg) 

Connector 8; 7-16 DIN female long neck 

Mounting Pole  2-5 inches (5-12 cm) 

RET System Weight 7.0 lbs (3.0 kg) 

Bottom View Antenna Patterns* Rear View 

*Typical antenna patterns. For detail information on antenna pattern, please contact us at info@cciproducts.com. All specifications are subject to change without notice. 

www.cciproducts.com 

OPA Antenna Series 

Model OPA-65R-LCUU-H4 

Frequency Range 

2 X Low Band 
Ports (L) which 
cover the range 
from 698-787 

 4 X High Band Ports (H1 & H2) which cover the full range  
from 1710-2360 MHz 

1850-1990 MHz 
1710-1755/2110-2170  

MHz 
2305-2360 MHz 

Gain 12.7 dBi 13.3 dBi 15.7 dBi 14.9 dBi 16.4 dBi 16.8 dBi 

Azimuth Beamwidth (-3dB) 65° 63° 63° 68° 62° 58° 

Elevation Beamwidth (-3dB)  18.9° 16.5° 8.9° 9.8° 7.7° 6.9° 

Electrical Downtilt  0° to 10°  0° to 10°  0° to 8°  0° to 8°  0° to 8°  0° to 8°  

Elevation Sidelobes (1st Upper)  < -20 dB < -18 dB < -20 dB < -20 dB < -18 dB < -18 dB 

Front-to-Back Ratio @180°   > 28 dB > 28 dB > 30 dB > 30 dB > 30 dB > 30 dB 

Front-to-Back Ratio over ± 20°   > 28 dB > 27 dB > 28 dB > 28 dB > 26 dB > 26 dB 

Cross-Polar Discrimination (at Peak) > 20 dB > 20 dB > 25 dB > 25 dB > 25 dB > 25 dB 

Cross-Polar Discrimination (at ± 60°) > 15 dB > 13 dB > 17 dB > 17 dB > 17 dB > 17 dB 

Cross-Polar Port-to-Port Isolation > 25 dB > 25 dB > 25 dB > 25 dB > 25 dB > 25 dB 

VSWR  < 1.5:1 < 1.5:1 < 1.5:1 < 1.5:1 < 1.5:1 < 1.5:1 

Passive Intermodulation (2x20W) ≤ -150dBc  ≤ -150dBc  ≤ -150dBc  ≤ -150dBc  ≤ -150dBc  ≤ -150dBc  

Input Power  500 Watts CW 500 Watts CW 300 Watts CW 300 Watts CW 300 Watts CW 300 Watts CW 

Polarization  Dual Pol 45° Dual Pol 45° Dual Pol 45° Dual Pol 45° Dual Pol 45° Dual Pol 45° 

Input Impedance 50 Ohms  50 Ohms  50 Ohms  50 Ohms  50 Ohms  50 Ohms  

Lightning Protection  DC Ground  DC Ground  DC Ground  DC Ground  DC Ground  DC Ground  

2 X Low Band 
Ports (C) which 
cover the range 
from 824-894 

      USA HQ: 89 Leuning Street, South Hackensack, NJ 07606 Telephone: 201-342-3338, 
Canada: 411 Legget Drive, Suite 104, Ottawa, ON, Canada K2K 3C9 Telephone: 613-591-6696 

887 MHz Azimuth Elevation 5° 1920 MHz Azimuth Elevation 4° 737 MHz Azimuth 
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Frequency (AT&T)
Band 12 (Lower 700 MHz)
Band 4 (AWS, 17/2100 MHz) — 2Q2011

RF Characteristics
Output power: 2x30 Watts
2x2 MIMO Capable
IBW of 20 MHz
Rx Sens.: Better than -105 dBm (5 MHz)

RET/TMA Support
AISG 2.0 Compatible
Via RET Port and Centre Conductor
Cascading
30 VDC Bias

Environmental
Self Convection
Temperature -40 to 131 F

Power
Input voltage:  -48 VDC or AC (exemption)
Fuse size: 13 – 32 A

• Recommended: 25 A
Power Consumption:

• Typical 200 Watts
• Max  310 Watts
• Excl. RET and TMA load

© Ericsson Inc. 2010, all rights reserved.  | Proprietary and Confidential under NDA  |  2010-11-08  |  Page 26
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Wall and pole mounting brackets
• Reused from RRUW and RRU22
• Vertical Mount Only

Clearing distances:
• Above >= 16 in.
• Below >= 12 in.
• Side >= 0 mm

DC connector
• Bayonet
• Screw terminals in connector plug
• Supported outer cable diameter: 6-18 mm

CPRI connector
• LCD with proprietary cover
• Separate cover available from 1Q2011

Size & Weight 
• Band 4: 44 lbs
• Band 12: 50 lbs
• 17.8” x 17.3” x 7.2” incl. sun shield

RRUS 11 Mechanics



Phone 208.777.1166 Toll Free 800.890.2569 Fax 208.777.4466 www.raycapsurgeprotection.com

FEATURES
• Protects up to 6 Remote Radio Heads, each with its own 

protection circuit.
• Flexible design allows for installation at the top of a tower 

for Remote Radio Head protection. 
• Includes fiber connections for up to 18 pairs of fiber. 
• LED indicators on individual circuits provide visual 

indication of suppressor status. 
• Form ‘C’ relays allow for remote monitoring of the 

suppressor status.
• Patented Strikesorb technology provides over 60 kA of 

surge current capacity per circuit. 
• Strikesorb suppression modules are fully recognized to UL 

1449-3rd Edition Safety Standard, meeting all intermediate 
and high current fault requirements to facilitate use in OEM 
applications. 

• Raycap recommends that DC protection system be installed 
within 2 meters or 6 feet of the radio.

• Dome design is lightweight and aerodynamic providing 
maximum flexibility for installation on top of towers.

DC6-48-60-18-8F
DC Surge Suppression Solution

The DC6-48-60-18 is a dual chambered, DC surge suppression system for use in multi-circuit, 
Distributed Antenna Systems. The system will protect up to 6 Remote Radio Heads from voltage 
surges and lightning, and connect up to 18 fiber pairs. The system is enclosed in a NEMA 4 rated, 
waterproof enclosure.



Raycap, Inc. 806 W. Clearwater Loop • Post Falls • Idaho • 83854 • USA
Phone 208.777.1166 • Toll Free 800.890.2569 • Fax 208.777.4466 • www.raycapsurgeprotection.com

GS-07F-0435V

DC6-48-60-18-8F
DC Power Surge Protection

Electrical Specifications

Model Number DC6-48-60-18-8F

Nominal Operating Voltage 48 VDC

Nominal Discharge Current (In ) 20 kA 8/20 µs

Maximum Discharge Current (Imax ) per NEMA LS-1 60 kA 8/20 µs

Maximum Continuous Operating Voltage (Uc ) 75 VDC

Voltage Protection Rating 400 V

Mechanical Specifications

Suppression Connection Method Compression lug, #2-#14 AWG Copper, #2-#12 Aluminum

Fiber Connection Method LC-LC Single mode duplex

Environmental Rating IP 68, 7m 72hrs

Operating Temperature -40° C to + 80° C

Storage Temperature -70° C to + 80° C

Cold Temperature Cycling IEC 61300-2-22e   -30° C to + 60° C 200 hrs @ 5 psi

Resistance to Aggressive Materials CEI IEC 61073-2 including acids and bases

UV Protection ISO 4892-2 Method A Xenon-Arc 2160 hrs

Weight 20 lbs without Mounting Bracket

STANDARDS
Strikesorb modules are compliant to the following Surge Protection 
Device (SPD) Standards: 

– ANSI/UL 1449 – 3rd Edition
– IEEE C62.41
– NEMA LS-1, IEC 61643-1:2005 2nd Edition:2005
– IEC 61643-12
– EN 61643-11:2002 (including A11:2007)

G02-00-068 REV 050610





PWRTPWRT--212212--SS  
Remote Radio Head Power Cable, 2 conductor with shield, 12 AWG (3.31 mm2)  

Cross Section Drawing 
 

   
 

 

Construction Materials 
Construction Type  Nonarmored 
Conductor Material  Tinned copper 
Dielectric Material  PVC 
Drain Wire Material  Tinned copper 
Filler Material  Polypropylene 
Ground Wire Material  Tinned copper 
Insulation Material, singles  PVC 
Jacket Material  PVC 
Outer Shield (Braid) Coverage  65 % 
Outer Shield (Braid) Gauge  36 AWG 
Outer Shield (Braid) Material  Tinned copper 
Outer Shield (Tape) Material  Aluminum/Poly, nonbonded 
 

Dimensions 
Cable Weight  0.16 kg/m | 0.11 lb/ft 
Diameter Over Conductor, singles 2.5654 mm per 65 strand 

0.1010 in per 65 strand 
Diameter Over Dielectric  3.5814 mm | 0.1410 in 
Diameter Over Drain Wire  1.5200 mm per 7 strand 

0.0598 in per 7 strand 
Diameter Over Ground Wire  2.565 mm | 0.101 in 
Diameter Over Jacket  10.109 mm | 0.398 in 

Product SpecificationsProduct Specifications
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Diameter Over Shield (Braid)  7.823 mm | 0.308 in 
Jacket Thickness  1.143 mm | 0.045 in 
 

Electrical Specifications 
Conductor dc Resistance  1.68 ohms/kft | 5.51 ohms/km 
Conductor dc Resistance Note  Maximum value based on a standard condition of 20 °C (68 °F) 
Safety Voltage Rating  600 V 
 

Environmental Specifications 
Environmental Space  UV resistant for outdoor and/or direct burial installations 
Operating Temperature  40 °C to +90 °C (40 °F to +194 °F) 
Safety Standard  NEC Article 336 (Type TC) 
 

General Specifications 
Application  Industrial 
Cable Type  Power 
Jacket Color  Black 
Conductor Gauge, singles  12 AWG 
Conductor Type, singles  Stranded 
Conductors, quantity  2 
Drain Wire Gauge  16 AWG 
Ground Wire Gauge  12 AWG 
Ground Wire Type  Stranded 
Jacket Color, singles  Black | Red 

Regulatory Compliance/Certifications
Agency Classification
ISO 9001:2008 Designed, manufactured and/or distributed under this quality management system

Product SpecificationsProduct Specifications
PWRTPWRT--212212--SS
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